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FOREWORD

The Nuclear Safety Information Center (NS!C), which was established
in March 1963 at Oak Ridge National Laboratory, is principally supported
by the U.S. Nuclear Regulatory Commission's Office of Nuclear Regulatory
Research. Support is also provided by the Division of Reactor Develop-
ment and Demonstratiom of the U.S. Energy Research and Development Admin-
istration. NC°C is a focal poi.t for the collection, storage, evaluation,
and dissemination of safety informetion to aid those concerned with the
analysis, design, and operation of nuclear facilities. A system of key
words is used to index the information cataloged by the Center. The
title, author, installation, abstract, and key words fog each document
reviewed are recorded at the central computing facility in Unk Ridge.

The reierences are cataioged according to the following categories:

1. General Safety Criteria

2. Siting of Nuclear Facilities

3. Transportation and Hindling of Radioactive Materials
4. Aerospace Safety (inactive ~1970)

5. Heat Transfer and Thermal-Hydraulics

6. Reactor Transients, Kinetics, and Stability

7. Fission Product Release, Transport, and Removal

8. Sources of Energy Rslease under Accident Conditions
9. Nuclear Instrumentation, Control, and Safety Systems
10. Electrical Power Systems

11. Containment of Nuclear Facilities

12. iant Safety Features — Reactor

13. Plant Safety Features — Nonreactor

14. Radionuclide Release and Movement in the Environment
(inactive Sedtember 1973)

15. Environmental Surveys, Monitoring, and Radiation Exposure
of Man (inactive September 1973)

16. Meteorological Considerations
17. Operational Safety and Experience
18. Safety Analysis and Design Reports

LS A



Par W lils (A - S ST aaa =~ . Lol

A O Y IR RGP K A0t A O

BLANK PAGE

5
£
%
| {‘
PO ” Bt T T T T A T A B e AR
i



TN TS T v

vi

19. Rsdiation Dose to Man from Radiocactivity Release to the
Environment (inactive September 1973)

20. Effects of Thermal Modifications on Ecological Systems
{(inactive September 1973)

21. Effects of Radionuclides and lonizing Radiation om
Ecological Systems (inactive September 1973)

Computer programs have been developed that eunable NSIC to (1) operate
a prograa of selective dissemination of information (SD1) to individuals
according to their particular profile of interest, (2) make retrospective
searches of the stored references, and (3) produce topical indexed bibli-
ographies. 1In addition, the Center Staff is available for consultation,
and the document literature at NSIC offices is available for examination.
NSIC reports (i.e., those with the ORNL/NSIC and ORNL/NUREG/NSIC nusbers)
may be purchased from the National Technical Information Service (see in-
side front cover). All of the above services are free to NRC aad ERDA
personnel as well as their direct contractors. They are available to all
others at a nominal cost as determined by the ERDA Cost Recovery Policy.
Persons interested in any of the services offered by NSIC should address

inquiries to:

J. R. Buchanan, Assistant Director
Nuclear Safety Information Center
P.0. Box Y

Oak Ridge National Laborstory

Oak Ridge, Tennessee 37830

Telephone 615-483-8611, Ext. 3-7253
FIS number is 850-7253
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ANNOTATED BIRLIOGRAPHY OF SAFETY~RELATED OCCURRENCES IN
BOILING-WATER NUCLEAR POWER PLANTS
AS REPORTED IN 1975

R. L. Scott R. B. Gallaher

ABSTRACT

This bibliography contains 100-word abstracts of
reports to the U.S. Nuclear Regulatory Commission con-~
cerning operational events that occurred at boiling-water
reactor nuclear power plants in 1975. The report includes
1169 abstracts, arranged alphabetically by reactor name
and then chronologically for each reactor, that describe
incidents, failures, and design or construction deiicien-
cies that were experienced at the facilities. Key-word
and permrited-title indexes are provided to facilitate
location of the subjects of interest, and tables that
summarize the information contained in the biblingraphy
are provided. The information listed in the tables
includes instrument failures, equipment failures, sys-
tem failurcs, cauces of failures, definiencies noted,
and the time of occurrence (i.e., during reiueling,
operation, testing, or construction). Seven of the
unique events that occurred ¢ ving the year are reviewed
in detail.

INTRODUCTION

This report (along with ORNL/NUREG/NSIC-127) represents the eighth
of a serfes issued annually by the Nuclear Safety Information Center
(NSIC). each of which presents abstracts of safety-related occurrences
reporied by light-water reactor licensees in the United States during
the previous year. In particular, this report contains abstracts cof
1169 occurrences reported by licensees of boiling-water reactor nuclear
power plants in the United States during 1975. The seven previous re-
ports! ™7 covered the period 1967 through 1974. In addition, four related
NS1C reportse"11 cont2in information on reactor operating experiences
reported by the U.S. Nuclear Regulatory Commission (formerly AEC) for
the period 1966 through 1974.

Previous reports in this series contained the occurrences for both

pressurized~ and boiling-water reactor facilities; however, due to the

T e e———



continual growth in the number of facilities and consejquently in the
mumber of reports, it has become necessary to issue this year's occur-
rences in two reports. The report that contains thz occurrences at
pressurized-water reactor nuclear power plants is ORNL/NUREG/NSIC-i27,
Anmnotated Biblicgrapny of Safety-Related Occurrences in Pressurized-
Water Nuclear Power Plomts as Reported in 1975.

The occurrence reports listed in this bibliography were submitted
by power plant licensees to NRC in accordance with requirements. The
reporting requirements for nuclear facility licensees are included in
Parts 20, 40, 50, 70, and 73 of Title 10 of the Code of Federal Requla-
tions and described in detail in AEC Regulatory Guide No. 1.16.12 The
requirements for reporting design or construction deficlencies of facili-
ties that have construction permits are given in 10 CFR 50.55, paragraph
e 13

The information for this report was obtained from the computer
files of NSIC in the form of 100-word abstracts of reports from powver
reactor licensees. Techmical specialists at NSIC prepared the abstracts,
with appropriate key words for computer storage and retrieval. Irput
to the computer is a continuing process; therefore, persons desiring an
updating cf the information on operating experiences at nuclear power
plants may obta2in a literature search by contacting NSIC.

The NSIC computer also provides a bimonthly printout of the current
experiences at operating plants; chese : ve published in each issue of
the Miclear Safety jcurnal. Information on the current experiences at
reactors undergoing startup testing or under construction can also be
obtained by contacting the NSIC.

The 100-word abstracts in this report ace arranged alphabetically
according to the name of the reactor and then chronologically for each
reactor. In addition, tables are presented that indicate the number of
times a piece of equipment, an instrument, or a system was reported as
having been involved in a malfunction. 1included in the tables are
causes, deficiencies, and time of occurrence (i.e., during operation,
testing, refueling, or construction). This summary is followed by a
brief discussion of seven occurrences that were considered co be the

most interesting of those reported during the year.
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In addition to the abstracte describing each event, key-word and
permuted-title indexes are provided for quickly determining abstracts
that discuss a particular item of interest. For example, persons inter-
ested in the problems with flow sensors may finc the abstraczs lis:ed
under the key word "sensors, flow"; or, using the permuted-title index,
they can find the abstracts listed with the word "sensor” or with the
word "flow."

Before reviewing the bibliography, it may also be helpful to

review the "Parts and Methods of Indexing Abstracts,™ which shows a

typical abstract with its component parts identified (p. vii). Note the

list of key words, which gives a quick indication of the contents of

the abstract. The availability of the material is indicated for all
abstracts except those that appear in sources such as techmical journals,
which are available in most technical #1brar1es. In these cases, the
name of the journal, issue, date, and page numbers are given above the
abstract. Generally the material rela#ed to licensed facilities may be
found in the U.S. NRC Public Document Room, 1717 H Street, Washington,
D.C. 20545, and/or the material may be purchased frcu the National
Technical Information Service, U.S. Deﬁartuent of Commerce, 5285 Port

Royal Road, Springfield, Virginia 22151.

1

SUMMARY OF OCCURRENCE DATA

The 1169 abstracts ir the bibliography were reviewed and tabula-
tions made of significaat items to indicate the total number of reports
concerned witii those items. These tabulacions indicate items that

should receive more attention by reactor operators, designers, or otner

interested parties. ’
Table 1 lists the equipment, instrument, and system malfunctions.
As the table indicates, the larger an# more complicated systems expe~
rience the most malfunctions. As observed in past years, valves, pipes,
seals, and pumps experience failures host frequently. Switches also
continue as the instrument experiencing problems most frequently. Most

of these troubles are attributable td set-point drift or calibration

problems.
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Table 1. Busber of B probl by comp ant oyoral
Conpanunts Parcemt Sunber Systen Pescont Sambet
Squipname

Salves 29 206 Contatansat iselstien 1s 1%
Pipes 10 ” Nais coviing 10 7
Sexls 7 n Beactss pretectisn 10 ”
Paps 7 ) Shagdown cveling [ ] Te
Yalve eparatecs [ (] wcl ? [
Plesal gesereter 3 30 Coru mpray [ *%
Terbine 4 41 Terws L] 2z
Casctrel red dxive 3 31 Cont s inmuwat b [ad
Choch walew 3 » Preseure rwltef & &1
Festonsrs 3 29 Coslant purification ] n
HacCery 3 20 Emergeacy pewet 3 n
Fhock sboschers 3 27 Mmilisty cooliag 3 28
Tubing 2 20 CIC ) »
Preseure vesanls 2 19 uc 3 b1
Blewery 2 19 otf.gas ) 13
Candenoes 2 18 Feodwater 2 P44
Filcers 2 17 Scandby gas Crestasat 2 n
7 Seush 2 17 Posumst ic b4 19
Pusl elemssc 1 13 Canling tewer b4 19

i 15 Condanser canling 1 1&
St.cuge ceatalmte 1 13 Contaisment peastiatisn 1 e
Contrel red 1 12 Contatomyar sprey i ]
Neak «achgmpet b § [ )
Contalmmest air lock <1 [
Flemge <1 (3
Accumslaters <1 *
Sattaries “i L3
Sesxle -1 3
Transforaurs <l 2

lastrummmcation

Switch 2
Preseurs seapet 124
Lavel senser 50
Cables and commctorn 2
Redist Len nemiters &0
Kelaye »
BSraskers 35
Flew semews
Solametd 20

Cule SERRT
Klectronic fumction wmits
Ia<eore (setrumsst
Becorders
Anmmc Latote
Stoch mmmitors
Selid-otale savice
Cemputar

a A -
——N NN PRV NS

i - aigh-pressure coolent injectiomn; ACIC « tracter core lavlation cosling; LICI « lew-pressure coslast imjectisn.

Table 2 ligts the causes of malfunctions, deficiencies noted, and
the time at which an event cccurred. Again, as in past years, equip-
ment failures and maintenance and design errors were the most numerous.
As expected, design errors are quite numerous since the design encom-
passes the entire plant and also involves conceptual thinking. Instru~
ment calibration problems and set-point drift continue to head the list
of deficiencies, followed closely by piping and seal leaks. Procedural
deficiencies most frequently involved deficient procedures, but failure
of operators to follow procedures is inciuded. The listing under "time
of occurrence” shows that many defective items were found during sur-
veillance testing, and thus their adverse effect on reactor operation

was prevented.
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Table 2. Classificetion of MR preblams by cowse,
deficiency, and time of occusTemce

Pezcent Swmber
Caude
Equignent 5 'ure 0 250
Naisteasnc.: ergor 21 182
Sraiga ervor 15 125
Adniaiet- {ve erver 13 108
OpeTrstes _rot 10 [+
Inotallation erTOY ] ()
Fabrication exrer 2 2
Uesther 1 11
beficiescy
Iastremeat calidratiom 2% b 4
Set-point drifc 20 1mn
Leak 16 135
Proceduces L ] 43
Failure te test [} 52
Cowd [ 50
elde 4 »
Yidbrat ion 4 b}
Labrication 3 25
Redicectivity relesse 2 17
Cotzenion 1 11
Fatlges 1 2
Stress “3 []
Qualicy asswrasce «1 ®
Fige <1 ¢
Eresion «l &
Stress cerrosion -1 3
Time of occw rence
Testing &3 532
Operation 4) 503
Refwling 10 12
Construction 2 22

REVIEW OF SELECTED OCCURRENCES

A review of the reported occurrences indicated that most were of a
routine inconsequential nature; however, a few were significant or
unique. Seven of those occurrences that were considered to be the most
interesting are presented here to fllustrate the types of experiences
that occurred in 1975.

Fuel Cledding Ruptured by Rapid Flux Changse

At Commonweslth Edison’s Dresden 3 BWR, operation for the last two
cycles had been with the peak of the neutron flux and exposure toward
the top of the core. Therefore it was decided to redistribuce the
flux, and ths resulting sequence of events led to some ruptures of fuel
cladding.
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The procedure for flux redistribution was stsrted om Oct. 30,
1974, by lowering the power to 507 of full power. At 2:40 a.m. the
next day, the control-rod sequence was initiated to alter the rod posi-
tions. By 5:00 a.u. the resulting load was 520 Mi(e), and the power
Jdistribution in the core was satisfactory with the power peaked toward
the bottom of the core. However, during this time, the xenon (poisom)
transient had reached its peak. When the xenon stsrted burning out
(introducing positive reactivity), the power peak increased rapidly, and
by 6:24 a.m. excessive power peaking occurred in the lower region of
the core. In an attempt to increase the effective volume of the core
and thereby decrease the power peaking, the operator followed instruc-
tions and vithdrew the control rods. This action, however, resulted in
a 102 increase in the power peak, and the high off-gas radiation alarm
sounded and caused the nuclear engineer to call for an immediate inser-
tion of control rods. Even though the reactor power and peaking were
reduced, the "hi~-hi" off-gas radiation alarm tripped and started the
15-min isolation timer. Additiounal control rods were inserted, and at
7:35 a.m. the hi-hi off-gas radiation alarm clearedc. An off-gas sample
taken at 2:2]1 p.n. showed a release rate of 81,634 uCi/sec. The esti-
mated maximum instantaneous off-gas release rate during the trzasient
was about 300,000 Ci/sec. For the day, October 31, the estimated
average release rate was about 45,000 uCi/sec, which is less than half
of the Technical Specifications limit.

Since this occurrence, it has been necessary to operate at 50Z or
less of full power in order to control the release rate t» desirable
levels. It appears that the cladding of several fuel rcds rup:ured
during this event owing to rapid changes in local pewer in areas of low
fuel exposure. The cause is evidently a fuel and cladding interaction
since no fuel safety limits were even approached. An isotopic analysis
of the off-gas disclosed an approximate 75% "recoil” distribution which
implies little or no holdup in the pellet or fuel column of fission-
product gases. Therefore probably a few relatively large cladding
perforations occurred during the power-peaking transient.

The nuclear engineers will be retrained in the physics of nuclear

reactors. Also, a new procedure for the review and approval of control-




rod sequences for insertions and withdrawal has been placed in effect
along with a new procedure for changing control-rod-sequence sched-

ules. 14515

Cracks in Primary-System Piping

Oa Jan. 28, 1975, Commonwealt)r. Edison notified the MEC's Region
I1I Office of Inspection and Enforcement that five through-wall cracks
had been found in the 10-in.-Ziam core spray piping system at Dresden
2. 1n view of previous crecking problems, the Nuclear Regulatory Com-
mission (NRC) responded ca January 30 with an IE Bulletin requiring the
operators of 23 licensed BWRs to complete within 20 days a prescribed
inspection and test program on affected piping. The NRC subsequently
announced that inspections at 21 of the 23 reactors revealed no cracks
in either the primary reactor piping or backup emergency core-cooling-
system piping. However, an additional through-wall crack was discovered
at Dresden 2 in the core spray systea. The last of the 23 plants,
Dresden 1, asked for and received an extension of time for the requirasd
inspzction. The pipe cracking, which is apparently limited to Dresden
2, is discussed in more detail below.l6718

Cracks in Core Spray System

In its Januazy 28 report to the NRC, the licensee, Commonwealth
Edison Company, reported that three cracks were identified in the A core
spray loop and two in the B core spray loop. The cracks were revealed
when moisture was observed seeping from them after the pijze insulation
was removed in preparation for in-service inspection. The crack: ranged
from 1/8 to 3/4 in. in length on the ocutside surface.

The three cracks in the A loop are in an approximately 9--in.-long
"dutchman" insert that is welded on one end to the reactor-vessel nozzle
safe end and on the other end to the core spray inlet piping. The safe
end and dutchman insert are reportedly fabricated from 316 stainless
steel, and the core spray piping is 304 stainless steel. Two of these
cracks are longitudinal and in the heat-affected zone of the weld between

the safe end and dutchman insert. The other crack is circumferenti{al and

R T




in the heat-affected zone of the weld between the inlet piping and dutch-
man insert.

The two cracks in the B loop are circumferential and on the pipe
side of the heat-affected zome of the weld between the inlet piping and
the dutchman insert.

The additional through-wall crack at Dresden 2 was discovered on
Feb. 9, 1975, in the core spray-injection line ii. the heat-affected zone
of the butt weld. Ultrasonic testing showed the cra-k to be about 1 1/2
in. long on the inside of the pipe from about 10 to 12 o'clock.

The exact cause of the failures at Dresden 2 has not been deter-

mined, but the irvestigation is continuing.!®

Cracks in 4-in. Bypass Lines

The several cracks found in the 4-in. bypass lines around the dis-
charge valves of the recirculating pumps all resulted i.: small leaks.
The latest crack (Dec. 13, 1974) was in the weld at a 4- to o-in. Weld-
olet. Since the crack was downstream of the bypass valve, it could not
be isclated from the reactor vessel. Leaks vere visible at 8 and 6
o'clock around the circumference of this pipe. Ultrasonic and radio-
graphic testing revealed that the cracks started at the inside of the
pipe and progressed to the outside surface.

Although the exact cause of these failures is still unknown, inter-
granular stress-corrosion cracking was indicated by the analysis of
specimens taken from the lines that failed on Unit 2 in September 1974.
The investigation of the problem continues.?20

Cable Fire at Browns Ferry Nuclear\?lant

On Mar. 22, 1975, a fire started at the Browns Ferry Plant in the
cable spreading room at a cable penetration through the wall betwveen
the cable spreading room and the reactor building for Unit 1. There are
three BWRs at this site, vhich is owned and operated by the Tennessee
Valley /uthority. A slight differential pressure is maintained as
designed across this wsall around the Unit 1 reactor, with the higher
pressure being on the cable-spreading-room side. The penetration seal
originally present had been breached to install addit! mal cables
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required by a design modificat’on. Site personnel were resealing the
penetration after cable installation and checking the air flow through a
temporary seal with a candle flame prior to installing the permanent
sealing material. The temporary sealing material was highly combustible
and caught fire. Efforts were made by the workers to extinguish the
fire at its origin, but they apparently did not recognize that the fire,
under the influence of the draft through the penetration, was spreading
on the reactor-building side of the wall. The extent of the fire im the
cable spreading room was limited to a few feet from the penetration; how-
ever, the presence of the fire on the other side of the wall from the
point of ignition was not recognized until significant damage to cables
related to the control of Units 1 and 2 had occurred.

Although control circuits for many of the systems which could be
used for Unit 1 were ultimately disabled by the fire, the station oper-
ating personnel were able to institute alternative measures by which the
primary system could be depressurized and adequate cooling water supplied
to the reactor vessel. Unit 1 was shut down manually and cooled using
remote manual relief-valve operation, a condensate booster pump, and
ccntrol-rod-drive-system pumps. Unit 2 was shut down and cooled for the
first hour by the reactor core isolation coolant system. After depres-
surization, Unit 2 was placed in the residual heat-removal shutdown
cooling mode, with makeup water available from the condensate booster
pump and control-rod-drive-systea pump.

All reactor licensees were directed to take a variety of actions
intended to minimize the possibility of the occurrence of this type
event elsewhere. Further action may be required once the accident and
its ramifications have been fully investigated and evaluated. Detailed
information on the cause of the fire and the operability of the various
reactor systems during the fire is being developed by NRC inspectors.
Informstion developed thus far indicates the following facts:

1. Although some instrumentation was lost, certain critical instru-
mentation (such as reactor wvater level, and temperature and pressure
indicators) concir-w.d to function, and both plants were safely shut down.

2. The nuclear fuel remained covered by cooling water at all times.
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3. Control of some systems normaliy used for cooling the reactors
wvas impaired or lost owing to the fire, and alternate methods of cooling,
principally the control-rod-drive pumps and the redundant condensate
booster pumps, were used. The reactors were depressurized.

4. On Unit 1, although a loss-of-coolant accident had not occurred,
the emergency core-cooling system (ECCS) was activated, and that system
then supplied additional water to the reactor. The ECCS was manually
shut down to prevent overfilling. Later, during cooldown, when the ECCS
was called for manually as one of several alternate means of supplying
cooling water, it did mot activate; the alternate methods had more than
sufficient capability to cool the core. The ECCS behavior is under
specific investigation.

5. On Unit 2, alchough four pumps in the low-pressure ECCS were
inoperable, idequate cooling from the ECCS was available since redundant
pumps were functional. Emergency core-cooling water was provided ini-
tially as in Unit 1, but emergency core-cooling systems were not called
back into operation to cool the reactor. The core was cooled during the
first several hours by a high-capacity pump. After several hours the
pump was shut off, and Unit 2 was cooled essentially as was Unit 1.2172%

Relief-Valve Discharge to Suppression Pool

On Nov. 14, 1974, the Atomic Energy Commission (now NRC) issued
Bulletin 74-1" to all boiling-water reactor (BWR) operators to alert
them to a potential problem that could be caused by extended discharge
from on¢ or more steam-relief valves into the suppression pool. This
problem was highlighted to all BWR operators because of difficulties
experienced in Europe at two BWRe designed by General Electric Company
(GE) and because of similar recent blowdowns at two U.S. facilities.

An operating-experience bulleiin issued on April 18, 1975, summarized
these events and the actions requested of BWR operators by NRC.

The first incident occurred in Germany while a relief valve wvas
being tested with the reactor at 607 power. When the valve was given
a signal to close, it did not respond. Attempts were made to close the
valve for about 30 min while the resctor remained at power. During this
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period, the suppression-pool temperature continued to rise owing to the
discuarge of steam from the open relief valve. When the suppression-
pool temperature exceeded 160°F, excessive vibrations occurred and
iu~reased until the suppression-~pool metal liner separated from the
reinforcing beams that had been bolted to the inside of the liner. The
relief-valve discharge pipe at this facility is directed downward into
the pressure-suppression pool; this design is different from that used
in BWRs operating in the United States.

The second incident occurred in Switzerland while relief valves
were being tested with the reactor at 40X power. While one relief valve
was being operated for 5 min, 2 second adjoining valve was opeued by the
operator. Within 2 min, suppression~pool vibration was heard; approxi-
mately 1 ain later the test was terminated by closing both valves. The
vibraticns caused displacement of the catwalk sections and failure of
an instrument line in the suppression pool.

The vibrations at both foreign reactors were associated with steam
condensation when the steam jetied intc the suppression-pool water when
*he pool temperature was at or about 160°F. The high-temperature con~
densation created destructive impulses produced by the rapid collapse
and formation of steam bubbles in the hot suppression-pocl water.

In two events at U.S. BWRs, stuck relief valves caused suppression-
pool temperatures to rise to at least 120°F. One of these two events
was at the Peach Bottom Atomic Power Station, Unit 2, owned by the Phila-
delphia Electric Company and located in York County, Pa. The other
event was at the Cooper Nuclear Power Station, located in Nemaha County,
Nebr., and owned by the Nebraska Public Power District. Neither resulted
in vibration or damage to the pool because temperatures remained within
a range of 120 to 145°F, which is about 15°F below what appears to be
the critical temperature.

The NRC requested BWR licensees to review operating procedures
applicable to this problem to determine if those procedures should le
modified in any of the following ways:

1. Limiting bulk suj -assion-pool temperatures during normal opera-

tion and during cortrollable transients,
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2. Requiring reactor trips if the bulk suppression-pool tempera-
ture exceeds that established as a limit of controllzble transients or
if one or more relief valves fails to reseat properly.

3. Taking prompt steps in case of inadvertent relief-valve actua-
tion or failure to reseat to minimize the duration of steam discharge
to the suppression pool; in case of relief-valve discharge, prorptly
initiating suppression-pool circulation to dissipate local peaking of
water temperaturecs.

4. Conducting visual internal and external inspection of the
suppression-pool structure for evidence of damage in instances where
one or more relief valves fail to reseat properly or discharge to the
suppression pool for aa extended period of time.

Licensees also were requested to ensure that procedural changes
made to minimize the effects of steam discharge to the suppression pool
had no adverse effects in other areas.

In addition to the operating-experience bulletin, licensees
received information from GE on interim operating procedures and pool
temperature limits to assist them in relating this problem to their own
operation., Specifically, GE recomm>nded a limit of 110°F for the torus

temperatur :, followed by a scram.23’26

Fuel Failure and Off-GCas Release

On May 22, 1975, at Quad Cities Nuclear Power Station Unit 2, an
unplanned off-gas release occurred as a result of fuel failure due to
pellet-cladding interaction. Following a 24-hr forced outage, the
reactor had been brought up to pow:r [560 MW(e)] using a combination of
in-sequence rod withdrawals that produced abnormally high power peaking
at the bottom of the core due to a low-xencn condition; this was fol-
lowed by a power increase with core flow to 700 MW(e) [2120 MW(t)]. The
net effect was a local power-level increase at a rate greater than that
which would allow the fuel pellet-to-cladding stresses to relax without
cladding failure.

Since no fuel safety limits were exceeded, the primary cause ist

be attributed to equipment failure (fuel damage). High-exposure fuel
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is evidently subject to failure from the pellet-cladding mechanical inter-
action if the iocal rate of power increase is excessive.

As a result of the fuel failure, the instantaneous peak release of
off-gas was estimated to have been 0.19 Ci/sec, which is below the Tech-
nical Specification (license) limit of 0.506 Ci/sec. There were no
effects on the health and safety of the public.

The initial corrective action to the off-gas release was to decrease
reactor power with flow and to insert control rods to reduce the power
peaking at the bottom of the core. The final corrective action wi'l take
the form of more detailed and formal instructions and information for
use by the operating department in determining when a power increase
should be slowed or halted owing to the possibility of causing fuel
failure. Consideration is also being given to the possibility of reduced
ramp rates or power soaks following outages of 25 hr or more in order to
allow the buildup of a larger xenon inventory during nonemergency load
conditions.27’28

Fredwater Line Breaks on BWR

At the Quad Cities Nuclear Power Station, owned by Commonwealth
Edison Company, Chicago, Ill., Unit 2 suffered a break in the body of a
4- by 6-in. reducer on the downstream side of the low-flow regulator
valve in the feedwater system. Unit 2 was coming up in power after an
outage and was producing 170 MW(e) at the time of the incident. Opera-
tors were on the scene observing the “ransfer of flow from the low-flow
feedwater regulating valve to the main feedwater regulating valve because
problems in vibration during this operation had been experienced. A
fee iwater vibration alarm sounded when both valves were partially opened.
The urit was manually scrammed when the low-flow line just downstream of
the low-flow regulating valve started to sever. Not only did the line
break, but cracks occurred in the low-flow piping at the low-flow riser
junction with the main feedwater line and in the reducer upstream of the
regulating valve.

All reactor systems responded satisfactorily. TlLere was no exces-

sive exposure to plant personnel or contamination to the environs.
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An estimated 12,500 gal of water was released, about 8500 from the
severed line and about 4000 from the service-water deluge system. An
estimaced 2500 gal of water with an average activity about 1.9 x 1072
uCi/ml flowed to the Unit 2 oil separator. This water was released by
batches, so that the activity at the release point was less than the
technical-specitications limit of 10 7 uCi/mi.

The following immediate corrective actions were taken:

1. Four snubbers were added to the piping at the feedwacer regula-
ting station to restrict the motion of the 6-in. low-flow line to miti-
gate the consequences of potential future vibratioas.

2. New 4~ by 6-in. reducers were installed on both sides cf the
low-flow regulating valve to replace the damaged reducers. The lower
carbon content of the rew reducers (0.23% actual), compared to that of
the old reducers (0.32%Z actual), should prnvide greater ductility with
less susceptibility to cracking.

3. The cracks in the low-flow piping at the connection to the main
feedwater line were repaired by welding. The header pipe was sleeved
with 8-in. schedule-160 pipe to eliminate mechanical stresses from line
vibration.

4, All new welds were blended into the bas~ metal to reduce
stresses and were magnetic particle inspected and radiographed.

A future corrective action will in:lude the installation of a 'drag
valve" to replace one of the main fzedwater regulating valves. This
valve should provide more adequate flow control over a wider range of
flow conditions ord ... - -w-induced vibrations at the regulating
station. The low-flow contrcl valve line is to be repiped to provide a
less rigorous path as another measure to reduce the flow-induced vibra-
tions. These modifications are scheduled to be made during refueling
outages in 1976.

The flow drains that conduct water to the storm-sewer system have
beer capped to prevent auy futu.e flows of contaminated water to the

oil separators.<9*30
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H2 Explosion Injures Two

On Nov. 5, 1975, an explosion occurred at the Cooper Nuclear Station,
which is located at Brownville, Neb. This BWR is operated by the
Nebraska Public Power District. The explosion was in a sump that had
become pressurized. The explosion occurred during the removal of the
manhole cover at the moment the health physicist turned on an air sam-
pler to check for air contamination. One person sustained major injuries
and became contaminated enough to have a reading of 3 m-/hr at contact.
A second person who was working adjacent to the injured man received a
minor burn. Both were rushed to the hospital, where a reading of only 1
mr/hr could be found on the contaminated man. After his clothing was
removed and the burned areas were cleaned, there was no contamination.
The recond man was released from the hospital without treatment. The
six people who were in the vicinity of tte explosion were exposed to
less than 15 mrem during the day of the accident. The appropriate areas
were roped off as determined by survzys for contamination and hydrogen,
and the reactor was shut down until the souxce of e hydrcgen and the
cause of explosion could be determined and evaluated.

An isolation valve in the off-gas system was found closed instead
of open. This forced off-gas from the steam jet air ejector through a
loop-seal drair line from tine 48-in.-diam holdup line to this sump and
back to the dilution fans prior to being discharged up the Elevated
Release Point.

The valve was found closed even though the control room valve posi-
tion indicating lights and control switch showed the valve tou be open.
Changes had been made on the electrical wiring to this valve during the
previous outage. Approval had been given to red-line drawings of the
valve and some associated valves that are part of the additional off-gas
treatment equipment chat will be put in service later this vear. But
authorization had rot beer given to change any wiring associated with
the valve. Personnel involved in making the wiring change thought they
had verified the proper position of the valve by observing the position
of the slotted notch at the top of the stem. The butterfly valve gate,

however, was not parallel to the slot as they had believed.
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An explosive meter was not used to sample the gases flowing from
the sump because no indication of hydrogen had been found in the past
vhen this sump had been opered.

Wiring for the position indicating iights and for actuating the
valve was corrected. Also the top of the metal lining for the sump had
been separated by the explosion frorw the side wall liner. This too was
repaired. The persoanel responsible for the unauthorized wiring changes
were reminded of the procedures, which require aprropriate review and

approval of such changes before they are made. 31732

CONCLUSION

We can all profit by the experiences of otherc as long as there is
free communication amo.ag the interested parties. This compilation was
prepared with this objective in mind and is intended to provide some
guidance as to where additional effort can be expended to minimize the
occurrence and the recurrence of incidents. In this way, the safety,

reliability, and availability of nuclear facilities should be improved.
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REQUCED, FiUo RATES WERE TrtM 1200 ANO 1230 5PY. [HE PROPER CURVE WaS INCONPORATED 1IN THE
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AVAILANILETY ~ ML PLd §0 JUCUREST RUUN, L7177 * 314t T, alSninatsh, O, (. 205945 103 CERTS/PaLE -- WINIAUR

wHARGE 820D

CALLURE: BaulPSEST o JESF. SYIIEM LPERABILITY » FAlLIRE. AURINISTRATIVE CONTROR o £MERGENY CI3LEW ¢ #LCw o
ARRAY (o) ¢ Pund,

132403 §
e |mAGES(Y >atvice pATRR vUNP $LU® RATEY L0m AT AdXm <
1ind CLECTRIC Llwnl o Purth (G.
3 PAuEd. LETTER wilm A0uw F9-3d Ty Wl LFFICE JF INSPC_TIUN € EWFIRLERENT, RELI0N 3, APRIL 17, 1975, 20CnES %0
33l T¥dg—camie MEo—uot oo AL-—CUNMUNBEAL Tn ASSI. - :

CAUDE - WURAM WEAa JUN [NPELLEAS, DWLINe TESTIm. UF Tt EE YGEMLY SERVICE «ATER SYLTER, THE FLOw :
nAfES FUR 2 Pumws athe L13v AND 1129 PN, IJtJulned Flue ZATE 13 1220 OGP, Tt STS wiRE wAGE witn :
IT wAS FOLR Tl It aRURG FLOw cREWENT JAES (e LURVE HAD S0eN UNES JURIVG PREVEIIUS TESTIG.

Trg CAUSE A3 RUNTAL widt GF Tnt PURP [WPELLEAS. A CORTRIBITING CAUSE MAS Twe USE OF Taf ONG

Foum CumVRS, AFFLR T IMPELLER CLEAMANES 3y frk P, WERE REDUCED, RETESTES SHOMED FLOw NASES
JE L AR LoD PN, TnE PRCPER CURVE BAS INCURPURATED IN TE PROCEIURES,

AdALLABILETY -~ MRl PUBLIC ULCURERT S0UN, L7LT » YIREET, waLMINGEDS. O, C. 20545 (20 CENISIPAGE ~- wiNlmUW
CnBGE 32.30)

AAMEY (dal) ¢ OFiin © SuATL o SPURPS o AURILIMY L3 IN o TE5T, SYSTER UPERABILITY ¢ FALLURE, EJVIPRERT o
ralLvRt, ADRINESTRATIVE CORTROL » PRUCEDURES 4R0 SamuAls

192499
2PPREIINICH LiAMeth «ATEX YULURE ¢XCELDS LINIT AT amecLo
IOws ELECTRIC L funl & PUutl CUO.
3 PAstde LETIER wiln AUR 75722 TO NAL CFPICE ¢ INSPECTION C EVFIRCEWENT, RESIOV 3. APRIL 23, (973, OKRETV 3)-
331, VWPE—dMle WFo--u.f.e AE--COMMONuEALTR ASSOC,

CAUSE - OPRRATUR ¢RNON. PAtPARATIUR FIR A YEST 1) VRRIFY 4PC1 PUMP FLOW CAPABILITIES INCLUDED
ORASNIte At COWINSATE STORAGE Tamm 0 Tug SUPRESS BN CHASER, ALTHOUGH SUPPRESSION _ramBER
BATER LEVEL wAS of ING JBSENVED Ch A LEVEL REJMIE, PEISUNAEL INCORRECILY READ Trk SCALE ON THE
RELURER . Tk VOLUME AEALMED 05,200 CU FT 4n2Cr tRCEEDS FME 61,9590 (I FT LEVIT.  wmg™ Tk LRRND
sAS OISCOVENED Av MOUR LATER, Uit WwATEX VILISE WA RETURNED TO LIWITS. A DESICE ImancGe 10
PAQVIVE & LEvrl ALARR wAD MLREALY BEES INITIATES. PH)ICEOURES will of REVISED TD TLARISY ThE
PROPER METMUD OF XAVING T WATER LEVEL RElomuéEa.

AvAILASILITY - RRC PuMm e LadumEnT RO, LTET » STRERT. JASHINGTIN, O, C. 23543 128 CENIS/PAGE -- alnimun
SHMRGE  92.00)

ARROLD (owR)} » STUUUS ¢ ORATER o SYSIEM CAPACITY » SFAILURE, JUPERATOR ERADN » TESTING

102498
il CneCn VALVE OISASSEYOLY wiTrt REACTCA FEYPERATUME ABUVE SPECS AT SRAMLD
[Owa ELECTRIC LELNT ¢ PuwER CU.
3 PAGES, LETIER wilnt ADX 1524 VU MuC (AFICE OF [NSPECTIUN L EVFORCEVEWT, RFLIUN 3, APRIL (5, 1979, DOZRET 50-
33hs TYPE—= Ry MIC—Lobor Ab--CUMMINWERL TH ASSIC.

CAUSE - SUPERVISON ERRUK, WAING A PLANT (O DUWN FAQY HOT SAUT004ve PLANT PEISOWIEL BEGAN
UISASSENOLY OF A nPCl STNP CreCr vALYE TO SEARLH FOR 4 BUT AND wASMER RISSING FRON Twg UPSTREAN
CIECK VALVE. PRIRMARY CLOLANT TEMPERATURE waS 323 F wHiEY THE VALVE CAP WAS RENJIVED. T5CH SPECS
REJUIRE Tk TEMPERATURE TU BE LESS THAN 212 F, TnE SHIFT SUPERVISON SEGNED THE AJTHORIIATION FIR
MAINTENAACE AND FAELED TO ATTACH IR . AUCTIDVYS CUMEANING THE TEMPERATURE LIRIT. MAINTENANCE
PERSOWIEL wtHE UAWARE OF THE TEMERATIRE RESTNICT NN,

AVAILABILITY ~ RiC PUSL IC COCUMENT ROM, L7170 SIFET, wASHINGTIN, J. C. 20545 (08 CLENTS/PAGE -~ MINnIwUA
CHMRLe 92 .00)

ARNOLO (gwf) » CONTALNAEYT INTRCHIFY ¢ GIEUPERATURS » OSUAINTENANCE ANC WHEPAIR o HPCT o FAILURE, ADTMINEISTRATIVE
CONTRUL » PAOZELURES ARND MANUALS

1024%

SCAAN UIsCranct VIAUME LEVEL SwITCH FATLS TO OPERATE AT ARNODLD

FuwA CLECIRIC LEUNT 7 PUwER CUI.

2 PAGES. LETIER wilh AUR T3-20 Tu MRC OFFICE JOF [vseeCTIIN € EVFIRCEMENT, RESIUN 3, APRIL 2R, 1975, MXCRET 30-
33he TIPE~=BMR s MFG==Gofor AE—CUMMOMREAL TH A55DC,

CMSE - JMnhimN, OQURING TESTING (F Tk Ol SCIARGE VOLUWE MIGH wATER LEVEL, A LEVEL SwiTCH DID NOT b
OPERATE., 1T WAL STUCK [N THE UNSTHEPPED CONOET ENN, THt CAUSE 1S UMSNIWR, T4E SWiTCw EXCLUDING

TrE FLOAT ReScRVIIR waAS CLEANED A0 LUSRICATEY, ANUTHER LEVEL SWITCH PAILED THE FOLLOWING OAY,

InSPECTIUN INVICATED A PRUBABLE CAUST WAS A PIECE OF "\ASTIC IN THE FLOAT RESERVOIR TH4AT weDGED

BLTHEEN THE FLOAT AND T wALL,

AVAILAGILETY ~ NRC PUBLIC OQUCUMENT ROUM, 1717 4 STIELT, WASMINGTON, V. C. 20383 (00 CENTS/PAGE -~ MINIMUN
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PR LY ) *(Lunl lnutoe
CRRGE  32.90)

AdILY T3mmt) o IRMIRUNENT, SuifCo o InsTaMmNl CALISAASION » #SEuSBlS, LEVEL » TEST, SYSTER OPLAARILILY o
FaAlLURE. IRMIAUMENT o SCRUY ¢ CCATRCL BROD ORIVE mECHaviing

1325900
wPll LOCAL &ax nali [EST Aing CAMA) AT ARRAU

JJua ELECIRIC LICNT L Putm (0.
3 Palgde LETIRA wilm A0R 73721 Tu MRC USFICE 3F INSPECTIIN L € oFCAZEREND, RESIL+ Dy APRIL 28, 1975, DUCEED 30-

33, TYPE-~guRo MGGl .o AR——(COMCRLEAL TN AS30C.

DURinG A WO SusSYSTES waave LINEUF WeALFICATION, TE 374 In(m LUCAL LEAR RASR

CMSE - MmN,
LL 3

TesS LINE TAT CORMECTS TO Tk 1o INCr TUNBInE EXsayst L INE BAS O0SERVRD TO nave FRACTURED.
RalCTuRt wAS UB Tk TE>E LINE IRMEDIATELY aD3aCent TO Twt wilD SETwt@n Tk TE . AshE ARO
SLOOLET. A VISUAL EXAMEASTICH INOICATED THE FAALTURE PADBABLY RESULTED FROm am EATEANAL LATEAAL
POnCE APPLIRD TD Trk B3P LINE, UnE DEFECTIVE STuG AnD OLD wEdL O wERE REVOVED FRDY Tk wELONET
SOCKEN. UmE TSV L int wdd DBESSED AW SESELVED 1D It JELONES.
AVAILABILLITY - MnC PUBLII OOCUMEAT ROOW, Q707 » SPAEET. WASHIRION. O, C. 20549 108 CEVIS/PAGE -~ WiNimgm
HARGEt $2.00)

AARGLO (owk) o PIPLS AND PIPE FIITIRGS & TESTONG ¢ wPCl v oFAlLURE, PIPE » (AR

102037
WOl ACax MATE U457 LINE Fuund Tu BE FRACTURED AT AnwOLO
10uNA ELECTREC LIGNT L POwiR (CUMPANS
3 PAGEY. LETIER wiTw A0R 73-21 TO MRC QFFICE UF INSPLCT'™IR S ENFIRCINENT, RESION 3, APRIL 20, 1973, DOCRET 30-

3. TWE--0MR, RFC—Cok oo AE——(CAMORMEAL T ASSIC.

CAusE - UGN, OURING & WO 1 SUBSYSTER vaLVE LIREUP VEmIFICATION. TwE 374 IRCW LOCAL LEAR RaTE
TEST LINE Tmal (UANECTS 10 The fo INCor wPC) TIRSIVE L0AUST LINE wAS OOSERWED YO 4AVE FRACTURED
AUSACERT 10 Tk wELU ETuEEN The LINE AND wELOOLES. TME CAust 1S Jummun. vISUSL Exanination
INRDICATED Tnal (I PROGANLY RESW TED FAO8 A EXTEANAL LATERAL *UaCE 70 TnE JEST LIME. Tnt ORD
BEAU AND 3TUS MERE AEMOWED. TmE LINE ORESSED VWD REWELODED.
AVAILASILETY -~ WAl PUBLIL DOCURENS ROOW, 1717 9 STAEET., waSHIncTom, 0. C. 29549 (08 CERTS/PAGCE ~- NINIWN
Coanst  82.091

ARNR D (paR) o PIPES AND PIPL FITIINGS » OWCL » SFALLUME, PIPE ¢ WELDS ¢ TESIING

102804
W SuiRG (ki VALVYE FAILS AT ARMNDLD
Tdwa ELECTARIC LIGHT & POWER CORPAWY
& PAGESe LETIER wiTm A0a 7323 TO MRC NFFICE OF INSFECTION £ ERFORCEN NT, RELION 3, APAIL 29, 1975, OOCRET 30-

ke TYPE—BMR, MEG—-C. k.o AE--LUNMURRERL M A550C.

CAUSE ~ MAMEACTURIAL CEFICIENCY., OURIRG 4 WAWUAL STAAT OF THE wCl SUBSYSTEY FIA TESTIVG, HiGH
PRESSURE wAS OBSERVED Im TE »PCE TURGINE (AMAUST LINE. THE vALVE OISK OF Twe SuIRG CwECR vag vE
AU SECOFE SEPARRTEV FROR THE WINGE ARM 43D #AS Ob Tk SOTIDR OF Tne VALVE. TRE OISR RETAERING
MUT ARD WASKER WEIE I Tt TORUS. THE RETAIRING MUT APPARERTLY MAD MOT S%En «€10FD TO Tre Olsx
STUV A3 INDICATLD UM Frg DRANING. TWE AETAINENG YT AN DISK STUD wERE TACK wELORD Ia >
LOCATIONS, 1% Tnt STOP CMECK vALVE, THE TACKR WELJIS SETWEEN THE VALVE DISK a0 DISK RETAINING WuT
WERE BROREN. TWET wERE TACR WELDED IW & LOCATIONS.

AVAILABILITY - WRC PUSLIC SOCURENT ROOM, 1717 o STREET, wASHINGIIN, D. C. 20543 (08 CEVIS/PAGE -~ Ninjwum

CHARGE  32.30)

0:»(;:':0-0 ® -YMLVE: CHECR & NPLT o oFAILINE, FABRICATION ERADN ¢ WELDS ¢ FLOW BLICKAGE ¢ STEAm o FRILURE,

ousPrNENT

134893
A PURP START LUGIC RELAY RALFURCT IONS AT ARWRD

(0ma ELECTAIC LIGHT ¢ PIwin COMPAAY
3 PaGES, ARTTER wilm AQN 75-235 103 MRC OFFICE OF INSPECTION € EVFIRCEMENT, REGICY 3, WAY 2, 1973, OGCARET 50—

33Le TYPR--8ut, MFG=~Gol oo AR--LOMMONWEALTH ASS 3.

CAUSE =~ UNRNOWN, DURING A STANDDY DJESEL GEVERATUN SIMULATeD AUTONATIC START 1837, A AvA PUPP

START LOGIC ALLAY 010 NMUT TRIP A4S REQUIRED ARD AS & RESULT, TWE R PURP DID waT STaaT, Twf

CAUSE 1S URaARUNE, MO CURLITION WAS FOUWD T3 CAUSE Tt WALFURCTION, Tt AELAY WA AEPLACEO.
AVAJLASILITY - ML 2UBLIC DOCUMNT RCOM, L1707 W STREET, WASHINGION, D, C. 20545 199 CENTS/PAGE -~ S(njmum
CrasLt  32.90)

ARNULO [BWR) o OSRELAYS + TMUTOONN CNOLING SYSTEY o TEST, SYSTEM GPCRASILITY o FAILURE, INSTRUSENT » CONTADL

SYSTEn

i e, At e



http://cw.lt

leivos
T PUIN] DAFT i U Pune TIREQ AT aniL o
10e8 ELECIRLC Liund € 2Jmea COMPANY
L Pavts LRTTER Ju AnC JFPICe GF INSPECTION € EwF JA_EWCE4l, AES1I% 3, NAY 9, 1975, OOCEET 50-331, TVPE-——Awk, WFGC-
~Gotor At-—LLWMABEALIN ASSIC.,

CAUME - Maalhumist umifi. wuaint TESTING F B4k LPCL SYSTEN, Bna puAP START TIRER FAIPPED AT T1.5
St taLlra e Tre 1L SEC UPPER LINIT. Tnf APPALCNT CAJSSE wAS INSTRUNENT ORIFT. Tdk START LOGIC
RELAY wAS RRCALIN4ATRO,

Avalianlally - il PUBLIC DUCUNENT ROUR. L7107 » STREET. «aSnINGTIv. T. C. 20545 {00 CinTS/Pact -- MINimun
oniiie  $2.000

ARAULG (3end o #145TaUNENT, SuIILr o INSTRUMENT CALLISRATION o INSTRUNENIS, WISU. o TESE, SYSTER OPERASILITY o
Fajlumi s INSTRUMEAT o o3kT POERE o oDuIFT o SIuTOOWS COJL ING S3VSTEW

NS
Jisrrdnut CAnAL adlis FenPrAATURR NUT RECORIED AT ARSRO
10wA ELELIREC LILnT 7 PUntR ((WPANY
2 Phekde LETIEN Tu SAC JPFICE UF MICLEAR REACTIA A:GJLAICMS, AT 13, 1975, UOCKET 53-:3Le TYPE-——BNR. WFC——
Vales ME--CCNMObEALTH £530C.

CAUdE — PRUCESS COBPUTER BALFUNTION. OU€ 1) &4 AMLFURCTION OF THE PROCESS COMPUTERY, OISCMARCE
AN wAlta VEMPCRATURE) win€ WUT RECORIED UWING & 6 YOI JERLJ0.  TECw SPECS RELULRE “Cum™
LduwlNe,. A OSIVS nevite OF OISCHARCE Canat TEWRTRATURE “ONITORING TECHMNIQUES *AS DBEEN
Il BIATRV. PEMING CURPLETION CF Ti€ REVIEws PERSONREL JAVE BEEN DIRECTED 1O INITE W manuAl
NGl Tun b wieeh TRE PROCE SS COMPLTER S NN-DPERAT IVE.

AVARASIL.TY - me PLUBLEC ULCUNENT ROURe 1717 4 STAEET, wASHNINGTIN, 0. Co 2u%%5 139 CENTS/PALE -~ RMINIMUN
Cedlor 92.00

AANALU 10un) o OTemPERATLAL » RELCURDS o SEFF UENT o ZONDERIERL CONMIM, STSTEN o CUMPUTER, DECITAL *» FAILURE,
eQUIPRENE ¢ FALLURE . AONINISTRATIVE (CATROL

102492
&V PUINT Oulel In PRESSURE SelTOints AT ARMLD
$:7ed ELELIRIC LIGHT € PUWER Lil.
3 PavESe LeTTER wilv &0 29-47 KO MRC QFFECE OF EWSPECTION & ENFLMCEMENT, RECION 3, mAY L&, 1973, ODOCKET SO-
331 TYPE--BuR, MFL--G.E.0 AL—COMRLNREALTH ASSIC.

CAUSE - IRSTRUNENT ORIFT, DU ING TESTING F Tot ScALTOR MNICH PRESSURE SWITCHES, & Swiv CN(S JERE
FOURD wi Tn SET PLENTS eniCH EXCESVED LENETS., TnE APPARENT CAUSE wAS INSTRU%ENT OR(F L3
SIATIL~U-AINSGe WEL SN-A845-R97 T, SuliTCHES WEAE RECALIARATED. A NONCORFURRANCE f'll.ul‘ ‘DI nas
OEEN 1nZTIATEY FO vERIPY Tl T SUITCHES 43C CONPATIOLE wiln OtSEGh COMDITTONS,

WAILABILITY ~ Ml PUBLIC JCCUNENT ROUM, L7L7 W STREET, wASHINGTIN, b. C. 20545 100 CENTS/PAGE -~ NiININUN
[4.7 L1° J F RS 8 1

AAULY St} o SINSIAUMNT, SBITCH o FRSTRURENT CALIBRATION o SEVSUAS, PRESSURE o TEST., STYSTERM OPERASILLITY o
FAILUAE . INSTAUMENT o OSET PDINT o SURIFT o REACTIR SAFETY SYSTER

[TITE 1Y
ST POINTS OF uMutl . . 1Aut KELATS [N ERROR AT AANOLD
Tuwh ELECTRIC LIV o PONER CUWANY
3 PAvkSe LETTEN wiT= ATTACHMEN] TU WAC OFFICE OF wWCLEAMR REACTIR REGUILATION, MAY 29, L9T5, DXKET 30-331. Tyot-~
“aR, Mb(—bobor AE-—COMMIMEALTI ASSOL .

CAUSE - PRUCEDUNAL DEF CIENCY, OURING TESTIVG THaT S REQVIRED INCE PER WERATING CYCLE, O
UNUEHVUL Tawt AELAYS wifE FOUAY TO BE SET néiL 0w Tk REJUMRED SET POINIS. THEY WO D STILL PERFORNA
Trot A REGUINED FURLTION, THE PREVPERATIONM, TEST PROCEQURE DID NOT INCLUDE T4E RECUIREMENTS FOR
VERIFYING THAT Tnk SET PUINTS wENE §9 COWFORSANCE wiTr TECH SPECS. ML OF THE SUBJECT AELAYS
witnt mkCALEnRATCD.

AvAILAGILETY - MRl PUBLIL UOCUmENT RUOm, L7177 o STIEET, wASHIATUN, V. C. 20545 108 CENTS/PAGE -- wmiNImUN
ChanGt  82.0))

AANULD Souk) o oET PGINT o OFAILURE, ACYINISTRATIVE CUNIRIL o PROCEOURES AND YAWALS ¢ TEST., PREOPEAATIONAL ¢
TESI, SYSTE™ UPHRAGILITY » OnELAYS o IKSTRURENT, PADTECTEVE

idie20
Ll SUBNTISTER FLOUN LESS TraAN REQUINLY AT ARMALD
Sowd ELECTRIC LIGNT & POWER CU.e CEUMR APIDS
3 Pholtde LETIEk wiTrm AU REPIRT 75-19 TU MRC UFFICE OF INSPECTION L ENFIRCEYENT, ALGIDY 3, WAY 30, 1975, OOCKET
SU-3sbe TYPE—Boh, NFG--bob.o AE--CUMMINWEALTH ASSOC.

CAUSE - FLUD CONTRGLLE® EARLM. UUMING FESTIVvies THE HPCE SJBSYSTEM FLUW WAS Ot TERYINEY T( 8F 2350
PR artn Irt Fliow CUnTARULLES wAS IMDICATENG 300U wPA., A FLOW ELEMEM ORIFICE was nNOT SEZED
PR PEALY POR THE FLLM TRANIAITTER A% FLOW CONTROLLER COYBINATION, Twt VENUOR HAD SUPPLIED AN
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103478 oCOnTinutLe
INPROPER CANFICE. Tk ACACTOR BAS SHUTOGAN. AN QWIFICE OF Tit CORRMECT JIMERI M. wAS INSIALLED
IN TwE FLUw ELEMENI. THE WPCE SUBSTSTIN ImEvw DELIVEREU Teeé REQWALD 3020 PR,

AVALLASILITY ~ MRC PUBLEC DOCURENT RQON, R7LT7 ~ SIREET. waShinGTun, D. C. 20943 108 CENTS/PAGE -- miNIwm
CHARGE $2.003

ARNLLL IBWRS * FLLUW & OPCE o FAILURE, CONPORENT » ouRIFICE o FAILURE, FABRICATION £23DR o (ORVROL STYSTEN o
TEST, SYSTEM OPLRASILITY » nEMTOR 300 TDOWN

103092
CORE SPRAY PuU 2ALLS TO START AT ARNLD
(ONA ELECTIRIC LI ¢ PumER CO.
3 PAGES. LETTEA wilv AUR 75-30 1O NRC OFFICE NF InYP2TION L EnfFORCEmENT. REGION 3v JUNE 23, 197%: OWERET SO~
3le TVPE—wufs MFC—C.E.. AE—COMMURNELL TH ASSOC.

CAUSE ~ DInly CONIALTS O phtARER, OUARNG (Jnc SPRAY SUSTER TESIING wilm THE PLANT I% IEFEL
MOUE FOR INIPECTICN OF FUEL ASSEMBLIES AND In-CORE mONITURS, A PURP Q)0 NOT START Oh SIGRAL .
It APPARERT C(AUSE WAS OIRTY AURILEARY CORTACES OR THE 4140V CIRCUIT BRAEARES SUPPLYING PUstR IO
Tng PURP, Tnk AURILIARY CORTACTS WERE BURNISMED AND (L EANED.

AVALLASILITY = MRC PUMLIC OOCURNENT RUUN, L7177 w STREET. wASHING *UR, 0. C. 20545 (0% CENTY/PAGE -~ NININUR
CHARGE  82.20)

AARGLD (Ss) o SPURPS o LURE SPRAY o FALLURE, COMPONENT » SOREARER ¢ TEST, SYSTEm OPERAsILITY

1038e7
CORTAtL wILDING INTARE RADIATIOR MONIIOR INOPERABLE AT ARROLD
I0wA ELECTRIC LIGHT & Punit® LJWP AW
2 PAGES. LETTER wiln ADR 79-32 TU WRC QFFTCE OF INSPECTION L €wWFONCENENT, RECION 3. JUSE 30, 1973, OOCKET 33~
33 TYPR—0UR, REGC—C.lor AL--COMMOMMEAL THW ASSDC.

CAUSE - OEPELTIVE mADIATION DETECTOF. weiLE TESTING Tne CONTROL SUTLDING AR INTACE RON]TOR,
STANOSY FILTER UNIT B 050 NOT INITIATE AS REQUIRED. & RADIATION DEFECTOR waS OEFECTIVE. U7 was
REPLACED. Tt ALACTOR BAS [h nEFUEL MOOE.

AMAILABILITY = BRC PUMLIC DOCWENT ROUR, L1717 W STREET. maMnINGICN, O. C. 20%4% 108 CENVS/PAGCE -- NINImMm
CHARGE $32.00)

ARNGRO (Bur) ¢ SRADIATION MONITORS o TEST, SYSTEN OPEAABILITY o ovEnTILATION SYSTEY » REFIELING

106076
SET POINT URIFT Ih DIFFERENTIAL PRESSURE SWIICHES AT ARWOLLD
10w ELECTRIC LIGHT & PIwER COWPANY
3 PAGESe LETTER WiTn AQR 7533 TO NRC OFFICE OF INSPECTIUN § EVFIRCESENT. REGION 3o JULY 3y 1975, DUCRET S0~
I3y TYPE-~BMR: MEG--GoEoo AE--CORMOMMEAL TH ASSOC.

CAUSE - TROTRURENT DRIFT., OURING JESTING UF THE PHESSIRE SUPPRESSIDN CHABRER T0 REACTOR SUVILOING
VACUUR BREARERS, 2 PRESSURE DIFFERERTIAL SwITCMES WEAE FOUND TO OPERATE AT 0.9% AND 1.0 P .
RESPECTIVELY. Ui LINET AANGE 1S Oo% TD 0.0 2SI0. ThE APPARENT CAUSE waS INSTRUMENT ORIFT.
BUTH WERE RECALISRATEDC AND RETESTEO.

AVAJLABILITY -~ WRC »UR IC QUCURERT ROOW, 1707 # MTAEET., wASHINGTON, D. C. 20585 $08 CENTS/PacE -- winlmum
CHARGE 82.C00

ARROLD (duk) © SINSTRUSENT, SWITCRn o SNSTRUTENT CALISRATICN o SENSIRS, PRESSURE o TEST, SYSTEW CPERABILITY o
FAILURE, IVSTRURENT * #SEF POIRT o SORIFS ¢ PLANT PIOTECTIVE SYSTEM

108at0
SET POINT ORIFT In LEVEL SHITCN AT ARNOLD
1UNA FLECTATC LIGHT ¢ PONER COMPAW
3 PAGE, LETTER 1O NRC JFFICE OF INSPECTION & ENFORCEMENT, AEGCION 3, JU'Y &, 1975, DOCRET 50-331, TYPE--BwA,
MEG—Golor AE—CCMNDMIEALT N ASSOC.

CAUSE ~ INSTRUNENT DmiFT. OURING TESTING OF THE REACTOR VESSEL SMROUD LEVEL IkmA)
IRSTAUNENTATION, INE SWITCH FAILED TO TREP, TnE APPARENT CAUSE wAS INSTAUMENS ORIFT. TNE
SuiTCn WAS RECALIBRATEVD.

AVAILABILITY ~ NRC PURIC UOCUNENT ROOA, LT717 M STREET, wASMINGTON, O. (. 20545 (08 CENTS/PAGE -~ nINImuN
CHARGE $2.00)

ARRGLO IBR) ¢ SINSTRUNENT, SWiiunm o INSTRUMENT CALIBRATION ¢ SENSORS, LEVEL o l(sl. SYSTERM QPERABIL.TY o
FAILUME, IRSTRUMENT o 0SET PUINT ¢ o2 TFT o SAuTDOwN CUDLING SYSTEM ¢ CORE SPRA

104389
SET POINT ORIFT (N DIFFERERTIAL PRESSURE SwifCw AT ARNOLD
10WA ELECTRIC LIunT & POWER COMPAAY, CECAR RAPIDS
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1Je389% oCInling ve

3 PAGESe LETTER wllit Aduw /5-3a TG MARC UFFICE 3F Lwyrellius € ¢NFORCENENT . #CION 3. AT 17, 1375, QOChET 3O-
330 IYPE--samte HFG—Guk oo AL~—C(OMMUMNEALTY M3UC.

CAUDE = ERSTautnd UmiFT, LURIm, A WPCL STEAY L. wich VIFFERENTIAL PRESSURE TESI. TuE TRDS
S TTING UF & 2uiTll LAY d4 INCeS OF <ATER adiCr [S LEST THAN TaAt 93 INCH LOMER LIMIT. TnE
AVPARENT (AUSE Wad INSTuumtal OniFl. THE SeiTCn wAS REC M IORATED ANO TESTED.

AJANLASILIIY — MAC PuSt IC VOCUMEST RUON, L7R7 » Yucé . wasninGTun, O. C. 20%63 128 CEnlS/PAGE -— AINtAUR
Crddoet  32.30

AARRY foud) - SIRATRUSE T, Suiflr o INSTAUMENT CALISRATION o SERSAS, MESSURE o TEST, SYSTEm OPERABILIEY o
FALKLUEE . In3Th Mtid o o3RT PULIRT © SURIFT o NOCL o ERERLERCY COULING IYSTER

194703
ST PUIRS DNIFT In SFFEnENl AL PRESOURE SalTCM AT AJNOLD
I)ma cLeCTRIC LiunT £ PIMER (URPANY, CLUAR AAPIUS
3 PAGES. LETTR- wll~ AR 735~-306 TO BAC ufFICE W INSPECTIN ¢ cWFIRCEVERT, RESION 3, JAY 17, 2375, OOCHET 30—
3ile TYPE—Bul s MGG kos Ab——(LIMMLInEaLTN &YX,

C St = IRSTA_..EAT UniIrT. URING TESTING UF THE WPCE STEAN LINE nIGH JIFFERERTIAL PRESSURE
>a'ilrie e TREP JETTING wAS FOUAD TO A5 64 IvC-S OF wATER welCn 1S BELOW THE 93 InCn LI .
Tt APPAALNT CAUSE WAS INMTRUMAT JkiF". TrE S4ITCn was AECALIORATED ARO FYNCTIOWALLY TESTED.

A4AILASILITY — AmL PUBRIC LGLINERT ROOM, L707 M STIEET, WASHINGTIN, D. (. 20545 108 CENTS/PAGE -- mINImUN
CnARGE  32.09)

AMRRL fown) * SlayiaUmENY, SulIfin & INSTRURENT CALIIRATION o SEVWSMS, PRESSURE o FALLURE, IXSTAUMENT o O5ET
POIRT o oORIFT o sl o DEST, STYSTE™ CPERABILITY

1049}
SEUSAIL Shushtk La HPCE Jukeint SIEAR LINE 1WOPERARE A) AANGRLD
fOwd eLECTRIC Liuwnt £ POnkS (UMPARY, CEDAR RAPIDS
3 PaAwESe LETTER niTss AOR 75-38 TU MAC UFFICE OF INSPECTION L ENFORCEMENT, RESIUR 3, JWY 21, 1973, OUCAET 30—
33k TYFPE-—Bun, MFG—Gobor AE-~COMMCINREALTHN ASSOC.

CAUSE = INPRUPER INSTALLATION. CDLAING SOUTINE SWSPECTIUVe Tk STem Oh & wPCl TURSINE STEAW
ERALSE LINE THERRBAL CRiMTM LU SEISWIC SRUBBER naS FOunD T) 8 RIREN, Dt ROUNTING BRACRET
wAS INSTALLED %) OEWEEY FROM Tog CORRECT ORIENTATI®™N SO TwAT weim TrE LENE WOVED TRt STEW
CunTaCTeD THE SRALRET AAD BRORE. Tk BRACKET A5 INSTALLED PRIPEALY ARD 4 WM SAUSSER INSTALLED,

AVAILABILITY ~ MuC PURLIC OOCUSENT BUDM, L7717 o STREET . wASHINGTON, O. C. 20545 198 CENTS/PAGE ~- wirimm
CHARGE 82,008

AANAY (oMl) & OiC R AGONeER ¢ SUPMIAT STAUCTURE o PIPES AnD PIPE FITTINGS » (il o TUABRINE ¢ SFATLURE.,
INSTALLATICR ERROR » SUAVEILLANE PRYLALN

104092
CAVRELD $LUOR UmAIR 1SOLATION wALWE FATLED TJ CLOSF COMPLETELY AT MROLD
TOWA ELELTAIC LiunT o 2mER LUNPANT. CELAR AAPIDS
3 PAGES . LETTER wiTh AOR 1937 10 NAC UFFICE B INSPECTION € EVFOIRCEWENT, REGIOV 3, JULY 22, 1975, DICRET 30~
33ke TYPE~~OWA, MFG~~Gok o0 AE--CURMONWEAL I ASSUC.

CAUSE - UMRYUAL SPR NG TeNSTul. CUAING & vaLvE FUNCTIONML TidTo, 4 DRTWELL FLIDM IJRAIY JUTONARD
IXALTEION vALVE LIV MOT FULLY CLUSE. THE APPAREAT CAUSE Wiy UREQUAL TENSION Oh THE SPRIENGS
wiCH OPERATE SLTNEEN Trk VALVE SND TrE AIR  JPERATOA, THE WNEJUAL TENSION CAUSED THE SLIDING
METAL PLATE Tu 8inND O TnE AOUS ARD FAIL TO FURLY CLNSE., Trk TENRS KON wAS ADJUSTED SO TMAT IT
WAS EJUAL UM ML SPRIMGS.

AVARLABELITY — MRC PUBLIC DUCUMERT ROOM, L7177 = STegeT, wasnivntON, D. C. 20545 (08 CENTS/PAGE ~- wImimm
CranGe  $S2.90;

AANRLD (dwn) o Oyarves ¢ SCONTAINRENT SSOLATION » CONTAIRACNT o TEST, SYSTEM OPERASILITY o FASLURE, EQUIPMENT
o FAJLURE, MAINTENANCE ERAGA

100704
SET POINI UIFT [N DIFFCIENTIAL PRESSURE SWETCH AT AnMOLD
1Jed P ELTAIC LiunT £ PUwRR CUNPAW ., CECAR RAPIDS
2 PAGESe \LTTER wiTm ACR 73-39 TO NRC UFFICE F INSPECTINN L ENFURCEWENI, REGION 3, JULY 24, 1975, DOCRET 50-
334y TYPE-~0R, NFG—C.E .0 AE--LUMRONNEALTH ASSOC,

CAUMN = INSTRUMENT ORIFT, WARING & TEST, Tk CORE SPRAY SPARGER/PRESSURE VESSEL DI FFLAFVIIM
PAESSURE TREP LEVEL SETTING waAS FOURD TO BE 3.2 PSIV wniC» EXCECOS THE 2.99 PSIO LIMIT., g
APPARENT CaUSE wAS INSTRURENT ORIFT, TreE SATTCH WAS DWEOIATELY NECA IGAATED AND FUNCTIONALLY
1esitv.

AVAILABILITY - MmC PUBSLILC DUCUMENT ROum, L1707 1 STEc T, JASHINGTON, D. C, 20545 (108 CENTS/PAGRE -~ MINEMUN
ARG 32,000
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100 e oCun im0
AARCLD (onk) o SIRSTRUBENT, SwilCh v INMIRUSENT JALIAZATRIUN » SENSIAS, PRESSUNE = FALLURE. SNSTRJCENT o TEST,

SYSIER SERABILIEY ¢ 032 T PUIRT ¢ eCRLFF » (OnE SPRAY

104800

SET POIRI F IEAPLRATURC SERSURS MK D TU O€ Alow AT ammnd

10wa ELECIRIC LIGAT L PONER LO.. LkUAR BAPLUS

& PAGEye LETUEA wifs a0 niPunl T4-32 Tu ARC JFSICE OF ENDPECSION L ENFURCENENT, REVION 3, JALY 28, 197>,
OOCRET 30-331. 1YWR-——But, MFC—GC.kos AL-—-COWDRWEAL TN A3S K.

CauSE ~ nich ARBIEN" TENPERATURES. OURING TESTING OF Tné REACTOR CLEt AUl AREA DEFFEAENTTAL wion
TeNPeRATURE INSTRUMENTATIOR, & OF Tk o SE&T POINTS EXCECIED THE L4 F OIFFEQSKIZAL CLI®IT. UlS
SUSTER 1S T3 OETELT & 5 PR LEAR. Tuk WEASUAED TENPERATURE DIFSERENCE AEFLECTED THE INCREASE IS
angl tAT "cRPERATURE OUE TU MuaRAL OPEQATIw: CIRUITIONS. TRt SENSIRS JAVE Beth RELOCATED 10 mOm
MCURATELY LETECT & Lean. SET PCINTS wAVE BEEM RAFADNSTED TO 146 ¢ LIS e AvERSGE AMIENT
SemPERATURE RISE ACROSY TRE AREA.

AVAILASTLITY - WL PUBLIC OUCWENT BRCOM, L1717 w STREET. wasSHINGTON, D, C. 20%546% (08 CENTS/PALE -- TINImye
Cnante: 92.30)

D o o321 POINE o SERSURAY, TEIPERATURE ¢ LEAR «ATE o« (IRTAIWTENT LEAK NORITOR ¢ FAJLURE.
ADRIRIATRATIVE COMROL o omUUIFICATION o OPERATIRS EXPERIENCE o TEST, IVSTEM UPERARILITY

100815
SUPPRESSION Cramplf wATed vORUME CREDS LIMLIT AT AReORD
SJua ELECTRIL LICHT C POuin COMPAWwY, CECAR NAP(DS
3 PCSe LIR Mol F5-40 10 MBC BFICE UF 1 L E ., RESLDN 3, JAY 3. 1975, OOCKET $0-33), TVPL--2uwP, WFC——y. .,

AE—CMNORee A& T ASSOC.

CAUSE - WISALIGARERT U6 VALVES. ®iTm Trk REACTOR AT 972 mul. IME CIRE YPAAY PusP TE3T evPalS
wALYE waS STAINED TO QETEAMIRE IF I SOAY ZLJI%¢ TEICHILY., SINCE THIS PART ALY DRAINED Tn¢ CORE
SPRAY SYSTEM, T walS ofiRG REFILLED OV PURPING wATEA FROR Tk (ORDENIATE SEAVICE SYSTEN TG
ek Mva SYSEEM. LATEn. [T wAS ROTED Twal T4k SUPPRESSION Cmaneta
Wl ERCLEDY TNE LERIT BY 109 CU FT. PuUPiIv. wWAS TWEDIATELY TEARI MATED AND Tt YOLURE REFURNED
O RORMAL. & MISALICAVRAT UF vALVES ALLOWED A OIARCT FLOW PATN TO TiE SUPPALSS IOV (MBIER.,

MWAILASILITY - ML PUR IC LOCURNERT AOOW, 1717 » STREcT., #ASHINGTIOm, D. C. 20543 100 CERIS/PAGE -~ minimuN
CrancE « 00|
ARO (OwL) o oSYDIEM CAPACETY o STORUS ¢ WATER ¢ SAILURE. JPEARATOR FAROR ¢ PROCEOURES ARD SAawUM S

106045
SET POLAT DALFT IN PRESSURE 345 °Ch AT SawROD

SOuA CLECTARIC LIGH € POnER (0. CEOM maPlIOY
2 PAGLES. LETTER wiTh AJn REPURT 75-41 TO maul OFFICE IF INSPECTIOV € EVFORCERNRT, AECION 3, JAY 31, 1973,

VOCKET 20-331. TVPE--80r, MFG--bab.r AE--CONMUNSEAL TH A330C.

LAUSE -~ I Tauntal ORIFT., DURING TESTEING, & REACTUA mIGH PAESSURE TAIP SETTING wWAS FUUND TO BE
1989 P5i6. TNt uPPER LIRLIT IS L1073 PiiG. Int APPARENT CAUSE WwAS INSTRUYENT DASFT. TwE 3wl iCH

wAS IMREQIATELY AECALIBRATED.

AVAILASILITY - WRC PUBLIC OOCUMENT ROOM, L1717 » STREET. wASHINGION, D. C. 20543 100 CENTS/PAGE ~- MIRImA
CHARGE  32.0v)

ARROLD COuR) o SEINSTRUMENT, yNifCr o TASTAURKNT CALIIRAFION o SEVSOAS, PRESSIRE o TEST, SVSTEW OPERABILITY o
FAlLURE. INSTRURENRT & o5kT POINT @ SDATFT » REACTOR SAFETY SYSTEN

104000
SET POINT DRIFT IW PRESSURE SKHITCHES AT 4ANDLD
1OWA BLECTARC LIGHT AND PUNER CU.v CLDAR RAPIDS
2 PAGES, LEITER wiTh AQ AEPORT 7342 TO RAC OFFECE OF INSPECTION C ERFORCENENT, AECIDN o JUY 3., 19073,
QOCRET W-331, JYPE-—=gwR, MPC--Gok., AE--CiMuONItaL TN 43350C.

CAUSE =~ INSTAUMENT DRIFT. DURSNG TESTING, TuO REACTOR PRESSURE PERWISSIVE TRIP LEVEL SETTIRGS
WERE FOURY TO EXCLED Tt LUGS PSIC UPPER LERIT Y o PSE anD 11 P3i, MESPECTIVELY. TWE APPARENT
CAUSE waS INSINUMENT URIFT. BUTr SHITCHES SERE IMAEDIATELY AECALIBRATED.

AvARLABILITY - ARC PUBLIC OOCUMEAT ROOR, 1717 ¥ sTacel, waseinGion, 0. C. 20563 (00 CENTS/PAGE -~ WiNIRUW
CHARGE $2.00)

AROLD I0WR ) + SINSTRUMENT, SHITCN o INSTAUMENT CAL IBAATION ¢ SEVSARS., PRESSURE o TEST, SYSTEW OPERASILITY ¢
CAILURE, ImATRUMENT # oSET POIRT o SORIFT o REACYIR SAFETY SVYSTER

10480 %
SURVEILLANCE TEST AESWULTS DISCREPARCIES FTUND AT 2amOLL
10WA ELECTAIC LIGHT & POWLR CURPAWY, CEDAM AAPIDS
2 PGSy LIR TO MRC UFFICE OF J & Eo REGEOD 30 AUS, 1, 1975, DOCKET $2-331, TY2f--dWR, WF(-~G.E,. AE-~

e S R e
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vhudk - Jotualug sekadlunl. GuRihe A wJUFEVE AULET dutue ILLAACE TEST &6 T3, Tw) DICARPANCIES
Wtk FUlshas, U3) Trm riPC L SUSTEN [NUP-QISLE 1238 PACRAGE £ Ome 247 Fual Tt miCl >v30Lm was
InuPEnasic (U Sl Bt FuAD.  Trat L 0o b0 INJICATE:S Tl T TESTS wfdé SImeLeTED. Twis ONE
PALRRGE WAS SISPLALED, (L) B uMTEMY SMVEILLANCE TLST @i NOT COMPLETED JUn TiIoE. Tng TEST
eds TAMTIED ail & Puislin MLVERIED (L Ellin. oo 2ok PRIBALEY oS CIANRECIED & wEER LATER, T
lusmrtefe 130 =43 GwkniLPe0 UATIL Tomf TENE LENIT 8D BEES EACECOEO.

MAlLAGILITY - Wl Pom BC ANUNEAT RAIN, L1707 = >TRELT. saSwineT i, 0. (. 20%e% 108 LaOIMPALE -~ winlimm
[ Ty S e X1

A0 (oma) o oTsf iR o Olcs] INTEavAL o TeST, SYSIE™ JPrMAURLEITY o QEVIEM ¢ FATLURE., OPERAIUR Eaeua »
el bRty SAFETY FEATURE

LSy
APR/RSN LU slad Wb =2PtLLFICATIUN AT AR D
Tud CLeCTIelC LionT L 20t (O.. CRuah BAPLDS
2 PautSe LEFTER TJO MAC JFFICE UF IRSPRCTION o EWF AL NENT, mGiUm e Aus. 2. 19795, JECRET 50-331, TyPE--oam,
WEomsotoe Ai--CUTMUNRLALT® ASSIC.

Al = (MTALNENT JRIFT, OURING TESIING & et APRM/ROR FLUs #lAS, FLU UBIT O S¢T POIN oS
ol ASUvt Tk MARIRUR wCaTAuE LEWET SPECEFIED In PRICEDUMES. Tt APPARERT CAuMt wAS
INSTOURERT miff. Trk WALV ad> aECALIORATE). In Tk INETIAL WUTIFICATEON 5 Twis OCCmAENCE, 0T
ndS PURTEL TredT URIT L ol WI OF CLISRATIUN. (T waS VT Iy Tug JONSEAVATIVE MIRECTION amd
TraEfOnE w7 AtPGRTAGLE.

MAIAGILITY - MaC PUBLIL CURERT RUOR, L7217 4 5F3éeT, waASRINGTIN, 0. (. 20543 (08 CENTS/PakE -- mINgmm
~HARCE  82.00

ALY fuwk) o SERUKS. FLum » INSTRUMENT, PUGER RARGE o FE ST, SYSHEN UPERAGILITY o (ASTAVEERS CALIRMATION »
FAILWE, INSINWREAT » o3¢ T PUINT o CURIFT o REACT IR SAFETY SVSTEN « GINSTROWNRT, Suf ICn

e
(el Cuniadl aQuS #als (U FULLY ERSERT AT AARGLD
Towa ELELTRIC Liun] £ Pluch (ORPARY, (EDAA RAPIDS

3 Puse LIR w/Aul 79-45 1D MR WFFICE OF I ¢ Eo REGIDS 3y &%, 22+ 1975, OOCKET 30-331, T9PE—Omk, MFGC--Coles
Af-=CJNURt & Trs ASSOC.

MUSE -~ agun PISTUN SEML RINGS. miCE PERFINGING A CONIROL Q00 VERIF ICATION FOLLOWING AN

AUl SAlIC atALTOR SCrAP, 5T was CETEQNTNED Frdl 2 CORTRIL RJU0S 0 MNIT FULLY INSENTED. DY
wtat ONE wIlire GUT. Tk LAUSE (S SELICYWED TO of wORR OR LEARTRG PISTON SEm RINGS In Tue ONIVE
BECHARISIS. Trt? wEfE  SUCLESSFUALY SCAMN Tlee TESTEO. FURTHER FTESTS wilL ot madE TO vERIFY Tt
CAUSE.

AvAll;ll:}' - MAC PUMLIL UDCUMENT ROUR, 1717 =+ STREET, waSHINGTON, ). C. 20545 108 CERUS/PAGE - WINIMUN
Crnan )

AMAMRO (ouRk) o CURTAR RIDS o oCun RUL ADO ORIVE WECIANISNS o FAILUNE, SCAAR RECHATISH + FATLURE, EQUIPRERS »
AEACTOR CURTAUL

195%°
CunMECTUR Ul ERERGLALY SEAVILE malER PUNP BRx AXER LDISE AT ARNAD
1)uA GLECTRIC LIGNT £ PIutR (UMPAAY, CEDAR RAPIDS

3 PeS, LIR w/BuR 15-64 T3 MRC OFFICE OF | € co REGIDY 3. AUG. 22+ 1979, DXCRET 33-331, (7PE--um, WC—C.C.,
AE--COMMUNE AL Tt

CAUSE - INAQEWUATE TICHTERING. wniLE JPERATING AT 948 Wl, I 483 v SUPPLY SREARER TO EMERGEACY
SERVICE WATEA PURP & SUSTAINED AN ELELIiCAL ARC ACROSS IwE LINE SI0% COWECTONS RESVLTING IN &
AEALTOR SCRAR AND LMOUY | JSOLATIUR, THE CAUSE wAS INAORJUAIE TIGRTENING OF TwE LINE 3 J0E
CURRECTORS LHAING INIT IAL INSTALLATIOw 3Ff T4E SREARER, Tk LIRE SIOE CONMECTIRS SUSTAINED
PAATIAL mLTING. THE SREARER wAS REPLACED.

MALASILITY ~ mnC PUR IC UOLURENRT RUOR, L7137 »w STREET. wASHMINGTON, D. C. 20583 108 CENTS/PAGE -~ WiN)un
Cranct ».00)

ARNIRD (wk) o SanEAKER o SELELTRIC ARC o FAILURE, TV FALLATION SMAOR o FASLURE, EQUIPMENT o PIIWS » ERERGENCY
COMING ¢ SCRAM, SPURICUS » REACTCR SMUTOUNN ¢ SCARLES AND COWVSECTONS o DamAGE

103734
sTanDe? GAS TREATMAF SYSTER NOT FESIED ON S5CHFEONE AT MaRULD
1oud ELECEALC LIGHT C VIiwtR LOMPANY, CLDAR RAPIDS

1 Py WTR TU MRC OFFICE OF | € €y RECIUN 3y AUG, 26, 1975 OUCKET 30331, TVPE--dwt, WFG-~C.E., Af--
COommOnet AL In A550C.

CAUSE - UVERSTLMT, SURVEILLANCE TEST )% T4E STANDSY GAS TREAITAENT SYSIEM AND STANDEY FILTER UniT
OPERATION waS NUT PERFCRMRD PLR JUNE 197%. IPERATING PERSOWEL mivE BEES AEINSTRUCTED AS TN Pt
IRPORTANCL OF TedT ING Oh AMEUVLE.
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1™ aniingse
avaliasliily - WAL PUR I( MAvRERl S, LFIT o 3000 S, masnins N, Do . 20%) 108 CERMTSIPALE -~ Mininym
CnanGt  82.20

MARD C(onli) » MMTIUR, Palt » S3L.EM0SY A3 TAEAIMENT o FRLTEns o FRLIEa SVSRERm o Faliust, PLAATOR ChALR »
Rrltnn o oMl Injenva,

1000
T PUINT LuiFS In APRAV/AR® # a8 i8S CRAWEL AT JawN D
Sled HeLTu i L EOT € FOném (uee JUma
D P6de AFA WAL 3-33R/15-68 TU M SOILE UF T Lty 2 LlUN IR0, HPY, o, 1915, COCRET 53-35C, FVUPE~-eml, W -
wof oo M-~ ONMIAMEAL Tn A3SOC.

Coudt ~ Iwmiauisl GRIFI. Gmint Teslive, L M Iwt 2 S0NS4AE 2308 C» Skay En FLus uNIT C OF
APER/ASN FLuw oldy (RAMEL ad) FOUNG F-JF-CAL EURAT KIS IN Tr€ SOR-( oERvalive JAECTI™, T
AY-FOUW T UiV =283 a.087 VRIS, vk WAITUR LEISLT 1S o047 vRTS. Tre aPPaagsl (AJ3E ¢AS
IRSTMENE WAFT, FLOw uBil L s&) AE M ieralep.

MARASK ITY - Wi Pust |, SOLURENT RODR, 1117 =+ Stegrl, wasniNGIion, D. (. «3%5 (03 (enl3/PaGE -~ Sinlmm
CwanGt 982.000

SAUMD (sua) + oiN 3 Taunel, 30iler o IRSIAUR ST _ALISAATION » SENL TR, *LJu o TESE. SvS0EW Wiaasily »
saliumt, AIAIERT ¢ 03 &T PUBRT o GURFT o JEALIDR SAFETY SYSEER

10a5%
SEV POIRT URiIFT IR LIFFCAENTIAL SRt S 3UAE Sel IC AT Bamnd
fUua ELECTIRIC LILW ¢ Msta (0., lOWA
2 Pose LIA W/AD 30-331.79-47 Tu M JFFICE W | o € SECION LIL. SEPY, (g, 1979, OMEN 3-33), FYPE--Dem, W -
~6of.e AE—COWMAREMIN 8350C.

CAUME -~ IRSTAUMERT wRIFT. _ymang 2 TEXF, Tk TAlP Levil SEV POINT OF A PRENSME DISFERENTIMN
INOICATING SuIT(n SUR nP § STCAR LoV WIGe FLOw wa3 112.5 INCHES OF wATER. Tt LENITING SEF
PLING 03 100 o 3a ~ 7 ‘Minfs. Tok A AREN CaudE was SNSTRUREST DRIFT.  Twé SwlVC» was
ALLAL IOVATRe ARD Fume i, TaLY TeSTED.

AVALLAGILITY ~ AnC PUBLIC JUCHRERT KOO, 1717 «» STREET., wasSwimellN. O, (. 20% % 108 CENTS/PALE -~ “INiws
CwinGt $2.000

ARRR O IouR) » SINSTAUNERT (AL JIGRATIUN * SEVSIud, PRESIME o TESE, SYSTE™ UPERARILITY ¢ “ATLURE, (NSTasmenT »
o3k0 PUIRTY » sORIFT » wPCI

100030
wAD RETRUGER SUPPLY FOUND 50 O& INSUFFICIEM AT A2™OLD
1oua BECIN I Liend & POWER (O, fUwA
3 POYe LTR w/AQ 30-3DU/ T340 §u MAC UFFICE OF T C ¢y REGEON 11, SEPT. 20, 1973, DULKET 3>0-331, TYPE-<~nal, WHC-
~bok v SE—COMMORUEALTN A330C.

CAUSE ~ SUPPLY LINDES DISCONMECTED. DUMInG RECHIARGING OF TwE (UNTAIRERT  ATWUSPMERE OTLJTION
SYaitm. Tt SUPPLY LINE COMMECTING 2 WETROGEN SUORAGE OOVILES TO Vmé SYSTEN wERE FOUND ¥) aVE
BEEN VISCONMECTRD. URAROUR PLANT PESSOWIEL FAILED 10 COWLY il A0 INISTRATIVE (ORTAL
PRUCEAMES ¢OR CTAL  OF PLAAT wORK, THE LINES wEAE RESIVED wiTwOUWl PADPER DOCURERTATION AND
APPROVAL . Tnt LINES WERe RECOWMECTEL.

LASILIFY ~ WAL PUR IC DUCOMERT ROUR, 717 ¢ »03EET, waninvTul, D, C. 20545 108 CENTS/PACE ~- MINI™Mm
CHanGe $2.00)

AARLD (puit} » OIYSTER CAPALIIY o RITROGEN o CONFAIW Y ATROSIWEAL, ISERT o oSTORASE CONTAIMNER ¢ FAILURE,
OPEAATOR EMsOn ¢+ PRICEDURES AA0 RARUALS ¢ PIPES 00 PIPE 510TINGS

100999
SEY POSNT DAIFT Ih TeRPERATURE SEASONS M a0
1WA ELECTRIC ¢ (ot L POWER (P., PALC, SOWA
3 P63, LIR WAU I5~4% 10 MRC UFFICE OF B C €, REGEDN LIT, OCT, &, L1973, DOCRET 39-331, VVPE-—QuR, FG--(C. k.,
A¢~~COF :ORWE AL TH ASSOC.

CAMUSE -~ VRN, OURING TESTING OF THE MAIN STEAR Link ANEA WiCH TERPEAATURE s-uc-:s. 3 Sali %S
WEAE FOUND TO mAVE SRIP S¢TTINGS OF 206. I07, 4v0 227 F. MESPECT)IVELY. TnE LI IS 206 ¢, Tm
OEFINITE CAuSt IS UhanOwn, 11 515 SUSPECTED THAT Tug SulTiwEs wifé RO PROPEMLY uuonuo ouUm ING
TeSFING THE PALYIOUS NORIN, TkY wERE RECALIBRATED, PENSOWNEL PEAFORAMING I CaLIpRaTi O™ wiLL
Ot PORITOREL.

AVALASILIEIY ~ WAL PUR SC COCUNERT ROOM, L1717 = STAEET, wASHIRITON, 0. C. 20943 (06 CEATS/PAGE - WiINImUm
CranGt $2.000

ARROLD (DwR) o SIRSTAUIEST, JWITCR o INSTAUMESTS CALIaRATION » SEVSORY, TEWERATURE ¢ TEST, SYSTER OPERABILSTY
o FAILURE, INSTAUMENT o O5t0 POIAT + CORIFT ¢ REACTIN SAFETY SYSTEN o PALLVAE, WAINTFVAYCE ERR0R ¢ FALLURE,
COoOwWmgn mDOE




[® 10 Y
el FOINS Julsl 1IN Pleddutit aull(r AT ARwRD
iJos tievtalC Liunf £ Pusth Ci.e PALC. LA

i Pude LT 8280 I5-%0 12 "= UBRILE W § L € MEWlm 110, KT, & 1905, QUCRET 53-331, TYPE—ouR, WFC——GC. (.o
A -—CLonaneal In 432K,

CausSe - InSTuumed Unib B, cum'ne TEFiw o T-c #Aln STEAY LINE L8 PRESSIRE SwullimEs, JnE SwilCh
IniPPio Al s02 Pyl enlln 15 LedS THAY Tre 4o> 230G LINET. T APPamgNT CAUSE WA INSTAUSENT
utirl. Tné delToer > «bCMLIMATED.

AvABLARILITY - ML Punt Il ALY AT B0UNe L1717 » STRLET, wadnIR:TIN, D, C. 203545 (U CENTS/PAGE -- wINIAUW
Lrsder  82.30)

AaA RO tamad » siasiauaruie JWITLr o IRSIRLANT JALISMATIUN o SEVYSORS, PRESSURE ¢ TESD, SYSIEm DPEAASILIEY »
FAILURE, INSEaUERT » O3ET PUINT ¢ SOnEFT o REACTOR >AFETY SVSIEN

L%l
>PPLENESIAL Wk PraT LA VnurPl.e LF 4 FURL SURALE A AR D
1Jea GLECTIC Liunl € PUnER L., CEUAR RAPLIS, luwa
3 Pude LIN m/uPPLEmenTAL #PT oL S0-331/779%-31A T wAC JFFICE OF 1 ( €, RESLIOW 15, OCT. &, 197>, OOCRET $0-
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Uil oAy Ted CALME. Tre RUVASLE (ONTACT NECHANES™ wa> CLEANED ANO TrE oREacER AETURNEL T3
CPERATION 1A ABWI 2 nOyAS.

AVASLASILETY — MmC PUK ¢ JOCUmERT sDUR, LILT 4 STREET. wASHINGTJS: Do Co (U305 (U3 CEVIS/PRGE -~ RINIMMm
1]

ASROLO tumR)} ¢ SuREAatn o OPURAPS * LPERGENCY COULING o TeST. >VATES CPERASILEITY o FAILURE., SRINTEWMNIE Exaoe
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Sull. Wu—Guk.s AL-~CUMIONNEALTN A3SCL.

CAUSE - UL LEARAGE INTO INMULATEUS. Jumine & TEST JUF TwE STANDRY DIESEL GERERATOR, A SWMALL FIRE
OLCUANED OGN FHE SURFALE UF THE k2nauST MANIFULO.  IT 443 QUICALY EATINGUISHED BY REARBY OPEXATING
PEASOWEL. OIL LEARALE FRON Int OIESSL FAOWY CUWVR PLATE AND SOFT PLUGGED ML ES #AS ABIGABED IV
1nt LASULATIUN LF Tuk CAMAUST MARISULD. JPEAATIUR OF THE OTESEL TAVSED Tk GIL T3 IGNITE. THE
OIL-3UALEY INSAATION wAS REACYED AND TEMPORARY REILACENEST INSTMULEC., O UTHER »IRE DAWAGE =27
FOLRD. INSULATION SHEELOING wAY of INSTAMLLED TI PREVENT RECURRENCE F GIL ABSORPTIUN.
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MARCLY (BuR) o o gut o OTrenmaL IMSULATIIN & SCERERATOR, DIEXEL * EWGIVES, INTianal (OWBUSTINDY » 3is5T, SYMIEW
JPERASILITY » FARLURE, INSTALLATION ERADR o LUBRICATIUN ¢ LEAX
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wURE SPaAY INSTRUMENTATION DEFICIENCY AT BIG RIKR POINT
CORSURERS Puunén CORPAMNY ., RICHICAN
3 PaGES. LETTER LSTit A0 REPGRT 1/7% TO MIC VIVISION JF REACTOR LICCNS ING, JAMUAAY o7, 197%, OICMET %0-1%%.
TYPe—dal, RFfe—L.to.. Ab--péChiel

CAUSE — PRGCUREMEAT OEFICIEMY. & UESIGY REview JF EXISTING CIAL SP2AV  INITIATING
ENSIRUMENTATIUN REVEALED TRAT Tt 8 REATTOR waATER tewed SHITCHES ANO TRE & REACTOR PRESSINE
SnETCMES wElE NOT QUALJFBEC TG MEET THE NICH-TEAPERATURE SPECS FOu Tk LJCA CUNSETIONS., THE
REACTUR wAS BEEN SWUTUDEE LATIL AL (NSTAUMENTATION AU EQUIPSERT wltl OPERATE PALPERLY UNDER
sl CUNUBTIURS. Tné APPARENS CAUSE MAS & P<UCUERENT JEFTCTEACY.
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CONFRUL i’ URIVE TIAING LESS TN LiMIT AT ale ROCR PUINT
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3 PAGES. LETTER wiTn A0 REPORT 3/75 1O MIC DIVESION JF ARACTOR LECENSING, JAWARY 31, 1979, JOCKET 5%0-15%5,
Ty Pe~-8nly, MPG—GC.E.c AE—BLLHTEL

CAMISE - UnIUBN. Dunine RGO wITnOnss §IMING TESTS wiTH Tuk REACTOR In COLD  5S#UTOOWN, 3 ODRIVES
WERE TIMED AT 41 SEC. Trt CauSe 1S UNENGuN, FAGST PREVEOUS TIWING DEFICIENCIES nAvE BEENS
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URCONTROLLED ARLEASE NF L IGUID TO Tne CANAL AT B1G RiKK POINT
CORSUME RS PONER CUMPANY, MICHILAN
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ERvtdiENCty N COSVERTiNG Ink SELS™IC JALUES CONTAINED 1N TWE UATSINAL SPECIFICATIONS FO VALUES
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AvASLASILITY — NRL PUBLIC DOCUMENT RLUm, L7LT » STREET. waSHivuTJUN, D, C. 20545, 100 CENTS/PALE -~ WINImm
CHARGE  84.9d)

BEG MUCR wuinT fouh) *» Ok S1Ge (AITENIA ¢ FAILJI<E, JEDILN EaRIN o IEVIEW » EVUIPWENT o EREAGENCY COOLING STSTEM
® SehSMIC DESIGN » RAUTATION RFFELT o [WSTRUWENTS, 9ISC,

19udee
To) JEFICIENCES IM TAE LGCREw HEVICE #EA LUwER 3x10 zan3 AT 3fu ANCE PGINT
CURASUMR RS PimEn (UNPANY, ML,
3 PAGESy LETTER wiTm UE WEPORE 277% TY MAC DIVESIOW JF MEACTIR LIC2NSING, FEIRUARY 21, L9735, DOIKET 50-1595,
TyPt==0wts NFu--GoE.o AE--BelMTEL

CAYSE -~ DESIWA b [NSTALLATIUN EMMORS, OURIWwe CIRE FeTeadAlS RECONSTITUTICNH, Tk LOWER GRIU OGARS
LOCRING SAr CULY NOT BE PLACEU IV TrE UNLOCKFU PJISETINY. 3 BOLT wAS WiSSING FADW T JIASMLFTE
QA BEAYW CLANPLICR , DURING MANTPULATION TO ReliGH The LUCKING AAR, THE YATN BEAM LLARPLOCR
SUIPPED OFF §T5 LUCKING BAR,  THE LGO>E BULT ASSEYSLY wAS RECIVERED AND REWOVEJD. THE BAIN 3EAW
CLMIPLOLK wAS MODIF (RO TO PREVENT (VS SLEPPING, THE LIRISE BIRT RESULTED FRUR A DESIWN
VEFICIENCY. ThE MAIN BEAM CLARPLOCK H&D “OT 3Eem INSTALLED PNOPERLY,
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DEFECT FUND In EREACENLY CUMDEASER CUTLEY PIPE AT 8IG RU(L POINT

CUNSUNERS PUNRER LOmPARY, MICH,

2 PAGES. LEITEA wiln AU ALPUAY 7773 T MAC VIVESEDe DF REACTOR LECENSING, FELRUARY 26, 197>, DOCxEF 50-235.
1Pt --bmle N 5-~G.b. . BE-——BENTEL

CAUSE -~ FABRICATION DEFECY. OURIAG IRSPEZTION ASSOCLATED SIS A TEPALR JJ8 Ok Twk ERERCENCY
CUmUERSER PIPE MELUING, A SURFACE DEFECY wAS FOURD O8N TAE 4~INCn JUTLET PIPE Twal uas aABTUT 32
EeCnks LONG. 11 EATENUED SROA Ok wELD TO witnim & FEu INCwES OF & SECOND wELOD. Exaninar lms
EnDICATE SmAl Ak CCCAUSION OCCMERRED LURING Tre BANMUFRCTUR], STAGE.

AVAILASILEEY - WAC PuBLIZ OUCURENT ROOW, L7L7 » SIREET, sALNINTOR. D. C. 20%4%, {04 ZENTSIPALE -~ Winimge
CnanGE  $2.90)

ol6 ROLK POIRT loum) + RLINIERARLE AND REPAIA o FAILIAL, PIPE » FLAw o FAILUAE. FASEICATI™ EAROR » EWERGERCY
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AQDIS IGNatL INFORRATIUN OR INSIRUNENTAY 08 REVIED AT 81, AGEK PUINT
CORSUNE RS PORER (D.o NICH,
2 PAGES . ARTFIER VO MAC OIVISION OF REACTUR LICENSIN;, WMAALW 14, 1973, DOCKET 50-153, TYPE--puR, W, --L.f., AE--
SECHIEL

CAUSE - UESIGH ERRUR, EVALUATIUN OF FnE SNSTRIRENTAT DN ARD SQUIPRENT RLIIRED TO 3 taslE
U InG AMD AFTER A LOCA CONTERUES wilss THE ACACTOR 1IN (OL0 LwTOGNR. Tat THEARAL UVERL ZAD
PRUSECTIUN In & VALVE CORTROL BDAEAKER WAV TR1> SPORTMNESUSLY AT THE CONTATMANENT DESICH
TemPERATURE OF 235 F. TniS EGUIPRENT will BE NvED QUT OF Tk CONTAINRERT. SL50, & PRESSURE
TRARSHITTAR WiLL Nul NECT EMVIRONSENTAL CONOITIONS. T siLL BE REPLACED.

AvalLAsiLITY ~ MR PUBLIC OOCURERT A00Mm. L1717 w SIREET, WASMINGTOR, O. C. 203543 (086 CEVIS/PAGE -- “inimum
CHAAGE SZ.0U2

8IC ROCR POIRT DA} o CONSAINAENT ¢ RCOIFICATION » FAILURE, OESIGN ERROR o ERVIAONIEST o AEVIEN » EJUIPWENT «
InsSTAungnTs. wiSC.
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CORTAINRENR] SUPPLY VALVE LEANAGE miGn AT Blv AOCR POLIWNT
CURSURERS PURER (WP ANT . MICmical
3 PAGES, LRITRN wMIIn AD REPORT OB/7S 70 SRC JEVISIIN OF REACTOR LEICERSENG, MARCH 3i. 1975, DOCCET 50-15%%, VvPE-
~Bufle MFGC—GCokoo AE—BEINTEL

CAUSE - SAPROPER SEATING. ODURING CONTAINRENT COMPONENT LEAR TESTING, & SUPPLY VERT valvE (AN ald-
OPERATED #vITERFLY vALVE) miS FOUND T3 MAVE ERCESSTVE LEARAGE 7aUSED 3Y IMPROPER SEATING JF THe
VALVE AUBHER SEAT. READJUSTRERT uF TmE RUBBER SEAT RESALTED A LEAKACE RATE JusT wiT~IR
LINITS, FURTRER ADJUSTMENTS ARE PLANNED. ThE REACTUR nAS (9 SO SAUTOGWS AT Twis TImE.

AVARLABILITY — MAC PUBLIC DUCURERT ROOM, LT7EX 1 STIEET, WASMINGTIIN, Ds (. 203545 1G8 CENTS/PAGE ~- Minimum
CHARGE  82.00)

816 ROCR PGINT (0nf) o CONTAINRENT » FEST, LEAK AATE o VENTILATION SYSEEN o ZONTACAMEST INTECRITY o TEST,
SYSTER OPERABILITY o FALLURE, PAINTERANCE ERADR » LEMR AATE o WALVE, CMECK

tu2zee
EMERGE WY LIESEL GENERATOR FAILS TO >TAR) AT 86 ROCX POINT
CORSURERS POWER CONPANY, MICH.
2 PALES, LETIER wili AOR /7% TO MAC OIVISIOY IF {EACTUR LICERSENG, APRIL 21, 1975, DOCRETY 20-1%5, TYPE--DMR,
rrC-~Gok.. AE--BELNTEL

CAUSE - Futl SUPPLY OEFICIENCY. OURING TESTING wHILE TME REACTOR WAS IN CORO SMUTOOWN, TwD
CORPLETE CAARKING CYCLES 010 mOT START Tt JNIT. FOLIOWING YAND PumP PRINING OF THE FUEL (INES,
Tk UniT STARTED SATISEACTORILY. TWE EXACT CAUSE OF FAILUAE S UNRNOIN. AN IAVESTICATION JF
CUNPCNENTS IS IR PROGAESS .

AVASLABILATY - MRC PUR IC DOCUMERT ROOM, B7LA7 4 STAEET, WASHINGTON, O. C. 20%43 (00 CENTS/PAGE -- RINIMUN
CHARGE  $2.00)

BpIG A0CR POINT (BWR) o SCEAEAATCA, OIESEL * ENGE':S, INTEAWAL COMBUSTION o FUH, FOSSIL » EMEIGENCY POWER,
ELECTRIC » TEST, SYSTEM OPEAABILITY o FARLURE, EQUSPMENT

103070
SEY POINT ONIfT N PRESSURE SWiTCH AT BIc ROLK POINT
CORSUNERS PONEA URPANY, NICM,
2 PAGES, LETTER WiTw A0 1:-73 7O MRC OBy, OF REACIOR LICENS TN, WAY 30, 1973, DOCRET 50-19%%, TVPE--BwR, RF -~
Gollor BE~BECNTEL

CAUSE -~ SMITCH MISAPPLICATION, ODURING TESFING wHILE FME PLANT WAS N COLD SMUTOOWY, THE PRESSUNE
SHITCH ON Tt CONUENSER LOW VACUUN SCRAN IRTEALOCK ACTUATED AT 362 PSIC wriCn EXCEEOS TwE 3350
PSIC LIAIT, Tt CAUSE 1S TMAT A wiDt AANGE SeJTCH HAS BELY UND wiTrn A SET POINT AT It EXTIRCNE
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L0e END. AL0. Unk SuEICH CANNOT WE SET UCH BELOW 350 PSIC BECAUSE OF THE RESTRICTIVE KeScT
CHAMACTERISTICS. IT way Skl VO UPERAVE AT 339 PSiC.

AvAILASILIEY - "RC PuBLIC DOCUMENT ROON, LZR7 1 STREET. waASHINGTUN. 0. L. 20565 (08 CENIS/PAGE -- wINIWUN
LRARGE o)

o0lGC AGCw PUIAT (Gan) ¢ SINStaUREAT, SULTCH o (NSTRUNERT CAL IVRATION o SENSORS, PRESSUmE o TEST. SYSTEM
SPERASILITY o Fa LURE. LRSTRUNERT o SSET POINT o SORIFT o REACTOR SAFETY SYSTEN o FRILURE, DESIGN ERRDR

10318e
CORE SPRAY VALVE UPEAATUM LOCHRARUTS LCOSE AT 3lu RNCK POINT
CORSUMERS POWER LOMPAMY, RICH.
Z PAGESs LETVEN BiTot A QL2-75 1O MR DIVISION OF REACTNR LICENSING, JUNE 2. 1973, 'UCKET %0-155. TvPE--Bwm,
WEG-~wek.e At—BECNTEL

~AUBE - UESICH DEFICIEA(Y. EXCEMSIVE UPERATOR F'EE PLAY NAS YO =D OURING VALVE AEVEASAL OURING

TedTS ON « PRIFARY (OmE SPRAY VALVES. & LOCWIN, URNIT MAU LOOSENGO SEVERAL TuRmS IR €ACR vaLve

UPERATUR., Tk LOCKING WUT wWaS T ICHNTERED ARD STA/FD wiln A PIN PURCH TO TrE OREVE SLEEVE. THIS
I3 A PROGLEM wiTw THESE vALVE OPERATORS., Twé DESIGN IS SEING AEVIEWED BY THE VENOOR.

AVAILASILITY - mC PUBRLEC COLUMERT ROUM, LTLZ M STREET, wASHINGTUN, D, C. 20543 LOR CENRSS/PAGE -~ WININUR
CrafuE 32.00)

viG ROLX POLST (BwA) * VALVES ¢ CORE SPRAY » OVALVE OPERATURS ¢ OFASTERER » FAILURE., DESIGN ERROR o TEST,
SYSTEN UPERASILITY

103187
EMERGE ALY CONDENSER OUTLET VALVE GPERATCR LUCKNIT LIJISE AT 8iGC RICK POINT
CURSURERS PUWEN COMPARY, Miln,

2 PAGRSe LEBTER wifiw AD 13-75 TO mRC DIVISIDN JF EATIM LICENSING: JUNE 2, 1973, DOCRIT 30-155, TYPE--DuR,
Wle~Gok.s Ak--BL(HIEL

~AIME =~ DESICN LEFILIENCY. FULLOWING FAL.URES OF LUCKNUTS ON VALVE OPERATOAS Im THE (ORE SPRAY
SYSTEM, varveS wiln SIMILAP OPERAIOAS 4 RE INSPECTED, TME LICKNUT N AN ENERGENCY CONDENSER
OUTLET vaLve wAS FOURD LOOSE ANG wAS TISMTENED ANU STAKED. IME CAUSE was & OESICY OEFICIENY. A
MIOLFICATILN 1S ok ime REVIEWEC.

AVARLASILITY - Nn( PUBSLIC DOCURENT PUGR, LTLT 4 STREET. wWASHINGTON, O, C. 20969 108 CENTS/PAGE -- WiAIMM
Cranet 52.93)

316 ROCK POINT (BwR) » VALVRS ¢ CIKDENSER ¢ EMEAGENCY COOLING ¢ *VALVE OPERATORS o OFASTENER ¢ FAILWME, DESIGN
ERAQR ¢ TEST, SYsTew OPERABILITY

103208
CONTALRMENT VESTILATION SUPPLY valVE LEAX XATE EXCESSEIVE AT 315 ROCk POINT
CORSURERS PGNLR LOMPANY » RICH,

2 PAGE>y LETTER wiTh 40 14-75 TO NAC OFV, OF REACTUR LICENSING, JUNE 3, 197% DOCRET 30-133, TFPE--BWR, wi--
Gofoo AE—OEMIEL

CAUSE - OUT CF ACJUSTMNT, OGUBRING VENT TLATION VALVE LEAK ATE TESTING wiTw TwE REACTOR (N COLD
SuTDUWY, EXCESSIVE LEARAGE WAS NOTED FOR UNE VALYE, TnE ACTUATION MECHANISR BOLTED FITTING nyD
SHEIFTEYD OUE TO ROTAIOMAL STAESSES JURIYG PREVIOUS VALVE DJPERATIONS., TwiS PREVENTED THE DISC
FaOm ROTATIAG 10 o TS +uLL TRAVEL POSETION. THE ACTUATION MECHANESA wAS REPAIREOD.

AVAILAGILITY -~ MRC PURIC OOLURENT ROOM, 1T1T M STAEET, waASHINGTON, D, C. 20545 (08 C!~‘SI’M}G -= MINIWUA
CHARGE  $2.00)

1€ AUCK PUINT (BmR) ¢ SVALVES o MLEAR AATE » CONTAINMENT o VENTILATION SYSTEAM o TEST, SYSTEM OPERABILITY o
TEST, LEAR RATE o FAILURE, MAINTENANCE ERRON

[TX1T F
CONTALAMENT BSULATIUN VALVE LEAX RATE EXCESSIVE AT B8IG ROCK POINT
CIUNSURERS POWER Cu.e JACKSCN, MICHIGAN
2 PAkd>s LETTER wiTH A0 REPORT 75-15 1O NAC LIVISIIV OF IEALTOR LICENSING, JUNE 10, 1979, OOCKET 50-15%5, TYPR--
BUR, MFG--GoeE.o AE~~BECHTEL

CAUSE ~ [INSUFFICIENT SPRING FURCE., DURING A& TEST wiTw THE PLANT [N COLD SHUTOOWN, A4 FUEL POOL AND
REACTOR ORAIN ISOLATION VALVE LEAKED AT A RATE OF 190 M /9IN UNOER TEST PRESSURE. [SNSUPFICIENT
SPRIMG FORCE EXISTED 30 THAT THE vALVE 01D NOT SEAT PROPERLY, THE CAUSE waAS A CUMPONENT OEFECT
ANU/WR PROCEOURAL DEFICIENCY., TME VALVE OPERATOR COUPLIMNG WAS ADJUSTED. THIS S A BLACK,
SIVALLS AR DRYSUN VALVE MODEL T70-14-2 ORT.

MAILASILITY - MRC PUR IC OOCUMENT ROUM, LTLT7 4 STLEET, WASHINGTON, D. C. 20563 108 CENTS/PAGE -~ MINIMUW
CHARGE 32,00}

8IG RUCK PUINT (BuR) ¢ ovALVES ¢ CONTATMMENT ISOLATION » OLEAR RATE » TeST, SYSTEM CPERABILITY o VEST, LEAK
RATE ¢ FAILURE, MAINTENANCE EAROR
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Wie
URFICIENCY IN AUTUSATIL (URE $PuAY FLOw £5TAsEL NENT AT BIGC &8 PCINT
CORMMERS PumiR LLPANT, RIln.
3 PAGES . LETIEN wiln UER 3-75 JU mn’” Oly. OF QEMTI% LEICEMS NG, Jutsk 3D. L9975 JICFET 53-15% TIPE--4d, Wi~
Gealtes AL--IECNTERL

CAUSE — UEMRGR UEHICIENCY, Lk 0t PLANT a3 >l GOws F3a COLFICATJUNS. A REVIEW W ERESTIYS
ARY PRUPOIED (MANGES TU PROLEGUREY UX THE POSI-INLIJENT SYSTEN REVEALED & CUNFLICT (n
ESTAGLISMARRTL F CURE SPuAY $CO0u AT AUEJUATE PdAc3u4F. & STATIC e d) CORNECTION 20 23 PSE ~HAD
BEEN EGLECTED AN PREVIOUS ANALYSIS. ALSO, RJUETI0RL WANS 75 STanTING Ve FIRE P JURING
SALL AND INTCRREU AT e BREAR LOCA wEne WEVER ESTAJLI ), ASSURMIG LCIS JF UFF-CITE POWER.
PRUCCUJRAL PMEARS rAVE BELN 2STaBLISwED Fipe STARTING Tre FIRE PUMP TERUTE WASALLY A% LICAL.

AVAILARILITY = BRC PUR JC UDLURENT AuuN, L1717 4 STREET, wASHINGTON, D, C, 29%% i (NTSIDACE -- wiNImun
CHaRGE 2.0

815 AVCK PUIRT (Bmi) o S(GAE SPRAY o oFLIw o FAILURL, AURINISTRATIVE CURTEIL » PANCEUURES AND TAAUALS ¢
ACLIUR T, LOYS UF LUGLAANT o MUULFICATICN » REVIEw

404210
VALVE 175PeLTIUn AND RECAIR PRUCEOURY _EFICIENT AT 16 nOCR »uln?
CONSURAS POnER LUMFARY, NICH,
3 PheES, LETTRE Nilh ANJR J0-T75 TC NNC DEVISIODW XF A ACTIR LICENSINGS, JWLY L7, 1975, DUC:ZT 3-15%5 ¥YPLt~-ANA,
M- Ees Af--mRINTEL

CaUSE — ADRINISTRATINE Ennum. A& G/78 AUDIT JF SAFETV-RELATED “AINTERANCE ACKIVETIES 1DéarlFiED
URFLCERNCIES IR SLLA-URF GF PORTIONS oF Tnk PROCEUURE. THE PRGCEOUME WaS LEREMIC IXN NATURE AND
OUES NUT PRUVIDE SUELUATE Dk TAIL TO COVER ADJUSFREMNTS NERJED. ALL WAIRTENANCE PRICEDMES MRF
SEING AEVILWED FOm ADRQUACY.

AVALASILITY ~ MnC PUBLIC GOCUENT RUUN, L1717 A STREET, wadShHin.TON. J. C. 20545 109 CENTS/PAGE -- wIN[awUY
CItANGE  $2.00)

S16 AOCK PUINRT (@) o orPRUCLDUALS APU PARUALS ¢ SRAINTENANCE ANO NEPAIN ¢ FAJLUnE. ADWIVISTIATIVE CONIROL o
JUALITY ASSURARCE + Rbvits

104809
DISCrAdGE CANAL WATER NOT ANALYZED AT Blc RUCK POENT
CUNSURERS PUWER CUMPARY, JACKSON, WIlN.
2 PGoe LTM w/AUR 17-75 TU MAC wiv. GF REACTOR LICENSING, JILY 31, L97%. DOCRET 30-1%%e TYPE--3wl, ® "--( €.
AR—-RECPTEL

CAUNE ~ FALLURE TO PERFURR nOUTINE DUTY. THE QATLY UISCAARGE CANAL WATER LAMPLE waS WIT Taxém 0%
JULY L8 ANU, THEREFORE. wAS NNT ANALYZED. A CHMECRLIST FOR JAILY ACTIVITEIES waAS NGT FOLLOWED.
INE AESPUNRSISLE TECHRICIAN wAS InFORRLD UF Trk URFLCIEMY, A SUPERVISORY OVEACHELK CF TESTS mAS
otln IniTiaTEV.

AVAILAGILITY ~ MAC PURL IC DOCUMENT RUUR, LT717 M STAEEY. wASHINGTION, D. C. 20%%> (08 CLRTS/PAGE -~ WihIwUN
CHARGE  32.90)

016 WK POINT (omi) ¢ SSAMPLING o OCANAL » UISCHARGE o FALLURE, UPERATOA EAROR » PRUCEDURES ARD “WaANUM S

105553
CONTROL AUD URIVE FAILS TO wiThurAg AT Bl KK POINT
CONSURERY POWER LURPANY, JACRSON, MICHICAN
2 PGy Lik M/UER &-75 1D NRC DIv. UF REACTCR LICENSINGe &UG. 2%, L1975, ODCWETR %)-15%, TV2E--9wd, HG--5,f.0 A~
~8ECHIEL

CAUSE - UNRAUNS, OURING AGD UNLVE EXERCISING WHILE THE nEACTOR was SPERATING, A RI0 wIWD V3T
wiTHORAw PRCPERLY. 1T whS VALVED OUS AT POSITION 19 PREVENTING NORNAK INSEATION 4rlLE STILL
PERRITTING MORBAL COOL NG AND SCRAR CAPASILITY. TME CAUSE IF FAJLURE IS (AKNIWN, PREVIUUS
SYRP IOM> OF Triks TYPE INDICATED A SMALL FJREILN OBJECT LUDGED BETWEEN InE DRIVE [WOEx TU3E AND
THE INTERRAL  ESSEL ORIVE MOUSING. THE ORIVE #ILL St TESTED AT A COMERIENT GUTASE TO OETERWING
FAJLURE MeCHANISS,

AVAILABILITY - WRC PUB 1C COCURERTY ®OUR, LTLT7 ¢ STREeT, waASHINGIUN, O. C. 20545 (J4 CENTI/PAGE -- wiNIWm
CHARGE  $2.00)

(3( ll‘: PUINT (Bw] o OCUNTRUL 200 OmIVE ME(MANIS9S ¢ TEST, SYSTEW OPERABILITY » REACTOR CunTROL » FALLURE,
toul PALAT

105862
CONTROL ACD WORTHM CALCULATICA ERRQOR FOUND AT BIG ADCR POINT
CONSURERS PUSER CLMPARY, PICHIGAN
2 PuSe LIn TO NRC DIV, OF nEACTOR LICEASING, SEPT. 40 L97% VOCRET 50-13% VIPE--Puty, WFo~--GoFoo AE--BECHTFL

CAUSE - LACR OF PRUCEDUARS, A GERERAL NFEICE REVIEW OF INCYCLE 13 §NPUT UATS FOR CONTROL RND
CALCURATIONS REVEALED ENRURS W04 AFFECTED THE RESULTS OF COLD AND MOT STANDAY COMTRN R3O0 wORTw


http://PUfc.lt

Ldree2 sUNTiINLIU®
cattchal feas Phafunmry rUn ML (8 WYCGE L3 I% JAY 1974 Axd CESCUVERE) F RLUENG 2 TATUP ON JunE
Lo £97%.  Trt CAULE mds LACK CF adiTFew AU WISTRATIVE POCEIREY VEFINIS; LENFAM DSFICE RFVIEW
ac M iretenls, <L CuLlAaltl SruluLeh 2ARGIN 243 A3 LReAT &3 URTGINALLY CALCURATED. W
RLCALC A ATEL YLu wimTn LLFFENED £Y MIAE THAN V.28 DeLTA a/x Fallw CRTCIMAL (AL TULATRONS.

AVAIASLILIIY - Mg PUS B0 wuL el Regm, LTAT o dTac: T, saanidTun, O, C. 20%%% (20 (ENTS/PAGE -~ <INIMUR
Crddur 82 - JI}¥

3L% <Uea PUlIRT (owa) ¢ SNATREMATICAL TREATENT ¢ 0CUITXM KLY SURTH o FAILUARE. JURINISTRATIVE CUNTRML o
PrCLE Juat) 2w MULAMY ¢ Ridite ¢ SHUTWIEN MG

L3629y
MEACTOR (LEAR—JP ZYSTEW VALYE GESIGA FAND JeFECLEST AT 2o adn PIINT
CINIUR Y PUBER Lo PICH,
2 PActde LEBTed WiTm RU-1%T0> BU NMC Ulv. JF QEAT M ICENIING. SE7T. L8, 1975, OOCRETY 5)-1%%, TVYPE--gutt, WFG--
wefer SR--selnle:

CAudE ~ JnEuInAl PLANT DESEG. S FICIEMCY, AFVWIEs OF waAlvE APPL ICZTFON DATA FOR 3 vaLves amd 2
BANLAL TSOLATIUN vaLve) IR Tree ApaCTUA CLEAN-UP SYSTEM ArviAlEd THAT THESE mURRESTEA, MUDEL 00 2-
172 ERLrt BALL VALVES mAawk | GF 2 DEFICIESCIES. VALVED cONTAINING AYLIN-IRUPRENE SKATY ARO 3FALS
A4 QATRU AT (00 F.  TexY SHGLU SE RATEY TU AT LEAST 235 F. VMLVES CUnTAINIRG TEFLUR SEATS AN
SEALY ARE RATED aF 10u0 P31 mriLl: PAIMARY SYSTEX PRESIURE UeSEGT REJUIRL S 1700 PSia. ALL 9
VALVES #Ext LEAR TesTeu SATISFACTRILY, WVALVE AEJUIREMENTS ARE o€ING ReviEe€D TG UETERwING IF
MePLAMEREAT vALVEY CAN of (ol aiato.

AVARRASILITY - MnC PUBLIL DUCURENT ROUP, L7L7 » LWAZet. sASHINGTUN, D. C. 22545 $00 CENTS/PAGE -~ wiNiwm
CHARGE  »2.99)

4l KOCR POING {oms) ® RAEACTLA, Puat o oyalvks ¢ COULANT S IFICAT IOY SYSTEW o #OESICS CRETEIIA o FRILURE,
WESTGe ERNON o 324, * MATERMIAL » PEVEER

i0e2y?
UNAUTRUA TIEU LJAD AUJEU T EVEAGENCY LIGITIN, PANEL AT 815 AOCK POINY
LUNSUME RS Pumta Cu., MW,
2 PALtSy LETTER wiln AS-23-79 7O MAC Ulv. O REALTIA LICENS IS, SEPT, 19, 1919, OOCRET 33-155% TYPE--gum, -
Gebes Ag——8ELNTeL

CAUSE = ADMINISIRATIvE CLATPCL OLFTCIENCY. TFrie COSCEPT 3F A WINIR NORSAFETY-RELAVED LICHTING
LCIRCUET CodNGE nAdi BEED REVIE stD 4V Tnt PLANT Acvifw COWMITICE. oGAR wAS COMPLETED «ITrQuUT
PRUPER Akviin RESULTING 1M & SHALL LOAD 2 AMPS) BEING AVUED TO THE ENERZENRCY LIGITING BUS wnilH
IS FEC FRCA Tof STATION #ATICQY QURING A LUSS UF SJaMt  AC PiwER. TiE CAUSE adS FATLURE OF
AURINISTRATIVE CunTROLS. THE INPROPEAR LIAD wWiLL o REMJIVED FROM THE PAMNEL.

AVAILAGILLTY = NRC PUBSLIL LOCUMENT ROL®, L7177 = STRECT., wiininGT N, D. (o 20%45% (08 CENTS/PAGE -- mINimunN
ChMEE  32.90)

dlL AOCK PUINT Towt) o SMOUIFICATICA o SEWERLENCY Pwk:, €. ECTANC o OSYSTEM CAPACITY & SATIEIIES L ImARGERS o
FARURE. AURINISIRATIVE CunfaAlR

lwe2sy
CONTL Nl IxILATLON VALVES TEST PROLEOURES # JUND VEFICLENT AT 813 POCK POINT
CURSURMERS PLAER (0., mICH.
2 PAGES, LETTER wmiln A-21-75 TO MIC Uly, IF EATIL LICENS IVG. SEPT. 19 1973, wOCKET 32-19% TYPE-~-34M, WFC--
webos Aeg-=-BECHTEL

CAUSE ~ PLANT ORAREAG OLFECIENCY. @mi. E TRACING THE REACTIR CLEAN-UP AESEN SLUICE SYSTEW PlppnG
A40 VALVES. L1 wdd NOTEVU ThAT & TELLIALE COWNECTIUN USED AS PART NF TNE ISOLATION vALVE TEST was
Ul ENSTALLED AS SHLbe LN PLANT CRAWING>. SINCE TME TELLTALE TAP wAS NOT IN THE PROPER LINE, TNE
Tesfe USED YIWE 1973 mAS NUT BEEY A VALIVU TEST FOR 5 VALVES. THE CAUSE MAS A DEFICIENCY In A
PLART URARING PRODABLY OATING BACK Tu CONSTRUCTIUN PEXIJD I 1902, TEST PROCEOURE S AND MINGR
ESULPAENT CHAMLES wERE MADE Tu PRIPERLY LEAR TEST THESE AUTOWATIC IS ATION vaLves,

AVAILASILITY -~ NuC PUBLIC OCCUmENT ROum, L71T =+ >TREET, «ASHINGTOA, D. C. 20543 (08 CENTS/PAGE -~ Ninimum
CHARGE  32.00)

316 #QCx PulNT (Swn) » SPRUCTUURES AND RAVUALS » OTEST, LEAK RATE o TESTENG ¢ OWALvES » CORTAIVAENE (SOLATION
® FAILLNE, VEDIWN F<AGA o CUCLANT PURIFICATION SY5TEM

[ET L¥
UAUINGRE (ED LUAD ALDRD T1) eMekwtALY AL PUmER PANEL AT BIG RAK PUINT
CINYUML RS PHIWER Cu,. MICH,
2 Péye LIN /A0 22-7% 10 NRC DIVISIOw UF REALT)A LICENSING, SEPT, 22, 197%, VUCKET 30-135, TYPE~~guR, AFG--
webase Ar--BrinTEL

CauSE = AOMINVESTRAT Eve CUNTRCL UEPECIEWCY. JUtivG INSTALLATILN F THE SETE PMYSICal SECURITY
SYSTE®, SECURITY SysTem BLECTRICAL EQTPRchT A5 COWNRCTED TO EVERGENCY PONER PANLL A L Wi THOUT
PRGPEN AUTHOR sZATIUN, THES ADJED A WAXIRUM 3F 1,29 RvA CUMPARED T A TUTAL JITWT 0F 290 nva FIR
fre EMERGRNY DIESEL ENERATCR, A POATION JF T141S LOAD “AS dEEn REWNVED,. THE PIRTION PRAPMSED
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Loes>2 stunlinutye
TO ot Lebl PEvmANTRILY alLL 8¢ ArVitwtO.

AVASLAeILIIY ~ AaC UL IL DUCUMERT Plulte L2LT N DTAce T wAMINGT N, Go Lo 20543 100 CENTL/PAGE -~ WINEWw
CrudRux 82.9J9%

sl AR PUILT (swn) o OnGOIF AT MUK o SAlLJRE, AURINENTRATIVE CUNPRIL o EJUIZAT T & SECURLITY » OEMEALENCY
PUNLR, rLElTRIC

DS YY

FF-AS MUNETUM rAlly TU IRLY AT BIGC RCCR PAINT

GMsuRens PUsed LU RECH.

2 Pede LR wruk 2=T3 T WRC Mavis lubh UF 4EACTUt LICEWSEINGe SEPT. 23, 1973, OUCRET $0-15>, FYPE--9MR, W(--
wobos BE-~-BECHTIEL

CaUSE - edzlTALC LInLUBT FAAT,. uvumia TESTS IF FF-GAS =Cnilnd L. Trx NEGH-LEVEL TNEP FUNCE [uN
FALLED TU UPERATE Uh 3 SUCCESSEVE TEdE5. Tue CIMTRIL AGLAY WAS UNPLUGIED ANO THES ARCIWMEIlED In
17 %CREDN,  SUBSEQURNT RESTIM, PHOVED SATISFACTURY. Tué SPARE WUNITOR (S wOm Iv YEAVICE. TESES
At PLAARLD Ih ah alfcirl TU CeTEnMEse Tei €200 strdll.

AVALASILITY ~ WaC PUBLEL DULURENT ACOM, L7LF = SIRCET. alXNINST N, D. (. dI%43 108 (FNTS/PACE ~— wiNImyw
CraRLt B2.093

BIL 2R PIlel (own) o ®ALNIEOR o OUFF CAS o MiTon, STACK o Tedl. SYSIEN WERASILITY ¢ FAILUYAS, INSTRUMENT

190%2e
UMLICENSEY BEACTLR FUBL RECFEVRD AT 216G 00 Pjawt
CORSUME RS PUSEN LUes JALASCR. MICK.
2 PeS, LTR w/aU ¢3-75 UL ~nl OIRECTUR LUF WYCLERL AEA.TUR WECUATICY, OCT. @, £915, OGCRET 53-13% IVPE--4mA,
MEG--. B .. AE--dRLNTEL

CAUSE ~ FAILULAE JF AURMINISTRATIVE CuvIROLY>. T4E PLANT RECEIVED 20 AUADLES OF URARIUN FUEL a4ni(n
navt wul BELR AUTNCRTLED LR UMK OV TECH YP2EC CHINGES. Trt EXANA @43 DI OVERED PREDM T M ACING
Tre FutL I TnE N w eull YTUPAGE FACSLITY. THE FUEL M3 BEER STUZED [N THE CuNTAINREST SR OIS
In Ink SIPPing CLAFAENERS PLNDIAS TECN SPEC LMARGE>. 1o PRULCEUURE » 7 St FUSL MANDLIRG wELL
8 AEEISEL 10 TWCAUOF A LLCNOFF 13 VERLFY LICERSING PRIOR 10 STMaGE.,

AvAILABILITY ~ anC PUR [L ULCUMERT KGUM, L7E7 W MTIEET, wasSHInNGTav, J. C. 2055% (38 CFRTS/PAGE -- wivimun
CHARGE  32.007

Gle RUCR FULINT Juwh) o TAANSPORTATION AND HANOLIVL » SFALLURE, ADWIRISTAATIW CONTADL o REACTIVITY :FFeCT »
Futl >TURAGE » oFUkL ELEMENTS

aAveqnd
IMPROPERLY AUTRURBALD LUAC BUDITICK TO SAFETTHELATEY JUS AT 216 AJCx Pulvl
CORSUMERS POWER (U.s JACRSUN. NILM,
3 PoSe LIR w/AU~¢&=T5 T0 NRC UIRELICR UF wUCLEAR <EALTUR RYGAATION, MOV, §7, L975, UUCKET 50-15%, TYPE-~oelt,
BFo~—ueles AE--BECHIEL

CAUSE — dCARMESS IN CMANGE SYSTEM, A nEviEw OF & PRUPHSEU ADDETIONAL LOA) On BREARER 52-22-e)
CIRCLET REVEM ES 1/ATY RO DEDIGN ANALYSIS "AD BEEN UNAE 1% THE AVDITI™N OF Trne SREARER AND THE W w
SECURETY SYSTem LUAD.  SIMNCE TmES 1S T SECOWD OCCUMmENCe UFf ThiS TyPE, 7 15 CONCLUORD Tmat &
wtARNES> tRISTS IN Sk FACILITY CruanuE CLASSTF ICATON SYSTEYN AND TIE SCREENING AND REVIERING OF
FACILETY CHANGES PRION TO IwLEMENTATINN, Tuk PLANS Q LEST 15 SUT FULLY OEVEL WED. A AORF
VETAILED € LIST 1S wEiRG LEVELUPED. A& CIACULT JESIGH ANALTSES wilL wE PERFURRED.

AvSILABILITY - Nt PUBLIC DUCURERT AOUM, 1717 W STREET, «ASRINGTGN. D. C. 20543 (00 CEVIS/PASE -- CiNImm
CHARGE S .0V)

8lC ROLE PUINT (BwR) & SALVIEN ¢ SROOKF ICATEIN » SEScaGEN(Y POMER, ELECTIIC » FAJLURE, ADMINISTRATIVE CONTROL

1Uel5%0
KUD JRIVE SCAAY ACLUMAATUR MERUVED FAGRH SERVICE AT alw NACR PULNT
CONSURERS POWER CDos JALK SUN. YICH.
2 P65, LIR w/A0-2%5-75 FO MAC DIRECTUR CF SUCLERA REACT IR REGALATION, NIV, 240 1975, DOCRET 33-15%, TYPE--%aR,
REG-~wok.r BE--pECHTEL

CaydE - MISURDERSTANOIRG OF ORDERS, #mILE Tre REACTOR PlwtR AND PRESSURE waS BEIY ®EUCED #0u
PAIRTENANCE UN Tk RATA CUMUENSER, TML ACCUMA ATUR FOR JRIVE E-4 NAS REPIVED FAOW SERVIZE FOR
REPAIR, Trt CRAOA WAS UIZCOVERED 3 WUUR w0 STNUTES LATER AND Vi ACCIWLATIR AETIRNED 10
SERVICE. Tnt CAUNE JF THe ERRUR wa> A SISUNOLASTAROING JF A SEPT. 1975 ¥ER) REQUINING ALL
CUNTROL RUDS Tu S NPERASLE SINCE &4 ONE-RI0 SHUTOOWN YaARGEN waD BEEN DENLNSTRATED FOW CrRE ZviLE
15, ot ACCUMAATOR IS NEQUIRED FOR SCRAY FO4 Cudk PAESSURE rELLW 430 PS).

AVALLABILITY - Wl PUBLIC DULuRt el ACOM, L7LT7 1 STREY T, wASHINGT . D. C. 20545 106 Ctels/Past -~ wlvimm
CrMcE  $i.09)

BIG MULK PUOIAT (8wn) o PALLUNLATOAS » oCumTAdL RUD DRIVE AECHANISYS » FAILURE, OPEAATIM EARNR o CNwUNI(ATICON
o PROCESUMES AND RANUALY ¢ SNUTOCKN WARGTS

. -
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L232>i
Cranuk Tu Flar SYDIET W PRUPRALY AUTWMALLZ, AT 415 aXn rCINT
LINIUMR )Y Plaln U.e JACASCR. BILN,

S Pede Lin wiAY=ge-T> 1O Ml OIRELILR UF NUCLEAR AEAZIUR REGULAL.ON% WJé. Zos VIFY, LOCART 5J-15%, TYPL--dem,
Mo-—vete.e Ak--srinitL

CAUdE - ORFICIENT A0%I<I3TnATI wE LoWiuulsSe  Wiadd CQUEFICA 1N «fn: WMCE % A TIBR 26 IO Tt
SPREMLLR SYOTER P EPint IR IwE 20 )CAGUPY AS PaRT JF Trk n)S PROJECT. Twid wad WOl PaRT CF an
APPRAINY aubh PALRACE. TnE Caudt oAS FAILME 2% AJVISISTAATIVE C IR NS RELATING 10 <Evitw avw)
Pk b PLANT MIDIFICATIUNS. aAEVIEa A5 U S maVE 4Efn se¥lSEC.

AvAILACIL. 'Y -~ MRt PuBtiL OULLIEAT &LOM, L7117 » STAERT. sdanlveldN. u. L. 2033 (38 CENTI/PaLE -~ Viniwye
Crtot M ovd)

ols «__n ruldl toak) * SKEVite * SQUIFICAT IR @ PiPcs ARY PIPE PLTTINGS ¢ FIRE PRIIKITION o FRILURE,
AJAUNISIRATIvE con TR

[IBEY 1)
CubnTade ngd daam TE3IL mllnGul L€ UF PRIPER "ROCEDUALS AT RES 2R PO(NT
CuRsMe iy Plnln Lu.e JBLAXUR, M
2 Pose Lin w/&27-75 TU ARC DIRECTL UF WOCLEM <EACTOM BECUATIIS, ™C. L8, 1973, DICRET 30-1%%, TYPE--0mm,
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SAUASWICA Z (BuR) o *PIPLS AnD PIPE FITIINGS o ZERTEFICATION o ¢IEST, NONOESINUCTIVE o LLTRASONICS o FATLUNE,
AURINISTRATIVE CUNTROL ¢ REVIED ¢ REACTUR STARTUP EXPERIENCE » INSTRURENTS, MEC. o SENSMS, FLOW

102684
COOLOOus NATE EXCESSIVE AT sauasSwmiCx 7
CAROLInaA POMER & LIGHT (0.
4 PAGES, LETTER wifh ADR 735-10 TU U.S. MRC, RECIJUY 2, APRIL 29, 1973, WXKET 50-326, TYPE--CuA, ME;--C.E.. Af~~-
VELC

CAUSE - UPERATOR enAOR, AFTRA SCAARALING THE REAL TOR BECAVSE OF WIGH CONDENSER MOTofLL
CONDUCTIVEIY., THE SUBSEVUEAT COCLDONN RATE OF TuE REACTIR WAS 130 F FOR Trs FIRDT %OUR wnice
ERCERDS Tnt 120 F/mR LIMIT, ™ &% EFFORT TO EVSURE RMAINTAINING NEACTOR wATER LEVEL, & REMTIR
FEED PURmP wAS UTILIZED WMHILE RL;C WAS [V PERATION. OECAY ~EAT #2839 NEGLIGIME.

AVAILASILITY - meC PUM IC DOV UMENT ANUR, L717 1 STREET, wASHINGION, 0. C. 20563 100 CENTS/PALE -- NINImm
CHARGE $2.00)

BRUNSWICA 2 (BuR) » STHERPAL TRLRSIENT o OMAJIN COOL ING SYSTEM o OCOM ING » FAILURE, DPEXATOR ERADR ¢ REAC IR
STARTUP EAPER] EnCE

102495
SEY POIRT EARTR FOURL ON 408 STEAP LIME niGn £LOw AT SaynsSeiCa 2
CARGLINA POnER € LIGHT Cu,
3 PAGK S, LETIER wilTe ANR 79-12 TO U.S. MRCy REGION 2. APKIL 29, L97S. DOCCET 50-324, TYPE--BWR, W --u.E.¢ M-~
11174

CAUME ~ SET PUINT NCT GIvin, aniLEt RESEARCHING Tk BASIES FOR TrE 14608 STEAN LISE MIGH FLOw
ISOLATION, IT wAS FOUND THAT 408 STEAR LINE MIGH FLUW WAS SET TOO MIGH AT 298 FLOw. [we SET
PUSNT HAO0 NUT BEEN SUPPLIED ON Tt INSTRUNE YT DATA SHEET AND THE VALUES SET INTN TuE INSTRAUMENT
APPEAR TO RE A LINEAR INTERPULATION UF THE 14Ul VALUE. A NEW SET POINT 4AS CALCURLATED A%0 PLACED
Ul Tt ENSTRUNENT OATA SHERT. FLOW SWITCHES #ERE RECALIBAATED.

AVAILABILETY - MAC PUBLIC UOCUMENT RODOM, 1717 1 STREET, wASHINGTON, D. C. 20565 (98 CENTS/PAGE -- SINIWY
CHARGE $2.90)

PRUNSWICK 2 COMR) ¢ CERSTRUMENT, SWETCH o INSTRUNENT CALIORAT ION o SERSORS, FLOW o SFATLURE, ADRIVISTAATI W
CONFROL & ¢PAOCEDURES AND MANUALS ¢ 34T POINT ¢ REVIEW » REACTOR STAATUP EXPEREENCE


http://ruM.lt
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[ B P Y]
CULOLR Balt kaLttu> LINITS AT swASei(r 2
CAGAL INA P € LIGAT (Cwpany
» PAsEde LLITER ol ADRA 73-10 BUL U.S. ARC, <ECiun 2, APRIL 29, 1973, OUCAETD 30-324, TYPE-—OR, NFC——C.E., AE—
sURA: § MUt

Caust = URAAIUR EAnLA. wnth TRE CONOUCTIVITY In §wé CORNDENSER MOTWELL BECAR [RCREASINC, ATTEWPTS
sty Badt TO (OCAIE AND SSCLASE Twk LtMa. CONDUCTEVETY (ORTIMED TU IRCREASE AnD Twg UMIT WAS
MRANScY FuLN LiL POwiR, A REALTOR FEEU PUSP uas USED TO MEIATAIN Tk REACTUR wATER (EvEL. BCIC
BAY MM PLALLD IN OPERASIGR, ThiS ACSAALTED In A4 130 F OECREASE IV KKNPERATUAE OURING TeE FIAST
MOUR, EACLEDING B A9 /W LENIT. Té UPERATIM wAS NORE COMCERRED wIPM wAVER LEVEL Tian wiln
Ur€ COO Ol RASE.

AVAILASILITY ~ ML PuBLIC VIKURERT AQCE, L7L7 » SIRET. waSHIRGION, 0. C. 20543 108 CENTS/PALE -~ niNnimm
CmasGt 82.C)0

3AURSEICR 2 10uk) =+ oCOULIM * SUMTE o RAER COUING SYSTER o SCRAN, ACAL + FAILURE, OPERATOR LAROR ¢ REACTOR
STaRTur carEniinit +» bxnmsl ThAAMERT

10271
VRIS Bt O GPRASE RADIATION WA TORS %OTF =AIRTAINEC AV ARUNSHILR 2
CRAWL InA PONER L LIGHT COnPanY
3 PAcES. LETIER wiTn 40K 7311 JOU U.S. RRC, RECION 2. APt L 29, 1975, DUCKET $0-324, TWE--BNR, Wo—C.C., AE—
['11¢

CAuSE — TECH SPEC RISINIEAPRETED. wiln TngE AEACTOR AV 0 POMEA, (L PERSOMEL AL OWE STED
CEARISSIUN TO LALIBRATE naln STtam LISE #iGA RAOIATION mOniToRs. Twis (NCLUOED W PASS IS 172
MAAN Ah) 372 GAWP 1 ISOLATION wITWUT TALPPING THE CARREL. Te SHMIFT SUPEAVISOR INVERPRETEO
Seln SPEC INCORREITLY ARD GRAATLO APPROVAL FOR Twi$ DECRADED MOODE. CALISRATION PROCEOUBES witL
St REVIMEYD Tu DELETE Tk JumPERlnC STEPS.

AVAILASELITY — MAC PUBLIC wOLURLAT AOOR, L7L7 W STREET., waleinGion, 0. C. 20343 (08 CEVIS/PAGCE -- RINIMN
ChaRuE $2.09)

GALRSPICA 2 (SuR) o HADIATEON FURITUARY o SIRSTRURENT CALIGRATEIN * SPROCEOURES AND SAWALS * FAILWARE,
ADRINISTRATIVE CORTNOL ¢ AEACTOR STARTLP EXPERIENCE

102782
kT PUIRT EARIM UR 408 STEAW LINE niuk FLQOW AT BRUNSHICK ¢
CAAR A PustR € LIGHT CGRPANY
3 PaLES. LETTEA niTw A0R 79-12 TU U. 5. MnC, RECION 2, APAIL 29, (973, ONCRET 50-324, TYPE--0MA, Wio--C.E., Af-~
F1179

CAUSE - M I PLIAT ACT SUPPLIRY ON DATA SHEET. wWniLE RESEARCHING THE GASIS FUR THE 1408 STEAM LINE
wion FLOW 150LATIOR, 1T was DISCOVERED 'MAT T»t 3ET POIAT FOR 408 STEAR LINE niCH FLOW wAS NOT
CIVEN JR TnE UATA SwckT5. TwE AS FOUSD SET POINTS CORRESPINOED TO 758 FLON. A NEw SET POINT waAS
CAMLCULATED ANy PLACED ON Tk DATA SHEETS. FLOW SuITCHES wEAE RECALIWRATS0.

AVAILASILLIIY =~ MRC PUBL L QOCURERT AOUR, LTL7 m STAEET, «ASHINTON, 0. C. 20345 (08 CERTS/PAGE ~- MINIMUN
CHARGE  32.00)

SRURSHILA ¢ (omk) o oSET POINT o SSERSORS, FLOW o ENSTAUIENT, SWITCH o Maln COOL INGC SYSTER o STEAR o
NAMENATICAL TREATNENT + FALLURGE. ADRIAISTRATIVE CONTROL » REACTUR SianTuP EAPERIEWE

OO L
NELIEF VALVE Faily Tu LPER, NLACTIR WOT SCRAMMED, AND AMivVALYE FAILS A7 SAWSWICK 2
CARGLIRA FUWER € L IGNHT COMPANY
81 PAGES, LEVIER wiln AUR 73~13, L&y 15 TO U.5. VAC, RECIUN 2¢ MAY 16, 1973, GOCRET $0-324, TYPE--BWR, NFG--
Gebor Ak~-1ELL

CAvSE -~ JMNORN, whiLE UPRRATING AT 10T POWER, RELICF VALVE FAILED OPEM AND COULD NOT l! CLOSED.
Y 55 THouenl Trnatl EaCESSIVE PILOT VALVE LEAKAGE wAS Tef CAUSE. TwE JPERATOR FASLEO §

MARUALLY SLRAN Trt ALACION In VICLATION OF EVERGEACY INSTAUCTIONS. ontn AN ATTEYPT waAS llﬂ( 10
PLALE AR LLLP 8 In DERVICE, TALk SERVICE wdTER SUPPLY VALVE FAILED Tu OPEN, CONTACTS ON THE OPEN
COIL mAE WIRTY. Tre COMTACTS MENE CLEMNED. ODURING THE BLOWDONY, VESSEL RNOODERATOR TEMNPERATURE
URUPPLY FROM 517 & TU D& F IN 10 mENUTES, T41S ENCEEDS YHE 100 F/uR LIMY,

AVAILASILITY ~ Ml PUBLEC DOLURENT sGOR, L7LT » STRE:T, WASHIRGICN. D. C. 20549 (08 CEVIS/PALE -~ VINIMUN
Cnmut 8¢ 00)

OVALYES ¢ PRESSURE AEiIEF o MAIN CUDL ING STSTER o O3LOMOOWY ¢ CTHERNAL TRANSIENT o FATLURE, EQUIPNENT ¢
SHUTDIWN COULING SYSTES o oFAILURE, OPERATOR LRROW » SCAAM, AEAL » REACTOR SIUTOOWS o REACTOR STMITVP
EAPERIENCE * sPuNIRilA 2 Lewk)

1031e0
SAFEIY RELIEF YALVE FAILYS TU UPEN AT BRIMSHICK 2
CARGAINA PUMES L LIGHT CJ.r RALEIGH
9 Phuids LETTER wiTr A0 135158 10 Ue5. MRS, AEGION Lo MAY 21y 1975, OOCRET 30-32%, TYPE~—~BWA, RFG~--G.C,, Al--
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CAUSE -~ SOLERUIV VALEE ALTWATOR, wilw I REACTUR OPERATING AT 93 ARD 030 PSis In Tuf STARTN®
AOuE. RELIEF vALYE ¢ SANED 10 UMY MmN TLIVe Ix & AEA(TJIR JEPRLISURIIATIUR ARD A COOMDUMN RATE
EACKEDENG 160 F/om. Tt SCAENDIO vALVE ACEJATO® Om Tk AEL SEF vaLvE s FUNCTIONE). 1T IS
PUSSIBLE FOR 2 SONWRTARY GROVMD AnD DISTRIBUTED (2@UIBS Uu ek ¢ SYSIER TD xEEP Tt SOALEMDID
valvE In SUnt STACE OF OPERIRC GATIL & CORNBENATION OF AR PREISUNE N TsE ACTURTOR AND STEAN
PRESSURE CALSED Tt RELIEF vaLwe 10 LIFT.

AVAILASSANIY — ML PR IC DOCURERT RO, L7017 » LUREET. sASMINTON. 0. C. 20545 100 CERTS/PAGE ~— nihimgn
CHMARGE 32.000

SRUISUICR £ TOWR) o SVALYES ¢ PREISURE SELIEF o maln COOR ARG SYSTES o STEAR o SLOMDOUS ¢ SOLERUID ¢ CAWO »
FAILURE. FARRICATIUN ERROR o ACACTOR STBONN o REACTOR STARTUP ENPERIENCE o ELECTRICAL CONBLTION

L05093
INSTRUNERS CaLl BRAIED BITIONT USERG APPRIVED MOCEOURED AT OBUNI4ICR 2
CARMLINA POMER ¢ LIGHS Company
3 PaiS, LETERA wiTn 20R 13-L7 T8 V.. MCe ACCIIN 2, JUmE 20, L9735, OOGLRET 30-324, TYPE-—RWR, WE--C.E.s AE—
[ 29

Caust - RAIRTERSNCE CRuOR. WniLk OPERATING 4T 150 Muk, SWE URET SCRANNED A4S A RESULY OF A
PRESIUNE SPIAE OB TNE VAREABLE LEGC OF 2 LEVEL SNITAURERTS. DIRING TRBLESNOOTING A PAOLES wiTw
Tk WEWE RARGE LEVEL SRDICATOR, Wf J4SIRUNENT RS CALIBRATED wiTHOMT USING APPROYED PROCESURES.
wkR I wAS ReTVENREY TO 3EMWICE, THE SPIRE OCCURRLO. PEASOWEL WERE IRSTRULTED 10 VIE OWMY
APPROUES PRUCEDURES wikh CALIORATING W-LISTED SVSTEN CONPORERSS,

AVAILASELITY — WAL PUBLIC DOCWEENT POOR, 1717 # STAEET, waSHi TuN, D. C. 20545 100 CERTS/PACE ~- miNImwm
Couanie: $2.000

BRUNSHICK « C(Bulk] o *IRSTAURERT CALIGRATION » *SCRAR, SPURIOUS o SENSORS, LEVEL ¢ FALLURE, MAINTERANCE EAROR o
PROCEVURES AND BANVALS * REACIOR NS OOMW

103472
INSTAUNERT CALLIERATEY wWEINDUT USERG APPROVED PROCEDURE AT BMMmSsiICR 2
CARQLINA PORER § L IGNT CO.
3 PAGES. LETIER wiTw &0 I5-17 10 W.5. NAC, RECIDN 2, JUME 20y L9735, BOCRET 50324, TVPE—~OUR, RFC—Cobor AE~—
[ 1'9

CAUSE — TLOmICLAR (AROR. WRILE MOVSLEIDDOTING A PROSLEM Wwids Tk wiOoE RamGé LEveL l-ltlm'
LOUP CALIGRAIION wa CHECRED wiETnUT USING APPAOVED PROCEDVAES. N THE LOW S50¢ NF
TAMINITIER wAS VALVED BACK INTO SERVICE, A PRESSURE SPIRE OCCURRED 1.'AT SCRAWWED Tim auuo-
FRON 188 PORLA. ALL PRASORREL WEAE SNSTRUCTED TO USE APPROVED PROCEOURES WiEN CALIBRATING Q-
LISTED SYSIEN CORPONENTS.

A:::zllil'é'ﬂ VR IC COCURERT ADON, LTL7 » STAEET, wASHIRGTCR, D. C. 20545 (00 CERTSIPAGE -~ BINIMN

BRUNSHICR 2 (SUR) o OICAM, AEAL * SFASLURE, MAINTERANCE CAROR o INSTRURERT, SHIFCH » SENSORS, LEVEL o
INSTRUNENT CALIORATION o PRUCEDUVAES ARD RANIALS ¢ REACTOR STARTUP EXPERIERCE ¢ NOISE ¢ REACTOR SMUTOOWS

105808
VALVE FOR ACIC STEAN LINE BIGH FLOW INSTRUNENT LEFT OPER AT sRUNSHICK 2
CARGLINA POWER C LIGHT CLONPARY
b PAGES. LETTER witw A0R 73-18 TO U.5. MC, REGION 20 JULY 20 L1975, DOCRET 350-324, IVPE—OUWR, AFC—Cokoy AL—
vt ic

CAUSE ~ URRNOWR., wniLE RURNKING THE REACTOR CORE SSOLATION CODLING SYSIER AT RATED PRESSURE DURING
e STARTUP TEST, Twk CQUALIZING VALVE FOR RCIC STEAR LINE NI FLOW INSTRUNERT was FOUND OPEN.
THIS RENDERED Trit INSTRUMENT INOVERARE. RCIC WAS SECURED AND TE EQUALIZING vALYE wAS ST, WO
RELCURD wAS FOURD wnER TNE VALYE WAS LEFT OPEN.

AVAILABILITY ~ MRC PUBLIC OOCUMERT ROUR, 1707 W STREET, wASHINGION, O. C. 20943 108 LENTS/PAGE -~ WINIMUR
CHMGE $2.00)

SAUNSHICR 2 (8UR) o OVALYES ¢ SSENSORS, FLOW ¢ CONTAINNENT JSOLATION o COOLIVG o INSTAUMENT, PROTECTIWVE o
TEST. SYSTEm OPtRASILETY

103009
PEAIODIC TESTS FOR MAY ROT PERFONMD AT SRUNSHICR 2
CARGLINA PUWER C LIGHT CONPAnY
& PAGES . LETTER WETH AOR 75-20 TO V.S, MACo RECIN 2+ NLY 2« L1973, OOCKEF 30-3240 TVYPE--DMR, WFC~-C, k., ME--
VELL

CAUSE — TEST SCMHEDULE (037, wiiE SEMCHING FOR & SURVEELLANCE TEST TwAY waS TO 0¢ OONE DURING
WAY. 7 wasS OISCOVERED THAT Lo TESTS REQUIRED BY TECH SPECS WAD NOT BEER CORPLETED FOR WAY,
THARE PALES OF Timg TEST SCMEDULE TIAT 1S PLACED 1% OAILY SURVEILLANCE REPORT wERE LOSY AMD
URACCOURTED FUR. THEREFONRE, TE TESTS wERE ROT PERFORAED. YHE OPERAT IONS ENGINLERING AID maS

T LE ]

e hmr
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AVARLASGILASY - Ml PUBRIL JOLURERT AODON, L7LT n STREES. WASWINGION, U. (- 20343 (08 CENT/PACE -~ NI
LRaRGE  S2.00)

SAASEEICA 2 (duh) * o0eST IRTERvAL & *IedTike v TEST. SVSIEM OPERASILITY o FAJLURE. ADRINISTRATIW CORNTAgL

el
PRULLUURES CuRTRUALING AALIOACTIVE RELEAES VIGLATED AF smsSwiCx 2
CARQL I%a »Outs € Liun] (OWPANY

3 P, LETIER olin AOR 73-19 TU wel. WG, ALGIIN 2, JAY 2, 1973, OXCEET 30-324, TYPE—BMR, WPC—6obor AE—
' 1-¢

CaE -~ JPEAAIUR (RADR. wwilL ACLEASING Tug CORIENTS OF FLOGR DRAIR SamfLt Tans B, TnE OFERalen
FASLED FO ORSEAVE Trsk T8 CPw RELEASE RATE SPECIFIED On It AELEASE FOum, ThE AGLEASE OLCunnES AT
Sww ePn,  TR(s 3PEC LINLY) w0 MOT EACEENED. Tok REACTOR wAS AT 208 PONER. Twe RELEASE WTALCS
e0273 (1.

AVARASILITY - Mt PURREZ SULWRAT ROON, L7LF % STAREET, wASHINGION. D. C. 20545 (08 CERTS/PaLE - NINEM
ChalGe $2.00)

SAURMICR 2 (ouR) .-ulﬂ AATE o WASTE OISPOSAL o WASIE BISPOSAL: LIGNID o FAILERE, OPERATER EARER »
PROLEOURES ARD mARVAL

108387
nEATUP nATE EXCEROS Tok 100 F M LINET AT saUmSwICR 2
CABQ [né PUMEN € LIGHE CUnPAWY. AMLESCH
3 PAGES. LETTER wiln A0uR T3-20 TG Ue.Se MAC. REGION 2. JALY 25, LT3, OUKRET 30-32%. TYPE-—OWR, WC--G.C.o A--
UELC

CAUSE ~ OPRAATUR EARCR. OURING A NORRAL STARTUP. AR EXCESS IVE NESTUP RATE OF 133 F/R AS
ADICATED UB nEAR LODP A4 SLTION TEMPERATURE RECORDER wAS ATTAINED EXCEEOING TnE 100 F/wR LINEY,
WHLE MCURATE TRRPERATURE RKADINGS wERE AEING LICEED, TWE RECORUER YOARALLY VIED WAS UNBER

M::llll..l. Tt OFEAATOR FAILED TO AECOCRIZE FAOR TWE OATA Twal Nt waS EXCECOING THE mEAT®
RATE.

AVARASILITY -~ MRC PUBRLIC OUCURENT ACOR, L7327 » STREEF. NASHIRGTON, O, €. 20345 108 CERTI/PAGE -~ MINT N
CHARGE 32.20)

SRUASHICA 2 10uR) ¢ SRATL & STENPERATURE ¢ REMTIR STARTUP o FAILURE, OFERATOR ENACR ¢ muil CONING SYSTEM o
Totnmas TAARSIERT o REACTOR SFARTUP EXPERIENCE

104952
OSESEL GEMGRATOR BSREAREA FALLS TO CLOSE AT pAURSWICR 2
CARM Ina POWER C LIGHT (O., RMLEIGH, N.C.
3 PAGES. LETTER nily REPORT TC NRC, RECION 2, JALY 31, 1975, ODCKES 30-324, TYPE-~DWR, WFC—G.E.., aE--NELC

CASE - UNRAONR, «#iTH TiE REACTOR In STARTYP wOOE, EMERGENCY ousus 3 ARD & WERE WANUALLY
SIARTED Im PAEPARATICN SOR DEXMENGIZING BUIES 2C ARD 20, WWlR THR STARTUP TRANSFORMEIR waAS
DELRERGIZED, D63 JUIPUT BREARER CLOSED URTO SUS €3 BUT UG n.wm BREARER FAILED TO CLOSE ONID
VS B4, TML SPECIFIC CAUSE MAS NOT OEEN DETERNINED., TWE MOST PROBASLE CAVSE MAS A DIRTY BREARER
CURTACY. AL Db CONFACTS mavE OEEN CLEANED ARD ADJUSTED.

A::::::lt:}'os wnl PUSLIC COCUMENT ROUR, L7147 » STREET, WASHIRGTOR, D. ¢. 20%% (08 CERNTI/PAGE -~ MINEMPR
=00}

SRUASHELS 2 (BuR) ¢ SEREARER o OEMERGENCY POVER, ELECTRIC » GENERATOR, OIESEL o REACTOR STARTUP EXPERIENCE o
FAILURE EQUIPMAT

104938
SECONDARY CONIAINNENT INTEGRITY LOST AT BRUMSHICK 2
LARGLING POWER £ LIGHT CO., RMLEIGH, W.C.
3 PAGES. LETTER wilh AQ ALPONT 75-22 TO WRC, REGIDY 2y JULY Bi, 1975, ODUCRET 30-324, TYPE-~DWR, MC—GC.E.o AM—
ye

CAUSE ~ MAIR STRAR LINE SEAL FAILLAE., WHILE OPERATING AT 5% POWER, “TARDSY GAS IREAINENT TRAIN
24 WAS ARROVEY $RGA SEAVICE TC AEPAIA A BUBSING Fan, wHEN TRAIN 20 wAS TEST OPERATED, (T wAS
FOUND THAT SECONDARY CORTAINNENT HAD SEEN VvIOLAIED. INVESTIGATION FOUND THAT A& SITE PABRICATED
RUSSER S0UT wWHICK FORNS THE SEMS POR NAIN STEAN LINE PENE TRATIONS T™RQUGH SECORDARY CONTALANEAT
WAD  FAILED. SELURUARY CORTA IANENT waS RE-ESTASLISHED @Y CLNMS ING THE STEAM TUAREL DOOR UmTiL
TME s00T wAS REPAIRED.

AVARLAAELITY - maC PJBLIC DOCUMENT RCON, LTLT M STREET, WASHINGTON: D, C. 2054% (08 CENTS/PAGE -~ MINI MU
CHaRGe  32.09)

SRURSWECR 2 (OwR) & PENETRATIONS, PRIMARY CONTAINMENT ¢ SCORTAINRENT PENETRATION, PIPE o OSEAL o LEM o TEST,
SYSTEM OPERASILEFY o CONMTAINMNT IRTELVRITY » REACTON STARTIN EAPERIENCE
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CARQR md POMER ( L1nT LO.» dldtiun. B.0.
o Ponts. LETTER il REPURE OF BOC. 8GN 2. AUG. &, A9, JOCAR T 30320, TYPE-——0ah, W -~Gol.o M——UELC

CAUSE - CORTROR PORER FUMES LOLSE, wilfw Fuf G¢ACTUR SIUTDONN. T 96 SELAY On Tk 20 T €)
OREALER WAL JNAOVERTERILY niT, IRIPPING Tni Onganth, wilm U3 <3 OEAJ, Trt UC AMTURATICALLY
IO M) RE-LAERGIZED t). Tu AEVTURE NURRAL PIwER. (e 20 Tu t) MEARER wad CLOSED. Twt UG
OuTPUl SREARES wA) CIVENR &4 TRIP JCRAL Ut FAILRD TU OPEN CAsing Tt 00 TO mOTOR, CLOSTING Tue
O UNTONT shEantR i) JahatD Uwk COSIRL FUSEY LUDLE REMR TING IR L7738 OF GacARER (ORTSOL AN
PuQIECIiON. Funt) atal LOWE I I FULE LOCE AmD, WPOR TICHTERING AND AEMIERTION, TeE AREAdER
InECIATELY TAPPeD. C(unTom FULEY ota¢ SOLOERED InR) Ik FusE mOCas,

AVALASILESY ~ mAC PUMLIC DOLURERT BLO®, L1717 w 5TREET. casSHimiOn. O. C. 20543 138 C(evIS/PalL -~ Ninlam
4 0B

SRURIRICA 2 (Ous) o SPREARIR & (KM RATLA. JEESEL © SIRSERUMENT, PRYTLCTIVE o FaliumE. JESICY £AA00 o 2FAZTOR
MARTUP LAPERIEN(E ¢ YARSNWALY POMER, RAECTREC

10090
OAMLY JET PUW CPRaASILITY TR 3F ACT MasORRNED &F SrwesSelln 2

Calmm N Pusin L LEGMT COMPANY. um € ICK
3 P6Ss LI w/AIR FH-3T7 TG M. RECELN 2. &G. 1%, 1973, wOCatl 59-32e. VVPEi—Sult. WFi—uw.b., AE-~UFLL

Chnudye. ~ OPLRATOR W EALICnl, wilh Tnt ACALTOA CARUICAL A% Ty STARTUP NODE. Tt AERIONC FEST Ow
JET PURP LPERABILETY adl BOY PEASORNED DN OAV AS REQUIRED. Twg JAILY SURWRILLANCE EET wmAS
InADYERTERTLY SICUD alimpt PEAFORNING bt TEST. (wE EAROR waS YOI DISCOVERES FOR 4 DATS S InCE

Pt DATA aLCUMKATES FUR & wkEr FOR In]y FEST.
SANABILITY -~ MRC Pull IC ONCAPEENT RGO, LILT » LIREET, «aSHINGTON, O, (. 2034% 108 CEmMTSU/PACE -~ “iINImm
Codnet $2.000

SRURIEICK 2 (0uwx) o JEXFAM o PUNP, JET o REACTOR STARIUP EXPEREINCE ¢ nEVIEw o SFAIR JRE, OPERATUA ERNIR o
PROCECUAES ARD RAMUALS * *Tc3l INTERVAL

100394
LPC1 valvE FOURD InUPERATl Ivt AT saumIeiCR 2

CARULInA POSER L LEwnT Cu.e BoC.
Z PGie LIR WAD T9=35e TU V.5 MR(, REGICY [1, EPT. LA973, DORRET 3)-324, TYPE~—DuA, SFC--C.E., AE—UEL

CAYSE ~ GAUSY PALRING LEAR. wiTw Ine 4FACTOX SHUT UDWS, & LPCEL YALVE wAS FOURD TROPERATIWE. IT
NAD & GROSY PACRENG LEAR. TnE vaLWE wal A€PaCERD.

AvALASILIIY ~ ML Pust IC DOCURERT RUWR, L7117 w STAEET. «aASmIAG TN, 0. C. 20545 108 CEATS/PACE -- SIRImM
CHanGt $2.00)

BAUNINILA < (8wA) o AEALTOR STAATUS EAPERIRNCE » OVALVES ¢ LPCl » oS5RAL » LEAR » FalLunt, SQUIPNENS

10064k
LDOITIONAL [RFORRATION Jn VANAGE TO DIESEL SEMERATOR AT SRUASHICK 2
CAan Ina POwER L Lient CU.0 R.C.
2 PGS, LIR wW/SUPPL, APT ON A0 13-24 TO U.S. WRC, AEGION (1. SEPT. B0 1973 WONIET 3-310 TVPE--RAR, Wi~~

Gok.o AR--UELL

CAUSE ~ POTURING. WOTORING OF EMERGENCY DIESEL GENRAATOR 3 waS REPIRTED N  AUG. 4. 1973,

ExARINAl Ium FOUND ¢ SELICON CORTADLLED AECTIFIEAS AND L OIOOE Ih THet GENERATOR 'l(l.D EACITER
CINCULTAY Tu o¢ SMORTED. TME WECHARICAL PORTIUN OF e WODONARD GOVEANDIR was LEARING OIL anD

WUWLD NUT CORTRUL SPEEU AMD LOAD PACPEALY. MOTOMEIRG HNED OMMAGED INTEMRSL StAlS. TME SCA°S,

DIDOES. ARD CUVERMOR wEnt REMALLD. THE USLT wAS SWUCCESSFVALY PESTEO.
AVAILASILITY - MC PUBL IC OOCUNERT nQOm, L7707 n SIREET, waSHINGION, D. C. 20%4% (U9 CENTS/PACE -~ SiNIwUm
Cranet $2.90)

SRAURSKHICK 2 (SwR) o oG NERATOR, DIESEL * ENGINES, INTERNAL CIMBULT ION o ELECTRONIC 'U*"O. uweirs o SId
STATE ORVICE ¢ OCUNTAUL STSTERM o SDARAGE o REACTOR STARTUP CAPERIENCE o FAlLURE, COmPOWEN

100382
ALACTOR WATER CLEAMUF VALWE WNT CLOSED N AEJIRED AT DAUANSWILR 2

CARIR Iha POWER L LiunT CO., w.C.
3 PGSy LIN w/A0 7520 TO V.5 MEC. RECION 18, SEPE. 9, 1273, ONCRET %50-324, TYPE--Bmis W3-~ ,0.0 AE--UECC

CAUSE -~ MISINTERPRLIATION UF FECH SPECS., wilw THE REACIOR AT S5% PUwER, 4 ACACTOR waATER (LEAMYP
INS0AMD 150LATI0N VALVE PASLED TO CLOGE LURING TEITING, TwE D)TOANRD VALVE wad NOT CLOSED WeillL 1
WA 20 NiN. LATER whniCH CONGTITUTES A TECH SPEC VIOLATION. UPERATORS MISINTEAPRETED THE FECH
SPECS BV ALLOWING THE VALYE Tu RESAIN WEN «1T)0UT IRITIATION OF A% OROERLY SNUTDNWN,

MNARMILITY - NRC PUBLIC DOCUMERNT ROUSM, 1707 W STAEET, waSHIAGTON, 0. C. 20543 108 CANTS/PAGE -- winimm
CHaRGE 952,00

- I IS L. e TR
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10302 LUl inuk 0
SRAUNIBICK 2 (0uk2 ¢ LONSTRUL 110N o SwALMES ¢ CUNIAIVRENT ISORATIUR » FAIMURE. OPERATOR EAROR o SCUMMUNICATIOR
* CUCRART PURIFICAT W SYSTLR

i%3el
g iC AEMVLE PRUR SERVICE AT nUNINiCa 2
CARML Iha PustR { LIGKT Cu.e B.C.
2 P35. Lia w/BPT TU ves. MRC, REGIOR Q1. SEPT. Lle 497>, OOCRET 3$0-32¢, TYPE--OuA, MFC—G. .., AL--VEL

Caust ~ LEam atmisny vaLYe STER. OuURing AOUTINE SUAVEILLANCE wiln Tt REACTOR AT 37T POMER, A
STEA LiAn wAS NOTeEL ANULAD A LA GBE VALYL STEW. TNE RCIC SYSTEW was TAREm QUT OF SEAVICE 1)
BAEnEw InE VALYE SICR PalV ING. TnlS VICLATED TELw SPECS.

AVARABELITY - MAC PuBLILC JOCUNERT RODW, L1717 »n STREET, wASKIRGION., D, C. 20343 108 CENTS/PAGE -- winlmm
Crliot  $2.40v)

SaURSEECA 2 Towh) o AEACTOR STARTUP EXPLRIEWE * ORCIC » VALVES ¢ LEAK ¢ SEAL ¢ FALLURE, NAINTEMAACE ERAOR

[C ¥ 1]
Te3TABLE wok(n VALYLY FAIC> TO UPEN AT EmUnSeI(R 2
CARWU Iha Poutd L LIGHT CU.s N.Ca
2 P63y, LTm WA T5=27 1O UaSe MRC, REGTDN R0, SEPT. LI, 1979, OOCKET 30324, ITPPE-——-Blt, MFC—G.E., AE--UELL

CAUSE — VALWE LIRRAGE LRPROMALY a0JUSTED. wiTw TAE REALIDR A ST PIWER, UURING CIRE SPUAY SYSTEN
TEST BnGe TRSTASE Ok VALYES LDICATED, FAUR RIGE. Thi+ THEY OID0 NGE OFEN. THE wiCl SYSUEM was
INOPEAABLL AT Tok TEMv. Uik VALVE LINKAGES WEAE IMPRIPEALY ADJUSTED AT TINSTALLATION, TE
AeCrANICAL LINRAGE FRURM ThE ACTUATOR TO TWE waLvE SHAFT wa” MESET.

AVAILABILITY -~ MRC PUBL S0 UOCURENT ROOR, L7857 n STIECT, wASHIAGT Ay 0. C. 2035435 108 CENTS/PAGE -~ N nirgn
CHAleE 82-N)

MU ICR Z (obia) o AEALIOR STARTUP CXPEALERCE * ®VALVE, CHECR ¢ TEST, SYSTEM OPERABILIUY o ¢CORE SPRAY o
FALLURE., INSTACLATIGA EaROR

130389
RCIC waLve PACKING GLANU FOUND TO BE LEMMING AADLY AT 3AURSHICK 2
CARDL Ina POMER C LiunT CU.s NoC
2 P%se LIR wad 7529 TU U.5. MAC. REGION TI, SEPT. L1, L1973, OOCRET 30-324¢ TYPE--RuR, WFC~—-G.E., M--UELC

CAUSE ~ PACRING URALED UUT ARG rdRD. wifw ToE REACTOR AF T PONER, ROUT INE SURVEILLANCE FUUND TiaT
A RCEC STYSTEN VALVE PACAIRG GLAMD NAS LEMING BAULY., Dot SYSTER waS RENDVED FRO™ SEAVICE FOR
VALYE WEPAIR. ALL STE™ PACKING wAS OMIED OUT AW MARDENED. T PACKING wAS COMPLETELY RENEWED.

‘:mc‘:“"'él-‘ rum IC COCUSERT AJON, LT7L7 n STACET, WASHINGTUR, O, C. 20%43 108 CENTS/PACE ~- minimm

SBURIBICA 2 TINRD o REACTOR TARTUP EAPERIENCE © OVALVES © OSEAL » LEAR o RCIC » TEST, SYSTEM OPERMABILITY

1Cad9%0
RCIC Tumsink TRIPPRD Fa0m NIGH EAMAUST PRESSURE 3T BAUNSHICR 2
Canul ins Poustn & LiGnT (V.o NJCo
2 PeSe LTR w/AG 79-30 10 BAC, =ES10M 11. SEPT. Ll. L9753, DUCRET 30-324, TVPE--0WR, MFG--5. k., AE--UCLC

CAUSE ~ LIPSt CHECR waLVE CLAPPER, wITW THE REACTUR AT 2% PR, TwE RCIC TURBINE TRIPPED OUT OUE
Tu niGn WST PRESOURE., TME EXDeAUST LINE CHECR VALVE CLAPPER a0 BECONE OISCOWVECTED FRON (TS
AR ARD had JAFUEL IR THE LINE SLUCRING ED0AUST FLOV., THME CECK VALVE WAS REASSEMOLED.

Azlll:llll'ﬂ; WRC PUBLEC DNCUMEAT RGUN, L1717 m STREET. wASHINGION, D. C. 20543 108 CENTS/TaGt ~-~ minimyn

SAURSWICA 2 (DWR) o REALTOR STARTUP EXPERIENCE o RCIC » STURIINE ¢ FAILURE, EQUIPMENT o VALVE, CHECR o+ oFLOW
oLICRAGE ¢ STtAN

19039}
AW VALYE FOURD INUPERATIVE AT BRURSWICK 2
CARULINA POWER & LIGHT CO.0 N.C.
2 PSSy LIR /M 73-32 TO U.S. NRL, REGION (6, SEPT. [1. 1973, OOCKET $0-324e TYPE~-~BWR, W(--G.E.o AME~—VELC

CAUSE - TreRMAL OVERLOD OUT UF ADJVSTRENT. WiTw THE REACTOR AT 328 PONER, A ANR VALVE WAS FOUND
INGPERATIVE. TWE THEARAML WEMUAD On THE LIVITURQUE mOTOR BREARER WAS GUT % ADJUSTRENT. T wAS
RECALIIRATRL. TwiS wAS THE SECOND FAlLURE uF TRIS umiT,

MAILABILITY - mrC PUBL IC DOCURENT RUUN, AT17 W STIEET, wASHINGTON, 0. C. 20543 108 CENTS/PAGE -~ AiNIMMm
CranGt  82.00)

SRUASRICR 4 TWR) o REALTUR STARTUP EAPLRIENCE » OvALVES * eSHUTOOWN COOR ENG SYSTER » FAILURE, INSTRUNENT o
INSTRUMENT ¢ PRUTECTIVE ¢ FAILURE, MATATERANCE ERROR o VALVE OPERATORS
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106092
MR wvAvE FOUND NDPERATIWE AT BRwlMICE 2

CARfLIna POuin L LIGH (B B.C.
2 P63 LM wad 73-31 1O W.3. ML, RECION 00, 3EPF. L1 U973, BOCRET 50-328: TVPE—BuR, Wi—6.C.o M—¥EW

CAUSE ~ OEFLCTIVE Tl O/ERL0AD, BITw N AEACTER AT 33T PIER, A Rk VALVE WA Famd
InePeAsTivi. g TRl GVEmOas Gm Tuk LINETOMNE NOIOR QAEARER waS ONf OF ABJWSTHENT. TS
uwas Tngt Tning GAJLURE OF Tk Ui, DTuf OUERLOAD Uil was AEMACED.

AVAILASILITY -~ DAL PUBLIC OUCANERT AQOW, LT07 w SIREE T, WASHINGTIN, B. C.  20%23 (08 CENTS/PAGE -~ wininyn
CanRCE 02.09)

ORURSHICK 2 (SUR) o REALTUR STaRTuP EAPERIENCE ¢ WAL WES © *STOOWS COMRING SYSIER o FAILURE, INITRURENS o
INSTRUNERT . PROTECTIVE © FALLWAE, RAJANIIMACE CAROR ¢ VALVE OPERATORS

100993
AR VLWL FOWD INOPEAATL W AT Shemtuice 2

CARGL IRA PUNER ¢ LIGHE (O.. B.C.
2 PS5y LIR WAD 7333 1O U.5. WRC, ACGION BH. SEPT. L1. 2975, OQUCKET 30-324, TWE-~BuR, WG~—G.E.» ME—UELL

CAUSE - ADAZINENS OF TnéARML. OVEALOAD. witw Tot AGACTGR AT 31T PONER, A AW vALvE waS FOund
ngrtarllvi. Tu€ Tuinna OUEMLOAD On Tt LIBETORQUE MOTOR QREARER was Ol OF ASANSTMENT. Tk
OVEALOAD WiT WS RECALIBRATED.

NAKABILIIY ~ NAC PUR IC SECUNERT ROER, I717 » STAEET, BASMNGTION, P. C. 20345 100 CENTSIPAGE — Winimg
CHaRGE s2.000

SRunsuiCa 2 (BR) o REACTOR STARTUP CERPERIEACE » SVALWES » OSNUTOCUN COBING SYSIER » FAJLURE, [NSTawnEnT
INSTRURENT . PROFECTIVE * FALVAE., PAIMERANCE EMMOR * VALVE OPERATORS

A0S
SET PEINT OASFT (N (a8 AT MMEBIOL 2

CARGA.INA POUER & LIGHT CO.. N.C.
2 PGS, LIK wWAD 19-33 10 V.3. ARC, ALCION 31, SEPT, 01, L97S, DUKKRET 50-324, TUVPE-—BUR, WC—G.C.0 AE—UELL

CAuSE - InsTRunEnt QAIFT. wWeiLE PEAFORAING A REATOR SITOOME,. INTEANEOLATE RANGE WOWITOR C was
Fund 0wl OF CALISRATION. APS CMAREL 4 WAS NARUALLY TRIPPES. Pt APPARENT Cawst was Ins TRumEn?

BRIFI., Tk IRN WAS AECALIBRATED.
H.l“l.g:“f..‘ PURL IC SOCVRERT ROON, LT7IT7T W SIREET., WASHIAGCTION, 0. C. 20345 (08 CERTS/PAGCE — winimm

SRUNINICR 2 fonh) ¢ AEACTIOR STAATUP EXPERIENCE o INSTRURENT, INTERNEGIATE RANGE * INSTRUNERT CAL IORATIIN o
OSET POINT o SBRIFT » REACTOR JAFRTIY SVSTEN o FAlLURE, ENSIRUNEAT » SINSTAVNENT, SWiTCM

1003%
TuO ASUALENT COMIAGL ROUS DECLARED INOPERAGLE AT SRUNSHICK 2

CAROLINA PONER L LEGMT CO.» N.C.
4 PGSe LIR WAO 7536 10 u.S. WRC, AESE08 I3, SEPT. Lis L9739, OOCKRET 30~324, FYPE—~0dR, WFGC—G.E., AE--UELL

CAUSE ~ BURR OB COUPLING ARG LOw ACCUMULATOR nuwx GURING OPEN VES SEL '(Sll'o ADIACERT
CORTAL RO8S WERE DRCLARED I(NOPERABLE. ONE Mab L Ou ACCURMINL ATOR PRESSURE CAUSED BV . LEAR AT U
CRARGING CORRECT ION. THE OURER CULN ROT O€ WOVED SECAUSE OF A SURR OR THE DRIVE COUMING. N

SITTINGS WERE REPLACED ARD TnE BUAR REWOVED.
.‘:““lllll’a“ PURL IC BOCUNENT ROOR, L1737 » STREET., WASHINGTORN, 0. C. 20343 (00 CENVS/PAGE -- RINIAUN

ORURSWICR 2 (0uRk) o REACTOR STARTUP CXPERIENCE » SONTROL RODS o PRESSURE, INTERNAL + oLlax + S0BSTRUCTION o
SCORTRGL RA00 DRIVE MECNAKIIAS o ACLUMLIATORS

100997
REACTOR wATER CONOUCTIVIFY EXCEEDS L In}TS AT munswiCh 2

Can(LInA POWER € LEGAT CO.. NC.
2 PCSe LUR W/AD 73-37 5O U.5. ARC . REGION §1, S&PT. 1), 1975, DOCKET 50-324, TVPE-~BWR, WC—6.C., AE—VELC

CAUSE -~ RUCU VALVE wOMLE NOT CLOSE. wITw THE ACACIOR AT 208 PONER, REACTOR WATER EXCEEDED 2
AICROMMOS. THE RLACTOR wATER CLEAmUP SYSTEM INBOARD ISOLATIOR VALYE COULD AOT B& CLOSED.
CORSEQUENTLY GUFGOARD TSOLATION vALVE WAD TO € CLOSED. TWE CONDUCTIVITY waS RETURNED TO LINITS

PRIOR TO REQUIRING MY ACTION.
AVAILABILETY ~ MRC PURIC DUCUREART ROON, L71T W STREET, wASHIRGION. 0. C. 20543 {08 CENTS/PAGE -~ MINIMUN
CHARGE  $2.00

BRURSHICK 2 EOWR) o R ALTOR STAR TP !l’ﬂl!ﬁ( * SCOULART QUALETY ¢ COOLANT PURIFICATION SYSTER » VALVES
CO"IIM!.' ISOLATION ¢ RALN COOLING SYIT &N

]
~ S «:.J
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196308
SEATOR val @R CORGULTIviIY ECLEDS L NAT AT SAURIMICR 2
CARLEns POUER £ LICKT (B.. B.L.
2 PGSe LIR wiad T9-30 16 W.3. WAL, AEGIOD 1. SEPT. Ll 1973, BICEET 30-32¢, TVPE—SuR. BF6—6.L.. M—UEE

CAUSE - RESIN CINES BELEASED TU REACTER. WITH Ing REACTOR AT 3 FER, AEAC R WMATES CORDUCTIWTYY
LCREASED TQ A UM & 2.7 NGNS Mis MIA TES SN RELIR FINES FAER CFO 20 PASSInE TR
Tuk BEACTER. GPERATIAG FuE GEACTOR wATER CLEAMWS SYSIEA COMMECTES T CORDIVIGR PWNas VO
MONIALING FURTHER ACTIGR.

WARASILITY - WAL Pl IC OBCARMERT REBN. L7R7 % STEET. BASNINGTEN, 0. C. 20543 (08 CENIL/PAGE — MBI
CRaRGE 82.000

SRUASE it 2 (Sul) ¢ AEACTOR STAATY CAPORIERCE » COBLAAT GULITY » SRESIN » COULART PURES ICATION STITER o
SRl (UL INE SWSTER

100399
S ATOR wAl R CORPCE IZITY CACEESS L INITS AT wmssica 2
CARGLIRA POWER £ LIGND (Do B.C.
¢ PES. LIR WAD T9-39 10 W.3. WL, RECION 11, SEPT. 01, 0973, BOCHET 30-22¢, TVPE—OUR, WF6—C.E.. SE—UEO

Caust ~ MEMIN FInEs RELEASED TC REACTER. wITH TNE REACTER AT 338 POUER, AEACTOR WATER
CORBVLTIVITY AZACNED A MAZLNUN OF L) RICAOMS. Tuk MOt FPROOABLE CADSE BAS AESIR MIECTIGN 7O
BE WSS MIATIAS AR FINES GENERATES Iv ALNFFG Rt CFo°3 CwPLED W A FECOmMATER
RANSEnT. & ALALTOR SITOBWS TC WOl STANDOV wiAS COMMENCE®. TNE AZAC"OR walix CL o SYSTER
wAS QPERATESD TO RERDVE THE FINES.

AvVALLAGILITY -~ NAC PUBLIC SECWENRT SO0ON, L1717 » STREET. NASMACION. 0. C. 20343 (08 CERTIMAGE — MINIAMM
CHARGE 52.00)

SAURSHICK 2 (GuRt) *» ARALTOR ITARTUP EXPERISNCE » SCONANT QUALITY + COMART PURIFICATION STSIEN » AESEN o RAID
CO0L NG SYSTEN o MAEACTOR SMUTOOWR

100008
REACTOR wATER COMDMLTIVITY CNCEEDS LINET AT SRUNIHICR 2
CARQLIRA PunER & 4 IGCWE (8.0 RN.L.
2 P63 LTR WAD 7943 TO U.S. WAL, RECION Ik, SEPT. L1, 1979, GNCRET 30-320, TYWPEH—OUR, W6 —G.E.0 ME—UECEC

CASE -~ ARCY YA VE FALLURES. wITH TuE REACTOR AT 358 PONEA, PRODLENS Wi TN it REACTER WATER
CLEANUP SYSTEN RESVLTED h REACTOR WAFER COVINCT IVLIY BICEEOME 2 NICAOMMOS. A REACTER

WAS COMRENCED. MONEVER, CHERISTAY CANE INIO LINITS PRIGR TO COMMLET IOW OF Tk STOWN. vaLVE
SAILURES PAEVERTIES OPLRATION OF Tk REACTOR wATER CLEAMWS SVSIEM. ALSO, NIGH TEWPEAATURE CAUSES
ISCLATION UF PP 28. TIS PAGBLERN IS URDEA [AVESTIGATION OV Tt VALYE VENDER AND Tk At.

AVAILASILITY -~ RAC PUBRLIC BOCUMENT ROUR, 1717 w STAEET., WASMIALTOW,. 0. C. 20343 (88 CERTI/PAGE ~— RININM
CnGt $2.00)

SALNINICK 2 EBuR) » REALTOR STARTAP EXPERIENCE o SCOMART QUALITY + SFANLURE, EQUIMEENT ¢ YALVES ¢ COBLANT
PUREFICATION SYITERN o PURPS » NAIN COOLING SYSTER

136401
AEACTUR WATER CONDVCTIIVITY ERCEEDS LINET AT _..omseice 2
CARGL INA POWER & L IGHT (O.o R.C.
2 P6%¢ LIR WAD 7501 TO VoSe RRC, REGION &L, SEPT. 1Ly 1973 JOCKET 30-320. TVPE -mame W6—6C.l., AME—WEEC

CAUSE - RULY YALVE PROSLENS. wiTk TrE REACTOR AT 38 POWER, PROGLENS wWiTH TG REACTER WATER
CLEANUP STYSTEN RESVALTED In REACTOR WATER CONOUCTIVITY EXCEEOING 2 WICROWNOS FOR 12 WOURS.
FILTER 20 COULD ROT B SACKWASHED UNFIL A VALVE WAS REPAIRED. THE PROGLER 1S BRENG AMMALYIED BY
tnt VENOOR, SUPPLIGA., AND AL.

AVAILASILITY ~ RRC PUMIC DOCURNENT RION, L7107 » STREET, WASHINGION, D. C. 20543 (00 CENTS/PAGE — RMINI MR
CHARGE $2.00)

GAURSWICK 2 (BuR) o REACIOR STARTUP EXPERIENCE o SCOJLART QUALITY + ofalLURE, EQUIPRENT o COOLANT PURIFICATION
SYSUEN ¢ VALVES ¢ FILTERS ¢ MAEN COOLING SYSTEM

100402
REACFOR MATER CLEAAUP STYSTEM AERMOVED FAOR SERVICE AT SAUNSWICK 2
CAAGL SmA PONER £ LIGHY CO., R.C.
Z P65 LIR w/AD 7942 TO U.5. NAC, RECION 1], SEPT. 11s 1973 DOCAET 30-328, TWE--BUR, Wi—C.L., AE—WELC

CAUSE - VALYE PROBLENS, wifn THE AEACIOR AV LOX PONER, THE REACTOR WATER CLEANUP “ LTEN CONLD
NOT Ot REPT 1IN SEAVICE SECAUSE MUMEROVS YALVE LEARS MWAVE AEQUIRED ANCY ISOLATION FuR
PAINTERANCE. IS CONPOUNDED witw &4 CORDENSER TUBE LEAK RESILTEC IN CONDUCTIVITY EXCEEDING 2
RIACOWDS OURING STARTUP, SME REACTOR wAS RANVALLY SCAANMED.

AVAILASILITY ~ MRL PUBLIC OOCUNENT ROOR, 1717 » STREET., WASHINGION, B. C. 20343 {08 CENTS/PAGE -- NINIAIR
CHARGE $2.00)
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LAl  SmiinugJe
suAMRIle 2 (aem) o siaLlun L085LP ¢avimibnlt o ZOR YT LIMIIT o Faltyme, FUulPeEnT o CXRANE PRI IZATION
SUMEEN & simves » LEM o LINUENSER o FALLUME. Tuslel = RALN CO0LEWG S1556% o REACTICR SwslOURN

100403
daly 7NN afBUvey PRON Awilt AT BaLmiwiCx 2
Coma lnd Punil L LIGWE LuLe Nt
2 PoSe LEn w0 1983 Ty U, MCo ntulin T1. SEPY, Bl L9795, JOCRET 34-D26, IVPE--swt, WFo-~Tof.o At-~UEL

LAUDE - WREEOUS VALYE LtAaS. wmibe Tk abACT )X AT SC vOuRR, U<t PEAC IR walER (LEANYP SVYSTSW
CUY W8 of alPT In denviCE. Twi$ COWPAIMIED SITH & CMIEISEN TulE FARLURE AEJUERED TreE af Al T. 1w
10 &t SCRARNEY Fuon OngRISIRTY CURSIDERATIDeS, NURERGUS WALVE LEaay BesudTeo IR aving fu [SJLafE
Ry N RAENTERARCE. §SOLANIORY OUE T $u0w MISRATCw CNTRISUTED,

wAR AR IIY - WAl PUM X OCCWRAT RIS, 1707 = SIRERT, BAININSTON. J. (. 23%S 118 CENE/PACE -~ Alnimygm
Chanee 3P

SMURSEE 2 ladll) » wEAlTun LEARTLY RaPeIENCE ¢ SZ0ULANT JUSLLITY o COCOLANT PORLFICAT LN YVSTEY » vAL WD »
LEAR *» MAIN CR NG SYXTm o nEACicon S)ulJduaR » SFAILURR, EJUIP" NT

(Oesds
AEACTUR ATER (LEMMUD S73IEN ArRuWD fnud SERVICE AT shumselCn 2

LARWEL IRA Puskd ( LIGHTY ClU.e Ba.
2 PLS, LER wiad Iy-a4 Tu Uy MO . ARLICN Bl SEPT. L1 L9)S, RXRET 31-324, JVPE--Dull, WFG~—G. k., AE--WEL

~AUSE - Pl ORIF Lt INPRUPENLY S1{E0. wITN THE REACTIR AT 5T Piuge, T REACTIR wAlEn CLEMWNP
SYHEEN Coub ol BF mePl N SEnRVICE SECAUIE T-E FLOW IMIFICES wEAE [DACPEmLY SIZEO. Tt RFACTOA
e UT DUl FOR (ENIMERY CimSIRATIONGS, PRIPEALY OF SICWED JRIFICES ERE [ nSTaLLED.

AVASLASILLATY — MRC PusLiC DCLUMERT RCOM, TTET o STIEET, =aSHINGITN. D. (. 29%5 108 CENTS/PAik ~- Wimlwmm
LBAGE B2

GAURIEICE 7 Lunt) o NEALTUR JIARTUP CAPEALEWLE o SCO N ANT PuxIFICATION SYSTER » FalLunE. DESECY ERIONR o
SORIFILE » CUMART JUALITY ¢ MEN COOL ING STSTER o ATALION SWIOTWN

100403
AEACTOR waAlR CLEARU, SYSIEW TAREA OLT UF SEaviCE AT SRUASRICK 2

CABQL IRA PUBRR L LEGW Cu.e Moo
2 PCSe LTR WA 7545 13 U. S, MAC . ACGICY 21, SE#T. L1, 1975, UOCRET 33-324. TVPE--2al, ¥FG--u.f., AL--UELL

CauSt —~ IRPROPER LEMAGE CALIsnATIUN. olTn THE REACTOR AT 38 PONER, T4€ REACTuR WATER CLEANUP
SYSTE™ COULD RGT ot akPT A SERVICE. 0rE CEACAGE CALIBRATIPY wAS ISMOPEALY ADIUSTED. “UWRGUS
I30LAT QRS RESUL FRD FAUR SPUR JUUS MIGH LEARASE INDICATIONS. THt REACTOR was SHUT DOwN FGR
CHEmISEAY LONSIDRAATIUAS, Tre LODP was RECALLIMRATED.

AARLASILITY ~ MuC PUB IC UOCUMERT ROUM, 717 1 STREEY, wasKnIimelUN, D. C. 20%% 109 CenTS/PAGE -~ winimun
Cranst 82,002

SAURIEICA 2 towk) & REASIOR STAATUP EAPERTEWE o OZONANT PURISFICATIUN SYSTER o O EAR RATE o oInsTAUNEST
CALIBAATION + INSTAURENTS, 955C. o COAANT JUALITY » WAIN COOLING STSTEM ¢ AEACTOR SIWTDUWM

10043e
HPCI InUPERABLE AT BAUMSRICA 2
CARGLINA PORER & LIGNT COev M.C.
2 PGSe LIR wWAD 7545 TO U.5. ARL, RECION 15, SEPT. B), L1975, JUCRET 30-324, TYPE--Bul, WFG-~C.f.s AE--UELL

CaUSEk — DEPELT M ORAIN PLUG. Wil Tt AEACTIIR I MOT SHUTO I, wPCT oAS OECLARED INOPEtAABLE. O
ORFECTIVE PLUG Un THE INLET STEAR DRAIN TRAP RESVLTED 17 & LEARAGE PATN, THE PLUG WAS RFPLACED
wiln & BEw UNE.

AVAILABILITIY = MAC PUBSLIC DCCUMENT NUOR, LF7LT o STREET, waASHINSTOR, O. C. 2054% (09 CENIS/PAGE -~ “IRimm
CHARGE  52.09)

“.:'ll? : CouR) » WPCL o *PIPES AND PIPE FITUINGS ¢ OLEAX o STEAM ¢ FASLURE, COMPOVENT o REACTIN ST22TUP
ERPER LEAC

106407
REWVIRED TEST ING NOT PEArORMD AT sRUNSMCR 2
CAROL Ia PUNER L LIGHT CJoe Moo
2 PGS VIR Wik T%47 10 U.%, ANC, REGION 11. SEPT. Lie 19035, DUCKET 32-324, TYPE--BWN, 9FC--C.Erv AE--URLC

CaUSE ~ SMIFT SUPERVISOR ERnOR. WwiTn TME ASACTUR [x M)T SHMUTOOMN, HMPCI WAS RENJVED FRO™ SEAVICE
FOR NINOR MAINTENMANCE, TrE SHIFT SUPERVISOR FELT Tak 208 WXAD OXLY REQUIRE YINUTES TO CNWPLETE
ARL LECIORD AUT TO FExFQAM THE TESTS MEYUIRED BY TECH SPECS. TME JOB REQUIRED 5.29% MOURS.
PEASOWNEL wEALk COUNSELED TC PENPOAM REQUIRZD Te3TS.

AVAILABILITY - RRC PUBLIC OCCUMENRT AOOR, 2717 # STAEET, uASKINGTON, O, C, 23%4% 100 CENTS/PACE -- miNimm

Ka ... ....A..Ai
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Lowss? aunlinede
uRldet 82 .38

MURIeI(8 7 10w} o Rt Tun LTARTLY ERPEAIENCE o OTESTING o WAINTEVAN: MND REPAIR o WCE o SFaltURe,
auminidinalive CGATAR

'
100408

(s Tumglae TP vaLNE P ANLED TU SPtR PALY AT AMmieila ¢

wasLiva Pumtn L Llunl (Uee YNou.

4 POSe VIR AU 354 TU Uad. MBL . RiwiOm LI, SEPT. 4, 1975, IXRET 30324, TVPE—Oul, WFC—6 (., AL--UESC

vaudt - IRPULPER ACHSTMAT LF BEROLL vALVES. wilfn Jog ALACIIR AT 0% POWER, woCl Tumsing STOP

valve Yo Falieh TO FULLY OPER ULALNG A RJICR->5am) TE5T. Twf RECULE VALVES On Tolf vaLVE OPERATOR

ntht AT PRUPEMY AIVITEL WaIRG PREPERATIONAL TESTIAG. MY MERE RESOJUSIEC SO TMAl TwE vaLwE -
LPeaalEy AT PRISER PLEU AN STRENE,

AALLASILESY - NRC PUMIL OLAUWMAT AQDM, L7E7 1 ST :Ec¥s mASHMIRGION, J. (. 20543 (00 CERISIVieE — “INRIWN
inAneE 2.9

AURISICA 2 (dunt] o A TuR FTARIUP EAPERLENE » WITE o TURDINE » SwALvEl o TEST. SYSTEN JEmaApit 8TV o
sraAjL mte MalnTERLACE ERROR

el
WLl MLk TauPzRalive AT Gmunseli(n 2
CABW, Iha POt € L1LnT CD., N.C.
< Py, LIR w/ds I13-51 F0 V.3, AL, ALGION 1. SEPT. LL. L9735, OUCRET 50-324, TYPE--DWR. WC—C.E., AE~-ELC

Caust ~ ENRSTALLATION OF FLAAGES. wiTn Twk AEACTAR AT 78 PunmER. wPCl WS ADE INOFERATIVE TO
INSTALL FLANGES Jn Tt SNLRE STEAR TRAPS 1D FACILITATE ANY FUTuRE maisTEmANCE.

AVAILASILETY - WRC Ul 1C DUCURMENT R0UR, L7377 »w STAEET. wASHINGION, 0. C. 20943 108 CENTSIPALE ~— NINEMM
Craagt W .00

saawila 2 (ewR) ¢ REMTLA STARTUP EXPERTEACE ¢ OWPL| » SFAJLURE, MAINTENVARCE EANDR » MIOIFICATION » PIPES
ARD PIPe FETIINGS

1deslo -
WS FURTION 3F darcTY AELIEY VALVE SLOCRED AT BAUNSMECK 2
CARWUL (MR POt L LI Ciey BL.
2 Pud, LER A/A0 T332 O Vede WROC, REGICN H1. SEPT. 11, 1975 JOCRET 50-324, IVPE-~PMR, NFC--C.E.., AE--wELC

CAUSE ~ MOVING OF & THERNOCOUPLE. wWiTit TE REACTOR N w0l STaAROAY TeE ADS FURCT ION OF SAFETY
RELIEF vALYL POIDA wAS SLLIRED 10 ML0W MOTIVNG Trt LEAR DETECTSY THEAROCOUPLE. T TWEANOCOUPLE
waS LOCATEY TOrr _LOSE TU InE wALWE SO TrAT CONDAVCT YVE WEAT wEPT [T IR a8 ALMRR COWDITION. UNiS
BNOOLELCATIUN CONRECTED TP PR ES.

AvASLARILITY - MRC PUBLIC DIAUREAT ACOM, L7117 »n »TREET, wASHIAGION. O, C. 20545 (00 CENTS/PAGE -~ RININYN
CHARGE 32 .40)

SAURSHICA 2 S0un) ¢ REALTGR STARTUP LAPERIEACE » OVILVEY *» OPRESSURE RELIEF o RAIN COOLING SYSTEY o FaliLURE,
AQRINISTaATive CUNIROL » MOLIFICATI(N o THERNOCUUPLE

108431 *
AUS FURCTION OF SAFETY AELIEF VALV BLOCKED AT SAUNSWICK 2
CARCLENS PUNER L LICHT CD.s N.Co

2 PGSe LIR w/a) T3~53 10 U.3. NAC, REGICW [fe SEPT. Lls LOTS, OOCKRES 500320, TYPE--BMR, WFG--GC.E., AE--UEK

CAUSE - MOVING THREAROCOUPLE. witm THE REACTIR In WOT STAROSY, Tni ADS FURCTION OF SAFLIY RELIEF
VALYVE FOL3C WwAS BLOCRED Tu ALLCw MOVING TrE LEAK DETECTIOY TwERSOCOUME. Tk THERNOCOUPLE wAS
\OCATEL TUO CLOSE TO TnE YALVE SO TWal ZONOUCTIVE MEAT xEPT (1 Im AR ALARN CONOIFION. TMIS
RORIFICATILA CURRECTED TRt PRODLEN.

SVAILARILEIY —- MAC PUSL IC VOCUMENT ROON, LTLT N STREET, WMASHINGION. O, (. 20%3 100 CENTS/PAGE -~ mININW
CraR6t %2.90)

AMUNSHICR 2 (OWA) « ALACTOR STARTUS EAPEIIENCE » PVALVES » OPREISURE RELILF o NAIN CONLING SYSTER o FAILURE,
AOMIRISIRATIve CUNTROL @ MUOISICATIUN » THERMOCIUPLE

166412
WALN STEAM SAFLIV=RELIEP VALVE SELLCNS LEMS AT DRUNSHICK 2
CARULINA PUBER & LIGHT CUs» MeC.
2 Phde LTR W/AD T73~54 TO UsS. WRC, ReGION T8y SEPT. Ll 1979, OOCKET 30-320, SYPE~~BaR, WFC—GC.E,, AE--ULR

CAUSE ~ SPARL GASKET Letan., wifn ThoE NEACIUR AT IS POMER, THWE BELLINS LEAX DETECTIOR FOR mAER STEAW
SAFETY~-REL 1EF VALVE FO13A INDICATED & FATLURE. THE RELIEF OELLOWS MAD A SAALL GASKET LEAx. TrE
VELYE wAS REPAIRED.
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fparid

Laesll sConltutde
AGARASILILY - dmL PURNIC POLURERT RO0R, 717 r STREET . waAniNGEON, O. C. 20948  TU8 CENTSIPECE -~ Ninlmuw
CoualLEt 3¢ .00°

SMURIIE LR 2 (BuR) o REALIOR SEARILUP LaPEnlItNLE o Bl L wed » WAEIIVUME ALLIEF o maln COMING SYIIEm o Sxam o
O3EAML o méam o FaltomE, (DRPONENT

16l
QIESEL WENEBATUR weAT EXCrlnLER PIPe FIVEING FAJLS AT IMUMSwi(R 2
CARQy 1nd PUMRA & LIGHTE (Uor NoC.
2 PEde LIR wAD I5-55 10 Uede BRC, AkLiUY Mo 2EPT. 130 127% J3CKET 32-324, TV E-~BdA, "Fi-~Get.s AL—URLC

CAYSE ~ RUBGLE LINING RUT APPLIEV PAUPERLY, widr ThE REACTON AT IE PN, THE DRAEN vALYE PIPE
STUB U CIESEL LENERBILA 3 JARET WATER COOLING AT CACHANEA (MRI5R0 Trllic< RELATING I% &
Lean. Frf b oA5 VECLAAED INOPIASTIVE FOR AEPAId. Int nedl £A0HANSER AJ30ER LININ, “A) %8 Bies
ArM ko PuOPEALY AT Sk PIPE STuR. & “iw FITENG u8Y IRSTALLED AN) Trt RUBBER LINING AFPLIED
CURRELCTL Y.

SAMASILIIY - W PUR IC JUCUNEAT ROUM, STLT + SIdEE S, sasnimiun, O. (. 23543 $20 CENIS/PAlE -- wivIimuM
(RAAGE +2.000

BAURIBICR 2 TdwR) ¢ NRAZTCR STARILY LAPEALENCE o OPLPES BAD PIPE FITTINGY o wEal ERCHANGEAY o SENENAT )R, :
VIESEL o ENGInd>e INTERAAML COMPUSTEUR o CIRRDSIIN ¢ LEM o SSUMFACE "REATRENT o FAILURE, FLBAILATION Eaa il

10asle
TuRsy LEvEL Ivolcalua FLURD a0T FunC TIUAING AT BRUNSa IR 2
CARGLINA POMR & LIGHY CGae ML,
4 PCae LIR wiA3 I3-5% 1O U.S. MRC, UFulus 0, 5620, L3, L9750 RURET 300324, TePC-—Dall, WFG-~ufos At--JE0L

CAUSE - INAOWEATEATAY UMPLUGLED FR POuER. wITr ok REACTOA AT [EAD PNwéR IN IrE 3t =0t. A
TORUS LEVEL INDICATUR WAS CuSEawED TJ BE WO +uUNIIUNIRG. Tt RECHRTen 8L BEEY INADVEATENTLY
UNPLUGGED FROm (1) Pefh SQURCE &7 PEASUY OR PEASINS UNMNDws. TeE A TRUMENT wAS PLWGED [N

AVASLASILIIY - W PUBLEC QULUNERT ROO™, LTL7 n STREET, waSHINGINY, L. (. 20%6% (09 CenTs/Pase -~ Siniwum
CrARGE  32.40)

BAURSRECA 2 L30R) » MEALTCR STARTLUP EPERTENCE o SENLORS, LEVEL o T2AUS o GAE(0RIERS o GELEC I P 1MEa o
FAILURE, MAINSERANCE tRRON

100415
TURUS LEVEL INDICATUR POUND ST FLACTIEAING AT BAUNSWICK 2
CARULINA PUNER € LIUMT Cluer Selo
2 PG3e LIR w/AU 73=5T7 10 U.S« MAC, ReCiON B SEPT, L1o L975, INNKET 50-328&, TYPF~=883, WFG--u.b.0s Af--UbEC

CAUSE — DISLOMALLTED Faln PURER, wiTH THE REAZ T AT INITIAL CRITICALETY, & TORUS LEVEL INDICATGR
WAL UBSERVED NUT FumLTIORING. Trwg RECIADEA AAGC "IT OEES 2uT ENTO SERVECE. 17 wAS CONNITED T
LV VAC Pusth.

AVAILASILEIY ~ MAC PUBLIC OCCUMENT ROGN, 3717 n STREES, waASHINGTIN, D. C. 20545 £08 CENFS/PAGE —~ Win]mym
Lranct  32.00)

BRUMSEICA 2 TWR) o REACTUR STARIUP EXPERIENCE o SENSUMY, LEVEL © JORUS ¢ ®MECORDERS * SELECTREIL POwER o
FAILUKE , OPERATUR EWMROR

106416
S8LT BLOWER FOURY TU BE WESY AT BRUNSHICK 2
CAROL InA POMER & LIGHT CO., N.C.
2 PCos LTA /80 73-58 TU VoS- BAC, RRGICY 11, SEPT, Lie 1973, JICKET 30-324, TYPE--BuR, WFG-~G,E. s AE~~VELC

LAUSE - PWPELLER 3ET SCAENS LOOSE. wiTW THE REACTUR AT 28 PUwER, STANOSY GAS TAEATNENT MOwER 24
WAS FOURD TU ot MARING MUCK FulsE. BT #a45 IEVIVED FROR SERVILE FOR REPAIR. SET SCREWS Om Tue
IMPELLEN wERE LOOSE., Tt IRPLLER WAS PROPEALY POSITIUNED ANC DOUSLE SET SCREWS IV3TALLED.

AYAILASILETY ~ MC Pugl IC QDCUNENT ROUR, 1717 1 3T3ke 5. WASHING TON, D. C. 2058% 130 CENTS/PAGE -~ ainimum
CHARGE  32.00)

BAUNSHICK &2 (OWR] o REACTON STARTUP EXPERIENCE o STANODOY GAS TREATWENT » ®B10wERS o FASTENER + #FAlLUAL,
INSTALLATICH ERAGA

106417
S8LT BLOWER wAS FOUND INOPEAABLE AT JRUNSNICK 2
CAROLIRA POWER € LEGHT CO., N.C.
2 PGS LIR W/BU 1259 T weSe *RCe 25010 I, HEPT, 11y 19?5, MNKET 90-324, TYPE~~Auly MFG-=Goiso AE--UELL

CAuSt ~ POWER BREARER HAD TRIPPED, WITH THE REACTOR SUB-CRITSCAL, STANDBY GAS TREATMENT BLUWER 28
wWAS FOUND ROT OPEAATING. TrE LOCAL PONER BALAKRER . AD TRIPPED FOR AN UNKNOWN CAUSE. THE OREAKER
wAS ALSEV.
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1008l ? o s Tinut e
AVARLASILINY - MK PusiC DOCUMERT RQDN, 1717 » SJREEY. eASHIMTOR, D. C. 20545 (08 CENTS/PAGE -- winimum
wndabt W3

SRLADUMEILK 2 (Jud) o REALTOUR STARTUP LIPERLENLE o oSTANUSY LAS IREAIMENT ¢ SR ONERS ¢ SREANER

leadle
JKUGEN ANALTLLA REACIAG LUmtk Tmah LAOICATORS AT paunSelCe 2
CaRud INA PCuta £ LEiwnY (Jovw Mol o
2 Pese LIN w/Ad TH=TL Tu Vod- ARG, RECEON T, SEPT. L1, 1979 QOCKIT 350-324. ITPE--3uR, WFC—G.E., AE--UELC

Caust - TnansALTTEd JUT OF CALIBSATION. «lfw IwE «E5CTOR AT O PUwER, AN OQXYGEN ARALYIER READING
=aS oL Lukkn Than CIMeR ERCICAICAS. ITS ThAWSALITIER CALISAATION ¥AS V0T wiiNIR SPECIFICATION,
It ANM Yikn wd) tECALLIaRARRD.

AvAILASILETY - RRC PUm IC OOLURENT Buum, [Z1T7 » STAEET, «ASNIM.TDN, 2. C. 20565 100 CEmIS/PACE -~ MInmInum
ChaRGe .0

3nUNIE LR 2 (8wi) o KEALTUR STARTLY EAPERSENCE o QAYGEN » INSTRUMENT CALIBRATION » FALLURE, INSSRURERT o
WChiTult » FALLLRE., NAIATcNEACE EMn(m

Wesio
A M lue oJILUING nLlF vENT RubITGR FALLS AT dRUNjelW 2
CANILIwA #Umdd T LIGmT Caoe NoCe .
2 Puse LIA w/A0 7501 JU Uode MRC, REGION (. SEwT. the 979 IUCRET 23~3i%s IVPE—Budly RFG- 5.8., &E--UELS

CALD = JLCeN FudkS. wilit Tk REACFOR AV 403 PCatn, TwE REMINA L LING ROOF VENT mORIBOR FLOW
Thalh Falitbe Ire FUSES MAD SLCBN. N0 OT4ER PROBLER MAS FXUND., THE FUSES BERE REPLACED.

AVALL AalLITY = AnC Pyslic UILUMENT ACOM, Q71T A STREET, waASHIAGTIN. D. (. 20545 108 CENTS/PAGE -~ AINIWm
Crlut S oud)

SHUNLOILA 2 (Imn) » <EACTCR LTARTUP eXPEATERCE o NUNLTIRING SYSIEY, M0IATION » oRAIJATISN AGNETORS o
INYTi Mg Al e PRUTELTIWE o FALLURES IASTRUMEST o ovERT ILAT JON SYSTEY o SulL DING

losseLy
ME LA> AT SARPLE JURP sURNS GUT AT eRNUNSwilR 2
CERLL INA PunEnt € L1unt Line Nabo
2 Pud, LTR w/AU T5-67 TG UabSe SRC, KEUICY BI, SEPT, Li, 1979 J3LRET 50-324, FYPE-<QUR, WFG~-G.E., AL--UELL

CAUSE - 013Uk I Trk MUTCAR. wifr INE mEACTOR AT JUT FuEn, TH: SANPLE PUNMP ON TNE OFF GaS vEnT
PIPe RASEAT Iun MUNISGR BURMER (T, “OISTURE WAD GOFTEN (%T) Tue w3ITOR, TwE ®OTCR wAS AEPLACED
Fnuim STUCK,

AVALLAGELETY = NRC PUB BC GOCUMENT ROCM, B717 n STIEX T, wadSHING TUN, D. (. 20545 (08 CENTS/PAGE ~~ MINIM
CHARGE  $2.00)

oRUNSWECR ¢ (3aR} o REACTOR STARTUP EAPERTENCE o OFF GAS o CSAMPLING » SPUMPS ¢ FAILURE, FWWIPHENT ¢ AADIAT SON

Mulel T,on5 ¢ wATER ¢ MUTURS ¢ PONITURING SYSTE%, ARDIATITN

1U5420
xe ACTUR dulLOING EXrAUST VES] MUNITOR FAILS AT BRUNSAICR 2
CARWML [ PUWER € LIGHT CO.e NoCo
2 PGy, LTR W/AD 503 TO Uode NRCe REGIUN Tls SEPT. Lle K975, DUCRET %)-324, TYPE-~BWR, RFG—G.E.s AE--ULLC

CALSE =~ POmtR SUPPLY FALLED, weiLE REFUELING:, Tt REACTOR QILOING EAUST viwT wONITOR, CrHameEl
8, FALLED QLmNSCALE. TIE PUWRR SUPPLY HAD FAILED, 1T Was REPLACFO FROM STOCR., THIS <AS ThE
SECOND FARIURE UF Tnt PUwte SUPPLY.

AVALILAGEL ITY - NRL PUBLIL DOCUMENT ROUM, JZ1T7 1 STAEET, wASHINGTON, D. C. 20943 109 CENTS/PAGE -- NINIMUMN
CHARVE  82.0J)

SHUNSHILR 2 18n) & REACTOR STARTUP EXPERIENCE » ORAUEIATION MONITOAS ¢ ovENTILAYICH STYSTEM ¢ BURROING o
ELECTRIC FPURER » FAILUREs INSTRUMENT o REFURLING » MONITORING SYSTEM, RADIATION

106421
RESCTOR BUILUING EAnAUST VENT MONETOR FAILS AT gAUNSHNCR 2
CARULEWA POWER € LIGHT COeo NoC.
2 PG3e LIR w/AQ Tr-04 TD U5, MAC, nEWION L1, SEPT, Lis 1975 DOKREF 5)~-374, TYPE-<BuA, MFG—G.E.p AK-~UEL

LAUSE ~ PUWER SUPPLY FAILS. wWhILE REFUEL ING, THE MEACTOK BUILDING EXNAUST VENT MONETOR, CHANNEL
Be FAILFD DOWNSCALE. THE PUNER SUPPLY FALLED. T eAS REPLACED FRON STOCR,

AVATLABILE! . ~ MRC PUBLEC UGCUMENT ROuM, L1717 v STICET, wASHINGTIN, O. C. 20945 (08 CENTS/PAGE -~ MINIMURN
CHARGe $2.C0) |

BRURSWILR & (BwA) o REACTUR STARTUP EXPESIENCE o MRADIATION WONITARS ¢ OVENTILATION SYSTEM ¢ BUILOING ¢

f

ey o ma bt
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lveeei sCunl lnvEue
ELECTRAIL POwRR » PATLURE . INATRUMENT o SEFJELING o U ITORING SYSTER, RAUTATION

weesl
RECMOER IAvILATLK FAlLD al sBunSRILR 2
CARDL Ins PLukR L LIGKT CL.. NoC.
2 Pde LEIR w280 505 TU Usd. MRC» AkGI Hi. SEPT. B0, 1975, JCae T 5)-324, FVPE--vaid, MEC-—-L.E., AF-—-LRLC

CAUSR ~ BALAEN INDICATUN GUEDE STRING. wifw IME ReACTR AT 538 7Cakt Ry RECOMOER (WL IZATOR 2-CA(-AR-
1680 wA3 GuSEAVEL 135 ok RUT FUNLTIUNING. THE RECCRUER 480 JUST ofEy ARCALIBRATED. Trf INDICAIOR
LCUlDt STRIRG maAD GRUREN DUl TO TréE PARVIOUS WIT-UF-CR LeRATEON COMITIOR wifCe ~AD ZAUSED
INLILATOR PEGelVee Trk GUILE STRING oAS ARPLACED.

AVAILABILEIY ~ ARC PUBLILC DULUNERT NOURM, L717 M ST4EeT, SASMINCTON. L. C. 20533 08 CENFS/IPACLT - AINEmy®
CHARGE 32,900

SRUASRICE 2 (dwl) o MEACTOA SEARTUP RXPENIENCE o S URDERS ¢ FAILURE, COWPONENT » SFAILURE, MAINTENANCE €ARDM

1oee2)}
nECOMUER INUICATGR FOUND Pluwine MIGR AT BRUNSHICR 2
CARAL IN2 PUstd C LIGHT Cu., N.C.
2 PGy LTR W/R0 15-608 TS V.5 MRCe REGIIN 6, SEPT. L1, J97S. DOCNET 30-326, IVPE--Buml, W --5.C.. AE--UE(C

CAUSE - ENSTRURERT OUT-UF-CALIBRATION, wiln T<E NEACTIR AT 50X POuch, AECOROER [NOICATU® 2-Cal-~-
AR-L200 WAS GASKAVED IC st PECCING MIGM AND FHE SERAVO MOTIR AURNING FOD FAST., THE INSTAURENT
wd3> QUT-Uf-Cadlomal iOn. IT wAS AOJUSTED ARD  2ECALL GAATEV.

AVAILABILITY ~ Mae PUBLEC DOCUNERT RUCP, L7IT » STREET, wa>nINGTIN, D. C. Z0%%3 C0w CENIS/PAGE —- SINiwM
ChaLE  82.00)

2AUNSWI(R 7 (emk) » REACTOR LTAAIUP cEIPERTENCE ¢ ®nECIMOERS « SINSTAUMENT AL IBRATINS o FAILURE. INSTAURENT o
FAJLURE, MAINTENARCE EnAUN

108824
RECONOR A ENUILATOR FUUND cRRASIC AT smubMSeiin 2
CaRUL INA PONER £ LIGHT CJ.¢ M.C.
2 PusSe LIR W/AU 1567 TU U.5. MAC, REGION 11, SEPT,. 1. 1973: DICRET 350-32¢, TVPE--3w@, MF -G E., AE--UELC

CAUSE -~ SERVO JUT-Ur-CALJBNATION., wiTw THE REACTUR AF JEMO POwtR, RELOINODFI INDICATOR 2-CAC-L268
wAS UBSERVED TG of ERRAIIC ANC THEN 15 STOP2€0 FUNCTIONINw. ¢ME RECORNDER SERVL w3TNR wAS T OF
CALBURATION CAUSING Tk INDICATCA 1O PEGC #mICH Th TURN CAUSED THE wuiDt STRING 1O BREas, Tuf
SERVO MUTLUA wAS RECAL IOnATED ANU THE GUIJE STIING nEPLACED.

AVAILRAILITY - MMy PUBLIC UOLUMENT ROOP, L7717 » STREET, waSrINGION. 0. C. 23545 (I8 CENTSIPAGE -- “INIwym
Cnanut  32.90)

CAUNSWICA 2 (wmR) o REACTUR STARIUP EXPERIEVLE o PRELOROEAS o OINSTAUNENT CALINRATION o mOTORS o FALLURE,
CUNPUNENT o FAILUNE, RAINTENAMLE ERAON

106425
CONTALRRERT PRESSURE RECURUER cwanT STGPS AT ARUNSWICY 2
CASUL INA PONER & LILNTF CO.e MoCe
2 POSe LIR w/a0 1500 O U.5. NAC, REGCION I, SEPT. 11, 1979, DOCKET 30-324, TYPe--3Wd, WFu--Gof.o AF--UELL

CAMJSE - CHART ORIvVE GEAR STATPPED., wile THE REACTCR AT 358 PUWER, A CUNTAINMENT PAESSURE RECOMUER
CHARS S50PPRD TUmNING., Smk CnAnT DRMIVE GEAN HAD STAIPPED. TmE GEAR wAS REPLACED.

AVAILABILETY = MUl PuBLIC JICUNENT ROOR, L1717 * 3FREkeT, wASHIW N, D. C. 20543 (08 CENTS/PAGE -~ WINIMUN
LrAet  $2.90)

BRUNSHICK 2 TOWR) o REACTOR STARTLP EAPERIENCE o ORECORDEARS o SEAILURE, COMPCNENT o SENSIAS, PRESSLURE o
CUnTASMIENY

100426
RECONDER FAILS TU ARESPOND 1O SIGhM. AT LAunswicx 2
CARQLEMNA PUMR & LIGHT CO., Mol
2 PGye LIR w/A0 7509 10 U.S. BRC, REGIGY J1, SEPV. 31, L9735, DOCR:: L. Lasy TYZE--DWR, WrC--GoF.r AL--JEL

CAuSE -~ RECORDER Omive CABLE SMONEN, WiV THE ALACTOR AT 308 POWER, [ECUORDER 2-CAl-AR-}326) WOULD
NUT RESPONG TC AN [NPUT SIGRAL, THE RECORDER URIVE CABLE MAD ANMKEN, TMIS IS A RECURRING
PROBLEM. Twé CABLE waS ALM ACEL.

AVAILASILITY = MAL PUBLIL DOCUMERT RONDM, 1717 M STAELT, wasHIAGION, D, C. 205943 108 CENTS/PAGE -- WINImUw
ChARGE  $2.00)

OPUNSHECK 2 1BwR) o REACTOUR STARTUP LAPENRIENCE o PRECOMOERS o oFAILURE, CJITPINENT o FAajtULE, (%3TRUNENT

ST


http://avan.asii.lli
http://ium.il
http://avtn.aaii.il
http://Cak.CK.ina

IR R A A

tuns2?
AECORUER FAILY TG KELPONU AT BhunIafLn 2
CARGLENA PunEd & LILHT Cuos NoCo
2 Pede LIR w/aJ T75-70 TU Uede MaLe PeGhON L1e SFPT. Ble 1975, UICRET 50326, TYPE—8ad . WC--Goboo AE--VEEL

vAUYE -~ RELUPVEs URIVE CAslE BRURES. «iTn TrE AcaCTuR AT AT POMER, RECORGER >-CAC-AR-1261 WMOWLO
Bul SESPURD T AN INPUT SICRAL. Tt RECONWDEN ORIVE CADLE WAD BRORER. IT mAS REPLACED.

AvAlLASILITY ~ MR( Pum BC DICUSENT UGk, LTRF n Sinti T, mASKINGTON, D. C. 29%3 (08 CEniy/PacE -- SININUN
Chinet $2.J90

SAUNSEICR 2 (dul) o RIACTUR STARTILP ERAPERIENCE » SARCOMUCNS o SFAJLURE, CUNPUNENT o FARLJRE, (NSTAUNENT

10e429
JATLEN ANALVLER IMuUICATUR LARATIC AT SRLASHICH 2
CARLL [AA POmER L L 2L Cides M.
< PoSe LIN w/AU I5-T2 T3 Ued. KRC, AEGICH [0, SEPT. L)e 1975, DUCRET 50-324, IVPE--BR, WFG—G.E.. AE—-UELL

CAySt ~ VNIV SLIDE #iRE. nITn Tk REACTUR AT 208 PUMER, THE OXYGEN ANMYZIER SECTION IRDICAIOR
8AS LOSLAVED 3G ok EAnAIIC. IMk 5LI0E wIAE Jv IME RECORDER wAS OIATY. L7 uMAS CLEARED AND TnE
wtive SYSTEM™ LUBHILATEU.

AVAILASILETY — MRE PUBL IC VOCUNENT AUOR. 1712 ¥ STIEET, WASHINGIIN, D. C. 20343 (08 CENTS/PALE -~ Alnlmyn
CHARGE 92.20)

BRUNINICA ¢ fauf) o wEACTOR STARTUP EXPERIENCE » SREZORDERS ¢ FAILURE, RAIRTERANCE ERAODR o FAJLURE, I1NSTRLIENT
* GAVeis ¢ muMlTON

Luesdv
TULERE PUAL Tust Fuubl TU Bt xEACING LLW AT BUNSeICx 2
CARL 1A POMER £ Liwt] CO,. NLC.
2 PGl LI w/BJ 15-T1) 1O u.Sa AMRC, REGION LB, SEPT. 1L, 1903, OOCRET 300324, FYPE--BUR, NFC--GC.E.» ME--UECC

LAUSE ~ POTENTIGRE TER CUI-UF-ACIUSTRENT. wiln THE REACTOR AT 208 PONER. TWE [UDIwe MON]I TOR WAS
FUURD 0 BE REAVING Luw. Tk 25 YT POTENTIOW TEA wAS OUT OF ADSUSINENT. [T WAS READNSTED and
2 AWNUNC IATUR CARDS MEPLALED.

AVALRASILITY — Nl Puil SC DUCUMENT ROUR, LT7L7 ¢ STREET, wASHNINGTION, V. C. 20345 (00 CERTSTPAGE -- Pinjmm
CHaReE  $2.39)

REACTON STANTUP ERAPRAIENLE o MILTOR o [UDINE ¢ INSTRUSENT CALEuRATIUN o FAJLUAE, [NSTAURINT « FANLURE,
WAIRTEAANCE ERRUA + BRUASKHEILR 2 (uwd)

100431
GRYGEM AnALYZE? FOUNL T5 AE READING LOm AT 3RUNSWICK &
CANGLING POwkR L LEUHT CULee NG
& PGSy LTn w/ail 73=7e TO U.S. MAC. REGID [0, SEPT. Lly 1973 DOCRT 50-324¢ TYPE--BuR, “FG—G.t., AE-~VEEC

Caudk - (GUI-LE-CALIORATIUA. wiTm fHE JEALTOM AT 208 POWER, Trk I VGEN AnNALYZEn WAS READING LOW.
Tre INSTRUMENT wA> OUT OF CALEBRAIION. IV waS RECALIBRATED.

AVAILAGILETY ~ sAC PUB BL VOLUMEST AUUR, L7717 t STRIEET, wasHimGion, D. C. 20%5 (00 CENTS/PAGE -~ AIRINUN
CraRex 52,90}

SnuRSRICR & (Oaks o REACTUN STARTLP EXAPEAIENCE ¢ OMONITOR o SOXYGEN o FAILURE . INSTAUNENT o FAILURE,
MALNTERANCE RARLR ¢ INSTHUMENT (ALEPRATICH

[CILY Y
RECLuOER STUPPED PRIATIAG AT shuNIWILK 2
CAROLENA PiwkR L LIGMT Cooe MoC.
4 Peye LTn m/7au 15=75 10 UsSe 1Ly REGION THs SEPT. L1y L1975 QJICKET 53-324, TYPE--BWR, MFG-—G.koy AE-~UEEL

CAudt - PRINTEA MOTCR FASLEC. wiTm Toe xEMTIR 3T OOMN, ReCNRDEN 2-CAL-1299 STOPPED PRINTING.
THE PuinTeR MCTIR HAC SUANEY LUT. [T WAS REPLACEOD.

AVALLABILITY = NRC PuBLIV UUCURENT RUUM, LTLT H STHEET, wASHINGTIN, 0. C. 20543 (08 CEMIS/PACE ~— MINIMM
CHARGE 84,000

oRiNsmICr 2 (dan) * AEACTOR 3 ARTUP LAPIRIENIE o OSECURUERS » FAILUME, CINPONENT o 090TORS o FAJLURE.,
INSTRURE ST

lJov3)
e COMUER Fadey AT BAUWNSHICK 2
CAROL ENA FOwFd § LIUMT Chos Mol
2 PuSe LTR w/a 15=73% TO UeSe NRC, MEGIWN THe SEPT, L1, 1979 UXSET 50-324, TYPE~-B0R, RFC-~C, k. s AE--UEELC
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13wedd sCunlinit Je
Caudt - Coaal umive MGTOR Lty PISALLLNED. alfH T 22alI0R ST Duwhe RECGMOER 2-CM-129
SECARE ERRATIC ARL Trkh LLCRED UP. Tnf Crnadl URIvE MOTOR  LEARS WERE WIS ISNED AND T agLAY
SHATCR CUEUL ARM FELL JUT F Trg CARATAGE TAACY, Usf ac(GA0ER afS Acdl Linklh AMD AkPALIRFO,

D Nedre

M ALLASILATY - Nl PuBLiC ODLUREAT &OUR, LTLT n >Teeél. maSninLliae O. C. 20943 103 CENTS/IPAGE -~ miNImUF
Cnback 2.0

SAURLE IR 2 lodR) v ARALTuk STARTLS GRS ENIFNCE o SREZDNJERS & SFBSLURE, COPRINENT o FAILIAE. INSTRUSENE o
FAlLUREt » MALRTENAMCE LRCR

Juetse
faDink mAITUA FLLAD ['.uPtRasle AT pmuntelln 2
LARGL Iva POBER L LIGNT L0.v Nol.
2 Pude LIR /A 13-22 10 UoSe MR(, RECION (1. SEZT. Lie 1973, SKKET 500324, IVPE-~Bute WG—Gok., M~--UELW

CaLd -~ UUl & CALIBRATIUA. willn ToiE ACACTON AT 98 Pistds Totk JOLINE CGRETON wasS JASENLED 17 AE
IhUPtRAdLE. U1 a3 OUE OF CatlesaTiuv. e SUNISN® wAS AECM J1AMATED.

AVAILASILINIY — dat PUBLIL CLAUTERT ROOP . 1717 W STaREET. aayrwiveise. v, (. 2359 (20 CENTI/PAGE -- WIVIWA
Crrater <o

ARURIBILE 2 (amnd ¢ REALIUR STARTUP CUPLRIERLE o *0dwilln o ¢J331%e + INSIAUNENT JALINAATIUN ¢ FALLURE.
IRSTRUMERT o FAILURE, MAINTLERARCE EAuCh

100435
JAVGER CUNTAINMEN] MURITOR FAILY AT sRuhywiCR 2
CARQOLING PUntn ¢ LIUnT LD., NoC.
2 PLSe LR w/ld) 13-78 TU U.9e ShL, ARGION 1T, SEOT. 11, 1974 UOCRET 32-326, TYPE ~wat, "C--C.E., AE--UELC

LAUSE ~ TRARSMITEEA FAILCD. =6Tm U0k «EACTAN JUST CRETICAL, ThE ORYGER CONTAINMENS MONITON was
Voithved 10 st BAD. TwE I Taunind Taamsw flck map F Je T was SEPLACED.

“:::z:ll 15y = WG PustiL OULUsENT ROO™, LTL7 1o STALET, mASMINGTCN. 0. C. 20545 138 EnTS/PAGE -- miNimm
[9 »

SRURIBICR 2 $Bal) » NEALTCA STARTUP EXPERIENCE o onUNITOR o SCRVYGEN o FAILURC, CMPOWEYT o FAIL URE, WA TAUNENT

100430
Tulr RLCUNDERS INLPEXABLE AT sMUNIelCR 2
CAROLING PunEn L LiwnT Cii.. NoC.
2 PCSe LIR nr/8g T5-09 10U Jodo NAC, RECIWLS 1), SEPF. 11, 1909% UUTKET 32-324, TYPL--O0ufl, NFG-<C.Ff.. 8E--URLC

CAUSE - MOISTURE SENSING LINE. wifM TwE REACTOR af 18 PINER, RECOROENS CAC-M-2200 ARU (AC-af-
sdol wkAE pUUND I3 BE INOFERABLE. DOISTURE 1IN Tre SENSING LINE CAUSEY TME OEVECIOAS TO KAWL !
RESNEING IR ERRONEUUS REAUINGS. Tk SYSTEY way HEAT TRACE) 470 ONE GETECTOR REPAIRED,

AWARAMIITY ~ ML PUSLILC UOCUNERT RUDN, 1717 » STREET, wASHIRGTON, D. L. 20565 (28 CENTIS/PALE ~- wINIAUN
CHARLE 32.00)

SAUNSHICK 2 towh) o ALACTUR STARTUP ERPLALEMLE ¢ SAECORDEAS o FALLURE, INSTORURERT o CuWATER » 2TUSING ¢ mCRSTOR

100033
RECOMDEN FOUN) INOPRASBLE AT PRUNSEICK 2
CARK INa PORER L LiWNT Z0., M.C.
2 Pely LR WAD T3-0) 10U UoS. MRC, ARGION 1), SEPT, D1s J9TSe DOCRET 30326, IYPE--aWR, ®F(-~C .k, AE-~UECL

CAUSE = SOISTUAE I LanSime LINE, wiTn Twf AESCTOR AT 1€ PUafR, RECOMIER CAL-SR-1.8] waS FOURD
SuPERABLL . Tht DREIECTIIN #OR TRE INSTAUNEST FATLED DUE T MOISTURE IN Tt SENSING LIVE. TwE
DETECTOR wAS HEPAIRED ARD Trk SYSTEW wa$ MEAT TRACEV.

lz:‘nl::hlllos Ml Pum 10 DUCOENRT RUOM, L7L7T v STIEET, wasHInGTUN, D. C. 20545 (00 CENTS/PAGE -~ mINnImM
" )

GAURSHICK ¢ JduR) 5 REACION STARTUP cxPEATENCE » CAEZORDERS o FATLURE, INSTRUMERT o FAILINE, DESIGN E4RD® »
ACRITUR o owaATER » *TUSI NG

100002
OIESEL GEMERATUR FRILS TUu START af saunSeita 2
CARMLINA POufR L LIGMT CO.e N.C,
& PeSe LTR w/A) 7560 TD Usds WAL, REGIUN 11, SEPT. L1, 1975, JCKET 50-324, TYPE-~BWR, MFC-<G.C.o M -~VE(C

CAUSE ~ UREROWN., wiln Trd REACTCA AT %58 FOWEN., A LOAD ALJECE wAS INITIATED A¢D RESULTIID N A
REACTOR SCRMA, AYRILIARY BUSES X ARU 20 REVMINED EMERVIZED STIL & DEAD BUS TRARSSEQ FAOM TwE
VAT 0 Int SAT wAICH THER SESULTED (N START SIGYALS 10 DIESEL CEMERATORS 3 AvD &, D ¢ & FAILED
1) CRANR, MU CAUSE PUR THE RALFUNCTION wad FOURD EVES ABTEN ERTENSIVE TESTING,
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snbeg sNT INGtD®
AVALLASLLEIY =~ A Pus G LWUCURENT KGGR, LTIT # dTakcl. waSHinGION, D. C. 20%4% 128 CENTS/PAGE ~—— winimn
(V.0 1~ N VR 47}

AcALBUR D IARTUP LAPELIEALE o Subacnalia, Otift * Evolnfs. (aTeunal CONGUIIEIN ¢ TEST, SYSTEN CPERABILITY o
raltuice EUUIPREAT o BAUASKEILY 2 it )

130322
MeAC St eATER LUMDWL TIVENY £alttus LERETS AT @m.ASwicn 2
CAPCLINA PUofin € LIGTT (iue Noba
2 Pode LTR w/0PT T Vol ML, sELECH TT, SEPT. Lay 1972. QICAET 30-324¢ TYPE--8MR, W i €., AE~-WELC

CAUSE - muLy SYATE™ uul U SEMWICE. WRTw THME ARACTOR AT 42K PORER, TWE REACTOR wATER COnoee(TiviTY
RUSE fU MLt Trah - RICRAGRIUS. Trk REACTIR 2aTER CLESRUP SYLTEN waS 1 SOLATED FOR REPAZR OF LEARS
b Trik TECANEASTAVE wtll b nAMEAS. TnE REACTOR waS SMYT NOuN wiTwiN 24 NOURS MW wliL AEmALN In
Sruidueh UniIL Relalny MRE COMMLTED.

AVARLAZILATY ~ "t. PUSLIC OCCUmENT ACUN, L1717 W STREET. waASHINGTON. U, C. 20545 108 CENTS/PAGE -~ MINIRM
Craft wZ.0N}

RUN el 2 Igan) o AEALTIR 2TAaTUP EXPESIENCE & SCOM AT QU LTY o REACTOR SIUTOQUN o FAILURE, EQuIPNENT o
FAUWE. TURING ¢ (UCLANT PURIFICATIUN STSTEM o LEAR o McaAT EXCHANCERS

1oave)
DIESEL LERERAIOR FAll> TO PLufFCRm PRUPESLY AT IUMASHECR 2
CARL ™A Pusta ¢ LIGHT (U., N.C.
& PGS, LEN Wk, T3-8l 10 UuS. MRS, RECICY S0, SEPT. L0. 1975, UOCRET SO0-324, SYPE--DWR, WG~--G.E., ME--UELL

CaUsE - FURL LIL GnAIN VALVE UPER. DURING TESIS Un ERERGENCY DIESEL LRMERATOR 3 wiVw TiE REACTOR
AT o1& PCuthe Trt NEAATUR waS SYSCIORIISY JUT uf PHASE TESULTING IV FATLURE OF Tk EXCINR
OICUES. & Miw JFERAT A wAS BEIRG SRALNED. AFTER Q€ ING REPAINED, THE D G DID NOF

PRCPeALY. A LAAIS vaa vt Im Tk FOEL OIL SYSTEM wa$ FOUVO CRACKRED DPEN. Twls ALLOWED AIR TO of
SUCR eV INT) FUEL SYSTem CALIING Tk ENCINE TO OF SIARVED FOR FUEL ARC THE MAJORITY OF THE
CYUINUERS AUT Tu FIRE PRrOPERLY. TME vALVE AT CLISEC AND THE O C OPERATED SATISFACTORILY,

AVAILASILETY - WC PUR IC JUCUMENT AQ0M, LTLT v STREET . waASWINGTON, O, C. 20%0% (08 CENIS/PAGE -~ WINImM
LhaRut  $2.0)

A2UNSeiCa 2 (0wh) ¢ SGENERAT IR, DIESEL o ENGIvES. INTERNAL COMBISTION » TEST, SVYSTEN DPEIABILITY o eFAILURE,
JPERASOR ERNUM ¢ SULIO 78Tz OtVILE o SFUEL, FOSSIL » VALVES » REACTOR STARTUP EXPERIEACE

102>%7
SEALS WU MEACTUR RAECINIULATION PUMP FAIL AGAIN AT daunsellx 2
cARDL A POwER £ Lilunt CO.. B.C.
2 PCye LIm n/4U 79~84 TO U.3. NAC, REGION I8, SEPT. 19, 1975, DOCRET 33-324, TYPE--BR, WFi--G.E., AE-~UELC

€235k -~ IRADEQUATE SPRING PRESSURE, ASTER SCRAMNING FEUN 40T POWER ON SEPT. 5, SEALS On REACTOR
AcLIRCULATIUN PURP 28 FALLED REMULTIW 1% 23500 GALLONS OF REMCTOR COOLART BSEING O SCWMRGED I1NTO
Ttk URTSELL. SERL FajLune RESWA FeD FRUM INADEQUATE SPRING PRESSURE wlCr ALLOWED Fag SEALS VO O€-
STAGE. MGT PRINMARY CUOLART Trth REACHED THE SEMLS CAUSING Trk SEAL FACES TO CRACK AT THE SEAL

M IGRENT PR WULE. SEALS [N BOT: FURPS ARE SEI'W WOVIFIED TO CORRECT THE CAUSE OF FAILURE,

TrefS IS Tt SECOND FagLURE UF TRES TYPE.

AVAILASILITY -~ MRC PUBLIC VLCUMENT ROOR, L7172 n STAEET. wAYMINGTON, D, C. 20%5 (98 CERTS/PAGE -- WinIMmN
CraRet $2.0u)

AAUNSRILR 2 towR) & REALTOR STARTUP EXPERIENCE ¢ OSEAL o SPUNPS o WALN CNOL EVG SYSTEY o LEAR o FAILURE., DESICH
CRAROR ¢ MUUIFICATION » REATOR COULANT

102398
SEALS OB REACTOR wECIRCULATIUN PURP FAIL AT SRUNSWICK 2
CARRENA Pumkn L LIWNT LDee MoCe
2 PeSe LTR w/A0 75-803 TO UeS. MRC, REGION 10, SEPT. 19, 1975, OOCRE! 50-324, TYPE--SwR, WFC--G 6.0 AE-~UELC

CAUSE ~ IRADEQUATE SPRING PRESSURE. AFTER SCRANNING FROR 5358 POWER OR AUG. &, SEMLS O REACTOR
RECIRCULATION PUNP 20 FAILED RESWULTING M 1500 GALLONS OF TEACTOR COM ART BETNG O SCHARGED INTO
Tk ORYWELL, SEAL FAILURE RESILTLD FAROM INADEQUATE SPRING MESSURE WECH ALLOWED THE SEALS TO DE-
STAGE., MOT PRIRARY (OOLANT THEN MEACHED THE SEMS CAUSING THE SEAL FPACES TO CRACK AT T#E SEAL
AL LGRENT Pl ¥OLE . TrE SEALS WERE REPLACED wiTv: OnkS FROM STUCK. CaUSE OF FATLURE waS wOT
Rouum AF Tt TIRE,

AVAILASILITY ~ mRC PHUOLEC OOCUMERT ROOM, L1737 1 STREET, WASHINGION, D, C. 20545 (080 CERTS/PAGE ~- SINIMMN
CHARGE  $2.00)

AAUNSHICR 2 (OwR) ¢ REACTOR STARTUP EXPERIENCE » OSEAML o oPUNPS + WAIN COM ING STYSTEY o LEAR ¢ FALLURE, DRSICH
PRADR ¢ REACTOR LOUL NT

s i—
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1eaed
NOTICE O PRUPOSL IRPULITION OF CIviL PENALTIES AT s nsulle 2
MILEAR REGULATORY COMMISSION., mASM.. D.l.
S PGS, LIR TO CamyL Ind POMER £ LIGHE (o SEPT. 23 19735 UUCRET 50-324, TVPE—~3MR, MFL~-G.f., BE-—UELC

CAUSE - SELURITY WEORATIONY, DURINt A% InSPECTIUR CERFALN ACPIVITIES APPEAREL TU BDE In
RUNCURA RamLk Bin AL REQUINERERTS. TTEMS INCLUDE FAILUME TU TAPLERENRT AXD/UR COMPLY «lln THE
SECURETY PLAK, NRC PRGPOSE) 10 1APOSE CIVIL “UNLTARY PEvALTiES OF 3TX0.

AVARASILITY - BB Puam IC OUCUNENT muun, LTLT » STAEET. madSNINGTUR, D. C. 20543 (I8 CERVS/PAGE -~ Minima
CHAALE 02.004

GAURIBILR 2 (dulk) ¢ o5 URIIY o SFAILUNE. AUNINEISTRATEVE CORTAOL & AGEN(Y, MRC o SELALISBICY o ECTWONICS

Land>9Y
PUSERATEY NUN-SEGUENTIAL LCADING OF CIESEL GENERATQRS AT stusmiwilx 2
CARDL InA POuER L Liont (Lae B
& PC3e LUR wuPPL. J0 AD 15-88 TC V.3, NACe REGEOY BL. EPT. 29, 1973 OXCHET 30-326, TYPE--BWR, WFo--5uf.y
At—~ukiL

Causk - VEFTUIEAMY In LIl STYSTENR. Twui LOw PuESSURE PEARMISSIVE FOR Mmed MAD CJURE SPRAY LIGICS 00
NUT OCCUN SIMULTANCOUSLY. [F Tng PRESSURE SwlTOn CONTACTS FOR TuE CINE SPRAY LIOGIC NPERATE al
InE nion RARGE AN Frk RMR LUwiC OPERATE AT ToE LOW RANGE JURING 4 LO3S UF UFF-SITE POMER ARND
neALIGR PRAESIURE UECAYS AT 4 SL(w RATE, Awm A%y (ORE SPRAY PUNPI CAN SEARLY SIMA TAREDUNL Y LOAD
A DIESEL OuS. TwE LULIC SYATER maS 3EEN WO0IFIED SO ThaT TuE LOw PRESSURE PERRTSSIWES wite
wiCul SEMmut Tastuusdiy Ih BOTh Tut L5 Aw wnl LOGICS.

AVARLAGILITY ~ MRC PURIC UCCUM:BT QOUR, (Ti7 r STREET. raSHINGION, d. C. 20505 108 CERISIPAGLE -~ Ninimun
CHARGE  82.090

SRuAsEice 2 (SUR) ¢ AFALTION STAATLS ERPENIENCE o EERGENLY Pintn, cLECTRIC o ACCIDENT ANALYSIS o *LavEaaTon,
OJESEL ¢ SCUNTRLL HSYSTEN o >ENIURS, PRESSURE ¢ RELATS * FATLURE, JESIGh ERRUR ¢ PURPS » SUTOOWN COUL ARG
ILTFM o CURE SPRAY o ELLLTRIC POWER, SUTuLwA

L0060}
WPCL STEaR vaLVE #4ILS TC CAUSE AT osftunseiCx 2
CARMLINA 7 'R & Liwnt CO.. YoCo
2 PUye LIR w/BU-07 10 U.5. MRC, REGCION S1. XU, Lo 3975 DUCKET 30-324, TYPE-~Dt, Wu—~(.F., AE-—VELC

CAUSE - SLUARM PELAY PLUNGER, wiUi THE REACTON AT 518 POuEA, wPCl STEA® ISOLATEIONY vaLvE FalLEo TO
OPLRATE QuRine 4 TE3T, Trt AURILIARY SELAY PLUYGER MAD JAUSEN. THE RELAY WAS REPAIFLD.

AVAILASILIIY - Mmy PuBLIL DOCUMENT ROUR, LILIT 0 STREET. «ASHINGTIN, D, C. 20545 108 CENISIPAGE -~ WINjwUm
CHatek  82.90)

SRUASHICA 2 180R) ¢ SYALVES » MPLL o STEMN o CONTAINGEXT IS0LATIOY ¢ TEST, SYSTFY W RAGILITY ¢ OnFLAYS »
FAJLURE. ENSTRUMERT

10ve24
061 TRAIA TRANSHIURNER $AILS AT shUASHidn 2
CARQLINA PUMER £ LIGHT LIor MCo
72 Pols LIn WAU H~85 YO Ued. BRL, AECIUN §1, OCT. 3, V7S, JOCRET 30-324, TYPE~-DWN, WF.L--G.€.0 AE--UELC

CaUSE - INTEANAL SHORTY, BITn Tt REACTIN A1 S0% PUNER, STARNDOY GAS THReATVERT 23 TRAIN TAANSEORWER
" TERP/LRUUNG ARNUNCI ATOR AL MRNED. THE Fas WOTOR 480V 10 LISY STEP-OOWS TxANSSORRER MAD AN
INTERNAL SNORT. AF nAS NEMALEY.

MAKNASILITY ~ Ml PURL IC DOCUMENT ROUM, R717 # STAEET, wAIHINGTUR, D. C. 20943 10 LINTS/PAGE <~ sipnimm
ChaAGE  $2.00)

SRUNSHICR £ EBuR) » 0S5TaAnDEY GAS TREATAENT o FALLURE, tuviPPERT o SLUNERS ¢ O IRANSFURWNERS

100829
ROC SLUCK MONITOR RALEURC TICN AT BAURSRICE 2
CARUL IRA PUMER & LIGHT CU.e N.Co
2 PGCSe LIR w/AJ 75-86 TO WS, NRC, REGILN 1§, NCT. 1, 1975, VOCKET 30-326, TIPE--Bul, %Fi--G.t., RE--UECL

CAMUSE - ORFECT RULTIPLERER CARD. wilTm TWE 4EACTOR 4f 260€ PONER., AUD BLOCK MUNITOR 8 Cramnty
CAVE AN IRUPERATIONAL AND A RQD MLOCA INOICATEUN, ALSD. THERE waS AN EXTRA L"ANM 20WEZ IMUICATION
On TrE RTCE WHEN AN EDGE ROD waAS SELECTED, A FIRSK LevEL MATIPLEXER CARD waAS DEFLCTSVE. TV wAS
REPLMED.

AVAILABILITY = MC PUBK [ VOCUMENT RODP, 4717 W STREET. wASHIRGION, D. C.o 20543 (08 CENTS/PAuLE -- “ivimum
CnarGk  $2.00)

ORURSHICK 2 SBNR) ¢ cLECTIRONIT FURLTJON UNITS ¢ INSTAUMERT, PROTECTIVE o SLMTRML RID DAIVE StCHan] SuS o
OCCNIROL SYSTRA o FAJLURE, INSTRUMENTY
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APP MAEAT Ltan In woCl STLANLINE VRALR PCT IRAF &) BRJNIWICL 2
CAN(R §Ra POsrt € L1GT CU.. N.C.
2 PuSe LIR /i 7969 T4 U S. WL, REGADN 11, WE, %o 1979, DOCEET $0-320, TYPE--BMR, MFL--C.E., ME—UELC

CAust = ERLEISIVE ROISTURE IN STEAY. uilnm V4t REACTOR AF 108 POwER. WCL STEAM INE SRALN POT TRAP
000s WAD AN APPARERT EACESSIVE LCAR. (RVESIZLAlION $0OwkD TwAT THE CRALIN POT TaAP was
SURCTIORING PuQPEALY. Twé APPARERNT LESKAGE wAS EXCESIIVE MOIITURE IN Tre STEAN. WiCE maS
JuPEAAT vt FUR W RINUTES FUR Tot INVESTIGA'OM.

AVAILASILITY ~ MAL PUMMIC CLCURERT AQUN ., L1717 1 STAEET, mASKINGTIN, 0. €. 20945 108 CENTSIPAGE -- ninimuw
CnaaGeE s2.0n

2AURIBICE 2 (onR) © LEAK o ouiCl o PIPES ARO PIPE FITTINGS ¢ O5FEAN JUaLI Y

106827
R SENVILE wATER PURP LEARS AT BDRURSHICS 2
CAMGLINA PUMER £ LIGnT CUas M.C.
< PCde LTN wsAl 7990 YU ULS. ARC, REGEOM [l, SO, Lo 3979, DOCRET 33-3¢4, TYPE—-BuR, WFC—C.E., Ak--UtLC

LAUSE ~ AuRAN PA(RING #EAR. iTk INE REACTIR AT >2C PUnER, SERVICE WATER LOOP 20 0B RMR WA
SCUAED Fuk RJUTIVE RAIRTERARCE Ov PUSP & PACrivi. THIS WAS NOARMAL WEAR. T SYSTEN wAS
IaurtiAsit FUt L)L MOun> TO REMLACE THE PA(RING.

AVAILABICLITY -~ NRC PUSLIL OOCURENT NUCR, L7177 H STHEET, wASNINGTON. C. C. 20343 {00 LENTS/PAGE -~ wIRINYR
CraRGE 82.00)

BILASHICK 2 1suR) o O3LAL ¢ SPURPS ¢ MuAlLIARY CCOLEG ¢ SHUTUOWN “O0LING SYSTEW o LEAR o FRILWRE, COWORENT

100l
SeRVICE SATER LGP FLANGES Lim AT pmunswi(x 2
caniinA PUsER C LIGHE (0., Y.Co
2 PGS, LIR wW/A0 7591 TU C.S5. MRCy RECIUN I, UCT. 1, 1973, DOCKRET 52-324, TYPE--BwR, AF——G.E., M--UELC

CAUSE — CRUSS TRREADED AML LOCSE €575, WETW Fok REACION AT 7% POMER, SEAVICE wATER LONP 28 FOR
MR 0AS SECURED FUR 3 MRS TO CORAECT FLANCE LEARS AT PumP 3 PISCHARGE FLANGE vENT aAND
GUBhSTREAR $LARGE UN It DISCHARGE CHECR vALVE. THREADS N TnE PUP UISCNARGE FLANGE wERE CROSS-
TmEADED. THE TWREADEY PIPE wd3 <EPLACEU. CLWECK VALVE FLANGE BOLTS WERE TIGHTERED.

AvALLASILIEY - BRC PUBLIC DUCunENT BRCOM, 1717 o STIEET, ASNINGTIN, D, C. 20545 100 CENIS/PAGE -~ minimm
MG 82.09)

BAURSHECA 2 [ouR) o OFLAAGE ¢ SAURILIANY COR ING » PIPLS AND PIPE FITTIAGCS ¢ SeUTOOWNS CODLING STYSTEN o SLEAR ¢
FAILUE . RALATENANCE ERROR

140820
SPPAESSIUN PIDL wATLN LEVEL OUT LF LIMITS AT ARURSaiLR 2
CAADL INA POwER L LEGHT Ciee Nolo
“ PC5¢ LIA Wad 1292 10 U.S. MRC, REGION 1L, KT. 7, L1975, OOCREY 30-32e, TYPE--BM, W5~-~C,E., SE--UELC

CAUSE - LEVEL INSTAUMENTS JASTALLATION EARTA. FOLLOWING RECALIBRATION OF  SUPPAESS SON POOL LEVEL
INDINUMESS >, & INCWES CF wATER w85 AESOVED FIDM IHE  TORUS JECAUSE OF MISH LEVEL INDICATION. &
CrECR JF Int ACTUAL Level SMOwku BT TO %8 5 ENCAES LESS Tmax [NDICATED LEVEL. IVWVESTIGATION
SHiaED Thal THE LEVEL INSTRUAINTS »AD BECY LVSTALLED AT & OIFFERENT ELEVATION THAR SHONR OF THE
URABING, TriS MADL T#E INSTRUREAT MEAD CORRECTIONS CIFFERENT 3Y a0 35  INC9ES. g
INSTRUMENTS wERE wECALIDRATRD USIVG THE CJURAEZTEY MEAD CORRECTEIINS, 0RUS JATER LETEL wAS
AVIUSTED 1O wlileetn LIPLIIS,

AVARLABILITY ~ MaL PUBLIC OOVUMENT RCOM. J71L7 » STREET. #ASHINGTON, D. C. 2354% (28 CENTS/PAGE -~ ninimm
CHARGE 32,002

IRUNSHECR 2 Taek) o SENSTRUNENT CALESRATION ¢ O35ENSOUS, LEVEL » TORSS * FAILURE, INSTALLATION EARCE

Jdeble
SUPPLERENTAL INFURPATION Ch VIESEL GENEPATON SUTURIRG AT sauNIWICK 2
CARQR Ing PUSER { LEGHT (oo Mot
3 PuSe LIG /b 75-29 TU VeSe WAC, REGION 1T XCT. 13, 1975, DXCKET 30-324¢ TVPRE--BMR, WC~-C.F., AE-~URLC

CAUSE -~ OPERATOR ERROR, ON WaARCH 3, TRk STARTUP ENGINEER AUNWED A TRIPPIAL AELAY IR 4 BREMER
CuniNG TASTALLATION UF THE COVER CAUSIW, THE oNEAREA TO TR, DURING Te TRANSIENT. DIESEL
GENERATOA 3 SIMIEY AR APPARENTLY CLUSED O & OC-ENERGIZED BUS. THIS JARRED TE CONTROL POWER
FUSES M Trk MOLOER WMICH uE-ERERGIIED ML INOILATEUN An) PROTVECEIVE FURCTIONS F Tnt DREMER,
AvWe T ub QUTPUT wAS FALSELY REPORTED AS SEING RACKED DUT yNOER A CLEARANCE, (i€ OPERATOS
FAILED TO FIALY UNDERS. AU weAT EVENTS wau OCCURRED DURING THIS TRANSIENT AND Re-EMERGIZED A BUS
CAUSING MUTURING CF TME DILSEL VENRERATDA.

AVAILABILITY - MAC PUBLIC VOCURENT RGO, L7170 » STRLET. wASHENGION, O, C. 20343 (08 CENTS/PAGE -~ NINIWR
CHANGE  82.00)
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100416 o OniiNUELe
Saunieliln 2 font) o SGEMuATum, DIEIFL © ENGINES, INTEAamAL CUMKISTION o sfAR UnE. AUMINISTRATIVE CNTaR o
FANLURE, OPRVATUR ENROR o COMMLAICATILA » JatmER o JaanslksT

o817
COMAGL RQD ORIFIS FRON Full Ia TO FULL JUT AT saunswica 2
CAMAGLINA POWER £ LEGHT CO.o B.L.
S PGSe LUR WAD U593 TO woS. KL, REGION E1. OCT. i%. A90S, UOCAET 30-320, BVYPE--Qatt, W(—C.E.., 2E--UELC

CAUSE -~ Cov0 Inm CORLED PISECH aREA. DuminG (R SCAAN FINE TESTING Wi B4 TwE acACTOm AT 348 PCukA,
CORTROL 20w 20~07 Unifity MON FULL IN TO FILL 0 SEVEAML TImc), AFTER SEVERAL NJTCHING
CACRACISEY. TnE OR Jve wAS LAFLINED AF 3SITEDe co. D€ CAVUSE wad UE REARINED T0 3 FLPEICA mATTER
in Tk COLLET PISTION AMEA wiitr PRECLUDED RESEATING JF ToE PLISIOV My RECLNWAE IF THE (OLLET
FINGERS. MM 30, Tht OINECTIURAL CUNTROL VALVES HAD FAILED. FILTER WAITS IK THE Ouive maleEr
SUPPLY wift REMACED. THE NlITnLoas E2maJST AND YETTLE vALVE was 4EMALED. TME ZORTROL ROD T-n
FUNLTIORED PRUPLALY. OURIM. O8IFT-0UT, POWER 4A% OBSERVED 7O INCATALNE v 10 ",

l:ﬂ.:ltll'o; MRC UM IC LUCURENT BaBs, I17L7 1 SIAECT, SASHINGTON, O. C. 20%5 10 CENTS/PACE -~ winiwy=
»

SRUNSBICA £ (BuE) o o(unid ROD ORIve MECMANISHS o FEST. >VITEM OPERADILITY o ACCIDEAT, COWIO AOL RGPOUT ¢
REACTEWIIY RFFECT © SURIFT o oCAYD o FALLURE, EQIPNENT o YALVES

100818
wPCL SRLET ORAlN LEM: GEVELLPS EACESSIVE STEAR LEAL AT MUNSHICK 2
CaROLINA PuMER € LiunT CO.. N.C.
2 PSSe LIR W/AD-94 TU uod. WAL, RECEON 50, OCV. 14 1973, UOCKRET 50-324, FYPE--Bul, Wo—GC.b., AF—UELC

CAUSE - VALVE CROSS TomEADEC INTO ORAIY POV, wilm THE REACT R AT 358 POWER, AND ACIC INOPEFRADLE.
WLl was sbine TESTE0. Tmt IMAET ORAIR LINE DEVELOPED AN EXCESSIVE STEAM LEAR WwERE Tt DRAln
vaLAE THREALS SRTO Tre GUTICH OF Tk ORAlS PII. Twé vALY. MAD BEEY (R0S3 TwmeADED INTO TwE POT.
Tt VOLVE wAS REACVED M0 Tk MOLE TAPPED Oul. 4 NEw BUSHING waS INSTALLED ARD TeE wvALvE
REINSTA LED. AN VADEALY SUTOUSR wAS CUSHEVCED [NMEDIATELY SUT TEAAISATED weER M| wAS RETURWD
Tu SERVICE 2 WOURS LATER,

AVAILABILITY ~ MRC PUm S0 DOCURENT ROOR, L2707 » >TIEET. wASHIAGTM, D. (. 20545 (08 CanTZ/PAGE -~ mininym
Cnanet  $2.00)

SRURSWICR ¢ T@eR) ¢ SYMLYES @ "PC§ o OLEAL » FAJLURE, TNSTALLATIUN ERROR o TEST. SYSIES CPERASILITY

100819
DIESEL GENEAATOR SPEED CORTAUL INUPERASLE AT 3aumSwilx 2
CARGLINA PONER ¢ LIGHT CO.o N.Co
2 PGSe LIA WAI-95 10 U.S. MAL, REGTON J1, UXT, 14, 1975, OOCKET 5)-324, FYPi--3uP, WFG-~G.b.0 AE-~JELL

CAJSE = ROTOR olUSKHES TOO Tienf. OURING TESTIVG wilTn THE REACTOR AT 413 PONER, DIESEL GEAERATOR |
wAS FOURD TO MAVE MO SPEED COMARCL. SPEED CONFAGL %NTOx RUSES HAD H><EY SCRewED Im 1O SIomiLY
CAUS ING TmE SHAFT TO BiND. THE SRUSHES MERE RETENSIONED.

AVAILABILITY - MAC PURLIC OGLURERT ROOW, L7177 » STREET, waSHinGIdN, U. C. 25565 108 CENTS/PACE -~ WINImUN
ChanGt $2.00)

SAUNSICR 2 (0wR) o OCENERATON, OJESEL ¢ ENGINES, [NTEANAL COMUITIUN » TEST, SYITE™ OPERABILITY o FAJLURE,
HAINTERANCE ERROR

L107¢le
LEARAGE TO ONTYwWELL SUM EXCEEDY LINIT AF ORIWSHICR 2
CAROLIAA PURER ¢ LIGNT (G.r RMEIGH, N.C.
3 PuSe LIR N/AD 739-10) Tu UeSe BAC, REGION §1. OCT. 21, 1973, UOCRET 30-324, TYPE--3wms WFG--50€, M-~-ULC

CAUSE ~ VMLVE PACRING LEARS, onILE OPERATING AT 3¢5 POWER, AN [NCREASE [N PURAPING FAEQUENCY TN
It URYWELL FLODR ORAIN SURP INOICATED THaT TME LEAR RATE MAD REACHED & CPW. A REACTCR SHUTODwN
SAS COTPLETED IN 9 MOURS, VALVE PACHING LEACS WERE QISCUVERED On A v LOOP § TESVASLF Crilr
VALVE ACTUATON ARD A 1PCI INSOARD STEMM SUPP. Y vAakve., InE VaALVES WIRE MEPACKED ANO UNECKEU.

AVAILABILITY - MAC PUBLIL LOCURENT AOON, 717 » STREET, wASHINGIIN, 0. C. 20545 128 CENTS/PAGE ~- “iNIwm
CraRGE 82 0)

lnuus:‘l':l'z I0uR) ¢ O3EAL o OVALVES * LEAR o SMUTDOWY COULENG >TSTEN ¢ wPCH o REACTOR SHITOUWS ¢ FAILURE.
Evvi L]

107425
URYMELL G5 NONITOR PECY OGwASLALE AT RRUASWICR 2
CARDLINA MOWER £ LIGHT (UL, RMEICH, M.C.
2 PPy LT2 W/A0 7598 TO Uedo NRL, REGION Ji» T, 21, 1973, DDCRKET 50-324¢ TYPE--O0wd, MGl C, M-~URIC

CAUSE -~ OUT OF CALIGRATIUN. wiTh Tue AEACTOR AT 13 POwER, THe DRYwELL LAS MORITOR waAS PEGCE
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Lorags sl inutoe
OuUnRICME AMY IASTHLReAT FALLURE LIGE A3 [LLUNINATED. Tt INSTRUSEST maS OUT UF (ALIBRATIUN.
13 wad 2CCALEMRATREY WU AR TURAED TU SIRV.CE 1% LY MOURS.

AVATLASILITY - ML PUBLIC UL URERT WW, L7L7 M 3TaEc T, WASHINGTOR, D. C. 20%4% (08 CERTY/PACE -~ NiNimm
Lok 82.200

IMURINICA « Liwit) o REACTUR >TaATUP CaAPERIERCE * RURITOR o SCORTALWRAT o LASTRUNENR? CALISRATION » FAILURE,
RAINIERARCE cnRUR ¢ SHUAITCHING STSTEN, RADIAT ION

LoTese
AEACTON 2VILOING vENT RUNITOA RAL FURCTIUN AT BMUNSeiis 2
CARIR fnd PUakn € LAGKT (u., RAREIGH. R.C.
2 Pode LTR 0780 15-120 Tu Uohe WAC, ALCIIM L1, OLE. 25, 3913

CAUSE - dRLALN FAN kLT, wiT.s THE AEACTOR AT 98 PONEA, THE REACTOR MILOING VENT WRITOR LDW
FLum Liwkd ILLVMINATED, 7. VENT FAM DRIVE SELT In ToE REACTNR BUILOING OVEANEAD wAS BRAOREN.
FAR abLT nAS REPLALED. TnE LVSTEM waS INOPEAAWLE FON A DAY,

AvARLARILITY — NRC PUSLIC OCUMERT RuDn, L7077 n STREET, wASHINGTON. D. C. 20549 (08 CERIS/PAGE ~- WiINLWmMm
m 2.000

sAUNSHiCR ° (dulls o REA_TOR STARIUP EXPERLENCE o oQUILOING o FAILURE, EQUIPRENT o BLIWERS @ FLOw » SRONITORIvG
3v50eN. RaClAl lun

lerae?
LEVEL mET_n SET POINTS UUT OF LINETY AT BAUNSHICKR 2
CARQLINA POBER & LIGMT CG.oe RMLEIGH, N.C.
2 Poye LIR w/7A0 19331 F0 V.5, BRC, REGION 11, Oss. 20, 1975, OOCRET 30-224, TVPE--BuRt, WFC-~G.E., AE--VEL

CAUME ~ TELM SPRC RARLA. DURING A CALIBRATION CHECR WITH TWE REACTOR AT 72.38 POWER, 2 WPCI TOMUS
LEVEL SuiTine> wiEd€ FUUND SET TO GE INSTRUMENT OaTA SHERT AT -2 #T O IN. TECH SPECS REQUIRE -2
FE 3 IN. SHITOWS wERE RESET TO TECH SPECS. Twm LAUSE WAS FAILURE TO USE T GE SET POINT DATA
N PREPARATION OF TRCm SPECS, A TECH SPEC CHANGE WELL € PAEPARED TO MLOW RESETTING OF THE
Suifints 10 2 #T,. 0 IN.

AVAILAGTLITY - Al PUBLIC OOLUMENT ROOM, LT7LT W STREET. wASHINGIIN, O. C. 20343 (08 CERTS/PAGE -~ NINIMM™
CHMdul  S2.u9)

JRURSHEICA 2 1dufl) » REACTOR STARTUS EXPERTENCE » oSET PUIRT o INSTRUSENT, SHETIH o ENSTRUNENT CALESRATION o
SENSORS. LEVEL ¢ TORUS ¢ oFALLURE, AQORINISTRATIVE CUNTROL

137428
FukL JIL ADOEV TC LUSE DIL IN DIRSEL GERERATORS 1| AND 2 AT GRunSHICR 2
CARULINA VOWER € LIGHT Chovw AMEIGH, N.C.
4 PLSy LTR w/AD 79-102 TO U.b. MAC, REGIUN 11, OCT. 21, 1975, OOCRET 30-324, TYPE--BuR, WC--C.E., AE--URLC

CAUSE = MECHARIL®S CERROR. wnlLE THE REACTOR waS AT 568 POWER, A MECHARIC ADOED 59 GALLONS OF ONL
Tu TE CRAMMCAME GUF DIESEL 1 AN0 L1O WALLUNS TO OIESEL 2. NE TREN OISCOVERED wE MAD ADOED FUEL
CIL SWSTEAD LF DELVAC 1340 OIL. TWE FUEL OIL waAS STOREV I% THE DIESER BUILDING IN DELVAC 1340
ORURS wilroul & SkM. TRE 1000 GALLONS JF LUDE UIL WAS REMUVED FAON DIESEL 2 AND REPLACED wilw
ANORN GUUL OFL. OIL §n DEESEL L wilL BE CHARGED wHEN A0OITIONAL OIL S RECEIVED. ML 010 ORL
STURED IN DICSEL BUILUING WAS AEOVED.

AVALLABL JTY = AaC PUBLIL LOCUMENRT ROUMN, L1717 w 3TaecT, waASHINGIIN, U. C. 20965 (00 CERTS/PAGE -~ WNINIMUM
CRARGE 32 .00)

NEALTUR STARTUP EXPERIENLE o ALUBRICATION o GENERATIR, OFESCL o SENGINES. [NFERNAL COmOUSTION ¢ FARLURE,
HAINTENANCE tRAUs » SDELUTION * BRAUNSHICR 2 [9wR) » BRUASWILR & fawR)

rorxr?
SUPPLERENTAL INFURPATION UM RECIRC PumP SEAL FALLUAES AT SRyuwS<ICR 2
CARLENE PUWER L LIGHT Lu.r nALEIGH, RB.C,
o Puse LIR w/>uPPi. RPES TG B5LP-75-83 & 86 1) V.S, WRC, REGION §1, JCT, 27, 1979, DOCAET 50-324, VTVPE-~BWR,

Bhu~~voboe AE--LELL

CAUSE - DESLILN DR ICIENCY. FOLLOUBING REACFIR SCRARS ON AUG. 24 Am) SEPT. 5¢ TwE SEAL OW A
RECERCULATICN PUMP FAELEV RELEASING AdWl 1522 AL ARD 2800 GAl., RESPECTIVELY, OF AEACTAR
CuvLant Ty THE URYwelL. T wAS OeT-ANINED THAT THE PJNP CASING THEAMAL sAARLER AEQUIRED
WUOEFICATION TG PaLveint FUTuRt SEAL  FARLURES., THE STACK ANITOR OO MOT SMOw ANY INCAEASE M
AIn ACFIvITY Obine mELEASEY N SEFrER JWCIVENT., CLEM~UP TACTOR FOR STA. :0Y CAS TREAIWENT 5
9yeg POR PARTILCLR ATES.

AVARABILLIY ~ WAL PUSLIC LOCURENT aCoM, LTLIT n STREET, waSHINGTON, 0. C. (0D CENTS/PAGE -- RiNImm
Crani-€ 82,001

BAUNIRECK 2 (3wR) ¢ OSEAL » SPUAPS » MAlN CIOLIN, SY3FeM o FLOW, AECINCULATION EAR o FAILURE, OESIGN ERROR
* FILVLR PEABTION » ATRBUANE RELEASE * 5VAnD8T GAS TREATMENS

[ P S U PN

ot
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[ L1018
CURE IPRAV LOOP SUCTION RELIEF valve LEMS A7 ammwiwil(x 2
CARGL InA POMER ¢ LICWE (0., RN EIGN, N.C.
2 P6Se LIR WAD T3-99 TO ¥.3. WAL, REGCION 10, OCT. 20, 1973, DOCAET 50-32¢, TWE--OWR. WFG—G.C o AE~-URLC

CAUSE — SEAT FAlLURE. BITn ThE ACACTUR AT LOW PMEA, CORE S MAY LODP 24 SUCTIOR RELICF VAL VE was
LEaning Past Ik SEM Amd COMAO WOT O GAGCED LuT. VoE & PAAERT CAUSE wdS WMLVE SEAT FAlLNARE.
Posf TORUS SUCTEON wilwE was CLOSED AND it RELIEF vALVE CAPED. Tk ST IOR vALVE BAS REOPENED.
Tk RELIEF VALVE WAL B¢ CUF OUT. FLANGED., ANO REPAIRED AT T™E NERT OUTAGE. TnE SYSTER was
IrOPERASLE FOR 1.3 MOVAS.
wuuv ~.-(. PUR IC SUCURERT ROOR, 1727 w STREET. MAMMNTON. 0. C. 20543 (08 CENTS/PALE -~ minimm

ORLRSWICE 2 (GWA) ¢ CUALVES © OPRESSURE AELIEF o CORE SPRAV o LEAR o TEST, SUSIER OPLRADILITY ¢ FAlLMME,
EQUIPRERT ¢ NOBEFICATION

1078108
RCIC VALVE SARLS TO OPER AT BRURSHICE 2
CAMQLINA FPORER L LICHT CO.. BMLEIER, Nh.C.
2 PGSe LIR Wad 73-% TO V.5, WAl. REGCION [), OCP. 28¢ R9T3, BOCKET 30320, TYPE~—OuR, W—6.C, AM—VELL

CAULE -~ TORGUE SWITCN InEPEtRABLE. WITH THE REACTOR AT S8 PGMIR, ACIC VALVE €351-FQ07 YOWS NOT
QPEN FROM AJCE. TNt VALVE ACTUATOR ROTOR wAS FROZEN. INMRATION [N CFNRE WOTOR MAD MELTED MO TnE
SOROUE SwiTin WA MUPERAMME. TNE ROTOR wAS CLEANEO AND TwE TOROUE 58I TCs REPLACES. TwE POROWE
SHETCH STILL WAL NOT OPEAATE PINPEMLY. THE VAIVE wAS OPERASLE O CIACUIT mEARER MNIPVATION
Watic Int CAUSE COLD B¢ otTeAmiInES.

A:l#:ll.ll:“- ARC PSLIC SOLURERT AGDN, 1717 » STAEET, JNGTON, D. C. 20505 (00 CENTS/PAGE -~ MINIMN
»

SRURSBICE 2 (W) o *VALVES © oRCIC ¢ VALVE QPEAAIORS o INSTRAUNEST, SHITCH o FATLURE, EQUIPRENT

107489
NCIC VALVE CINCUIT BAEMER TRIPS Al SRUMSWICE 2
CARGLINA POMER €& LIwT (0.0 AMLEIGHN, N.C.
2 PGSe LIR WAOD T3-97 TO V.5« ARC, AEGION 11, OCF. 26, 1973, DOCRETY 30-320, TVPE—OWR, WFC--C.Es AE--UELL

CAUSE ~ WOTOR SURNED OUT, WTw TRE REACTOR AT 338 POMER, RCIC VALVE €31-F 007 CIRCUIT BREARER
IRIPPED WrEREVER A4 SNUT SIGRAL BAS INITIATED. Tng ACTUATOw ROTOR NAD Wantd OUT Duwt 1O
NP ERABLE TORGUE SHITCn. THE SMLEVILLE WASSER CHARDER I8 UWE ACTWATOR WAL FILLED wile Gatal -
WCH BLOCKED FOVERERT., TRE SCTUATOR MOTOR uwAS AEPLACED. TORQRIE SHITOn ACTUATION WAS CHANGED TO
LERIT SwiTCn ACTUAT ION.

AVAILABILITY -~ WAL PUBLIC SOCURENT ROOM, B717 n STREET. WASHINGTON, D. C. 20503 100 CANTS/PAGE -- NINIMM
ChaneE  $2.00)

ORURSHICK 2 10WR ¢ SVALVES ¢ on(iIC » vA VE onnlaas * INSTAURENT, SWITCH o LUBRICATION o MODIFICATION »
CORTAOL IVITEW o FALLURE, EQUIPWENT + BREAX

107423
OIESEL GENERRIOR SECURED FOR OJL U7AMGE AT BRunSwWICR 2
CAROLING POWER € LIGHT CD.. AMLEIGH, N.C.
2 P63e LTR WAD T3-100 TO Uud. BRC, RECION I1, OCT. 28 2975y OOCRET 50-324, TVPE-~0WR, MFC—G.C. o ak—VELC

CAUSE ~ FUEL OIL IN LUBE OlL. VITw Tk AEACTOR AT 58 POMER, DIESEL GERERATOR L was SECURED FOR
63 WOURS TO CRARGE LUBE Ul . Eaml IER, 95 GALLONS OF NO. 2 FUEL OIL WEAE INAOVERTFEATLY
INTRODUCED INTO TNE LUBE OFL SUMP, OIL wAS ROT CNARGED AT Twal TImE OUE 1O INSIGNIFICART
OILNTION FACTOR.

AVAILABILETY -~ WAC PUBLIC DOCURMENT ROOW, S717 W STRECT., WASHINGTON, D. C. 20543 (00 LEVVS/PAGE -- NINIWUN
CualGt  82.00)
SRURSEICR 2 (BUR) +» SCENERATOR, DIESEL o ENGINES, INTERNAL CONBUSTION o SLUBRICATION o FalLVRE, EQUIPRENT

107424
TOAUS LEVEL AECORDER TRDPERABLE AT SAUNIMICK 2
CARGL INA PORA ¢ LIGHT CD.» AMLEIGN, N.C.
2 P63 LIR WAD T5-10% 10 Ve3. NAC, REGIOM 31, OCF. 28, 1979, OOCREY 50-326, TYPE-~BuR, MF6—G.C.o AF—UELC

CAUSE ~ SLOWN FUSE., WITH TiE ACACTON AT %1% POWER, A TORUS LEVEL AECORDEA wAS POURD T0 88
INOPEAABLE, A FPySE MAD BLOWR. T WAS REPLACED. Twe CAVSE WS NOT OETEANINED.

AVAILABILITY - WG PUBLIC OOCUMENT ROOM, L707 M STREET, wASHINGTOR, D. C. 20543 (06 CEVIS/PAGE -~ NINIMM
CHGE 82.00)

BRUWSWICE 2 (OWR) » ORECONDERS o SENSORS, LEVEL * TORUY » CINSTAUMENT, PROTECTIVE o FATLURE, (NSTAUNENT

ot ———
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RCIC TuReIn€ FalLs Tu START AT SawseiCn 2
CARCRL InS POMER § LIGHT (G., AMELGN BL.
2 P63. LTR WD T3~10¢ 10 ¥.$. DAL, BECION §1. OCP. 31, 1973, OOCRET 30-32¢, TYPE—BUR, MFC—Gok.r» AE—WECLC

CAUSE -~ LOs CORTAOL OIL PRESSURE. UWITH THNE AEACTOR AT 40X POWER, ACIC TURSINE QUICK-START TESY
FAILED OUE 10 UWEASPEED TRIP. AFTER 2 NINUTES. A SAVISFACTORY RESTART wAS ACCORPLIDES. ONE TC
GRAIN UUuk OF CORTROL GiL FROR Tag CORTROL YALVE OURING EXTERDED PEANDGS OF IROPERATION, TnE
TURBINE TRIPPED Un ELECIRVAIC UVERSPEED SEFIRE SUFFICIERT OIL PRESSUEE CONMD OFf SEVELOPED N
PROTILE Tk CORTROL vALVE. UFOR RESTART, SUFFICIENT NEAD wWAS ACCUMA ATED.

AVAILABILITY — BBl PUM IC COCUMERT RUDM, 1717 » STREET, wASHINGION, 0. C. 20543 (08 CEMIS/PAGE — RIRIMM
CHancE $2.000

SRURSHICR 2 (GuA) o STURBINE » SRCIC * TEST, SYSTEN OPERABILITY ¢ FAILVRE, CORPONENS » CONTROL SYSTEW

022
RCIC TumaINE FANLS TO STAAT AT sawwseicn 2
CARGLINS POWER & LIGW C(O.. RALEIGH. N.C.
2 PGSe LIR WAD 75107 TO U.5. WRC. REGION IE. OCT. 31, 1973, DOCRET 30326, TYPE--BuR, e —GC.l.o AE--URLL

CA SE — DRALN SODuN UF CHIRML Gil. wiln 1€ REACTCR AT 578 POMER, RCIC TURSInE QUi CR-START TEST
FAILED OUR TO OVe PEED TRIP. ASTER 3 RIMUIES. A SATVISFACTORY RESTARY wAS ACCONPL ISNES. OWE TO
GRAIN-DOMR OF C' 04 OIL FRON T)E CONTROL VALVE OURING CEXTENDED PERIODS OF 1MOPERATION, TIE
TURSINE TRIPY- N GLECTOOMC OVERSPEED SEFIRE SUFFICIONT OR PRESIVRE COMD 0¢ OEVELOPED VO
TMROTILE Uik .. <O VAAVE. A SINILAR FAJLURE OCCURAED 2 Oavs EamLIER.

AVAILASILITY ~ mRC PUMIC DOCUNERT RODN, 1717 » STREET, WASHINCTON. D. C. 20343 (00 CERTS/PAGE -—— MENE MM
Caagt 32.00

SAVRSEHICR 2 (BuR) o STURD INE » SRCIC » TEST, SYSTEN OPERABILITY ¢ FAlLURE, CORPONENS ¢+ CONTROL SYSTER

107323
RCIC TURBINE FARLS On JUICK START AT SAUNSwICK 2
CAROLINA POWER & RLIGHF CO.., RALELGS N,C.
2 PGSe LTR WAD 75-108 TO 5. WAC, REGCION Il, OCT, 3L, 1979, DOCKET 30-324¢ TYPE--BWA, WFC—GC.l., AL--UEEL

CAUSE - LOW CONTROL GIL PREISURE. wiTH THE REACTOR AT 708 POMEA, RCIC TURBINE QUICK-START VEST
FAILED DUt TO OVERSPEED TRIP. AFTER 7 MINUIES, & SATISFACTORY RESTARI WAS ACCOMPL (SNED. OVE TO
ORAIR OOwh OF CORTAGR OIL FRON TiE CONTAQL VALVE OURING EXTENDED PERIODS OF INOPERATION, Ti
TURBINE TAIPPED OB CLECTAOARIC OVERSPEED SEFORE SUSFICIENT ONL PRESSURE COWLO OF OCVELOPES PO
THROTTLE TnE CORTROL VAAVE. THiS 1S THE FWIRD FAILURE OF TnIS TYPE N 3 OAYS. GE MAS INITIATED
A DESIGH RE-EVMUATION.

AVAILASILITY ~ RAC PUBLIC DOCURENT ROON, L1717 W STAEET, w-SHINGTON, D. C. 20%%3 (08 CENTS/PAGE —- NINIWR
CHARGE 82.00)

BAURSINCK 2 (0MR) o oTURBINE o ®RCIC + TEST, SYSTEM OPERABILITY o FAILURE, COMPORENT o CONTROL SYSTEN o
flltlﬂ!- DESIGN ERAOR

107524
ACIC TURBINE FAILS ON QUICK START 2T DAUNSWICK 2
CARCLING POWER & LIGHT CO.. RAMLEIGH. R.C.
2 976Se LIP WAD 73-10% TO W.S. WRC, REGION Bl OCT. 31, 1973, DOCRET 50-326¢ TVPE--BUR, W6—GC.l.y AF--UELL

CAUSE -~ DRAIN GOWR OF CONIAOL OlL., WITW TWE REACTOR AT 708 POWER, RCIC 'Iﬂll‘ ”Cl-ilm VEsy
FAILED DUE TO OVERSPEED TRIP, AFTER 5 NINUTES, A SATISFACTORY l!Sllﬂ S ACCONPL ISHNED. BUE O
BRAIR DOUR OF CORTRIL OIL FRON TR CORTADL VALVE DURING EXTEDED ’!ll“s oF lmnnu. L.
TURBIRE TRIPPED OB ELECTONIC OVERSPEED BEFORE SUFFICIENT OIL PRESSURE COMD OE DEVELOPED 1O
THROTTILE Tt CORTROL vALWE. THIS I3 A REPEATING OCCURRENCE. WRC AGREED Om 20-MR PERIOPIC
TESTING UNTIL ThE PROSLEM (S AESALVED.

AVAILABILITY = BRC PUBLIC OOCUMENT ROOW, L717 N STREET, WASHINGION, D. C. 21543 (08 CENTS/PASE —~ NININR
CHARGE 82.00)

SAURSHECR 2 ICWR) o STURDENE * ONCIC o TEST, SYSTEN OPERABILITY ¢ FAILURE, CONPONENT ¢ COATROL SYSTER o
FAILURE, DESIGN ERROR

oMo
INFORMATION O8N RMR SYSTER WATER WAMIER AT BRUNSWICK 2
CARGLIRNA POWER & LiGHT CO., PALEIGH N.C.
8 PGSy LTIR WORURIHICR INCIDENT AEPORT T73-3) TO U.S. ARC, REGION (I, NOV. 10y 1973, DOCRET 50-324, TYPE--DWR,
AFG=~6.Cor Al--URLC

CAUSE - INCOMPLETE FSLLING OF PIPING. DURING a AGUTINE NRC INSPECTION, Rim CRAOSSTIE OEMIN. WATER
fll.& LINE PIPE SUPPORTS wERE NOTICED VO MAVE CRACAED GROUT. A REVIEW WAS MAOE OF RECENT wAT SR
MARRER INCIDENTS. TrERE wERE 3 POSSIOLE wATER NAARER JNCIOEVTS LATELY. T0 PROVENT RECURMENCE
Tk FOLLOWING WAS OORE. ADDITIOMAL VERTING POLNTS WERE ADDED, ®MR VALVE AND PUNP TESTS ARE




1))

It ®onliwEve
»E1NG AEviSty Bu RINIML/E PARTEIAL Oualnivs JF Trk S7STE4, YWOOIFICANIINS wEnk MaOE U IHE REEP-
FURL STATIUAS, Tnt EVALUATION TMITCATES JAY MinaR PIPF BMOVEVENT Wi ADEZUATE man ER BLSPONSE .
Ink PIPE SUPPURT UVARALE wAS atPAlNED,

AVALLABILITY - mu( PUSLIL DOCUMENT ACOR, 1717 » STREET, wasFIwl N, U C. 22565 108 CENTS/PALE -- WiNiwym
CHARGE  B2.ui)

SRURSHICR 2 tdut]) o oSUPFINT STRUCTUKE o BIPES AND PIPE FRTTINGS o >ruldTes JOULING SYSTEM o nYDRAULIT CFFECT
o WVIHILATIUN o sUARAGE

Laresy
Aja SARRLE PuRe PALLS AT SRUNSEIClE 2
Cant InA PURER £ LIGMT (U.. PMLELGH, M.C.
2 PGSe LTR w/AQ~LL0 TG U. 5. “ML. REGEOM 1B, MWV, 12. 1305, DXRET 92324, TWPE--3ud. WE--CoF., At--UELC

CAUSE - EMPELLER VANES BRONE. wrilE OPERATING TwE unif AT 448 POMEA, THE AIN SANRE PuRP IN TRE
STALH FELTER mOudt STIPPEO. IXE AOT AL ING IWPELLER VvANES JAORE CAUSENG TwE VAZUUR PUW 1C JAM AW
SLuw Trk PUSER FUSE. NEB VARES MERE INSTALLED. Iwk FUSE REPLACED, aN0 THE PURP 2ETuRNEY 0
SERVICE. Tnk PURP naS INLPERAMLE FOR | DAV, 3 SGUAS.

AVAILABILITY - ML PUBL IC DOLUMENT RLUM, L7717 » STREET, waASHINGICN. ve C. 20%6%  (J8 CEN. /PALE -~ 4InImum
CHARGE  a2.00)

BMUNSRICR 2 (owl) o OPURAPS o SHUALTCE. SIA ¢ 2O ITORING SYSTER, RAcIAT L% o FAQLUNE, CuwINEND

10790
ASly CLOMET TOT EasE AT phunSmilr 2
CAROL Ing PONER £ LIGHTY (0.0 AL ElGM, N.C,
2 PeSs LER w/a-ill TG JeSe ARCs REGLION T0. wIV. 12, L1905, DICKET 93-324, TYE--Spt, WG——Got.s AE-—-UELL

CAUSE - Ot IN AR (YLINUER, OURING » ALY STEA% I SLLATION ALVE CLOSING TImE TESE WiTn IrE
MEACTOR AT 058 PUSER, OnE vALVE CQLOSED % LESS Tran Tk 2 SECONO (U917, ADMSTNERT OF Int FLO4
CUNTAOL vaLve LIO MUT CrdruE Tk CLUSENG TI%E. Qi w85 A MWING INTO TWE AIR CYLIVOER QuUE T
PINCHED Limkn PACAING RINGS.  THE RINGS WERE AEPLACED AND THE NYORAULLC CYLIMIER wECHARGES. THE
PS5y BAS INGPCRABLE FOR 2 LAY S, 9 NOURS.

AvALABEL S0Y ~ MMC PUR IC ULCUIISNT ROODM, L1717 -+ STREET. waswineTOn, C. C, 20945 (09 CENTS/PAGE - niniwum
LHARLE  32.00)

SRUASECK 2 (o) ¢ SRESPUNST TIME o OVALVES ¢ CONTAINSENT ISOLATIN o SALN COULING SYSTEN o TEST, SVSTEM
UPERABLLETY o LEAK o SEZL o PREURAT I( SYSTEA

107908
MOt WOT PERFURAED Che 6MR PUMP FLus GREIFICE FLANCES 8T JRUNSKICK 2
CAROLEINA POMER & LIGHT Ci., maLRiCn, w.(.
& PGS, LIR wal 75-116 10 Vede NACL, REGION 1, %ive L7, 1975, JOCKET 50 -32¢, JVPE~-DaR, WFi--C.E., AE--UEW

CAUSE ~ MISINTERPR FATIUN GF REUUTRENENTS, OULING 4 KEviEw W THE WOE REJUIREVENTS FOR PEFDwATER
SYSTER PIPING FLANLES FON UNDT Lo THE PLANT CONSTRUCTIR wITED THAT REJUIAFRENTS FIR mAGNETIC
PARTICLE AND VLIRASUNIC TELTING APPLIED 3053 30 CERTAIN R4R FLANGES BJT “AD NOT BLEN PERFOPNED um
UNET 2, int RECUIREMENTS MAD BEEN WISINTERPREVED. THE RHR SYSTEw® ODISCHARGE FLIw ORIFECF FLANGES
WERE GIVER & Ul taAMINATIUN. ONE TLANGE CUNTAIWED UMACCEPTABLE INOICATEONS N THE NECKR REGION.
IF wAS REPLALED. Trit DEFECTIVE FLANGE wILL B¢ EXANINED. TWO OVMEA FLANGES CONTANMNED
UNACLEPTABLE JINOILATIONS Bul WUT OF THE SAWE WAGKITUDE Uk Trk ¢EasT,

AVAILASILATY - MAC PUBRIC OUCUSENT AQOm, L7217 n STIEET, WASHIN.TI%, D. (. 20545 108 CENTS/PAGE -— winiwyn
(nARGE 92.00)

SRUNSHICK 2 [3uR) o ¢TESE, NONODESTRUCIIVE o #PIPES Av) PIPE FITTINGS ¢ WTRASONICS ¢ FLAN » FALLURE,
INSTALLATION ERRGR o SMUTUOWN COCLENG SYSTEW o FLAWE o REVIEW

107910
HYDRUGEN RECLRDENG PEN DUWNSCALE UREIFT AT BRINSWECK 2
CAROL IMA PIWER € LIGHT CO.0 PMLEICH, N.C.
2 P05 LIK w/a0 15-102 TU Uede NRC, REGEOM 2. YOV, L3, 1975, DICKET 50-3240 TYPC--BWR) W G-=Got., AE-—vill

LAUSE - UNARORN. wiln Frf ALACTCR ODPZRATING AT 9% POwtft, L OF Tig 2 MYUROGEN RECORLING PENS
DRIFIED FULL DOWRSCALE. BEFGRE ST CWLYD 8€ CHECRED Oul. [T CAME 8ACKR U OM SCALE AT Fre Samt
LEVEL AS THE OTMER Oht. T wAS CUT OF SERVICE # TR 22 muAS.

AvAlLASILITY ~ MRC PUR IC UOCURENT ROOW, 717 ¥ STIEET, waASHINGTIN, D. C. 20%65 128 CENTS/PAGE <~ wivimm
CHARGE  $2.00)

JAURSHICR 2 18P} o ORECURDEAS o MYOROGEN @ CONTATYIRNT ATMOSPMERE , INLAT o FALLURE, INSTRUMERT o DRISFT o
INSTRURENE. ABNURMAL INUICAT ION
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I3 L 1Y
nEALTUA wATon CORUULTIVIIY EACEEUS LINLT AT SRUNSSICK 2
CaRh Ivd PoMER & LEGHT CLae Ml ELUr N.C.
2 Pode LTM B/80 25-013 TU VoS NRCe REGIUM 2. WUV, L3, 1979, OKREY 30-324, TYPE--8uR, Wi--5.fee AE--IELC

CALSE ~ nuCu PURP LUT UF JEBVICE. wnILE JPEAATIvNG AT 7SS POWEA, REACTOR walém CONDUCTIVETY
LELRRUES 2.7 MICRDMNMU/CR FLn L0 HMOURS. REACTIN wATER CLEARUP PURP 2a wAS ISOLATED On ThE
PREV IS >MaFT Tu REPALW SIAFT SEAL (EAKS. REACTOR PUWER wAS LOWERED Tu EMABLE Pume 20 TO
OVENLURE Ink NIk LUNGUCT IvITY,

AVAILASIL BIY — M( PUBLi. JULUNENT ROUR, LT7LT » STAEET, wASHINGION, D. C. 20%4% (08 CENTS/PAGE -~ ninimum
(ranct 82.7J9)

SRUNIBICR 2 (B} o SCITLANT JUALETY o FalLME, cQUIPRENT ¢ PUMPS o SEAL ¢ LEAX « COOLANT PURIF ICRTIDN SYSTEW

icIvn
WHUVICE eaTER 2wy CUT UF SERAVICE FUR PAINTENANCE AJ gAUNSWICR
wAnOL ENA PumkR £ LEGNT LU RALELIOM. N.C.
2 Pode LIN w/ad 23-311% TU U.S. NRC., RECION 2, MW, 13, 1973, UOCKET 30-324, TYPE--OWR, MFG—~G.E., AE--URLC

vAudk - SATER LEAKS. onite OPLUATING AT 45K POwtR. NUCLEAR 28 ARD COWERIEONAL 28 SERVICE waTen
PURPS Bt UECLARRD IMUPERIGLE FOR WALNTEVANIE., THERE wiRE WATER LEARS AT THE WUCLEAR LUSE
wATER PRESSURE REVAATING VALVE AND AT Tk CONVENTIONAL wATEA STRAINER (NSTRJwEnT TAP-OFF.
MAUNTENANCE AS OSERRED WATIL TME NEXT LXTENOLD UUTAGE VUE Tu LALK OF PATERIA.. TiE PURPS wERE
TwuPERaBLE +OR ¢.5 MUURS .

AVALLABILLTY - whe PUBL I DOCUmENT AOum, LTLT 4 >TREET, =ASMINGTON, D. C. 225¢% (08 CENTS/PAGE -~ diInimum
wHAdLE  $2.00)

ORUNSRICK 2 (JeR) o SPUNP S o AURILIAAY COOLING ¢ SLEAK o PIPES aND PLIPE FITTINGS

1o8217
CORERUL ALUR AR TREATWENT TedT MLT PERFDAMED AT BAUNYHICK 2
CARUL ENA POWER € LIGNT CO.0 FPALELGH, N.C.
3 P, LIn w/AG 75-116 1O UeS5. NRCy REGION 1I. MOV, 25, 1375 ONCRET 50-324, TYPE~-DuWR, MFG--G.E.y AE~--UELL

CAUSE - MUT INCORPURATED INTU SCHMEOURE. OURING A ReviEw OF TEST DATA, 17 wAS DISCOVERED TWAT The
MURTHLY RU-nUUR OPERATIONAL TEST Om TrE CONTRCL ROOM AIN TREATNENT SYSTE" HAD NOT BEEN PERFORMED
SENCE 5/22/7% 2w SPONSIBILITY FOU THES TEST wAS TAANSFERAED FROM ENGINEER (NG TO OPERATIONS IV
PAY 1375 ool wAS AUT INCURPURATED INTJD TnE TEsT SCHEDULE., THE TEST mAS RUN O NOV. 10. THE TEST
SCHEDULE ®AS REV;5E0.

AVESLASILETY = An( PuBLIC JOCUMEMNT AOUM, LTLT r STREET, wASHINGTON, O. C. 20565 (08 CENTS/PAGE -- MINIWUM
CrAALE  32.00)

SAUNSWIX 2 19wR) o STEST INTERVAL ¢ SVENTILATION SYSTEM » oCONTROL FANEL/ZRUOM o TESTING o REVIEW » FALLURE,
ADMEMISTRATEYE LONTRML

loslle
AYURUGEN RRECUAD Lot PEN PAILS DOWRSCALE AT BRUNSwICR 2
CAROLINA POBER € LIGHT CO.» RALEIGH, N.C.
& Puse LTR w/AD T5-a17 TN Uod5. WRCe REGION T11, NOV. 2%, 1975, UOCRET SJ)-32¢, TYPE--B8aR, WFG—G.E., AE--VELL

CAUSE ~ TRANSISICR FAILURE. whILE THE REACTOR wasS NPERATING AT 988 POWER, A MYDROGEN RECORDING
PEN FAJLED FULL UOWNSCALE. A TRANSISTOR 1IN TH4E ANALYIER TAANSHNITTER MAD FAILED. IT waAS
WEPLACED. THE ANaLYIEn wa> RECALIBAATEC AND PLACED 3ACK IN SFAVICE IN & DAYS 4.7% HOURS. TwiIS
15 A MECURKENLE OF A PRIGA FASLUNE,

As&ELABILITY — NAC PUBR IC JULURMEND AU, 717 M STREcT, wASHINGTIN, D, C. 20545 (08 CENTS/PACE -- wINImUM
CHARGE $2,00)

BAUNSH LA 2 (AnR) o SRELUMULAS & OMTURUGEM + CUMTAINMENT ATMOSPHERE, INERT o INSTRUNENT, SwITCH o EATLUNE,
INSTRURMERT * SOLID >TATE OEVICE + ELECTRONIC FUNCEFIIN UN(TS

108478
4CIC TuRalnk TREPPED FRUN NIl EXANAUST PRESSURE AT BRUNSRICK 2
CARUL IVA POWEN & LICHT CD,,» RAREIWLH, N.C.
2 PUxy LTA (0780 T9-318 TU Vede NACs REGIIM (1, %OV, 25, 197% OUCRET 30-324, TYPE--BwR, MFC—G.E.y) AE--UELC

CAUSE = JARREU CHECR VALYE FLAPPER. WnILE OPERATING AT 630 POwER, THE RCIC TURBINE TRIPPED
REPEATEDLY DUE TO niGn EXMAUST PRESSUNE, THE FLAPPER OF Tut C(MECK VALVE IN THE LINE TO THE TORUS
HAU JARREL PanTiALLY CLUSED. THE VALVE WAS REPAIRED AMD (MECKED JUT SATISFACTORILY. ACEC waS
IsUPERABLE FOR 3} OAYS 13 mOUS.

AVASLABILINY - MRC PUBIC DOCURENT RUDM, 1717 W STIEET, wASRIVGTON, D, C. 20945 (08 CENTS/PAGE -- MINIMUM
CnARuE  $2.00)

SAUNSWICK 2 (daR) o SRCIC ¢ PTumABINE o FATLURE, EQUIPHENT o VAL VE, CHECK + FLOUW BLOCKALE




tus2s0
CAL RaQiATION MORITONR MALFURC TION AT SsunswiCk 2
CARCR Amd PUMER £ LIGH (Qov RALERGH. N.C.
2 PEye LI WAU T9-119 TU VoS BRC. REGION T8, WUV, 2%¢ 1973, UOCKET 50-324, TVPE--BWR, ¥FG-~G.€o o AE--UELC

CAUME - VALYE FALLURE AND MCISTURE. wiTn Tnt REACTOR 47 53T POWER, CaL RADIAT ION RORITOR ( Jw-FLON
LICHT BULS BURRED OUT . UPLR WUL S REPLACETEN], LUW FLUM wAS INDICATED. INVESTIGAIION FOUND (3)
INE BALL VALVE wAS NUT OPLAATING PRUPEALY. 12) CONUEMSATION Im THE UETECTOR will, AND 3} T~E
PAPER ORIVE In Yom RECORDER WAS MESSING dAACRETS. [NE vaL¥E WOTOR wAS REPLACED. wELLS WEAE
CLEAMED ., ARD SRALRETS INSTALLED. InE NGRITOA BAS INUPERABLE FOR | O 4.5 MOURS,

AANABILIIY ~ mEC PR IC DOCURENT ROUR, L1707 n ATREED, MMM TIR, O. C. 27545 108 CENES/PAGE —~ WINIWN
CHARGE  32.000

RUNSEICK 2 S0W3) o SRADIATL UN BORETORY o SCOWAIWENT FILTERING SYSIEN o VALVES & wATEA o FAlLUNE,
RAINTERARCE ERAQP ¢ FAILURE. CORPUAENT

Lou2el
DRYRELL wAS ROMITOR FAILS DOWRICALE AT BRUNSWITR 2
CAROLIRA POMER € LIGHY CO.s RALELGH, N.C.
2 Pes LIR WwaDd 7% 120 10 U.S. SHC, REGCIN 15, BIV. 29, 19T, DOCRET 51-326, TYPE--SuR, WFC—C.E., M--IJEW

CAUSE - FIELD ESFECT TRANSHITIER FAILS. wmMILE OPERATING AT 48T POLER, TwE DRVMELL (A5 ®OwWlTOR
FANLED DOWNSCALE. uSEa, Uit TESAT SBETCn, T DPERATEC FOR & SHOLT uMni & amD Fnéy JRIFTED
VONRSLALE. ThE FIGLO EFFECT TRARSSITIEER )% IME TAPUT BDARD %&0 FASLED, IT waS MEPLACEOD. TnE
NOSLTOR WAS INOPERAWLE FLR 16 MOWS.

AVARLABILITY - MRC Pugs [C DOCunERT ROOM, 1717 ® STREET, wASHINGEON, D. C. 29543 100 CENTS/PAGE -— mINIWUR
CuanGE  $2.008

M:l(l Z 1BuR) o ROVITOR, GAS o SCONTAINMENT o FARLURE, INSTRUMeNT ¢ ELECTRONIC FUACT IO UNETS o oRADIATION
nON3 TORS

108205
ORYWELL PARTICILATSG RONITOR FalLY LOWRSCALE AT BAUASWICR 2
CAROLENA PUMER € LISHT LO.o RALELGM, W,
2 PG3s LIR W/AD 75-121 TO V.5. BRC, RECION 11, JEC. 3+ 1975, OOCRET 50-324, JYPE--Dult, WFC—C.E.o AE--JELC

CAUSE — DEFECTIVE AMPLIFLER (WIP, WMILE OPERATING AT 94K POwER, THE ORTYMELL PARTICULATE MONSTOR
FALLED TOWNSCALE AND WOULD NOT RESPORD TO ToE TEST SWITCW, TnE OPERATIUR AMPLIFIER 1C (NP O
InE InPUT BUARD #AS DEFECTIVE. THE CHIP MAS IEPLACED Aw) Tt RATERMETER AECALISRATED. TnE
AORETOR WAS INDPERASLE F0A& | UAY § NOURS,

AYATLASILITY - MAC PUM IC DOLUNENT ROOR, L717 W STREET, wasSHinGlON, O. C. 20545 108 CENTS/PAGE -- MIRimUN
CrARGE $2.001)

BRUNSHECK 2 $0uR) o OMONITON » MURITOR, GAS » L WMTASNRMERT ¢ FAILURE: IASIWWRMIAT o mURLTORING SYSTEN,
RADSATEON ¢ ELELTAORIC FURLYION UNITS

108260
ORYNELL GASEOUS MORITOR § MUPLRABLE AT BRUNSHICK 2
CARDLING POMER £ LIUHT COoo RALEIGH, N.C.
Z PGoy LIN w/AU 75-122 TO U.5. KL, RECIIN (6, OEC. Iy 1975, DICKET 50-324, TYPE--3wi, MFC--C.f.. 4E--UELT

CAUSE - INADVEATENTL. 50 <rcnGUlED. Wiln Tk REMIOR AT 9% PONER, TME ORYWEL. GASENUS MGhiTOR
FAJLED DIBNSCALE, TnE UNIT MAD BEEN (NAOVERTENILY OE-ENERGIIED. In ABCUT 2.5 WOURS, POWER wAS
AESTORED AWD ThE [ NSTRUNERT RETUANED I3 NORMAL .

AVARRAMILIIY -~ MRC PUBLIC DUCUMERT AOOR, L717 » STR€FT, wASHINGION, D. C. 2054% (08 CENTS/PAGE -~ mININUN
Cranct  $2.00)

SRUNSHICK 2 [8UR) ¢ SHONITOR » RORLTOR, GAS » SCINTAINNENT » FAILURK, ENSTRUAENT ¢ FAILURE, GPERATOR ESROR »
ELECTRIC POWER

108287
REACTOR COOLANT CUNDUCT IV ITY EXCEEDS LIMITS AT BaUmsSsiCcR 2
CARDLINA POWER € LIGHT CO.o RALEIGH., N.C.
2 P6Se LIR WAD 19~12% TO U,5. NRC, REGION I!. DEC. 3o 197>, JOCRET 50-320y TYPE—-BuR, MGGl os AR--UELC

CAUSE ~ OPEAATOM ERROR. WiTW Thik REACIOR AT 938 PUNER M40 B0TH AMCY MO CFO OUT OF SERVICE FPR
LEAR REPAIAS AND WSR'S JSOLATRD FOA 65T, REACTOM LNOLANT CONDUCTIVITY EXCEEDED 2.0 MICRORMI/CM,
WOISTURE In Sk LP TURSINE waASHED OUT IWPURITIES FRIM Tk TUROBINE (NTEANALS. BECAUSE AwCy ANO
CFO WERE INDPERASLE, TME IMPURITIES BERE EVENTUALLY PUAPED INTO THE REACTOR wATEA, wnin AV
SECARE QPRRABLE, CONOUCTIVITY MAS BROUGHT INTO LERITS. PERSORMEL HAD #FILED TO RECOGMILE THE
EFEECT OF PLANT EVOLUTIONS On REACTUR CEFISTRY, LINETS WERE EXCEEDLD FOR 15 HOAMS,

AVAILABILITY -~ MRC PUBLIC DUCUSENT ROOM, L717 M SIREET, wASWINGTON, O. U, 20545 {00 CENTS/PAGE -- ®INIMUM
CHARGE $2.00)
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108207  *CURTINLED®
SAUNSRIZA ¢ (SRS o SCOULART QUALITY ¢ FAILURE. UPERATUR ERRIR o WMALNTENANCE ANO REPAIR ¢ FALLURE., ECUIPHMERT

luslan
Ratv MIGCH OIPFERTNTIAL T80 nATURL SySTEN INUPERABLE AT shuNEilx 2
CARQULINA PURER L LEGHY CO.. mALEIGH, N.C.
3 PoSe LIN wAJ T5-123 IO Uede RAL, REGION T1, DEC. 3, 1979, DOCKET 50-326, TYPE—-BUR, MFC- S.%., AE--UECC

CALSE ~ IRCORRET! wiRine ORAw[NGS. CUNING ROUTINE SURVEILLANCE wiTN THE REACIOR AT %4 POVER, TwE

REACTOR waATER CLEAMUP SYSTEM WERTILATION AR LNMLEY/IUTLET wile DIFFERENTIAL TEWPERATURE (30LATION

FUNLTION WAS JEFEANINEY JO o€ INGPERASLE. Trik WIRING DRANINGS SERE MNCORRECT. TwE NIGW

OIFFERTRTIAL TENPERATYRE IASTRUNENTATION wAS JENEC SACRNARDS SUCKH THAT 1T wOULD NDT JSOLATE TweE

RodV SYSTEA IF Trt EXNAUST AIR TEMPERATURE EXCEEOLD IMLET AR TEMPERATUMC BY 30 F. Tk wifinG

ENAGR uwiS CURARECTED. Wmi ¢ wAS INOPERANLE FUR 2 WULRS. -

AVAILASILITY - ML PUBLIC OUCURENT RLOM, 1717 = S5TREET, waASHINGTIN, D. C. 20545 08 CENTI/PAGE -— WIREMN
Cradet 320300

FAURHICR 2 fdwR) » SINSTaumERE, SelTiM ¢ SEXSINS, TEAPERATURE +» VERTILATIGN SYSTEN o CONTAINNENT [SULATION o
FALURE. OESIGK LARDR » SCASLES AND COMMECTORS *» TONILANY PURIFICATION SYST B

10209
ACLC VALYE PACRING GLAND LEARS Al BRUKSMICK 2
CARLL INA FUMER & LEGHT CU.. AMLELIGH, N.C.
2 PLde LIR w/AQ 75-125 10 UsSo NEC, REGEON J1. 6Ce 3. 1975, OICRET 50-324, TYPE--BMR, WFS~G.E.v AE-—VELC

CAUSE - STEARM CPANNELED GAD PACKENG. WNILE THE REACTOR wAS OPERATING AV 5% PONER, A PCIC vALVE
PACRING GLARD wAS FUUND BLOMING STEAM. STEAY MAD CHANRNELED THE OLD PACKING. RCIC wAS (NOPERAMLE
FUR 6.9 MOURS FOu INSTALLATION OF NEW PACRING.

AVAILASILITY - MAC PUR §C DOCUMENT ADORM, L1717 1 STIEET, wASHINGTuN, D. <. 2056% 108 CERTI/PAGE ~— Rinimm
CrARGE  $2.00)

SAUNSEECR 2 (BWR) o #3EAL ¢ OVALVES ¢ ALEC « FALLURE, EQUIPMENT » LEAK

109270
CONTASINRENRT PRESSURE RECOADER REAULING nILN AT BRUNSWICK 2
CARURLINA PUWER € LIGHT CO.v AMLEIGH. N.C.
2 PG3e LTR %780 75-126 TO U.S. NRC, REGHON L. DEC. 3y 1975, UXARET 50-324, TYPE-~BNR, MFG--GoE.y AE~-UELC

CAUSE ~ TRARSMITIER QUT-OF-CAL (BRATION. AFTER LALIBAATION OF TH4€ CONTAIRMENT PRESSURE XECORDER
Wil THE REALTON WAS AT 60T POWER, TME OPERAIOR NOTED THAT IT READ 2 PSI MIGHER THAN THE
PRESSURE INUVICAIOR, THE PECOMDER TRANSHITTFER "EEDED CALIBRATION. 1T WAS CALIBRATED AND THE
KRECORDER METUANED TO SEnVICE AFTER 1 DAY & HOURS,

AVAILASILETY -~ maC PUBLIC DOCUMENT AQOM, L7017 M STREST, wasSwincion, 0, C. 20963 (00 CENTS/PAGE -~ siNImN
ChaRGE  32.000

SAUNSWICK 2 10@R) ¢ PRECUROENS ¢ SINSTAUMENT CALIBRATION ¢ SENSORS, PRESSURE & FATLURE, INSTRUAENT + TEST,
SYSTEM APERASILATY » ORIFT o CONTAINMENT o ELECIRONIC FURCTION UNITS

108228
wCIC TURBINE TRIPS UN UVERSPrED AT BRUNSHICK 2
CARGLINA POWER & LEGHT CU., RALEIGH, N,C.
2 PGSe LTR w/LICENSEL EVENT RPT 75129 TN U,5. NAC, REGIOM (I, DEC. &, 1975, OOCKET $0-324, TYPE--BWR, NFC~-
Gefeo AR~-VELL

CAUSE - IMSUFFICIENT CONTAOL OIL PRESSURE., WETM TME REACTOR AT 548 PONER, RCIC TURSINE QUICK-
START, FIME-LAPSE TESTING wAS 1IN PROGRESS AFTER A ROOIFICAITON wAS COMPLETE. AT TNk 40-MOUR
Teste IME TURBINE TREPPED CN MECHAMICAL OVERSPEED, CONTROL OIL HAD ORAINED DOWN AFTLL 48 MOURS
OF INOPERATIUN. [Nt TRIP GCCURRED OEFORE SUFFICIENT DIL PRESSURE COMLD OEVELUP TO THE THROITLE
VALVE. A SATISFACTOAY RESPAMT wAS ACCORPLISHMED 1M 1 4INYTE, EVALUATION OF THE PROBLEM 1S
CuNT INVING .

AVARLABILETY - mUC PUBLIC DOCUMENT RUQM, 1717 M STREET, WASHING fOR, 0. C. 20545 108 CENTIS/PAGE -~ WIKImMW
CHARGE  $2.00;

GRUNSWECR 2 (W) ¢ OTURDINE o ORCIC o TEST, SYSTEM NPERALILITY o FAILURE, EQUIPRENT + FASLUAE, DESICN EAROR
CONTAUL & LUIRLCATION » WOOISICATION

W20
HPLE STEAM JSOLATEUN VALYE CLOSE> AT BAUNSWICK
CARQUINA POWER € LIGHT CU.o RALEIGH, N.C.
2 PUye LIR W/AD 73-127 TO UsSe NRCe REGION [0 F2, 3¢ L7735y OOCHFT 30-326, TYPE-~BWN, MPC—C.E,y AE--VELC

CAUSE = PACKING GLAND STEAM LEM, WHLLE OPENATING AT 908 POwER, WPCI STEAM ISOLATION VALVE SHUT
BECAUSE OF NIGH VENTILATION CIFFLRENTIAL TENPERATURE, THE PACKING GLAND OFf A STEAN VALVE wAS
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100420 SCOnT IxutOe
LERK NG, WPLL B0UN COULEDR wAS ENITIATED. 3JLATION way AESER LEFER 3 MINDIES M) Tnf PACalN,
GLARD TECnIenED YO QEULCE Tk STEAR Liaa,

AVAILASILETY - mAC Pl EC LCOCUMENT AGDR, L7A7 = >Taéel. sayminGi™y, Do C. 23949 L Co LENTS/PAGE -~ wInIye
LhaacE  82.J0)

SRUNSHELA 2 (o) » OvALVLES o MPC] o OSRAL o S iR - STEAR o CONTAINTENT J SRATION ¢ FAJLURE, EJuIPREN)

198221
WPLE LECLANED limrcitAslE AT sRURSHICR 2
CAROLINA POWER € LRGeS CU.. RALEIGH, N (.
4 PGSe LIR wAD T9ice TS Voo MiCe aEGI3N 11, Dl 3¢ 1379 DUCRET 53-324, 1/PE--3alks W G-=Cob., RE--JFLC

CAUSE = STEAR valVe LEAR. WeILE CPERATING A #3X POnkd, P01 wAS ORCLARED [NIPERAILE FON 9.9
WHURS T REPALR & STEAR VALVE. ok STEAM PALRING nAD OtE9 CAnNELED v STEam AND CLD RUT BE
TIGNIENED TU 5000 >TCam LEARS. PACRISG WAS ComrLe TELY BEuEu.

AVALLASILITY - mAC PysLIC DOLWERT ROOW, L7LT m STREET. wASHINGTON, D. C. 29%65 (38 CENTS/PALE -~ Win[wuym
CnanGt 332

PRAURSHICK 2 L8uR) o oWALVES o nPCl o STEAN o OSEAL » SLESE ¢ FATLURE, EQUIPMENT

L0000’
RECURDER FOURD TC 8t EARATIC at BuRsHICt 2
CARDLING PUMEAR € LBuAl Ju.e rOLEIuN. N.C.
2 PLS, LIn w/AD BU-130 Tu U.3. NRC, AELION T, UEC. L0e 1973, DAKKRET 92328, IYPE--gnl, 9F L. E., A--JELC

CAUSE - UEFELTIVE O2lve «OMuC. weiLE THE REACTIN wdS CPERATING AT 008 2UmEM. CAC-AY-4l01l RECORGER
wAS FOUND Tu of FRIRTING Ih 8% tARATEC WANNER AXD ROT [NOICATING SELOw MIO-SCALE, V't DRIVE CORD
whS FOURD JL df VERY TIGHT AND DBULY FRAYEG, 7 #AS nEFLACED. 1AC SECCRILR wAS JLTANFD 2w
Luen iialtu. 17 wdS INUPERABLE FCR 19.5 HOURS.

AVAILAGILIEY ~ BAC PUR 10 VOCLMENRT RGOW. ATL7 n >TAEET. #a5rINEIS, Do L. 205+% 108 CcNTS/PAGE -- RINi MmN
CHanRcE 32.00)

SRUNSHICR £ (BuR) » SRECCROLAS + Faliumi. IndTRURENST

108333
RCIC Tuseint IRIPS OGN QVERDPLeD AT pRuAMICK 2
CAROULINA PUweR € LB6nT (U., n8LEIGH, NoL.
4 PCSe LTR w/R0 %0 75534 10 U.S. MAC, REGILN B8, JEC. 18 2979 OXKNEF 33-326, "YPE--3uk, WFo~-G.b., AE-—UELC

CAUSE - PLumAh FUuSt ANL LOw CIL PRESSURE. wiTm Ire REACTIR AT o8 PIwER, RCIC TURAINE TRIPPEL UN
OVERIPEED VURING A QUiCR-START TEST. Tt THASTTLING VALVE C(GULO NOT 3E RESET Fa0w RTCR ARD WAD
TO SE SAMUALLY CLUSED. M€ TURDIVE TAIPPED BEPIRE SUFFICIEN! ZOKTRCL UlL PRESSURE COMLC DEVELOP
SN0 A FUSE blew IN Trit LOWIYYING C1aCUlT. THE FUSE waAS REPLACEC. AR INTERI® CONTROL OIL
KESERVOIR wad INSTALLED FUR RCADY OIL SUPPLY, Tk RCIC TURIINE WwAd {.WPERABLE FOR 2 DAYS 1L
MWOURS,

AVASLANILITY - mkC PUBL IC QOCUMENT ROUM, 1207 1 STAEET, #ASMINGTON. 0. C. 20545 ' LENTS: PAGE -- SINIWUN
CHARGE  32.ud}

BSAURSRHICR 2 (BUR) o STURBINE » ORLIC » FATLURE, LJNIPMENT » FAILJRE, OESIGN EARIA o [NSTAUMENT, PRGIZ‘TIVE »
MUOIFICATICN » T€5T. SYSTER UPERSBILITY

108%3%
RCIC FumpiNg FARLS O WUIMR-START AT sRwnNSwWICKR 2
CAROLE~A PUNER L LiuhT COov RALEICH, N.C.
2 PuS. LIR w/AD RD 7%-133 "0 U,S. MRC, REGIOMN B, 262, J60 L9715 GXKETF S0~324, JYPE--BuR, MEG--G.E., AF--UELC

CAUSE —~ INSUFFECIENT CUNTRIN UIL PRESSURE, wiler THE REACTIR AT 598 PIER, RCIC TURBIKE QUICK~
START TEST FAILEU ON OVERSPEED TRIP, CONFROL OIL 2D UAAINED DOwn AFTER A PERIOD OF o8 MOURS OF
TURBIng INUPERATIUA, Trt TURBINE TRIPPFD BEFINE SUFFICIENT OIL MESSURE COWD ORVELOP TO TrE
TPROTTLE vaLVE, EVALUATION OF IRIS REOCCURRING PROBLEN CONTINUES.

AYALLASILITY - NRC suym [T DOCURMENT ROOM, L7107 4 STREE T, »ASMINGTON, D. C. 20563 (2@ CERTL/PAGE =-- minImum
CHare . $2.00)

GRUN . WICK ¢ (BaR) » STURBIANE o #2CIC » TEST, SYSIEY JPERABILITY » FAJLURE, EJUIPMENT o FATLURE, DESIGH tAROR

108535
OFF-GAS ISULATIUM VvALVE TEST NOT PERFURPED ON SCHEDULE AT BRUNSHICK 2
CARGLINA PUWER £ LIGHT CU.s RMEIGH, NoCe
2 PG5+ LIR W/AD RO 79=132 TN U,S. NRC, REGION 11, DEC. 16, K975, DOCKET %0-3l4y FYPR-=dWle WR5--5,.F,y AL--UELC

CAUSE ~ ADMINISTRAT IVE OVERSIGFT, WHEN SHE STEAW JET AIR LJECTOR OFF =, AS JSOLATSNN VALVES FAILED
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TGS sLuntinutue
o (ludt bl Teslie beelté Twe AFALT 'R waS I% wCF 2l 00uws. Tré PLAND SUCLEAR SAFETY COMRETIEE
uelcuming. Tl Ert TuS) mio wuf 3ERN PERrCAW D Falin Trf 2 PREVIOUS QUAATERS AL AEtUWIRED. OB
1> Aniline Teer DPEC) o BVDUSE Inal NMrek TE5T ALJUIRESENIS ARE WMIT OVWERLOCRED.

AN A ITY - Wl PLAIC UK URENT U, LILT v >T2Ee T, sdSnineTuN, V. C. 20%4% (06 CENT/PaGE -- alnimm
(S22 SN SP¥ A ]

oduhyeiee 2 G3wn) o oTe 50 Ltulnaval » Tefi%e » valvwEr o LONIAIWRNT [SULATION o U6F GAl o alLuRe,
2IREnLNTRANLve LuRlala

128%%e
LEr=uiy >ulafEON vaLueS FONL Ty LAl AT SRUASEI(R 2
canialva FUmt L LienT LD.e uwMlRIGM, So(.
2 Pude LIA wrdu 4u To-ase Fu Uase WAL, mEGEDN 18, JEZ. oo 19750 OUERES 53-26: IVPE--S0R, WMC-~CE.. AE--VECL

LA&USE « thaun N winlde LIAGRAR. TUPING A STEAW 270 AR SJHECTUR UFF-GRS I SOLATIL VALWE

LI LARS L TV Lontla @it Int REACTCR 1% 0T SsuTiwee & IS'RAVION vALvES FAILEG VO ZLOSE US SIGRAL
FRUR Toe LBP-wAd TIREa. AR bl Ix TAE DNDEATOonECTING SIRING DIAGRAN CALSED T vaLve BOS 1
RECEILE TrE Liudt DIChac. TrE eWOR #4485 LOR2ELIEC.

AVALLAILITY - Nl Pum Bu ULLUREST aCORe L7717  >IREET. wad3NINGTIN, 2. C. 20563 (08 CERTS/PAGE -~ BIntNys
Lrvdnet  82.u7)

M AREILR £ Sown) o SUALYED o SCONIAINMENT E9NRTI)NY ¢ F A5 o Tesl, SYSTEN OPERASILITY o FANLUNE, XS IOM
taindh o CaPLE> ot COAMCTURS

Ivaded
SRRUNETCRLY MELEASE JF FLuult CRAIN SARPL: TAaw AT saunseiCs 2
“AROLENA PusEn € LIGHT CUoe RALELIGH, W
3 PGde LT wAY 75-138 T3 uede MAC, REGIIN EU, DET. 22, 1979, DRCAET 30-32v, TVYPE-~BuR, NFGC—G.E.. AE--UELL

CAUSE ~ UPCHATUR ERALR, AFTER COPPLETING &4 RISy ive LIGED RELZASE welLE JERATING AT 548 POWER,
Tt nADwASTE JPERATOR wRT TG FLUW NUT TA¢ MORITUR AnD OISCOVENED Tk DETRCTOR AENOVED FROW Twg
AUMETUR Selctu. Imk PRRVIQUS LPERATIA At wdvly Tat ULTECIJIR TO MLLOW FRUSHING Tt AOn)TOR AFTER
11 »A0 AUTURATILALLY TERWEIAATED Tof RELRASE BY AEALNING ITS SET POING ARO FARRED TO RePLACE (T,

AvAILASGILITY - NRC PUR IC UCCUMERT RCOM, L7R7 n 2TekcT, oaSHinefun, D. C. 20553 {00 CENTS/PAGE -~ MINImUN
Lrddue 32,000

IMURINECA 2 f3ak) o SCALIOA ¢ @ASTE JISTUSAL @ WASTE OISPUSAL, RIJUID o CEFFLURNT o FAIRURE, OPERATOR ERAQR o
BBl fuse LINUED * RAUIATION PuNiTURS

130863
nCle TURIINE TRIPY Ul WICK START AT sARIwiLR 2
ARULINA PumtA ( LIenT (u.e RALEIGH, NC
2 P65, LER /R0 79-14J TU WoSe NAC, REGION 1. DEC. 22: 1973, OOCAET 30-32&, TYPE--Dull, WKL F., AE--UELC

CAUSE ~ INaRMISTORS BURNED CUT. WwiTm Trt REACTOR AT 598 POWER., Tre ACIC TURBINE TRIPPED OQUT ON A
WUICK START Tési. TwO GInEn ATIEMWPTS PAILED., TrEAE wAS 50 ELECIRICAL SIGRAL TO THE GOVERMR
vALVE QUE TG 2 AMML-0LT CUTPUT TRANGISTORS N 7ok CONFROLLER, THE SRANSISIORS WERE AEMLACED.
It SYSTem wAS INUPERABLE FUR 3.2% WOURS.

AVAILADILITY =~ ARC PUR IC OUCURENT AUDM, L7107 1 STARET, wASHINGTIN, U. C. 20545 108 CENTS/PAGE -- wINIRSW
CHAACE $2.9I)

SAUNSEECR 2 (own) o CTURBINE o ORCEC o TESF, SYSTEY JPERABILITY o FAILURE, INSTRUMENT ¢ SOLID STATE OfvICE

108804
Men PURP ReRUVRC FROM SERVICE AT shumswilk 2
CAROLINA PGueR L LIGHT CC.v MALEIGH., N
& PGSe LIR W/RO 79-139 TU Uede NRC, REGIIN e DEC. 220 1973, JOLRET 33-324, TYPL—<BuR, MFG—C.L., AL--UE WL

CAUSE - wikE HARMESS CHAPING ON LAOINET UOUR, uwNILE Tt REACTIR wAS AT 398 POWER, Ink POWER PANEL
COR RMR PURP J( wAS SECURED PR PAIATENANCE, THE VIRE MARNESS wAS CHaF 1% OW Int CABINET DNOA,
TE MARNELS WAS SIR-WAAPPEL [n A RANVER T3 PREVENRT CrufInG AND STILL AEMAIR FLEXIOLE., THE POWER
PAMEL WAS RETURNED TG SERVICE IN IS WImUTEs.

AVAILASELETY ~ MAL PUR IL QUCuAEN. AUUN, 1737 1 STREET, wASHIRGION: . C. 2054% {08 CENSS/PAGE -~ RiNImM
LHARGE $2.00)

SALUNSWICR £ (ANRD) » PURPS o SILTONWR LU ENG SYSTEN o SPACARER ¢ *CABLES AND CORRECTORS ¢ NAENTENARCE AND
R(PAIR o FAJLURE, [ASTALLATICN EMRON

10860%
NEACTOR NeCTALULATION FURP TRIPS AT BRUMNSWICR 2
CAROL A PudR L RIGHT CO.v RALEIGH, NC
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100009 oW VMR 20
< PEd. t1n w780 1135 13 Vare N30, SEGEIY BB, DEC. 22: 1915 VICAET 30326, IVPF--sully AFu-~Lul., AE--JELL

LAUSE -~ JlahioN. biin e MACTLE AT 08 70wk, nEAMT A RECMCUATION 2yer 23 TRi®ty T, &
arsiant AtIeRPT #AlLen. Tre (inlolll WEnE SAcCatd. sRUS~E) 2E0E INPECTED ARD PEINSTMLED. TwE
PuRP was EITERTED ARw naR SAILSFICTL LY. N PR AW A3 F.und. LU 24 mi) ST STk FOR 3
wpuny,

AVARLALILITY -~ NuL PUR IC OLAURENT B, L7087 » LTt T, sdMINGION, D. (. 20%> 108 (EmTosPat -~ ®ihjwym
LOMMAGE  32.000

SRURSHI(R £ (deR) o SPunPy o SRALR (UL X, STITEY o Faliluii, EJIEPMnT

10030
PROCESY COMPUTE 4 FAILY TU nEau SO0 ORUP A JBmsuiCn 2
AR Ind Pusth C LIGE (0.0 RALEICYS B
2 Pere LIR B/RU 75130 B0 5. BAL. REkLIOR B, O8C. 220 197%. OOKNET 37-328. TVPL--3, tu--T.kev RE-~UFLL

Cautt - CUnPURER! FalLURES. DOILE OPERATING AF 538 Puwmt?, T PLICESS COMPUTER FAILED (U PEAC
FruRm SRR JTORALE DBUR, VERICYUS COWIMERIS otft C(HARGEY o lTn UNIT L COweulEr.  Te? DEILITAL 1/D
SUARYY ARy 1 CINCUSE UMY wint iU 940 AWD WEEE PEMALLD. Tik (CPulEn wBS OuT 08 SFAVICE FOR
2 BAYS 10 muuRS.

AR ABILUTY ~ muC FPUBLIC OOCUSENS ACUN. A7LT » SEREET. #ASHINGTIR, D, (. L0543 133 CenISs/PAGE -~ wininue
CRARGE  82.00)

BRUALNILR 2 thwRy o (DM UTEn, DlLiTAL *» D&Ta PIIKESSIW o ELRCTADNIC FUSCT EON MIFS o ofalL AE, CTP)NENT

10801
WCl STeaAn TRAP FLANGES LEAR A7 efumisi(n T
CARUL ENE PUCER C LILn” (U, RMEIOR, M
2 PoYe LT WD T3-137 TU veSe WBC, MLIIN i, NEC. 22+ 1975. DKUET 92124, TYPE--wd, W -~C.b.0 B~

CAISE ~ wASAET FRILLIES. onlie CRRRATING A 308 POwER, nwPCE STEAR S50MPLY 08P (MLET A) JUTLET
FLANGEY WESE PLURD TO ot slumiInG STRME, SASRESS #RRE FOUND ) 3¢ STEAm _ul. Ty of®§ aéraCED.
WPCL 4AS INUTELABLE FUR 4,73 NOLRS,

AVAILAGILETY - Ml PURL Fo UOLURENRT AUty L7L7 -+ STRLET. SASMINSTUN, D. (. Z20%6% 129 LENIS/PACE —~ WINTWm
CHBAGE  92.09)

AURSEI(R £ (Swl) o OSEAL o OFLANGE » WPCE © LEAR o TEST, SYSTER QPEABIILITY o >TFAN

108958
SEF PUNE UAIFT % PaESSust SwiTOmts AT JRUNSICR 2
CAnL 38 PumER L LIGHT CO.» RALEIGH, A
2 PGSe LTR w/a 15143 FO U.3c MRCe nEGION §1, DEC. 23. 1975 ULSET $3-306, JYPE--3md, W --3.t., AF--'W£(

CaudE - URANURR. OLAING TESTING wilm THE AEACION AT @35F PUMRA, ALL & NPC{ TUKSINE Exvausl
VIAPHRACS niun PuESSunt SWITOCHES WRAE JUT UF CALIBRAIEIN, THE CBUSE 13 wavIwe, Tety nest
1PNt UIATELY RO FonATED TU PryPin 5E) POINT LBwiTfs,

AVAILAGILITY - NAC PUBLIC DOCURENT ACOW, T8 » STREET, wASMINGTIN, U, C. 20503 108 CERTSIPAGE =~ SINiwgm
CHARGE 2 :.00)

MURSEILE 2 1uR) » SINSTumenl, SHITC o INGTRINENT CALISRATIIN » SEWSORS, PRESSURE ¢ TE5T, SYSIEw
OPERABILEEY o sallunE., IASTRUREART ¢ oSET POINT o SURIET ¢ nPCl o TuRBIVE

108057
SET POINS YniFT 5 UAYWELL PRESSUnt SHITOMRS AT BRUNSWICK 2
CARUL A POWER L LICHT CO.e AMEIGH, AL
2 P6Se TR W/RU T5-148 TC Uede RAC, lwlun 11, DRC. 23. 1979¢ JICRET $0-324, FYPE--OuR, WPl==C.f.» AE--UEFC

CAUSE -~ wmAUWN., OUREC TESIING wiTe Tuk REACTOR AT 15X POMER [N SU WDk, ML & APS NIGH DRYNELL
PRESSUME SwITLMES wErt WT OF CALIBAATION. IxEt CAUSE IS URRNODY. ALL VERE IWMEUIATELY
RECALLORATED 1D Tng SRUPER ST PCINT LiwETs.

AVASLASILETY = NAC PUBLIC UUCUMENT ROGA, 1717 W >TREET, nASHINGTION, O C. 20%45 13* CENTS/PaLE -= SINFRUS
CWARGE  $2.00)

SRLAONICA 2 (ouR) o OINSTRUNENT, SWITCH ¢ INSTRIMENT CALIONARION ¢ SENSURS, PRESSURE » TEST, SYSTEW
OFERMILEITY ¢ F ILURE: TNSTAUVSRAT o O30T POINT » SORIFT ¢ CONTSINTENT o REACTOR SMFETY SVYSTEN

10888
FOLLOWP INSORRAIION ON Rem PURP # ARGE INOICATIUNS AT JAUVSWICR 2
CANOL INA PONER § LIGHT Cu,y PMLEIGH, NC
2 PGde LIR w/lu 75-108 TU UeSe ~PZy AEGION 11, ORC. 23¢ 1979 NKRET 90-32¢, TYPE~-OuRy MPC-~G.E.v M -ULLC
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wndfiee .03

sduRzuiet 2 (swh) o SFLARGE & SFL o SouTO2a Cula %G SYIFE° o CETALLUALY o WALVIESAN(E BN0 AFRLA » FAQLUNE,
SABRLL %P ioN Cuimh

13887
Wi ML IRGPiAAM e AT JAaUbseiln ¢ -
Casis vk PusEt £ Livt (U.e BALEILNe BC
I 2630 LU wwy I~142 To w3 ROLe SEGIuN (8, 2C. 2%« 1979 OUCHET 33326, IVFE--Iu?, Wu--u.fos M-~ELL

ClgdE - STeR PACKEING GLARD LEAR, «iTw rnk RE& In AT P28 Pudia, wPC) wAS DECLAREY ERPERAME O
Rerdla & Itan Leda AT & YAVE Siew FaCrivt W MW. Inis 15 & QECURRING PRIBLEN, Pk Palxine
wiJd Sch CARRELED oV STEARm ARD Cuou) W & TRGNIrmED 10 SIUP Tug LEAR. TRE JOWN CAmE PalalintG
why REPLARD wiln (HESTEniLN 2TVLE | PACATW. (7 A2 IPRASsLE PO 2.29% mOuss.

WARABILITY - WAL PUML L. VOLUMRRT ROOR, L7177  »TdEcTe waSRIAGTIN, D. <. LU 100 LENI/PAGE -~ wivimn
Lrddot M)

SALNIEILA 2 Isen) o OFAL o SVALWED ¢ WPLT o SLEAN ¢ FAllunk, EJUIPMENT o SUIFICATIIN ¢ STEMM

153000
Scle SUBIem 1 uraley A nice TempeRATURE AT s0UNSBICs 2
Cahn I%8 Pttt ¢ Lluwl CO.o RALEIGN. M
4 Pede Lin winG D-1e) Tu Uode MLy NRGELN LI, PEC. Zwe 1872 2MARL 30-320. TWPE--Julk, W - .los M--RL

Caust - Rul FUURD. wiTs Tk REALTIR SUuWwIYG AT 298 PUNEN, RCI( SVSTER IRRATEL OR wiew
It mPEdaATURE enlin INDICHie & SPEAY LEM., $30] ui)y AUWIVG 4T Inf JiW. %) LEda> WO FOND.
Trm SYRTL™ wAS atTuRNEl T STamueY I8 13 Wiwilts. ek CAust ¥ ISdn T INe IS smavIon.

AL ILIIY -~ W PLALIC VOLVMENT ACU, 1717 n >T4CET. waASHINGTIUN, D. C. 20%+3 134 (VI /PacE -- winimm
CrAlut .20

smuAdmiia o (3em) o o0CiL o MCUNTAINMEART ISRHATIUN © FalLwst ., EVUIPRHRT o TEAPEQATURE

Losbal
<t BT wAThn COMLTIVETY ERCetrS LINIT AT 30uWSWicY £
Chdaud o Puisin L LIGHT Cu.y nabiuee NC
2 263e LIR wins JS-1eé 16 V.S, Mals NEGIIN B0, JEC. 2% 1975, UNKET 9)-328, TYVPE-<4ud, Wu--Golor M--UREL

CAUSE -~ MEIE PINES . alim Jvm nEACTUR AF STE 2.iu€a, REACTIR wAledA COMUTIVITY SPINED AsuwE 2 -
MICR P/ Aplek PLALEING mula 27D 2% 1% 3ERVICE ASIER 7 OAVS OF WiIAGE. Ut WY Pnu A E CAUSF
wdS AE30N FINR> Wt YU Tk STAATLA. COWNKTITITY niS OUT OF LIWiTS FOR 5 nOURS.

SvAILASILITY = RaL PUBLEC LOCURENT RCIm, L1717 = STREcT, saswivILN, ), C. 20%43% 100 CevIS/PAGE -~ WINIMM
Lndtolk 92.00)

daLhrnlCh 2 Iowf) » SCOR ART UALEIY o RESIN o RADIAT N SF52CT o CONANT PURIFICATIIN SYSTE™

138se
YaELL FLUCK ORALA PUMPING FAEILEINLY IRCREASES AT 34unsSalin 2
«B2 A ENS POBEA € LIGHT Cu.y RBLREGHs NC
& Puts LIR wWau Iy-3ef 10 Usde M0, ZECIOM LI, 28C. I&r 19T3; RKRET 93-324 ¢ IVPE-~dui, Fo-—C.b,0 M--RK

CAUSE ~ VALVE PACKING LEMa. Siim FME <EACTUR AT A58 PONEd, Tt W TNELL FLOOR JRALN PURPING
PREGURNLY INCALASHY ARD CAC MUNI TS TWICATED A% Wwwanw TREW, A REACTAR $UTOOWN waS
IRRECIATRLY STAIEG. waleh RAS CFEARL JIve FRUM RECING PUMP 25 SIAF T CAVIT/, Tnt DRAIN-OFF LEE
UA TRE DEMARGE VALVE waS JLOWING WATER TO THE CAVITY AND T TwE EQUISYERT QVAIN AR, vl WS
I Int JATagLL WILL of REPACRED wiTn JRAPHITE PACAING DURING Tne AERT MAR OUTAGE.

IvAILASILITY - NRC PURLIC LUCUMENT RCUM, L1717 »n STRECT, wasrwingi3w, 0, C. 20563  §20 CEVIS/PAGE -~ SINImUW
CrimGk  32.99)

SnuURSHICR 2 (Surt) o OLEAR RATE o FAIN CLA Iy STSTEW o OVALVES o FSEAL ¢ LEM o FAJLURE, CQUIPRERTY o FATLURE,
JLIIGN canm

L9930
Cobut NN TERPEAATURE RISE EALEEVUS LIRITS AT COOPER
WORASAA PUR IC PURER OISTRICT
1 PAGEe LETTER T6 wIRECTURATE UF NEGULATATY PFRATIDNN: REGIIN & JAUARY 3, 1975, ODCKET 59-298, TYPE--0WA,
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AcwS, Trsk MT POINY WAS FOUM TG waWE MDVWED TO 296 INCwES wniCh 135 8ITHIN LIRIIS. TnE CaviE
b Tmis SNIFT 15 LREateh. LCETSIE waAS PP ELD PO THE SCAEW 4€aDS.

SVAILADILITY ~ NBC PUBL IC UNCURERT ROUR, 1707 » STRELT. WASHINGION, D. C. 20549, (00 CENTS/PAGE -- NINIMmM
CHaAGE 200

N TaNEn) CALIBPATION o FALLURE., INSTAURENT o BREIDER 2 10UR) o INSTAUMENT. Su)TCw o QEFUFLING ¢ TEST, SYSHEN
OPLnaBILATY o 36T PulnT ¢ ORIFT o SchSORS, LEWEL

093341
CUnE SPRAT PUW DISmiuk (ECR vAl vt FOILY AT DRESDENS 2
CoOnnmetALTr EQISLA CUmPatw, ILL JaU0S
P PSS, LETVEn TO MaC VIMECTORATE OF REGRATORY OPEAATIONS . ALLION 3. JAWWARY 3l. 1979 OOCRET 30-237, TYPE--
R, Mu—Gotes Al--$6T & LUMGY

COAusk - SAILWRE TO SEbF. FOLLONING A COnt SPRAY TEST OMRING TrE REFVEL ING OVVAGE, TwE lﬂl SPRAY
Osininut NESUER § AILED TO PREISVRIZE. TuE APPARENT CAUSE waS FASLUNE OF T CORE LPRAY PUW
B Cmanut SIUP CHECh vALVE TO AT PROPEALY., Twe VALVE waAS MSRUMLLY CRLED. T TnEm SATED
Pagriaiy, i) SAM: ALV #O0 & SINILAR FAILURE L] OaDS EAMIER. (T maD OEEN Exanminid, CLEANED,
ARG REPACAED. IF 1T PAILY AGAIN. T wilL BF ERANINED IN Tk SYICRING POSITION In an ATSENPT TO0
SLWE Tut FPRUBLEN,

ABILABILAIY - WAL PUR I¢ BDCUNERT SODW, LTIT » STREET, wASHIAGTURN. D, C. 20543, 108 CENVS/PRGE -~ RININ
Lrangt 82.00)

CORE SPRAY ¢ PRl VAL, RaviPRENT » DRESDEN 2 IMR) ¢ JEFVRLING o TEST, SVSTEW OPERABILITY o valvE, CHECR

[ 22 1)
Wl vaLvE A S TO PN (O feLy A DNE SN 2
CORMORAtALTr tulduh CORPAW, 118 INOIS
2 PAGRS, METIER TU ARL DIRKLIONATE OF aEGULATORY OPERATIONS, REGEON 3, JOWWARY 31, )979, DOLAEY ’.'l"o T8~
Bty We—Golor M-~-361 L LUNY

CAUE - TORUME SwlTin MUl TION, DUAING TEST ING OF iR »wPCS LOGIC WHLE THE REACTOR WS
suioun FUR BESURLING, &4 WALVRE STOPPLRS IR 1wt WIO-PUSITIUN, THE NQUANLE CORTACIS On TwE PO
ol 1(n wint Rulaftc Sk Tral ORIy 10808 Ths CONTALT SURFACE AS MARING WP, TWE SwiTCe waS w0V
mARinG P VR TU JIRT OB Tek 108 CONTACT MRS, M TER CLEMRING AND POLITIONING Trg CONTACTS, Tt
valut QPESAItO YA ISFaLIvalLs. it SCREm M03 sNDING PF CORBACTS TIGATLY INBICATING TwaY T
rbiCn PROBABLY »niD BLEN INSIMLED IvPoRaremLY,

SealLAsILIIY - AR PUR JL DULRNT SUBRM, 1711 W STREE Y, wASHINGION, D. C. 20509, 100 CENTS/IPAGE -~ MINIMUR
CrMRW:  $7.000

FalLuBt, LUNPINERT o OREUEN 2 1amR) ¢ INSTRURNT, SHIICH » AEFURLING o TR ST, SVSTER OPERAMBILITY o PAlLVME,
INSISLLATICH SOROP » vOLVES ¢ ()
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Tu® ABSACENT CORTACL MADES wilwonauh OURING ROD ORIVE JvEsnMA AV URESDER 2

COnnBimEaL T EDISGR CONPANY, (UL INOIS

S PAGES, LETIER 70 DANECTORATE OF AECULATONY QPERATIONS. REGION 3 WR(, FEORUMAY 3, 19735, LOCERET $0-237. TypPE--
ity W6—C.E.0 AE—I6T L LUMDY

Cousk ~ OFERATOR CAROR. CONAQY, AOD ORIVE OVEAMAR wAS 1IN PRIGRELS ORING & IEFUELING DUIASE. &
ALPARED ORIVE BAS INSTALLED AT W-33 MWD AN AITERPT TO AEWNE ORIVE 18-11 EACOWMIERED
SIFFICATY. A TERPERASY PROCESUAE CHANGE 4AS RAOE TO IRIP ORIvE 18-11 SN0 PAOCELD TO Tat REXY
STEP Wmilh uAS GRIVE &-)5. SECANIE OF THES CHANGE, URIVE 439 BAS miluORawa SEFORE ORIvE 10-3>
wAS AETURNED TO SEMICE AND INSEATED SO TwaT 2 AQMCENY CORMR.LL GLAGES #ERE bl MORauk AT Ing
SANE TINE. ABOUT 1.3 NMOURS LATER. THE IRAOX wAS N0V ICEO A%  DRIVE 10-)> wAS RF-InsERTIt0.
MRSLESES NAVE SEEN ROOIF LD TO PREVENT AECURRENCE. WU DARAGE OCLURALED.

AVAILASILETY - MAC PURLIC DOCURERT ROOM, L7107 » 3TREET, JASHNGION. 0. C. 2054%: (00 CENTS/PAGE -- winlnye
CamcE $2.00)

FALMRE, OPEAASUR ERAATR o RAIRIERINLE ARD REPAIA o PAOCEIMRES ANO MANUALS o ACACTEVWETY EFFECT o SUTOOER
AMGEN ¢ BRESOER 2 (OWR) o NODIF ICATION * REFUELENG » COMIAML RODC OREVE REOMNISAS

0936e)
CORE SPRAV IRJECTION LINE IROUGH-NALL (AMKS AT DRESOEm 2
COMmBImEALT EDISOR CORPARY, WL IRDES
S PaCES. LETIER §0 BIMECTORAIE OF AECULAMITRY OPERAS (ORS. REGION 3¢ FEORUARY & 1973, OOCHET 30-737, TVPE--gwm,
BE—6oboe A--361 L LUNDY

CMSE ~ VIR, SURIRG Tt VAR REFUR. 19 JUTAGE, 3 PROUGH-BALL CRACRI MERE BISCOVERED ON A
ARD B CONE SPRAY RRIECTION LINES TO Ik AEACTOR vESSEL. TWE CAAMMS ARE DETwEEN THE REACTOR
vEsSEL ROLILE TO SAFE EnD wkLO ARD TuE CORE SPRAV PIPING SECTION ADJALENT TO THE DUTCHmAN WELD.
e CAusE IS UnuROuR AT Tuls TIRE. Tn€ SAFE EnD-OUTOMman SECTIONS wRi 8¢ REWOWEOD. Tne
RENANING WELOS iv TwE CORE SPRAY SYSTER ARE aRING EAAMINED. COMECTIVE ALY ION @lLL UEPEND ON
WE RESVLTS OF TE ARALYSES.

ANARABILITY ~ MAC PUBLIC OULUENT ROOM, 717 ¥ STREET, BASHIRGION. D. . 20%%, (08 CENTL/PAGE -- minlmm
ChARGE 82 .200

CORE SPRAYV ~ FASLMRE. PIPE o WELDY » STEEL, STAIMESS © ORESOEN 2 {WR) » REFUELING ¢ LEAX o ATRASORICS o
PIPES ARD FIPE FITT INGS

100000
TraOUGH-wALL CASCR FOURD 3N CORE SPRAY IRJECTION LINE AT ORESDEN 2
CORRERUEALTH EDESUR CORPANY, (LLINDIS
3 PAGES, LETIER TO0 WAC OSRECTORATL OF RECWATORY OPERATIONS s REGION 3. FEORUMAY 21, 1973, DOCNET 9%0-237, TYPE--
Sulte AFG—6.b.e AL—-56T L LUMOY

Caust -~ UmahOuR. JURING Tnt REFUELING INSERVICE IRSPECTION, A CRACR MAS FOUND OW CORE SPRAY &
SRJECTION L It In THE WEAT AFFECTEO ZONE OF TwE SUTT wELD. THE ™ROUGH-wALL CRACK WaAS AR0UT 1.9
INCES LONG Om Tk INSI0G. Tk CAUSE 05 UNSAOWS AT Tols TIRE, o€ REMAINING wELOS 1% BOTW CORt
’l:' SYSTERS "AVE BELN EXARINED. FIVE OTwER CRACKS WERE OISCOVERED EARLIER 20JACERT 1O Tk
wWiCan s <.

AVAILAGILITY ~ A6, PUBLIC OOCWIENT ROOM, L1717 » STREET, WASHINGTON. D. C. 20349, (08 CFNTS/PaGE -- wINinUm
CHARGE 982.00)
CORE SPRAV & FASLURE, PIPE o WELDS » DRESDEN 2 (BWR) » LEAR + PIPES ARD PIPE FITTINGS » INSEAVICE [ASPECTION

wees?
SNSMCTIION OF CORE SPRAY LODP WELDS AEVEALS ARDTMER CAACK AT DRESOEN 2
M EDISON CLOWANY, SLLINDIS
3 PAGES, LETIER TO RAC SINECIORATE OF REGULATONY OPEAATIONSy AESION 3, FEBRVIAY 28, 1973, DOCRET 30-237, TyPE—
oul, Mo~—Cul.s M~--361 ¢ LUNDY

CAUSE -~ UREROUR. I ALSPONSE TO IE BALETIN 73-01, 97 WELDS MERE INSPECTED In THE CORE PRV
LOOPS W T0 AND INCLUDING IwE SECOND JSOLATIOR YALYE TO PIPE WELD. MMQTHER THROUGCH-EALL C(RACH
BAS DISCOVERED ADOUT & FERT FAOM TNE INITIAL CRACRS, SEVERAL wiELDS POSSESSED GEORETRICML
INDICATIGNS. IVE PENETRART EXARIRATION PRODUCED A CRACK O THE INTEMRAL SURFACE OF 2 wELDS
ERARINED., CONSIDESATION 1S GLING CIVER TO REPLACING PART OR ALL THE STAIRLESS STEEL PIPING ON
tng CORE 3PRAY $v50En witn CARBOR STEEL.

AVAILABILETY ~ N PUBLIC DOLURENT ROOM, 1757 W STREET., wASHINGTOM., D, C. 20543, (00 CENTS/PaGE -~ ninImm
CRiRgGE §2.00)

CORE SPRAY & FAILWRE, PIPE o WELDS » DRESOEN 2 I10WR) » TEST, NOROESTAUCTIVE ¢ SURVEILLANCE PROGRAN » LEAR »
SMREIT o PIPES ARD PIPE FLTTINGS

10057s
CORE SPRAY VALVE FAILS TO OPER AT DRESDEN 2
CORREWWEAL TR EDIS0N CORPARY, JLLINDIS
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tosle ool bk oe
3 PALSe LETicd 30 Rt DIRECTORATE UF RECULATONY JPEATIUNS . RECION 3, RERCK 0. 1903, DXCHEY $0-23), Twg—
doll, Aty-~bLok.e 82360 L LADY

LAY ~ CONERQL CHhawl) UGS ILIEALY, OUAING Tug «EFuls En6 JUTALE., Tug COng SPRAY SYSNEm wal TO ¢
Veainky SUR RiNOVAL OF Tut PIPING. OnE CORE YPRAY way Wt FAILED 10 OFEn On SiCam FAgs V't
COATROL munk, (h AEVIEIAG Tl SCWESATIC CORTAR S1ACRMN. 1T aPPEaAS Wmsl. oile Jut a€aCion
wrsEsmlithe Tut W8LW 1) [NECMOCLED WiTw ot [N TwE ViR SPRAY SVIIER TD Pacvint PERIV
anin 10 QIMeR vaiwk 15 OPEa. Tk EnfEALUCA SOES nUT OB 6 REVEALE. Pk WL WE wal OPERED TO
Unaln Int 3¥a0EN. ANY MECLISANY CORMRCTIVE ACTEON wht 86 FA"Ew antm Tut (ORE IPRAV SVIWEW IS
i Tuanty U 3EAVICR.

AVAILASILITY - RAC PURIC DOLUWERT ROUR, 1717 m 3TakLT. pASHIRGIDm, 0. C. 20943 100 CEnTI/PALE -~ WEng v
CHiRGE ¢}

Cunitun 2vSTER o (CAE 1PRAS o MAIATERARCS S0 sEPAIR * INSTARPW ST, ISTERLXK o JREINEN 2 I1BuR) o REFUELIRG ¢
FAlLURE. DRIICH RAnJs o WR WY

larses
(BaLa Jh wELL 1% NITHOCEN Puncht LINE AT ORE3IES 2
COrRRst Ll LUISTR CO.. BL .
1 Phck, LEVIRS Tu Ame OERELTURAIE OF ALGALATOEY Eaaliuns, ALGIIN ) SaAlR L2, 1903, OOCRET $0-237, TVog—
Suli, Mo~ t.0 M--%T L LUWTY

Cayudk - POUR wRLOING TRGMIwE. wollt Tik REACTGR M3 I8 COLO SIO0WR. RADIOCRAPR OF A WL
SBwEth An 3-INln PiPt AND a0 10-INln PIFE INOICAILD Tial Tl wfld wil (RACRED PART mav TRAFWCH,
Tna APPAREAT CAJSL APPEARY 10 JE POTR WELORWE TEOWMIGNE. 4 WUlk WS CUT I1RED Dt 19 INCN »Eape®
wile & 10BN, Twg & IRCw PIPE 54T INTO (7. 20 w@LOED v, 01t MG TANT wiLl® WAt OF FOOR QUL LY *
ARD MRWLTEG Im Ing CAMR, Tk (2037INC wEn® will 8% GAQUAD OUT AnD RLINITALLED UiTw & 1008
FILLED wilu. Wi PIPIRG Al PANT OF Yk RiTROGER PURGE STSTEM.

MARASILITY - MRC FUR IC DOLWEAT A0OR, 1717 » STREET, WASHWIRGTEN, §. C. 20343 (080 CANTL/PALE -~ niNImN
CHanGE 82.000

wELDS o UREIDER 2 1BaM) o BEST, AAWESTRUCTIVE o CORIAIWRAT ATARDS/EARE, INERT ¢ FalLund., INGTALLATION ERRER o
CRALR » PEPES ARD PIPE #0TTIMGS

L33
SEVPOINT cAlST In FLgm 3ERIGA AT OnEsetn 2
COMMUReE AL Sm EvESOn CN.y LR
L PAote LETTER TO ARC DIRECTNRATE UF RECALATORY UPERATIONS, SECION 3, MARCN 17, 1973, BNKRET 30-737, TYPe-—
R, MPCp.tee M-=367 L LUNDY

CAusE -~ INSTRUNEST DEPICIEN(Y. ODURING TESTING wwill o7 OOWR PO REFEL MGy & WPCET STEAR LINE
Mgt FLOw SBIICh TAPPEO AT 133 IMCHES wATER wniCrw EXCECDS Pk 150 Inkw LIMIT. Twis GARTON NOBEL
208 PRESIURL SuiICw #AD AN LACESSIVELY niuw AANGE FOR Tt SETPOINT ROOVIALD. THE SwiTCHw mas
REET. Tt AancE will B8 < ANCED OV REMLACING TWE 3u8 ICw § ELLOWS.

AvSILASILIDY ~ NAL PUBLIC DOLURENT RGOW, L7177 m STREET, wASHIRGTIR, 0. C. 203543 (08 CENTI/PRGE — WENINUN
CrmeE s2.08

IRSInuminl CALIBRATIUR o FALLURE, INSTMMENT o DRESOLN Z 1OWA)D o IOSTAWRNT, SWITCm o TEST, SYSTE™ OPERAGILITY
+ PANLUNE., DESIVA ERROR o 32T POINT o DRIFT o SENSORS, FLOW » WCI

191275
OIEML othtRAIOR PAILS 10 CLONE UP TO YOLTAGE AT OREsOln 2
CORMONMeRaALT > EDISON COMPARY. ILLINGIS
I Packe LLVTER FG AAC OIRECTIORATE OF AECGULATORY GPERATIONS, NREGION 3y MAACH 27, 1973, GCKET 30-237, TYPR—
own, MEy—G.b.o M--3%T L LUNDY

CAUSE -~ OIniY neasr CuniaCTy, OURING aw EATRNIED AEFURLING OUTAGE, Trl DIEML GEVERATOR ®as
InG TESTED TO DLIEARINED Tme SOURCE OF & STaalInG FROMLEN. Tof DIESEL GERERATIIR SIMMIES VT
FAILED TO CONE UP 1O VILTACE, Tk CAUSE wAS ODIRTY CORTACTS On o v3 RELAV I Tng #IELD
FLASHING CINCUET, APTEn T COMALTS wERE CLEANED. 10 IWCCESSPR STARTS WERE wadd.

AVARABILITY - WAL PUR IC GULURERT RODR, 1717 » STRE¢T, WASKIAGTOR, 8. C. 20383 100 CENFS/PAGE -~ NINIMUR
CRARGE $2.00)

PALLUAE: (OMPONERT o DRESDRN 2 IBMR) » MPURLING » TEST, ITSTEN OPERSOILITY ¢ PAILURE, FAINTERANCE ERNOR o
ENGINES: ERTERDAL COMMST IUR » CERLPATOR, CIESER » RELAYS

101076
stTryint pDasel In PRESSURE SnITCHES AT mESOLH 2
COMMMuEALTr EOISON COMANT, ILLINIS
& PALESe LETIER TO ANC VIRECTIMATE OF RIGRATURY OPERATIONS, REGCION 3, MOARCH 27, 1973, OOCRET 30-237, TYPE--
Owll, WBL—=GCeler M--3GT & LUNDY

CAMUSE =~ INITRUMENT oniFT, OURENG TESTING GF TnE MAIN STCAR LINE LOW MESSINE SWITCHES PRIOR 10 &
SIARTUP AFTER am EXTENDED RIPVEL G UUTAGE, ML & SHITCHES vaD SETPOINTS SCLOW e 033 P31 LIMT,

rr—— s
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100276 SCORTINNEDe
e TAle SEPOINTS BERE SETUEEN 833 AN 943 P3I. Tty wirf [ANEDIATALY RESAT. Tug CAUSE mas
NSV OUENS BRIFT. CYALUATION OF THESE SARASIOALE PRECYCLED PMESTURE St TCHES, SYPE 827-A1233.
INDICATED THAY DRIFT naw ACT €XCELOES 1D PII/NOmIN. Tout LAST TEST was 0w OCT. 20. 197,

MARAIITY ~ NAC UL IC SUCURERT AG0R. 1717 W STREET. WAIRINGTOR, 0. C. 20543 (108 (RMIS/PACE -~ ninlmm
CHAREE 82.000

REACTER IAFETY SYSEER o INSTRASRNT CALIGRATION ¢ FAILURE, INSTAUREN. o BRELulR 2 (W) o IRSTRURENT, SwiiCN o
MEFUELIRE o TESE, SYSIER OPERABILIIY o SET POINT o ORIFT o eSS, Zagd>SUNE

101077
GEESEL CANERAIOR FAlLS TO LTART AT Omisetn 2
COmEmuEaL T C0) 30N CORPANT, JLLINDLS
L PAGE. LETTEA TO WAL . InRCIIRATE OF REGULATORY JPLRATIONS, ALCION 3, RARCH 27, 1973, WOCAET 3>-230, VTVoR--
Sul, We—6C.0.. AE--34T L LURDY

CAUSE ~ GEARS NOV PAGPERLY EMCACING. OURING TESTING wilL € TuE URIT waS SHUTOOEN FOR REFULL NG,
THE BIESEL GENERATOR FAILES §0 SPART. REPEAICC TESTING INDICATES THAT Tk AIR START NOTOR PIRION
CEIARS At B0 PROPERLY EACAGING THE 2ing GEAR. TME AIR STAAT MOTORS wEn AEPLACED AND AL PURNED
1O Int vERBOR FOR FMmTuin 3TUST On et (Al CAUSE OF FAJ.VURE,

SUALLABILATY - NAC PVBLIC SOCURERT ROOW, (707 W STREET, wASMINGION, 0. C. 20343 (08 CENTS/PAGE -~ wIRIMM
CRIRGE 32.00)

FAILURE, COMPERERS o FAJLURE, EQUIPMENT o DRESSEN 2 (DA} © AEFWELING o TEST. SYSTER OPERASILITY ¢ EmGints,
InfEAmA,. COMMUSIION » GENCaATER., DIE3EL

100443

SEVOINT ERIFT In MESSURE SuiTCnEs AT CRESOEN 2

CORNBNMEALT S ESISON CB.. BLINDIS

3 PMEES, LETTER TO RAC DIRECIGRATE OF REGULATORY OPERATIONS, REGIOS 3, MARCH 27, 19:3, OOCRET 30-237, TYPE—
e WFG—GCol.o AE-36T L LUM Y

CAUSE ~ INSTOURENS GRIFT. BMRING TESTING OF THE RAlN STEAR LINE LOW PHESSUME SWEITHES wiTw TNe
Wiy STEONL FOR MFVELING, TRE SAT POINTS FOR ML 4 M AE LESS Thal ThE 833 PSIG LINIT, Tee
SHITCHES TRIPPED BEINEED 833 AnD 845 PSIC. TwWEV WERE Ir MEDIATELY REST. ThE CAUSE waAS
INSTRURENT BRIFT. TWESE PIECTYCLEC BARKSOME SWETCWES, .YPE 827-A1233. wiAl FOURD TO mavE & ORiFT
OF RIS NEAE TRam 10 P31 PRR MONTR, Ui LAST CALIBRATION wAS ON OCV. 26, 1974,

SUAILAGEILLTY -~ WAC Pula!C OOCUNERT ROOR, L1707 w STYACET, wASHINGTIOIN, O, €. 70343 (08 CERTI/PAGE ~- RINIUR
COARGE 32.00)

AEACTOR SAFETY SYSTER o INSTAURERT CALIGRATION * FAILURE, INSTAUMERT o ORESOER Z 10WR) o INSTAURENS, Swills »
REFVELING ¢ TEST. STSIER OPERADILITY o SET POINT © ORIFT o SENSORS, PRESSURE

100153
WEGH WEAD SAFETY INJECTION VALYE FALLS TO OPEN AT ORESOEN 2
CONSOR IBATED COISON CORPARY OF N.V.. INC.
2 PAGFSe LETTER TO MRC QFFICE OF MUCLEAR REACTOR REGULATION, MARCH 20, 1973, OOCKET 30-247, TYPE-~PWR, WF(—
wEST .o AE—URITD ENGA

CAYSE - URRROUR., DURING A COLO SIUTO0MM, L JF THE & #1CH wEAD SAFETY IRMECTION VYALVES wAS
SICRALLED TO OPEn BY The OPERATOR TO ADD MAKEUP WATER TO THE REACTOR CODLANT SVYSTESM. Tt VALVE
FAJLED TO OFEN, Twt ROTOR FUSES WERE SL0WN. THEY wEnl REPLACED SUT BLEV AGAIN. TRE LINITORQUE
OPERATOR LASING WAS FOURD TO BE CRACRED ANO Tk TIP COVER PLATE SOLTS OF T IPERATOR went
SHEARED. MU CAUSE OF Tt MALFUNLT IR OR 1wk CRACKED CASING WAS POURD., TME CRACRED CASING wAS
REPLACED WITH A SPARE. TnE VALVE TISSED SATISFACIORILY.

MARABILITY - RAC PURLIC DOCUMERT ROON, R717 ¥ STREET, NASHIAGTON.: Do C. 20543 {00 CENTS/PAGL -~ winimm
Cnalge $2.000

lllm;’lﬂlm' o INSTRUMENT, PROTECTIVE o SAPETY INJMCTION o OARSDER 2 I0WR) o ARPUHL ING o VALVE OPERATORS
.

160009
SECONDARY CONTAIRMENT VIOLATED AT ORESORN .
COMRNNEM.IR EBISON CORPANY
L PAGE, LEFVER TO WRC DIRECTURATE OF REGULATORY OPERATIONS. REGEON 3, MARCH 31, 1979, ODOCFFT 50-237, TYPE——
Oty REG<6.l.0 AE--56T L LUNOY

CAUSE ~ LALR OF COMMMICATION. DUPING TWE REFUEL ING OUTAGE: A SECURITY GUARD wAS STATIONEO AT A
PERSOWNEL IRTEMLOCK DOOR BETWEEN THE REACTOR SUILOING AND ATROSPMERE BECAUSE OF TME LARGE nungER
OF OFF SITE PERSONNEL IAWOLVED A THE  UTAGE. THE GUARD REQURSTED PEARMISSION TO OPER THE
GRYSELL OOOR TD INCREASE VERTILATION WECAUSE NF ThE EAMAUST FURES PRUR &4 NEARSY CRANE NOTOR.
wiEN  GIVEN PEARISS (On, WE OPENED InE IATERLOCK 000N S, TWUS VIOLATING CONTAIRWENT FOR ABOUT S
RINUTES. STHERE wAS A NISURDEASTANOING BETWEER Tt GUARD AND THE SHIPT FORENAN CONCEANING THE
PROPER (0GNT 17 ICAT JUN OF CORPURENTS.
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Lelsyy  sCuntimvtue
AVARLASILETY ~ M PUBLEC VA UMEAT Rulis, 1717 » STRERT. mASHINGIIN, D. C. 20343 108 CENTW/PAGE -~ NININM
Cmtnet .0V

FALLURG » UPEAATLE Etalm o CUNTARMMAT AIN LUCK ¢ CINTAEWAENT (NTEGRITY o CAESDENS 2 (amm) » REFUELING o

IORMTIS ICATIUN o LURMMILALIUN

1oirel
SIE ML CRMPSATOR FRRLU FARLLD TO FLA AT ORESUEN 2

Lol t ALTr EOISOR CUAPANY. JLLIMIES
2 Pastre LXTIER Tu BNC OIRECTURATE UF NEGULATIRY OPERATAON. REGIDN 3. APRIL 15, 1979, OCIaiV %0-237, TYPE—

Wi, W o-vbofee Ab--5LT o LUMY

CAUME ~ SMLATEU CAPALITUM. FULLONENG AN (WSPELTION OF Tt DIESEL GEMERATOR [uRING A REFUELING
GUTALL, It OizdEL STAATED BUT DI WOT (ORE UP TU VOATASE, TwE APSMRERT (AU E MS aEEN
DeTEMMENED TU S8 A SHURFERD CAPACIION THAT PAIMLELED THE RELAY T™MAT FLASHES THE FIELD. It
wion T LOKRED Te VGLTAGE ALCPGSS THE RELAY T A POINT AT awiCw IngE CMTACTS CLOSED
INTEARETTENTLY. FrE CAPACITUR oA AcPLALCED. A SIRJLAR INCIOERT OLCURRED EARL [ER AND #AS
TruuLn T 10 Navk RESULTED FAGM™ GIRTY CONTACTS On Tk nELAY. T WS WOM SEEN O TERNINED TMAT
Trls PALLURE RESULTEL FRUR Tt FALTY CAPALITUR,

AVAILASILITY - MRS PURIL WiunEN] ROUR, L7117 n STACET, saninGidn. 0. C. 2055 (08 CERTI/PAGE —— nINIWUN
Cranst  52.00)

FALLURE, CUMPURERS o EXERGERCY Puntll, EL6CTNIC o FALLURE. IRSTAUMENT o ORESDEN 2 10WR) * REFUELING & TEST,
SYSIER PERASILITY o ENGIM 3o SHTLRALL COMPUSTION + GeSEnATIA, OJESEL

WaLve
LEARALE ThitGiore STARCET GAS ThEA-MENT SYSTEM EXCEEDS LIMETS AT OWAESDEN 2
CURNCRBE AL TR ELISOUN (OMPanY, SLLINDES
APALY 24, 1975, DOLKREV 30-237, TYPE--SuM, AFG--

2 PatSe LETIcK TG WRC DIR. UF REWLATORY JPERATIDSS. REGIUN 3,
wob.r A2 - i € LUNUY
CWIE ~ TLAe GASRET. nESULTS OF IHE AEMI-ANMUAL FREOK LEAR TEST Ov TRALN & OF THE STANDBY GAS
IREATACNT SYSTERM IALILATED A LEARACE HATE NF 1.8C wriCw EXCEEDS THE IS LINIT, 00Tw uNiT 2 aND
Wil ) whitk I8 COLD SAUTOUMN.  IMSPECTION FOURY TAT 1 OF TE )2 CHARCOAL CELLS "WMS A 2-in.
SeLTluN GF ITS SEALING GASRET RIPPED OFF AND A FEw TEARY CLSEWHERE ALING TME GASKET. APPARENTLY,
Trg GASEE) LAWHT AN Frie TAL HCUSING DURERG ENSTALLATION 1Y MAY L9976 AND EVERTUALLY RIPPED OWE
Fu Tt PREISUAR, Tt TURN GASKRET WAS AEPLACED. TME L. AR TEST was Tetn SATiSFacionmy,
AVAILADILETY - Ml PUBLIC SUCUMENT RCUR, 1717 »n STARET, WASHINGTIN, D. C. 20%4% (OB CENTS/PAGE -~ MINIWUN
Crarct 32,003

UMESIEN 2 (ORA) v LEAR RATE » (HARCGAL ADSORGER o STANUGY GAS TWEATNENT o FAILURE , MAINTERANCE ERROR + SEML o
Tesle SYSTR™ OPLAABILITY o Judl, Lk An RATE

teIvde
LOLM LEMR RATE TEST SummaRY PR URESOEN 2
LURRINWEAL T €D ISUN CumpaNy, TLLIMIILS
1975, OXCKRET 30237, TYPE-

78 PaAGE Yy LETTER wiTn ATTACH, T3 ARC DIA. OF REGULATORY DPERATEIONS, RESION 3 WMAY 9,

~Bhnte MPU-~beb.r AE—3GT L LUNDY

TRAMSAIIS A SUWMARY (F 14 LOCAL LEAR RATE TESFS wellrm EXCEEDED TrE WAXEMLN ALLOWABLE LIWIT. TMESE
TestS wEREc CONOUCTED UURING Trg REFUELING OUTAGE AT TnE ERD OF CYCLE 3. FINAL LEAR RATES wERE
niinin LINITS.

AVAILASILETY - MAC Pusl ic UOLUMNT RUUR, 1717 1 STRERT, wASHINGTON. D. C. 20545 108 CENTS/PAGE -~ NINImUN

CHalGE  32.00)

OdEyukM™ 2 [BwA) » OLEAR WATE + TEST o LEAX NATE ¢ VALVES + VALVE, CHECY o FEEOWATER o COSTAINDEAT VAL UUN
GREARER » SPENETRAT JUNS, PRIMARY CONTAINMEAT o REFUELING o C(ONTAINMENT INTECALTY

103080
UHTYWELL EUUVIPYENT URAIN SURP UISCPARGE VALVE FALTLS TO CLdsk AV DRESUEN 2

COMMIRREALTR EUISOM CUMPANY, JLLIMOLS
2 PAutye LETIER TU “C VIR, P REGULATORY OPLRATIONS, REGION 3, WAY 21, 197% OUCXET 50-237. VYPE--OuR, MEG--

Gatse AE--3CTF & LUNDY

CAUSE ~ DINT ON >ULENOSD COATRCL YALVE, wWHILE PERFOANING PRIMARY CONTAINYENT JSOLATION VAL VE
FIRING SURVEILLAW E OURIM THE REFUELING QUTAGE, 4 DRYNELL EQUIPRENT ORAIN SYMP PURP DISCHARGE
VALYE FAJLED TU CLOSE. RETEST PRIOR [0 AWY REPAIRS WAS SUCCESSFUL. INSPECTION S40WED AR
CXALESSEVE AMOUNT OF MeTAL FILINGS ON THE SOLENUID CONMROL vaLYE AND A SECTION OF INSULATION
PMESSING FRUM THME ELECTAICAL CORDUET. THIS vALVE 5 LOCATED OIRECTLY UNDER & PENETRATION WHICH
#AL MAU Tre SELLOwS REPLALED ARCENTLY, & THIN FILM OF OIRT 1S SELIEVED T2 ravEé TEWPORARILY
INTERFEREU wilh MORSAL UPRRATIUN. THE SOLENOIU VALVE WAS CLEANED AND INSULATION REPAIRED.

AVAILAGILITY ~ NrC PUBLIL LUCUMENS RDUM, V717 M STAEET, wASHINGIIN, D. C. 20%4% 10N CENTS/PAGE -- Mikjmum

CHMGE  34.00)
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1058080 SCURTINVED®

ORESOEN 2 AMGR) o OVALVES © SCUnTAINWERT ISOLARION o CUNFAINREN] SUW o TEST, SYSTEN OPERASILITY « FALLURE.
RAINTERMNLE ERAOR + SOLENDID o CRUD * AEFUEL ING

1e3081
OIESEL GENERAIDA UVEANEATS AT ORESOER 2
COMMOEEALTR £0 130N cORP nLinols
2 PaGES. LETTER JO mAC. - OF AEGULATORY OPERAIIONS, REGION 3, RAY 23, 1979, ODOCRETY 30-237. 1VPE--Bult, MFG—
wofes B30T ¢ LURDY

CAYSE -~ TRMELING SCRECNS IRUPERABLE. OURING AN EXTENDEY REFUELING QUIAGE., An INSTRUMERT FLOW
CHECR VALVE ndl D) SHARTLED. CAUSING LOSS OF ONE LEC OF A YARUAY LEVEL IRODICATOR. TniS INITIATED
T ECCS. TE DIESEAL GEMRMATOR 3TARTE0D SUT IVERMEATED Uk 10 LACK OF COMLING wATER. TwE OC
CLOAnG waltn PUPS wAD LOST SUCTION. T40 TRAVEL ING SCREENS wERE DUl OF SEAVICE FOm an
BECMICA CONTRRL MODIFICATION. A OIFFERENTIAL PRESSURE INSTRUNENI FOR TE SCREENS was
INUPERABLE. WO DARSGE OCCURRED TO THE OC. wORR wAS INITIATED 70 COMRECT T PROSLENS WITH TnE
SCREERS ANL THElR CONTRULS.

AVALLABILITY ~ MAC PUR IC OOCURENT RUUR, 1717 n STREET, SASMINGT N, D. C. 29345 100 CENTS/PAGE -~ RINIMUR
CngE  82.00)

ORESOEN 2 (R) o SCENERATOR, DEESEL * ENGIVES. IRVERRAL CONBUSTION » O TERPERATURE ¢ FAILURE, EQUIPNENT o
COOLING o REFUELING o FAILURE, ADMINISTRATIVE CUNTROL o FILT @R, SCAEEN

10079
CORTAERNERY COOLING WATER VALVES FAiL AT OMESOEN 2
CONNEINGEAL TM EOISEN COMPARY. JLLINDSS
L PAGE. LETTER TO DAL DINR. OF REQUATORY OPERATINS, ALCION 3, WAV 23, L1913, DOCHEV 33237, TYPL--MWR, MFC--
G0 AE—36T L LUNDY

CAUSE ~ BENT STENS, OuURING LPCI/ZCONIALIDENT CIOLING LOGIC TESIENG wiiLE THE UNIT was SWITOONR FOR
AEFUEL ING, TO VAL WES wieiCh ARE TeROTILED ASTOMATICALLY TO WAINTAIN SERVICE wATER PRESSURE AT 20
PS8 ABQVE LPCI/ZLC SYSTEM naltA PRESSURE WEAE FOURND SNUPERAGLE. THE /4 e STAIWESS STER
VALYE STERS weRE OEmE. TnE BREARS ON BOTH WITOR-OPERATORS wERE FOUMD TO SLIP. ALSO. BOIW VALWES
WAD BEEN MARUSLLY CLOSED. 1T IS ASSUNED THAT 90Tw CONDITIONS CORTRAIGUTED TO THE DENDING., THE
STENS WERE ALPLACED. WNEW 1-In. DIAN STERS ARE On ONOER.

AVARRASILITY — MAC PUBLIC OOCUNENT ROUE, L717 M STARET. waAS#INGIOW, D. C. 20545 (08 CENTS/PALE -~ WINImM
CHARGE $2.00)

ORESDEN 2 (M) o OVALYES « SCURTROL *» AUXILIAAY COOL ING SYSTE® o FAILURE, COMPONENT o FATLURE, WNAINTESANCE
ERROR o MODIFICATION » TEST, SYSTEM OPERASILITY o REFUELING

103002
OIESHL GENEMATOR STARTING AIR MUTOR FAILS AT ORESOEN £
COMMORwEAL T EOISON CORPANY. ILLIAOES
1 PaGk. LLTTFR TO MRC (R, OF REGULATORY OPERATIONS, REGION 3, MAY 23, 19735, ODOCKET 32-237, TTPE--BMR, WhG--
6.8, AE—SGI L LUMOY .
CAUSE ~ GEAAS SAMMING. DURING THE REFUELING OUTAGE, THE DIZSEL GENEAATOR STARTING Al #OTOR
FAILED TO START Twe DIESEL wtILE ATIENSTING TJ RETURN T TG SERVICE FOLLOMING REPALRS 10 Twt
FIELD FLASHING CIRCUST. ThE IR STAT FOTOUS® PINLIR GEARS JANRED AGAINST T TEETH OF TnE RING
GEAR PREVENTING PROPER ENGAGEMENT. THE VENDOM CORCLUDED THAT Tre PILOT AIR PAESSURE USED 12
ENGAGE TWE GEARS IS 100 MIGH, CAUSING THE TEETM TO JAW UCCASIONALLY. A NODIFICATION NAS BEEN
WEGESTED TO LOWER THE PRESSUSE TO 00 PSIG. THiS willL CAISE THE PINID.1 GEARS T ENGAGE mORE
SLOWLY SLLOWING Twamw TO WESH PROPERLY.

AVAILASILITY -~ NRC PUBLIC DOCUNERT ROOR, 1717 ™ STRFET, WASMINGION, O. C. 20995 108 CENTS/PAGE -~ RNiNIAUN
CranGt $2.00)

ORESCEN 2 (BOR) o OGERERATOR, DIESEL ¢ BNGINES., INTEANAL COMSUSTION o FATLURE ., UESIGA ERIOR * OPREUMATIC
SYSTEN o PRESSURE., INTERMAL ¢ MOOIF [CATION » ENERGENCY PCMER, ELECIRIC » REFURL ING o TEST, SYSTER NPERABILITY

1030035
ROLL OF MASWUA TAPE LOST N THE REACTOR AT ORESOEN 2
COMMUMMEALT R EDISON CORTARY, ILLINDES
& PACES, LEVIER 7O MRC DIR. OF REGULATCAY OPEAALTIONS, REGION 3. MAY 23, 1975, DUCRET 50-237, TYPE--BuwR, NFG--
Geol.o AE--3GT L LUNDY

CANSE ~ FASLURE TO FOLLOW PROCEDURES. WMILE THE UNET waS SHUTOOWN FOR 1TSS TMIAD PARTIAL REFUELING
OUTAGE, A AGLL OF RBASHUA > Lvid OUCT TAPE (TYPE 3370, 2 INCHES WIDE ML & INCHES N DIARZTER wifle
A 3-In, 10 WOLLON COREy A5 INPUVEATENSTLY DROPPED INTU THE REACTOR VESSEL ANRULUS FROW THE
FEEOWATEA SPARGER wO%a PLATFORP, EFFOATS 1O RECOVER T WERE UNSUCCESSFL. PROCEDURES REQUITED &
LANYARD 7, B8 AITACHED TO T. Tuis MAD NOT Outm OONE. SAFETY ARALYSIS CORCLUDES TraAT 1T (S
NIGHLY INROPZLE omdr TE TAVE RESIOVE CCULD CAUSE FLOW BLOCRAGE OF ANY GIVEN FUEL ASSEWLY OF
908, CRITICAL MEAT FLUX 7.aST DCCURS AT GREATER Tral 903 BLOCKAGE.

AVAILABILITY ~ NRC PUBIC OUCURENT ROOR, 1717 v STAEET, NASMINGIIN, 0. C, 20545 (108 CENTS/PAGE -~ mINIMA
CHMRGE $2.00)
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fviuad ount inutue
URRSUER 2 tund o Slhuw » MAlL Culd b SYSIER o FAILJNE, MAINTEVAWE EAROR » FROCLIVRES AND MAAUALS © FLOW
SLUCAACE o uEfukiing o orgeiiyhe wEHSELS

1930/
Cublaul ats ulrtunisn W15 PERSCAREL wiTrlN CORE LESEOF-SIGl Al ORESIEN 2
COrmUmmtat S e EYILA (CWPARY, UL INDIS
2 PAGENe LEBMn IO Nal DIR,. JF REQL AILBY CPERMAL MRS, ALGIOR ) wAY 27, 1973, DOCEES 30230, TYPE--Ruit, W6~
wobeo A-—~3Sul € LUWY

CAUIE - PRLLEUVALL DEFICERRCY. ULRIRe Tok REFIEL ING OUTALE ., PERSORNEL BECAN CONTROL 00 ORIVE
FRICTIUR BaSTING, of PEuSLAREt MEBE % Inf SEAVICE PLATFOAN SEAR Tni TOP OF ThE vESIEL JEARCWING
PUR A MEISING MOLL OF TAPE. Twg FRICTIOW FESTING WAS T3E FINISHED wiEn T CRAOR a3 NOTECED.
WOl WAL STOPPEE, ok PASTER KEFULR ING PRUCEUVAES SPECIFIES TvaT PRasSONiL 3T WIT OF witiin
Vikg=ulb-3SiLnt OF ThE CORE UURIAG & CUNTROL AU wilndhawdd. FRICTION FEST PeOCEDURES DID WOS
SIATE Twid., UT:e8) TE30 waS Un Fng CaiV (CAL PASn. Tk ENGEINEEN OVERLIONRED Il REJVIRENENT In AN
ErPORE TV LOWALEIE Tk JOS On TEFE, PROCIDURES wEAE "OOIF 1ED-

AVAILAGILITY - M, PURLEC DULMENT RUOR, 1717 % SE4EET, WASHINGIOR, D. C. 20343 100 CENIS/PAGE -~ RN mu»
CRARGE 852.00)

unESOEN 2 Towa) o *RADIATIUR JARETY ARG LORIAOL ¢ SCORTAOL BUBS » SIESTING o FATLVARE, ADMINISTAASIVE COntade
PROLCEDURL S AN MALULALS ¢ MODIFLLALICK ¢ AR ELING

t9s0e?
A5LE 10T LetsuE LINET SeETCn PATLY AT CaESUE™ 2
CORAImEALTR EVISIR COPANTY, IRLIMES
3 Phokl, Luliest TU WRC D10, OF ReGR ATUSY DPERAATIINS, 4LtGlOm 3, wav 29, 1973, DOCRET 30-237, TVPE—OMR, NFC—
Goboe AME--%I1 L LUNY

CavAE ~ >uITUn NID LnSTMALED, A PART OF Ing uniT STARTUP FOLLOWING SEFUELING, W3lv TINING
SURVEILLAME #A5 STARTED, A& nalf-SCRAR waS IN) €0 wkn A RELAY FAILED TO ENERGIZE. WIS
AELAY |3 tntauiitV TMaOuk Tf 108 CLOTURE L9l wITCHES On 2 MSives. Onk LIRIT D adY SEEN
INSTALLED FOULLUMING SASPELTION AR QLEMMING. ODURING wORK On THE 9 SWETONES, Tk TESTED AND
UnTe Sty SelTCMS SPPARERILY SELAE NIXED. T MAISTERMNCE SUPERVISOR SICRED Twik PRICEOVRES On
Tk MRQRE LiRE IR0 ICATING TmaT UPERATIUNAL TEITS nMAD StE% CUMPLETED weER THEY wal nEs ot EN DONE.
ALMue SPECIFICD TR IS WGULD RCT ma¥l FOUAD Trls CAROR. AFTER THE URIT OPERATED & OAVS, 1T was
ST DOwh A0 Fnt SullCr aas INSTALLED.

AVAILABILIIY ~ MRL PUBLEC DOCURENT RGUM, LTIT W STAELT. WASHINGTIN, 0. C. 20545 (108 CERTS/PAGE -~ v nimMm
CnancEt $4.302

OnkSOth I (hukd o SIRATRUMEAT, SuifCun ¢ o1 vES ¢ COVTAINAENS (SOLATION o waln mn‘ SYLTEm » l!!l- svsIem
UPERABILLTY o FAILUNE. ADMINISTAATIVE CORIROL ¢ MAINTENANCE N0 REPACA o PEOCEQURES ARD RARMMLS * AEAL TOR
SAFETY SVYSTEm

103003
CURTAINAEAT COULING SERVICE =ATER VALVE PAILS TO CORTROL FLOw AT ORESOEN 2
LCURRUSKE AL TN EDIMUR CORPARY, JALIACHS
3 PAcES, LLTTEA 10 MnC DIR. OF ARG AILRY DPERATIONS, AECION 3, MAY 30, 1975, OUCAEY 30-137, TYPE—DwR, AFG—
Gokar AR~ & WMDY

CAUSE - UNRRUWR, OURING LOPCI/COMTAINEERT COOLING LOCIC TESTING wiln Tng REACTOR OPERATING AT 0%
Mul, & VALYE Thal IS TemCITLED AUTURATICALLY 1O RAINTAIN SERVICE waATER PRESSURE 20 PSI ASDWE
LPCEAC SYSTEN mATER PREISURE, FATLED T0 CONYAOL., wnERn Tot SERVICE waTER PUSP wAS SECURED, Tne
BLTOR UPERATON DROVE Tt yALYE CLOSED AS DESIGNED BUT CONTIWED 1O AUy CAUSIRG Tt STEM TO BEND
AU OLSENGCAGE PROW ThE LIRITCRQUE. TwIS S Tk 3eCONw FATRLURE OF Tuis TYPE SEINCE Tat ACCENTY
SIMTUP. Int ACTUAL CAUSE »AS NOF MFEN DETERWINED. TnEé vALVE waS REPAIRED ARD AETUARED 10
SERVICE.

AVARLASILITY ~ MG Pust IC DOCUMENT KODF, ITET n 3TACET. wASHINGTON, O. C. 23343  $08 CERYS/PAGE -~ SINIMM
CHARGE  $52.00)

ORESON 2 (SuR) & OVALYES ¢ CAURILIARY COOLING SYSTEW o CONTROL o TEST, SVYSTE™ WERSOIL IV » FRILURE,
EVWEPHENT o CONAIARENT AR CODL NG

103084
CLECTRAUMATIC RELIEF VALVE FAILS TG OPER4IE AT ORESOEN 2
CORMURGEALTH EQISUR CURPAM, ILL INOIS
2 PAGES. LEITER TO MAC OFR. UF REGULATORY OPERATIONS, REGION 3. VAV 30, L9793 ODOCREF 30-237, TYPE—DR, WFG--
veler AL==35CT & LUNDY

CAUSE - PILUT vaLve LINRAGE 20JUSTRENT, ODUAING A STARIUP wilw Tt REACTOR OPERATISG AT 403 wal,
AN ELECTRUMATIC RELIEF vALYE FALLED T3 OPER WIEN ACTURTED MANUALLY FRDA THE CORTADL ROOW, Thg
CAPSCREW uh Fk PILOT OPEASTING LEVEL TwAT CONTACTS TuE »ILOT VALVE STEN WAS FOURD 1O BE OUT OF
AUJUSTAENT, APTER MAINTENARCE, THE CONTRACIOR FAILED TO WAKE Final ADNSTAENTS O8N TnE OPERATING
LEVEL., AFTER SEIAG AvIVSIED TO Tk PROPEA T3 ERANCE S, IME VALVE OPERATED SATISFACTORILY. A
CoeCR OF Dk ADJUSTMENT will o€ OUNE FOLLOWING ALL VALVE VAINTERSNCE .

ol amas ma
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103004 X MTIMESS
A ASILITY -~ MRl PUR IC GBCURERT AGER, L7070 » STREES, sANINGIN. D. (. 20003 (d CENIWPAGE -~ WRiwe
CplGt 2.0

ORESOER 2 (0nd) » WALVES ¢« SPRESSURE REL JEF o MAlS IR IN SYSEED o Fesl. “v3Iem UPLAABILETY » Fals0e,
COUEPNENT o FAlAUnE. RAIDIERANLE E~-MIR ¢ STE

103400
CLECTROMAT . ARL 1EF vaLvE FajLS 10 OFER Al GRESDEN 2
CommBnEaLTn €. 0300 CORPaNE. SUL I004S
3 PGS, LETIER TD nAl LAAMCIORATE OF SECMATERY OFEAATIONS . AEGION 3. AFNE b, 1903, OOLAET 30-7)0. VP4 --am,
Ne—C.ke0 AE-—36 & LN

Capit ~ vRnRDs. wile Bk AfaCTon (R ST Wel, 4 A S VLYY all ATualtd ossem Tnt CORIAR
AR 1Q veaNY l’(.ﬂtlli. Tt P YAV INSICATED & TewPtlatunt IaéalM Al b TMw 0G0
SuPASS vaLut 080 NS CLOSE. IRWECTION it Tuaf Ted Sale FRLIEF vAAWE ivAIWI O (LOWO. 0w
CasE IS UnmNEND A TodS Ting. ot JRIT sfil 8 OPERATED @ 00 3O MAYS In Pl CoeiTion a0
Tuih ST SOUR Fix StPade,

.lullg' -~ ARC PR EC GUCUNERT BUDN, L2717 » LEBRET, walNIGIIN, B, C. 2703 138 CANEWPAGE -~ SInimgm

GRESDEN 2 CBR) o SUALVES © SPRELTARE SoLlES o WIN (ARG WITEN ¢ ATEAN o 1000, HULICT OPREAORETY o
Fajaunt, Cowiremat

108201
EEMLEGION In Ink OFF GAS AT andsots 2
Camgnutalt» (91580, Onca6s,. L.
5 PaikS. LETTER VO WAC BIALCIONATE OF ARCWLATONY OFERATION. SLGION 5. ANE 3. 1973, ORKSET 20200, FTVPe--GuR,
RFE~6ekas Af-—368 & LUNDY

Chps€ -~ VIBNBER. wifh Bl AEACTER OPLAATIRG 4T 200 Wi, RMCUIOINGR & b GEO%C Cot NS0 Tug OO0 -
GAS Taaln,. SUEInG (ui S1aTyP, M EAPLUSIOR NCURaEe In PRt OFF CA3 VISR, A8 DIPTRLTE Cavia
m3 G4 FOuRe. (0d FRENRANES (L EV NP OuiLET manply SREiv Oh ¢t MANNE SI00 FOAD (LAMD.
TuEY SHOWMLO AV o&Mh OPER. IV APPEGAS URLISELY Twb) Twg ACCERMINER LYLTEN COulie T SABLLION.

G AEACIER L0 wAS SuBPIRS 10 105 Wet. Tni o WAL ISPTURE DIPA LR W) SLOWR. OFF-38%
FILIER & wAS ONGES. PR FILTRE MNP MPTult DML @i AEMACLD.

AvARLAGILATY — ARC PURIC GBCWERT ROEM, LT747 » PAEET. aasinci N, O. C. 10909 180 (ANIWPIE -~ W
CmncE 33.900

ORESDER 2 (BuA) o EAPLUSEON o OFF GAS o FAlLSRE, COWORERT o FILTEEY ¢ I ToumDl, FeQlective

16329
Tohyt wAISR cLivEL FOVAD OFLOw LINIT AT gngsses 2
COMBEMT® (DI500, (HICACH, RL.
2 PaGkSe LEVIER TO WAL GOAECTERASE 7 RILRATORY OPESATION. SESI0N 3¢ SNE % 1979 BOLEET %0-407, TVOR--0ul,
NPE—6ebsr BE~36E L LMV

Caust - sAILURE 10 FOLLOD PROCOOURES. OECAVLE CONSAOL ROOW TORUS LEVAL INOICATION =3
WRELIALE, VESVAL INSPECTION OF & Slﬁlﬂ Ga3S MAE M ON(E Ptz WFT. Ond 10FT SOWND T
UVEL 1O 86 ~o IRCHES @R .5 INCw DELOS LIS, "ud LPCE "EAOEA WENT vt W3 <40 alin LIPT OMEN,
il Tik ELYS JULAkY PP BAS SIARTES, wATER wal ANDLS 10 InE FLOSR 04IN &) EUT Do PR, N
GAAIER, wnbD COpAd ni¥ F IO THisE VALVES uwiCn il 0EED TAGSRO W OF SEAVECE. ASIOWS Dugv
e LN MLACED 0ACE IR SEAVICE. ANSINER OPEAATOR weD wih 10 vENT Ti0 NEASES APPIAEM IV Wil0
Ing WRENG vALVES AR 046 NIV SEE Teg TOS CAROL 4RO TR GPIN VAL S, OFEAATERS wEAt waintd 7O
FoLL Oy PRUCEDWRES .

MARABR ITY -~ ARC PUBLIC BOCUNERT AOEN, L7107 w STREET. MASHINGTON, . C. 20043 (00 CeNII/PEGE -~ iNiwn
Cnante S2.00)

SRESSER 2 I1BR) o MVSIRR CAPACITY o STQRUS » FAILURE, GPERATOR EMADR » sALWS » PROCISUEES A0 SOAWiL) o
SRERGENRCY COML NG 3737ER

109292
CONAIRRERS COM NG SERVICE wATER vaLvVE FAILS 10 OPRUANE AT MeOEN 2
COwtML I E3L3aN, CnICAE0, AL,
3 PAGE. LEFTER VO SAC OINECTORATE OF RECLAIONY OPERATIEN, MIGION 3, JAt o, L9715, SDCRET %0-237, TVPE--gmR,
AFG—6ot. ¢ AE~567 & LUNIY

CAYSE -~ vALWR SIEN OERT. DWRIAG A TEST (0 Tt CONTAINENT (UL NG snuu BAVER Poews wiln Tl
SEACIRN AT 1)o7 MV, INE FIOW BATE T/Rowin TRE ¢ SYSHEN CORS BT oF CONTABLLES. TRE LIM FOSOWE
ISR G Pk FLOv CONTAEL WALVE BAS OPERATING. TE VALVE LTV was SINT OISENGAGIVG Tnt OPERATER
PRER Tig VAAVE. THE 370 IACH ST0R was REPLACESD oifw & Ww | IRKH STAIMESS STEEL SUEn. Twe
GRIGIRNGL STEN W3 ROV 379" 5 ENGUEN FOR TiE 12,200 L 0. OF TAWST BEVRLOPED OV I OPEAATOR,

MARADILIIY -~ ARC PURIC SRCUEnT BOBR, 4717 » STREET, wASHINGTON, P. C. 2093 (38 CENTS/PACE -- SINEMM
CRAREE  02.000
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AVASLASILITY = An( PUBLIC LOLUMEAT 200N, JT717 » STREET, waSKHINGTION, 0. C. 20543 108 CENTS/PALE -~ BINIWN
Lradck 52907

’.:UJ:G' l;n’l::ﬂlli ® INSTMURENT, PROTECTIVE » ORESDEN ? LOWR) o TEST, SYSTEN OPERSBILITY & waLYE OPERATORS »
VaLve> ¢

101739
CURE SPRAY vaLvE PAILS TY) OPEN AT URESOEN )
CURMORREALT > EOISON COMPANY, 4L INDLS
2 Packsy ARITER T0L NAC OIRECTORATE OF REGULATORY OPERATIONS, REGION 3. APRIL 4o 1979, OOCRET 350-249, TYPE—
dunte BFG-~Coler AE--3T L LUNDY

CAUSE ~ ULAMMmN, wHILE THE AESCTOR was OPERATIAG AT (203 Wi, & CONE SPRAY vaLVE FAILED 10 CLOSE

LAt


http://luanoai.tai.iw
http://tor.ua

10435  cCumTimnoe
CLECERICALLY DMRING TESTING. Fualn PAcVEWUS FALLURES. (T nas wtin UETEANINED 1Hal Tnt vaLve
CANNGS O¢ (LOSED ELECTAMALLY Wl E Tnt CORE SPRAY PURP S RUMRING. AR UPERATOR was STATIONED Al
T VALVE TO RANUALLY CLOME BT §F NECESSAAY. Tuf VALVE IS USED FOR IEST PURPISES OMLY. OWRING
Tuk REAT REFVELING DUTAGE. g VALVE will Ok DIGASSENMED FOR InSPECTION 10 DETEANINE Tk CAVIE.

AVALLASILITY ~ NRC PUBLIC DOCURENT RODR, LTLT7 » STREET, BASHINGTIN, D. C. 20543 (38 CERIS/PAGE -~ RINRIMM
ComnGE  82.90)

CORE SPRAY o FAILVAE, EQuIPRERl o TESTIAG © URESDER 3 (DuR) o TEST, SYSTER DERABILITY o VALWES
102288

PENEIRATION FEST LINE FOURD TU BE SRORER AF ORESOEN )
COnmInuEALTH EOISOR (OMPanT, ILLIMOES

3 PAGES RETTER 1O MAC UIR. OF REGULATORY OPERATIGNS. REWEION 3, APRIL 23, 1975, POCRET 3)-249, TYPE--SuR, WFu~-

vofes M--36T & UMDY

CAUSE -~ NAINTERANCE LARON. niLE PREPARING TO REax TEST TnE WSives OURInG A REFUEL ING OUTAGE, A
GRLAL WAS SISCOVERED Ih ToE 1/74~IN, STAIWLESS STEEL DEST LINE FO Tut SJELLOWS 3EML FOR A MAIN
STCAR LINEL PEAETRATIUN. ThE LINE w0 COWRLEIR'V SEPARATED. APPARENILY, PER:ONNEL USED Tk
PERETRATIUR 1) STARD ON JURING PAINTERANCE I InE AREA. Tuk LINE wAS INADVEATENILY SIEPPED UR.
Tng GRORER PTECE OF TUBING NAS REWMWED ARD SPLACED.

WALLABR LIY - RRC PUSLIC DNCUERT Buum, L1717 w STREET, BASKINGTION, 0. C. 23%65 (00 CENTS/PASGE: -~ dininum
CRanGE  82.90)

ORESDES 3 LBun) ¢ TURING + SPENETRAT IONS. PRIMIRY CONTAINNENT o oSEAL o WAIN COOL WG SYSTER o FalLumt,
PAINTERANCE CRAUA o FAIUAE, TUBING o TRSTING o REFUELING

102963
SET POINT DRIFT In wiL] AREA TENPERATURE SENSORS AT ONESOEN 3
COnmuUneEALTn EOISON COMPART. JLLENOES
L PAGE, LETTER TO WRC DIECTORATE OF ARGURLATURY JPERATIONS, AEGION 3, WAY 6. I9/S, OOCHET 50-249, TYPE--dmm,
M o—voles ME-=56T L LUNDY

CAUSE - DESEWh DEFICIENCY, TESIIRG OF TuE NIGCH PRESSURE COOLANT JJECT IO SYSTE™ ARta FTENPERATUNE
SERSURS OURING Tk AEFUELIAG OUTAE FOURD 12 JF THE 16 SENSORS TO AW SET PDINTIS AROVE TwE 200 F
LIRET, Bk ERISTING TRMPERATURE SENSORS ARE SUT SVITED FUR A FIAST OPERATINN SUAVEILLARCE Tvoe
OPRAAIION. 4 LIQUID FILLED TEMPERATURE SERSDR wiiCw IS BETTER “WETED FOR TMIS APPLICATION mlLL
ok INSTALLED.

WARMIITY - RRC PUBLZC DOLUMENT AUOR, ATLT » STREET, =ASHINGTON, D. C. 20543 100 CENTS/PAGE -~ YiIxiaum
CHanGE  32.00)

GRESDER 3 (k) o GIRATRUMENT. SBITCH o INSTAUNENT CALIGRAT JOW o SENSONS, TENPERATURE « FEST, SYSTEN
OPERABILITY ¢ FANLURL, DESIGH ERALA o OSET POIRT © SORIFT o NPCE o REFUELING ¢ FATLURE, IRSTAUNRENY

102054
SEI PUINT JRIFT In WPCl AREA TENPEAATURE SENSORS AT OAESORN 3
CORMUNEALTN £ ' SOR COMPANY, SLLIMES
I PAGE, LETIER 10 MAC VIR, OF AEGMLATORY OPERATIINS, REGION 3, MV &, 1975, VOLKET 30-269, 'YPE--Bul, WFG—
€. By AE==3T . WNDYV

CAUSE - URSUITANLE (VL OF SERSOR. OUPING CALIBRATION OF TiE NiGm PRESSUNE CLULART INJECTION
SUSTER AREA TERPERAIVAE SERSLES WILE A REPVEL ING UUTAGE wAS 1A PRUGRESS, THE 36T POINT On 12 OF
Tk 1o SENSDRS wAS FOURD TO O ASOVE Tk 200 F LIEWIT. Tok ERIST ING SERSONS AE NIV SUIIED FOR
TniS SEAVICE. A LIGUID FILLFO TEWERATURE SETIOR weiChw (5 SETIER SUITED FOR TS USE wiILL OF
SNSIMLED.

AvARASILIIY - RBC PUBLIC DOCURENT ROOR, L7377 M STREET, waSHIRGTON, D, C. 2055 109 CERTS/PAGE -- minimm
Cnanceé 82.092

ESOEN 3 J0wk) o CINSTnuMENT, SuiTCr o INSTAUMENT CALIBRATION ¢ SENSORS, TEUPERATURE + FASLUAE, DESISY EAROR
o BEST, SYSTEM QPERABILIIY o o3E) PUIRT o SOAIFT © WPC) » REFURL ING

L2099
mORauL IC PIPING AESTAAINTS FOURG Tu B (ROPERAGLE AT ORESOEN 3
CORMUNSEALTN EDISON CORPARY, 1LLINOIS
3 PAGESy LETIER TO Ant OlR. UF REWAATORY UPERATIONS: REGION 3o MAT 0, L973, OOCKET 30-249, TYPE--AWR, NFG--
wofoo M -=36T L LUNDY

CAUME -~ URRIUBN, OURING AN [NSPECTION wvilE THE REACTOR 445 SWUTOOWN FIR AEFJIEL ING, 2 WYORAR IC
PIPING RESINAINIS wERE FOURD TU B INOPERABLE. Tk CAUSE MAS NOT OLEN DETERRINGD., TrE
INOPEAASLE URITS wiLL Ot ATPLACEC wiTw RESVILT WMES PRIDR 1O STARTYP,

vAILAsILITY - MAC PUR IC UGCUNENT ROOW, 717 » SIREET, wASHINGTIN, D. C. 20345 (00 CENIS/PAGE <- SIntAM
CHanst $2.000

ORESOEN & (0WR) o O3n0CK ABSORGER ¢ PIPES AND PIPE FITTINGS ¢ FALURE, EQUIMENT o SURVEILLANCE PROGRAN o


http://taii.ua*
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wWeady o ael Pt O K
sEburLind o SuPPLAl STmuLiube ;

133150
20248 VUL SATILRIRS FAIL Ty DELIVER daTE) AWk CAPACEITY AT DRESDEN )
wURRURetAL I EulSUN. BLL.
2 Pauasy LETIRR 10 Ml DIRECIURARE OF ALCRATORY QPERATION. RECIUN 3. WAY 19, (975, UICREV $2-249, TYPE--QuR,
Mo-=vw.l.v AE--361 & LUNDY

Cause - BAL LELLS. DuminG & LISCHARGE TESE amilis Tik néEACTIA waS SuTOOWN FOR REFIEL ING, NREITNER
Ur Tk 24708 VOU SATTRAIES UELIVEREL THE AGRJUIREDL 20 ARPERE-WOAVR > BEFURL THE JARK VOLTACE OCROPPLD
BELOL 42 wOLIS. FALLURE wa) OUE TO & 84D CELLS IV UNE BATTERY anG & BAD CRLS 1w Tng NV .€A.
kAt ARk ie LRALLS PEX 40 v cATIERY. UME 1° CRLLS TNAT wAD DETERIURATED wilL BE SEPLALED MI0B
M Cunk LLADING.

AJAIARILITY - M Pl B2 OUCURSNT huum, L7037 W STREET, wASHINGTON, O. C. 20545 108 CENISIPAGE -~ NINIWN
(hangt  82.00)

UnESUER 3 (uats » SRETTERIES L CHaRLERY o ERMAGENLY PUNER, ELECTRIC o TEST, SVITER OPERASILITY o fARLVAL,
Cumptintal o niFutling

103192
SE1 POIN URIFT In TERPLAATURE SuiTCnES AT DRESOEN B
CURRCRSEAL T RUTUR CONPARY, JALINODES
& PAwESe LATIER JO Wml 08, oF AECLATURY OPERATIONS. RAS<ION 3, MAY 30, 197% BDOCRET 33-249, TYPE—DA. RFG—-
Golboo M-=36T € LUMY

CAUSE ~ SERSURS RIT SWUITeD FUR USE. DURING TESTING OF TwE AN STEAW L INE AxEa TESPEAMTVRE
SERSORY brlLt Tre UnET wAs of ING REFVELED: THE SET PUINTS UF & SENSURS WERE FOUND TO OF ADOVE T
200 F Limifl. Twk SEN3ORS e BESEV. Ik EXISVENG SENSORS amé nNOF SUITED FOR TS TWE
OPERATION. LIWWIV FLLLED 3MASUMS ARE BEING TR STED AS PUSSILE AEPLACERENTS,

Azllk.llll'u'.t PUBLIC DOUCURERT RCOP, RTLT » STAEET, wASHINGTON, O. C. 20563 (08 CERTS/PAGE -~ BIBIMM
i Gk

GuEUEN 3 (Guh) o OIASIRUMERT. SuiTCn o INSIRINEAT CALIBRATIIN ¢ SEVSONS, TEMMAATURE o TEST, SVSTER
OPERASILATY o o3xT PUINDE o Au]Fl o FAILURE, INSTRURERT o FAJLURE., DLSICh ERROR o ACACTOR SAFETY SYSTER o
" FUEL ING

103487

SIARUOY LIVUIU CunTRUL RELIEF vALVE SET POINTS LESS Tram LINIT AT ORESDEN 3

CunmuRecdL TN ERISUM LOWPANY, TLLIMIS

3 PACESs LETTER JO BAC VIRECTURATE OF RESVLATORY OPERATIONS, REGCION 3, JunE 13, 1979, JOCKET 30-249, TYPE—
Sulle Mo—~b,E.0 M=--53 L LUNY

LAUSE - LT PLUINT DRIET. TEST PENFORMEC IN TrE CAIRTERANCE SXOP DURING THE REFUEL ING OUTAGE FOWRD
SOTn STARDEY LIGWID LURTROL PURP DISCNARGE RELIEF valwe$ TO JPERATE SELOw THE REQUIRED SET POENT.
Utk VAL UPENATILO PROPERALY SUT THE SET POINT waAS LOs, T wAS CLEARED MRD RESET. TRE DYIER
VALYE LEARED. OLAYSTALS OF SGUIUN PENTABORATE wERE FOUND On TWE vALVE SEAT WeiCK PREVENTED Tne
VALVE FROR tATIM, PROPERLY. Tnt VALVE WAS CLEARED, LAPPED, AND NESET.

WA AILITY = mal PUR IC VOCUNENT RUOR, AT1T » STREET, sASHINGTON, 0. C. 20943 108 CERTS/PAGE -~ RiInimm
CmaRGE  SZ.0V)

URESUEY D ldell) o SVALVES ¢ OSPRLSAME RELSEF ¢ SHUTDOWNS SYSTEM, SECOROARY o TEST, SYSTER QPEPABILITY o
FAJLIRE, EQUIPRERT ~ SET Puln] o URIFT » LEMK & (o) » REFUELENG

103600
SUPPLENEATAL REPUR] OW EACESSEVE LEARASLE TVROUGH [SOLATION vaLvE A¢ DRESOEN 3
CURRURSEAL T LOTX D CONPANY, CNICAGE
3 PBeE3e LETIER TO MAC JIRECIOMATE UF RESWATORY OPENATIONS, REGIO™ 3, JUNE LT, 1973, QOCRET 33-240, VYPE—
BuRe MFL==Geb.s A-=5] & LUNDY

CAUSE - UNIAUWN, UM Frde 14, 4979 LEARAGE TN EXCESS OF LIMSTY OF S LTO w25 ODETECTED TWAQUGH AN
150t 8T Tuh VALVE, Int MARUFACTURER EXAMENED THE VALYE AW FUUMD Twal IT LEARED TOTALLY AROUND
Trit SEATING SURFALE AT 30 P3JG. Tnk vaevE SEAT mAD 2 OFEP TCARS CA CRACKS AT L INCrw LONG FP
THE SEATING AREA writr OID NOT LEAR BUT OISTORTED Tig AUIGES SEAT CAVUSING NVERML LEARSGE.
INPROFER  ASSEMSLY wAS NOT COMSICRRED A PROBALE CAUSE., 1T COWMO 8€ CAYIGENIC OETERIORATIM. A
FERMPRAATUNE cLENENT will AUAITOR FNE vALYE AREA NITROGEN INERTING,

AVALAGILETY = AL PUBLIC DAUMENT AUUm, B717 N STREET, wASHINGTIN, U, C. 2095 108 CENTS/PAGE -~ WINI MW
HAAVE  $2.0U)

OneSULh 3 (owR) » OVALVED ¢ COUNTAINAENT ISOLATIOY ¢ CxXANIRATION ¢ LEAK » CRYGGENICS o FAJLURE, EQUIPMENT

1a319y
FURL PAILURES IDENTIFIED oY wET SIPPING FE5TS AT DAESORN 3


http://MtU.MIL
http://rim.it

e 4

T TR T s ey v

128

twsT:y  oCUnT iawkDe
Cummunnt AL 6 c0ISON COPAMT. (RILACO
AT PAGES. LETUER wiTh REPURT 30 ML JVIEECTINATE JF fcGUATIPY UPERAIEONS, Reslu 3. Jumt 20. 1975, USCatl 32—
249 1VPE~-0uft, AFG ~Gokoo AE-—3ET & LUWOY

= PELLET-LLAD INTRRALTAON. JF Tnk T2« Fukl ASSEWALLES @&V IPPED OUT UF  CORF, als mtat
lutlll'l!u &3 OEFeCilvE. Gk AGREED TrEr wilE IUeNTEPLIED AL OEFECTIWE A3 IRDICAR Y 8y Inp FUEL
CIMIRACT. 3430 27 Plom ¢ 2POSUSE  ASEWRLIES winf O DNCHAMSED AND 14U NEM JRES BELF [RSKATED FIR
CoClE & Ml GEFECTIVE ASSEMOL IES axRE JA7 FyutL twhiCwiu 1D 2.13 /0 ©~205. AMveRaLd: Falwuné
Aalt wAS 15.08. INE COME BAS UECKED AT AN AvERAGE BATE =F 40 ASIE'RLIES PER DAy, fFuty m®
TINURES AELATED 50 AGO MOVERERT ofRE PRIIASLY CAUSED B¢ & PELLET-CLAD INTERACTICKR Mlrndn 1SN
T VIRG RIGMLY LGLA JoE0 SIAAN LEADING TO CLADDIRG cRACRING.

AVARASILEIY ~ sC PR IS VOCUMENRT ROOM, L2717 » STREET, wasmincTUN, D. C. U543 (I8 CERTS/PALE -~ INviwm
CndlGi 82.99)

UmESUE 3 d0wm) * FURL ELEPEATS o SR AILURE, CLADUING o SFAJLURE, FUEL ELENEN o INSTIUREST. DETEL FION ¢AILFO
FUEL ELENENS o fUSL IMTcERITY ¢ FAlLURE, FASAICATION ETUR » SUCL BURNYS » (RAln o CLADDING

186223
CRARS FOVRD In L . TR AUO ORIvE COLLET nOUENGS AT OMESDEN )
Cuihe oL In EOISUR COWARY, (MILAGO
3 PAGES. LETTER 10 Mot DINECTURATE OF AESULATORY UPEATIGAS . BeGION 3. FAY 3, 1975% uUOeES 33-2409, 1YPE--salt,
Gl -v AE--361 L LURDY

CAVE - maDbh, wiilt OVEMAULIRG CUNTAOL AQ) DRIVE 900 OURING Tk REFUELIY WTAGL, A FRENAR
NG ICRD A CRACR [N Pt COMLET MBusinG SwmT fust. UF I8 MECHANISHS EXAMINED L1 mAvE SONE
IMMCATION UF (RALEING. GE MAY VESEAVED S INELAR “RACKS OV TESS DRIVE Meioanisns Tual navk stén
CAM-CTILES 2000 FINES. G& WAD ASSUTNED Tk PRORLER WAC DUE TO Tht AGRBASALLY WIGH MPWER OF
SCRAR CVCLES. Ume CAUSE APPEMS 10 Bt ARLATEY TU TEAERATURE CYCLE, INE ORIVE ERPERIENCES
OGURING & REACTOR SCRAN. TIAGLE INDEPENDERT STUULES ARE I8 FROGRESS. NI MOUSING ASSEMLIFS Mave
SR ER AECEIVED TG AeMACe CRALKED UnElS.

AvALASILEITY -~ WAL PUBLIC VOLUNERT ROOW. L1717 » 2FAGET, wASMRGTIN, U, C. 20943 00 CENTINAGE -~ SINIURN
CII-G( 2.00)

ORESUER 3 I0wR) » SLUNTAGL 80D URIVE RECMRIING ¢ FATLURE, CONPINENT » SCIACK o NETALLURGY o AEFVELING o
RAINIERARLE ANy REPAIR ¢ TitnmiL MECHSAICAL EFFECT

100830
CLAMP BOLT AEEPER TALR WEALD Ch ST PSS FalL AT DRESOEN 3
CURRORSEALTF EDISUR CLAPANY, (MICAGO
2 PuSe LIA 10 ARC LIRECTORME OF REGULATORY JPERATIOV. REGION 3. JAY 31, 1979, OOCRET 30-249, TYPE--Aah, WC -
Golor AE--3CT L LURUT

CaUSt - PULR TXMR wtlUING. OURING RESTRAT SRR 4 REPER LIFT TESTING OF W€ JET PURPS CuRiI™w THE
REFUELENG UMTAGE, Trk TACR wEWDS O 2 BT PUWS FalLED, THE APPARENT CAUSE S PO TACK wEHLDING.
Tok CLARP BAT RERPEAS FOR Tit 2 JET PURPS WEAE ALwELDED AW SWCESFULLY RETESTED.

AVAIASILITY = mC PUSLIC VOCUREAT RODMy L1707 m STAEEF. wASMINGION, D, C. 23%4% 138 CENTS/PALE -~ vINIWW
CPARGE  32.09)

One SUER 5 (OBR) ¢ ORELDS ¢ SPURP, JET ¢ FALLURE, 19STALLATION ERAIR o TEST. SVSTER OFPERMSILITY o REFURL NG ¢
RAIN COUL ING $7S5TER

109544
PRISRARY CUnTATSAENT LOCAL LEAX RATES EXCECD LISITS AT JmESOEN 3
CORMMUEAL I EUISOM CLRPANT, ChICAGY
1o PGSe LTR w/ATTALM. TO ML OFR. OF FECULATURY JPENATIONS. REGIUN 3¢ AUG. L4y 1973, UOCCET 30-249, TYPE--Bwm,
M o—6okos AE--5CT L LUNDY

CAUME ~ SEAL FAILLAES., WMILE PExPUARING LOCAL LEM-RASE TESTS DURIYG T€ REFUELIYG OUTAGE. 7
TEMTS EXNIBSTED L ARAGED ADOVE THE RASIAUS ALLUWAILE LINITS., FOUR SEEdwATFR CECR VALVES wift
LEARING DLIWEEN TnE VALVE SEAT ANO VALVE 400Y. Tnt O-RING ndd BLEN SWUEEZED AND MO LONGER
SEMED. Trk D-RING GRUOVE WEPTI 4AS INCREASED YO PROVIVE METAL-TN-wETAL CORFACT wiTn THF O-RING
PROVIVDING A SEML.. ORYNELL-T0-TuAUS VACAPT SREMMERS LeAKE) PMOWN Tt VALVE SHAFT PALRING,
APPARERTLY FRAIA S:TTLING OF Tne PACKTNG., THE PACKING BIRTS #ERE TICHTEVEDN. | EAX wATES wae TEn
wé€llL wiTnin LINET: .

AVAILASELITY = MAC PUBLIC DOCUMENT RUUT e L70T7 MW STHRET, #83MINSTON, D, C, 20943 (00 CENTS/PAGE -~ YINImUW
Cratst M.0)

URESOLN 3 (GwR) o PLEAL RATE o eV VE, OMECA * FEEOWATRER ¢ SCIVTAITWIENT VACWAM IRLARER o SEAL » TEST, LEAX
RATE » CONTAENMNT » PENETRATIONS, PRIPARY CONTAINWENT o REFUELING © TEST, SYSTEN OPERASILITY

10518
SEV PCINT OnEFT v FLOw SERSORS AT (FESCEN 3
COmmOmtaLTr SUISON COMPANY, CHICALU
2 PCSe LTR 10 NRC win, OF RCGULATORY JPENATIONY, REGIUN 3, MG, 15¢ 1975, QULKET 50-249, TYPE--gw, "F,--G,C.,

AT I

G b ety e
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Caust - InSTnumal wusisf. Cutlat BESTING O JSULATIGAR (e iR Mioa FLUd 2ol TOMR S uifw Tok
RESL TUR WnLECUWS FOn «EPUELEING, BUTH JIFFEN I IaL SullCuES 4ERE FOUND wiln 5eTPNINTS A0WE TnE
32 ImnEy GF wdlcd LIRNIT. Bve FOLP Z0INES wkat 36 AND de.> ThOnES BE SPECTIVELY. Ty of
AT (MM BIETELY.

MARABILETY - Wil Pudl Lt QOLUNER] Puun, L7107 » 3TREc T, wAIniwTunk. D. Co 2J34% 438 CenTSIPACE -- WiNlIwN
(HaMc  82.000

CARSDEN 3 1Bt o SINSTAUPERT. dnldTCn o FNSTAUE ST CALIBRATION » SENSUAS. FLOW o FAlLU“E. INSSRUmENT o o5¢d
POIRT o SORIFT o FEST, 313TcN UPFLRARILITY o PLART PeuTRCTIVE JVI0EN o MESUEL ING

1939
aPCl warve TRIPS On Tutnnar UVRRLUAD A ORESUEN 3
CURRIAULAL T EDISOA CORPANY, DdCaC
4 PuSe tin TO Mul ViN. UF BLCAATIAT OPLRATIING,: PESION o AUC. 2T, L9753, OOKHET 32-209. SYPE--dolk, AFG~-C.E.-
At-=3%T L LumDY

CONSE - DEFLLTIVE PUSOR. WeilE SESTIWG Tw® LOCE SYSUER DURINE A REFULL ING UNTAGE. Trt wiBOR
OPERASUR OR & VALVE TalPPtl TwiCE On PEARAL JVEALOA0. Taf WIIR wiS FOUMD U ORAw 2.0 A0S uilfn
N LOAD. ®WITW LOAD 3T 13 BATEV A1 2.9% A% 021 URGuw GETREEN 3.2 AW 3.3 AWPS. Tnt OEFECTIVE
MUTOR wAS RLPLACED nifr A 3UNItaAR TYPE WIOR wtiCn O0tw 1.9 AP wiTn ) LOAD AND 2.3~2,.% ARPS
welLE JPEAATING Iné vaLVE.

.lll“llg' - WAC PUB (C UGCURERT AU, L1707 # 3TREE T, wASHRINTON, 9. C. 20%¢% 1J8 CERSS/PAGE -- RniNIwm
CnARGE L]

.!Ml‘l SBun) ¢ VALWES o LPCL » FAItURE. EQUIPWINT o TEST . SYSTEY OPERARILITY o owALVE JPFRATCPS » WITIAS o
AEFUEL ING

105838
LIBCUET sREMmEn FAILY TO SRIP GPEN AT ORESDEN 3
CORMONEAL S EQLSOR (ORPARY., CnlCAC
4 PGS, LIR 10 WAL VIRECTURATE UF REGULATUAY JPERSTION. AESIOR 3. AJGUST 29, 1979, OOCnil %0-249, SYPE--get,
Me—Cob.o Al--30T L LURDY

CAYSE =~ TREIP Cult Bumnew UUE. OURING TESTRme ¢ Trd ECC> wiTu TeE UNIT 1N S DONS, Bu3 34 waS DE-
ERtRGELED. DURING ER TAIP TESTING AS T IniP COI. JF A BACARER wAS EWRGIZLD, Twe COIL
Smnty VUl BFORE Tn ING ek HREARER. ML SRR ER COMPORENTS APPEamED TO OF SEIVICFAMLE. TnE
GREARER wAS REPLACED wilw A SIRILAN ORE, T9F DEFCTIVE TRIP CUIL wAS REPLACEU ARD Tk oBE AXER
BAS SUCCESSFULLY TAIPPED SEVERAL TIMES.

AFAIRASILIIY ~ MAC PUBL §C DULUMERT ROUM, L71: W STREET, waASHITON. O, C. 23%% )¢ CERTS/PACE -- RINIMUA
CHMRGE  $2.300

OAESIEN 3 LOml) * SUAEARER o RLECWRIC POMER o JEST, SYSTEM QPERASILITY » PFAJLURE, CONPURERT » enERGENCY
COORLING ITSTER & ERERGENCY POSER, ELECTRIC o ARFUEL ING

105887
3T POIAT DRIFT IN REACTOR NIGH PRESIUPL SENSORS AT ORESDEN )
COMMURREALTH EDISON CORPANY, CwiCACO
2 PG3. LIR JO WAL DIRECTORASE OF REGWLATORY UPERATIUV, AEGION », SEPT. 2. 1979, OUCART 33-249, JYPE--BaR, (-~
Golor ME~—3CT L LWWY

CAYSE - INSTRURAT uRisl, OURING Tk REFURLING (RIFAGE, A CALIBRATION OF TnE & REACTOR NIGH
PRESSURE JRALURS ALVEALED TrAl 3 NAWE SET POINTS ABUWE Tl 1060 PSIG LIMIT. 3E&V POIRY DRIFTY
APPRARS TU BE AGGRAVAIED 8Y EXTENOED PERIUCH A7 1ER0 PAESSURL. TWE ERROR SAOURTED TO LESS Twam
58 OF Ik OPERATING nanLE. THE SWITCHES wERE IMEODIATELY RESET, SUITABLE REPLACENERTS FOR THESE
MELETRUN WOOEL 372 >wiTineS ARE SEING EvaLUATED.

AAILASILITY - ARC PUR IC DUCUMERT AQOM, LRTL7 n STRELT. wASHINGTUN, D. C. 20943 (08 CENTS/PAGE -- “iNImUMN
CnAfuE  $7.00)

URESDRN 3 EOWA) * SINSTALMENRT, SWITLn ¢ SENSIRE, PRESIURE » INSTAURERT CALIBRATION o TEST, SVSTERP JPERASILITY
* FATLURE, INRSTRUMENT » oSET PUIAE ¢ OCRIFT » RAEACTOR SAPETY SYSTER

19s340
RAIN STRAR LINE DAAIN VAL VE FAILS AT DAESOEN )
COMMURWEAL TH €OESON, SLL.
2 PCSe MR 3=-Z49/T75-39 10 ARC QIRLLTO® OF DINECTORATE OF RECULATORY OPEAAT 0N, REGION T11, SEPT. 3, 1975,
0OCRET 30-209, TYPE-—gwR, MG—b.ter Al--5C L LUWY

CAUSE ~ DEFECTIVE UVERLDAD MLAY., OURING TnE AEFUELING UUTAGE, A MUTOR-OPERATED [SOLATION VYALVE
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We—uvecor Al--2ILe L wtoaitn

CBudt - PulnlEo CEnnuls ofasd FalLld. JUSING TeSTING OF Trik &SCS #1700 4 ROD wilwORAwn It NUTCH,
2L I8 3 LThER LHUUPY (LULS MLSL 30 elfruRiee. Tix PAUNE-SUFFLR PRINTES CIACUIT BOARD FOR Twi
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In® akacy Litm AT FATIPATRICR
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CABSE = TedT IRPLT SIGNAL thaln, OJUAING TESTIWG, 1AW D READ L)e «mEN Teg TELT SWITCHM wAS PLACED
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PARLUME . EwUEPREND o FITIPATAILA (e o TESIING » REACTIA SFAATUP EXPEREENCE ¢ TEST, SYSTEM OPERABILITY o
INSTRUMENT . InTehmewialt MALGE
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Mrem LPLS IAJe T IO vaLve FARLS TC LPEN AT FITIPATRICK
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VAUSE ~ PINCHED mine., wlLl PLACIYG AMR LGP A IN SAUTOOWS CYILING SU0DE WRING & ROUTIRG
$UTUne, A& vaLVE FAILED AND INDICATUR LEWMFS WERE LUST. & CORTAOL FuSK EN THE BREARER waAS
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CAUSE = CALIORATIUR DIFFICULTIRS. wAlLE DPERAATING AT 25C PUmA, I£5TS FUUND Aa APRY DCWN {FML
TRIP SET AT 2.00 nSTedd GF T 2.58 O% Tt MTER. N0 ULOWALE 13 CIVES PO ERRIA I% READING
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UWERV.R Taga A 5% EMAGENTY BUS DID WIT OPCRATE THE UNDEAVRTACE RELAY. ISNATIIN OF ToE

EMeHLr ALY suS MO MUTYSTART OF TRE EMERGEWCY DEESEL GENENATOR OIQ 3T O-LuR. AFTFR Tnt atLaY =i
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PROBLEYY alln Ik SPLEU RELAY CAUSED Twt P21 9A4Y AND SECONDARY AIR ITART MUTORS 10 TAY TO ENGAGE
Ay Jrt ofedth ma> ACCELERATIAG T) #ATED SPEED, UamMACING ITNE AR IR PINION CEALS. & DROPPING
meyialun in Trg CiReulS Tu The APTEL RELAY wAS RENOVED ALLOWING CPERATION OF THE NELAY FURTIER
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divle
JIELEL LAk BATUR Flhe AT piTLPATAICR
idednd WOoslial Pomtk LUnP,, MEW YORR
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CAUSE = PULK LaBtiLline, AN UPLRATIR wasS DISPATLHNEY Tu REMUVE InE CUNTRUL POWER FUSES FOR A
ARG MY DIEMEL CENERATOR FOR MAINTENAYCE wimr ™ T EDG. OUE TO POOR L ABELL ING, TME
PUTLNTIAL FUSES wERE [MADVERTANTLY RESUVEU. THIS SIMAATED EWERGENCY BUS URDERVOLTAGE. THE
Unwt SV TAGE maLAYS OFERATE: NECHANICALLY, 84T DID NOY waxt ELECTAICAL CrNTALY UeTIL SOme Tome
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Caude - wliin PRER. URIRG AR INSPECTIG 4. A PIFE ALSIAAINT On Wik STEAR SUPPLY [0 NEAY
CMPANGER A wAS FULAD PULLED Fuul Tk SUILDIG wall. SONE ATER nANSER waD GEEN EXPERLENCED
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WILR SAMPLES N2l MRALTIRD OM TIRE AT »ITIPATAICK
N AvAnd Wndan Pumk CORP., >TRALUSE
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CBudE - wELAYY IN SHEPPING, A LETIER wAS aECEIvED FROM TuE CONTRACIOR (EoERL INE INSTRURENT CORP.)
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SURVD ATRUSPMERE SARPLE LIMR VMVE FAILD FU 2PEN AT $ETLPATAICR
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3 PCSe LTA w/Auk I5-03 1O MRC DIR. OF LICENSING: JAT 31, 1975, OUCKET 30330, TYPE--BWR, MFG~-C.E.y AE-~STUNE
¢ =asien

Chudk -~ wink SHUATED OUT. M NG TESTI, A TORUS ATROSPWERE SARPLE LINE vALYE FAILED TO DPERATE.
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OF %.9 P3I0. Ing CausEt DAY JRSIRUSEMT ORIFF. Tk SwiTCrES wEne IECAL IBRATED.

AVASLASGILITY - MRC PUBLEC ONCUMERT ROCW, L7517 rn STARET. wASHINGTON, O, €, 20%4% V8 CENTS/PAGE -- NINImA
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luveal
FtTv/neiLber vaLYES SETPCUERTY Wiun AT PATCH
WCneld PusEd CORMPARY
I PAvEs LETTEn T, AEC ClaciTunafe Uk ATCILAT JAY WERATIONS, REGIZN 2, FEAMUMRY 24, 1975, DOCRET 50-321, TYPE--
dene WF=lober AEk--9351

«AUSE = i STATED. wunin, REACTUR OPERATIDY, 7 waS LEAMNED Tk 2 SAFCTV/AELIEF VALVES NAD
SeBPUINED> 5 PSI ReCet LIRIIS. PRESSURFE wAS REOUCEU SELUN 11) P51C WITNIN ‘s NOURS FORLUWING A
ntaciua SChanm,

AVASLASILITY - Wl PUBLIC JCURENT BCUP. 1717 w STREET, WASHIRGION, D. C. 20545 100 CENTS/PAGE ~-- WiNimM
Crinf 22000

SEPAM & PRESSURE RECIEP o REACTOR SEAATUP CAPERIENCE » MALY COILIWG SYSTEM o StT POINT ¢ NATCH | (IBWR) o vALVES

100800
neLiel varves >EF TOU niuk AT miIlm )
wUmEA PORER L.
< Phoke LETTRd wiTr A3 RePUnT 75/30 1O AEC DIRECIORATE UF REGULATORY UPERATIONS, REGION 2, FEBRUARY 23, 19735,
VUCRES 20=3i1e TYPE-~BuR o MPG—Gokor AE--531

CAMSE - JMPRUPER CALIBRATION, MERAGEVENTY #ECi 1VED A LETTEL FROM GE STATING THAT 2 SAFEIV/AE IEF
VALVEY wbnt SET 5 POl AcdUvE ThE LINIT. THE valve$S obdE STILL OPERABLE. A 4% DAY TENPOAARY
AcLler FAOA Tk LEMIT wAS GRAATEC BY WAC. FwE vALVE wERE SET wilTr NITROGEN I¢STEAD OF STEAM, AN
INCORAECT SxTPOImY was USEE, PRUICEDURES 4ILL OF SODIFIED TO INCLUDE Tié NI TROGEN SETPOINS .

AVALASILESY ~ L PUBLIC VULLMENT ACOP, BTLT 1t SIREET, WASHINGION, D. C. 20545 (08 CENTS/PAGE -- MINIWUM
Crastot bl odud

PRULEOUAL > ANU PANUALS ¢ PRESURL RELIEF » REACTUR STARTUP EXPERIENE » FATLURE, ADRINISTRATIVE CUNTAOL + mMAIN
CER §eG SYSTem o SeT PUINT ¢ wATOH | (BUR) o VALVES

190862
ALEC TAWING IR EPPED (CURARCTFL NEPORT) AT MATIM |
vield PuwEn CU.
2 PhsEae LETICR wilm A0 REPURE F3/1 TU SEC OINECTORATE OF AL ATURY DPERATIONS, AEGION 2, MAACH 3, 1979,
DMAES Y- Yike VYPE--dWR , WFu~-Gote e AE--335)

Caudt -~ wininG ERRUR, OURING FUEL PRECOVOITIOVI WG, 4 AEACTOR SCAAS wAS INITIATED BV ASIEY
CLOSUME, RCIC TUREIAE TAIP FULLCHING AN AUFO START, MPCI  STARTED O LOW LEVEL. RCIC WAS
ALSTAATRED MANIMLY. A wIRING EARUR waS FUUND On THE TURIINE GOWANOR. TwE CABLE CONMCIOR 10
Tt GUVEARUR MAD BROREN AND THE REPLACERENT MAD BEEN WIRED INCORRECTLY RESUTING IN A4 LOW
VULTAvE SIGMAL TO Tht GUVEANOR, THE GUVERWOR RESPURSE TIME wAS REDUCED RESULTING (N A TURBINE
IRIP N CV¥ERSPLLO.

AVAILARILETY - MRC PUMLIC VULUMERT RCOM, 717 » >TIEET, wASHINGTON, D, C. 20505 (08 CENTS/PAGE -~ AINImM
CrARGE  $2.00)

CONTAENRENT TSULATION » APALTOR STARTUP EXPERIENCE » FAILUNE, MATNTENANCE EMROR o TJRBINE » COOLING ¢ HATCH
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STANUSY LINUID CURTAOL SILAsE TARR (UACENICATION LUn AT ralim 1
CEtdelA POnta CO.
2 PALES, LEINR wln A0 nePuUal 73202 IC AC OImeCIIRATR OF REGAAAT MY WERATIONS, Re L6 2, "an(n ). 1979,
WY S0-374, IYPR-—~Bmt, Mo—vet.. SE--3SL

LAUSE - ORUTLILE Dunint TedliRc. A YAWRLE [aach Faud Feg STARDSY L[ JWD CARTAOL ST URASE Taw ot
PRIOA 1O A KEACTUR STAATUP we wEALLY TaT Twé SO0Sun PENSASIRATE CNCFeTAAT JION wuaS SEL'N Tk TECH
SPEC LINIS. >TARIUP waS STCPPeO UNIIL Int CINIRIZANION #AS 4t SERD nE¥eEN LINITS, ODURING
WNC BRSTiNLe dMMeeL JUARTLITICS W >RUTION ARt LIST,. «EJUIAE (ML TRATE-N DEPENOS DN wik U .
GORING Tl LAXT BRST. Tek woLume JECREASED JELOe Tnal REJI4Es FOR Tre LCONCERTAATION.

ARt RTRATIVE LINE ) navE 2€ EXVASLEISHEY.

AVARAIILITY -~ miae PUNR L DAL URENT SCum, L7717 » 3I4EET. adSriaetun. 0. C. £3%5  sul CENIS/PAGE -~ siniwm
CnafLe S2.000

PUISIN. SULUBLE * 23N ¢ 4tALIUR SFARTUP e RPEriENCE @ STORASE C IWAINER o TE3T, S¥SI(Y OPERASILIEY o
I OUNh SYSTEN, SECOMARY o FAILUARE, ADWINISIRATIVE COl40L © WA KK | (owRt) + (ONLENTRAT UM

100804
SETPUINT URLFT In Ltan uElecTIun ERSTAUTERIATION AT »ATCH |
SEORelA PONER CO.
2 PhokS. LEIEER wiTw AD #ePont 15713 Tu AEC DISECIORATE UF RELULATONY PEIATIUN, REGION 2, Baa(r 3, 1979,
UULRET >9—-321, IVPE-——dutt, MFGC—GCotos BE~-53I

CAuSE - INSTAUSENT umifT. Ounim, TESTING JF Tk Ru(s LEAR LETECTEN IROTAIREAEATION 0N INSTRUmEN]
IRIPPLU AT 85 PR 4D & SECUNC BT W PW., odIn ERCEED M€ A) Gow LINET, 9CTn wéaE
AeCALIBRATREY, Trg APPAACAT (AUSE BAS OREFS (N Ted GE WONEL 500 M ARW Us(TS. Teg LNITS wAD 2ft™
36T CLunt Tu InE A ERIT AELAUSE STSTEN TRARSEERIS DUAlme wORWAL SYSTEN UPFRATIUN »AVE agiutiED
I% ERROREUUD NILK LEAR SELAMLS CAUSTING STSTeY 1ULAT IuN.

AVAILASILITY - ML PUBLEC VUCUMERT RUUM, LTLT = MTdeiVe wasnime’INe Do Co  20%45 (09 CENTSIPALE -~ wiNTRUN
CAMREE 32.00)

INSTRUSENT CALIBRATION o sallumb, INSINLIENT o INSTAUMENT, 201TCn o REACTOR STAnFyP EXPERJENCE » Te3T, S¥HIEN
OPLRABII I3Y o LLAA o 3EF POIRT o waTOrn I (BWR) o OREIFT o SENSIRS, FLOM

10useS
OIFFEREAISAL PRESSUAR SeaTCM EARATIC AT MATCH |
GEORLIA Puntn CO.
2 PhukEd,y LEVTER wiln 80 REPURT 73716 Tu WAL Oiwe T 0RATE OF RFGULATIRY QPERATINNY, REGIUN 2, PABCKH 3, 975,
DOLRET 50-321. IVPe--mmh o MPG~~Galkor AE--SSI

CAUSE - SET PUIRNT Snibs. A NSt LEIFFEAENTIAL PRESSURE SWITCH WOUL G OPEMATE ERARATICALLY wiTn STATIC
PRESSURE APPLIED 10 1T. HWISTIGATION MEVEALED Tral Ixf SWENCH SET PULAT oD MWEFT, Tt
OLFECTIVE CELL wAS MPLACEY.

AVAILABILETY ~ MRt PUlL IC OOLUMERT RODOW, L7177 » STAEET. wASHINGTIN, 7. C. IHes 108 (enisspact -~ wintmn
(hanGt »2.03)

FALLURE, INSTRUMENT o INSTRUAMRAT, SwIICH o RRACTOR STARTUP EXPERIENCE o StT POINT o MATCM [ (huRt) ¢ DAEST

iclles
rPCE STLAN Lint ISULATION VALVES FALL FC CLOSE AT nATCw )
SLURGEA PUBLR LORPANY
2 Pty LETTER 10 NaC JDEALCIAATE OF AEGURATORY OPERATIONS, REGION 2. MARCK 13. L9735, OICYET 52-321, 1VPL--
BuR, AfuL--C.F., At--$5)

UMK - PALSSURE SwitCw LRIET, ODURING A NEACTIR PRESSURE vESSIL DEPREDSURIZATION. Twh neCl STEAM
Line §>0LATION VAL VLS FAILED 10 CLOSE AT PRESHURES uREATER THAN 1OV P IC. Temg SETPOINT OF A
SARRSOMLE PREIVRE SMITEN, WU, B2T-M12255-Gks WAD DM 1P TED BELOW 100 PSIG TO 98 PSIG. Tk Swifcw
WIlL BE (MRCHcO WEERLY FUR A mORTH,

AVAILASILETY - MRL PUBLIC OUCUNENT RUUM, L7027 n STREET, waASHINGTION, D. C. 20%5 (0% CeNIS/PAGE - AINImuw
CHARGE  32.00)

CORTRUL SUSTEA ¢ FAJLURE, INSTRUNENT ¢ INSTAUNENT, SwliTCn » REACTOR STARTUP ¢XPEnlEnCE o SEI PUINT » wal(n |
(BWR) o URIFT o VALYVES o SENSURY, PRESSURE » wP(C]

108 ise
FAPROPER LAC UPERATION A3 MATCM )
GEORGIA POWER CONPANY
3 PAGES, LEITER TO ARC DIRFCIORATE OF REGILATORY O2EIATIONS, BeuiDN 2+ MAACH }3, 197%, DUCRET 50-321, TYPE-~
Sy MFC--G. b, AL--3S)

CAUSE =~ DESICh ERRIN, wHILE OPERATING Rrol % THE SHUTOUWN CUMING AODE, IT wAS ODBSEAVEN TrAT TeE
EAC UnIT I ONF COMNER ROOP waS CPEPATING wrtllE THE OPCRATING Re®@ PUNP wAS IN Tk CIvER CORNER
ROUN ., Tik LAC tLEMENTARY wAS FOUND §9 BF IMCORRECT, ARFA TERPEAATURE SwifCHES 40ULO MAVE
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Antitatec 113 ASMULEaTED T3l wRll B3F NEEVEU. & Oedich CHAYGE MEQuk ST wad B3SO 0 COBRMECT TmE
il thbdn AN To COBRMRCT Tre APPnOPRIATE STSTE™ ORAINGS.

A 2NASELLITY ~ Ml PUR BC W unERT ROUM, L1787 » STRGET, <aSHimTIN, O, C.  20%e3 (06 CERIS/PAGE -- nINIMUR
(roasigk  82.90

COmTuGe SY3iem o CURTALSTIAT AR CLOLEIAG « Al » MUDIFICATION ¢ NEACIOR STARSUP EXAPERIENCE » FATLURE, DESICH
CHAUR ¢ LU ING @ nalure | 13wh) o CaBLED AW COMRRCIONS

sdlone
Tunuy cksel AASTRURENIATI WA CaLlanal b SVCURAECTLY AT mASCN |
wt w08 Puskd LORPANY
3 PAck>e LEFIRR wiln M3 xaPUST I3/17 tu Ml JaECTIRATE IF REGAATIRY MPERATIONS, RARCW 17, 1973, OUCRET 50—
3l IOPI-—guil . RFG-~Gok .y Ax—351

vhudt - ATAJUALTRENT] chalE. JURING REACTUR IPERATIURN, IT wAS OETEORINED Twal Tnt TORMS LEVEL
IASTAL A RTATIUA wA> CALIURATEC JRCORRECTLY RESULTING IN 40 IROECATED LEVEL 3,75 IWCwis LESS TeAN
ACIuM waTtn LEVEL. Wkl B INSIRUNRNIS WERE FIRST SET w9, & 3.75 [nCn EARDR wAS BADE N
PEALRING ThE LEST At BETwtEn Fr€ TOMUS TASTIVENT PENE TRATION am) TvE TORYUS IAVERT. TnE
1N TR NTS nenk RRLALTIRATED ARE TR TORUS waléR LEVFL LOWERED,

AvBILAsILITY ~ Ael Pufl Bu UDLUMENT AUUR, L1717 + 3TRERT, maYIAGTIN, O. C. 29343 100 CENTS/PAGE -- mENimm
CmafGe  82.49)

MASIMENEE o (RSTAUREST (ML IaNATION o REACTUR STARTUP cEPERIENCE o FALLURE, IASIALLATEOR ¢RROR * maicn |
lowd) o >EAMMYe LEVEL ¢ TOMLS

12 ]
TIP JaLl SALWE FAELY U CLUSE AT ral(m )
sEufula PUNtA (OMPANY
2 PAG>ey LETTER wlTH A3 SEPOaT 79718 1O WAC JIAECTIRATE OF WELULATURY OPERATIONS, MARCH 17, 1973, DOCRET 30—
321, IVPE-—gmts MFG—~Got s AE—>5]

COUSE - SINDING JF 3eafT, UVAING A REACTOR STARTUP AND FARLWING FIP yPLAATION, & BALL VML VE
FAILED TO CLUSE A IER Tt CETECTOR was 4ETORANNY 1O ITS STORAGE LICATIOR, UTWE VALVE wAS WARUALLY
CLOSwe A& %ML PR UN Tl valve SHAFT MAD SIGRATED FRYN A RIOWUATED POSITEOR TJ an OFF-SAT
PudlTlius CAuSInG Trt »in TG 3IA0 ACAIWST THE varvk #0DY, ALO, 1 OF 2 YA VE ERO PLATES WAS FOURD
TG 3& LJust.

AVAILAGILITY - MRC PUR IC UGCuntAT ROOM, 1717 » SEXEcT, waASHImION, 0. C. 20543 108 CERTS/PAGE -- RINTMUN
vrANGE  $2.30)

FABLURE: EQUIPMENT o INSTAURCAT, n LONE ¢ NEACTOR STARTUP EXPERIEACE o FALLURE, RAINTENARCE EAROR o MATCM ¢
towl] = WALWES

LYk ie0
S TPOINT UREFT I LEYEL SwITCm AT mATCH )
GEQORGIA PLaER CURPANY
2 Plwtd, LETTER 1O SAC GIRLCTORATE OF ACGARATURY DPEXATIONGS, AELION 2, WARCH 20, 1979, DOCRETS 50-321, TVPE—
ol s MPu--Gokes AE--358

CAust ~ #EPURT M, ERAUA, 1T wAS REPURTED THAF A AEAC TOR PRESSURE VESSEL LEVEL SwitCmw w(uum Al
o3 IMntS Wl ERCEEDD THE 58 IACH LINIT. 4 REVIEw JF TNE DATA St TS REVEALED T aCTuAll
UFESLTED AT &g Jvintt, Tnt SHITCH A0 ORIFTRU % i CUNSEAVATIVE RATHER TraAn THE NOW-
CURSERVAIIVE DIRECTIGA. NC PRUBLER 4AS FOUVD wilie THE BARTON SODEL 2884 LLVEL IRDICATING SWITCH.

AvABLAGILIIY ~ Ml Puei ! 20CUMENT auOP, LTLT n STREET. waSHinTON, V. C. 20545 109 CENISIPAGE -~ AlINIAUN
CrARGE  $1.99)

PAESIURE VESIELS ¢ BUSTAURENT CoLBunATICh » FAILURE, INSTAUMEM o INSTAUTEAT, SWITCH o AEACTIA STARSUP
CAPERIENGE ¢ TETe SYSTaM GPERASILITY o SET POINT o walCH | (owR) » ORIFT ¢ SEVSOAS, LEVEL

ioliel
SETPOIINE UREFT IN LEVEL SwiTim AT malin |
WHORwla Pintn CCAPANY
2 PAuky, LETTSR TU NAC OLRECTORATE OF RECRATORY OPERAFIUNS s RESION 2, WARCH 26, 1979, DICRET %0- 321, TVWPE-~-
Bale Bbu—-Cokor Ak=-335)

CAUSE = Ia>TnUMNG ORIFT. OURING TESTING OF Tre RPS, A REACTOR PAESSURE VESSEL LEVEL SwilCm
QPRRATED AT 5 (NUMES wrallh 15 BELDW Tt 34.% IRCH LIMIT,  THE BARTON WL0EL 2004 LEVEL INDICATING
SRITCH wAy NECMISNATEU, MU PROBLESS WRRE FOUND 25TM THE SdiTCH.

AVASLARILIYY - MRC PUBLIC VGLUMENT ROOM, Q717 1 STHEET . WASHINGTUN, D. C. 20345 {08 CENTS/PAGE -~ RINIMUN
CHanGt R2.00)

PUESSUE WRSSELS ¢ NEALTUR SAFLTY SYSTER ¢ INSIRUNENT CALTONATIOM o FALLURE, INSTAUSEST o IASTRUMENT, SwW TCH ¢

TEST o SYSTEM OPERABILITY + SET PCINT » HATCH 1 (OWRE ¢ UREFT » SENSARS, LEWEL
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SERVICE «ATEN (OninuL vaLve FAl) > &) mAT(M )
wEORGIA Pumiin (ONPARY
2 Phoktds LETTEA Tu mal AUAnECTALE UF BB ATUAY DPEAATIIRS, Rt alide 2, WMALH 26. L1975, DOCRES 50-W21, TVYPE--
PO, MFL--Got.e Ak--330

CAUIE ~ NDTun Buanty WP, UDWBLING MR JPLRATION LT adS JoSERVED Tmal Ing COMAGL SON® TRDICAT IaG
, LIGHES 7G & Mool ZEBVECE wATES SYSIE™ JALVE atat i, Umk JAlve NICR WAy SN WP, e MIOR

: BAS AEZIURG AU ar FumNty TC Scavice. Wk PEEALESY ROTON, FIANE MAles. IS A 15 SINWIEIE VIV wOIR
i THal WPERAIES A 1mUITLING vALYE TU SAINIALY AMR SeaviCE wATER PRESSUAE REAIER Inah Ann wATER

‘r PREIMEE . b AuTu. Tre waLvE WUIJR WAV ERCEES I7Y 25 Mid. JUTY CVCLE. A& BREPLACESENT IR nalt0
‘ FUR (sl U DUTY ®ltt wt Culalvo.

AVAILASILIEY -~ MAL PUMLEC CURERT RCUP, L2077 » 5TRECT, waSwIniIon. D, C. 20543 108 CENES/PALE - NiNJoum
- AMAMGE  SP.)

; ntaLium STARIP RPERIENLE & Patiumt, COOIGh ExfJR o AJSILIMMY CONING ¢ mARw | (0BE) ¢ VALVE OPEALTONS o
nOIORY » v WS

10215
MIPOINT OuIF BN PreSIUme Swlicm AF wa0CH |
CEURGIA PR (OWPaRY
Z PAGES. LETTER BITW AU AEPCRT 73723 TG NRC UIRECTIRATE IF ALGULATORY OPERATIONS. NESIUR 2, APRIL 2. LoTS.
UDWLRET 50-3ls IVPE—BuR, PFo—~uot.. Ak--3$51

' CANSE — URRNORA. OURIRG POMER UPERATIUN. & SCIC TURSIAE DI AMSIAGH PREVIURE Sul Tie, BASRISALL
MODEL O2v-1053. JPERATEL AT 20 PSIG. welCe ERCEcUS Tak 23.8 PSIC LINET, 80 PRONESS ofRE FIUND
] wilm Trt IRSTAURERT. Swk SwulTCm wdS RESET 7D LmPLY wiTw Teln SPECS.

AVASLASSLITY - NRC PUBLIC UOLURERT RODR, JTLT » STRELT, waSHINCION, B, C. 20%4% 108 CENTS/PAGE -- SIniwm
CulRGE N .V)

CUnTAINMERT I3LAIION o INSTAURERT CALIBRATION » FajLume, INSTRUNENT o INSTAUMEST, SwifCH o TEST. SYSUEw
WERABILITY » COMRING » T POINT ¢ HAKN L [asn) » ORIFT o SERSONS, PRESSUAE

102157
TIP RACKINE BMLL VALVE FAILS Tu CLOSE AT mATCH
- SEORGIA POuin CCRPARY
3 PAGES, LETTER wilm AD AEPOR) T3/24 TO NAC OIRECTORATE OF REGULATORY JPERATIO 3, AEGION 2, APRIL 2. 1975,
OOCRET -2, JVYPE—on, PFG~--G.E., Al--SS)

CAUSE - COIL BURNEY UP. wiiLE MeASURING TIP DuIvE A0TOR TORQUE, A TIP BALL  VvALVE FAILED YO CL3SE
AFTER Tt §IP UETECTOR wA) DITHORAWR TO 173 STORAGLE LOCATEON. vk BALL vALYE wAS mamuMLLY
CLUSEV. THE OPEN Culs WAD UMRED WP, Tosk vALVE LATON JPES COTa MAD FAILED SO T4€ wvaLvE wOLO
RUT LATCH UPEN, TniS ALSWUTED IN THE UPEN CUIL EREAGIZING TO NPEn TwE VALYE, UEENERGIIING wrEy

h TNt VALVE OPERED, VALVE CLOSING BECAUSE 5T COMD MOT LATCH, AND ENERCIZING UWE OPEN COIL. e
RePEATED ACTION CAUSED Tk CONL TO CVERMEAT AND MELT FNE COIL  INSURL AT SON,

AVASLASILIIY - ARC PURL IC QOCUNERT ROUR, L7177 » STREET, SASHINGION, D. C. 20543 198 CERTI/PAGE - WINIMUY
LHARGE  32.00)

FAILURE ., CUMPUNENT o INSTRUNEAT, IN CORE » MATZs | (Sun) » SOREADID » vALYE OPE® .TORS * YALVES

1021%8
LEVEL SBETCH FAILS AT maTCw )
GEORGIA PUNER {CWARY
3 PAGES. LETIER wilm AD mUPORT 75/2% T8 WRC DIRECTORATE OF REGULAT (MY OPERATIONS. RESION 2, APRIt 2, 197%,
OOCRET S0-3Zle TYPE—OWR, MFG—GC. k.o AE--S51

; CAUSE - UUT OF ALICARNT. ODURING REACTOR POJER OPLRATION, THE APY LEVEL SwiITCH COVIALT PENED AS
g T LEVEL OECREASED ARD, eniLt TESTING, SECLOSED #ITm & SIMULATED LEVEL LESS THAN TECH SPEC
1 LIMIT, Tk SwITCw ARD ITS ACTUATING MAGALT we Rt OUT OF ALIGAWRENT. THEY WERE REPLALED.

l:::l.'l_-:lll" -"C PUBLIC UUCURENT RCOM, L7L7 » STIREET, wASHINGTON, 0. Co 20543 (00 CENTS/PAGE -- winimum

; CONTAINAENT SPRAY o INSTRUMENT CALIOAATION » FALLUME, (WSTRUNENT o« INSTRUSENT. SwiTCH o TeSP, SYSTEN
OPERASILITY » WATLH | (BWR) o SENSURS, LEVEL
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OFF GAS NMYUROGEN CONCENTRATION EXCECUS o8 LIMIT AT maATCH )
GEURGIA PUNER (OWPARNY
3 PAGES, LETTEA WiTm AR 795/22 TU MRC DINECIUR OF RECULATORY OPERATIONS, ACGION £, APRIL 10, 1973, DOCCET 50-
321 TYPL——OuR, MFGC—G,tos Ak—S$S]

CAUM ~ OPRRATOR OVERSIGHT. OURING NORMAL OPERATION SJAE 1A FATLEV AND CONDEYSER YACUUR OECREASED
FO 21 IN. WG. GENERAATOR LUAD WAS REQUCEOD AND SJAR 18 WAS PLACED I SERAVICE. AT Twis TImE, InE
- UFF GAS MYOROGEN CONCENTRATION EXCEEDLO o8 ANO Tr OFF GAS DISCHAGE VALYE WAS NOT CLNSED. AS

SO TR TE O TR AT RO R wawe e s e et
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k>t & 87 VESIGE LRI ENEI Y, THE ALARY na3 SET CORMERVAIIVELY AT 18 JS00LATEOR (S A mweat
FOALTIORe A SECURL AR will Bk AOED 2nicn =Ll 6L 367 AT A% 00 ALKET TWE UPERA DR 1O CLOSE
Tk wALVE.

AvalaaelnATY - At PURIC DANRERT 4 JOR, 1717 » STEET. BASHAGIIN, 0. C. 20%4% (30 CENTS/PACE — MERIMUm
Lot o200

FAlLunte UPERATUR ERMUR » WORLLER © MOGLFICATION ¢ JFF GAS o maTCn | (SuR} o CORCENIRATION * ANTUNCIATERS
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SET PUIRT URIFT [N PuE>SURE Sul TCn AT wal(w )
wiLanls Poin LO.
) PAnkde akTTck nifn 2K 7926 TC RRC OMECTURATE OF REGULATORY OPEAATIONS, REGION 2, APRIL 15. 1973, BECAEY
30=-5dle SYPE--3mh. MéG--bofer AE--358

cagSe - InyTavmtil valfl. OQURINRG TESTIWG, A ACEC EXwausl OLAPYRACH PAFSIURE 3wl TCY OPEIATED AT 2¢
P3be 1835280 F TRE L3.8 PG LINIT. TE SARRIOME PRESSURE SuiTON, ABREL OXW-A1%033. wAS AESED.
M BVIOUS PRuBLEN pAS FGAAD aniui wIRLD CAYSE ORIFT. TeE SulTOe wA> AR aCCURACY OF 28 IMLYS OR
niusS & P3ii. TmE JASTRUNENTS ARE NIRMALLY SET wiVninm £ P33 OF ToiE LimIT weiCh IS TNEREFORE LESS
TroaAh Tre INSTAUREAT ACCURSCY.

AVARLASILITY = MBL PURLIC VOLURERT RO, 3737 w STREcT. WASHINGCION. D. C. 20543 100 CERTIIPAGE -- MINEMUR
CmblGe 82.90)

i L suwt) o oinyTamgale SHITOn o INSTAUNERT CALIGRAT IUR o S5EASONS, PRESSURE » TEST, SYSTEN OPERABILITY o
FAlLUAE, AURINI“ TAATIvE CURTAUR o OSES POINT ¢ ODRIFT » COJTALERT lsﬂlllﬂ * COM ING
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> lTCW LAATAT RELl0%) AFTER UPERING AT »ATCH )
iUnela Flute CQ.
3 vawtSe LETTER wife AR I5%=47 TG SAC GEAGCTORATE OF AEGULATORY OPERAT (OWS. RECION ¢, APRIL 1% 1973, DOIKEEV
S0-3¢le TYPR—Buh. MFG--G k.o AE—S$31

CAUSE - LI OF AQJWSTAAL. OUAIRG TESTING OF Tk APY LEVEL SHITCm CORNTACT 1 JPENED AT Tn
GRSIRLD $4T POINT BUT AKCLUSEL SELOW TrE ST POINT. Twil OI0 AMOT OCCUR EvERY TIME. Trg COWITACT
AnD LTS AMTUATING mAGAET wiAE AUIISTED SO THAT THE CONTACT ABRAINED LLOSED TO TuE INSTRURERNS
Aahef LOw A0, CINTALT 3 CLUSED AT Tk DESINED SET POINT SuUT FAILED TO OPER wiER THE SIMALATED
wATER LEVEL nAS RAINMEG ABUVE Tat SET POINT, Twis CORTACT A%D (TS ACTUANING MAGRET WERE ALSO
AJJIUSTED .

AAKRASILETY =~ An( PUR IC UUCURENT ROOM, 1737 1 STREET, wASINGIIN, 0. C. 2033 (28 CERIS/PaGE -- Rinimm
CHaRCE $2.000

MATCrn L (BuR) o SINSTAUNERT. SHETCr o INSTAUNERS CALIGRATION » SENSURS, LEVEL « TEST, SYSTEMm OPERASILITY o
FalLukes INSIRUREAT ¢ SRAJLURE, WALATERMACE ERROR o CONTAIMAENT J3RATION

[TrL. 3 )
awmiien Cohind RalliOSES ARTER UPERIRG AT walin §
wEORGIA PUWtR CU.
3 PAGES. LETIEA niTh ADR 795-20 TO NAC DIRECTIRATE IF REGULATORY OSERATIONS, REGIOWN 2., APRIL 13, 1973, DOCRET
50-32l, TVPE—@ak, MG--Golov AE—55]

CASE -~ QU OF ADJUSIRERT. OURING TeSimG. CORIALT L OF APy LEVEL SwlTChH QPENED AT Tt D!Sl!!ﬁ £
PCENT SUT RECLOSEL obLOw Trk SET POIWT. SINILAR CUNTACT OPERATION MAS OCCURRED Ow SEVE

UCLASIUNS. A NMtw (NSTAURENT mdS USED 1O REMACE THE FAILED INSTRURENS . TwE YARWAY l'" “I‘
CURTACT any 1195 ALTVATING PAGALT wERE FOUND SLIGHTLY RESALIGNED. A SAALL WISALIGARENS Can Cause
T CONTALT Tu CHANGE STATE wiTn THE INSTRURERT OPERATING AT TnE EXTRENE ENDS OF IFS RANGE .

WAILAS,. .Y - MRC PUR IC VOCURENRT ROUR, L1717 » STREcT, WASHIAGTON, O, C. 20345 108 CENVS/PAGE -~ minimm
CraRer $2.99)

MATCH L (owik) o INSTRURENT, SwiTCh o INSTRUNEART CALIGRATION » SENSORS, LEVEL o TEST, SYSTEN OPERAQILITY o
CORTAINMENT [S0LATION ¢ FAILURE., RAIATENANCE EANGR

[T7L. 1]
SUETCH CURTACT RELLOSES AFTER UPENING AT MATCM 3
GtORGIA POMER CO.
3 PAGES. LETTRR witw AR 75-29 TO MRC DIRECTIIRATE JF REGULATORY OPERATIONS, REGIUN 2, APRIL 1S, 1975, DOCRES
$0=311s JYPE--BWRmy Wu—G.L. s AE--35]

CAUSE - OuUT OF ANJUSIAENT. OURING TESTING OF A APY LEVEL SWITCH, CONTACT NU. | OPENED AT T
CORMECT Sxf POIRT. A TME SIMULATED LEVEL waAS FURTHER DECREASED, Tt CONTACT CLOSED., THIS S
Onk OF SEVERAL OCCUARENCES OF Inis TYPE OF FAILURE. A NEw POINTER AND MAGNET ASSENOLY wERE
INSTALLED OM Tt IRSTAUMERT,

AVABLABILIETY - 'm( PUBLIC OOCUMENT ROOW, L2717 M STREET, w 'SHINGION, D, C. 20343 (00 CENTS/PAGE ~- WIRIMM
CHARGE  $2.09)

" mowyt
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IM oCunt it 00
WMICn { Iouh) o SIRITRWENT. SaESCn o SROTEYRENE (ALIDRATION ¢ SENIVONS, LEVAL o TEST. SVSTER OPERABILITY o
ﬂllw MAINTENARCE HARYR » CAEaCN(Y (DM ING SVSIEw

[{ 2414
SET POINT ERIFT In FLOW SHITCR AT ma e
CLORGIA POUER COnrlaw
T PAGES, LETTER nibe ADR 73-30 TO NAC BIsECTLEATE OF REGMATORY OPEAATIONS. AECION 2. AP L (5. 1973, ODOCWET
=ik, ST —mit, NEG—C.E.. 2331

u-u ~ IRIPRUNENT GRIFT. OUAING SUBNEILLAACE TESI TG Tk ACIC PURP RimImgs FLOM SWYCW was
HAMS TO UPHAATE AGUSE Tht LEAIT. Tt SARTon MOBEL 29% FLM 3elTCw nas oRIFSED. IV was
CaMI00ATED ARO REIRIVED.

AVARLARILETY - mnC PUBLIC SOLVAIAT BOOR, L7107 » STACET. cAINIRCION. 0. C. 293435 (38 CENII/PAGEL ~- SIninws
Cnanty $2.092

malin | touk) » SIRLIRVRAT, SalT0n ¢ SALTAA-NT CALIORATIOR o SENSORS, FLOW o TEST. SYSTEN OPERABILITY o
Faluvnte IMATAUNERT » o367 PUIRT o GRNFT o (ONTAIDRNT L1XRATION o CODLING

162738
AN STEAR (300 ATIOR waLwE FALLY 30 CLOM AT MaTn
CeORGia Punin (Onranw
2 PAGES. LEITRA wile 20R T5-31 TU WAC CIRCCTURATE OF NEWLATIRY OPERATIONS. REGIOR 2, APRIL 2% 1975 DOTRET
w-321, TVPE—Mmls WFE~—Col.. A—331

CAUIE - STULR PILLT SOLERDIG. OWRING NORRAL OPERATION, A AEACTOR SCAMR AW LOw LEVEL [SMATION
weBE RECEISED. M WTIsARD RAIR STean TSRATION vaLvE OID NOT CLOSE SECASE OF & ST Plooe
SORENDES. Ukt was RO EvISRALE OF FOREICH NaTEnim Tual WRALO CAUSE T SOLENOID TO STICR. @
nEw IPRING LILL Bk INSTALLED AFTER (T (3 AECEIVROD. AFTER REASSEADLING Int SLLENDED, ¥k VAL VE
WA SCCESSFVALY FESTRD.

AVANLASILETY — ML PUM IC QDL VURERT nOu, LTET » STREET. ASHINGTON, O. C. 20045 100 CEVIS/PAGE - mivimm
ChanGt  2.000

WAl | touR) o OVALYWES o SCORTAINMIEAT (SOLATION o mAln COOLING SYSTERM o STEAM o SCRAN, 2EM * FAlLWRE.
CNIMMENT * SIRLMDID

182739
R SERVICE wAlEn CROSS TIE vaLve FalLS 1O OPEN AT NATCN L
CRORGIA PUNER (OWPARY
3 PAGES, LETTER niT,m A0R 7332 10 NRC DIECTORATE OF REGULATORY OPERATIONS. RECION 2. APRIL 2%, 1973, OOCXET
30-321i. TYPE—BwR, MFv—b.l.s AE—33]

CAUSE ~ BREAMEA TRIPPEG. ODURING TESTENG OF Tie Mom SERVICE wATER 7O Mem CROSS VIE vAlvE, THE
ORIvE MOTOR DREALELR TREPPED wiin Tt CONTAOL SwiKn w3 TURMRED 10 OPEn. Tné vaLve FalLid To
OPER. Ik BREMERN (OWVLD NUT Ot RESET MECAUSE OF A LUOIE LIWRAGE. WO REASOW WAS POV FOR Ywe
REAREn MIPPINAG. & LOUSE SET SCAEw wAS FOUR) I Tt SAEALER OPERAT ING (RIS, AFTER 1T waS
TIGHTENED, FWE VALVE mAS SUCCESSARLY TESTED.

AVAILABILITY =~ MBC F WA IC POLUSENT ROON, 757 » STREET., wASHINCTON, D. (. 20563 100 CENIS/PACE -~ Sinimm
hanct 32.90)

MATCH | SuR) o SUALVES o OBREARER ¢ TEST, SYSTER OPERASILIEY » FALLURE. WAINTEVANCE £91DR o SWUTOOWN COOLING
SYSTER » AURILIARY COM ING

19300
ANk SVSTEN vairve FalLs TO CLOSE AT waTCRM )
GEORGIA POWER CORPARY
3 PAGESe LETTER Wil AOR 74-34 TO WAC OIR, OF REGULATORY OPERATIONS, REGION Z. wAY 3. 19735, OOCRET 33-321,
Y PE—0uRe WFC—C.E.0 AE—3$1

CAUSE -~ TORQUE SHITOCr SET LOW. OuRiNG ALAGYAL OF MM LOO® 8 FROR Tk SKUTOOWN COOL ING WOBE, A
SUTODWN COOLING SUCTION ¢ALVE WOULD AOT CLOSE USING TwE CONTAOL SWITCH. THE wAlWORTH CO. 300 LS
20 INCw GATE vALVE TORGUED QUT AT Tk STAAT OF & CLOSE CYCLE. Mof VALWE wAS MAMMLLY CLOSED 3/
INCH AT wiiCe POIRT THE vaLVE MOTOR EGCAGED ANU RAN WITw RO DIFFICALTY. TnE TORQUE SHETCH was
FOURD TO Ot SET AT 1.7%., THE RECUMMENDED SETTING MRS 2.7%. 1T was AESET 1O 2.75.

AVAILASILITY = ARC PUBLIC VOCUMIAT ROOM, LTL7 M STAEET, wASHIAGTON, D. C. 20343 §38 CENTS/PAGE -~ SINIMUA
CHaRGE $2.00)

M"’"(:'l G8WR} o SVALVES ¢ S3AUTOONR CODLING SYITER » FAIL'ME, NAIRTENANCE EMIOR o SRSTAUNERT, SWITCH o SET

103099
SET POIAT URIFT In PRESSURE SuilTCH AT MATCH &
GEORGIA POWER COMPANY

_ « etk m A T . .
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19390  *COnlimgoe

2 PagkSe. LeTTea wilu 80 7935 10 MAC vin. OF RECULATORY OPEAATIONS, REGION 2, may 7, LOTY, ODOCRET 30~221, TWE-
~onits Mu—wot.. AE—331

CAUSE - UNAALLR. UURING TESIING CF Tt APV PuxSIURE SHITCHES, Ot SullCx OPERATED ABOWE Tt
Linil. Tmeg ALACICR maS SHUTUCUR ARD THE 4Py nEAD WERES wERE OPEA. "D OOV IGUS PAOULER wAS FOUNS.
o sMasOale WODEL 82T7-m1253% SHITCm uwas NESET.

MARASELITY - NaC PUNLIC VOLWEERT BGOR, LT7LT w STAELT, wASHMNGTION, D. C. 20545 100 CERTS/PAGE ~- niNIm
Chadet 82200

ATCH L toun) o SIRSIAUERT. Suii0n o INSTMPIENT Can oAl (0N o SERIORS, PRESSURE © TEST. SYSTEN OPERABILITY @
faliunt. IDTAUNRERT ¢ 0367 POIAT o *ORIFT o REACTUR SAFETY SYSTEM o PRESSUNE VESSELS

»
103196

Aneanrta SETPOIRT FOR PRESIUME SUETCRES AT NaTOn ) hd

SELRCIa PLuER (ONPANY

2 PhplSe LRTIER wilTnw A0 7930 TO MAC VIR. OF REGALATORY NPERATIONS, REGIIN 2, MAY T, i973, DOCEET 30-32i, TWE-

~oun, MFC—GC.E.. AL--331

CAUME -~ PORLLLOUMMES AOT Cunagnl. OURING TESTING OB TulBLeE FAST CLISUSE SCRAR PEESIMRE Sul TCMES.
ML A S=ITChEy UPLRATED AT 850 PG DECREASING INSTEAD OF Twk 1200 MG LINII. A LATER
AREAORERT REVUINREY TrE SuiTOnts TO InITIATE OCERERCIZATIIN wiTiis 30 mLLISECONDS OF SIART OF
CORIAiL walwt FALT CLUuSUME. STILL LATER, FnE 1000 PSIC CRITERIA WAS ADMPTED. PRQECEDURES FALLLD
TG ICLUOs TS AAST CoamtE. ThE SHEPCRES weAE NESET AND PROCEDVRES CRANCES.

AVAILAGILITY ~ Rl PUBLIC OOCURENT ACON, L1717 M STREET., w »nimlon,. 0. C. 203543 (00 CENTI/PACE -~ RININR
Cranut 2.9}

nalts L fnnd o siRMIAUMERT, dalTCH » INSTAUSERE CALIBRATIO" » Sl.”S- PRESIURE & TEST, SYSTEN OPERASILITY »
FARURE. AURIRISTRATIVE (ORIRCL o oSET POIRT » PROCEUURES .MD MARML

19501
STARURY GAS TREATRENT SYSTEM FAILS TC START AT mATOw
“EONGEA PCuER CunPaiy
2 Paikse LETTER wilw 20 7337 10 MnC Vik. OF REGULATUXRY UPERATIONS, RECION 2, MAY 7. 1973, ONCRET 30-323. TWE-
~BRs WEG—G.k., AE—551

1
atetva,

CAuSE -~ Bonén SHETin, wile JAWESTICATING A PAGOLER WITH AR ALABA CIRCYUIT, AR AUTO STAAT SiCRAL
1C STARUSY wAS TPEATIERT TRALR A 4AS (RITIATEO. TwE SYSTER SAJLED YO STARS. T Cf TVPL 3OM
ST COMTALT FAILED TO CLOSE wiER T SulTCH J4AS PLACED (% AUTO. A PARY OF TnE CONTACT weiCw
RASnTAINS Tt CONTACT wAS BROREN. TNE CONTACT WAS REPLACED WITM A Nin OWE OF Thk SANE TYPE. Tt .
REACIUR was A1 40X POwER,

SVAILABELIIY ~ RAC PUBLIC QUCURENT RCOR, LT1T » STRELT, wASHIRGION, D, €. 10543 108 CERTS/PAGE -~ MININGR
(hanet 9:.90) -

HATCO | IOWR) » OSTARDEY GAS TRLATAENT + FAILURE, CONPLAEAT ¢ *INSTRUNENT, SWITCH

105007
AL TEXTS OB APY PRESSURE SwiTONES NOT PEAFUASED AT naTCN |
GRORGIA PUNER (TR ARY
» PAGES, LLITER wiTW &0 75-30 Tu MAC DIR. ui REGAATIAY JPERATIONS . REGIOW 2. MAY 12, 1975, GUCKET 30-321,
TYPE-—0ul, BFC—C.L. 0 AE—-3310

CAUSE -~ PROCECURAL DEFICIENCY, wwILE TWE URIT wa3 OPERBTING AT 348 PONER, IT WAS F 0 THAT PARY

OF T “unCTIORAL TEST PROCEQUAR FOR 8PS RPY SWITCMES MAD ROT OEEN PERFORNED. TE TEQUIREMENT I35

T PER.Re wPVY LEVEL AND OBSEAVE THAT Tt LEVEL SwlICMES TRACK THE PERTURSATION., Tmis

REGUIAENENT bAS IRADVERIEATLY ROT INCLUDED In 148 TEST PROCEOUMES. PROCEDUNES NERE ~JBIFIED 10 .
INCLWDOE Mol S. ‘

l:lll.::ll:;v = WC PUR IC UDCURERT ROON, L1717 w STREET, WASHINGTOW, O, C. 20543 100 CENTS/PAGE ~—— MINIAM

s

WATCH L TpuRt) » STRSTING » SINSTRUNENT, SWIICH o SEMSORS, LEVEL » FAILURE, ADNINISTRATIVE CONFROL o PROLEDURES
ARD MARUMLS » PRESSVAE VEASSELS o REACTCR SAFETY SYSTEN

103135
SEE PEUNE URIFT In TENPERATURE SniTCH BT matCM 1
GECRGIA PURER CORPAAY
2 PAGES, LETTER wifh &) 735-3% TO MRC OIR, OF REGAATIAY JPERATIONS, REGION 2, MAY 21, 19735, DOCKET 30-321,
TYPE—0wR s MFC—G.E.s AL--3%)

- 2 i b

CAUSE ~ INSTRUNENT ORIFT. GURING TESTS ON RuCy ROOR DIFFERENTIAL TENPERATUNE S'"CHS witn Tt
ARACTOR AT T3S FPOWERA, A SwiTCr TRIPPED AT 1335 ¢ INSTEAD OF Tk 100 F LIRET, THE TRANSPATION
SOUEL 830 vl SWiTChm 3£ T POIRT wAD ORIFTED AGOVE TE LIMLT. WO DARAGE WAS OUSEAVED On Tng SWITCH,

APTER |7 was RESET, THe SwITCm wAS SUCCEISPALLY TESTED.

AVAILABILITY - MRC PUBL IC OOCUMERT ROOR, 1717 » STREET, WASHINGTON, D. C. 20345 (00 CENTS/PAGE ~-- WINIMM
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193133 womiisukoe
CnaRGE  82.09)

Nl L (6uR) o SIRSERYERT. >4T0s o IASTAUERT (At LORAT BIM o SERSORS, TE2PERATURE * FAILWRE. INSTRUEG AT »
oSl POIAT © SORIMT o Tesl, svsTem ortaaslinLily

(4]

18312e

RAIR STEAR IMAATION warve FAlLS TO CLCSE AT waTin

~lORGEA POuin (ORPANY

3 PAckSe (RTIER wiln AU 79-40 10 WAC OU0, OF RECRATORY JPERATIONS. wESION 2, MAY 4. 1975, DOCSET 30-321.
TYPE—Qul, RFC—Cul.s AE—3%8

Caudt - S00ER0ID vALWE SIICRING. BMRING AR ATTESPS 10O CRUSE Tk maly STean LINE TSORATION

e vapvwid. Ok FAILED TO CLOSE VIIRG 553 CORTRIL SHITOw. AN AVED MOUEL 443052 SOR EVOI0 OPERATED
vAAYE MO NOT SEAT PRUSLILY AND PREVENTED QIR  FRIR RECIING IFF THE 950y OPERATING SOLENDIED.
Tt MURGERS 1B BUTH Tt AL AAD OC SOLEROIDS wERE REPLACED wilm REPAIR QT PAATS.

AVAILAILITY — WAC PUM IC DONURERS RODW, 1717 i STACET, wasSsInGTIR, J. C. 20%35 108 CERTI/PAGE -~ WINImm
oot  32.000

WATCH | (Duh} ¢ YALVES ©» MEIN COULING STITER o STEAR o FALLUNE, COMPORENT » SOLERODID « LOBTAInNERT 1SR ATION

193409
SECONGMNY CONTAINRT INTEGAITY VILMATED AT MATCK L
GLORGC1A PUBER CORPANY . saXLEV
3 PAGES. LETTER wilw A0 REPORT 197%-41 33 NAC DIRECTORATE OF REN ATORY WEAATIING, 1EIIN 2, WAY 28, L1973,
DUCRET 29-M1, TYPE—BEA, WFG--Guk.s AR—3S)

CAUSE - SLumuT PAREL OPEMRD. UURING SORRAL JPERAT IUR Al 70X POwEf, &% M ARY wa$ JECEIVED
TRBICATANG VILRATION Of SECONOARY INTECAIIV, & afACTur BVILLING A00F SLOWOUT PANE. wad Y EatD.
g REFUELING FLOUR wAS ISCLATEV FROM Twk REST OF Uk REACTOR BURLDIAG. & Liwk OF Crbin IN Tt
ALTVATIRG MECrmaniin pAUnt ALLCWIRG COMPRESIED AIR TG EnTER Thl SLOVOUF PanéL OPERING PISTORS.
Tmg (Al Ba3 REPMLACED ARE Tnk PEVEL SECLOSED.

SVAILASILITY - MRC PURIC QOCUMERT AUDN, 1717 % STREET, wasHinCIns, D. C. 20%43 100 CENTS/PAGE -~ AINIWN
CHantt  $2.00)

MAYCH T Bum) & CONTAIRREART INTEGRITY o oLGRTAINRAT o WPRESSUNE RELIEF o FALTLURE » CINPONERT + (ONTROL STSTER
» FAlLURE., DESECH EnROm

103633
TORUS VACUUR SREARER FAlrs 70 CLCSE AT mal(m 1
- oECRCIA PUBER CORPANY
Z PAGESe LEITER wiTi ATA 79-42 $Q WAC UIRECTORATE OF REGULATIRY UPEAAT LONS, RECION Z. JUNE &, 1979 OOCHET 30—
321e TVYPE--Bum, BFG~—Guk.. AR—SSL

- CAYSE -~ UmanOwl, witlLE TRSUING TnE TIAUS-UM VACUUS SRCARERS wiTm Tk REACTON SPEARTI™: AT SO%
POWEA, A CLCSE INDICATIUN LIGCHT Ov A vACUUR BREARER FAILED 10 COME On wwEn It wR was L 036D,
€ vo wWAS CYCLES SEVERAL TIMES weliL Tee LIGHT CARE ON. SIVE PINMRY CONTAIRTENT was Rt QUIRED.
Tk TORVS COWLD NOT St ERTERED FOR IVPECTION. ENTaY will of RAGE DURING A FUTURE SIUTOOWN.

AVAILASILETY -~ RRC PUBLIC DULUMERT RUON, R717 & STREET, @ASHIAGION, D. C. 20945 (08 CENTS/PAGE -~ Winimm
CrARGe $2.29)

MATECH ) JOWA) o SIADICATORS + SCORTA SAMENT VACWA AREARER ¢ TORUS o CORTAINRERT o TEST, SYSTER OPERABILITY ¢
FalLumt, EQUirmat

103854
PRESHUNE SUITCH SET ABOFE LINITS 5T mATCn |
GEORGIA POREn CURPARY
2 PAGES. LETTER wiTR AQR 75-43 Tu MRC UIAECTORATE DF REGULATURY JPERATIONS, AEGION 2, JURE &y 1973, OOCRET 30~
321e TYPl-—0MR, MPe—Cotos M—330

CAUSE - RISINTEAPRETATION OF PROCEVURES. VURING TRSTING wiTn THE REACTOR AT 828 POWER, Tné
TURSINE FIR3T STAGE PERARISSIVE SwiTCMES wERR FOURD TO 08 SET ABOVE Trg LINIT. Tut INSTAUNENT
TECMICIAN M) RISINTEAPRE TED ThE PAOCEOURES AWD SET THE SWETCMES 100 MIGM., TMEY wERE RESET,
PROCEDURES wERE REVISED TO CLARIFY THe SET POINT.

AVARLARILIIY ~ MR PUM IC POCUMENT RUOR, LTE7 w STREET, waASHINGTON, §. C. 233565 108 CENTS/PAGE ~- mENIMM
CPanGE $2.99)

MATCH L (OwR) o osaT POIAY » CINSTRUPEAT, SwiTCn o INSTRUNENT CAL IBRAT I'W » SEVSOAS, PREGSURE » SFATLWRE,
RAINTERANCE ERF' R » COMTUNICATIUR ¢ PROCEDURES AND RANUALS » TURDINE

103655
b SEV POINT ORIET [N DIFPEAEATIAL PAESSURE SwiTCh AT mMATCH )
SLONGIA POUER CORMPARY

e s
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195053  OCJnl Imkde
2 Paitye LETIER Wil ADR 1924 1O MR( OIRICTORATE OF ALGULATERY GPEAAT IORS, SECINN 2. JUNE O, 1979, BECEET %0
Mie TVPE—am, We—6k.r AE—351

CAuSE - 17 2PRUEnt GRECFT. SuRING TESTING Gh A ACIC Sl(-.l“ 0P SNITON wiTn Tk AEACTOR AT 028
'uu. Tng SuIPCn MTVATED AT 290 Ih. WATER INSTEAD & N i LINIT. T GARIGN WOEL 20864
OF SuilCn was BESEN, Tuk CansSE wAS InSTONENT ORIFT.,

-‘AI.I:::“- NAC PUlL I POLURERT ROUN, ATLT % STREET. VAMNINGTON, D. C. U343 (00 CENTI/PAGE — MINImEN

WATLS L s0uR) o SERSIANERT. SulTCn ¢ LAGTRERT CALIORATEON o SENSERS., PRESIURE o TEST, SYSIEN GPERABILITY o
FAlLURE., INSTAURERT o o388 POIRE o PRFT o CRTAIERT LSMATION » COMLING

10309

INOILATES wiGh SMAPUR N FUEL OSL AT RATCN 3

CEQRSIA POnER (GNP

3 PAGESe LETIER wiTe ADR T1i-o3 TO ML DIA. ¢F SEGMLATOAY GPIRATIONS. REGION 2. SUNE 20, 1973, OOCEET 30-321.
TY R —Culle AFe—GCuk.o AE—351

CALSE - 0Ab SAWRLE. ARAMYIIS OF A FUEL OIL SARALE TArEw FRO% | OF 5 BGESEL CEVERATER SIORAGE
Tams INDICATED A SAPM® (ORTERT OF J.378 wei(n EXCECDS Tk 0.38 LIMET. A GURLICATE SARPLE was
Taksin and anM viES. REATS INBICAIED Tial Tk SULPR CIBTENT MAS LESS THaR 1S. APPARERTLY A
089 SARPLE WAS TAxEN AT FIRST.

AVAILAGILETY -~ ARC PR IC VRCAURERT R0UR, 1717 » SIREES, BASNAGTON: §. C. 20303 100 (ENTS/PAGE — WINImgm
LEARGE 82.00)

TATCR L (il o COMPOSITION o CORCERTRATION ¢ SFURL. FUSSIL » GENERATOR, DIESEL +» ONRICAL ARALTSIS ¢ SIA PGB

ieen

RALN STEAS ISGRAVION WAL VE FAILS TO CLCSE AT WATCW @

EONGIA FEuta (CRPaw

3 PasES. LETTER wiTn AOR 79-46 TO MAC BIRECTURATE OF RECULATONY OPERATIONS. REGION 20 JUVE 2% 1973, OOCRET 30-
3dle TUPE—BWR. WHG—Gut., AE—3S)

Coust - OInT In SOLENDID vaLvE. FOLLONENG 8 REACTOR S)TOOWN, & MAIN STEAM ISOLATION vl v FAILED
7O CLOSE O IGRM. Wl Tnt TEST Uil SUTTON wAS DEPRESSEOD, TWE VALVE CLOBED INDICATING Twal
THkRE wAS AD PROBLER wilTn TwE M3lv ITSELF. AY ATORATIC vALYE CORP, MOBEL 443812 SOLENOCID
QPERATEY Wl vt FALLED Tu FURCTION PAOPERLY. ONE PLUNGER D10 NOT SEAT PROPERLY PREVERT ING AlR
FAOR WEEDING OFF Tk MSIV. TWE SOLENOIO PLUNGER SEAT REVEALED A BUILOUP OF SOWE SEEMIS. TR
SEAT mAS CLEARED AR THE PLURNGER REPLACED.

AYAILABILITY - st PURL IC DUCURERT AOOM, L71F » STREET, WASNINGTON, 0, C. 20345 (800 CENTS/PAGE — WINEWUW
CHaNGE $2.900

BATLS L (OuR) o SwALVES » SCORTAINERT JSOLATION o ousin COMING SYSTER o TEST, SYSTEN OPERABILITY o FalLuRE,
CORPORERS » SOLEADIO ¢ PREUSATIC SYSTER ¢ CWO » STEM

106073
SECURDARY CURIAIAMENT INTEGRITY VIMLATEE »” "ATCN
EORGIA PURER CONPANY
3 PAGES, LETTER wilm AOR 7548 TO MRC DIRECTIRATE )¢ RECULATORY OPERATIONS, REGION 2, JUY 2, L9715, DUCRET 30-
321, TVPE—OWMR, WFC~—G.L.» AE—$SI

CaysSE - DOUE LEFT DPER. OURIRG AR INSPECTION wilik OPERATING AT 798 FOWER, Tk EQUIPREN! DODR 7O
Tk SEACTOR GVILDING VERTILATION SUPPLY FAN ROOW wAS FOUSD OPER. Tk OPENING CREATED A VIOLATION
OF SECOMOANY CONTA|WRENT, T DUOR waS CLOSED. LWESTIGATION DID WOV %EVEX A CAUSE #MR DI
OUUR BEING OPEN. A WASP AND PADLOCR wERE INSTALLED OW FE DODR.

AVAILASILITY - WAL PUBLIC VOCUMENT ROOW, 1717 » STREET. WASHINGION, D. Co 20343 (00 CERTS/PAGE -~ MINIMN
CHARGE $32.00)
MATCH L BWA) o SURVEILLANCE PROGAAR ¢ IVELOING » oCORTAARINT INTEGRITY

104058
RECUELING FLOUR CORTAINMERT SNTEGRITY YIOLATED AT matOM 1
GEORGEA POWER CONPANY
3 PAGES. LETTER wiTn A0R 75-4% TU REC DIRECTIRATE D¢ REGULATORY UPERATIONS, RECION 2, JULY 2, 1979, OOCRET 30~
32k, TYPR—B R, MFGC—Geobkor ME~~3SS

CAYSE ~ LOwOUT PAREL OPENED. WhALE THE REACTOR MAS OPRAATING AT 793 POWER, THE CONTADL ROOM
ANRBURCIATOS RORETORING Tug REFUELING FLODR BLOWOUT PANELS ALARRED INOICATING A VIOLATION OF
SECONDARY CURTATAMENT IRTECATTY, Tt REFUELING FLODR wAS ISOLATED FROM TWE AEST OF TwE REACTON
SVILDING AT THIS TINE. A BONER FFG. CO. TORRABD RELIEF WERT AND SNORE WATCH OPERED WA A LINK
OF Croaln In Tk ACTURTING FECHANISA GRONE ALLOWING COWRESSED AIR TO CRTER THE OPERATING PLSTONS.

THE CHAIN WAS REPLACED wWiTH A CASLE ARD THE SLOWOUY PANEL AECLOSED.

AVARLAGILITY - ARC PUBLIC DOCUMENT ROOM. LFIT » STIREET, WASHINGTON, 0. C. 20545 (00 CENTS/PAGE -- MINIMUN
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1040% oL Onlimt v
ChaRot 8¢.090

o(LAlaAlwRnl INJLCRIEY ¢ SUMLUING ¢ BEFUELING o SPASLUREs EQUIPAENT o OPRELSUNE ARLIEE © ATIN | (3 R)

lowds?

WAE auk (UPRITMmALS AUl CORPLETED A walCr

CEQRGLA Punin (ORPARY

3 PankSe LETTED wilfn &t 7950 T ARC UINFCEIRATE IF SrolATURY JPERAIIONS, AEGION 2. AR Y 2, 2975, DIKaET 30~
Ri. (-, M6l os AE—338

Coust - $nieT JUPRAVISUR ERRUA. A REVIES UF STANMING UROER; M VEAL ED Tral SONE AOR CUmmiTRENTS
wkng NUl COMPLETED. Pty WERE MAIRLY % InE AREA OF IN3Tapeint FUNCTIQAAL TESTS. Dt SnlFY
SUPEAVILUR ]S ReIPONSINE FOR COMPLETING STARUINL CROERS. & REMCRANOUR =45 3ENT 10 Ealw
MEminuing win OF nis ESPURS TR MY,

MWAR SBILITY - MRL PUBRIC UGCURERY ROUN, LTET n STREET. wAMNINGION, 2. L. 27543 100 CENISIPAGE -~ Ninimm
CoalGE  32.09)
WEUCs | ISwR) o oFe3T INTEAVAL © TESTING o SFALLURE: ADPINISTAATIVE CONTRL « PROCEDURES AND “anum $

1oedve

el CEAEBATUR GCARTRG FAILS BT nalln

GEORGIA POUER COMPANY

2 PAGES. LETTER wiln MO8 2>-3) TD MRC OIR. JF SECAATUNY UPERATIONS, RECION 2, MAY 7, 1975, OOCKET 32-321,
VPt —bul, MEFG—Gok.0 MRX--331

CaSk -~ QVRRMEATIRG. OURING AEACYOR OPERAIION AT 798 POWCR, MFSEL GENSRATOM 10 wAS DISCOVERED fO
NAVE & CARAGED IARCAERD SEARING FCLLOWING 0UTINE TESTING. SEARING Faleunt ¥AS OUE 1O EXPANSION
CAUSED BV OVERMEAT NG, Trt DEFECELIVE BEAAING wadS SENT TU Tt viNOOR FOR STUDY AS TO Tt CAUSE XF
OOERMEATING. A NEw SEMAING nAS 3TALED.

AUAILASILITY ~ MAC PUBLIC DOCURENT A0uR, 71T » STRECT. wASHINGION. 0. C. 20%4% 108 CEnTS/PAGE -~ “inimum
Cnanct  82.90)

MAECH | {ouR) o OERARENG o OLENERATON, BIESEL o ENGEINET . INTERSAL COMUSTION o ENEAGENCY POWER, ELECTAIC o
FASLURE, EQUIPRENT o TEST, STSTER OPERASILITY o THERMAL MECHARICAL EFOLCT ¢ niGr TERPEARTURE

100299
OAYUELL WI/L0 PRRSSURE ALAARM RECEIVED AT WATCN |
CEORGLA PUnER (OWPARY
3 PAGES. LETIER wiln A0R 73-52 YO MAC OIR. UF REGAATORY OPERATIONS. REGION 2, JWAY 3o 1975, DOCRET %0-321,
TYPE—PuR, MFG—G6.Ecs AE—35T

CAUSE - COMDERSATE SN SERSING LINES. wwiLE IAWESTICATING € CAUSE OF ORYWELL MI/L0 "RESSMRE
MARM wiTn Tk UBNIT AT OO POWEN., TnE SENLENG LINES TO Tt Ow RPI AND ECCS PRESSURE SHITCMES
WERE FULND TO CURAIR COROERSATE FRUR Tt Od ATROSPIMERE. COVOENSATION FORMED OUE TO TEMPERATURE
OIFF ERENCE SETUELS Dw INRTERIOR AND THE LOCATION CF T:f SENSING LINES OUFSIOE THE Ow. THE LIVES
WERE B Cwm OUY.

AVAILABELATY - MRC PUBLIC DOCURENT RCOM, 3717 » STREET, WASmEINION, D. C. 20543 (08 CEVIS/PAGE -- NINEWUM
CRARLE 32,9903

WATCH | (BUR) + OSERSONS, PRESSUNRE o CORTAINSENS ¢ SINSTAUNEST, ABNIRRAL INDICATION » wATER ¢ T.RIN o
FajLunE, DESIGH EAROR ¢ AEACTOR SAFETY SYSTEm

100082
PRESSUNE SWITCH SERSING L INES CURTAIR WATER AT MATCH |
GEORGSA PONER CONPARY, BARLEY
3 PGS LIA W/AUR T75-32 10 MAL DIA. OF REGIRATONY OPERATIONS, REGION 29 JRY 8, 975, DOCRET 30-321, TYPE--BWMA,
AP~—Gokoe AE-=53]

CAUSE -~ DEJIGN OCFICIENCY, welLk RWWESTIGATING THE CaUSE OF ORYwELL MI/LD PRESSURE ML AW, TuE
SERSING L IRES TO Thk OAYIELL APS AND ECCS PRESSURE ShITOMS WRE FOURD TO CONTAIN CONDERSATE .
COMDERIATE wAS FURRED OUE TO TEMPERATURE DIFFERENCE BETweEs Ow INTER IR AND THE LICATION OF THE
SERSING LINES. Tnk LINES BEAE BLOWS OUT, THEY MAY BE RLAOUTEO.

AVAILABILITY - RAC PUM IC UOCURENT ROOW, L1757 M STREET, WASHMINGTION, O. C. 20543 (08 CERTS/PAGE -~ mINImUN
CHARGE $2.00)

HATCI J 1BuR) ¢ CIRSTRURENT, ASNOARAL IRDICATION ¢ SSENSORS, PRESSURE » CONTAINMENT ¢ “ONOENSATION @ TUBING ¢
FASLURL, OLSIGN ERRIR » ARMUNCIATORS

106300
AR PURP ALR CIRCUIT BALARER FAILS TC CLDSE AT MATCH |
GRORGIA POWER ( ONPANY
2 PAGES, LETTER wifH AUR 79533 1O ARC DIR, UF REGULATUAY OFERATIORNS, REGION 2. JULY 9, 1975, VOCKET %0-321,
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[ PP ot i o®
Ve ~-gume Wh,=~u.bt.e &k--53]

Lauak - LAlLrive Sk(manla U IPPEL. 18 vk CEaCTUR AT 798 sunta, TME el PUSe AR CIBLUIT
sufAnza FAfrkw Bu (LUt QUBIR. B85S 17 oA #iPLACEO 41T, & SPARE. TWg AR Wil OPERAVED
Trst AT miae SEuniRism 5L IPPEY PmwtnlinG T4 LATCM. N MELHARISN FAOR wOMRING. UMt FARTY
COMrLREnT pas sEM Meu.

AYAILASSLIRY - tuid PUBLIC ODUMAT ROCE, ITLT7T 0 STAEET. waSHINION, D.C. 20065 18 CEAISIPaGE -- MINIm
(ranet 82.00)

nlLe | lonn) ¢ SdnkANkd o SPUPS o WUTI0WN COOLING SYSIEW o 1§ST, SYSFEN CPERASILITY ¢ FAILURE, CONPINENT

a3
AcAL 0k suiiluine ACALTUR FUMAD IRCPERABLE AT malCw |
wtChold PURER CORPaAY
2 Pasize LETIER miTn &uh Iy->6 T NRC DIR. OF AEGCUAIORY OPEAATINS, REGIIN 2, JAY 9, 1973, DOCRES 30-321,
TePr—-pmle Rfu—Goler AE—551

CaIE - ALdE CUmeCTiURS. Rum CHABREL A WAS DECLARED [INUPERABLE ARD AERAINED 30 FOR 24 NOWRS
ERCECOING Pre TINE LIMET, OQUAING TwES PEAIOD Trmat wAS NO CONIRIR ROD WOVERENT ExCEPY Tg

AR ARD aptuly EALRCISE. FIVE LOOSE COMMECTIUNS wERE FOURDO. Tnf COWMECTIGRS WERE REPAIRED AND
It CraRALL JECLASED OPERAmE. Tk ARACTOR wAS AT 798 POWER.

WA ASELITY - WC PUB IC DUCURERT ROOM, LT17 4 STREET, maMMNGION, 0. (. 20545 108 (ENTIPAGE -~ RINIMM
(nadet  32.000

nalOn L Gonk) o RADIATION RUNITORS o BUILDING ¢ MORITORING SYSTEN. RADIATION o CASLES AND CORNECTORS o
Falyiunt, RAINT ERanCE &MLl

1N 2

uCiC TJARIRE SPEED FARS G COnTAQL PROPEALY AF 'al(m 1

wEORGIA Punia (ORPANY

3 PAck>e LETIER niTi BOR 795-95 10 NRC OIR, OF REGULATORY OPLRATIONS. RECIDN 2, JAY 9, 1973, DOCxET 30-321,
XMt —~nwhs WMe—GC.b.0 AM—351

CAUME - wORN GEARZ AL BUSHINGS. OUREN: PLANT SwuTOOws TO MOT STARDEY, ACIC TIREIvE SPEED wiA D
Mt RACEED 1030 APR Or' 4 MANUAL START. OIRTY CURIACTS wERE FOUND (R A TURBINE SPEED LOMAWM
CIACUIT SEiCm, THE TERAY TURBINE SPIRAL ORIVING GEAR AND SPIRAL ORIYER CEAR MO TnE UPPER AND
LUBER QUSHINGS wERE FOURD TO Of WOAR, TE GEARS ARD BUSHIRGS NERE REF._ACEC #1Tw mEw COmPORENSS.
e CURIBGL Su3TCm was CLEANEC. nE TURBINE was TESTED SATISFACTORILY.

AVAILASILLITY - MR( Pust [C DOCURENT RUUN, LTLT W STREET, WASHIRCTON, B. C. 20545 (00 CENTS/PAGE - ninimm
LPARGE 82,000

MATOW 1 LDUR) o STURZISE o SCONTALINRERT LSORATION » sCOM ING » TEST, SYSTER OPERABILITY o QEARING o
INSERURENT, SWITCH » FALLURE, MAINRTERANCE EnmOR

134333
nsln STEAR ISR ATION vaLvEs FalL TO CLOSE AT waATCw
CEORGIA rUOwER «OMPARY
3 PAGE>. LETIER wniTK A0R 75-56 1O RRC DN, OF REGULATORY OPERATIUNS, RECION 2, LY 9, 1973, DOCRET 30-32),
TYPE~-BuPy MPo—GCot.v AE—SSI

CAUSE ~ SMAEWID BALFUNCTION. FOLLONING A REACIOR SHUTOOWN TO MOT STANOBY. 3 MSiv°®S FABLED 7O
CQOYE aMEx TNt CUNTROL SwiTCnts MERE ACTUATRD, AUTUMATIC YALVE CORP. MOOEL 43012 SALEMOID
VALVES wlAt RMEPLACED wilTm Akw ONES. AIR FILTERS FO RACH 931V wENE CLEARED. SONE Ot8A IS AND ONL
wAY REAUVED. PLUSGER> IR ANOTMER vALVE #AVE JEEN REMACeD. TWE FINA 2 VALVES WILL BE CHANGED
WIER REPLACEAENT PLURGERS ME AVAILABLE.

AVAILASILITY = WAL PUB IC UOCUMERT ACOM, L7017 M STREET, wASHIRCION, O, C. 20%2% (08 CENTS/PAGE -- NINIAUR
CHARGE  82.00)

aTirt | S0WR) o OVALVES o SCONTALAMENT ISOLATION © oNA[N COOLING SYSTER o STEAM o FASLURE., CONPONEWY ¢

JCLENGID # FalLuRE, DESICH EARGR ‘

106304

SAPETY/RELJEF VALVE SELLUNS ALARR ACTUATED AT MATCH §

Yt ORGIA PGWER CORPANY

& PMGESe LETTER wiTw AW 75=-57 TO MAC DIN. OF SEGULATURY OPERATIONS, REGION 2, JULY 9, 1973, DOCKET 30-321,

1Y/t ~~Balty Mo —Gok.r AE~=551 ‘
CAUSE -~ DEFECTIVE PRES>URE SERSOR, & SAFETV/AELIEF VALVE SELLOWS ALARM LIGH ILLIMINATED AND AV
The sant TInt ANOTMER ALARRF CIRCUIT wasS XnOws 1O 3E FAILEU. A PLANT SHUTOOWN FROR 528 POWER WAS
CUMmENRCED. A PRESSURE CORTROL ENC. PRESSURE SENSOA, PARF W), AL7-1s FAILED IVDICATING A BFLLOWS
FAJLUNE., TME PRESSURE SERSOR wAS REPLACED. THE UTHER ALARM CIRCUIT was AEPAIRED BY AEPLACING
THE Bkun Eh ARPHEROL COMMCTIOR. !

AVAILASILITY - mm( PUBL IC OOCUMENT RCOM. L7017 H STREET, wASHINGTON, O. C. 20545 108 CENTS/OAGE -~ NINIMUN
|
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19030 S(Ont i)t 0
Codint 82.000
sATCn L (enRt) ¢ SARBURC [ATURS ¢ OSEAL » SUALPES o PRESSURE BELIEF o MALN COM (e SYSTER ¢ SENSORS, PAEISURE »
CABLES AMD CORMRCIORS o Faliunk, COMPORENT o REALTOR s@st00WN

10009}
wPCL SEMAS S lun YALVE FAlLS Ty OPEw AF Mal(n |

SEORGIA PuniER (QRPARY . LKAZ\LFY
3 PeS. LTA w/A0R P5-28 10 WAL UIk. OF SEGURALTORY OPESATIONS s RECION 2. JALY 24, 1975, GOCRETY 3)3-321. TYPE—

Sulty M6 k. v AL-331
CAUSE - WIRUWR, P'RLOWING A REACTOR FEEURATED PUTP TAIP ARD TANUM SCRAA, Tug Wil SYSTER anid
INETIAIED Un LUw REACEOR LEVEL. AN TSJECTION vALVE FALLED TU OPEm snTORATICALLY. [T wAS JFeEato

oF ok MPERATOR LIERG ToE CORTROL SulfCm. IV (5 POSSiME Tea? Tof v ¥E mal WIT GIVER ENGUGN
TimE 10 OPtn aFOmASICMLY. TESTS DWICAE JeAT A 7 SECuND INTERVAL ERL1GTS GEFOn: Tk valvE

Stelhs TO PN FULLOBING WALI AUT) INITJAIEON.

AVAR 2L ITY ~ MRl PUBLIC DOCURERT RGO, 1717 4 HIAEET. aASkingTum, O. C. 20045 108 CERBS/PRGE -~ WINiw T
82 -00)

(ARt
WATCH | (OuA) & Oualvis » OnPCl o REIPORSE TINE o FalLURE, ENIPRENT o OPCRAION ACYION

1009
WPCL TURBERE TRIPS OM UNERPEEL AT NATIN )

CEORGIA PUBEA CORPARY, SANLEY
3 Pe3e LTM w/8UR TH-59 10 RAC iR, GF AtGULAT ORY OPERATIONS s REGIJY 24 JAY 26» 21973, J0CRET 50-321. TYPE—

oun., Who—GC.E.. AE--353]

CAudE - VRhOnN. FULLOWENG & BLACTOR FECOMATERY PURP TRP AND NANULAL SCRAM, TE #_1C SYSTEN aUT)
INAVIATED On LOW REACTOR LEVEL., TWE TURGINE THER TRIPPEY FUON NECWANICAL OVERS EEO. TrE TURGINE
ELECIRICA OVERSPERD INSTAUMENTATION CORTALNED SONE MALéuwC TIdniat FTRANSISTORS wii(w wEAE
REPLACEU. MO SALY Tk T°28IKE NOULD TALP FAOA ELELTAIC IVERSPRED OEFORE WECHANICAL OVERSPEED
SECAUSE T sAS A LOWER SET POImT, The EAACT CAUSE IS unawig,

AVAILAQILETY - ARC PURIC DOCUMERT ROOW, 1717 » STREET, waASwINGIIN, D. C. 20%4% 100 (ENTS/PAGE ~~ NINIMUW
ChARGE 52.090)

WATCH | [BNA) o STURSINE o SCONIAINMERT LSOLATION © SCUR ING + FAILURE, EQUIPMENT o INSTAUMERT, PRITECTIVE o
ELECTAONIC FURCTION TS

10ve¥S
LEVEL RITCM FAILS TO RESLT A MATCR |

GEONGS7 PORER CONPANY, BAXLEY
3 PGS, LTA W/AQR 75-00 TQ MRC DEm. ARGULATORY JPERATIONS, AEGIIY 2, JULY 24, 1973, DICRET $O-321, TYPE--awm,

NFw—bot oo Ak--351
CAUSE ~ DINOING ACTUATOAR., DURING TESTING wiILE TME REACTUR wAS AT 828 POWER. TuE ACIC HIGH APY
AEVEL TRIP SwiTChH FATLED TO RESET ON SIMAATED APY LEVEL LECREASE. YHE ACTUATOR WAS OIWING.
TRE SuiTCn mas REPAINED ARD TES°EO.

AVAILABILETY ~ MRC PUBLIC DOCURMERT ROOR, LTLY W STREET., JASMINGTION. D, C, 20563 108 CENTS/PAGE - NINImMM

CHARGE S2.0v)

HATCH | (BuR) o 2IMTRUNENT, SHITCH o oSENSURS, LEVEL * CONTOINENT 1 SOLATION » CCMING » TESP, SYSTER
QPERABILETY o FAJLURE, MAINTENARLE EARCR

104951
MPCE STRAN LINE 1SOCATION VALVE FAILS TC CLOSE AT nATCOW )

GEORGIA PONER CO,, BAMLEY
3 PAGES, LETTER wile AOR REPORT 75-41 T BRC OINECTINATE JF WEGURLATORY OPERATIONS, RESO™ 2. AUG. Ly L9793,

UOCRET 50-X1e TYPE~~BMR, MPC-~Cokor AR-~55]

CAUSE - MOTUR FAILURE., ODURING TESTS Ov 1€ wPCE STEAM LiIne PRESSURE  SWITCHES wiiCw JSOLATE Teg
LIRE OW LUV PRESSURE, MPCH STEAR LINE (NTOUARD ISOLATION VALVE STAATED "G CLISE BUT ITS a(n
TRIPPED, THE wPC VALVES OVERLOAD ARTUACIATIN AL2ARED PRIOR TO ACS TRIPPIMG, TME VALVE waS
INADVERTEAFLY CLOSED WMEN & TECMICIAN ATTERPTED 10 PLACE A JUMPER MEQUIRED FOR TESTING,

INSPECTION REVEALED B0 REASUN FOR MOTOR FAILURE. TwE MOVOR wAS AENGUND AND REINSFALLED.
108 CENTS/PAGE -~ RENIWUA

AVAILABILETY = NRC PUBLIL LOCUMINT RODOR, IT47 4 STREET, wASHINGFON, D. C. 20545
CHARGE 32.00)

MATCH | JuR) o SVALVES o SCURTAINRENT [S0LATIUN ¢ WPCL o VALVE OPERATORS » TEST, SYSTEM OPERABILITY »
ralLdter SaniPHERT

100007
ALL ADS VALWES OPERED INADVERTEATLY Y mATCW 1
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1§ 184 SLURTIMR WS
LELAGLA MumER (GWPART, BAALEV
D Pl LTR w/aum 73~02 VC SAC VIR, OF WEG. OPER,, AJG. 8. L1973 DXRET 30-N21e TYPE-~-QuWR, WFG--Clos AE--S31

CAJNE - LIMPROPER USE OF A PROCEvUAE, wiLE TESTING TnE ADS SYSTER SECAUSE WPCI wAS [vartnan €
ulin InE MEACTUR AT 04K POWEN, AL 7 AUS VALVES JERE DPERED [NADVER FENTLY AND RESAINED Oren FOR
0 SECIMOS. APY PALSSURE LECREASED RAPIDLY. UWE WSIV®S CLOSED AmD Tk REACTOR SCRAWMED., Inis
RESUALTRD FAUR THk LIRPALPER USE OF A PRUCKDOVAE. Tk PRUCEDURE wAS MALITER TO OF USED wilTn Tng
PLANT SNUIDCRA. NJ DARAGE 3 COSERVED IN THE JAYMELL VR TORUS. TEPERATUNES CIOLED AT CafaleR
Tuah .30 F/rlt AT A FEm LOCATIONS. OAVHELL PRESSURE REMMEINED LESS Tran | PSIC.

AVAILASILIIY - MnC PudLiC VOCURENT ROOM, L717 A ATREET. wASHINGIIN, D. C. 20343 (00 CENTS/PAGE -- NINIMR
wRGE MY

rATCY L (owR) o OBLLELIRA ¢ PRESSURE TRARSIENT o FAILURE, OPERAIOR ERRIR & PROCEDURE S AND MAMMMLS ¢ TEST,
SYSTEM JPERAIILITY & VALVES * PRESSLAE AELIEF o Maln COM ING SYSTEW o STEAR o REACTIR SIUIDOWS o 3CRAN, SEM

o9
SET PUINT LVRIFT IN PuELSURE SHITCMES AT wAlCH 1
wEOAcla PumER CO.. SANLEY
2 PRokye ikTieR uiTr A3 REPORT 75-03 JO WAC OUIRECTIRATL JF REGULATOAY JPERATIONS. REGION 2, auG. B, 1973,
MCKET S-gle TVYPE—Buk, WEG—bakes AE--3$SI

CAUSE -~ TASTRUAERT CRIFT. wrILE PERFORMING SURYEILLANCE U RPY PREIIURE SwiTCH FOR 4 STARTP, 2
SARS SUM F PREDME SWETCnE S OPERATED ABOVE TrE LINIT. OOIN WERE RESET. TME CAUSE wAS InSTAURENT
ORIFT,

AVAILABILITY ~ AC PUBLIC LOCURERT PCOP, L1717 » STREET, waSHINGION, O, C. 20545 408 CENTS/PACE -~ WINIMUN
CHARGE 3¢ .00

ATCH L (ows) o SIRSTAUNENT. 2nETCH o INSTAUMERT CALIBRASION o SERSORS, PAESSURE o TEST, SYSTEM OPERASILITY o
PAILUAE, INSFRURERT o oSET POIRT » DA IFT ¢ REACTOR SAFETY SVSIER

100947

LEVEL SmifCo FALY TO DIPLAATe AT WATCH 1

GEOREIA PUwRR CC.. SARLEY

2 PAGE>, LESSER wiTn AU nEPURT 75-04 TC NAC DIRELTORATE NF REWWLATOAY OPERATIONS, REGION 2, AUG. B. 1973,
DOCAET 20-321,s TYPE-—DWA, MPL—0L.b., AE~—3SI

CAUSE -~ LIUYENING UF SwiTCHING STATION MUNT. OUAING TESTING wiin THE REACTAR AT Seg pOweEp, TORL;
LEVEL >0J2CH E4A-NOLISA FAILED TO ACTUATE AR CUJLD NOT 3€ AQJUSTED TO ACTUATE. LOOSERING OF TrE
SuiTLHING STATTUN MUUNT HAD AENCERED §T INDPEAAILE, PEPAIRS wILL BE WMADE AS 00N AS POSSIBLE.

AVAILASILINY - muC PUBLIC DOCUMENT nOOR. 1717 ~ ST EET, wASHINGTON, 0. C. 20345 (08 CENTIS/PAGE -~ RINIWMN
CRARGE  82.00)

NATCH L (Bwi) o SIRSTAUSENT, SWETOY o IASTRUNENT CALIBRAT IOMN ¢ SENSCRS, LEVEL o TEST, SYSTEM OPERAZILITY o
SFAILURE, INSTRUMENT » TORLS

104%8

P ARD TEMPERATURE CF EFFLUL AT NOT MEASURED AT nATZn |

CRURGLA PUWER CO., SAXLEY

2 PAGES, LETIER mifr AC REPORT 75-63 TG <AC JIRECTIRATE OF REGULATORY OPERATIONS, RECION 2, AUG. O, 1978,
00CRET 50-321, TYPE-—dWR, MPG-~Gobor AE--S$S]

CAUSE -~ INADEQUATE CUVERAGT BY PERSOANEL. 1T was DISCOVERED TrAT., DURING THE PRFVIOUS 24 MOURS,
SAMPLE AMALYSIS OF P AND TEMPEAATURE OF wATER DISCHARGED TO THE ALTARAMA RIVER WERE NOT TAKEN.
e LICMHARGE SAMPLE PumP BAS ACPERABLE. TxiS 443 CAUSED BY ENADEQUATE COVERAGE OF TME
SITUATION 8T PLANT PERSOMMEL. THE REACTOR was OPERATING AT S8E POWER.

AVAILABILITY - ARC PUBLIC UOCUMENT ROOM, 1717 # STIEET, wASNINGTON, D. C. 20545 100 CENISYPAGE -~ Minimm
CHARGE 32.00)

HATCH 1 (BwR) » SwATER QUALETY o SEFFLUENT o COVOENSER COOL ING SYSTER o ¢TEST INTERVAL o TENPERATURE *
FAILURE, UPERATOR ERAROR o FAJLUARE, EQUIPRENT

100909
TERPERATURE OF EFFLUENT NCT TAREN AT MATCH |
GEQAGIA POWER (G.. BAXLEY
2 PAGES, LETTER wiTH 10 ALPORT 75~06 TN NAC DIRECIDAATE IF REGLATORY GPERATIONS, RECION 2, AUG. B, 19735,
DOLRET 50-321., TYPE-~BIR, MPGC—Goker AE-~3$S1

CAUSE - IRADEQUATE COVERAGE BV PERSOWNEL. A REQUIRED SAMPLE ANALYSIS OF THE TEWPERATURE OF wATEA
OISCrARGED TO TME ALTAMANA RIVER wAS NOT TACEV. UMk NORNAL DISCIMAGE SARPLE PURP NAS INOPERABLE.

RIS SITUATIUN wAS RNT ADEQUATELY COVERED BY PLART PERSONNEL. TWE REACTOR wAS OPERATING AT S8
PUNER,

AVAIRAGILITY - mmC PUBLIC OOCUMENT ROOM, 1717 1 STREET, WASHINGTON, D. Co  20%)% OB CENTS/PAGE -~ MINEMM
CHAMRGE  $2.00)
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100949 SCONTLINUEDS -
WATCH L (BUR) © STEMPERATURE + SEFFLUERT + CURBENSER CONR ING SYSIEN » WATER Juae iIY o FalLURE, OPENATOR EARaR
o FAILURE. EQUIPRERT o OTEST INTERVAL

104950
TERPERATURE OF WATER BISCMMRGE WOT TaREn AT AN ]
CEQRGIA PONER CO.. BARLEY
2 PAGES, LLITER wilo A0 REPORT 235.07 O Wl DIRECTORATE OF nELULATORY OPERATIONS. AECION 2, M. & 1913,
OOCRET 30~321« TYPE—DuR, WEG—b-k., AE--330

CAUSt — IRABEOQUATE COVERAGE OY PENSORAEL. A AEQUINED TENPLAATURE ARALYLLS OF wATE! OfS(waRufD T3
Ené M TARANA RIVER UAS NOT Tastm. TWE RORMAL DICNARGE SAmMmE PUW mAS INOPERABLE. THIS
SITUATION wWAS ROT ADEGUATELY COVERED BY PLART PERSORNEL. THE AEACTOR a3 OPERATING AT o7% POWER.

avapas ity ~.-C PUBLIC DOLURENT ROON, 1717 » STREET, ASMINGTION, O. C. 20343 (08 CinV/PAGE -- Rinimgm

MATCH L (BWRD * SEENPERATURE o SEFFLUENT ¢+ COMDERSER COM ING STSTEY o wAlER QUALITY ¢ FAlLuRi, OPERATOR EEmQR
o FAJLURE, EQUIPNERT « SIEST InlERvm

103175
SEV PRIRE DALFT ON TORYS LEVEL SWITCH AT WalCw |
GEORGIA POuth CORPARY, BATLEYV
2 P6Se LTR WADR I5-08 7O MRC OIft. OF REFGRATORY OPIXATIONS . RECION 2, AG. 21, 1973, BOCRET 30-371. TVPE—
Sulkt, NFC—C K., AME—3SE

CAUSE - INSTRUMERY URIFT. OuninG SESTING wiln Twet REACIOR AT 238 Pruin, A TORJS LEVEL SHITCe
FAILED TO OPERATE. Tmil SWITCH TRANSFERS wPC) SUCVIGN FRON T4 CONDENSATE STORAGE Ta TO Tt
TORUS O TORUS MEGH LEVEL. THE ROBERTSME LEVEL SEIVCw, NO. $7941-A0 MAD DRIFIED ANOVE T
INITAUNERT RAnGE. 1T WAS ADYUITED.

AVAILABELITY - WAC PUBLIC DOCURERT ROOM, 1717 M STREET, wASHINGTON, D. C. 20343 (08 (ERT/PAGE —— NINImM
CHaRCE 82.20)

WATCH | L0uRd o CINSERUMERT, SNITORN o ITRURERT CALIIRATEON * SENSORS. l!'& o VEST. SVSEERm OPERASILITY o
FARRURE., IRSTAUNENT o SET POIRT ¢ GORIFT o TORVS o LWERGENCY (OO0L ING 3YSTEN

105176
STACR SARME PURP FALLY AF MATIN )
CLORGIA 2Cuth CONPARY, BANMEY
3 PCSe LTR WADR 7309 TU MRC DIR. OF RECULATORY OPEAATIINS, RECION 2o AUG. 2L, 3979, OOCRET 30-321, TYPE—
Uk, RFC—G.E.. Af--3Si

CAM3E ~ CARBON VARES OISINTECAATED. WWILE TnE REACTOR MRS OPERATING AT o0 POMES. Tt STACR
SANPLE PUNP FAILED. WiEN THE AURILIARY PUsP wAS SulTCMED O% T wAS ALSC FOumy FD BE INOPEREOLE.
& SPARE PURP wAS IEDIATARLY INSTALLED. T4E DOERR ELECTRIC CORP., "TOEL NO. 027 Vil G272 PUme
FAILURER wAS CAUSED SV CARSGN vARES IN Tag PURP DISINTEGRATING. T IS FELT Tral T4€ AuRILIARY
PUNP AD PALYIOUSLY BRUREN DURING GPERATION ARD WAS NOT REPAIRED. PROCEDURAL (MARGES wilL o€
MACE TO INSUSE TwAT A FAILED PURP IS REPAIRED AT ONCE.

AVARLABILITY ~ NRC PUBLIC DOCUMENT RODW, 1717 M STREET. WASHIRGTION, D. C. 2054% (08 CERTS/PAGE —— wWinlmn
CRARGE  $2.,90)

MATCH 1 (DWR) o SPumPS o CRONITOR, SIACK o NONITORING SYSTEN, RADIATION o FAJLURE, CIWMON MODE ¢ FalLURE.
PAINTERARCE CRAOR o FARLUNE. OESICH LAROR » mATERIAL

105310
PRESSURE CIFFERENTIAL SWITCH FOURD VALVED OUT OF SERVICE AT HATCH )
GEORGIA PUWER CONPANY, Bax) &V
3 PCS, JTA w/A0R 75-T70 TO MAC DIR. OF AIGULATORY OPEAATIOMS, RECION 2. SEPT, A, 1979, DOCKET 3C-3210 TVYPE--
SR, Mfe—6 E.0 AE—35)

CAUSE ~ FAILURE 70 ¢OLLOW PROCEQUAES., WnILE TESI ING ACSCTIA SUTLOING 10 TORUS SIFPEREINT’ ML
PRESSURE SwiTChES, Tl 1S0LATION VALVE FOR ORE Swi TCh wAS FOURD CLOSED AND Tnt TEST va. & 0PN,
S NEvigw 0F TNE LATLST Till Da)a >maEl REVEAMLED THE SHITCH PRIPEALY AR TuinEDd IO SERVICE AS
INDICATED BY Trk YECWRLCIANS INITIALS. SINCE TMERE MAVE AEEN WO RATWIERANCE ACTIVITIEY On TwE
SNATCH, 31 waS CONCLULED ThAT 1T wAD mDT SEEM PROPERLY ACTURRED T0 SEAVICE., TwE TEOWICTAN way
TOLD TO FOLLOW PROCEDURG S.

AVAILABILIIY ~ NAC PUBL IC COCUMENY RODW, 3727 » STRELT, WASHINGION, 0. C. 20345 (00 CERTS/PAGCE -~ NINIMM
CHanGE $2.00)

VATCH L (OWR] o CINSTAURENT. SWITCH o SERSORS, PRESSURE o TEST, SYSTER OPERASILITY o #FALLURE, OPERATOR EMIOR
* VALVES o CORTAIAMENT VACLUUR BREARER + PROCEOURES AND MANUM S

105311
PRESIURE SwETCM CAPILLARY TUBING FOURD PLUGKED AT mWATCH )


http://Man.Mii.irr
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1953511 LR InUE D
GEGRGIA PUNER CORPARY, BAXLEY
2 PCS, LTR WaAOR T3~-T) 1O WRC VIR, OF RECULAIQRY OPERATEIUNS, REGION 2, SEPT. 4, 19°3, OOCRET 30-321, TVPE—
duke Wu--inf.s AL--551

CAUSE - OESICH ERROR. wwILE TESTENG It TURSINE Sv AND Cv CLOSURE SCAAR AUTO BYPASS PRESIURE
SulUCNES miln Tk AEACTOR o) 978 PONER, TnE 170 INCH CAPILLARY TUBING FOR ONE SwiiCn wAS FOWND
MLUCED. TilS wJULO PREVENT Tk SUITCM FROM ODEPRESSURIZING AND SYPASSING TaE SCaAm. Tnis SWBING
CURRBECTS THE L3TAVNENT TO 195 SENSING LINE. A& LARGER SIZE TUBING MAS SMSEALLES.

AVAILASILETY — MEL PUBLIC DOCUMERT ROCR, 1717 = STREET, WASHINGION. O. C. 20543 (00 CENES/PAGE -- NInINmM
chARLE  82.00)

HAICH ) (BuR) o SIRSTRURERT. W TCH o SASTRUNENT CALISRATION o SENSORS, PRESSURE o TEST, SYSTER CPERABILATY o
SFAILURE, OESIGH LAROR ¢ oTUBING ¢ CRUR » FATLURE, INSTRUNENT » TURSINE

100%39
TACAIN igaxtt IROICATING SwilcH SIECAS A HATCW
wi0RG 12 PCWER o O.. GLORGEA
3 PCSe LIR wW/AD 50-32U/1975.72 TO NAC QIRECTURATE OF REGULATORY OPERATICNS. RECION I, SEPT. 9, 1973, DOCKET
S0=-2ale TVPE—Ouily NFG~-C.E.0 AL—SS]

CAUSE - NRAOEN. OURING TESTIAG CN THE TOMUS CRVWELL VACUSH BREARERS wilw TNE REACTOR AT 9%
PURER, ) UF 2 CLOSE InmOLCATION LISNTS ON 4 VACUUN BREARES REMATNED ILLUNINRATED Wikl Tk vACSWM
SAEALER way OPERED. TnE vaLYE POSITION INDICATING SHITCH MAS STULK Iy TwE CLOSE POSITION. TwE
VALVE wAS SRERCISED OAILY ARD GEGAR INDICATING CORRECTLY., THE SWITCH witL € INSPECTED AnD
REPAIRED VUAING INE REXT PLARMD OUTAGE.

AVAILABILITY - MRC PURIC DOCUNENT ROOW. L7107 W STALET, vASHMINCION. O. C. 20343 100 CENTSIPAGE -- INSWUN
ChanGE $2.003

HAICM | (Swm) » SINDICATURS o CIRSTAUMERT, SHITCH ¢ INSTAURMENT, POSITION ¢+ CINTAINNENT VACUAN BREMER + TEST,
SWSTEN UPERARILLTY o TORUS » CONTAINRERT ¢ FAILURE, INSTRUNERT

108363
RCIC TuxsIng TRIP FAILED TO INITIATE N REJUIRED AT mATCM )
GECRGEA PLuEN (O.. LEORGIA
2 PGSe LIR W/AD 7373 Y0 NRC OIKECTORATE OF REGULATION OPERATIONS RECION 1I. SEPT. 13, 1979, J0CNES 30-321,
TP —-BuRe RFo—t.Eor BE-—55S

CMSE ~ SCLENGID LATCHING RECHANISH FAILEOD. OURING TESTING O TwE RCIC STEAR LINE WICH FLOW
IRSTRURENTATIOR wiTn Tk 5 -ACTOR AT 658 POWER, & ACIC TURBINE TRIP waS NOT IRITIATED wiiEtm A RCIC
SIEAR LINE ISULATION YALYE waS CLOSED. InE TIRBINE WAS NCT OPERATING AT TniS Time, A
PHILADELPNIA WitAA CORP .. TYPE SNB, SOLEMDIO LATCHING NECHANISH FAILED TO OPERATE Tt TURSINE TALP
AND YTHROTTLE VALYE DECAULDE TnE ACTUATING PISTUN TIKK. THE PISTON WAS LUBRICATED AND TwE TURSINE
IREP And TRU;TLE VALVE OPERATED SUCCESSFULLY.

lvllll:lll;va- oL PUBL IC COCUMERT ROOM. I1TLT » STREL T, WASHINGION, ©. C. 20543 (08 CERTS/PAGE -~ RINIMR
CHARG $2.90)

WATCH L 1BWR) o CONTAINRENT J1SOLATION ¢ COOLING » TUMBINE o GINSTRAURENT, SwITCw ¢ SOLENDID + FEST, SYSTEM
GPERADILETY o LUBRICATIUR ¢ FAILURE. MAINTENANCE EAtOR » ACIC

106384

ACIC TUnsiIng TRIPS 0N QVERSPEED AT MATCH !

wEURSEA PONER CG.y» LEORGIA

& PGSe LIR w/AC 73-74 13 MRC JENECTORATE OF RECARATORY OPLRATIONS, RECION 1§, SEPT. 13, 1973, ODOCKES 30-321,
TYPE~-Bmhy Mo—CoEos RE~--3"

CAUSE. - NPT STATED. OLUING & FUNCTIONAL TEST On TME RCIC T'MBINE WiTrn THE REACTOR &7 868 PONER,
InE JURGINE TRIPPLD - WWERSPLED. TWIS JS WIT Ta FIRST OCCURRENCE OF THIS TYPE. A RCIC
ArERABILLTY TEST wa,. ,uCCESSFULLY PERFOARED.

2JAILASILITY ~ NRC PUR IC OUCUNENT ROOA, L7107 W STAEET, WASHINGTON, D, C. 20545 (04 CERVS/PAGE -~ MINIVGN
CHARGE  $2.00)

NATCH L (OWA) & OTURBING ¢ SACIC o TEST, SYSTEM OPENABILITY » INSTRURERT, PRDTECTIVE

106040
341 POINT ORIFT EN LEVEL SHETCH AT HAICH |
GEQRGEA POWER CO.s GEORGEA
2 PCSe LIR w/A0 50-321/7197%75 10 NRC DIRRCYORASC OF REGULATORY OPLRATION. REGION 15, SEPT. 17, 1975, POCRES
50-32i¢ TYPE~~BWR, MFG--Gobos AE~5S]

Coust = UNKNOWN. OURING TESTING WITH THE REACTOR SHUT OOwY¥, A REACTOR PRESSUNE VESSEL LEVEL
SeifCn wAS FOURD 1O OPERATE OELOs Tk TECH SPLC LIRIT, IWE YARWAY LEVEL SwiTCn, WOOEL 4410C, WAS
RESET. SNSPECTION DIO NUT REVEAL A PROBLEM Wit THE SHITCM.,

AVAILABILITY -~ MRC PUBLIC DOCUMENT ROOM, L717 »# STREET, wASHINGTON, P. C. 20545 (08 CERTS/PAGE -~ NINIWN

Pl
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106440 (R TimtO®
Coanst 82.90)

WALCK ) (um) » SIRSTUUR AL, SulTin o IASTRAUMERT CALTSRAT IOR o SENSOAS. LEVAL o TEST, IVSTEN WEaASNLITY o
FAlLURE, INSTRUNEAT o O3kT PUIRT © SORIFT ¢ REALTOR SAFETY SYSTERM

10alis
TESTING OF Tnt TuRBINE CONIRUL valVe TARIP NOT PERFORRED AT mATCH 1
CEORLIA PORER CO.. GEORGIA
2 PCS. LIA wWAQ 2%-70 TO MAL DIRGLIORATE OF REGULATORT UPERATIONS, REGIOV L1, SEPT. 30: 1905, OUCRsT Su-3dl.
Ty PE~—anl, Wo—bof,.s AL--331

CAUSE ~ RADIAI . J% MALARD DURIRG CREAATION. wiln TNE REACTIR JPERATING AT S48 POMWER, SURVEILL ANCE
U TiE TURRINE CORTROL vaLVE FA3T CLOSURE SIRAN TRE® wAS N0 PERFORNED wilnite Tok SPECIFTED Tine
INVERVAL. TNEXME FESTS CANMMDT BE PERFURRED ofln TNE URIT IR-LINE GECAUSE OF A GAIATION NaZARD
RO GECAUSE e Erl MUST i BWTOOWN. Tt SUNVEILLANCE wAS PERFORWED LATER wilm Tik UNES OF5-
LINE. A JECh SPEC Cranck ™S Btfn sURNIINED.

AVAJLASILITY -~ WAC PUBLIC DOCURERT RCOW, L1TA7 M STREET, wAYMIACTON, D. C. 20343 130 CENTS/PAGE -~ nIRIMM
CRARGE $2.00.

lll“’.!:!: IOUR} o OTEST SNTERVAL ¢ FESTING ¢ S/MVES ¢ SCORTROL o TUMBANE + niIGH AARIATIO) o PeaST POTECTI &
SYS

106045
TESTING un ACIC FLOW INSTRUNERTATION NOY PENSORWED AT MATCN |
CEORGIA PORER (O.. CEURGIA
2 P63, LEIR wA0 75-77 TD MK DIRECIORATE OF RECULATOAY QPEQAMSINTS, REGION (1. SEPT. 30, 1975, DOLRFT %-321.
TYPt—BuR, RFG—Gob.0 AL--381

CAUSE ~ BTEAR LEAR IR ACIC ROON. <uSLE TNE GEILTAR wAS OPERATIRG AT 9T PONER, SHRAWILLANE O
Tue RCIC SL0w INSTAURERTATION waS NOT PEP-ORRES wiTwin T SPECIFIED TING INFERVAL . THRSE was &
SUEAN LEM (n TNE RCEC 20UM whiCr PRESER'ED A AMDIATIONR WAZMO AT Trf TInE, &FFER Tnk LEAR WS
REFSINED., SURVEILLANLE WA PERFONED.

AVAILAGILINY - MAC PUBLIC DOCURENRT RQDN., L1707 » STAEET, saSninTin, D. €. 20545 $00 CERIS/PAGE -~ AINIMM
cHaRGt  $2.000

RATCN L (BWA) » STEST INTERVAL ¢ TESTING ¢ SENSORS, FLOw o RCIC o *3TéaN o SLEAK ¢ ATRODANE AELEASE
107432

(] FLOw INDICATOR REAJING WICH AV maTCH 1
wkUnbla PuwER (C.. SAMLEY

2 P65 LIA w/A0 30-328/1975-78 TG MRC DIACCTORATE OF AEGULATORY OPERATIONS., REGION 20 OCT. 17 1975, VOLRET 30—

321, TVPE~~Bulty, AFG—6ob.v AE-35)

CAUSE ~ LEAR In SERSIAG I.I‘- i€ W!l‘l ING AT 90% POWER, Tt wPCI FLOW INOICRTON wAS READING
1300 PR whiLE WPCI wAS 5 00uh, FLOW ORTRARLER WULLED OUT &1 1300 GFN AL 30, A LEAR WAD
ORAINED Tk ScASING LIing lO It utuuroa. FARTY TUSING «A4S REPLACED.

VAR ASILITY ~ MAC PUBLEC QOCUMERT AODR, 737 n STREET, wASAINGTION, D, C. 20343 (00 CENTS/PAGE -~ NINIMA
CHancE 82.002

MATCH § JOWR) o OXERSURS. FLOW ¢ WPCT o FALLURG. INSTRUMERT o FAILURE, TUSING o SLEAR o TUBING » [NSTRUMENT,
ABRORRAL INOICATION

10710
URPLAMRED AELEASE OF DENIN FEED TANR 10 mivER AT MaATIN
GEORGIA POWER 0., BAMLEY, GA,
3 PGC3. LIRA W/AD 50-32M190%- 19 10 MAC OIRECTURATE JF AREGULATONY OPERATIONS, AREGION LI, OCT. 24, 397%, OOCRET
30-321¢ 19PE--Bul, WFC—G.E.. AE—$S)

CAUSE ~ [MPRUPER VALVE LINEWP, wniLE OPERATING AT 68 POWER, ABIUT 2N0 GALLOYS OF wATER SADS T+t
Otmin $8Eu T nERE DISCHARGED 1O THE RIVER wiilt Tt PLANNED O SCHARGE wAS FAORN IWE CWERICA
wASTE ARPLE TARA DMLY, SAMPLE AESWLTS INDICATED mO RELEASE CINITS wEAE EXCEEDED. » LINIAG WP
OF THE FEED TANR 483 MACE ON Tk PREVIOUS SHIPT #OR ANOTMER OPERATION, TuO [LOLATION VALVES wERE
LEFT OPEN ALSATING ta TRE €ENACR.

AVASLABILITY -~ MRC PUBLIC DOLURENT R00DR, 71T W STREET, wASHINGTION, D, C, 203453 (08 CENTS/PAGE -- WiInImMm
CraRGE  92.00)

)
MATEH ) §wR) v RADBOM TIVITY AELEASE ¢ RIVEA ¢ waASTE MAROLING ¢ STORAGE CORFAINER » CONTAINRENT JSOLATION »
VALYES o WASTE DISPUSAL » DISCHARGE

)

101912
RADIATION WONITOR NOT TESTED Q% TINE oF NaTCH |
wEORGSA PUWER CO.0 SAMEY, GA.
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£ Pore LIR w/8) w-3clsivl%=dL TO NRC OIKECTORATE OF RECULATURY OPEMATIONS, ALCION 11, WV, & 1975, SOCAEY 30~
321e 1VPR—BMR, We—Gekor AE—5S1

CAUSE - e IhEE® OVERSIGWT. bnllE NOEAATING AT 558 PONER. T waS ODISCOVERED TeaAl INE wIRTLY TEST
Gle Tot 3TAC A5 wALIAT ICK RURITLR HAD BT SEER PERFORMED WEDeIN Tt CSAME PERIAD. T ENRGINLER

In Cvtior UF SURW ILLAMKCE CYEALUMRED 1T wyl TE EAGINEER CRANGED wiln Tnt EATIRE PRAOGRAN DETECTED
THE QUERSICHI. Tnt TEST =dy THth CARRIED OUT.

AVAILAILITY - Ml PUBLIL WULUERT ROWP, L2717 M STaCET, maSHINGION, 0. C. 20943 108 CERTSI/PAGE -~ winimn
CanGE  *L.003

ATt L (dunl » 13l LAIERVAL o GRAGIATION RORITORS ¢ MONLITOR, STALK o TESTING o FALLURE, AORINESTRATIW
CORTRAR * afviEn

137913
(Ll MTEAR LINE wAL YL FALLYS IC uPtm B mATCM |
GEMuIA PUSER CO.v DAMLEY, GA.

5 Puse LIR WAU >0-32171975-30 TO ARC DIRECTURASr IF REGULATORY JPERATIONS, RECION 11, NOV. 7, 1973, BOCRET 30~
328, IVPE—BM, No—Cot.v AE—)>3]

CAUSE - VALV E OPERATCE GUARED UP, OuiING TESTENG wiln 3w REACTOR AT 348 POMER, T4€ OREARER wAS
Houmh IngrPEo Oh Tk wPCT STEAR LNt (SMATION vALVE. TNE vALVE OPERATON N0 BURYED . FAlLWRE
=AS Causke BY A SLIPPED TEAMINAL STRIS TOLNTRFICATION PLATE CORTAIGUTIRG TO AR SNCOMRECT
HIPERING UF SO VALSE OFESATOR Linms, TnE FAILED MOTOR wa$ REPLACED. LOOSE SOEnTIFICATION
STALPS I ALL CONTALL AuDR PARELS ARE BEING CHECKRED, TIGHTENED, AND GLUED.

AVAJLAGILETY ~ MAC PUBR IC GOLURENT ROOR, L1717 » STREET, wASHINGION, D. C. 20949
)

(08 CERTS/PAGE -~ NUNiMmuw
ChiméGE 82.00

wATCH L (obR) o CvalvES o VALVE OPERATQORY o riPCl ¢ OFAILURE, INSTALLATION ERROR » CABLES AND CONNEC TORS o
STEAW o TEST. SYSUEN OPERABILITY o LUEATIFICATION

10795
wATER WORETORING STSIEM FPOUND TROPERABLE AT =allw )
GCEURGEA POwER CO.. dAMLEY, GA.

2 P63y LIR w78 >0-32171979~00 1O MAC OMECTNMATE OF RECULATORY IPERATIONS, JECION [, NOV. 14, 19FS, DOCRET
50-321s TYPE-—-BWR. Wi--tok.o AE—93S1

CAUSE =~ PAUNLED SARPLE LiNt. OURIG JAILY RUUDS wilTn THE ARACTOR OPERATING AT 628 POWER, AAD
PRASUNREL FOUND Tt WATEE MURETGRING STYSTEM »ad FAILED TO NOWITOR Py AND TEWPERATRE AT Tnf
DISCraRGE STRUCTURE. ThE SAMPLEL LIRE A0 CLIGHED DUE T3 RESIJVE SWLOVF. TT WAS MLUWE CLEAR AN
SARPLE FLOw RESTORED. Trt LENE MILL OE CLEANED PERICOICALLY,

AvalLasiLiTYy -'-(. PUR 5C DOLURMERT AOCH, LTL7T » STREET. wASKINGTON, 0. C. 205%% 100 CENTS/VAGE -~ MINjNN
whangt

WAL 1 1DUR) ¢ MORITON, LILUID ¢ CEFFLUENT » PSARPLIAG ¢ RONITUR o FLOW BLOLRAGE » CAUD o FAILURE,
MAGRTERANCE EARUR ¢ MORITURING PROGRAN, EawiRonsteial

10e072
CmORInE DISCARGE LINIT EACLEVDED AT matcm )
GLORGIA PFUMER CO.« BARLEY, GA.

2 Pede LTE w/AD S9=320/19T75-88 TO BRC ORECTORATE IF AEGULATORY OPERATIONS , RECION (1, MOV. 25, 1973, OUCKES
53=328¢ VWPE~-BuR, MFC— k.. AE—$SL

CAMUSE -~ PEASUNNEL EARUX. WHiLe CHLONINATENG TnE PLANT SERVICE WATER wiTw TNE REACTOR AT %S
PUNER, THE LISCnARGE LIRIT NF 0.a3 WG/L WAS EXCEEDED FOR 20 MINUTES. NOAMTALLY § CHLORINATOR |5
STAPTED AND THE LEVIL IS BRULUGHT U@ SLOWLY. MOWEVER, THIS TEME 3 CHMONINATORS WELE STAATED

SIMILTANEOUSLY A5 A RESWLT OF PERSONNEL ERADR, PROCROURES ARE SEINC WRITIEN TO PREVENT
RECURRENCE »

AvAILABELITY - NRC PUR IC QOCUMENT ROOm, L7LT ¥ STREET, wWASHINGTION, D. (. 20563 (00 CERTS/PAGE ~- NiNIYN
Cranct 42.00)

AATCH L (ownl ¢ CONCENTRATION o OIMLURIM o CONDENSER COOLING SYSTEM o AURILIARY COOLING ¢ FAILURE, DPEAATOR
CRAUR * SLFFLUENT

1?73
NCIC VALY PAILY TU UPEN AT NATCH 1§
GEORGIA POWER CO.¢ BAXLEY . GA.

2 PGYe LIR WAD 9)-3541/197%- 87 TO NAC DIRECTORATE JF REGULATORY OPERATIONS, REGION §I, NOW, 25, 1973, DOCAET
30~324¢ TVPE~~BwR, AFG~~6.E.0 AL~-35]

CAUSE =~ YAY MUT HAVE BEEN RESET., wajLE OPERATING AT SIT POwiR, THE (MIECTION VALYE FOR ACIC
FAILED TO UPEN DUAINGL A RCIC WWICr STAAT SPECIAL TEST FUR RCIC TURBINE OVERSPFED PRODLEMS, Tne
VALVE osEARER wAS TURMED OFF BND 7:'Te BACK LY. TrE VALVE OPENED PROPERLY. T §S POSSISLE TMAS
Tt VALYVE MAY NOT Mave obEn AESET SEPORE THE TEST ALTHOUGH INE OPERATOR AFFIAND THAT 1T nAD BEEN
Ay WELL A3 OJU Tk LIvnT INDICATION, THE BAEAAER wilL BE ENAWINED FOR MALFUNCTIOW.

o et
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109073  SLONTINED®
MARAMITY ~ MRC PulL [C UDCURERT A0DN. (FI7 n STREET, wasmaGlion. 0. C. L9545 (08 CENTS/PAGE -~ NInimm
CHARGE  $2.00)

MATCH L (GuB) o SVALVES * ORLIC o TEST, SYSTEN OPERASILITY ¢ FalLURE. EQUIPRERT + mEmB

1330
StV POIRT DREFT [N DIFFERLNTEIAL FLGe SuITCN AT mATCH )
GEORCEA PONER CU.. BARLEY, GA.
2 PEye LIR w0 50-320/3973-82 Tu RRC QIRECIORATE OF RECULATORY JPERATIONS, REGION 15, WOV, 26, 197%. DOCHET
30-itde IYPE—BER . WFG—-Gulor A58

Causk -~ IMDIMMERT DALFT. OURING A BEACTOR SATER CLEMUP SVSTER SOLATION FEST wH LE OPERATING AT
558 PONER. Tk ACTUATION POINT UF A DIFFERENTIAL FLOM 3WITCH wAS FOUND TO SE In EXCESS OF Tné 80
PR LIMII. Tt Gk MUOEL 360 M ARN URIT WAD DAIFTED. UwE Sul TCn WAS RESET.

AVARASILITY -~ MRC PUBLIC UOCWENRT RCOM, 3717 » STREET. saSninGiONn. 0. C. 20543 108 CENTI/PAGE -- SIRIWUR
CnllGE 82,003

NATUS | (0um) o SINLIRUNENRT, SHITCON o EROERUMENT CALISRATIUN o SEVSONS, FLOW o TEST. SYSTER DPERABILITY o
SARVRE. SNSTRUMENT © GORIFT ¢ o3k PUINT o CIRTAINRERT 1SRATION

10033}
SAAME LIRE Flumw Cul OFF AT milCo
RORGIA POWER (0.0 BARLEY, Ga.
Z PeSe LIR W/AG 30-321/1975%-05 10 MaC DIRECTORATE OF REGUIATURY DPERAT IONS. RECION 1. WOV. 20+ 1973, DOCHET
-3¢cle TVPE~~BoR, NFG--Got.s AE—35]

CAVSE -~ PEASURNEL ERRUR. wisiLE Tt ACACTOR WAS OPERATING AT SOS POWER, THME SARPLE LINE wAS
ACCOIMERTALLY ISULATEDL A1 Tok InTany STRUCTURE CUTTING OFF FLOW TO INE P AND T ERFERATURE

MR TORS. Fw CONDITION wad ROV DEVECFED VeTIL Tt AEXT DAY, PERSONSEL [AVOLWED wint =adf ‘wARE
OF Trk InCIEnT. FLO® BAS AESTORED.

AVA'LASBILITY ~ MAC PURLIC VOCUNENT ROON, S717 » STREET, waswinGiuN. D. C. 20545 (08 CENTS/PAGE ~- Rinlmm
(U GE  $2.00)

NATCH 4 (awl) o *3ARM V%0 ¢ *LCRUBRSER COOLING STSTEW o TERPERATURE ¢ FAILURE, OPERATOR ERROR » FLdw * FLOW
8. KRALE o RONETOR

100229
TURBINE CGRTROL VALVES NUT TEXTEOD On FINE A malin 1
GEURGIA POWER CO.v PARLEY. CA.

2 P65, LIN w0 50-312/197%-93 FOU MAC VIRECIIRAFE IF AECARATURY JPERATIONS, AESI0N 15, DEC. 1+ 1973, JOCRET 50~

3le TVPE—-BMR, ME~~Cobt.s M-~3SI

CAuSE -~ AONINISTRATIVE DEC 310N, wWILE OFTRATING AT 548 POWEL, TURGINE CONTACL VALVE FAST CLOSURE
FUSLTIORAL TE3Y wAY MUT PEMFOAREC wiTHIn THE SPECIFIED PEITOD. TwE TEST waS POSTPONED 2 DAYS TO
COMCIOL wiln weEnly FESTS OF TwEk TURGINE CONTROL YALVES TO PREVENT UNNECESSART CYCLING OF Tig
CORTAIA. VALVES ARL TU RIBIRILE CPARCES OF A TJRAINE TRIP,

AVAILABILATY -~ MRC PUBLIC OOCUNENT AODW, L2717 n STAEET, wASHINGION. O. C. 20543 108 CENTS/PAGE -- RINIWUN
ChARGE  32.90)

HATCR L IBWR) o TESTING ¢ OVALVES o TUREINE ¢ FAILURE., AORIRISTRAT IVE CONEROL o oTEST INTERVAL
108202

SERVICE walER ROMITORING SYSTES ENOPERATIVE AV walCH |
CEORGAA POWER (0., DAMLEY, GEQRGIS

2 PeS. LIR WAD 30-3217197%-9]1 TU RAC OJRECTORATE IF REGULATOAY OPERATIONS, AEGION 10, DEC. 2. D973, OOCKRET 30-

3le VVPR—-BaR, Mo—G.b. s M—33)

CAUSE =~ PLUGLED SARPLE LIRE, GARINC MASRTENANCE ON TwE SERVICE WATER SYSTEW, TWE SAWPLE LINE 10
g AOBERT SHAD NODEL 900 WATER QUALITY NONITINENG STATIOV SECANE PLUGEED wiTw DEMRES STIRRED W
DURING Tok wORK. Tk STATION was INOPERASLE FOR ONE OAY GEFORE TwE LINE was UNSTUPPEQ ARND FLOW
RESTORED.

AVARLAGILATUY -~ MAC PUBLIC DOCURENT RUON, 1717 » STREET, WASHNEINGION. D. C. 20543 (08 CENTS/PAGE -~ ViINEMUW
CRARGE 82,000

’ATCH | (owWR) » MONITOR, SARPLING » OMOAIIOR o SuRILIARY COOL NG ¢ PIPES AND PIPE FIITINGS * SCLAW) ¢ FLOW
SLOCRAGE o SARPLING o FATLURE, MAINTERANCE ERAOR

100203
WIORAL IC SHDCK SUPPASSION FOURD 0[“0&“('(0 At warCN
GEORG A POWER CO.. BARLEY, GLONGIA |

2 PGS LIR 8/A0 50-)20/1975-99 1O MAC ouulmu OF REGULATORY OPERATIONS, RECION 11, DEC. 2o 1979, OOCRET 50~

i, TYPE~SuR, AFG—G.b.0 Al~-33]

T S
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ludZe3  *CUnT Inuk0®
CauSE - Jan nul$S YIBRATED ACOSE. VURING VISUAL INSPECTION OF TrE JRVUELL AFTER SwytTeOws., A
WCRAR IC inile WPPRESSOR UR A MSL SAFETY RELIEF VALWE WAS FOUND TO 8¢ OISCONRICTED FAOR TnE
Ling. JAm auls On Tt ABIVATABLE SNWT WIRKED LOOSE WiTs CONTINOM W Vion OF 1ok sTEAR LInE
MLOuine Int WT 10 DI ONNECT 11560 FRUR TnE LINE. THE SUPPRESSOR wAS ACCONNECTED.
INSPEICIION FOUND & UTNER SUPPRESIURS LODSE. WIS WRE REINSTALLES AND TWAEA0S CWF TO PREVENT
LUUSENING.

AvAILABILITY - AAL PUBL IC DOCURERT BOUW, L7177 » . TREET, saSMINCION. 9. C. 20545 (00 CinFS/IPAGE — nintmm
Crantk $:.008

HATCn o Louf]) o o5SHULA ADMIRBER o JUPPURT STRUCTURE » PIPES ARD PIPE FLITINGS  FAILURE. EQUIPRENT »
SVIRATIUR o FALIERER o FAILURE., IRSTALLATION EARGA

100204
SEF POINT OALST IR APRR JAUP CIRCELT AT WalCM L °
GEGAGIA PUMER (0., BAMEY, LEORGIS
2 PUS. LTS Wa0 33-321719T%as TU RAC GIRECFIRATE 3F RECULATORY OPERATIONS, RECION E1. OEC. &, LOTS, SOCNET 30—
321. TVPt—Bmh. Wo—Guk.o A—SS]

CAUSE ~ PROCEUVRAL DEFICIEN(Y. OURING TESTIRG wilTn TuE REACTOR AT 378 PONER, APRR CHAMEL A WOWR D
NOT INDICAIE INOPF STATUS UNTIL LESS Tan 1O LPRN 1AaMmHS wERE I8 SERVICE, EXISTING CALIDRATION
PRUCEOWME vt > BOT PROVIDE SURFICIERT MARSIA FORm SET POIRT UREIFT. TIE INOP CIRCUIT wAS RESEV.
PROCEDME J> oxint <EVIXEL TO PACYIUE WME CUNSERVATISN,

AVAILABILITY -~ Wl PUR IC VOCUNENT ROOR, 1710 »n STAEET, wASHRINGION. D. C. 20545 (3 CERTS/PAGE -~ NINIWM
CrARGE  §2.409)

WATCH § Souit) » CIRSTAUMAT. SuITOn o TASTAURERT CALIORATION o INSIRINENT, POUER AANGE » ANRUBCIATORS o TEST,
SYSIEN OPLRASILITY o OSET PUINT o sORIFT » FALLURE., INSTAURERT + FALLUSE, ADRINISTRATIVE COnFRGL « PROCEOVAES
AM) MRNUAL S

o7

Infaxe 3STRLCTURE TenPERATUat RORITOR FARLS AT »alln 1

CEORGIA POWER CO., BAMEV. LA

2 Pude LT Wi 33-323/1375-94 TU RAC DIRECTURATE JF AEGULATORY QPERATIONS, RECIUN 11, DEC. 9 2973, DODCRET 30—
321, 1¥Pk=<0M, MG .L.r AE—331

CAUSE = ATL SERMIR FAILURE. WHILE I8 COLD YIuOwR, D€ TENPERATUSE MORITOR AT TWE Iafart
STAUCTURE wAS FUUND INDPERABLE 10 WOUAS AFFER 115 FALLURF RESULTING P9 A NISSED CRAS SAPPLE. Tné
AGHERT Skadw CORTANLS RTD SEARSOR MAD RMALFUNRCTIONED AND wWAS REMALCED.

lvllt:ll.l" = ML PUBLIL DOCUMENT Auum, RT17 n STRFET, «<ASHMINGTOR, O. C. 209545 108 CENTS/PAGE -~ RINIRUR
CrARGe )

MATCH & JUwR) o OSERIORS, TEMPCLRATURE o SCONDERSER CGOLING SYSTEN o (ZTARE + ROBITORING PADGAAN, EAVIRQMMERTM .
o FAJLURE, [NSTRUREAT ¢ FORITOR

Lu9iee -
INTARE STMUCTURE TEWPERATURE MINITOR FAJLS AT waAlCH I
wtORwiIA PUNER COD.. BANEY, GA
2 PGS LIR Wiy 30-321/71973-94 TO MAC DIRECTORATE JF REGUAATURY DPEAATIONS, RECIOR 5. DEC. 9, 1973, DOCRES 30-

32l TVPE-~Bll o MFC—Gokoo BE~~35SL

CAYSE - niD SENSON FajLURE. wwilE TR COLD SMTUOWN, Tk TENPERATURE MORITOR AT Tk ITATARE MO TOR
wAS FOURD INOPERASLE 10 MPUVAS AFTER IFS FAILURE RESULTING IN A MISSED GRAS SARPLE. SA'LES WEIRE
TARES ASTRR DISCOVERY UNTIL Tok INSTAUMENT wAS REPAIRED, TmE RSHEAT Swad COM RIS ATD SENSOR WAS
PCURD FU NAVE RALFUNCTIORED AND waS RCPLACED.

WAILASILIT/ -~ MRC PURLIC QOCUNERT ROOW, L7107 % STREET, WASHINGTON, D. C. 20343 (08 CENTS/PAGE -~ NENIMM
Coaret  82.00)

HATCH | IBNR) » ONIORY, TEMPRAATURE + OCOMOEASER COOL ING SYSTER + INTARE o RONITORING PROGAAN, ENVIRONRENTAL
o SARPLLIAG ¢ FALLURE, INSTAURNENT

100539
AR IRJECTIOR YALVE OPEAATOR FOUND LOOSE AT MATCK §
GEORGIA POWER CO., BANLEY, GA.
2 PGS LTN w/R0 33-321/71975-9)3 TO NRC UIRECTORATE OF REGULATORY OFERATIONS, SECION I1, OFC. 11, 1973, OOCHEY
20-321e TYPE——0R; MFG——GColor AR—S51

CAUSE ~ LOGA WASHERS NUT BASIALLES., WWILE THE REACTOR was N COLD SMNOOWY, SEVELAL BOLTS WEAE
FOVRD BISSING FAUN THE ROTOR FABRE OF 4 ANR [RJECTION VALVE RESULTING i PARTIAL SEPARAYION OF
It OPERBTUR FRIN Tred YALVE WOUNT., LOCK WASHERS MAD NOT S€E€N INSTALLED O Tt BOLTS., e SOLTS
WERE REPLACED wilrt LOCR wAINERS INSTALLED TO PREVENT SLIPPAGE.

AVARARILITY ~ MRC PUB EC DUCUMERT RODM, 1717  STREET, WASNINGTON, D. C. 20343 (00 CENTS/PAGE -~ MINIMMm
CrAnGE  $2.00)

- R
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100330  *unTimgtoe
MATOH L LaR) o SVALVES » MWTUDUE COBLING SYSIEN o SFASTENER o VALYE OPERATORS o MOIURS ¢ FalLurE,

ERSTALLATION EAROR » TESE, YYSTEP CPERMILITY

10e803
Rk FLON INSTRUMENT nOf TESTED Oh SCEDWMLE AT walin 3
GEQRGEA PUER CO.. BAREY. 64
3 NSe LER w/a0 30-321/71973-9% TU MRC DInECEJAATE JF REGULATUAY OPERATIUNS, RECION NI, BEC. 13, 1973, OOCREY

30-321. SYME—QuR, MFG—G.E.. AF—SSI

CASE -~ INAURWUATE PROCEOURES. OWRING A TUTOOWN, ONE LQDP OF TwE Ana LVSTER wal OuT FOR
RAINTERANCE AND Tng Olmtn WAL REQUIREL CONEINUALLY FOR SyUTUOUE COOL P96, D TORWS WAS ORAINEO.
PROCERRES FOR TESTING TWE Awa BINIAUR FLUN ISSTAUNENTS wERE IRADEQUATE FOR TwIS WOt DF
OPERATION. TnE CRACE PERICD FOR Tk TEST Ran OUT BEFURE Int PROCEOVAES COMD B REVISED AND TnE

EST CONPLETED.

AVAILABILETY - WC PO §C OOCURENT BOUR. B71T W STREET. WASHINGTON. 0. C. 205435 (00 CENIS/PACE — WIRImMm
CRaRGE 82.99)

MATOn L (OuR) o OTEST INTERVAL ¢ OSERIOAS, FLGW ¢ 20TO0EN CORING SYSTER o FAILURE, ABFINISTRATIVE CORTRGR
PROCEOURES ARD MANULLS « MAIRSERARCE AMD REPASR

100504
FUEL GRAPPLE RALFURLTIONS DUEING USE AT malCn 3
GEORGIA PONER CO.. BARLEV, GA.
3 PESe LIR Wan 30-32871973%-97 TO WAC OMMECTURATE )F REGURATORY OPERATIONS, RECION 31, BEC. 135, L1979, ODOCRET

50-32i . TVPE—B0R, WG—GuE., AE—~SS]

CausE ~ MISALIGHRERT OF JECOND STAGE. wWilLE LOWERING A SINGLE CORTAROL R0D MADE GUIDE IATO TwE
CLRE OF Tk REALTOR, Tk SECOND STAGE O TuE TELESCOPING FUEL GRAAPPLE MOWENTARILY WUNG wi Tin Twé
TR IO STAGE IRSTEAD OF FOLLONING TWE FINST STAGE OOuUN. wilh THE SIRSS STAGE «AS FULLY EXTEROED.
Ik SECORD STAGE FELL FAGE UnTIL 1T INPACTED AGAINST Tuk CAMPLE STOPS BREARING SEVERAL PIECES
LOGSE RO INE GAAPPLE. TG SECOND STAGE WAD BEER RISALIGHNED. TiE RAPPLE was BEPAJARD AND
ROOBFIED BY INCREASING CLEAARCE. & Ol SHIwED Twal 1 SMALL STAIMLESS STEEL STOP, Ie aLuUMIWUm
PUP RIVEYS AN0 2 NYLON BEARINGS MERE LEFT v THE REACTOR. ToESE SHOVLD WOT CAUYE FLOW BLOCRAGE.

AVAILABILITY ~ W C PUR IC QUCUNERT RUON, 1717 w STAEET. waSHINGTOW, 0. C. 20543 (08 CERVS/PACE -~ RINImme
CnanGt 32.00)

MATOM L (OnR]) o SFUEL MANDLING RACHIRE « CRUD o CDARMAGE o FATLURE, EQUIPHMENT » FASLURE, OESIGH ERRON + (one
CORPONERTS ¢ PRELSURE VESSELS

108937
WATER I DEMIR FEED TAW ACCIORRTALLY Di.CHAAGED TU AIVER AT watCw 1

GEORGEA POWER CO.v BARLEY, GA.
3 PCSe LTR /A0 30~340/1975-% TO NaC DIRECTONATE UF REGULATURY OPERATIONS, REGION 50, OEC. 15, 1979, DOCKET

30-321, TYPE—DwR, WFC—G.E.. AE—351

CAUSE ~ INCURRECT valve LINEUr. wilLE Tk aEACTOR wAS I COLO SWUTOOWN, ABOUT 3243 GALLOWS OF
wATER §n Tk VENEN FELD T AN wal ACCIOBNTALLY DISCMARGED TO THE AIVER BECAVIE UF AN IRCORAECT
VALVE LINEUP. Tt TANK WAD DEEN SAWLE : SUT NOT ARALYIED., THE OPERATIR naD FARED TO ADEQUATELY
CHECR TNE VALVE LIAREUP TO Tt OERIM FEEO Ta PRIOR TO OISCARGING TiE CrERICAL WASTE SARPLE AND
BASTE SARPLE TARKRS. AAJNASIE PRGCEQURES ARE SEING REVISEO. TOTML ACTIVITY PZLEASED wAS 100

RICROCUR JES .

AVALLABILETY ~ WAC PUR LC OOCURERT ROD™, BTLT e STREET. waASHING” 'S, 0. C. 20945 (00 CENTS/PAGE -— WINI MmN
nanGt 62.00)

#alCn | 1ouR) o OSRADIUACT IVITY RELEASE ¢ REACTOR CONANT o MIVER ¢+ wASTE OISPOSAL +» WASIE OISPOSAL. LIGUEID »
FALARE, OPERATOR EAROR

a2
SET POINT DRIFT Ih MECHANICAL OVERSPERD AT natln §

EORGIA PUNER CO., BARLEY, GO
2 PeSe LIR W/AD 50-32071975-90 TO ARC GIRECIORATE DF ARCULATORY JPERATIONC, RMECION §I, DEC. 19, 1979, OOCKES

50-321, TYPE-~BWRy WFC—Got. s AE~-3SI
CAUSE -~ (NSTRUNENTE DRIFT. QURIRG TESTING wiTn TME AEACTOR AT 958 POMER, ACEC MECHARICAL
OVERSPELD waS FOUND TO BE SET AT GAEATER Tran 6300 RPN, [ waS RECAIORATED wITHIN LiRIVS, TnE
CLECTRICAL UVERIPEED wiAS TESTED 10 ot LESS THAN 0000 APR,

l::lmlkl" - MRC PUBLIC DOCURENT ACON, B717 o STREcT. wASHINGTON, 0.C, 20545 (D CERTS/PAGE -- RIVI®UN [ nafsE

RATCI ) (0uR) o IMTAURERT, PRCTECTIVE o SIRSTRAUNENT, SWITCH o IVS/RURMENT CALIBRATION o TEST, SYSIER
OPERAJIL ITY ¢ PAILUNE, INSTRUMENT o OSET POINT » SORNIFT o RCIC

EELDN

e

LI Ly,
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130821
S&V sulnl ONSFT In Anka TUWERATURE SulTCNES AF NATCY 1
CtOnLila POUER CO.., SAXLEY. GA
3 PG, LIR WAL 30-HUV 191392 Tu “RC DIMECTIMATE IF KRECULATORY QPERATIONS . REGION 18, DEC. 29, 1973, DECRED
-321. IYPE—Gn. WC—C.E.o AL—3SL

CAGSE - PAGLAOUAAL DEFICIENCY., wELE 19E REACTON wAS WNeT OOuk, 3 maln STEAR L Int TubméEL
TERPEAATURE SuiTCMES wEdE FOUND TO wawk SET PIInlS ABOVE TwE 200 ¢ LIRIV. DNERE ¥AS A
JIAEPAMY DETuEEN TnE FURLTIOML TEST PROCEVURE AND THE CALIGRATION PROCEDURE. TNE CALIBRATION
PRUCEOURE SPECIFIRO A 197 F SET POINT weEREAS InE FURCTIONAL VEST SPECIFIED 190 ¢. OVAING
PREOMERATIONAL TEST. ALL 3 SuITOMES WEARE LEFT SET AT 199 F. THEY URIFTED DEYINO THE LINIT, T
CAR IBRAT IOn PAOCEOUME mMAS AEVISED TO 190 F.

AVAILAGILITY ~ MAC PUMLEC DUCURERT ROOR. AT7AT W STREET. HASHINGIIN, D. C. 20543 100 CENT/PAGE -~ T.niPUR
ChaRGE $2.00)

nATCs | fowh) OIS TOUENT, ST o IRGTAURENT CALIIRATION o SENSORS, TERMRATURE o FAILURE. INSTAUNERT »
o3ET POINT o IFT o COMPARTWENRT o PLANT PROTECTIVE SYSTEN o FAILURE, ADRIVISIRATIVE CONTROL ¢ MROCEDURES
ARD RaNyALS o JEST. SYSICM OPERABILITY

iceele
CRACR; FUURO BR AECIRC LOOP BYPASS LINE AT MATCN 1
GURLEN POUER CO.o BARLEY, CA
2 PGSe LTR WAD 50-32171975-99 TU WAC DIRECTORATE OF REGULATORY OPERATIONS, REGION I8, BEC. 26, 1973, DOLRET
30-321, TYPE—Ouh, RFG—Cobk.» AE—SSI

CAUSE -~ STRLSS COMROSION CRACAING, WHILE THE REACTOR WA SwuT OOWS, 2 LINEAR INDICATIONS OF
CAACKS wint FUMRO OV ULTRASORIC TESTS IR TME o-INCH BYPASS LINE On RECIRC LODP A JUST WSTACAR OF
InE VEE oEFURE TNt 4-LInln GYPALS VALVE. RADIOCAAPNS CONFIRAED T’ ™ME CRACKS ExIsTte. TwE
PROBLEN. FOURU Il OTIER PLANTS, MAS BECN ATTRIGUTED TO STRESS COMMOS jum CRACKING SUT THE EXALT
ARCanisny AND CORTRISUTING PGATION OF PIPE AND Tk TEE nAvE DEER REMACED.

AVAILASILIETY — WNRC PUBLIC DOCUNERT ROOR, 1717 M STAEET, waSHNINGIOW. D. C. 20545 108 CERTS/PAGE -~ NINEMM
CHanGE $82.09)

MATCH | (GWl) o PIPES AND PIPE FITTINGS o OFLQu, RECIRCULATEON ¢ OSTPASS ¢ MAIN COOL 196 SYSTEM o eFAILURE ,
PIPE ¢ CRACR * AN ¢ STAESS CORRDS ION

100809
IwGC UIESEL GENERATURS FALL TO START AT mATCH )
GECRGIA PUNER (0., BAXLEY, GA
2 Peds LIR W/AD 50-321/7197%-100 10 NaC OIAECTORATE OF RESULATONY OPERATIONS, REGION I3, DEC. 31, 1973, DOCHET
30-3ile TYPE~=DuRe NFG—G.b.. AE—33I

CAUSE - URRAROWN, DuRinG A wEERLY TEST wiTw Tok REACTOR SWUT DOwWh, DIESEL GENERATORS 18 amd 1C
FALLED TO START OV Tik FIRST ATIERPT. ON ANOUNER START TEST 24 NMOURS LATER, ALt 3 D63 STamTEOD
O Tk FIRST ATTERPI. Tné EXACT CAUSE OF FAILUNE mAS NOT BEEN OETERRINED.

AVARLABILATY - MAL PUR IC OOCURENT ROON, L7107 » STREET. wASHINGTON, D. C. 20943 (00 CERTS/PAGE —- AINIMM
CHancE 32.00)

DIIUO’: lrll o SulNERATOR, LIESEL o ENGINES, INRTERNAL COMMUSTION ¢ TEST, SYSTER OPERADGILITY o FAILURE,
ECulrign

ANl
OIESeu GERERATOAS FAIL TO START AT MATCHM )
“tONeis Punin CO., BANLEY, 6A
2 PCSe LTA WA 30-321/1975-100 1O NAC CIRECTORATE OF ATSULATORY OPERATIONS, DEC. 3i. 19735, GOCKET 30-321.
TYPE—BuR, MFC—GCokor AE--3S1]

CAUSE =~ URANORN, DURIRG & WEERLY TEST OF ThnE OIESEL GENERATORS weill 7w REACTOR waS SwuT 0OWN, 2
076°S FASLED 10 START Om Ink FinsST AFTENPT, OVAING ANOTHEA TEST 2¢ MOURS LATER ML 3 STARTED OW
llIG'FllSl ATTEAPT, TnE EXACT CAUSE OF FAILURE nMAS NOT SLEN OETERRINED, TWE INVESTICATION S
CONT IRV NG,

AVAILASILITY = MRC PUBLIC DUCURENT ROOM, L7017 M STREET, waASHNINGTIN, 0. C. 20963 (08 CERTS/PAGE -~ NINEWN
CrlRGt  $2.00)

M;C;":!l'ﬁll o oGERERATOR, DIESEL » ENGINES, INTEARAL COMBUSTION o TEST, SYSTEN OPERADMLITY + FALLURE,
(-1 »

100275
FINE IN wARENUUSE DANMCES VALVES AT rATCH 2
GEGRGIA Puatn COMPANY
S Phukde LETTER wiTn REPORT T AEC DIRECTORATE IF JESULATORY OPEAATION . 10s 1975, OOCRET 30-300, TVPE~
~dak, MG ~Goksv AE~=$S] o+ BECHTEL

‘oat = UNKNOWN. AT 3:00 AR, A FIRE OCCURRED INSIOE A TEWPORARY STORAGE SWED. THERE wERE 14

PR ——
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[ 25 oLOnTnutoe
VALVEY OANALLD In VANTYING DEGHEES On GERE IN LLOSE PRORIVIVY 3D Tuf FIRE, DARAGE wal LIN{TED 1D
SUUT ACCURMAT IUN SN0 ORI0ATEON F T4e PROTECTIVE (OATEYG 0% Tmg varve BJI0DHEL and ExTENSIVE
DARAGE TO % OPLRATUAS. Int CaudE OF THE FIRE IS DOUGCHT 17 avt SEE™ 4 INORT IR TEWOAARY
wiIkING., Tt waLWES wERE CLEAMED. LUBALCATED On tTnt IS LU SURE CE>, AN PANNTED In ExTERICR
SURFACED. TME JPEAATLRY wthf at TURRED 1D THE WRAUOR FUR REPAIR UR BLPLALLNENT.

AVEILASILITY ~ AmC PUBLIC JOLUREMT ADOM. 1717 M STREET, waSwInciin, 0. C. 20%4%: 128 CenTi/PaGt -- mIRImM
0D

GIAE o GFF GAS o vARAGE o SUTUDWA CONLENG SUSTER » LONTRUCTIIN o MAT(» 2 10U) » VALVE OPERATIRS +» wLVES

10098
FLAAL AEPCAT U ORYRELL TU SUPPRESSIGR OWNMBER VENT SanacE AT wailw 2
otOnG A PunER CORPARY, ATLANTA
« PhbkS, LETTER niTm BEPURT TO NAC OIR. UF REGA ATIAY IPERATIONS, JUNE 23, 1973, DOCRET 50-360, TYPE--MR, NFC-
~boker AE--338 L BECKIEL

Caasé -~ ENPRDPER USE UF TunOm., UWIAG In INIPECTIUN GF Tng ORVELL FRTERIOR, Twg INSPECTUR FumD
2 mOLLES. 1.9 AND 0.5 ER(e Gld., SUARED TMROLGH Tit ORYBELL TOQ PRESSWURT SUPPARSSION (HAnSER wvENT
Pirt. TwiS APPAREATLY waS CAUSED BY CARELESS AND [MPROPER USE OF AR ORV-ASLETYLENE TORCH DURING
BN COSIAUCTION ACTIVEIEY. T IS TuQuenl Thal THE PIPE wAS USED AS &4 SAPPIRT QURING “UITING
OPERATIUNS. ALPAIR (ORIISTEL OF LUTTING OUT Al 18 X 24 (N0 AREA CONMAJNING TwE DANAGE AWD
1TALEING & PRE-CORTUURED PATC™ FROM TwE INSEOR UE Twt PIPE. LEAR TIGHTRESS wilL € VERIFIED
Wmltns PREUPEAATIUNAL TEST ING.

MAILAMILITY - MRC PUR IC DUCURENT ROOW, 70T »n STRE Aweimsion, 0, C. 20543 108 CENTS/PACE -~ ninimm
Cranct $2.000

MATCH 2 (ouR) o CURSTIAUCTION o SPIPES AND PIPE FITIIS TOMUS » CORTAIMENS o CONTAIRMENT INTECRITY o
FASLUME., SRSSALIATION EANDR ¢ Sk DinG * SAINTERAWE aw AEPAIA ¢ o0aARNaGE

oseli’

REACTON NATEHR COROUCTIVITY EACEEUS LINET AT "POADT BAY

PACIFIC A AND ELECTAIC Curraw

L PAGEe LETTER TG wIARCTONATE OF LECERSING (ACCH, JANUARY O, 1973, JOCKET 3U-13). IVPE~—DMR, NFl—-G.E,, AE—
stlnTeL

CAUSE - LEAKS AND LOw CLEAKLS siOw. OURING STARTUP FOLLING & REFUELING OUTAGE, THE REAC VIS
WATER COMCT IVITY wAS FOURAD TU #E 11 MICROWI/CA. TwES ERCEEDS Tof 5 RICROMO/CA LINIT. TeE
CONDUL TEVITY AEMASNED AdQVE Tnk LIMIT FOR 25.4 mOURS, TECH SPEC MLLIWS 24 WOURS AFTER A
SEMmTUP, CURDENSER TUBSE SALT wATER LEARY AND of1.OW NORAAL CLEARUP ALOw (DUt 7O LOSS OF 1
CLEARUS PURPY CONTRIBLTED TO A SLOWER Trdn mOANAL CLEAWUP RATE. THE CONOENSER TUBE LEARS MAVE
OLER REPAINED. THE CLEANUP PUAW will O RUITURNED TO SERVILE AS PANTS SOR mEPala ME RECEIVED.

AVAJLAMILLTY =~ NAC PUR JC DOCUNERT RODN, RT7LT n STREET, wASHINGT N, D. L. 20%45. (08 CENTS/PAGE -~ mInimn
Cranct $52.00)

FAELURE, EQUIPRENT o WWABGLOT day DR} » COOLANT PURIFICATION SYSTERM o COORANT QUALITY ¢ LEAR o CORDENSER o
REACTOR STARTUP o PuwsS

993233
PALFURLTEOR OF REACTUR (L EanuP PURP 2T WURBOLOY BAY
PALIFIC GAS ARD ELECTAIC CURMPARY, CALIFOARMIA
2 PackSe LETSER Tu UFFICE OF MUCLEAR AEACTOR RECULATEON, JAN. 21, 1973, DUCKET 50-133, TYPE-—<BuR, WFG-—Coler
AE--BECHTEL

CAUDE - PURP SMAFT SEM LEARAGE, OURING THE AEFUELIAC OUTAGE, Tk REACTOR CLEANUP PURP wAS
ALMOVED FRUM SEAVICE OECAUSE OF EXCESSIVE LEARAGE THAJUGH THE ECHASICAL SEAL Om TNE PUNP SHAFT,

THE LEAR OFF SYSTEN COWLD NGT mANDLE THE QUARTITY GF WATER CONING ThaQueh THE SEAL. TeE
CLEARUP STSEEN CAR O USED wiTwDul Tet PU,

AVASLABILETY - WRC PUM L DOCURENT ROOM, L7107 w STREET, WASHINGTON, D, C. 20343, (09 CENIS/PAGE -- aintUn
CHARGE  $2.00!

FASLURE . CUMPONERT o wumBULOT BAY (0nll) » REFUELING * SEAL * COMANT PURIFICATION SYSTEY ¢ LEAR o+ PUNPS

092508
SUPPARESSION CHAMER VACUUR RELIEF VALVES WALFUNCTION AT wisigaLOl SAY
PACIFIC GAS AND ELECTRIC CORPANY, CALIF(RNEA
L PaGEs LEFIER TO DIVISION UF AEACTDAR L ICENSING, JAWMY 31, 1973, DOCKET 30-13)s TYPE-~CWR, MFG--G.E,o AL-~
BECHTEL

CMISE - VALVE STICK NG, WURING TESTING OF TE SUPPRESSION CHARDER VACUUM RELIEF VALYES, DOTN
VALVES wEhE STICKING anD Tk SET POINT OF OVE wAS 3.0 PWCw OF WATEA, ELEEOING Pt 2.9 INCH
LINIT. Tt waS IMAOEQUATE ORY LUBRICART O Tt DISCS AND SFATS., @0TH VALVES WERE Ak~
LVBRICATED, Twk SET POINT UF THE OWE wAS AOJUSTED.

AVAILADILETY - NRC PUBLEC VUCURERT ROOM, 1717 M STAEET., #ASHINGION, D. C. 20549, (00 CEVIS/PAGE -~ SINjMUM

N
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velles Kot ue
Chlibk M)

ALY 9AT Lok} o CORTAIRREAD WACUUR gREARER o TEMT, SYSIEM OPERASILITY o FAILURE, WAINTERANCE ERAOR o
LUBREICAT Wi o SET Pulnl +» VLMY

13205
SEACTUR FREUPURP OJL SUPPLY LIRt LLASS AT WUSOLOT BArY
PACEIFIL GAS AND cLeCTRIC (UnPaaw, (AR IF.
2 PhukSe LETIRR Tu ANC OFRFICE UF MICLEAR REACTOR REGILATION, FLIRUSAY 19, 197% OUCRET 30-13), TYPE-——BWR, NFG—
wekas Az--8E(nTRL

CAUSE - UmanOnN. wrilk JPERATING AT 131 mit, AN OIL LEM WAS $OUND AT A FITTING Iv Tt
Lo JCAT NG Ola SuPPLY LINE TO Tie INGOARYD WOTOR BEARING FOR TnE REACTOR FEEOPWW. TwE OVMER
FRREUPURP BAS UUT UF SRAVICE PGR WERMAMNL . AEACTOR POUER WAS REOUCED AND Tk FECOPURP SECUMD
VATEL Tt LEAR wad REPAIRED. Int URIT WAS SEPAMATED FRON THE SYSTER FOR 42 MIWTES.

AvALASILITY ~ AanC PUM IL UOCUNENT BCOR, L7717 B STRExT, sAMeinGTOR, C. C. 20543, 100 CERTS/PACE —- "pmimm
CHaRGE  52.00)

worlrv 10wk} o FAILURE, PIPE ¢ LUBSRICATION o LEAR ¢ REACTIOR DWIOOWS o+ FEEOWATER © PURPL o PIPES MRS
PivE FIETINGS

w377
A00ITEunAL I ATEUR O POEYUR IRJECTIUR VALSE MALFUACT IOh AT WURBOL DT SAY
PALIFIC GAS L ¢. .TRIC Cu.y CALLF.
L PAGE., LEYIER TU ANC DFFICE UF MUCLEAR REACTOR RECULATION. WMARCY 14» 1975, DOLRET 50-13), TYPE—DWR, MFC—
Gof.o AE--BE(nTEL

Cask ~ STEAR INDING OV PACKING., AS REPORIED ON WAR(MW 27, 1974, "€ POISON ENJECTION CQUALIIING
VALVE FAJILED TO PRANIT PRUPER PGISON SANSLE FLOW. THE VALVE WAL EXARINED DURING THE REFUELING
UTAGk. Tht vALYE PACKING AESTRICTED STEN ROTION. NEW VEFLON PACRING wAS INSFALLED.

AVASLASIALLTY =~ NMRC PUBLIC DUCURENY RCOm, B717 W STREET. wASHINGIIN, D, C. 20543 (08 CENTS/PAGE -- MINEmUN
CrARGE $2.90)

FAILURE, EQUIFRERT ¢ MURBOLDY wAY (DUR) ¢ SARALING ¢ SNUTOCWS SYSTEN, SECOROARY ¢ SEML o YALVES

101143
EMERGERCY COMUENSER SOLATION vALVE FAILS TO OPEN AT "NBOLOT BAY
PACIFIL WA> & ELECTRIC CORPARY, CaLIF.
) PAGE. LETTER TO ARC OFFICE OF RACLEAR REACTOR REZULATION, MARCH 26. 1973, OOCREY 30-133, TVPE-—uR, WFC—
elteo AE—BECHTEL

CAuSE -~ WRRRUNN., DURING TESTING bifr THE REACTOR AT |93 WiT Tt ERERCENCY CONDENSES musnt
RETUNN VALYE COULO NOT of CPERATED FROM TuE CONTROL ROOM, [T WAS RANVALLY OPERED. TwEN,
VALYE wAS CLOSED ELECTAICALLY AND RETESTED SATISFACTORILY, IMSPECTION REVEAMEO WO l”ll!ﬂ'
COMDITION wniCh COWND CAUSE Teg WLVE 1O STICK ST, TEST FREQUERCT MAS BEEN [NCAEASED.

AVAILASILITY - WAC PUBLIC DOCURMERT RCON, 1717 » STREET, wASHINGTON, 0. C. 20343 (08 CENIS/PAGE -- MINIMUN
CHaRGE N .M0)
FAILURE, EWVIPRERT o NUMBOLOT oAY (BWR) o TEST, SYSTEM OPEAABILIIY o EMERGEICTY COOLING © CONDENSER o WALVES

100793
CORIRML #LO ORIVE STICAS FULLY INSEATED AT MUMOLOT CAY
PACIFIC GAS & ELECTRAIC COMPANY, CALIF.
1 PAGE. LETTER ﬂ‘l NG OFFICE Ur NUCLEAR REACTOR ARGULATION, APRIL L6, 1973, DOLRET 50-833, T7PC-—OWR, WPG—
Colker A--DECHTEL

CAUSE ~ URANGEN, wiile EXRACISING CONTROL R00 DRIVES, CORTRML ROD €-4 STUCA AT Ti@ FURLLTY IWAEATED
POSITION, SEVERAL ATTEMPYS TO AGVE TwE AGD WERE URSICCESSFUL. MAINTERARCE NILL BE PERFORNED
GURING Tik REFUEL ING OUTAGE SCHECULED FNR JUNE.

AVAILABILITY - NRC PUNL IC WWCURENRT ROOM, 1717 ¥ 79T, WASHINGTON, O, C. 20543 108 CENTS/PAGE -~ MINIMM
CHARGE  $2..0)

Fl‘llﬂ!i EQUIPRERT o W)MOLOT SAY (BuR) » REACTON ZONTROL « TEST, SYSTER OPERABILITY o CONTAOL ROO BRIVE
ranl shS

103045
EMRAGENCY CORDERIER CONDENSATE vALVE FAILS 1) DPEN AT »wumBOLOT BaY
PACIFIC wAS AND ELCCTRIC COMPAW ., CALIP.
3 Pa%RSe LETIEN FU MAC OFFICE UF NUCLEAR REACTNR RESULATION, JURE 2, 1973, ODCKRET 50-133, TYPE--BMR, NF(~~
woley Se~-8LCNTEL

CAUSE -~ UNRNUWY, DWRING & TEST OF ORY wiLL ISOLATION vALVES, THE ENEAENCY COROENSER COMDENSATE

10 e s 4 S e )
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163043 s(ORTimgDe
NEIVER VALYE COMLO ROl Of FENED FADN Tk CONTAOL ROGK. ASTER IT WAS RASUMALY QFEatd, 17 mas
TIIED SAVNSFACTONILY. WO CAUSE wAS SEER FOUNS. A SINILAR FALLURE MAD OCCURRED ABOUT 2 'OnTus
CaARLIER. ATIERPTS MENE MASE TO ADJUST Tk POSLTION OF Tl wALWE RAMMALY. THE NIGH ENERGY L INE

BREAR SIELDS INTEAFERGD wife SAKING PRECIS ION REASURENENTS. T vALVE COMLD ALsaVS BE QOIED.
I NEEOED.

ARAMILIIY - Wl PR IC DOCURERT RGUR, A717 » STAEET. BASHINGION, 0. (.
CHanGE 52.000

MURBOLOT AT (BUR) o SYALVES o CONTAIRMENT [SOLATION ¢ SLMERGERCY COCLING o COMDENSER + VEST, SVYITEM
OPERASILITY » FAlLURE. € OWPRENT

205435 (00 CERUS/PAGE - SINITwn

105070
FUEL ASSEMALT BEACRE DISENGACED FPOR GRAPPLE AT RMSOLOT sAY
PACEFIC GAY & ELELTRIL COMPARY, CALIF.
2 PAGES. LETTER TO WAC OFFICE UF ERFURCERERT & INSPECTION, REGIDN 5 JUNE QL. 1973, DOCRET 30-13), TYPE— DM,

..o AE--BECHTRL

CAUSE - VMR, DURING Yk TRARSFER OF AN [ARAOIATED FUEL ASSENMLY Faom TwE 1"5'“ SASRES
PUSITION Ik Ind SPERT SuEL POCL 1O & POOL STORAGE POSITION, THE FUEL ASSEROLY . AWE Ol SENGAGES
FAON Tolk FURL GAAPPLE. FELL & FT, AD STRUCK sk PODL FLODA. (T TeEm TIPPED ano’ FELL INTD TE 10
FT OEEP SPERT FUtL CASR PET. IT IS TMOUGHT Twal Tnt ASSEMBLY HAD NOT BEEN GRAPVLED PROPERLS.
OURING A RELOVERY ATTENPT AS TwE ASSENELY wAS LIFTED TOWARD Tnk VEAT ICaM POSIT ION. Twt CodmmEd
CARE OFF ARD FufL ROUS FELL OUT OF THE GUROLE. TWE ASSENSLY NILL BC RECOVERED AMFTER THE
REFVEL IR, QUTAGE. APPAREATLY Tag TRE 8005 ANO/OR TIE ROV KESPERS SHEARGD WEW THME ASSENBLY
WOPPED Bils AMLOBED ThE SURDLE TO SEPARATE.

AVARLAGILITY -~ mnC PUREC DUCURERT ROOM, LTIT » STREET. wASHINGTON,. D. C. 20943 (08 CERTS/PAGE -~ MIREmm
ChangGE 82.00)

"-.ﬂ"lll 8AY IOMR) o FUEL ELEMENTS o OFUEL HANGLING ¢ FIRL MaMOLING RACHINE o FAILURE, JPERATOR EAROR o DARAGE
* REFURLING

10387
ENERGERCY ENGINE GERERATOR TRIPS AT »uneOLDl 84V
PACIFIC GAS & ELECTRIC ComranY, CALiF.
3 PavEs LETTER Tu RRC DIVISION OF REACTOR LICENSING. JULY L, 1973, OICRET 30-133. TVPR--BwR, AFC~-G.k.. A8~

[ 1.9 [3

CAUsSE ~ INADEGUATE VERT ILASIOR. THE ENERGENCY PROPARE EnuINE SENERATOR TRIPPED OFF LINE AFTER (o
RINUTES OF OPERATION HURING FULL LOAD TESTING REQUIRED OURING EACK REFUEL INGC DUTAGE. ThHE ENGINE
TRIPPED OUE TC MIGH CODR ING WATER TEMPERATURE. AR ENGINE GENERATOR ERCLOSURE wAS COMSTRUCTED In
JAWUARY TO PROTECT Imk URIT FAOP MIGCH ERERGY LINE SREMS OUTSIDE CONTAIRNENT. SECIACVATION OF
AR WITHIN THE ENCLOSURE CAUSED TWE mEGH TERPERATURE, ENGINE VERTILATION IS CURRERTLY SENG
MDIFIED. A SAVISFACTONY METEST wiLL OF RADE PRIOA J0 POWER OPERATION.

N:::ll "'O;l.‘ PUBLIC DOCURERT ROON, LTL7 # STREET. WASHIRGTON, Do C. 203543 T1UB CENTS/PAGE -~ SINIMMN

MUBULOT gAY (BMR) o ENCINES, INRTERNAL CORGUSTION o TEST. SYSTER OPEAASILITY o FAILURE, DEJIGN ERROR »
SRGDIFICAT ION » RISSRE CERRRNATION AND PROTECTION ¢ AEFUEL ING o PGENEAATONS » EMEICENCY PONER. ELECTRIC

100379
EMTMOUALE UCCURS AT mmBOLDT sav
UoSe RUCLLAR SECULATORY COMNISSION, WASHINGTON
30 PAGES: LETTER NITn ATTACHMERT TO PACIFIC GAS & ELECTRIC COWPANY. JULY 3, 1975, OOCKET 30-133, TYPE--Swl,

We-Gok.e M—BLINIH

CAUSE -~ RATURAL EVENT. TNE REACIOR nAS (R Tt SHUTODWS CONDITION FOR AEFUELING AYD MAIRTEMMNCE
BWER A SEISNIC LVERT OCCURAED O JUNE 7, 1975. Tnt EPICERTER wAS AGOUT 15 RILES SOUI™ OF ThE
SITE., ABOUT 100 AFTEASMOCKRS OCCURRED WIFMIN 48 MOURS DUT NONE OF TwesE TRIGGERED Twe SENS™IC
CUUEPRENT, Tt NARIAUR RECORDED UNCORRECTED w-VALUR WAS 0.3G 1w TNE EAST-wEST DIRECTION IN Tnt
SIORASE GUILDING. TWiS 1S GREATER THAN THE 0,296 ASSIGAED OPERATENG SASIS EARTHOUARE VALVE.
Tt UNCORRECTED AECOROED PEAK ACCELERATION DUMATION was LESS THak 3 SECONDS. INVESTIGATION J1)
WOT AEVEAL ARY EFFECT. ALL SA:ECUNMD SYSTENY mEAE UNAFFECTED.

”.uau“:ﬂ.”m PUBLIC OOCURENT AOCA. ETRT ¥ STAEET, waSHINGION, D, C. 20543 (00 CENYS/PAGE -~ YEINIWUN
”

wWBOLDS (U} » SEARTWOUAKE o EMTIMUARE EPICERTER ¢ AEFVEL ING & AGETCY, WRC o JURATION, IVORT »
Ol“"“ !l’!ll!ﬂ

18490}
CONCBOL ROD FAILS AT WUNBOLDT Bav
PO_IFIC GAS & ELECTRIC COov SAM FRANCISD, CALIS.,
§ PAGEs LETYT R TO BAC BPIVISION OF RESCTOR LICENSING: JULY 31s 1979, DOCRET 90-133, FYPE--Bully, WEC—=G,i .y M~
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104%] M Tinkde
CAUSE - UMRRORN. SRILE STARTING UP FOR INIVIAL POMER OPERATIUR FOLLOWING TWE REFUELING DUV ASE, A
CORTAOL ACK STUCK In Tost FURLY TASERTED POSITION. SEVERAL ATTERPTS WERE WADE TO ROVE THE A00,

oJT TnE DRIVE wWOULD ONAY TRAVEL OWE mOTCH., T4€ REACTOR will OF UPERATES wifm TWIS BRIVE 1MEERTED
WHLESS 1T CAw Bk WAUE FULLY OPthAgLE.

AVALASILLTY - Ml PUBLIC QOCURERT ROUR, LTL7 n STREET, wASHNIRCTON, V., C. 20543 (08 CENVS/PALE — RNINIMM
Coalox $2.000

MURMRL DT 8a7 I18MA) ¢ S(ORTROL RQDS * COMAGL A0D DRIVE RECHANISNS o FALLURE, EQUIPRENT ¢ REACTOR CONTRL

10955
TrREE wORKERS RECEIVE EXPOSURES OF MORE Thal 1230 "RENR AT UNBR OT BAY
PACIFLIC a3 L ELECIRIC CONPANY, SAn FRANCISCO, CALIFOWNEA

3 PAGES, LeTlex wiln REPORT 10 WRC OFFECE OF RLE., MUSUST 8. 1975, DULRET 30-133. TVPE--DUR, MFC—-Cu€.r AE—
L1318 118

CAUSE ~ RAINTERARCE AMTIVIIV. NEAR ITwE END OF THE AN REFULLING OWAGE, 3 WORKESS WERE
TERPORAR ILY ASSIGNED TO A3MST Ih MIGH RADIATION AREA MAIRVERARCE wORR., A CORMLETED FOMM ARL-4
waS MUT AVAILABLE FOR Thgh SIRCE THEY 00 NIT MORBALLY WORK IR A RADEATION AREA. WIER TWE ERROA
wAS DISCOWREYs THEY WERE REMDVED FROM Tn€ RADIAT ION AREA. EXPOSURES FOR Tt QUARTER RANGED
FAUR 2,62 TO 3.00 REN, PROCEDURES WERE AEVISED 1O REQUIRE CHECRING THE FORR® ARC-4.

AVAILASELITY =~ MAC PUBLIC OOCUNERT ROUN, 1717 ¥ STREET. waASWIRCION, . C. 20943 (08 CENTS/PAGE ~- MIRImEW
CranGE W)

HUMBOLUT saY (Buh) o SRADIATION SRPOSURE, RECOMD REEPING o FAILURE, AQRINISMATIVE CORTROL + PROCEDURES AV
RARUALS ¢ PERSUNNEL EXPUSURE. AADIATION ¢ REFUELING * RALMTEMANCE AND REPAR

108e51
UWCw INXEAT OF CUNTROL ADDS OURLNG SPURIOUS TRIP AT HUMBOLOT BaY
PATIFIC GAS L ELECTRIC Cu.e CALIF.

3 PEye LTA w/nPT Tu MRC UFFICE OF § ¢ Eo AEGEON v, SEPT. 23, 19735, DDCKET 50~133, TVPE--0MR, WFG--G.E., AE—
SECHTEL

CAUSE —~ INSTAUMERT MUISE. OQURING A4 WOT STARTU>, 2 SPURLOUS REACTOR TRIPS OCCURARED O TnE
APPROACH 3O CHITICAL. On THE SECOMD TRIP. TrE CONTROL AODS TOOR 35-10 SECONDS TO FULLY INSEAT,
TrE SPURLOUS TREPS ALSULTID FURM  PICOAWMETER NOISE WHICH (S ORLY A PRODLES Ow THtIn mOST
SENSETIVE nanGt. ODURING THIS YERY RAPID TRANSLENT ONLY THE 6 SASTER TRIP SOLEVWIO VALVES
OPENED. TiE 52 INUIVIDUAL REACTOR TRIP VALVES 0ID NCT OPEN. THE SLOW SCRAN TIRE RESWTED FRON
ok 32 EnDIVIDUAL VALVES YERT ING THACUGH THE & WASTER TALP VALVES. A& NORMAL REAC TOR TRIP
OCCUARS FROM ANY SAFETY SYSTEM SIGRAL. PICOANMETER NOISE CEASES wHEn THE REACTOR REACHES
HEATING POWER LEVEL.

AVAILASILITY - WRC PUBLIC DOCURMENRT ROUM, L7117 » STREET, WASHINGTON, D. C. 20543 108 CENTS/PAGE ~-- MININM
CrHARGE $2.v0)

HUBBULOT BAY (SWR) o SRESPONSE TIME o CCONTAOL RUDS * FALLURE., DES TGN ERROR ¢ ROISE + INSTRUMENT, POWER RANGE
* SCRAN, SPURIOUS

108252
EMERGENCY CONDERSER CONDENSATE VALVE FAILS TO OPEN AT MUmAOLOT SAY
PACIFIC GAS L ELECTRIC CU.o SAN FAANCISCD. CALIF.

3 PCSe AU OPR-T/7%3 1O NRC OFFICE OF RUCLEAR REACTOR REGULATION, NOV., 25, 1973, OOCKET SO-133, TYPE--0WR, Wi~
“6ober A--BECMIRL

CAUSE -~ TRPRUPLR MARUAL ADJUST RERT. THE LMcRGERCY CONDEVSER CONOENSATE RETURN VALVE WAS MANUALLY
AQJUSTED TwICE TO ELINMIRATE LEARAGE THAROUGH THME VALVE. OURING A SPECTAL TEST 3 DAV, LATER, Tt
VALVE COWD WJT 3& OPERATED ELECTRICALLY FAQWM TME CONTROL ROOM. APPARESTLY, Tt VALVE WAS
INPROPERLY AUJUSTED MANUALLY CAUSING IT TO STICK. AFTER TrE VALVE WAS RANVALLY OPENED, IV
OFERATED SATISFACTORILY., A ACOITIONAL VALYE will BE A00E0 TWAT wWiLlL B& VUSED TO INMTIATE TwE
EMEAGENCY CORDENSER. Trit PRESERT VALVE wiLL 62 USED FOR SOLATION PURPOSES OMLY.

AVANLASILITY = ARC PUBLIC ODCUMERY RQOM, 1TLY M STREET, wASHMIAGTON, D. C. 2004% 108 CENTS/PAGE — MINIMUW
CHARGE 52.00)

HUBBOLUT BAY [8WR) ¢ SVALVES ¢ SCORDENSER ¢ EMERGENCY COOLING ¢ FAILURE, OPERATOR EAROR o TEST, SYSVEM
UPERASILITY ¢ MUDIFICATION

100070
EXPERIMENTAL INVESTIGATION OF NS IV OPERATION AT LA CROSSE
ODAJRYLAND PORER COUPEAATIVE, WwiSLONSIN

50 PAGES, LETTER TO AEC DIRECTORATE DF LICENSING TRANSAITTING REPORT, JANUARY 20, 1975, DOCRET 50-409, TYPE--
Swl, AFG-—AC: AL--56T ¢ LUNDY

CAUSE - LACK OF LUDRICATION, OURING A SYSIEN STARTUP, Tie mAIN STEAN 1SOLATION vALYES 010 MOT
FULLY CLOSE PADFPENLY. AN JRVESTIGATION INDICATED TMAT THE ASIV AOTATED OVER THE MAJORITY 5 §TS
TRAVEL RANGE writh ACTUATED BUT OID NOT LOWKR IMWEDIATELY INTO 173 SEM. UMIS WAS DUE PRIRARILY
To 1im ORTERIURATION AND AOSERCE OF LUBAICATION (N CRITICAL LOAD BEARING AREAS OF TNt ACTIMOR

RN AR
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2070 oot knut 0
MECHANE SR,  SEVERAL CGREECIEve MEASURES NWERE TAKER TO IVIURE PROPER PERATION. A MICH
TENPERATURE LUBRTCART MAS VSED. LUSRLCATING LROOVES mERE ADDED.

l:lllllllll' - ML PUBRIC DUCURENT NOOR, L7807 W SERELT, nmashiINGIIN, D. C. 20%45, $08 CENIS/PAGE —~ MINIAU®
not . 2 .00)

FAILURE ¢ EQUIPRERT + CONTALRNERT 130LAT JUR o STEAR ¢ FAILURE, WAINTEVANCE ERA0R o LAZRISSE (B} ¢ txAwINaliON

o MAln (OULING SYSTEM o LUBRICATION ¢ W VES

180071
INVESTIGATIUN OF CHU RECHANE SR AT LA (RCSSE
OAIRYLANG PORER (OQOPERATIVE., wil( GRSIN
> PAGES, LESTER TO AEC OJIRECTORATE CF LECENSING TRANSAITTING AEPORT. JANJARY 24, LSTS, OOCRET 50-4CY9, TVYPE-—~
R, REG— M. AE--3cT & LLUMOY

CAYSE — COMSECTOR PLUGC CORTARINATSON. OURING 4 NORASL ASACTOR SYIDOWS, 4 CORTROL ROO 010 ™OT
ERIERT UPON INITIATION OF THE ALL ROD INSERT SIGRAL OV Tok OPERATOR. THE INVESTIGATION OF TnE
IRTEANITTERT FALLURE DETERMINED TWE CAUSE (0 OF AN ACCUNATION OF CONTARIRANTS On TOP OF TnE
MOTOR LEAD COMMELTOR PLUC WnIC PROVIOED A RELATIVELY LOW 2ESISTARCE PATn 7O GROURD RESWULTING IN
ATRIP OF ThE TWEANAL OVEMOAD FOR ONE PHASE. TWE CONTAMTNANTS MAS PRINARILY WFORAULIC Olr. A
PLUG OF & DIFFERERT DESIGR wAS INSTALLED.

AVARLASILITY -~ WAL PUBL IC OOCURENT ACOM, LTLT % STAEET, wASHINCTON, D. C. 20545, (00 CENRIS/PACE -- RmINIMUN
CHARGE $2.00)

CRUD » RODIFICATION » FAILURE, Dt SIGN EMAOR o LACROSSE (BWR) » EXARIRATION o CABLES ARD COMMECTORS o CORTAGL
ROD DR IVE WECHAN IINY

102238
ARCING OF RELAY CONTACTS AT LALROSSE
DAIAYLAND Puuin COOPERATIVE. WiISC.
1 PAgk, LETTER O MRC DIVISION OF REARAIONY OPERATIONS, REGION 3, APRIL 18, 1975, DICRET 50-409, TYPE--BuR,
ME—=AC, AE--SGT € LUNDY

CAVSE ~ URANOUN. OURING AN INVESTIGATION OF AN INVEARITTANT ALAAN On Tk PLANT 123-v DC
ELECTRICAL SYSTER, TME 480~y AUTORATIC TRANSFER SWLTCH OPERATED CAUSING UNEXPECTED ARCING OF
AURILIAAY RELAY CORTACTS §h Unt SulTOn CONIROL CIRCUETS., THE ARCING CAUSED OARMAGE 10 TrE
MIRELIARY CORTACTS. Tt CAUSE OF THE ARCING 1S BEING INVESTICATED. TWE PLANT wAS SrUT DOws
PRIUR U Tk INCIDENT .

AVAILASILITY -~ NRC PUR 1T VOCUMENT ROOM, L1717 » STREET, WASHINGION, D. C. 20345 (08 CEMTS/PAGE -- WIvimUN
CHARGE  $2.00)

ELECTRIC PUMEA » FAlLAME. ERSTRUNENT o LACROSSE IBwR) ¢ ELECIRIC ARC + RELAYS

103191
AUTORATIC JAANSFER SwiTCr IN 4680 Vv SYSTEN OAMAGED AT LA CRUSSE
OAIATLAND POWER COOPERATIVE, wis.
13 PAGES, LETTER witr A0 75~) TO WAL OIRECTIRATE OF L ICENSING, MAY ¥, 1975, DOCRET 50-40%, TYPE-~Dwll, MFC—AC,
AE--3GT € LUNDY

CAUSE - PROCEDURAL DEFIZIENCY. DUWING FESTS TU LOCATE THE SOUACE OF A 12% %OC GAGUND ALARM, TrE
INVESTICATION PROCEDUNE wA: REVISEID T2 INSPECTY ADOSTIONAL POSSIBLE SOURCES. JURING TESTING Tne
UNDEAVOL TAGE COILS IM SHE 2.0 v wITCAGEAR JSOLATED RESULTING In M APPARENT, BUT NOT ACTUN .
URDERVOLTAGE STAIUS. THE AUTOMATIC TRANSFER SWITCH TMEN DPERATED UNODER LOAD. TrE CURRENT FLOW
AESULTED IN ARCING wnICH DARAGED & CENTAAL wiInE, AND RELAY CONTACTS, THME RELAY waS REPLAC.T.
PROCEDURES wERE MO OIFIED.

AVAILABILITY -~ mRC PUBLIC DOCUMENT ROOM, LTLT » STREES, WASHINGION, D, C. 20543 (00 CENTS/PAGE -~ wiNimUm
CHAMRGE 2.0V}

AELAYS o ELECTRIC POWER ¢ ELECTRSC ARC ¢ MAINTENSNCE AND REPAIR o DAWAGE ¢ “ASLURE, ADMINISTRATIVE CONTAGL o
PAOCRVVRES AND RARUALS » LACROSSE {0wR)

103e50

CullE SPRAAY PUNPS MAVE LOwW FLOMD RATES AT LA (ROSSE

VAIRYLAND PONEA COOPERATIVE, wis.

® PAGRG, LETTER Wil AOR 73-3 7D NRC OIRECTONATE OF LICENSING, JUNE 18y (973 DOCRET 50-409, FYPE--BWR, WFC--
Ao AE-~-3CT & LUNDY

CAUSE -~ SEOIMENT Ik Tne SYSTRA., TESTING OF TME VIESEL-DRIVEN ALTEANATE CORE SPRAY PUMPS DURING
THE AEFUELING OUTAGE FOURD ACTUAL FLOWS TO BF 20 10 50 6P LOw. 1T IS OEL IEVED THAT SEDIMENT
FRUM THE RISSISSIPPT RIVER wATER WAS ACCUMNLATED TO CAUSE SUFFICIENT FLOW RESTRICTION TO INCREASE
PIPE FRICIION LOISES N0 SUBSEQUERT REOUCTION IN FLOW, APPROPAIATE WETwODS TD CLEAN THE SYSTEN
10 (PPAQVE FERFORNANCE ARE DE ING INVESTIGATED, PULANT STARTUP wiLll NCT COMNENCE UNTIL CORRECTIVE
AMITON HAS BEEM COPPLETED.

AVAILABILITY -~ mAC PUBRLIC DOCURENT ROOW, ATLY M STREET, waSHINGTON, O. C. 20545 {08 CENTS/PAGE -- minimum
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103658  «OnIInuED®
ChaRbe  $2.00)

SHL0W > SCURE SPRAY & EE3T. SVSTER OPERABILITY ¢ FALLURE. CQUEIPNENT +» CAD o FAICTIOS * FLOW BLOCRAGE ¢ PIPES
AND PIPE FITTINGS ¢ REFURL ING * LACROSSE (owR)

103877
FUEL ASSENOLY CAMAGED JUR INGC WMANDLING AT LA CROSSE
OALRYTLANG PUNER CUOPEAATIVE. WIS.

® PAGES. LETTER wilh ATTACHRERT TO ARC ODIRECTORATE OF LICERSING. JUNE 26+ 1973, DOCXES 30-40%, TVPE--DUR, WFG—
AL, AE-=56T & LUNDY

CAUSE - OPCASTOR ERROR. FUEL ELEMERT 2-12 WAS WOVED FR(» CORE POSITION W-4 10 K-8 DEN T
ELENENT wAS LOWERED IMIQ TVE SHMARQUO CAN. TWE UPER INTERMDIAIE SPALEA GRLD CAUGN G THE DEOW
CAM AND Way DISPLACED Om ONE SIOE. TWE TENSICRETER USED TD INDICATE T wEIcnY OF Tt SUSPENDED
FUEL ELEMERT mAD SEER (NADVER TARTLY LOCRED BY TnE CGPERATOR. untn Tnt LLEREN BECGAR TO BINOy WO
INDICATION wAS SHOUR ON THE 7ERSIONETER. FUE. RODS WERE ROT SAnsCED. THE OANAGED GRIB IS BEYORD
REPALR. OUARUP MAS 7.573 MID/NTY. ABOUT 308 OF THE USERR EREACY WL REMAIN VWIEOD.

AYARLABILITY - WAL PURL IC OQOCUMEN) ROOR, L7137 M STREET, waSHINGION, O, C. 20543 (08 CERTS/PAGE -~ RINIWN
CnanGt o0

!

LACROSSE (Bum} o SFUEL ELEMENTS ¢ FUEL MANOLING » FALLURE ., OPERATOR ERAOR ¢ FUEL MANBLING NACHINE » *RARACE »
FUL SURNUP

104388
SET POINT ORIFT im PRESSURE Chanhil AT LACROSSE
OAIRYLARD POwta CODPERATIVE, LA CRULSE. wiS.
& PAGES. LETTER wilh AOR 7%4 TU MRC DIVISION OF REGULATORY OPERATIONS, REGION 3, JALY Ll. 19735, GOCKET 30~
“09» TYPE—0MA, MFG~—AL., AE-——S6T £ LUNDY

CAUSE - VOLTAGE REGURLATOR FAILURE. OURING A TEST ON REACTOR PRESSURE SAFETY CuARmEL 1. A SCRAR
SIGhM was RECEIVED AT TME CORRECT SEf POINT, Tntn CLEARED BY ITSELF. REPEAT TESTS POBLED
SIMELAR ReSAULTS, THE BUEL VOLTAGE REGULATOR wAS FAILING CAUSING A NISHER VALTAGE QUTPUT FAOW THE
PORER SUPPLY. Tt REGULATOR UNIT wAS REPLACED wiTw A SIRILAR OnE.

AVAILABILITY - MRC PUBLIC DOCUMENT ROOM, 1717 M STREET, wASHINGTION, O, C. 20545 (00 CERTS/PAGE -~ MINimm
CHARGE 32.0u0)

LACROSSE IBMR) o GINSTRAURENT, SWITCH o ENSTARUMNENT CAL TORATION o SENSORS, PRESSURE o TEST. SYSTEM OPERABILITY ¢
oSET POINT o SORIFT o FAILURE, COMWONRERT ¢ ELECTRIC PONER ¢+ REACTOR SAFPETY SYSTEM o ELECTAONIC FURCTICH WNITS

104811
CORTAINNERT SUILVING INTEGRATEY LEAR RATE ExCEEDS LIMIT AT LACROSSE
UAIRTLARD POWER CLODPERATIVE, LA CROSSE, WiIS.
b 'G;. LIR w/a0R 75-05 TO MAC DER, OF LICERSING. JULY 28, 1975, DOCAET 50-409, TVPE--BMR, MFC--AC, AE--3I7 &
LUNDY

CAUSE - VALYE MISALIGNAENT AND MINOR LEARS. OURING A REFUEL ING OUTAGE CONTAIRNENT BUILOING
INTRGRATED LEAR RATE TEST, TME AS-FOURD CORDITION WAS 0.018/24 W. THE RAXIRUN ALLOWABLE LEARAGE
PABE 1S 0.0%726 v, A VALVE AODED OURING & RECENT CHANGE TO TnE SHUTOOWN CONDENSER VENT TO OFF
GAS wAS FOUND TO o€ OPEN. T WAS OMITTED FROM Ttk VALVE CnECk LIST. THE vaLvE WAS CLOSED,
SEVERAL VALVES SEATS WERE AEPLACED AND VALVES REPACKED. PIPE FITTINGS WERE TIGMNTENED. Tmis Test
WAS MEPEATED AFTEA REPAIRS wITM PRELIMINARY CALCULATONS INDICATING A LEAKAGE RATE OF 0.758/2¢ M.

AVAILABLILITY - MRC PUBL IC OOCUMENT ROOM, L717 ™ STREEY, wASHINGTUN, O, C. 2055 (08 CENIS/PAGE ~— MINEMM
CHARGE  $2.90)

LACHOSSE (OWRs o PLEAR RATE o TEST, LEAN RATE * SCONTAINIENT o CONTAIRAENT INTESRITY & REFUEL ING » MATNTERANCE
AND REPAIR o PENETRATIONS: PRINAAY CONTAINMENT

104953
LEARAGE UM ELECIRICAL PENETRAT IONS EXCEEDS LIMIT AT LA CROSSE
VAIRYLANY PORER CODPERATIVE, LA CROSSE, WISCONSIN
® PAGES, LETIER wiTm AC REPORT 750 TO MRC OIRECTORATE CF LICENSING: AUGe L4y 1973, DOCKET 50-409, TYPE—BDMM,
MRC——AC, AE--3CT £ LUNDY

CAUSE - UNKNUWN. DURING TESTING, ThE LEAR FLOW RATE ODETERMINED FAON ELECTRICAL PENETRATIONS & AND
6 eXCEEDLD TME PERAMISS Iult FLOW RATE, THE PENETRATIONS wERE REPAIRED BY COATING COMPRESSION
FLITINGS U Trk NUISIOE OF THE CONTAINRMENT YESSEL WALL wiTn Ah EPORY SEMANT COMPIUND.

AVAILASILITY - mrC PUR IC DOCUMENT RQON, 1717 M STREET, WASHINGTON, O, C» 2756% (0B CEmNTS/PAGE -~ RINIMM
CHARGE  $2.00)

LACROSSE (8wR) o GLEAK RATE » GLOATAINAEN. PENETRATION, ELECTRICAL ¢ TEST, SYSTEM OPERABILITY ¢ TEST, LEAK
RATE » CCATAIRMENT INTECAITY
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107421
AcaLTOR FORCAO CINCURATION PURP wALVE FAILS TO OPEN AT LACRLYSE
OAJAVLAND PONER COUPRRATIVE, LA (MOSE, olS.
2 PESe AU~T T3 MAC USFICE UF WUCLEAR SR ACTOR REGRATEMN, OCT. 17, 1973, 2070kl 30-40%, ViPE--BWR, Wi—al, af--
3G & LunDY

Caudg ~ SEAL LEM UM YOS IC WPERAION. UUAilnG SIATUP PREPARATIONS JN 2 SAKIESSIVE OAYS. Twk
UISCHAASE vALSE FOu REACTUR SORCey CUACURATLON Pune | & FAILED TO OPEN MEDNATECALL Y wnkn Dnef
RS SPERC mAS ATl OR AgOV: T REQIIRED SPEE0. =amusl e iR TIFRG OF TE wYNRAURLEC SYSTER TwBOTTLE
VALYE #hS Ragulnbw. LEATMER SEALY WERE AEPLACEOD On Tg PISTORS On Txf WPORMA .7~ IPRRAITNS 6 Tng
L O VIMLMARGE My SUCTIUR VALWES., LEARS SROKE TwE PRESSURE DEFFERENI{AL AVRILANLE FOR OPERAT ION
OF ThE VALWES. & FOLLCUMUP INSPRCTION FOURD AvOTwER LEAY AT Tuf OPEASIOR SMAFT COMMECTION T Tesk
PEMION. A GAMEY «wa3 INSTALLED Y79 SEAL Tnly LEAl, THE vaLYE NOm OPLRATES SATISFACTOANLY.

AVAILAQILIEY - MAC PUR IC JLLURERT ROOM, E707 w STREET, JASHINGEON. D. C. 2034> (08 CENIS/PAGE -- Ainj™um
Codiler  32.90)

wALVES o RAIS CULL ING SYSTER o FLCw. RICIACULATIUR ¢ SVALYE JFERATORS o S3EML ¢ LEAK o FAJLUAE, EQUIPHERT o
NYGAALLC SYATER o LACRUISE (mmn)

weeld
LONTROL Gy 3ZAAN IRLUIAT IOR CELAVED al L ACAYSSE
DA.ATLAMY PUNER LDOP., LACROSSE, W
2 Pus, LER WAL 75-08 1D NBC BIRECTURATE UF AECGAR ALY UPRAATIONS, 2250um 108, OEC. 3L, L1979, DUCAET 32-40%.
FYPE--Bun, FEL—-AL. AE--3GT C LUNDY

CaudE - SHuETERRINE D, FALGHING INITIATION OF A MARUAL LCRAR FASH 948 PONER, A CONTAML AOD FAILED
T 3CAMN HYORAULICALLY IN T NUARAL MANNEA. T UI0 INSERT. IVWESTICATAGN, AS REPORTED 0N JAS.
Lo IRUICATED InaT InE ACD OID S(RAN NYORAULICSLLY SUT IRITIAYION OF IMSERTION way ORLAVED.
SuRAN ACTION NAS ACCOMPLISNZO wilWin LINETS. Tt DRAVE wAS AEPLACED wiT» A SPARE wECHART A,

AAIABILLTY - ARL PUBLIC LUCUMENT ROOM, LTLT W STAEET ., wASHINTON, D. (. 29%4% 100 CERIS/PAGE -~ winlmum
Chaduk  $2.00)

SALROLSE LOWRD o SREMPONSE TIMt o FAILURE, SCAMN RECHANISA ¢ PAILUAE., EIPTRRE » COVIRAL ROD IRIVE SEZMHANS SMS

win7
ICPRESSION PAIL PIENONERS FUR MARK 2 COHTAINSERT AT LISERICK L AnD 2
L AGELeniA B ECTRIC (OMPANY, P&,
2 PAGESe LETTER 10 REC OFFICE GF INSPECTION C ESEMEMENT, APRI. o0 JOTS, DOCRETS 50-332/353, IVPE--0 R, "FG--
Gufoy AE--BELNTEL

CAUSE - POSSIBLE TESICH OLF ICIENCY. FURTHER JevESTIGATIONS JF Tug SUPPRESSION POOL SwEMODNE A
ASYOUIATED wiTn SAMETV RELIEF VALVE 4%0 LOCA SLOSDIWN DISCMARGES HAVE TRUICATED ITwaY THE DESICY
BASES ARD LUAD CORBINAILIONS LUSED IR THE PSAR war NOT HAvE JDERTIFIED ML THE PwENONEN FOR THIS
CURTALNNENT DESIGMH. RESULTS OF THESE DESICA CONSIORRATIONS wilL B3 CORPRARD AGAINST TnE PRESENT
DESIGA. ANT "OUIF ICATIONS wHiCH MAY BE REWIRED wiltl BE I"PEMTEO.

AVAILANILITY ~ ARC PURLIC VOCURENT RUOR, 1717 W STREET. wASHINGION, D. C. 20305 108 (eNTI/PAGE -~ MININSW
CHARGE  $2.00)

CORTAIRRENT DES 16k o CONTAINNENT, PAESSURE SUPPRESSION » HYORAULIC CPFECT o STRESS ANALYSES & UAILURE, DESIGR
EARUR » BLOWDOWN + PRESSURE FRANLIENT o LISERICK 2 SawR) & CORSTRUCTION + LIMERICK ) (BWR) » %S

ovares
STANDOY LIQUID CONIRGL SYSTEM VULUME LOw AT SILLSTONE
NOR THEAST NUCLEAMR ENERGY CONPANY
3 PACe>e LEFTER TO DIAECTORARE OF LICENSING (AEC), JANUVARY 2, K979, DOCKET 30-243, TVYPE--0WR, MFGC—GC.E., AE--
€950

CAUSE = PARTIALLY PLUGHED SENSING LINE. wiILE OPERATING AT 97X POWEA, TE  OPEAATOR AOTED oM
URDARRANBED INCREASE IN THE LEVEL OF TNE STANOSY L JOUID  CMTAOL SYSTEM Tank., TME LEVEL SENSING
LIBE MAD BECOME PLUGGED,  AFTER TnE LENE wAS SLLAM OUT, THE LEVEL INDICATED 2800 GALLORS IN
T™é TAMR. oIS S SELUW FNE 2960 GALLOM LIAIT, 4 SLOW BUILOUP OF SODIUR PENTABDRATE CAVSTALS
N fE EMD OF TE DUSSLER TUBE CAUSED & RESTAICTION 1IN THE TUBING RESATING In AN INDICATION
OF MIGHER THAN ACTUAL TANA LEVEL., THE LEVEL WAS INCREASED., & MOV OUT LIRE wAS SASTALLED FOm
WEERLY BLOR Oui ¢ Tt TUDING.

AVLILABILITY -~ WRC PUR IC OOCUPZENT ROOM, ATLT7 % STREET, wASH/AGTON. O. C. 20345, 100 CENTS/PAGE -~ AMINIMUR
CHARGE $2.00)

LAUD » MODIFICARION » STORAGE CONTATRER » FA/LURE, OEIIGN ERNOR » SHUTOONN STSTEN, SECORDARY & TUBING +
MILLSTURE POIRT } smwR) + SEMODRS, LEVRL

%708
NO FLUID INDICATIUN In TwO BEAGER-PATERSUN SAUBSERS AT miLLSTONE
NOATHEAST BUCLEAR ENERGY CURPANY
3 PAGES, LETTER TJO VIRECTORATE OF LICENSING (R8C), JANUVARY Lo L1973, OOLRES %~24%, TYPE--pWR, NE(~-C,t,, AE--
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IoN0®  SLONE lawt D
Coust - AUNINISTRATIWE ¢anGR, UBAING AR JASPECTION, AT was FO0UN) Fudl CERTAIN ACTIVITIRS APPEARED
10 S€ In MALURPL SanCE 2T naC AEQUIRERENIS. e ITERS ant TnE ALSu ¥ 3F FalLuag 10 1oL EnEnd
ANDIGR FORLW THE SITE SECUREEY PLAN. PWPER CORPROL WA NOT ESTANL 15:€J DETMEEN TwE OPERATING
ks OF Unil L ARG Tox CORMAMCRIOS MEa oF Ynll 2. Tt EFFECTIVENESY OF UhiF nanAGENEN] CORTAAR
SESTER 1S W Lo I Tedl IT OLD Bt PafvEnt Int INCIOEnNIS. WAL MOFI3ES TC I=PG3E CIVIL
PeRaLiiEs OF s1) o,

AYZARABILITY - AL PUM IC GUCURERS BUOR, LTLT » STREET. waiuineliun, 0. C. 20543 130 CENUI/PACE — NIRIMm
Cntngt ]

NELLIVOME POINE | (Sali) o REALTION, Pul o COPWLEIANCE » *SECUWRLTY o LewZLISTICS o ECURGRICS ¢ FATLURE.
ADRINI STRATIWE CURIBTA » RILLSSCME PCIAN 2 (PuR)

lez289
URFFCTIvE CundlulL nUY LS PCTEY AT RILLITONE 1t
NORTEAST BUCLEAR CHERGY (ORPART. (OhN.
L PACE. LETTER Tu A Olv. OF REALIONR LKENSING, APAIL 220 1975, NCART 53~2%3, T¥PE~-3uR, WC—C.C., AF--
ESASLO

CANE ~ JNLULEING ManiLE STWAR, AS MPORTLO FARLIIA, & CONTRIR ROD uiel O THE GUERIRAVEL
SUSLTIn OURIAL A WNIOUBR RARGES OECR. ENSPRCTIGR )¢ Tue RDD INDICATEO DAY Tui WROCRING
WARGLE LOLAIED AT Twt YOF OF B¢ VELOUITY LEISITER NS STUCR IR "of URCOUPLES POS T 1OR WNECH
AESULTED Ik YTHE URCOUPLING US SnE SURIAAL AD0. IF TxE #anJRE DOES BT MOSE FREELY OWMRING
ERACIMING, THE AO0 BILL BE REJECTED.

AVAILASILITY ~ mn( PUR IC GOCVRENT nQOm, 1717 » STACEE, wASHIRGTIN,. D. C. 205435 108 CENSS/PAGE ~- WIRIAUN
ChanGt 32.08.

NILLHIONE POINT § (OwR) o otaaminaTium ¢ REFUELING o FAJLUSE, EVIPENT o CONIRL 20

1e2297
A3 TURDINE GEnEAAIDR ABILITY JO 31ABT 1037 AT MILLSTOW 3
RORINEAST RUCLEAR KRERGY CURPARN . (ORN.
3 PAGEL. LETTER niTn A0R 7377 O MAC Olv. OF AEACTOR LICENSING. APAIL 24. 1973, UGCRET 39-263. TYPE--BuRl, WF -~
oolos t—ESASCO

CAUSE ~ DEFELTIVE NSLILLATON GCARG, wrilLE THE URIT nAY DPERATING AT 1208 Prutn, T4€ CAS TuRdiInt
TRVt ALARR SOURGED. Tht CIRCUIT SAEARER WwilCH ALLOWS INVERTER JPERAVION MAD TP IPPED. T wAS
RESET wvl TRIPPED TuiCe MUM wilniD A 30 PEAII0. AN VSCILLATIR S0MRD IN Tk I'WERTER CINCUITRY
CAUSEY CURRENT SPERES wmiCh TRIPPED TnE OACARER. FAILURE wAS RTTAIDUIED TGO &4 wiGeER Tman
RECOMMENCED AC INPUT vORTAGE., TRE OSCILLATUR BuAnD mAS REPLACED ARD Tt AC INPUT wAS ISOLATED
WmTIL A PeARSREnT SOLLTION (S FOCWD., TwE IWWERTER IS BEING SIPPLIED OV Tug SaCay® BATTE¢AY Aawx,
CAPASILITY UF Tit GAS TURDINE Tu SACR STAAT was LOST FUR 15 MawlEs.

AVASLASILITY ~ ARC PUBLIC VUL UMERT RGOR, LTI7 w STREET. nASHIRGTON, b. C. 209543 (20 CENTS/PAGE ~-- WINImM
CHanGE 52.00)

MLLIIONE POINT 2 (0wh) o *LENERAIORS o STURBINE » EVERGENCY PIugRs ELECTRIC » FAILURE, LOMPORERT o ELECTAONIC
FURC TION UMITS © FAILURE . Uk SIGA LARDR

103073
ACALIOR COULART SARPLES ROT fanth QUALRG STARTUP AT mlLLSTONE §
NIRTHEAST AULLEAR tRERGY CONPARY. (ORN.
3 PAGES, LETIER wifw 2D 7311 TO WAC DIV, JF REACIOR LICENS VG, waY 20, 1973 OOCAET 53-243, TUPt—OuR, RFC--
Color AE—EBASCY

CAUSE - PRILIOUAAL. ORFICIERLY, OURING A NORNAL ACACTOR STARTUP FROM A COLO . 4TOCWR CORDS T ION.
It REACTIGR CHRANT waAS Nul SAAPLED FOR CONDUCTIVITT ARY CLORIDE CONIENT A3 REQUINED AT STEAMNING
NATES LESS TRAR 100,000 LOWNR. PROCEOURES DID ROT PROVIOE OISCRETE OIPECTIunS TO OPERATIORS
PERSOWEEL FUR PRRFOARANCE CF TwiS RENIRERERT. A TrOUGH PULLT COCAIIANT OF Twg REQUIRENERT, T
SUPEAVISOR FAILED TO OBTAIN THE SEQUIRLD $AMPLING. PROCEOURES wilL 8¢ MOCIFIRD.

AVAILASILEISY - RRL PUMIL DUCUMENT ROOM, ITAT M STRERT, ~ASHINGION, N. C. 20545 (00 CINTS/PAGE -- WINimm
ChanGt $2.09)

OSARPLING ¢ PREMITA CUCLAN o TE.T INTERYAL o PAILUAR, ADRINISIRATIVE CORYRDL © COOLANT QUALTTY » PROCEDURES
ARD RANUALS o RILLSTOME POINT I JOUm)

103076
OERGER-PATEALON SAUBSERS FOURD wWiTw RO FLUID LEVEL INODICATION AT miLLSTONE 3
NORIWEAST RUCLE AR INERGY CURPANY, CONN.,
3 PACEIs LETIER niTR AD 7310 TO MRC Olv. OF REACIIR LICENSING, WAY 20, 1975, DUCRET 50-783, TYPE--0WR, MFG—
Geloo ME—EBASCO

WS - O-RING PINCAD OURING A35ERNLY. OURING AN URSCIEQULED RAIRTEMANCE OUTAGE, INSPECTION OF
“lﬂb—'llll” SNUBSLRS In Tk DAYWELL REVEALED 2 URITS wiiCh SIDWED W0 FLUID LEVEL INODICATIONS
N0 A& TNING UNIT BNICn woS LOn. RO OEGAADATION OF ELINER O-RING OR SEAL MATERIAL WAS REVE.LED.
PRRE waS SOME EVIDERCE OF O-RI%Z SPLITTING WHICH APPEAAED TO Bt A AESWT OF FNPRIPER REASSIMBLY,
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10301 sumTlngt o

O-EINGE APPEANED PO wavé Sthh PINCHED DURING REASSENELY. Mt 3 INiTY uERt SVEAmam %9 aND
fxiasimLed.

AVAR MR ATY ~ WAC U U0 SUCUERT AGOR. 717 0 STREET. MASIIRGTON, 0. C. 20543 (60 CERFL/PRGE — NIRIMM
LAt 32.99?

"Ll STONE POMAY ) l.-l o DIAGLE ADSURSEA ¢ SyPPORT STANCTURE o PINES ARD O’! FITINEY o AR W,
RANNEERANCE CRIUE o SURVERLANCE PREURAN o SEMM © LEMR o FalLut, CQVIPNED

109973
Tanenl MJur 30F'Y/RM ofF VALVE FAlL > TO RESEAT 47 mLLSTOME 0
MREAST SuCLE SR LOEBLY C(OPwANY .

COMA,
3 PhokSe LeTTEn NETR AD F>% TO MK 9IV. OF REACIUR LILERSING. MAY 28, I9T73. BIKEEF 30103, TWE—DuR, W6 -
wolter M —£8a3(0

Ciyst - PILCT RALFUNCTION, JSunilG &4 REGWIALD Sulvi (ALANKCE Wnll € OPESSIING AF 008 PURgR, A
SAPETV/REL ILF walve FAILED T AESLT AFTER GEIVG MARRLY OPERP wWliL i PRESIUNE BEACWED 300
Pil6. T BEALTOR wAl RAMALLY MLAMWES, Tk PIAEE PERILON OF TWE DIAVE WAS B ACED WiTW g
AR.A v VE SEING VIEMLY ISPECHD In PLKE. &0 G033 FAlLWRE, ORSTRUCTION. GR DANAGE A%
mES. OM GF Tek PILOT TALVE> LOuéD MOICA IGNS OF STEMT MLGu-0V VD Ght & Uk PILONT OM AR
PISIONS DIV BT NvE FARELY DUAIEG DISASSENALY. OuIRG OGN, TWE CORMLOBNR RATE SRtnt Teug
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CrMmet  $2.00)

AURTICELLY (OWR) o Sy VES » L] » STEM » PalLURE, COMPONENT o RELAYS

100069
LUW UL LEVEL N WYORAA IC SAUBGER AT PONTECELLOD
NOR AN LTATES PONER CO. ., FINN,

3 PGSe LIR w/R0 203/75%16 50 NAC DIVISION OF REACTOR LICENSING, SEPT. 24, §773, OUCHET 30-263, iVPE--0dR, NF--
Cokov BR--BECHTEL

CAUSE ~ IMPROPEALY ENSTALLED SEM. DuUING COLO UTO0uN, A SAUBSER LOCATED (NS IUE Tk ORYWELL WAS
FOURO 10 SE Luk OGN OIL. TESIS SMUNED IT 4AS JPERABLE., Trf BLAGEN-PATEASOR WS3A-10 LEARED OL
OV TO IMPROUPERLY INSTALLED SEAL. FME UNIT WAS REPLACED IN IND,

AVAILASILITY ~ WRC PUR IC ONCURERT AOOR, LT1T » STREET, waASHINGTON, O, C. 20543 (00 CEATSI/PAGE -~ RINIMN
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(X 2 *Lunl inve o
RatGt  82.000

MATICELLO toun) » O3AK S 48 B0 ¢ 2 IRT JIRL T e o PIPES A% 1Pt FITTINGS » SORVEILLANCE PaLlhan o AL
o OLEAa o FALLUNE. RAINIRAALE tEmud

100ed2

CUURl aalt UF Suwie Sanet MuUAllus LUn &F SUeTICHLLY

it An 3080 ) PLald Lu.. BENA,

2 Pude LEA @/00Y Bu W, LIVEYI A LB arALBUm cBLENSINL. W PV. B3, 1375, LOCRRT 90203, TPR—das, We--u.t.. At~
-otiwits

LB -~ UL WINEL SEAY PACT Cr e iOR. Owiing REFLEL ENG C.AL &LTEIATINS, T (JUusT marg =f
ARCE ABMME WALIUE 5 CECACASEE Perdu 3 CPw, Irt CLUUNTASTE RE JUTALD TL B8E (ONMGEREL JPraamt.
ALEAR Syttt 1C WWIIAES T, REQUIMED CRNT RATE ob) a2 GutD FBOW Trek viICIITY 26 Twd 36 TE. FOB.
Uttt @83 SRLUAGRWL MAn Twk L TeCT) 48D 3am JJunT RaTS el REAMD.

AvBILABILEITY - wl PuUBLIC QOLUIERT Bigm, T71F ~ 2lattT. n8SmiN,T 0N, J. . 20945 230 CevTispast -- ®inimym
Comtot &0

whiitciiu (et ¢ INMIaumaT. Atan v ITAmenl. LiATul ¢ SCOATed o oaRlE o ntFULIv * FalLURE,
aontelrinalivi (OMInGR * pumit WARNDL AR, = CA)TRCALITY HABEIY

100%Le
beruablita 2ULJLE 2EPALE CAALa) FLMRE AT WUNTICEL)
MRttt an I80E) Punte (J., PIMRAAA 15, "I,
2 Pude LIK a/slles?s -2 Tu A0 CI6ISEuUn OF ata(BD8 LECENIING: LT, 220 1973 LXAET 50000 VVPE ~~Jou, W5, ~-
bolov At--SLmicd

VAU ~ LEasAGt PA5) Tnitnmas SrBtRd. JURIL FELJmAlEA SPVALER Bt AlemENT. LILUVID PENe FaART
LAMRINATIUN REVRSiee INDEILATIUNS W (alloin, h VRS E%0 22011 3 o PECTIN wisdel FrEDwATeER
MEILEde LABLAING 8> LAUMD OF LEMALE JF sk lwaleN P30 DB Tefeoms SAGcWE wolle CAaSED
TmaRiy (.80 A0 Tnt 0ulh0 #8008, SNuBCATIONS B4t st ive SEWIVED oV LAINDING, DJWINVE) Trfiway
WNETety, B3 S (UNNINR T OF & odil S INIIALLED.

AvBlaseiLily - el PuUBLIL L UREST P e, LT = Slatcl. wBYRINGIIN. 0. (. 20%4% 1§13 inlis/Palt -- NNl we
(et $2.wdi

BNARIILELLT (oulis @ OLal(A ¢ UBPALE *» *{iLt ¢ Sctusadlta o SALlY (AL LENE S73TEW o s AJLUAE, JESICY EAROR o
WOIPPLATIUN o neO ULV, ¢ MBEISLPE we ML T o Taganay WE(naalL ML (P ECT

I
20A5E%, SYSEE® UF UIEDRL L& WEASILA SATLY AT WNTICELL)
MRIntal S0ATE> PuBtr (U., RINMEADR )3, W)W,
2 Pebs LIM DAL 20370520 FU VAC CIVESZION B REAT A LBeeN v, J(T, 2o, £972, J3Cuael 3C-203, IV0L--Sam, We--
velse Ab--SeCmitt

OUss - LOUSE BIa LINe FLOTING. (WATw, & TEM weiit 6 8 <EFRCING JUTALE, YTARD 3VSIEe 2 N
OIEML SRLAAIOR L) FANED Dut B0 B cOSE FUTTIN O & LOMIal AP LINE 03 TRE BIR $TaRT waTOAS.
Urp FLET i wad APPARENILY NIT TISTENED SUFFICIENTL Y wets PR VENTIVE SMINTERANCE »AS PERFURSLD
I Sl Int FEITENE wd) TICHTENO AND 10E0841L ETY DrwONVITRANROD.

AvAlLAGILITY - ML Pyl 0C WDCURERT NQUm, LT3 « 08t l. 08 IiwTON. P, C. 2993 138 (EnT/PaCEt -~ Njwe
(manet $2.000

MORTICELID FOum) & OLEAATUR. DIESEL » EN)WES, INTEAYAL CONSTION o oPnt MAT IC sYSTER o PIPES MWD PPt
SUTTENGS © LeAR o PAJLURE, MAINTENANGE (RADR » AFFUELENG « TEST, STsTEm OPtASSILI Y

100074e
CORTARRMRAT | M AaTion vaLves Fale U MEEP LEan TICHTWSS CAIIESIA AT RONTICELLD
EaMEnn 3TATES PUMA CC.., NIMMEAPOL IS, TINN,
® Puse LIR R/BD-4e3/ 1% L] TU WAL DIVIMILN OF REACIDIN LICENSImG, NOV. I1s 1975, OGCRET 30-c0), TPPE--Swe, WFG--
weloor M--tt(nitL

LAust - wial Us Si8LE U 3EAT SURFALE. JUVING Tni REPUEL 1% MITAGE emiit COROMCTING L0 L EM
QAT TS0, L1 values FALLELD TC metl Uné LEas FicmIngss .all e PILOT AND waln *0PPsT $Eald
WERE LAPPEO ON & wSJVU°3. & AN »TEAY LINE URAINY vaLve wAd SEPLACED I <I%0 wilwOul JNSPECTIN
GRCAUSE OF wien QUM TIViTY, TEOD CORE SPRAY (neCR valvEd, & (AD vALYE. ARD & STARGEY LIMID
CORTADL vl v i0 SCOLE OM Tivk SelTiww SURFACES., TrHEY ERE CLEANED MWD LAPPED, & DRATWLL SUW
vALYE mAD & PIECE B ©ASAET On Tid SEAT. Tot SEAT way CLEANED. & () TURBENE ERmAUST ("ECs
VALVE #AD & SCRATLMO StMb. Trt SUAFALE wad LAPPED.,

avAILASILIEITY - MBC Pust i DOLUMENT ROOW, 1737 » STREEC. waASHIRTUN. D. C. iJI%5  (Jd CENTS/IPAGE -- alsimm
CnanGEt $2.,30)

MINTICELLO (DU} » PLEAR RATE » OVALVES ¢ YALVE, (WECS o TESE, SY3TE® OPLRABILITY » TFST, LEAE QATE
ALFVELING » CONTAIRRENT [SOLATIUN

e v ——
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[C1L TN
LG RzlleF vaL vt INGET LINE CkaChy AT FUSTICELLY
widingah 3TATES PUwe® (Coo MINMEAPGLIS. MiINN.
£ PeSe LIt w/8U-203705-22 TO NRC CIVIDIOW OF EALTUR L ICEMSING, WUV. [le 1975, UOCRET 30-203, TVPE—ROMR, WC-——
Gefoer A—-deimlil

CAURE - ERCESS CYCLEC MUWERENT . UUAING “oF 2EFUELING QUTAGE. 4 CRACK wAS DISCOVERED I InE L INCH
INRET NIPPLE TU LCOP? o LPC] RELIGF valvE. 1T CAMCKUED SECAUSE OF EACESS CYCLIC wovEiREmT 1NONCED
BY UMReITRAINED RELIEH waLve DISCHARGE " avE. ThE IRLET CONMECTIUN STRES: wAS REOUCED oV
MUGIFYING TRt VISCHANGE LiAE AND Twé (WLEF C)\~kCTION.

AVALL XD SLATY - Mn( Pus IL DUCUREAT RUGR, LILT » STAEET, JASNINGTON. B. C. 20343 108 CERTS/PAGE -- minlmm
CHARGLE  32.09)

MEORTICCLLO (Bud ) & PIPCS ARD PIPE FITTINGS » LPCL » CRACR » SLEAK o SFALLUAE. PIPE » FAJLURE, FATIGUE o STRESS
* CYCLEMe ¢ FAILURE, DE31GA EARGA

108257
UEESEL WENEPATOR TRIPS uN UVERSPERD AT RUNTIZELLY
NCnTHERN SFATES FURESR LU. s MINAEAPULILS, ®IMN.
4 Pode LTR W/AG «63/701%2> TQ nEC DivISION OF REACTOR LICERSING, NOV. 20, 1973, OOKxET 50-203, FiPE——-OBuR, WG~
Gekoo Ag-—mRisTeL

CAUME ~ NALALIUSTED CARM OPRAATED SalTCr. OURING A TEST wnILE THE REACTOR WAS IR A REFUEL ING
SHUTON, Ds3rEL LENERATUN L2 TRIPPED T% OVEASPLED DURING FAST SIART. TWE CAN QPERATLD SMITCH 1IN
Tt FAST START CORTRGL CIACULT wAS IWPRGPEALY POSITIONED wnEn THE ENGINE COVERNOR wWAS REFLACED OB
OCT. 15. THE (A% wAS ADJUSTED Akw OPLRASILITY wAS DEMORSTAATED.

AWAILASILITY = ML PUBLIC LUCIHERT ROOR, Q71T © SIREET, »ASHINGION, 0. C. 20565 (08 JENIS/PALE ~- NIANINR
Crdmset  32.0V)

BIABECEALL (BuR} & CCENENATOR, LIESEL * ENCINES, INTERNAL COWUITIIN & TEST, SYSTEN OPERASILITY ¢ FAlLUNE,
WAINTENANCE EnALK o ¢IRSTANERT. SHITCH » ALFUELING

10u2%3
T PUINT ORIFT LN APR TIPE DELAY RELAY AT mINTICELLD
MRINERN STATES PURER LU.. RINAREAPOL IS. 21N,
2 PuSs LTR w/AL 203775-26 YO NRC DIVISILG OF REMTIA LICENS ING, IV, 28, L9735, OOCRE. 30-28), IVPE--0WR, WFGC—
weor AE--O0ECMHTEL

AUt ~ IRSTRUMENT ORIFT. OURING A4 TES: OF THE APR SYSIEM OURING THE REFUELING DUTAGCE, THE AUTO
BLUW JUWA UELAT ARRLAY FUR Ot CHAWRCL FAILED TO ENERGIZE IN TnE AEQUIRED TINE PERICD. THE GE
PUOEL CR28208 4Ly AL SERIES Ay 115/125 vOC, S~100 SEC PREUMATIC TINE DELAY RELAY NAS A
REPETITIVE ACLURALY UF 110K, 1T wAS AESET TU 106 SECONDS.

ACAILABILIETY =~ NPC PUR IC UOCURMEAT BUUR, LT7IT M STREET, wASHINGTON, 0. <. 20545 (08 CENIS/PAGE -~ NINIRUW
Lhvaneé  $2.00)

WRTICELLO (BuR) o MMELAYS & IRSTRUNEAT CALISRATION o IRSTRUMENT, SwITCH o TEST, SYSTEN OPERABILITY » FAILURE,
IRSInuRERT o OSEE PUIAT + SURIFT o ALFUELING *» ENGIVEELRED SAFETY FEaTURe

108259
FI0 saLL vALVE fajls Tu CLOSE AT MONTICELLO
NURTHEAN STATES POWER CO., MIANEAPOL IS, MW,
¢ PUSy LTR W/AD 403717525 TO ArC DIVISION (F REACTOR LICENSING, NOY. 28. L9713, DOCKEF 50-283, TYPE--BuUR, WFC--
Gotoo AE--BECHTEL

CAMUSE - STUCK LIMET SwiTiW. wHILE PREPARING FUR CONT .INMENT LEAX TESTING DURING THE REFUEL ING
OUTAGE, TIP SALL VALVE 3 FBILED TO CLUSE COYPLETELY. kY THME VALVE wAS TAPPED, T CLUSED. A
WAPER-TYPE LIMIT SWITCH STUCK PREVENTI'w THE vS(vE FROM CLOSING. THE GEV, PREUMATICS, CAT MO,
U RJUJUS BALL VAL VE #AS nEPLACED.

AVAILASILITY -~ MRy PUREC DOCUMENT RCOP, JTL7 B STREET, wisniNGTON, D. C. 20%%% (UB CENTS/PAGE -~ MINIMUW
Cramet  $2.99)

MORTICELLO (0wR) v OSVMLVLS * SINSTRUSENT, N CORE ¢ TEST, SYSTEM OPERADILITY o FAJLURE, EQUIPRENT »
NSTRUNENT., SWITCH o AEPUELING

104200
ACIC TUROINE FAILS TO STANT AT RUNTJCELLD
NORTHERN STAFES POWER CU.o MINNEAPUL IS, MIWA,
2 PeS, LIR nnoluuls-u Tu MRC OIVISIUN C° REACTOR LILENS NG, WOV. 284 ' #7% DOCKET 50-283, TYPE--SUR, M-~
webor AE-=BFCHIEL

COUSE - STEAM COMAUL VALVE STUCK CLOSED, OURENG A TEST wiTH TME REACTOR SHUT DOWN FOR REFUELING,
THE RCEC TURBIN: FAILED TO START wiE™ GIVEN A £a5T START, THE STEAM CONTROL VALVE MAD STUCK
CLOSEV. CURRDS (Ol PROUUCTS AWMU CRUD HAD BUILT UP ON THE VALVE STEM AND PTVOTS CAUSING BINDENG OF
Tt VALVE.  Tre STEM AND PIVOTS WERE POLISHED ANO LUBRIZATED. FAST START CAPABILITY waAS

A

At omanae
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1080260  SLONIINULO®
Ve NONSTRATED.

AVAILASILIIY -~ MAC PUBLIC UUCURERT RUDP, [7ETF *» LTREET. 4A5MINLIIN, D, C. 20543 10 CENTS/PAGE -~ “INIWN

CranGE  32.000

MUNTECALLO (0uR) o oRCIC » STURGINL » TEaT, SVSIEM OPERABI_1TY o FAILUAE, EQNPUENT o VASVES ¢ ZOMOSION »
FalLmk. RAINEERANCE Enadn ¢ CRUD
(1,28 1Y
NEJRAWL It SNUSEER FCURD 16 wx INOPLAABLE AT RONTICELLOD
MDATRERR STATES PUNER (D.o MINNE~POL IS, N
OFC. o 1975, DOCAET 350-263, TYPE—PuR, WFG——

2 PLSe LTR w’AU 20D773-27 FO RrC SYVISION OF OPERATING REACTIAS,
Gok.o Bk--BELMIEL

CAUSE ~ LMPRUPERLY !ASEALLEUL. wrlLE OFPERATING AT 1008 PONFR, A HTORAW JC ShuBue? LOCATED OUISIOE
Tt ORYWELL WAS LI MOVIAED TG o€ INIPERAILE DJE TO LONSENESS ANO INPROPER ORIERTACLON OF ThE PIPE
CLanP, Tuk CLARP WAL IWPRCPEMLY TRSTALLED OULING PLanl CONYIMUCTION. (T wad ADMSTED AmD

TIGhTENED.
AVAJLABLILITY ~ RAL PUl IC UBCURENTY RUON, KTLT » STRetT. wasSHiNBGN. O.
WHARGE  $2.00

AORTACELLY 0Wi) ¢ o0 R ADSORBER o SUPPOAT STAUCIUKE ¢ PIPES AND PIPE FITTINGS o SFASTENER » *FAlLUNE,
IRSTALLATICON EMMGR o SURVEILLARCE PRUCEAR + FAILUAE, EcUlPMEnt

C. 20%54% (08 CENTS/PAGE ~- minimum

1503sL
wASTe EVAPURAIION COMLENTRATUR LEALS AT NINE NILE POIRNT )

NI ACARA AOHAWL PUNER (ORP., N,.Y.
2 PeSe LIR wiTrt AD BPF 7573 VU NAC DIRECTORATE OF REZULATURY QFERATIUNS, REGION 1, MARCH S, L2275, ODCREY %0-

220. IVPE—~BWMA, Wi~=Gol oo AE—NIACARS MOMANR
CAUSE — ShLSS CUMROSEON. LURING & PLANT STARIUP, THRY BALL LEACACE WAS FOUND ALONG 3 HORLZONTAL
AIRE 1/2 Bnlrs BELUN Tt CERCUNFRAENT AL wELO DESNEEN Tk TANK SHELL AND TASR MEAD Om TWE masTE

EVAPORATOR (GACENTRATOR, C(LARGUED MRESS wERE FOUND OB Tnt Tana 83TIOm, FAILRE AESUL TED FROW
CAUDS CORRDS IO MO PETTING CAUSED OF SULFUAEC ACID CONTANINATION. ThE CORCENTRATOR wiii ESTwER

8t REPAINED GR RLPLACEV.

Izlltl‘llll' - MRC PUBLIC OOCUmENT AUUR, L7717 = SIREET, wASKINGION, D. C. 23585 (08 CENTS/ZPAGE - minImun

32 .00
Wink MILE PUIRT (Bwt) o ¢naASTE TREATMENT, CUUIPAEAT o PEVAPGAATION ¢ L ESX o CORROSION » FAILUAL, EDUIPHENT o
SULFURIC ACio

1003a7
WoCl PUMP FAILS TG SEIART AT NINE MILE POIRT |
N AGARA RUrvAwk PUWER CORP .. N,V.
MY P 1979,

2 PAGES, LETVER witn AD REPORT 75/4 TJ mMeC JIRECTORATE OF RECURZTOAY UPERATIONS, REGION §, RANCH S.
DUCRET 50220, 1VPL—~5uR, REG—G.Eor Al--N1AGARA MOMNAWR
LAYSE - LOOSE LINRALE IN Suiiln. DURING A STARTUP, & nPCI PUMP (NO. L2FuW.) FAKLED TO START OUE
10 A GROREN LINRAGE ON TRE SUCT ION PRESSURE SWITin. vISAATION O SCONMECIED THE CTNKEGE B TNIEN
MR BOURDUN TUBE AND Trg WERCCIOD SMITCH., THE SWITCM LINRAGE wAS REPLACED, ST Wit o€ CHECRED
PERIGUICALLY Wiy THE PUMP S GPERATING,

AVASLABILETY = MRC PUBLIC DOCUMENT ACOR, L1737 » STREET, WASHINGTIN, D. C. 20565 (U8 CENTS/PAGE -~ WiNiTMN
[}

Cnanct $2.00

FALLURE, COPPUNENT +» NINE RILE PLINT spuA) » FANLIAE,
COMRELTURS » PURPS » 1L

INSTRURENT » FUSTNUNENT, SwETCH » VIBRATION o (ASLES AND

102201
EMERGENCY VENTILATION SYSTER wALVE FALLS TG OPEN AT S ENE Mite POINT

RIAGARA RQONAwR PUNER (OAP ., N.Y.,
PAGES: LETTER wiim Lkn I15/% T0 NAC OFR. OF REGULATURY JPERATINNG, =EGITIY L. APRIL 14, 1975, OOCKEY $3-229,

TYPE~—~DRy MFC~—Goloe AE~—NRIALANA MOMAMK
CAUSE - SOLEMOID F° LURE. OURKNG CESTING JF THE EWERGE™WLY VeMVILATION SYSTEM, A VALVE FRILED 1D

OPEN AS REQUIAED, 1T wAS IRMECIATELY MARD-OPENED. TnE SULENOID YALVE IV THE RPS FalLfu DUE TDO A
BRUREN STEM AND WETAL CXINE. TME SOLENOID WAS REPAINED., THE SYSTEM TEST was (OmPLETED.

AVALASILETY ~ NRC PUBLEC UOCUMENT ACOM, 1717 M STREET. waSHINGION, D. C. 20945 4O CEVIS/PACE -- HMINIWUR

CHARGE  $2.000
MRE NILE POINT I8wR) o OVALYVES ¢ OVENTILATION SYSTEY o FAILURE, COWONENT & SGLEMNODID » TEST, SYSTER
OFPERABILETY » VALVE OPERATORS
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CARRGENCY VEMESLATIGLA SYSEER FAILS TO OPERATE Al wing wILE SOInT
WMGARA WUMAMR PUNLR CORAP .. %.Y.

2 Pavkde LEITEm )it A0 AEPURT 75/5 TU Mt DIRECIORATE JF RECMATONY OPERATIONS, REGION L. APRES 16, 1973,
OUCREY 39220+ VIPE=~gBR . M E—0olor AE--NIAGMA "ONAuY

CAUBE - SOAERIIO vaL vk FALLURE. DURING TESTING UF TwE EMCAGERCY vENSILATION SvsiEm, Tt SYSIER
InLET VENTILATION wAlvg FAILEC TC 0P OVE VO A SROXES STEW In ORE &PS SOLENDID VALVE AND METM
OaJUE 1% AwiTratd. Tut SOLERDIO wALYE MERE REPAIRED AND Feof SYSTEM FEST COMPLEVES.

AVAILASILITY ~ MC PURIC DUCUMENT RUOR, LTI 5 STREET, wASHIN,TIN, D, C. 20%3 (00 CERTS/PACE -~ RINm
wEGE  32.09)

FAILURE, CUNPURERT o NINE NiLe PUIAT LOWRD ¢ WENTELZTIUN SYSEER o CAUD o TESS . SYSTER OPERASILITY ¢ SALERDID o
vALVES

1w28%5
¥ POINT OALFT IN LEVEL SwuiTCn AT BINE WNILE POINT
NIACAMAA PGhaut PUnth (CRP., N.TY.

2 PAGES. LETIEAM Wil MR 73-3¢ 10 RAC Lid. OF ALGULAIOUY OPERATIING, QEGIIN [ WAY &, 19735, SUCHET 30-220,
IYPE-~Bads NFu—G.k v AL—RIAGARA MOCWA Wt

CaUsSt -~ INSTAUMEN! ORIVT. CuRENG TESTING wwilk Thk LNIT NAS OPERATING AT %8 POMER, Dt REACTOR
LEVEL LU-L0-LO Sl TCn waS FOURD 17 A TUATE AT L3 INCHES OF MATE TER TraR TrE REQUIRED 1Z23.3
INCMES.  THE BN IRUMENT waS R<CALIGRATED., TWE Cavdk wAS INSTRUMENT ORIFT,

AVALLASILLTY - Mm( PudlIC UOCUMENT BRUGOF, L7177 » STREES, wASKHINGIUM. O, C. 20943 108 CENTIPAGE -~ NIRIMR
CHARGE  34.4903

RIAE MILE 7CINT ConR) o IARSTRUMEAT CAIBRATION ¢ SENMORS, LEVEL » JEST, SYSREM OPERABILITY « Falpumt,
INSTAURENT o oSED POINT o SURIFT » REACTOR SAFETY SYSTEM o OINSTRUNNT, IwITCH

1328%%
YALlst PAILS tU OFER AT Aiax PILE PCINT
VI AGARA MUNANL PUwk CORP., M.V,

2 PMESe LETSER wiin Ak 75-07 TO MRC Rid. OF REGUL ATGAY OPERATIINS, REGION Le MAY &. 1973, DOCHET 30-220,
TYPt——Buts Mfu—"Uck oo AL—NIAGARS MOMAMC

CAUSE - LOUSE CURNECTIUS IR TEBRIRAL A UK. JURING TESTING wiln Pt UniT SHUl OCWRe A YALVE
FALLEY TO UPEr., A LODS: CORRECTION wWAS FOUND v THE RERDTE %AmUML WIRING TERMINAL GLOCK., T
VALVE OPERAILY PROPERLY AFTER Trg COWNECTION WAS TICHTENED.

AVAILABILEIY - NRC PUBALIC DOCURENT RGGP, 17107 »t STREET, wASHIRIION, O, C. 209545 (108 CENTS/PAGE -- MININWN
CRMRGE  32.90)

RINE MILE PUENT cowh) o TEST, SYSILM OPERABILITY o SCABLES AND COINMCTORS » FAILURE, EQUIPHERNT » FALLURE,
RAINTENANCE EARDN » SVALVES

102057
RELAY COIL v Tk xps FAILS AT RIM FLLE POINS
Nl AGAMA RUMWL PCatA CORP., N.V.

2 PAGESe LETIER mifn AUR 735-08 TO NAC Old. OF REGULATONY OPERATEIINGS, REGION Lo WAT o, 1975, DOCRET 30-220.
TYPE~-8iml, WFG~Cober AL--NIAGARA MOMAM

CAUSE = NURNEL FAILURE FAUR NIGH USAGE. ODURING WRAAL OPERATION 7T 534 POVER, TwE RELAY COSL (N A
AP35 RELAY SNOATEU. Tné RELAY FAILED In Tng TAY-PED LONDITEON. ~AJLURE APPEARED TO BE AORWAL AS
A mESULT OF THE ENVIRURMENT AND mIGM USAGE. Tt COIL IS ALWAYS ENERGIZED, 1T wAS REPLACED.

AVAILADILETY ~ MRL PUBLIC IMKUMENT ROON, L7117 v STREET, wASHINGION, ". C. 2034% 108 CENTS/PAGE -- AINIMN
CHARGE  S2.i0) -

NENE BLLE PCINT (owk) © PRELAYS » SEATLURE, COMPORENT +» REACTOR SAFETY SVYSItm

102858
APRR FAILS TO ALASR AT NINE PLLE POINT
%l AGARA MUNARK PORER COAP,, N.V.

2 PASESey LETTER wiln A0R I5-09 70 MRC OIR., JF REGRATORY OPERATIUNS, REGION |, MaY &, 1973, DOCRET 30-220,
TYPR~~foRe MFu—~Gebor AL=-~N]AGARA ROHMN

CMSE - (IPER TRANSISTOR. OJURING TESTS OF Tt APRM'S WHILE OPCRATING AT 338 PONER, ) OF Int @ UNITS
FAILED TG PRUVIOE 3 MIGK AMARR. THE SCNAY FUSLIION TESTLD SATISFACTORY. AR OPEN TRNSISTOR WAS
FOURD IR THE DUAL ALARNM UNIT. [T WAS REPLKCED.

‘z":::“:"o;'"‘ Pum IC DOCIMENT ROOA, LT7LT m STRECT, wASHINGTIN, O, C. 205439 (00 CENTS/PAGE -~ mMimimum
M ? &

SANNUNCIATORS ¢ FAILURE , COMPUNENT ¢ SULID STATE OEVICE » TEST, SYSTFN OPERASILITY o NINE RILE POINT (8WR)

AP A B -
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139
StV PLINE VRFT In FLue 3(0A0R AT RiIME RILE POINS

RiApARA ROMden PO (OnP., M.V,
2 PALES, LETIER wilm M) I3-11 TU AR DIR. 3F AEGALATIRY 2Pt AATIUNS. ESI0N 1, JunE 3, L1973, DOCRES 39-220.

TYPE—onll, WFa-—-C.E.o AE-—RIAGARA RCamt

COSE - IMOInUeNT LREFT, URING TESTING wilfre Tue REALTOR AT 94K POMEA. AN EMERGENCY CORIENSER
wicht FLOW SERIOR TuiPPEO 8T L7.5 PSIO, welOn [$ LES> Praan Tk 18 PSIO LOWER LIWmET. Twe
INSTRUMENT wAS atial fpasltD.

AVAILASELIETY — il Pum iC OLCURENT BUOM, L7°7 M STACET. wASHINGTIR, D. C. 20%43 (08 CF-TS/PACE - mINImym
uedngt  32.000

RENE NILE POINT (g3 ¢ *IMSTAUNEAT, SulfCn o INSTANR of CALIBRATION o SERIGRS, FLOW o TEST, SYSUER
WLRABILITY o FALLUBE. [RSIAUNENE o 36T POINF » SDRIFT » EVERCENCY COOL ING

105219
SET POINT ORIEI In PAESIVAE >uiTimes AT NINE MIL: PUIAT

REAGAZA WA POWER CORMP .. K.V,
2 PackS. LETTEAR wif® 20 15-12 TO il D10, UF REGALATIAY HPEARTIONS, RELIUN 1o JUNE 3, 1973, VOCRET 30-220.

TYPEt—Ouly NFGe—Gobov Al —NIACARA RCHAML

CAUSEt ~ ImTaungnl URIFT. DURING TESTS WITN Tre AEACTOR OPEAATING AT 938 POMEA, NIMOR SET SuUlNt
OAIFT WAL FOURD OR 3 HICH LATYEELL PRESIURE SEWSNS. Tuk LINTF §S 3.% PLUS OR #IANS .D3) PSIC.
Trnls 1S WEAY REITAICTIVE. TnE INSTAURERTS winE INREOIATELY nECALISNASED.

AVALLABELITY - amC PUM IC DOCURENT Rudh, L1717 i STREET. wASKHINGTIN. D. €. 20945 (08 CERTLIPAGE —- nNINIUm
Coangt 32.00)

nint RILE PCIAT (pulk) » OINSTAUNERT. SeBTCH ¢ IRSTIUSENT CALICRAFION o JENSORS, PREISURE o TEST, SYSTEm
OPERABILITY o FAJLURR, IASTAURENT o o567 PUINTG o sORIFT ¢ REACFOR SAFETY SYSTER o CORTAINRERT

10sdi 1
T POINS ORJFT [N LEVEL SERSORS 45 MMt MILE POINT

RIAGARA MONAuR PunéR CORP., N.T.
2 PaGED>e LEITER wilw AU »3-13 10 BIR. L5 RLGAATORY JIPEAATIONS, ZEGIIN 1, JURE 3, 1979, DOCKRET 30-220, TYPE—~

N, RE-~C 6., AE--RIACARA MONANK

CAUSE — IRSTRUnENT OREFT. DURInG TESTING ¥iTr Tnt REALTUR OPEAATING AT 928 POWER, 3 OF Ing & LO-
L0~L0 mATER LEVEL SERSONS OPERATED BEWLOW ThE 124 !N wATER LINIT. TneE NSTAUSENTS winE
RECALEGRATED 1O Twgk AEWWIRED 3ET POINT,

AvARLASILEIY = NAL PUBLIC DO UENT ACOR, 1717 » STREET, wASHINGIDIN, V. C. 20943 (00 CEVIS/PAGE -~ JINIWB
CHMRGEE N.09)

NNt AL PCIRS Joam) o CIRSTBURLAT, SwETCM o INSTAUWERT CALIGRATION ¢ SENSORS, LEWL o TEST, " "SFEm
OPERABRLITY o FARLURE, IRSTRURENT o oSET POINT » *DuIFT o EMERGENCY COOL NG STSTE® o PRES . VES.“LS

193e%e
EMERGERCY vENTILATION SYSTER NEATER ADT SE1% TESTED AT miNE RILE POINT

RIAGARA FUAAMR POWEA (OAP ., N.¥.
2 PAcESs LETTRR wiln ADR 75193 TO RAC OIN. IF REWLATQNY OPERATIINS, REGIIN ). TAY 2, 1975, DOCEET $0-220.

TYPE~-DR, MPG—Gokor AE—RISARA MONADR

CAUSE -~ OVERSIGHT. OURERG A% ARC (ASPECTION wrtiLE QPERATING AT 90C POWER, Twg INSPECTOR nNOTED
Tral Tk 10 Rw NEAFER TR ST ON Tt EERGENCY VENRTILATION SYSTEM wAS nOF BELNG PERFIRNED PER TECH
SPES. TmE TEST nAD SESR OVLALUOLED. THE MEATER was TeSTED ARD FUUND ACCEPTABLE.

AVAILABILITY - RalL PUBLIC DOCUMERT AQOM, 1717 M STREET, wASHINGIOW, D. (. 20343 (08 CEANTS/PAGE ~- ViNImN
CHanGE  $2.00)

NINE RILE POSNT (oWR) o TEST INTERVAL » VENITLATION SYSTES o ouEATERS o REVIEW o AGENCY, ARC » FAILURE,
ADRINISTRAT EVE LOMTROL

103097
SET POIRT ORIFT N REACTOR wafER LEVEL SEASORS AT NINE NILE PDINY

RAGARA RONAWE PUNER (ORP.o N.Yo
2 PavtSs LTTTER wiTH AOA 75~146 TC OIR. OF REGULATORY OPEAAT IOMS, REGION L, JLY 2o 1979, DOCHET S0-220, TYPE--

SUR, AFe—GC.k., AE~—RIACARA MOPAWR

CAUSE = INSTRUMERT DRIFT. DURING ROUTINE TESTING whiLE Tk REACION wAS AT 928 POWER, 2 REALCTOR
WATER LO-LO-LO LEVEL SENSORS wEAE FOUND OUT OF CALESRATEON, THEY WERE 3 ARNO &.5 INCMES,
RESPRCTIVELY, OERUW TiE 7 AT J) IoCP LIMIT, THE CAUSE wAS WINOR Ef POINT OREFT, Tnt
INSTRUMENTS wERL ARCALIBRATEN,

AVAILABILITY =~ MAC PUBLIC OUCUMERT ROOM, LTLT n STREET, wASHINGTON, O, C. 20543 (39 CERTS/PACE ~- Rinimnm
CHARGCE  $2.00)
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153097 IR i ve

nift RiLE PN ComA) ¢ SIMSTAURCAT, d2uliCn o INTEUMENT CALLIBRATE IS » SERSORS, LEVEL o TE3I. SVIIEm
OPEAASILITY ¢ FAILURE. EASTRUNMAT o oSEl PIIW o SORIFT o AEACTIR SAFCTY STSIEW o PALSIUNE WESTELS

Wieve
SET POIAT UALFT 1 Cabungil PHEISURE SEASORS AT wiME WILE PUINS
NIAGARA MUmAnt PUatR (OhP ., %.V.

2 Pawkse LiTicR wiln 208 13-17 50 KBl Dit. IF REARATURY OPERATIUNG, ALCIOR 1. JAY 2, 0N 7S, OLZRET $0-220.
IPE--bully, Wu——G.k.o Al —AlACARAE WUnsSwm

Caudt — IASTRURERT URIFTE. DR InG TESTING wilse T4S SeACTUR AT 928 POUER, 2 wiGH ORVEELL POEISUNE
Sl TCE> TRAPPRD AT 3.7 ARD 3.75 PSIG. TwE LIALT RARGE 13 3.447 13 953 p3iG. UTnE CAUSt WAS
NIAUA SET PUINT DalfT. TwE INSTRUAERTS wiRt A¢CALIGAATED. AR IWESTIGATION INFO TME RENR ACOWENT
U Erk 3EROWAS OR BELARATION LUF RARGE 13 JRDERWAY.

AVARAAILITY - Ml Pufit §X VOLMM NT BCU". L7LT n STREET . wASAINGTON. D. C. 40543 100 CERTS/PAGE -- Winim
LMARGE S .00

NIME WEiLe PCINT (dam) o SInSiRuntnl, SwilCn o InSTRURER] CALIGRAIION o SeNSORS. PRESSURE o BEST. SYSTEM
OPERBSILTIY ¢ FalLunk., INSTAUNENT @ S5LT PUINT o SR IFT o CUNTAINEAT ¢ REACTOR SAFETY SYSTER

103099
STAMIBY LILID CORIRL SYSTEM PUNe FALLS TO START AT nint WILE POINT
SlAGARA Munbes Puuil (ORFP.. B.Y,
2 PAGES. LETTER wiTe A0R T3-16 TG MRC DR, UF AEGULATORY OPERAT IONS. REGION L. JULY 2, 1973, SOKRET 30-2210.
TP —dall. Mb—b.bt.. AL—NIAGCARA MOMAMR

CAUE ~ ORLAaEs TRIGGER RO LATOWED. OURING TESTING olin TugE AEACTOR AT 938 PIwER. A STARDPY
LIWID CORIA SYSTER PURP WO NOT START. TE PONER BREARER TRIGGHER wAS NOT LATCED. TG
GAEARER WAS REWT AND Tk FEST COWALETED SUCCESSFMLLY.

AvARASILITY - M Pom 1C DOCUMENT ACCN, LIET n STAEEY . wASHInION, @. C. 20345 108 CEnT/PAGE -- AINIMm
CRARGE  32.30)

.\::6 RILE POINT (Bnlt) o oPUMPS ¢ O5NLTDOWL SYSTEM, SECONDAAY o T§ST, SYSTEN OPERASILITY o FATLURE, CONPORERT o
tangn

105Ce)
WA SAMPLE WOU ASMLYZED U FImk AT NINE RILE POIRT
L AGARS RUMANA PuntR CURP.. STYRAUUSE, R.V.
2 PaskSe LETTER it AD 4EFURT 73-20 TU WRC OIRECTORATE UF REGAATCRY Or AATIONS, REGION Lo MG, & 1979,
JRES 59-220¢ FVYPE-~Bants RFu—GColer AE--NIACIRA WOraWR

LAUSE - PLUN SHIPPING. A RILR SAFPLE wiS WOT AMALYIED F IR 9 DAVS. EFS AEQUIRES AvALYSIS wiTnin o
0aV>. TNE YARPLE waS SENT TO Tt LAS VIA GROURD TRARIPORTATION. I ME FUTURE, IV will OF SENY
oY dla,

AVARASILITY -~ Al PUBL IC DUCUMENT RCOM, L7374 5TR6Ec T» mASHINGION, O. C. 20543  §J8 CENIS/PAGE -- NINIWN
Crasee  $2.00)

RISE BiLe POINT (BN ) » OMILC o SAAPLIRG ¢ TAANSPORTATICS ARD WANDLING » STEST INTERVAL » FAlLURE,
ADRINISTRATIVE (GRTRCA

95042
TOAUS vaACU R RELIEF TO ATMUSPRERE SwiTCMES ROT TESTED AT NINE BILE POINT
NI AGARS WOMAWR PONER CURP.. SVAMUSE, N.Y.

2 Phvkse LETIRA wiTn 40 REPOAT /9-1% TO MAC JDIRLCTIRATE OF AECURATORY NPERATIONS, AECION 1, AWG. & 1909,
DUCRET 50-223s TVPE—BWR, MFG—Gokor AL--RIACMA TONAWM

LaUsSE - Tesl OvERLOORED. LURING A REVISION OF TECA SPECS. A CNANGE [N TEST ING ACQIINERERTS wiNT
URAOTED ARD A SURVETLLAALE TEST O8 TURUS vACUUW RELICE VO ATROSPERE Wi TCeE3 WAS RO CONPLETED.
Tt IWESSIUN wAS NOTED VURING & REVIER OF Trg TECH SPECS ARD TwE TEST COMM ETRD.

AVAIABILITY - Amé PUlR JC DULUMENT ROOR, (707 # _JREETy wasSHENGTOR, P. C, 20543 400 CENI/PAGE — WINiMmN
CrHanGe $2.90)

Nink AlLe PCIN (owR) o oTksT InTERVAL o [ASTRURERT, SHiSCm » SERSORS . PREIWAE o oFRJLURE, ADRINISTRAY IV
CCRTROL ¢ REVIEm ¢ TESTING

197043
CREAVENCY COMENSCR VENT AADIATICA AORITOR FAILS AT NENE RILE POINT
NIAGAMA muvAwt POWER CORP .. STRACUSE, BT,
2 Pats, LETIER wilw &) wePORT 75-18 50 SAC JIRECTIAATE JF AECULATURY OPERATIONS, REGION 3, MWG. 4, 1979,
UULRET SU=2200 TYPR-=0nR s MPC—Goke ¢ AR==N] DLARA WONMM

CAUSE - nIGH AnSiEv] TEAPERATURE. OURING RNUTENE OPERAIION AF 80T POWER. Tug EMERGEMCY CONDEASEN
VRNl RAOIATIUN RONITOR wENT UPSCALE I50LATENG Tt SYSTES &S OESIONED. NO wiGH RAOIATION wAS
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(102 1] O TNt U
0. &PPAARILY Intk wiuk JEWraALAE EWIRVIAEAT (ANEYD & (OWPONEAT TQ SATL. Swt "ORITR 24%
ag Py 5CED.

AvAR ABILIIY - AL PuR I UOLVENT ANUN, 1717 » STAEED. - ASmENLION. D. C.  20% 9% (28 CENI/PAG: -~ wivingm
CuinGt a2.99)

Wikt Wile POINT (0ul) © CAADIATILA MUALTURS o CONOENIER o LREAIENLY COR IV » FAJLURE. [w)IvUmEnT o
STENPLALTWOL o SLEFECT o fajouni. CONPOMENT

105837
36T POINT ORIST IN DIFFEcERTIAL PR SSmE Sell. AT MINE Wit POINE
i A4 Rdnd MbEh CORP, AV,

2 PoSe LLUTER WP ADB T3~21 ¥ WC CERECTON B AL ALTONY OPERATL DWS, RELIDW iv SEPT. 3. 1979, DXL EFT W-220.

1vM—uuh, RIG—G.t.. Ak~—RlALIAA RUNLIS

Cavdk - ENYIMGENT uREFB. UwalRG TESTANG wilm Txg A¢ALT IR AT 648 POuER, &4 (ON SPAAY TPRAGER
UIFFEREREEAL PEELIUNE Sl Tln IAIPPED AT 6.6 P5IP INSICEAD F Tng BEQUIND 3 P5iu. Twt areanénl
CAVSE waS INMISURENS Unitl, Tng AmMTauntsl 943 ARCAL IRATED 1) Tt QEQUIRED vaLwE.

AR ASR ITY ~ ARL PuR IC JBCWUIENT RLOm, JTLT » LIREET. masSHinciun. 0. C. Z29%% (I8 Cinls/Pact -- wisiwm
Crantt 82.090

ngnE NiLe POINE BaR) o SInsTAWERT, 3oll(n o INSTRWNY CMLISRAT JUN o SERLORL, PRELIINE o FESF, STSIEY
OPERAGIL 3TY o FaRURE. INMASENT o o337 PIINF ¢ SOIFT o CONE LPRAV

102838
AR ACTUR SwiLBIRG vERT RORTTUR P IkD AT NINE WILE POINS
%) ACaRSs mueion FUNR (ORP,, A.Y.
i PAste LIR B/A0R 1%-22 TN RAC Din. OF REGAATIMY PERATIONS, MEPT. 3, A90%, OCCRET 30-220, TVPE--Sul, Wi~
weleco 8t =—AlEGCARA WMpciwe

COUSE ~ STRENULD WALW FAJLED, OWRIM ANTINE OPEAATION AT 028 PONER, Trr aEACTUn SUILOING vwinT
FIREI0R SPIAtY CAUL e OPESAT IUR IF TwE CSERGENCY WAT SFSFEN. OJURING MEPAJR aQfn, SERENDED
VALVE BY 202-30 BUMAD NOT CPRSalE SATISSACTMILY. 7 »au FARED TO OPEN, FuE PaInG ML URGER
WLUR TP of) FUURD weanth., Wt TIP A% SEPLACED.

AVALLASLLITY - M Pullic POLWENT R, B7LT » STRELE, al3mINTDdY, 0. C. 20%% 108 CENTISIPAGE -~ MSingm
Comnetk 82.09)

NPE Wik PCIRT doul) © CVaLVES * SSAREALID o VESTELATIUN SVSFES o SUILOTIN o 230087100 wONITOR) o FalLURE,
CONPORLAY » CONTalNNY (SORATICS

105839
SJ0InE Ut BECTION masiTivily ll PILR S5PPLE INABRGUATE AT WINE WILE POINS
N ACARA MOsEDa PUSER (ORP, N,V
2 Pove LIR widUR 73-23 §G MBC Bl“‘lmu 0F RECU A Jav JPERRTIONS. SEPT. Do 1973, DIUNET 30-21C. TVPE--oel.
MWovolor M--RIL "Rasn

Cavit ~ PROLISUAES ROl FORAGWES. & SR SOWAE FAOR LOCATION %0. | Ssmpul) AN ACTAVEIIY OF §-1)) OF
070 MUl Gh ANV 638 PCIZL wel(m Ha3 W 4530C1ATES FRATR G5 498 aafum Tims Ted REJQUIRED 296.
Tng ARIRACION D70 ABY MRS ILL Tl PROCLOVASL AEQUIaEwtinls ALAED On win, nf was otin INFERMES
B Tk nECeasiiY T( POLLON PRICROVREY .

SPALABILITY - W PUlL §C GULURIAT BEBR, 17.7 @ 5900¢T, sasmifeTON, 0. C.  20%3 (36 CENTS/PAGE -- MINImI

NINE RiLt POINT I0MR) * SRADIGLAEPICAL BRALUMIS ¢ CRICAL AALYSIS o CIODIAR o FALLIAE, OFENAION ¢MAON o
PAGLEIVAmE ) D RAALALY & BRLR

tovPve
abum Saied Camiiamt M NRE Wit POln
RIACARS Mwier, PUAE (ERP., JPAMUGE . B.V.

4 P6he LIG @480 IY-34 10 REL SI0CTORATE OF SELROTONY JFeaalIUN., WGCIGN [, OCF, D, LOFS, QOFatl 30-22), FVYPE-

~Sully NPGL~~0el oo 53N} SENE WProus

Copsd - LOBM COWONNT In Sams m-. i SPiasliIn AF Oll ‘h’ ani Ptm efnt “l‘ﬂ(-
hn Lrem (asuls Ju Ing .u-nuu 18 POnia SUPALY DN W & cmuuu
PV, P FAGBLER wd) (EBARLTINS. T/ 2PEN 025 84TuewiD T ‘l.'lll.

ARSI ITY -~ BEL FUR IC ST Agun, (717 » SOBUIT. AN IIN, 3. C. 2099 (I8 CAnUS/POGE - MNImm
CRndlGd oF AN

ol Nigd FEINE (Gun) * 2L TNT, PO SONLE » SLICPBIC POSED o 2PALURE, CONPONINY ¢ (MR IS ONO
COmalCiaBs » A I0R 38080y Ve igE
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15099} Smiintse
rreVedita PURP vl TU 3TAAL A8 ARk PlLE PUINW
NG MA wiMien POWtR LOP .. SPmBLLME . RV,

»

2 Puve LI af8u I3-2> 1C Al GIARCIONATR UF aéoul ABLAY JPLRATIUAS, MGION 1, GCV. 3, 1973, QOUZRET 30-270, TYPE-
“Bfte Wo-<but o» A —SI4CARL WOMAMR

Ayt AU SUSE R Uk, WAIAG Tk PROCEDDY N SnUTOOWR FUR REFELING FECONATER P 12 WD
il STAAT Un 30RAa. Tet ClL PUPP WOTOR sBEMES 4D & LNTISE 120 v CONTAR FUSE MDLOER ON Wef
Teaninal st uln APPAREAILY LAUMD oY vismalion,

AvALARILITY ~ el PUBIL WOCURGENT RLum, BTLI7 w STREET. BASWINGTIN, D, C. 20043 00 CENTSIPAGE -- il m
(.7 1] £-09)

sihe Wil PCIRT fonlt) » *PUAP) o SREEOuBBER . FANLIAL, EJUIPEIENT o [NSTRUNERT, PROJEZTIVE o VISAATION ¢ BAEMLER

100992
rakil FLOUR UBALN LEMALE INCREAIES TO ASUVE L(mIT Al NinE RILE POILT
vl ACARA Wurdan PUME CORP,, SYRMCUSE. AV,

« Pude LIR w/A) T340 1O Ml UIRRCTURATE OF AESULATORY OPERASIING . REGION T, OCT. 3, 1979, UOCRET 30-279, IWE-
~oalle MH,~GC.Co0 AL-~RIALARA MUNSS

CAuSE = dtBcTon Pusp RCTOR (OOLING LINE LEAR. OUAING & AUt S:ISO0un FOR AEFUEL IRG wiTw Tig
REACTCR AT 200 PSier IME UnVukil FLUDR JRASS LEARAGE INCREASIO ABOVE 5 GPW. A LEAR wAS FOWRD TN
A REMTIR ALLIACUATION PUPP POTCA CONING LIVE (ROF A PanT OF THE AC SOUNBARY). Twt LEARING
INSULATED SuSwinG (n Tng PLA® 0L COOLING SYSTER wiLL Ot REPACED,

AVAILABILLITY ~ NRL PuSLIL QOCURENT aGOm, L1717 1 STREET, #ASHINGTIN, D, C. 209543 (00 CENTS/VAGE -- NINTAWN
CmaheE  .)

NNt RILE PCINT towR) o o LEAR o OPIPES MO PIPE FITTINGS & SCINING ¢ MOTIRS o FAILUNE, PIPE » ALFUELING

106993
P0ntt SuPPLY FOn RADEATION MONITUR F8JLS AT Nint NiLE POINT
SLAGARA MunAns POMER CORP,, STRALLSE. N.V.

4 Puye LIA @/80 7527 B0 NaC DIRECTORATE OF RECULATURY OPERATIONSs REGEION ), OCT. 3, 1975, QOCRET 30-220, VVPE~
“Bte MEG——Golor AE—NIACARA NOMANR

CaUSE - DEFCCTIVE CORPUNERT. ODURING TnE ARFIELING SHUTDOWN, TME PONER SUPPLY FOR A RADIATION
NCAS TOR FARLEC CAUSING OPERAT Juh JF ENEAGENCY vERTILATION AN0O ISMATION OF et EMERGENCY
CORDERMER LVSTeN, TE PONER SUPPLY WAS REPLACED RETURNING Tik SYSTEM TO NDRRLL, SAD POWER
SUPPLY CORPURENTS will of REXLACED.

AVALLASILLITY - WRC PUBL IC DOCUNERT ROOR, LTIT » STREET, wASHINGION, D. €. 20545 100 CERTS/PAGE -- mNINiMm
CHARGE $2.909)

SINE AlLE PCINT (oun) ¢ ORADIATICH RCRITORS © CELECTAIC PONER + FALLURE, COMPONERT » REFUEL ING

10099
SET PUINT QRIFS 1IN TEAPERAIVALE SuilCn AT RIRE MILE PUINT
SIAGARS MOMAMR POuES CORP,, STRACWUSE, N.V.

2 PeSe LTR wAQ 73-280 TO MC OIRECTGARATE OF REGULATOAY OPERATICAS: REGIUR 1, OCT. 3¢ 1973, OOCRET 50-220, TYPE~
~Bule WE~~G.b.0o AE-—NIAGARA MOWAIR

CAUSE ~ InsTaumgnt oniIFT, OURING TESTING witn TWE URIT SUTDONN FOR REFUEL ING, 4 RAIN STEAR LINE
TERPERATURE Swl Tin whS FUUND TO ACTUME AT I73 Fo WNICH 1S LESS THAN TF 190 ¢ LINIT, 1T S
READIUSTED TO Trk REVUIRED LIMITS., TnE APPARERNT CAUSE was IMSTRUMENT ORIFT.

AVALLASILLTY = BRLC PUM EC DULURENT RODM, (717 » STREET, WASHINGION. D, C. 20545 (08 CENTS/PAGE -~ MINIAUN
CraRGE 97.00)

NRE ALLE PCINT SR o INSTRURERT CALIORATION o SENSONS, FEMPERATURE » TEST, SYSTER QFEAABILITY ¢ FAILURE,
INSTAURERT ¢ ¢SET PUINT o PDRIET o REFUELING o PINSTRUMENT, SWITCH

191768
StV POINT ORIFT [N TEAPERATURE SWITCR AT NINE wILE POINT
NI AGARA RUNAWS PUNER (ORP,, STRACLSE., M.V,

2 P65, LIR w/A0 T35-29 10 WAL OIRECIOARATE OF REGULATORY OPERATIONS, RECION |, NOV. &, 1979, OOCKET 30-220, TYPE~
“ONts MFG~-Gol s AE~~NIACARA AUNAMW

Coaust ~ IRSTaunEnT ORIFI. OUREML A CALIBRATIDIV CECR NITH THE REACTOR IN  SWUTOOWN COROITION, A
majn STEAR LINE TEAPERATURE SniTOn waS FOURD 1O ACTUATE AT 216 F RATMER THAR Tk 200 F LINIT.
Uit B)-NESALLIC FrtnmAL SwilCh, PART WO. L7002-40, RANGL ~100 TO *400 ¢ WAS RECMLLBRATED TO ¥NIP
AT 19 ¢, INSTRUMENT ORJFT wAS THE APPARENT CAUSE.

WARMMIITIY - MAC PURIC DOCUMERT ROOW, L17)7 » STREET. WASHINGION: D. Co 20343 (00 CERTS/PACE -~ ninimm
Cranpt  02.90)

NinE SILE POINT (iR » CINSTAUNEAT, SwITCH » ERSTAURERT CALIGRATION » SENSORS, TEMPERATIAE ¢ TEST, STSitm
UPERADILITY o PadLuils INSTRURERT » OSEF PUINT o OORIFT ¢ REACTOR SAPETY STSTER

RURPIRE RRrE TN

L

b e s T e W
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1970
T POINE URIFT N TenPeadlunt SuiTCw AV NIV Sict 2wl
llu’.ln AUueine Matd (OaP.. S3VRACUSE., M.V,

2 Pude QIR aflls -32 TO At DIRERLTUNATE OF SEGALATORY SrE«xATtING, RECIUN §, WOV. &, 1979, OOCugl 50~-228, VTVYPE~

’”- B --Get oo Mt —RIACAMAA AAWR

oAUt = EnStauERl Lalfl. OUAING A CALIsnATiue (MECH anité Tk REMCE R oad 3wl COwn. A PAlN
SELAR Line TEAPERATURe SuEBCn 243 FOUUND fu sCTuale A 212 ¢ wwlln EaCEEDS TR 200 F LINIY, Tnt
SE-MIMLILC Intandl Sull(n, Pasl NG 17202-40, AANLE ~13) Ty 000 F oA AECMISRATED [0 TRIP M
199 . Tng APPRdRAT CAR BAY IRSTAUNENS (mifFfT.
WARGS I ITY -~ NAC AV BC DOCURENS Ruun, LTLT7 » STAEE T, naSHINGTON, 0. C. 20563 100 (ENISIPAGE -- SInINN
CRancE 32.093

ARt RiLE PUinT Jomt) o SINSTRVRRT. SullCw ¢ [NSTapa ST CALIGRATIDN & SENSONS, TEWEAASJAE » TESY, SVITEm
QPERASILITY o FALLUAR, INSTAURENS » O3ET PUINT ¢ o0R JFT o QAEACTOR SAFETY SvilEm

LoesL 7
mAQIAR AU RONETORS FARL TU SnARSHER wtRIILATION STS0EmS AT NNk i ¢ POIng
Sl AGARA MOnABK PLAMRS LONMP_, JYAMLUME. ALV,
3 PCSe LIR /A0 7533 1O MK OIRELIORATE JF <ECRATORY OPEAAIL RS, RECION 6, WOV, 28, (973, OOCKET 30-220.

TYP—oil, AIC—boler AL—R)ICARA MUNMK

CAUSE -~ UPREATUR ERRUR, ODURING RADIATION PRUTELCTIW TESTING wilrt TnE QEACTOR In & REFULL ING
OUIAGEs SLT™ RADIATEUN RONSTONS b TiE ZEATDR UILJING WATILATION JuCT FAILED TO PRUVEIDE
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AvARASILTTY - MAC PuR . UDLAURENT RGOR, 17107 » STREET. =ASHINCTION, O. C. %43 108 CENTSIPAGE - “Win)wum
Lhahek 2.0}

:‘:av&.v POBER . RLECTRIC o FAILUAE, ECUHPRENT o OFSPER CREER (@R} » REFUELING » (AN ES AND (OWEZ TONS o
SREARE

10ie%8
TURUS vACUUS SELARER WALYE LEARACE NiGh AT OWSTER CAgEs
JRASEY CEMBm Ffumet L LIGH (WY
) PAckSe LETTER wilm 20 wgPIRT 75710 TU SAC JIVISION OF nEACIOR LICENSING. APRIL L4y LO7. DOCKET 50-219, TVPE-
-oohy, M6 b.s AL—DURAY . NOE

CASSE - CORPURENT FAJLUM., JURING LuCal LEAX RATE TESTS wlTn T8 UNIT Syl OCuS FOA REFUEL 196, 2
AalIon WROING Tu TORLS WAL AN SAEARES SLOCK VALVES wERE FOU TU ravE LEAR AATES In EXLESS ¥
CImITy. Tk vaLveS milL of ALJVSIED MAO/70N REPAZQEU. [T 15 ANTICIPATED TrAT Dot wal WS wiib
Ot REPLACEY VU ING Trg LUnAERT SEFURLIYW OUTAGE OR OURING TwE WEAT OUSAGE OF SUFFICIENT LENTH ¥
Timg .,

AvALLARILECY -~ ML PUBLEL QW UMERT R, LTLT » STREeT. mASPINGION, D. K. 20963 108 CENTS/PALE -~ “inimym
Cmaet )

OvSTER CAtEn Joun) o Sedf, Lean NATE o COMTAIVIENT VAU SREMER « SUILDING o REFURLING ¢ Te ST, SYSTEW
OPLASSILITY o LEAR NAVE © VALVES ¢ JOBLS

193202
Leanast b Tug RALm LIWE JRAIN SN0 BYPASS ERCEEDS LEWET AT CVSTER CAREn
JERSEY LEMTASL PUneA & LIGM CO.
9 PaAvtss LETTEA alfrn A0R 79210 Ti AL Wiv, OF ACMTOe LECENSING, APAIL IR, 19735, 2OCCET 50-219, TWHE -9, B -
~Gotor BM-~-BUBMS L BCE

CAUSE - vALWE PALAJAG LEAR, LLCAL LESR NAIE Te3T3 CINOUCTED Ov It maln STEAT LIV DRAIY AND
OYPALY L e DAL % tPUtLIRG ULTAGE $CWEOD MG LEARMAGE TO of 38.) P al 27 PSIC PRESSURE,
rek PACRING OB & vARLYE »aD SAILEC. AMIED Tre PACKING mAS BEES REPLACFD, THE LI BiLL F
agTeyTitu 1O veTRARINE 1P A FAJLUS: OF RFOURDART CuMPONEwTS HAD OCCORAED.

AvARMSILIIV - m( WA IC OOvUEnT RGN, LTE7 n sTsttls adSMINGFLR, Do C. 20343 100 CENTSIPALE -- WMWYy
Cmdaa 84,000

GUSIER LAEtn (oun) o OVALVES © OSEAL © TAIN CRRENG SVITEW o STEAN o OLEAR o TEST, STSTEN OPENARILITY ¢ (ST,
LEAn mATE o CUNTAINRENT INTECAITY ¢ nENELING

102%08
stT POINT ONIPT IN PuEdIEE SulICnES A0 uVHTER (dEEs (wm )
RV CenInm Pusea L LIGHT CO,
o Phutbe LETEER wifm BOB J9=3d TU e OIVESIN J6 SEALTON LICENIING, MAY o, §97%, OUCRET $0-219, FYPi--guwa,
M owetee M--2uBAS £ nO8

1 eaoen sotill]



13236  oLATIRWKYe
Cavsie = INFsuaent umiFl. Oumine TESTI%W OA It o LO® REACTIN PRESUM SulTOwS welLE Trié ynst
wAS Bkiag mefuthbue 2 dulflnf) TRIPPED AT 278 AW Z40 P5IG. TwEX vaL UES ARE LESY Twan Tueg 209
Parle LI®IT. Tir SulTCmES WRRE JPMEDIATELY AEIALIDRATEC. TwE FEAISRITY OF KAlSING Tk PRESSURE
Selicr ¢TI0 Tu MLevIABE TnE PRILER OF SET PUlaT MIFT IS oRING STUDRED.

AVAAGILITY ~ ML Pust BC OUCURENT AGUW. LTLIT n STREET. saSnincion. v. C. 2075 198 CEnTS/PAGE -~ MiNniWR
LARLE 32,030

JUSIER Cakcn tBam) o SINMIIAUMEST, SRITCm o INSTAJMENT (AL IBARTIOY o SENYMS, ~MESSURL o 2E3T, SYSTEN
UPEaAe LI o FalLURkt. INSTAURERT o #SET PIINT o oguitT o REFUELENG o ENESGERCY COCLING SVSTEN

103208
fulan Praain, FALTUR 1IN & (OmE LOCATIUN EXCERDS LIWIT &7 JvSTER CREER
Jehsc? CEalsar kR ¢ Ciunl CU.
) PALtY, LETTER wifw A0 75-19 10 tmC DIVISION ¥ AfACT N LICEMSING. JUSE &y L1979, OQGCREY 30-219, TVPR--BBA,
o —wetee SE--apihy L uGl

CALSE - AQMERIVInALIWE CORTRGL. WIRING INITIAL STAATUS $J3 CVCLE 5 OFERATION, A FuLl 3£T OF TIP
TRACES W8S COMLELTRY AFTRR ThE Pt wdS IRCREAMD TO 718. CALCUAT IONS ENOGICATED Twar Twg TOTaL
PEARING FALTOR §% 1 CUng LLCATICA waS Iy EXCESY UF Suiw WECS., TuE APAR SCRAN ARD AGD ALOCK
SEITINGS wkit LETEMMIWEY WL TO O ACCORDING FO SPECIFICAII N, Tuk SETTINGS wERE ADSUSTED. T
CALSE wAS LACK LF CPERATING CAPEAIENCE wilfm Tt Afw CORE LOADIAC ARD wiTw Tné CONSDOERABLY
TlenER LICENSE BESTRECTIQAS.

vafLasiLliv - aRC FUR 5C ODCURMERT RGUW, L1717 w STREET, waASHINGTIN, 0. C. 20543 120 CenlS/Pace - RININm
writet  $2.000

QUTION » INSTAUERTS, NISC. o INSTAURENT, Lk CORE o TEST, SYSTEN OPERASILITY

FATER Cubtk ddar) * WIutr DISY
o FRlLURE. ADREREITAATIWE CuRTRL

133209
entnulnly SERVICr wATHR PURP DISCMARGE MRESSURE LIw AT OYSTER CREFR
JEMDEY CENTRAAL PUNER L LIGNT CO.
3 PAstye LEITER wiTm A To%ie FC MR IVISION OF REACTOR LECENSING, JUNE o, 1975, ODCKES 30-219, TyPet—OuwR,
He—C.k-0 AE-~ouBNS L ROE

CAUSE ~ LEMING CHECK WALVE. OURING & JEST wilm Tk REACTOR AT 2212 MNT. AN EMERCENCY SERVICE
BATER PURP FAILED TU DEVELGP SUFFICIEWT DISCHARGE PRESSURE . FAILURE waS ATIREBUIED 10 DIRT IN
Voot CoECK wALVE AT Ind OISOARGE OF T4€ REOUNDARI PUSP wii(M PREVERTED PROPER VALVE SEATING.
Tk FLUN CAUSED mEVEASE AUTATION OF 1'% IOLE PURP AMD "NE REOUCED PALSSURE OF THE OPERATING
PuURP, Tnt LHECKR VALVE wAS CLEANED AND REPAIRED,

WAILAMILETY - MAC PUR EC W UERT ROOM, LT7LT 4 STRCET, sdSMINGTUN, D. C. 20845 108 CENTS/PAGE ~-- NIRIMUR
LhaRet  $2.90)

ISTER CREER (3w » WUIP, ¢ SENERGENCTY COOLING ¢ FAILURE, CONPORENT ¢ vaLVvE, OWECK o CRUB ¢ FABLURE,
MAinTranCE ERARGR * TEST, SYSTEM OPERABILITY » PRESSUAE, INTCRRAL

13301
SET POINT Ih RELIES VALVE PRESSURE SwifOMES AT OYSTER CREEX
HAMT CEATRAL PUmtf L LiunT CC.
o PALkSe LRETIER niTM AJR 73,0 TU SAC OIV.SIDM JF REACTOR LICERSING, JUNE 24, 1975, OOCRET 50-219, TYPE--BWR,
MHo—b.E.r BE-~muRAS L AOE

CAUSE - ANSTAUSENT ODRIFT. DURING SURVE TLLANCE UM TnE 5 ELECTAORNATIC RELIEF YALVE PRESSURE
SwbiCHES, 2 SalTCHE> TRIPPEC AT 1309 ARD 1085 PSIC RESPECTIVELY, MAXIAUS ALLOWASLE TRIP POINFS
AMRE 1084 AND 1082 PSIw wmESPRCTIVELY. TnE SwiVCWES wERE RESET., THE CAUSE IS INSTIUNENT DRIFT.
Tré ncaCTur waS I TnE REMUEL InG MODE.

AVASLASILETY ~ ML PUBLIC LOCUMERT ROOF, L7177 » STAREET. WASWINGTIN, 0. C. 20545 (08 CENTS/PACE -— NIRIWUN
Crintk  $2.00)

UYSTER CRtEn (dun) o OINSTRUNENT, SwITCH ¢ IUSTRJINENT CALIBRATIOV o SENSINS, PRESSURE o TEST, SYSTER
OPERSBILITY o FAJLURE, INSTRUMENT » o3ET POIRT ¢ CORIFT » PALISURE AELIEF o REFUELING

ieslol
Lol YPRAY ISOLATION vaLvE FalLs TC CACSE AT OVSTER CAEER
JERSEY CEATRAL PGRER L LIGMT CO.
3 Pavks, LETTEM wiTr AOR I5-L7 1O MRC DIV, OF REACTOR LECENSING, JUNF 27, 1979, DOCKET 50-219, TYPE-~0WR, MFG~-
vel v AE=-BUMNS ( ROt

CAUSE - BRAUREN PuwER LEAD. OUNING SURVEILLANCE JN THE & LOW REACTOR PRESSURE COAE SPRAY VALVE
PEANISSIve PRESSURE SwlTCHES weilE OPERATING AT 1600 "™wi, ONE OF THE PARMLLEL ISOLATION VALVFS
PAJLED VU (LUSE COMPLETELY, 1T M0 FNCTICYLD PROPERLY EARLIER., THE TAp O PNASE § OF THE VALVE
AUTOR sREARER STAB BAS SARUKEN RESULTING [N INTERRITTERT CONTACT wiln THEk ASSOCIATID BUS BAR,

TS CAYSEL THE vaLYE MuTur TO TRIP, Tnk NOT.JR SREARER STAG wAS REPLACED.

AVAILASILESY = MRC PUSIC DGLUMENT RUGW. 1717 M SIRE.T, waSWINGTIY, D, C. 2054% (00 CENTS/PAGE -~ WINIWUN

st
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UYSIER (REER towh) » oyalved o (LalAlneed 130LALDIw o (ORE YPhay o JESF, HVSTRw OPrdapiLllv o FalLuE,
(GRPORELT o SCABLLS AND CLARECTCAS ¢ VALWE GPSRATOAS o talivhE. FJIPseNT

10390
AANUMOLE LOVREAS IN 306U FILEex TRANA KCT IN PLACE AT JVSTER Catex
JERSETY CEATAML Punth € LEGHT (AP anY
3 PALES, LETTEA wiin AOR T5~10 11U SRy Vive 34 EACE D LELENSING: ALY T, 1975, 3ICakT $0-219, TVFE——qum, 6C-—
wef.e Ar—~BUMRS L ACGE

LAuSt — vnmmn. nweilE wE REACTwm wAd JPERATING 47 La)> asf, 11 wal 2I%COVEALY AT Tah 0.3 IWw
MARDNULE COVRRS IN Tnt YTARGEY CAS TREATWERT K ufe@ FoSiN - EaF nuf In PLALLE. o8 wd) PiTREAN T8
Tt FInT A8300UTE FRLIE Am) Twk CEMER JJaviBAEan JF € SECSAC AOSQAUTE FILIER, Twg COveEms
whkAE IWREUEABELY StLuntu BA PLalk. THf CAUSE GO VT 3¢ MTESWINED. & FORWL PROCEDURE uaS
ful USED FUR Tam LASE mePa FRLTER TEMTING. 3 PACEANE “OR Teis nal skin GinidaTRu.

AVARLABILIETY = AiRu PUBRLIC DUCURERT ATLR, 1717 = Stakel. 4ASWINGIIN, D, C. 20545 139 CENTS/PACE -~ mimimm
CrnGE  $2.93)

Ttn (REER (Gah) o STARUST LAY TARAIREST o »COVIAINRAT ivfeonlTY o MOCEIURES ARD PANUALS © PUOIFICATION »
TESF, FILERR o FlLIzR. AR STE

1e221
MU PUINT URIFT IN PRESSURE SulTCmES AY QVSTER CxEen
JERIEY CEATAAL Plmth L LIGHT (UWwany
2 PALEY, LETTEN wiln 20um I3-1% TC OIVESEON IF RKTom JICENSING,. JAY (7. 1973, DFiall 33-219, TyPt-—halkt, "W(-
~6ot.. AL--SUANS ¢ a0C

CAUSE ~ INSTAURENT ORIPT. CUAIAG TESTS Jv T4€ REACTUR Wiy PRESSUNE SCRAR 3E£% 088 wifm Tnf unll
Al 162% Wule 3 OF Pk & SWITCnES TRIPPED 5 1O % P51 A3QUT THf 1308 PSIC (PLUS nEAD C(DRAECT ™)
(¥ e Tok CAUSE ®AS SuifCn REPEATASILITY. FwE SEVIMAS SEAE AECSLIBHATEY AND ARIURNES O

sehvice.

SvAILASILITY -~ NAC PUMR LC DOCUMERT uuum, 1717 ¢ STREET, #ASHIMION, O, C. 29563 18 CENVS/Pauk -~ SIRImMMm
(hadet  $2.008

OYSTER LREER (awh ) o SINSTRLNERT. SHITCn o ERSTRUMENT CAL IVRATION » SEMMUNS, PRESSURE o TEMT, SYSIZM
WPERASILITY o FalLunte IhSTAURENT o O3ET PUINRT ¢ QR IFT o REACTOR SAFETY SYSTEW o PaIn C0LING SVITES

100085
&7 POINT ORIFT In PRESSURL JUITUN AT OVSTER CREER
JEASEY CENTRAL PONER L LIGHT COMPAMNY ., NCARIST Qun
3 PCSe LIR W/ AIR 79-40 Tu WAC wiv, UF REACTOR LIJENSIMG. SILY 25, 1975, SOL&ET 30-219, TYPL--dnfl, Wo--G.ter
AL--BUnas & AGE

CAUSE - UNRRUDN. wrItE TESTING TrE MioN ORYwELL PRESSUAL INITIATION OF Tt (GAE SPRAT SYSTEY wilw
Ine AEACTOR UPERATING AT 16406 Muf, L JF Tk & WIGCH ORTHELL PRESSURE SullCwES wAS rOURD 1O TA)P Aty
2+1% PSlw wlCn EACREGS Tk 2.3 PSIG LIVET. BT waS RESET 13 2,33 PSi.. Tt 3 -SCIFIC (AUSE ™
OALFT COM D AUT SE ULTENNIMU., INt INSTAUSERT wAY UPERATING witnin TS DESIGA acCumaly,

AVALLASILITY - WRC PUBLEC OCRUMENT AOOW. LTIT n sTAGel, wAYNINGCION, D. C. J0543 108 CENTS/PAGE -- SIS
CRARGE N 99D

UYSTER CREER Lowh) o SIRSTAUNERT, SWITCN # INSTAJNENT CALIBAATIIY » SENSINS, PRESIURE o TeEST, SYSTEm
OPERASILITY o oS¢T PUINT o onIFT o AEACTOR SAFETY SYSTRM o FAILURE, INSTRUREST o CINTAIWERT

10499
FSGLATICHS CONJENSER SYSTER STEam LINE vALVE FALLS TD CLOSE AT OVSTER CALEN
JERSEY CENTRAL PUBER L L IGHT CORPARY, WORRISTOW, N.J,
3 PeSe LIR W/AUR 15~21 TO WAC OIV. GF REACTOR LICENSING, MGe Liw 1975, VOCRET 30~219, TYOR--gwh, Wo--C. Fuy
AE-=-QURNS L ROE

CAUSE -~ TORWE SuilTim SEFTING LOw, OURIRG & TE5T wilw TwE REACTOR AT 164l Wwf, T1SILATION
COMDERSER SYSTEW o STLAM LINE vaLvE FAILED TO CLOSE OM SIGAM. T MITUR OPERATOR TOAYUE SeITCm
MAD TRIPPRU. Tt SEITING waS IMCREAMED ofUMEy THE RLCOIIENIED RAMGE AND THE vALYE wAY RETESTED
SUCCESM LY, Mt CALYE FEA Tre TRIPPIN OF fot TOAQUE SwifCm COMD OT BE DETERVINED,

AVAILABILITY ~ ek PUR SC OOCURENT ROUR, LTIT7 ¥ SEREST, WASHINGTON, D. €. 20565 108 CERTS/PAGE -- mINIWUN
Croangt 32.00)

OVSTER CREER (BN} o OvAL VES ¢ CUNTAIRPEYT JSOLATION o COMLING » TEST, SYSTEW OPERABILITY o falLuURE,
INSTRURERT » SIRST WUMENT, SuiIlCM o o3ES POINY

105183
STACR AS SANPLE PUAP [NERRAL UVLMOAD TRIPS AT UYSIFR CAEER

- et w14



wied o« OnTinue U
JeROY LoATRAL Pubkit & LIGHKT Cunrany, PUAREZT 0w

3 Pude LIB BIADR TH-2¢ TU Wl wlv. Ur KRACTOR LECENSIAG. 8UG. L9, 1873, OUCKET 50-219. TYPL——OWR, WFG--C.f..
A -~-gunhd L AUt

LAY - UNUmS. wieilE Tt SEACIIR WS (PERATIRG AT L1375 wul, Tk STACR GAS SANPLE PURP STOPPED
nheM LT TR LAl (VERLLAD TAEPPRC. TrnE TnEinal QUERL DAL wAS RESET AND Tk PURP nt STARTCO. (T
wh> GUS UF SEAVICE FOR 2 MINLTRS. THE CAUSE IS UNDER [wESTIGATINN, TniS Pye? mas TRLPPED
PRESIUVILY aniLE Trt atuusDanT Aunf rmal AT CIVER TROUSLE.

AVALLASILITY -~ NAC PUBLIC WlCumERT ACO™, L7IT7 + STREET, <ASHINGIIN, V. C. 2954% 108 CERTI/PAGE -~ Mingwmm
iyt $ddad

wiilem Lagta (2Bh) o SPUAFY ¢ SMUALTLN, STACL & MONITOA ING SPSTER, RADIATION * FARLVAE, EQUIPNENT o
INSTRum Nl . PROIRCT I VE

B
195930

SUIAR EFPLUENT Ayl MUNTURRY FUR T0UINE ARG PRl ICILATES AT DYSTER CAEER

JERSEY CEMTMAL PumEr £ LEIGKT CONPAAY ., MRAISTOWN

> Pode LIN W/ADR T5-23 10U MRL ulIV. UF nEACTOR LECEVSINGe MUG. 280 1975, UWCRET 30-219, FYPE~--DWR, WC-~Guleo
at--Punns ¢ AJE

CAUSE = MAIATEAANME Eknuh. wiTH T REACTIR OPERATING AV 5373 Wwl, STSCH GAS LOW FLON ALARR
SURURY. Tt PARTICULATE AND CamCUM HILTERS I3 FILTER TRAIN A AEQVINED REM ACENERT OVE 1)
NCAMAL LUAYINGe ASSUNING Mxw FILTRRY WERL INSTALLED IN FRAIN B, T4¢ FOACAAN Pul TRAIN 8 [N
SRRVICE., AFTER TnAlA 2 FILIERS wENE REPLACED, Tre TECIMILIMN FALLED TO NOTICE THal RAIN 9 S

STIAL Ik SEAVICE AAD DID MUY CrancE FLOW 34ZK Ty TRAIN 4. Tt ERROR wAS FOURG AND CORRECTED )
UAYS LATER,

WAIAIILITY - NRL PUK IC VUCURENT ADOR, LTET A >TREIT, wASNINGTON, 0. C. Z03%% (108 CERTS/PAGE -~ RiNIAUR
wHAibs  $2.90)

J¥sTeh CREER (OW) o SAUNITUR, SFACK o PATLUNE, WAINTESANCE ERAUR » FILTERS » MOARIIORING SYSTEN, RADIATION

1323e7
=EMin Ay SAMPLE FURE EATLY AT OT3Tin (REER
Jek3:y LENTRAL PUmER L LI CJee N.J.

3 Pede LIR m/AUR S0-21%/75/2> T3 MC uingCI3R OF DIVISION OF AEMTIR LICENIING, SEPT. &, 1975, DOCRET 50-2i9, .
Tyre—~dnhts WFo=uet.e AE--AURNS L R7E

LAYSE < AP LUSRICATOR WAL FURCT Iuv, 4MILE EWESTICATING INE CAUSE OF LOW £LOW SLARR, TNE SMIFT
POnmAR DISCUVERED THAT STLc . GAS SARPLE PuW A, THE OW TrHAT RnAD SELN OPERATIVG, WAS RDT RUSSING.
Ing THERRAL OVERLUAD WAS RESRT 2WD PUW B STARTED 10 WMINUSES AFTER TR ALAARM wAS AECEIVED. Trg
VIAPHRRCR Oh Frik PLMP LUBRICATOR MAD AROKEN, THE PU™ wal ACPAIRED. THE SULL LOAD AMPERAGE POR

PURP A IS 14.9 AWPY CURFAAED wiTn 15,3 ANPS FuR PURP 3, NO REASON FOR THiS IS RROWN.

AVAILASILIIY — NRC PUBLIC UOCUMENT Acum, 1717 m STagel, wASHIRGTIN, D, C. 20965 (08 CERTS/PAGE -~ RINIMM
CrbiGE  $devdd

UPSTem LALEN (Bmwx) ¢ SPURPY ¢ SSARPLING » STACR » mOVITUM, STACK ¢ FASLURE., EQUIPRENT » LUBAICATION

100345
SE0 POERT UnIFT In PRESSURE SwifCMes AT UYSTeN CAEEX
JEUSEY CANTABL PURER L LIGHT Clos N Je

o PAvEss LTR w/RPT 10 WKL UIRECTOR OF DIVESEIN (FF JEACTOR LICENSING, SEPT, § 1975, OOCRET 50-219, TYPE--BWR,
RPv==wotss AE-=—rulth) ¢ RUIE

CAUSE = SET 7UINT WEPEATABILITY. wILE TESTIMG Trt 3 ELECTROMATIC RELIEF VALVE PNESIURE SWITCMES
wife Tk sE2Lfus In COLD SMUTOGRA, 2 SWITCMES IRIPPEC AT [0SO AND 5006 PSIC RESPECTIVELY
RACEEUING THE MAXLMUA ALLUWASLE TRIP POINTS OF 1077 AND 1082 PSIGe [VSTAUMENT SET POIRT
RIPEATASILITY 35 Tt CAUSE. THE ORESHER, TYPE 1539 wx, SwlTCHES WERE IMMEDIATELY RESEV.

AAILASILITY ~ MRL FOBLIL UURURENT RUOM, 1747 n STREET, wASHINGTIN, V. C. 20545 (08 CENTS/PAGE -~ NINImUM
CrdsuE 8¢ o900}

JYSTER LARER (dwn) o SIASIRUMERT, SuITim o INSTAJWENT CALIBRATICY » SEUSOMS, PRESSURE o TEST, SYSTEM
UPERZBILITY & FALLURE. [ASTRUMENT @ GuRIET o PRESSUARE RELIFF o 9SET POINT

136300
CINTAINMERT VACUUM BREAREN CCHIACL DEFLCIENCY AT OYSTEXR CREEX
JERSEY CENMIRAL Pukiér L LIGHT (0.0 BuJe

2 Pe3y LER 115 WAL aRECTON OF DIVISICN LF REACTUR LJCE'5iNGe SEPT, 10, 1973, DOCRET 30-219, TYPE--8WR, MC--
weter At--3URNS § RO

CAUSE = wlRiNe DESTLN ENROX, wHILE PEAPARMING LGCAL LEAR WATE TESTS, 2 REACTOR SUILDING 10 TORUS
VAU AREARER VALVES MNULY NOT CLOSE ON A MI,M DRVJELL PRESSUR” SIGMAL AS “ESUVINED.

APPArRENl CAUSE wAd> & UESIUN ERRUR I8 THE WIRIVG, THE VALVES WERE MANUALLY OPERATED FROM Twe
CURJAUL ROUM, QUNING NOKMAL CPERATTOUN, THESE VALVES ARE CLUSED., A DESIGN CHANGE WAS INITIATED
o ACCHPL [5M CLUSURE UN HIGKH DRYWELL PRESSUAL .
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luases o OnT IAuL U
AVAILARIL.TY ~ AL PUBLIC CULUmENT B Uk, 2717 e SldEcl, abdningiuN, U, C. 23945 198 (ENTSIPAGE ~- Wi ulivum
(ST~ S YY)

UTSBe Lotk (snnd ¢ SCUATALWUEAT YALLUR JALAXEL ¢ SCUNTROL 753329 » FASLURE, CESluXk thR2A o CLNTAINSENT
INTRGRITY » BUILGINGL & Tumry) ¢ Tr38. MY TEW OPEAABILITY

10u531
EWERGENLY SEMVICE waTLR PURP FARLS FC STANT AUTOWAT ECALLY AT OYSEEA CREE
JERSEY CEATAML PLoiR £ LICKH (uos MoJd.
3 PGre LR WAU 34-219/75—20 Vu MAC CFFICE JF WOLERR HEACTON <EGULATION, K. 3 1975, UOCRET 50219, TyPE—
Suit, MFu-~Geb.o AL--DURRS ( NUE

CAUME - TINE Delar mELay FAJLUME. EMeIGEWLY SeayilE PUww 52 C FAILED Tu YART auTumaricCacty
UuUninG & TR3T U5 CORTALRWRAT 3PrAY STYSTE® 2 wilu Y€ RESCIIL AT 17D) wnl. TniS RESWTED FaOW
FALVAE OF & CORTACY SulTCn IA TrE VIWE DELAY PELAY 1o % & 4. DTME AELAY WAS REPLACED. THE PUNP
Tk TESTEOD SATIFACTURILY.

AVAILASILIIY - mRC PUR IC TULUMENT ROUM, LTLT n STRECT, mAseinsTiee C. C. 23363 18 LERES/PAGE -~ mINIMyn
CraRut 52.30)

WITER CAEER {(GMR) o SPUNPS ¢ AURILIARY COMING ¢ TEal, STSTEM Pee BLLITY o FALLUME, INSTRUMENT o oRgLAYS

Loa%S
NUTICE OF ViORATIUM OF QUALITY ASSURSACE CRITERIA AT NYSTER CREEX
MUCLEAR RECGLATLE CuMmisSIOn, wAINEIMTON, D.C.
11 Puode LIR w/RPT IC JEXSEY LENFRAL PURER ¢ LIGMT CO.. OCT. L7 1973, JUCKET $0-219, TYPE--WR, MF --5.E. ¢ AE~-
WY [ Wk

SMSE -~ AORINESTAAN Ivk CUNIALL DEFECIENCY. 345¢0 2R Tk RESULTS OF AN INYPECTION, 1T APPEARY THAT
Comiain ALVIVITIES wiak MuT CONDACIED RN FURL COMPLIAWE #3Th BRC RLGULATIONS. ITES OF

WU GAL FANCE, wrk N VIENMED COMECTIVEL Y, DESDWITRATE & LACK F PRIPES MAMACEMENT CONTROL OF TivE
QUALITY A33URARCE PMOLRAR, SLvtBAL 1T ENS QER: CORAECTED JUNING TWE (uSPECTIOV,

AVELASILETY = Ral PUR IC WCUMERT RUOR, LTIT 4 LTREET, SASHIRSTING D, L. 29545 109 CENTS/PAGE ~- Alniwn
CRARGE  $2.003

UrSTek CREER IduR) o SUUALITY ASSLRANCE o SFATLUSE, ADWINISTRATIVE CORIANL o COWPLIANCE » TRAINING » TESTING o
LEGALEDTICS = SALENLY:, RAC + EXARINATION

101220
T POIAT ORIFT |n PREISURE eiTCemeS AF OYSTER CREEK
JERSLY CENTRAL POWER L LIGHT (C.o MORRISTOwN, N.J.
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VIdEAlouTiuh FAQER. DARDING ARCING SnE HEADER FAJLED FIX 4 SECOND TIRE In 2 DAYS RESIATIIG 1IN
Tre Mda™ T UF & PORTILan UF TilS «O0DES SEZUCTURE. THE OARAGED PLARKING wAS REFPLACED OY A ST L AL
BARU SECUNEL OF SIAIRLEDS STEEL (AAMPy, Tk FOMER «iy ALTURNED 17 SEAVICE In 14 HOURS,
A AN ETY - ML PUR I UM UMENT WOUR, LTLT7 =t SIRErT, wASKRINGION, D. C. 20%% (08 CENTS/PAGE -~ minimm
Criler  $2.)J)
reAL oUTIUR 2 Ioai) o ALK RUTTLT 3 1Bef) » SCUOLING TOWER ¢ oPIPES ARD PIPE FITTINGS + FAlLURE, CORPONENT o
Cuid I FUnER, MECHAMILAL
T3}
20 (Ot INe TiimkR REWOVED FAON SENVIZE AT PEALm S0TTU™ ¢ ARND 3
PHILAVELPEA ELELTRIC CUmPARY, PA,
2 vhotde LETIER Fu NaL VIVIMEUR UF ARACTOR LVCERSING, NRE 27, 1979, DOCRESS S0-L77/478. TYPE--BWR, WFo--Guk. . -
Af--selrigL

CBUSE - JISTAIAOLTIUN e ALER FAILURE, wiln COOLING TUMER C OUT OF SERVILE FO. SCEDALED
NTEvANLE, CUSLING TmE? & wAS &L REMOVED FoUM SEAVICF UUE TO & GROSS LEAR Um TME -
GidTalouTIUM sedbai. THE PARUING ARUUNU THE EADER FAILED RESULTING IN TME sLOWOUT OF &4 POR”ION
JF Ty woueM SISULTuRE. Tt VABAGED wOUDEN PLANKING waS REPLACEOD M0 SECIRED AV a4 STAIMLESS
SEEEL AATE. TrE IOnin ndy AR TURMD ) SERVICE #5THIN 30 SIWIES.

AVAILASILETY - rmC PubLIL UOCUMENT ACCM, LFLT7 » STREET, wWASKHINGION. D. C. 20943 (08 CENTS/PAGE -- MINI™W
Crdaut  $.39)

Pracr BuUTENn 2 tomn) o PLALN BLTICM 3 (1BeR) » SLIOLING TIuER » P IPES AND PIFE FITTINGS » FAILURE, COWONFNT » -
M Twe TumeRe RELMANICAL

- s e Ry memw e eoe o e megym - P Y - Ceea
[T 19 1]

afl Std vALVE DPERS LAUSENL - auTul DEPWESSURIZATION AT PEACK BOTTO% 2
PriLAOELPME L ELELTRIC CumMiix., Pa,

2 PasEdy Liatek JU ANC DS VISION UF RAEACTIR CICENSENG, JUNE 27, 1579 OXCKET 30-277, TYPE--BM, WFGC--G.f., AE-~-
atCnitL

CaAurtk - PILul »EAT LEARAGE, AELIEF vALVE TIR mMAJ SEEN OPEARATED FOR 3 L0-SECOW PERTODS IN CONTAIM
ARALTIN PridSJlF FULLUSING & MATA STES™ LINE JSOLATEGH ASSOCIATED wiTn & UNT TRIP, LATER, TnE
VALWE SPUNIALY LbFney FOR 13 MINUTES. AEACTOR PRESSURE DRIPPED FAMM 400 10 200 PSIG., TME AR
Sulewilu VALVE waAS FuUNU T0 B PIRTIALLY DPEN, BMLSO, THE SELF-ACTUATING PILOT SEAT LEAKAGE WAS
fuunC 13 Ot ExcCesSsive. Tnis JS PELEEVED 1D oge FHE CAUSE. Tk LEARING PILUT VALYE WAS LAPPED,
LEan TESTRD, AN RETuaNED TC SERVICE.

AvAILASILITY - i PUM [ DULUmenT RUBM, 717 » STREr T, waSninGTON, D. C. 23565 (08 CENTS/PaGE -— AMINENUR
writer  $2.00)

Pealr BOEEIY £ (fwm) o OvlLveS ¢ OPRAISSURE RELIEF o WAIN COOLIwe SYSTEN o o8LONOUNN o PRESSURE TRMMSIENT o
Fallumes twilPoeef

1J38e1

e AL SUR wATER CLEAILP IMLET FS5ULATION VALVE ¢AICS AT PEM YW BUTTUN 2
ZriLAvelPrl S e bLin]C (IPANY , Pa,

4 Vhulse LESTEA U al DIVISION UP REACTOR LICENDIVS, Juisk 3J¢ 1975, UKKET 50<271, TYPE-~BUR, WFG-~Got., AE--
arcnbed

AUSE - @ATER I vALVE WUTUR,  Tre AFACTOR wATER CLEANIP [NLFT OUTAADRD IS/ ATION vaLYVE FAILED 1)

TN
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10284  SONTimtue
UPERATE FRURM e SALM CURTRGL MR SSITCN, Tk VALWYE mAS OPEN XD Trk SYSTEM [N UPERATION PRIOR
Tu Frt QCLURBERCE. ®ATLR nAD ERTeRED ThE MCTGH AW CAUSEU AAVATURE FANL:RE. WIISTURE ENTERED
OURING & vALYE STER - ACR a6 LRAR 2 wEe RS cBallEd. & ACPLACEYM AT MUTOR =4S INSTMLEC.

AvAlLASILITY - NRLC PUBLIL DOCUMENT RCOR, 1717 » STACeT. WASHINGIUN, 0. C. 22565 198 CeTISIPAGE -~ “WINIWM™
Cdhut M)

PeAls SUTTULR 2 (omR) » SHALVES & CUNTALMEST STLATLIIR o oCONAN] PURIFICATIIN SYSTES o SalemE, EJUIPwENY »
nuIus> » waATHR » vALYE UPERATIRS

103084
#EALTOR LO® LEVEL RPCE Sulliet FALLS TC FICR Ul AT PEALA 3 TOR 2
M ILADELPRIA ELELTALC LCUNPARY., P

a.
L Pact. ALITRR Fu MAL DIVISION OF REACTCR LICENSING, JUNE 30, 1975, QICRET 50=27T7. YWE--Bwh, " (—G.E., AE~-~
SECnIEL

Caust - misavlacivtenl. OURIN, TESEING WITn THE Uell Sl Juwd, T4t COATACTY Un 3t REACTOR LI
LEVEL LPCE SBITCm wtdan PUOVICE V€ LoCL SYSTEN [NETFATION Fuaue REACTOR LW wATER LEvel FATLED TO
GPERATE. Tt APPARENT (AUSE waS Il IGREENT ot Tudin “wE MALALT AM) REED SwiTln. Iné NECD
SmilCn WAY REALIGHNED IC PALYIDE (PTIWUY Sull(n #I(RyuP.

AVALLASILINY - MC PUR 1C OGCURENT RUGR, 1717 % SIREZT, waskimiON, U. C. 20565 100 CENTS/PAGE -- SINIWW
CHAALE  32.000

PRALs BUTTUR 2 (ouh) o SINSTALMENT, SHITCH o SENSORS, LEVEL o FALLURS, RAINTFRANCE ERKOR o S PCL ¢ PAESSURE
VESSELS o TESE, SYMER qmuasicily

i we2?
00 0ULIN TUwER> SIMR TAREJUSCY [RUPTRATIVE A) PEALR BUITON 2 AnD )
PrILDELPWIA ELECTRIC COnPANY
2 Pude LER Tu "ML DIV, OF REACTOR LICERSING, JIRY 2% 1973, DICALTS 302777278, TYPL-—-8uR, WFG--G.toy Ak~
[ 7310

CAUSE ~ SET POIRT OulFT IN SwilCn., SO URITs WERE OPFRATING AT 5)% Msfd. CIMING T
OUT OF SERVICLE Dut YO Al APPARENT NALFUNCTIONY JF & Fruw SwlTin In THE LIFT Pump LUSE
Ling. U Tunkr B, FAN ¢ wWAS Cul OF SEAVICE wiTw & Fan ORIVE MOTCR FAJLURE. Fav £ TRLPP¢0 Ok 10
A FARTY VISRATION SuilCn, TOWE® B waS [NOPE<ATIVE SIACE OwWY 9 FanS wenk OPeadslE. Twe 567
PUInT 6 Tk VIBRATION SWETCH WAK DRIFTED., Tre SwiTCn WAS AERPLACED AND Trg Fan STARTED wiTwis
ORE FOUR .

AVAILABILIEIY - MnC PUBL 1L OCUMENT Ruum, L1717 n STcEeT, wASHINGTUN, 0. C. 20543 108 CEXNTS/IPAGE ~- Vikj™m
(rantk  32.008

PEALH BUITON 2 (dnh) o PEALKH oulTON 3 J0uR) » COULING TUwER o 2COULING TUNER, PECrnANICAL ¢ FAILURE, EQUIPMENT
e ogLlumEny * INITRUNERT, SwITCH o SET POINE o DuiST o vIOnATiIN

104855
STACK FLun TRANSWITTRERS FAIL AT PraCn sCITOWM 2 A0 3
PRILADELANIA ELLICTAIC CONPARY, PA.

2 PAGES, LEITES TO WAC DIVEISION OF REACT.IR LICRWSTWG, JALY 30, L9TSy OCRETS SO-277/278, TYPR--3uRy Wi--beboe
AE--BEC L

CAUME = LILMINING STRIAL, wrILE BOTH UNLT5 wERE OPERATING AT 508 POWER, LIGHTNING APPARENILY
STRIn Twe mALMN S 3T, RESULTENG Iw OA%Aut Tu 80Tn NFFGAS STACR FLON TRANSRETTERS, ORE JF
Tric 7 IRARSALITERY wAS FEFAIAED Aw) ntTURNED TO SERVICE. THt SECIND Ok 15 AaalTING REPLACEMET
Tanls.

AVAILASSILITY - NAC PLBLIL DOLURERT ROO®, L7107 » STREET, wasHiNTON. 0. C. 29585 (0B CENTS/PAGE -~ WIvIWMN
ChAlk 5290}

PEALH SOTTUN 2 (owR] & PEACH BOTTON 3 (BwiR) o SSENSOAS, FLON o STACR ¢ MMITIN, STACY ¢ SEATHER, SEVEARE o
OELECTRIC ANC ¢ FAJLURE, INSTRUMERT o ELECTHONIC FUNCTION UNITS

103082
MR SYSTEA vaALYE MUTUR $AILYS AT PEACKH BCITum 2
PHELADELPHIA ELECTRIC CORPAnY, Pa,

) IM.-'“!v LEBTER TU WAL DIVISIUN UF REACTOR LECENSING, JULY Lo 197%¢ ONCYRT S0~277, TVPF~-BuR, WFG--i.f., Af-~
SECHTEL

CAUSE - ERCESSIVE VISRATION, UUFING USE UF THe amn SvsTem IV Tre SAUTODWN COULING SOCE, & VALYE
WA POSET IURED WANUALLY FRCA THE CONTANL ROO® T ADJUST FLOw, AN ENSPECTION REVEALED Tnal 't
SIEM TU ANTI-AUTATION ALY HAD FMLEN OUT, RESILTING IN AOTATION OF THE STEM wniCr UP:ST TnE
OPERAT M LALISAATINN, APPARENTLY Uik REY ACCAME JAMWED 8 TuEih TrE ANTI-R0FATION ARS AND THE
PALR ING FOLLOWEN whilrn PRSWLTEU I ERCFISTVE LuAU O8 TrE MOT3R.  Tre CAUSE wAS K XCESSIVE
YIShATION DURENG THES MODE GF CPEAATION, Trt STEM ANII-ROTATION ARM waS POSITIONED Aww THE eV
REPLACED. Ik MOTOR STATOR 1S BRINGL «EMIUND AN & Kis ROTOR 1S JEINC MANUFACTURED,

AVAILASILITY = MAC PUBLIL QUCUSENT RCOP. L1707 » STRERT. w2SHINGTIS, U, C. 20563 (I8 CENTS/PAGE -~ WNfw™
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n4

lesnel - Cunlinutoe
Lristot  32.00)

veal sulTUR 2 (odn) ¢ SyaL¥ed ¢ UTOLIN LULING SYIICR ¢ SYIPRATION + CALLURE, ENPRERT o vaLVE OPERATORS *
FAJLURL, Oclich thaum

1o J
SAPLARRED RELEAMR Lr CUNTARINATEY walkd JCLURS AT PEACH oQTTum 2 *
PriLAGELPIIA ELELIRIC CORPANY, PA.

3 PALEs. LETTER JU ARG GIVISIUR oF ARALT IR LICENRDING. MR Y 1y 1975, VOCRET 50=277. IWE--Suh, Mo —C.E.0 AE—
atimfte

CAUSE - Fumk ool LA e Al EACHAMGEN. DTG 44 L4VESTICATION UF A SUSECTED Tust LEa [N Bt

noaAl EXLANGER * wilrm Trg USLIT 15 Culy SuToumn. F0ERE «A3  APPARENTLY $ XV RIGRATION OF REACTOR

WALEN InTu Tre MILH PrEd3URe SERVICE SARER SYSTEN SI0€ OF Ingk WEAT EACHANGEN. WMENR A 15,4 WAS e
TwbATIFIEu,s Tnk nEAT EXCHATLER wAS RESQUED FAOW SERVICE AND ISORLATE). A TUSE wmaAS lcaninG. I -
a4 PLUGLED ALLNG w)TM 5 GTHERS 1N & Wi IMET waltd [RPINCENERT ANEA, TwE <L EASE wdS JmY A

SRALL FaAlliGe UF e LINMST.

AdADL.ASILESY ~ MC PUBL IC DOCUMENT ROCR, L7717 W ATHEET. SASRNINGION, 0. C. 20%4% (08 CERTS/PAGE -- RiINImMm
Lrdavk  $2.00)

Peast aGITuR 2 (ow) & SnaQlUALTIVETY AELEASE * SHUTUONN CUGLING SYSTEN o SuEAT CACMANGERS ¢ SFATLURE, TUBING
* ToBlhe o LEAR * FalLunE, tWIPMRRT

10508
SOSn STALR $LOW TuaANMSLITERS FAIL AT PEACKH O60TION 2 ANY )
PrILADELPHEA ELECTRIC LumPANY, Pa.

2 PavkSe LETIRR TO ARC CIvISION OF RESCTIR LICENSINU, JULY L1, 1973 OXRED 30-277. TYPE--Bwl: Wi--Gotes AE--
srinf €L

CAMSE ~ LIGHINING >FRIAE. On In€E EVESING JF JJLY Jo LIGHTNIYG APPARENILY STRUCK THE RALN OFFGAS
STACR AESULTING I% vANAGE TD 30T OFF.AS STACK FLOW TRANSRITIERS., UMIT 2 wAS AT FULL POnER ARND
WniT 3 AT 08 POweR. OIFFICULIY In OBTAINING TriE REQUIRED SPARE PARTS DELAWD REPAIR URTIL TmE
AFTERNDUN JF JAY 4, O UF Def ¢ TRANSNITIERS waAS RETUMRED TO SEAVICE. REPAIR OF THE OTMER 1S
AnAlTine REPLACEREND PARES.

AVAILASILITY - MRt PUBLIC DOCURENT ROO, L717 ® STREET, wASHMINGION, D. C. 29%43 108 CENTI/PAGE -~ AINIWM -
LCHAMRGE 31 .90

PEAN OCITOR 2 (owh) o PLACH SOTIOR 3 (GuA) + OSENSORS, FLOW * STACK o+ OFF GAS o PNEATHER, SEVERE » CELECTRIC
ARL ¢ FATLWRE. INSTAURENT

L13sZ1s
SOAL SPAAY PURP wOUR COULERS FALL TU OPERATE AT PEACH 30TTOM ¢ -
PILADELPNIA ELECTRIC CONPARY, Pa.
Z PAGESs LETIER TU MRC DIVISION UF ACACTOR LICENSING. DAY 18, 19795, DOCRES 30-277, TYPE--BWA, WFG--(.F.0 AE--
otimTEL

COWSE = Sel POINT ORIPT. UURENG A TESF wiln THE REACTIR AT SOT POMER, A CORE 3SPRAY Pl Al s LA
COULEA C TREPPED witm UPERATED N #un WOOE, S0TH COMLERS CAILED Tu OPERATE In THE @277 m7)%,

It FIRST FAILURE RESULTEL FRAUR & THERNAL IVERLOAD TRIP wMiCM [S ATTRISUTED TO A RARDORN TAIP,

THE SECOMU FALLURE SESULTED FROM A SET POIYI DRIFT 1% A DIFFERENTIAL PRESSURE SwiTCh. AF TER

SwiTCH RECALIORATION, BUTM COMERS OPERATED.

SYALLABILLITY - WRC PUBLIC DUCUMENT RODM, L717 M STREET, WASHINGION, D, C. 20%43 (00 CENTS/PAGE -~ RINIMM
CrARGE 32.090)

FeAln SOITOM 2 (BwA) » B LOWERS » SCCOLING © OCORPARTRENT ¢ CORE SPRAY ¢ CARLURE, INSTRUTENT o SET POINT o
INSTRUMENT . >wiICH ¢ TEST, >YITEN OPERABILITY

W27
VENTLATION Fin OAMWER SOLENUTU _OBL FAILS AT PEACH 301TOM 2 AND 3
PRILADELPHIA ELECIRIC CunPanY, Pa.
2 PAGES, LETIER TO NRC DIVISEON OF REALTOR LICENS IWG, JULY 18+ 1973, OKRETS 50-277/278, TYPE--0WR, WFG--G.E.»
At--pelrier

CAMUSE - CUIL BURNED UP. DLAING AR EQUIPRENT CHECK WHILE 80TH UNETS wERE OPERATIAG AT 308 POWER,
Tnt INVICAT NG LAYPY +OR CINTROL AOOM EVERGENCY VENTILATION AN B RUNSING $TATUS wERE OOSERVED TO
88 V", Tt CURTAUL Punth TRAMNSFORMER Wa0 SHIRTED 10 GAOUMD DUE TO PATLURE DF A SOLEMOID CONL IN
TnE FAN OAWPER CIsCUIT. Trt FAM DAMPER vALVE WAD EXCESSIVE AIR LEARAGE PAST THE SEAT AND MLUNGER
CAUSING Tt PLUNGER Tu BE FURCED WUT UF Tof SAGRETIC FIELD JF THE ENERGIZED SILENDID COIL ANOD
CAUSING TorE CUIL TG BURN GUT.  THE TRANSFIRMEN, SOLENDSO vYMVE AND COIL NERE REPLALZED.

AVAILASILITY - ML Pum TC UILUMENT AOUR, L1747 » STRELT, WASHINGTON, D. C. 20045 100 CENTS/PAGE -~ mINIRUm
CHARGE  $2.00)

PEACH BUTIUM 2 [BWA) o PeACH BUTTCM 3 (wR) o SSENIID » VENTILATION SYSTEN o CONTROL SYSTEY o FAILURE,
CQUIPAEAT ¢ SIRANFURMERS o *RUNERS

e
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Loarel
AlGN PREIURE SebviLt waTén pump ZAalL) JO >IAxl Al PEACH BOTTC™ 2
PulLABRLPAlA ELECTRIL CORPARY
2 PGde LTN TU Wi Dive UF mMcALTUR LICEASING. AJG. 0, 2915, wiCee] %0-277, TYPL--dwk, AFo--Cub.e 2E--deimTrl

Caust - oRranka JELL SafICe SUrPLAL BT, @il E TeXELAG Tre WIGH PRESSURE SEAVICE 4ARLR SYSTEN
wiin Dk staCiuh Al 35X PUntA., PURP 24 FAlLEL TO >TAAT. TrE 3acanes (LLL SwlTl~ SUPPORT wal
xnl. Tniy APPRAENILY J L UEREY DURI .. CPRAAT-IA QUALIFICATEON TELTS IN omilm Tef 22EMER waS
BALREU WUT AW Ihe Tok 2URP waY wul AN AFTEQ THE wholata ad) ALTURMED TO SEnVIer BECAUSE WD
SRR a8 A330CIATED wEIn Iell FRST. Trt SUPPIORT «aS sinaforlisty ANC Tk Puwr BESTED
LAY FWRLY.

AVALLASILIBY - AAC PUBLIC LUGAULERT RJIm, (217 » Sixte Ve =ASHINT)Y, . (. 20945 108 CinT/Pall -- Sini™Am
Cranb: S<.w)

Pravd oGIIUR 2 (owit) o oPURPY +» ALEILIAEY CRWIYS o TESTe LWYTew JPEIABILETY » o @caxt® » AWMGE o Falrunt,
WPrRATUR tamym o TRSTiwe

1’
Tu0 LOULING Tusénd SIMULTARELwILY TALPeBATIVE AF PfaLr B finm 2 AW 3
PHILACELPRIA ELRATRIC CumPany
1 PG, LV T BAC v, UF MEACIUR LECem ENG, AJG. 21 197>, QICALTS 2-20T77273, TYPE--Dwm, PF,-~L. 0.+ M-~
seCnTEL

CASE - PLUGLED CLJLEMG RATER LINE TO Pml, L0080 ¢ wdy AT 228 PURER AN -MIT 3 AT 2L P0uWk? aliIw
CLOLING fimtR B Oul OF SkaviCt FOR SINEQULED WALNVTENAWE T TME VISTALoJUT [N rEAJER. DURING
Iniy UNTAGks Tit CGOLING wllkm SUPPLY TO e UPPEA meadlvwe % CUGR I T.ées LEIFT PumP AU, A&
PLUAED 3L Tre PUNP nAS [RPEDIATELY REMOVED Fau™ SEXVICE T CLEAR TRF Lite (JULIVG TImER 3 wAS
PLACED I8 SEAVICE wITHIA U RIMT-S A0 TOuER A& AFTEP & mduds, TwERR 48% W) TEASINED 2lvie
WATER TR APLAATURL CraMGE.

AVALASILIEY ~ WAL PUBLEC UOCURENT KU, K701 = STREET, wiimIALTUN. O. C. <I%6% 118 CENFS/PAGE -- 2gnimus
Chanck  32.00)

PRALY 30FTUR 2 fowh) » 7oAk BUTTCM 3 (UR) ¢ STIOULENG TSWER o CETUING FOwE e SELHANICAL o PUmPS o AZanivw »
COMLiInG ¢ Fiids BULALAGE

10353>
AEALTUR ntCIaCULATIOn SPSTEM SamPLt vALM FAILS TO CLUME AT PRACH 3QTTOW 2
PicALELPHIA ELECTRIC (URPINY
2 Pude LIk TU AAL DBV, UF REACTON LEICENSING: AUG. 200 1975, KRET SC=277, IVPE--Dmie FF.o-~Goboo AL--IECMIEL

Caudt - STLER SOLESID VM vE. UVURING FENTING witTm e UNET SmuTOOwne ~EACTOA RECIRCURATEDN SYSTEm
GUUTBUARD SARPLE SO3CLATION WALVE FALLEY TO CLOSE. T3 SUMEWIIL vALYE <aS STUCF. AFSFA LLEANING
Bre SULENLED YALVE, THE SAMPLE "ALVE A% ApTE>TeD SATISFalTomiLy,

AVAILASILITY ~ ARG PUm IC UCCUmENT POUR, L1717 M YTREET, wASHIALIIN, D. C. 20545 (36 CeNIS/PAGE -~ wIALwY®
ChanGe  32.J2)

SYMLYES ¢ ®S.MPLING ¢ SCUNTAIMRAS I5ULATION ¢ FLuw, NECIACWRATIUN » maln COMEw SYSTE™ o FAILUAL., EUIPTENT
* SOLERCID » PRACH SOSTUR 2 (9mR)

10%%13e
2FANBY LAY TALATMRENT SUSTEM FaR FAILS TG START AT PEACKH MITIOY 2
PELABELYNIA ELECIRIC COMPANY
2 PeSe LIA 10 SAL UBV. Uv SEACTOR LICENSINwe ASG, 27, 1973, XKRET 30277, TYPE--0t, W - E.0 M- CnTEL

LoudE -~ SuiVim mALFURLTIUN. Dunlie TESTIN, wifw T URIT »UIDURA, 3BCTS Fan & FAILLD TO AUTO
SIARS wilTw 0N & IA PULL-TU-LUCR AND A REACTJIR IUILOIW VERTILATION I5GLATHN oAk, Tt
USPPERENSIAL PRESSURE Sul TCw wilCn ACTUATES Trf FAN waS FOUND STUCK IN THE Wi PISEITLIM.
SAINTENARCE WAS PERFGARNED Un INE ACUATIR PLATE wINGE, Tt AUT) STAAT AUUP +ITR Fan » FESTED
SATISFACTURILY StVERAL TImES.

AVAILABILITY - MnC Pul IC OULURENT RICH, LTLT ¥ STHEE T, nASNINGTOA. N. (. 20%+% (00 CERNVS/PACE -~ w]lvimn
whARGE  37.00)

PEALN SUTION Z (own) o OSTARUBY A5 TREATMENT o TEST, SYSTEM UPsnanlLITY o FATLIRE, INSTNURESNT ¢ TUSTXUSEAT,
>wifCr ¢ egLOwWERS

105333
OIL SPILL UCLURS AT PRACH BLITUN 2 ARND )
PrELADELMIIA RLECTRIC CORPANY
2 PLSe LTR TU WRC LIV, UF REACTGR LECENSING, & e 29, 1973, OOCHFT 50277, TYPL -~BuRt, WPG~-G.F.oe Ab--dFCRTEL

CAUSE ~ UISCHARGE LINE vaLvE FALLURE., »HILE S3TH URETS wEE AT ABOUT 508 POWEN ., A% IAVESTIGATION
OF AR M AkA FOUND Tnal The LUSE CIL CeVTRIFUSE waAS DISCHAACING JIL FROM Twk »ASFA DISCHARGE LIVE,
CIL Rah URORA TME AGLL-UP DuuR AND FLIWED ACALSS THE GAUUND IUTSIVE.  A30UT 230 CALLONS FNTERED

It STUNR SEweR, UF wetlerm 10 GALLONS REMC:RD THF RIVER, THE SOLESOIC YALVE OV Tt wATER

AL ot 7
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135938 a.mlimgoe

vivlmbnef Ling FALLED Fu LLuSE womh Tef CanlAiBHE TRIPPE). 16 LERIRIFE wAS NEPAINES. BN
ody AECLMuLg $ACN Trg ajvetn WL Ty LIM% Jasiv.

AsaleSsliLily - sl PUR IC JuL Nt wuun, LTLE = ylage T, waASMIWIIN, D. C. 29543 108 inlssoact -- minjmm
wradet  82.00

el SOIION ( (oma) o PLAlm SUTTUR 3 (ouwk) o SLUWBALIZATIVA ¢ SEan » PRIVER » Fallunt, LOUIPRERT * VALVES ¢
MRS » v ihoaminl

Lells

C3ea e Tumed INCPRRABLE =il LUa 2iluvéR Flie AT PEALH auliam 2 avD )

Proliiueiowla rLedlTole (Cos Pa.

2 Po3e NPT @/ W Fo T3-0T Bu SAL S8 W€ JF SALESR AzACTUR SESWATION, SE7T. 1D, 1979, GOCRET 32007278,
SYP——gans Mo —wet.s M --BLLNTEL

CAudk -~ L IV LIRS Pulwe P nim LW, wnil: 930Tw NITY wiag JPERATIM. AT 558 POuéR, a
SEGRIFICARS Lain ULytluPty Uh COA IRG Tlecd 4 LEIFT PUnP FA(AIRS R ARO MEUVIRING «E9CvaL OF TeE
CoRP FagW MASICE. Alvkd FLO® wa4> 1235 TredN LU3DD CFS AT Tom TIWE, UnE CAUSE mad FAJLURE OF
Trg SPPORES FGR Ik LIrT P09 Liat SUIJE v€ARINe. RIS GLJUIAES & NAI0A DISNARELING uF Tt
PP AW Rotum. LidmetTIve ALTACN miLL TwEw 3¢ CETEmmEwED.

AvaAleldlLilY - Ml PLALIC WAl A, 1747 < LTAET. ad>iNGTON, O. C. 23959 190 LEIS/PAE -~ Minimm
wnasue  82.300

Pedan LETOW 2 (omk) © it oTEUR 5 48] o OCUCLING J R o SPUTY o COOLING TONER, SECMMNICAL ¢ SEM o
ralivde ., EJLiviend

102ede
lunD Fah Uh Lo A Ie Tusen LOY) AT Prale odifO9 2 AW )
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AWRlLADELEITY - Wl Pum IL ULCUNEAT muur, L7L7  $Taeel, sAXNINGION, O, C. 20365, 109 CENES/PACE -~ winimm
ekt R2.00)

LUARISILN ¢ PALLURES INSTAULMENT o INSTRUWENT, 3#8iTCn o TeST. SYSTEW OPERASILETY o LEAR » PEACH BOTION 3 (owA)
o SERMNY, RESSUME

J93430
wjuk Salfim PALLS FO ETIATe FULL SCRAR SIvaL AT Pealw 3CTTue 3
P4ELADELPMIA cLELTRIL LONPARY ., PeANSTYLYANEA
L Pagke wETTRA 10 UIVISEIN OF MEACTUR LIZENSING NAC, FESAUARY 2, 1975, QUCRET 3%5-279, TYPE—-LwR, WFC--GC.t., Af-
-aglnitL

Caude = Ivlea®ITTEAT SwliCn CORTACT, AFFEM [NSEATION OF ALL CORTROL ROUS AND PLACERENT OF Tt

Puut Swifen IN SmuTiuwh, THE w0k SulTCH A5 PLACKD IN REFURl POSITION TO ERASLE MOVENENT OF A 4
Sidle CUNTHUL WGu, Trt SwITCre SASLED Tu ALL(w THE MOTION AN0 wasS Thln CYCLED T) SMUTOOWN AND

Baln TU RePLEL Tu CLEAR THe PAQBLE®. THEN TE SHiTCn FALLED FO INITIATE 4 FULL SCRAR uwFh ROVED

Tu SUTDuNh, ek SHETCH CUNTALT; wEdE MARIANG UP INTFANETIENTLY, THE SwiTChn waS AEPLACED.

AVARLASBLITY ~ halC PuBLiIC DOCUMERT ROGR, L7L7 4 STREFT., wASHINGTUN, U. C. 20565, 128 CERTI/PAGL -~ miInimUN
LrARGE 32.949)

REACTOA SAFETY SYSTEM o xpACTUN CCRTRGE o FASLURE: TWDTAUMENT o LASTRUMENE, SWITCH * REALICR STARTUP .
EAPERIEME ¢ PEALHW oUTTILM 3 1BNR)

0%9eys
ACKC >TEA™ SUPPLY VALYE LEARALE EXCPS5Tve AT PEAC™ suTlu= )
PELADELPHIA cLELTRIC LLPPANY, PA,
& Phylse LEITER DL WNC OIVISIUM OF NeaCTOR tIZiw5ING, Stss Bis 4975, DOCRET 50-278, TVYPE--BuR, WFG--G,.E., AE--
stlnmitL

wAU - wGn'w PACAING, DUMIM LOLAL Lzis MATE TESTING OF THE RCIC STEAN SUPPLY VALYES wiriLE THE
unll wmls S5TOUNN, AN IDUAND wAML vE INDICATED E1CHSYIVE LEARKAGE. TreE PACRING wAS WORN., & ién
THE vaLvVE waS mEPACRED . T4E LLAR RATE wAS vEuLiGIBLE.

AVALLASILITY — ML PuBLIC WOLURENT MR, L7L7 1 STREL T, #ASHINGTON, D. C. 20965, (00 CENRVS/PAGE -~ miniHUN
HARGE  32.90)

FABLURE e EwUTPRENT o CONTALNMENT SSCLATEIN o TEST, CEAR RATE » TEST, SYSTEM OPERADILITY » SEAL » LEAK »
CLOLISG ¢ PEACKH BLETLAM 3 (BafR) » VALYVES

vered ]
SETPUIel LRIFT N LISFeneNTiaL PRRSSURE 3415CH AT PEACH 30FTOm )
vMILAURLPMEA RLERLTRIL CORPANY, PA,
Z Paskse VFTTER TG NARC wliviSION GF REACTIOR LICENSING, $E3. 1Y, 1975, OUCKET 50-278, TYPE--DWR, NFG--G.E., AL--
okcMitL

LAUSE - SINGEING OUF CARM, DURENG TELT1 &, wilH THE REACTOR SHUTOOWN, & RCIC STEAW LINE MI FLOW

FSCLATION SwIfCr TAEPPRL AT 932 I HMES JF wATeh, EXLLEDING THE 490 INCM LIRIT, T41S wAS CaSED

By ditIING BRTWERN Tre LAM FOLLUNER ROLLEN SKIRT ANU THE CAW AND BY UNEVENNESS OFf THE ROLLER ON

THe CAM FULLUWER. THE CAM FULLUMKR waAS REPLACE ), PRUPCRLY ALIGHNED, MO CaLiPnalEl, .

B
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omes? oLOnT Inut 0
AVAILAMILILY - BAC PUBLIC UDCURMERT BCOM, L7LT o LATRECT, waASHINGTIN, D. C. 20954%: 1908 (enT3/PAGE -- RINfUS
CmGE $2.203

ASWENS TSULATION o SRSTAUMENT Cat TERATION o JuiTaument, 3417Cw ¢ BEST. SYSTEN JPEAASILITY o Fallumt.
NAlnTcnanie CRROR ¢ (DOLIM, & SET PCINT o PEACH SOTION 3 L@u) « ORIFT o SENIONS, FLOW

120208
SAmLE SYITEN 1 MNATICS valve LEAmS AT s Als MOITO™ 3
MlLADEL M G ELTALL WmPay. Pa.
L PAGE. LeTDEA T4 Ml DIVISION OF BEACTOR LICEWSING, FPEGRUAAY 24, 197%. ONKET %0-278, 1VPE—R, W.--C. 8.
AE—BEInTEL

CAUSE - SIn? UB Stal. wnlLé GPCRATING AT 99.98 POuER Any .t FESTian TwE PCLS NOARALLY OPEN
VALWEL. Tié U2 AMRLYILE SARPLE AYSTER [rmER [SOLATIGA valvE LEan PATE EXCEEOED LI9ETS. DIRMT waAS
F R0 un Ent SEAT ANRD [h T0€ SODY wiilw PREVENTED TIGHT SEATIANG O TE valYE. MTER Int wvaL vt
»AS CLEANED, §T SEALED PROPERLY.

AVARLABDILITY ~ My PUBLIC QUCURERT ROOR, L1717 A STRELT, wALPINCION, D. . 20345 (8 CENIM/PAGE ~~ Ainvimym
ChafGE 32.000

CORTAINRERT [SULATION o TE3T. LEAR RAJE ¢ SAWLING ¢ CAUD o TEST, SYSTEN UPERABILITY o FAILURE, malsTEvanCE
CRARUA + PEALE BOTION 3 LEWA) ¢ VAR VES

ween
WPCL STEAR SUPPRLY LINE ORALN SYSTER FalLsS AT PSalm BOTION )
PriLADELYHEI A ELECTRIC CORPARY, Pa.
L PAGE. LETTER 0 MRC O1viSION UF REAMTOR LEZENSTAL, FLORGARY 26, L97%. JOCRET 50-27¢, TYPE~-Snd, 44G--C.t..
At -—wECnTEL

CAuSE - Olnat In TaaP GRIPLCE. AR INVESTIGATION JF Yk wPCT STEA™ SUPPLY K INE =ADE wriL) OPFAATING
AT 1008 PUWER ARVEALED Thal Tuf ORAIN PUT MAS W ORAIAING PROUCH B4 OUTLET STEA® TRAP NUR WaD
Ink URALN 20T WEGH LEVEL SHETOe ACTUATED TG OPEY Tmg STeaw TRAP STPASS valvé. D TP ORiSFCF
wA> MLUGCED »iTh A4 SRALL ARUUNT OF DINT., AFTER QEING CLEANED, LT OPERATED PRUPERLY. Iwk LEwiL
SulTOn AQUSTRENT LIRKAGE N2S FOUND 1D of BIN0ING. ToE Swilln REICHARI S wAS IEALIGNED amd IS
U ERAT ING PRGPERLY.

SYALLABILITY ~ MRC PURIC OOCUMENT Ruum, L7287 » STREET, sasnInTUN, D. C. 20343, (00 CENES/PAGE -- WUNIMUR
LmdAcE  32.00)

STEAR » CAUD o INSTRUMENT, SwiTCw o FALLURE, MAENTERANC: tRAROR o PEACK SUTTON 3 (BWR) +» DRAIRAGE + PIPES MD
PIPE FITEINGS o SERSONS, LEVEL o nPCH

a2to
SIARDEY LIGUIV COATRUL PUNP FRIPS Al PEACH UTIOR )
PHILADELPHIA ELECIRIL CONPARY
§ PAGE, LETIER TO MRC DIVISION OF REACTOR LICENSIN . SEBAAURY 20. 1975, OOCKET 30-278, TYPE—BUR, MC~—C.E..
AE-~BrCnTEL

CAUSE — SAEAREA SEITIRG MARGINAL, OURING TESTIRG UF THE STANDSY LIQUID CONFROL PUwPS, | OF T 2
PUNPS FAILLD 1O START Oh TwO ATTERPIS, T8 CACH CASE, 7ot CIRCUIT BACARER TRIPPED. OME PnASE
RAGRETIC IRIP ORVICE wAS FCUND TC SE AOJULTED RARGINALLY wilw RESPECT TO TwE AOANAL START TN
CUmRERT OF INE PURP, ALL INREE PACHETIC TRIP DEVICES Gn T SREAKEN wEAE RECALIMATED 10
ACOMOUATE MUANAL PUNP STARTING CURAENT.

AAILASTLITY - MRC PUBL IC OCOCUNERT ROOA. LILT w STREET, waASHINGIUN, 0. C. 20343, (08 CERTS/PAGE -~ MINImm
ChanGk $2.00)

FATLURE, COPPORERT * INSTRUNENT, PROTECILVE o TEST. SYSTRW OPERASILITY » FAJLURE, NAINTENANCE ERACA ¢ SMuTOON
SYSTEM, SECOMDARY + SET POIRT o PEACH BUTTOA 3 (BMR) » GREMER o PURPS

1003487
ORTwELL FLOOR ORAIN SSULATION VALVES CLO>E 130 SLOSLY AT P LACH 331008 3
PuILADELPHI A ELECTRIC CORPANY, PA,
2 PAGES. LEFIEA 10 NAC DIVISION OF REACTIOR LICENSI WG, FESAUARY 23, 197%, DOCAET 50-278, TYPE--Bult, ®i--Gol.y
AE--pECHTEL

CAUSE ~ UNRNGUN. OURING TnE PCIS SIMAATED AUTORATIC ACTUATION TEST wiTh THE UnLT SWTOODWR, Tug
TRER AND OUTEA ORTWELL FLCOR ORAIN ISOLATION VALVES REJUIRED MUAE Truan  SECONDS 70 CLOSE.
CLCHING TINES WERE oo 1 AND 7.0 SECONDS. TmE CAUSE MAS NOT BEEN OETERMIF Y. Trt SUPALY AIR
PRESSUAE aND It vALVE STRORE WERE AQJUSTED T GRING TrE CLOSING TIME niTu. N ACCEPTABLE VALUES.

AVAILABILITY - ARC PUBLIC DOCUMENT ROOM, 1717 M STREET, wASHINGION. D. C. 20%5 (02 CENTS/PAGE -- AINFmM
CHARGE $2.00)

FARLURE » EQUIPMERT » CONTATARINT lSOl"lO! * RESPCNSE TINE o TE5T, SYSTEM OPERABILITY ¢ FATLUAE, MINTINANCE
CAROR ¢ CUNTAIARENT SURP o+ PEACH BSOTTON 3 (8WR) ¢ VALVES
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s ive
“TURAMALL SMRSER TAUPERABLE AT JEaCH SUTTUR 3
PnlLADELPMIA RLECTRIC COMPARY, PA,

PacEss LETIER JU ARC OIVINION UF REALTON LICENSING. MARCH &, 1979, OOCRET 50-278, TYPE--QuR, WFGC—G. L., A
otlnle

CAUSE - UMARGER. A SOUTIRE InSPECTION OF DRTWELL HYORAUL IC SMUSSERS CURING AR UUTAGE 1OENT IFIED
ONE RUSECR AS NAVING AR EMPTY BESERVUIR. [nf SUURCE OF LEMAGE COLY NOT O€ [DEnTIFIED. e .
SMUSBER AL SENVO.R wAS REFILLED.

AVALLABILITY ~ MaC "yBLEC DOCURENT ROUM, L1717 r SEREET, waAHINCTUN, D. C. 20543 108 CERTS/PAGE -— RINIWmm
Lrdsug  92.09)

FALLURE . EWULIPRENT o SHOCK ASSORSER + MUPPORT STAUCTUAS » SLAVEILLANCE PRIGAAN » LEAK * BACRFIT o PEACH 20IIOM
3 I8mMM) + PIPES ARD PIPE FITTINGS

iwiele
RALN STEam LINE RAULATION MINITOR FAlL) AF PEACH BOTTUY )
PHILAVELPHIA ELECTRIC CO.. PA.
1 PAct, LETTER TO mn( DIVISION UF REACTUR LICENSEING, MAACH 12. 1975, DOCRET $S0-279. TYPE--BWl, MFG—G.E., AL--
sECuleL

VAUSE - ELECTRUNIC FAlLLME. A WAls STEAN LIVE RAVIATION NONITOR FAILED DOmNSCALE wHICE THE PLANT
wA> UPERAAT MG AT FULL PONER. WISCELLAREQUS ELECTRORIC PAATS wExE REMACED In Twe ORANER AND Tht
MANER wETURNED TU SEmViCe.

CYAILASILETY =~ ARG PUBL 10 UDGLUMENT nuum, L7717 4 STUERT, WASHINGTON, D. C. 20343 (08 CENIS/PAGE -— RiAfTMUR
CHARGE  32.20)

FALLURE, CUMPUNENRS » FALLURE, INSTRUMEAT o MAIN COGLEMG STYSTEM o PEACH SITTON 3 IBMR) » ELECTAUNIC FUNCTION
URily * RAULATICN mOMLTCRS

Winle
AEARAGE TrROUGH YACUUR mELIEF (MO VALVE EXCESSIVE AT PEACH 9ITTON )
PHELAGELPHIA ELECTRIC CO.. PA,

2 Phicks, LEITER Tu NuC DIVISION UF REACTOR LICENSIN,, WARCH 25, 1975, OOCRET 50-278, FYPE——BR, MF,—G. 8., AE--
OECHTEL

CAUSE = GASKET 3EAL OEFORMEL. wriLE OPERATING AT 1008 POWER ARD DURING A LOCAL LEAKR RATE TESF, A
REACTUR BUILUINA~TG-TURUS VACUUN RELIEF CHECK VALVE wa$ FOUND 79 LEAR I8 EXMCESS OF LIMITS, et
VALVE FAILEY 1O CLOSE TIGHTILY BECAUSE UF OEFORMATION OF THE VvALVE®S RIBDER GASKET SEat. AFTER
REPUSITIONIM, AND CLEANING Tk SEAL . THE 1 ZaKAGE wAS ACCEPTAME ON TeE RETEST. -

AVAILASILITY - MxC PUR IC DDCUM MY ROOR, L7717 » STREET, wWASHINGTON, D. C. 20543 100 CENTS/PAGE -- NINIMR
CHaRGe  $2.09)

TESTe LEAR RATE ¢ CUNTAENMENT VACUUR BREARER ¢ BUILOING o TE5T, SYSTE® OPERABILIT. + FAILURE, mMALIMTEwANCE
ERROR o SEML ¢ LEAK RATE o PEAC™ BUITOM 3 (3wR) » TORUS

10160l
REACTUR LOW WATER LEVEL SwiTuis FAILS Ty OPEN AT 2RACH BOTTUR 3
PILAGELAI A ELECTRIC CONPANY, PA,

L PAGE, LETTER FU MAC wIVISION CF REACTOR LICENSING, MARCH 27, 1975, OOCRET 50-278, TYPE--BWR, MFG--G.E., AE--
BECHTEL

CAUSE = STICRING SWITCH CONIACTS. DURING TESTING wiln Tik REACTOR AT FULL PONER, A REACTOR (LOw
WATRA LEVEL SwilCH FAILED TO OPEN TO PRGVIOE A GAGUP | ISOLATION SIGNAL. FAILURE RESATED FADW
SIICKIMG SulTCH CunTaLTSe AFTER "Mt CONTACTS WERE CLEANED, THE SWITCH TESTED SATISFACTORILY,

l:ll‘:l.ll ETY = WnC pUBLIC OOCUMENT ROO™, L7747 W STRZET, wASHNINGION, D. C. 20563 (08 CENTS/PAGE -—- nInimm
LhARGE 32,000

CONFAINPENE F3OLATION & FALLUAL e INSTRUANT o IRSTRIENT, SWITCH ¢ TEST, SYSTEN OPERABILITY ¢ FAJLURE,
MASNTL AANCE ERNOR ¢ PRALM BOTION 3 (BmA) o SENSORS, LEVEL

101778
SETPUINT LNIFT IN vaC M SwITCH AT PEACK BOYIOM 3
PHILADELIMIA ELECTIRIC CORPANY, Pa.
2 PAGES, LETTER TO mRC wIVISION UF REACTOR LICENSING. APRIL 10, 1975, DOCRET 30-278. TYPE--OWR, MFi--G.f.s AE~~
SECHTEL

CAUSE ~ INSTRUMENT ORIFT, OURING TESTING wilW THE UNIT AT FULL POWER, A CORDENSER LOW VACUAM
SCRAM PRESSURE SwiTCH wAS FOUND 10 TRIP AT 22.6 IN. MG wHICHW S BELOW THE 23 IN, LINIT. TME
CAUSE wAS INSTRUMENT DaIFT. TRt SHITCH was [YREDIATELY RESET.

AVAILASILITY - ERDA PUSLIC ODUCUNEANT ROOM, A717 M STREET, WASHINGTION, D.C. 20565 (6 CENYS/PAGE -~ MININUN
CHARGE $2.00)
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s SLunTAMuE D
REACTUR SAFETY SUSIEN o INSTRURERT CALIORATIUN o FATLURE. IRATAUTE AT o INSTRJNENT, SwlTlm o TEAE. SYSUEW
UPLRASILITY o CLRUERSER o PRESIURE, WA TWOLPERIC o SET 2QUT o PEACA BUTIUR 3 (dutd & JRIET o SENSDMS,
RE ISR

warre
LEVEL ui TCm FAILY TU UPLRATE AT Pealn Rullum 3
PHILAGELPHIA cLELIRIC LUNPANY, PA,
2 Pavk>s LETIER TO ABC VIVESION OF REALTIR LICENSINGe APmiL 18, 1975, QOCRET 39-278, TYPE--Buh, RFo--G.8., Ab-—
SECmFEL

CAUSE - sRunth winE. OURING TeSTiwl wiln THE URIT A 83C POMEA, NE (Uw ACCUMULATIX LEVEL SHITCN
FAILED SU OPERATE Int MR LOOP 3 G PUINT VENT YALYE. TAE ALARR FUKTINN OF Tt SwlTCw DID
OPERATE. A BiIRE wiTnIR INE SuiTOt CALE MAD Wiknm PINCnEu ARD SAOREN, TME BixE wAS REPAINED.

AVAILASILITY — Ml PUBLIC DOCURENT ROUN, L1717 n SUREET, wASHINGION, O« C. 20545 (U8 Cemis/PAGE -— wINImUN
CHARGE  82.90)

FAILUIME, CUBPPONEAT o INSTRUNERT, Sbl'C;I e TEST, SYSTEM OPERASILITY » FAlLURE, INSTALLATIOR CREOR ¢ S:uTOUWS
CUDLANG SUSVER » LABLES ARMU CCRNECTORS o PLACYH SOTTOR 3 (uwd) o SENLORS, LEVEL

102479
NIGH BADIATIUN TAIP #ELAY FAILS TC GPERATE AT PRACK 3UTTOR 3
PHILAQELPHIA ELECTREIC CONPARY, PA.
1 Phut., LETTIER YU ABRC OIVISIUN OF REACTUR LICENSING, APRIL 20¢ 197%: OOCALT 30-278, SYPE--BuRk, WG—G.E., AE-—
SECnTEL

CAUSE - SEMED AELAY FAJLS. OURING YCSTING wifnm FwE REACTUR OPERATING AT 73T POwER, A& MIGH
RADIATION TAFP RELSY FAILRC TC CPERATE. Jok HERMATICALLY SCALED RELAY WAD FASLED. TME DEFECTIVE

RELAY wAS REFLACEL .

AVARLARILETY - AL PUMLIL WOCLMERT Ruum, L7IT7 W STREET, nasnimcton, J. C. 20545 108 CENTS/PAGE —- “iNghun
ChanRGE  32.902

PEACH BUTTUR 3 (onk) & SRELAYS o RADIATION MONITORS ¢ vENTILATIUN SYSTEM o TeST, SYSTER UPERAILITY » FaAlLUME,
INSTRUNERT o COnTARNMENT (S00ATICN

192440
SEF PUINT DRIFT IR UIFFERENT LAL PRESIURF SWITCH AT PEACH MITTON 3
PHILADELPHIA ELECTRIC COMPARY, PA.
I PaE, LEFTRA TU KRC DIV, UF REACTUR L ICENSING, APSIL 230 1975 QUCRET 50-27d, TYPE--3R, WC-~Gole, Al-~-
SECHTEL

Cayst -~ SmSTRUNERT OmIFT. CURIRG TESTING wILE Trt REACTOR «#AS AT 73X POWER, THE SET POINT UF A
CURE SPRAY SPARGAR T( ACACTOR VESSEL OULFFERENT (AL PRESSURE ALARSY i~ wiS FOUND 70 DF #,08% PSID
il EXCRELUS TR 6.5 POEDL LERIT, THe CAUSE 4AS INSTAUNERT OAIFT. THE SwITCw wAS I¥seDIATELY
AeCALIBRATED.

AVASLAGILATY — ML PUBLIC DOLUAENT ROON, L71T7 W STREET, wASHMINGION, D. C. 23593 (28 CENTS/PAGE -~ WiwImum
CHARGE $2.00)

PEACH SOFTUR 3 (ki) o SIASIRUPENT, SHITCH o INSTAJUALNT ZM0 LBRATIOW & SENSORS, PALSHURE o TEST, SYSTER
UPERAGELITY o FAILURL, INSTRUMERY o oSET PUINT o ¢DRMIFT » CORE SPAAY

162481
MAlh STEAR Linve MIGH FLOW Swilim FALLS TU TRIP AT PEACR 8OTTOM 3
PrILADELPNES ELeCTRIC CURPANY, PA,
L PAGE. LETTER TU AT OIVISION UF REACTGR LICENSING: APRIL 23, 1975, O(RET 50-278, VVPE--Bw, Fi--G.€., AE--
AECHTEL

CAUSE =~ CAM FOLLOWER DINDING. OURING A TEST wils Juk REACTOR AT 978 PIwER, A MAIN STEAY LINE HIGH
FLOW SwiTih FAILED TO TRIP BECAUSE OF 3IRIING OF THE CAM FOLLUWER, SOME GLYPTOL JSED Tu WA O Twug
PLUAGER ADJUSTRENT SCREwS [N PLACE HAU AJW INTO TnE CAM FILLIWER A% PRVIT POIST CAUSING
INGCREASED FRICTION. Trk SuiTCH AND CAM FULLOWER ASSEMBLY wEAE CLEANED AND RESET.

AVAILABSILITY ~ MRC PUBLIC OOCUNENT RUOR. 1707 M STREET, wASHINGTUN, V. C. 20543 (08 CENTS/PAGE -— WINIWUM
CHARGE  $2.30)

PEACH B0TTUM 3 (BNKh) o SINSTHUNENT, SHITCH o INSTAUNENT CALSORATION o SENSONS, FLDw ¢ TEST, SYSTEM OPERASILITY
o FAILURE, 2l NTEMANCE ERRLA o OCAUD ¢ REACION SAFEIY SYSTEM » wAIN COOL ING SYSTEw

134991
URYGEN ANSLYIER JSOLATION VALWE LEAK RATE wIGHM AT PEACH 807109 3
PHELADRLPMIA ELECTREC COMPANY, PA,
} Puks LETIRER U MAC DIV, OF REACTUR L ICENSING, WAY 94 1975, DUCRET S0-2T7R, TYPE--dmR, MEG--Gobor AE--BECMTEL

CAUSE ~ SEATING SURFALE SCURED. DURIML A RIUTINE LOCAL LEAX RATE TEST OF THE URYWELL OXYGEN
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1J299l  «CONTINR OO
AndLYIeR 2AnPLE IDOLATIUR wALYES, T 10440 VALVE wdd FUUN TO LEAR IR ENCESS OF 2000 CC/MmIn.
e REAM TGn wAS GPLaslliw AT LOOX PUMER. ODISASIEWULY OF Th€ YaLvE IMOICATED SCONING ON TnE
SEAT e SustiLt wniChn PREVERTRU THE VALVE FA0% MEATLNG TIGMILY. TwE LRIERRALS WERE CLEARED AnD
oo vaL VYR 3cAT RUTAIEV. DHUBSCUVETST LEAK TESTING way HUCCESTFUL .

AR AILEITY ~ Mg rudl e VOLWNEAT ROCR, LTLT7 ~ ST<€e T, A5 INCTUN, 0. C. 22543 (08 CERTS/PAGE -~ NiNImUN
CHante 32.0J)

*
PeALH JULTUR 3 (Bwhl o SuALTES o CONTAIRYEWT LSOUATLN o SAPPLING o CONTAINMLNT ATMOSPMEAE, INERT o LEAR o
TEST, SYMTRM UPERABILEIY o OTeST, LEAR 4ATE © FAlLUNE. LUUIPNENT o wOREITOR
13300
PeNETRATILE I30LATION CWECR VALWVE FAILS TO SEAT AT PEACW 8OTIOW 3
PelLAGKLPNLA ELECTALLC CORPARY, PA. .
C PMolSs LETIEM Tu NeC Ulv. UF R ACTOR LICENSING, WAV £0. 1975, OCREF W-273, IVPL--BuR, MPG—GC.C., AE--
FECHTEL
LaySE ~ MALEURCTION UF SATEARALS. OUAING TESTING wilh Jrk REMTOR T Luc: POSER,. Tt [NO0ARD
IDULATIUN vALYE Oh PENEIRATEIUR N-35C MIULD )T FULLY CLOSE. [T APPEARS Vnal THE vaLVE IATERRALS
Adk FRELENG Tu SEAT PHRUPERLY. NEd VALVE INTEANALS MAVE SES™ OROEALO. unk™ RECEIVED, TeE vaLwE
wiLL Bk ScPalntO.
AVASLASICLITY = ARC PUSLIC DUCUMERT ROUN, LTL7 » >IREcT. wAYNINGIIN, D. €. 20343 (08 CERVS/PAGE —— =IN]mMm
wHARGE 852.00)
PEACA SUITUN 3 iBuh) o ovALVELY o CONTALMERT I30LATION o PEMETRATIONS, PRINAAY CONTAISRMENT o JEST, SYSTEM
JPERASILETY o OLraAx RATE o FAILURE. LoLlPMENT
13121
nIGHn JEMPERATURE JSULATIGA SwITCn FAELS TG TRIP AT PEACH SOTTLA 3
PHILADRLPNEA ELRCTRIC COMPARY, ®A.
2 Phokd>e LeTTER TO MAC Dive UF REAMCTUR LICENSENG, WAY 22, 1975, OOCRET 50-270, FVPE--OWR, WFG-~G.E., Ak~
JECHTEL
CAUSE -~ UIRTY CURMCTOn CORTACES. A& MAIN STEAN LINE NIGH TEWERATURE 1SOLATION SwiTCw FAILED 1O
TAIP UsiN THE LCCAL TREp TEST PLSWOUTTTIN. Tnt REACTOR wAS AT SULL PONER. TWE CORRECTORN
CONTACTY Wh Trk ELECTRONIC CIRCULT SOARD «tRE JIRTY, TnE TRIP CARD wWsS NEAOVED, CONPACTS
CLEANED. AND Trt LARD REPLACEU. -

AVAILASILITY -~ Mm PURL IC QULCURENT ROUM, 1717 » STREET, wASHINGTION, D. C. 2356% 128 CENTS/PAGE - NInimm
ARGt 32.000

PEACH BOTTUM 3 (ean) o oiNnSTALME AT, SRITCH » SENMODRS, TEAPEmATURE o TEST, SYSTEM OPERASILITY ¢ FAILURE,
SAIATERANCE LARUA o SCABLEY AND (LRARCTIRS o ELECTRINIC FURCTION UNITS

103120
TON Oh COME SPRAY [aJECTiun VALYE FALLS AT PEACH 4J1T70m )
ML LADELPHEA ELECTAIC CURPANY, PA,
L PAGE, LETTER TUu NAC OOV, OF HEALTOR LICENSING, MAY 29, 1975, OOCRET 5C-278: TYPE--BUR, MFG--Cof ., AE--BECHIEL

CALSE - TORGWE SMETCr FAILS., DURING A CLUSING STROKE, 4 CORE SPRAY INJECTION VALVE =OTOR CROUNDED
AND TRIPPREY TS BREARER. Tné REACTOR wAS 1IN CULU SHUTDUWN, TME TORQUE SWITCH wriln DE-ERERCIZES
Ink POTUR OPEAATUR AT THE CLAPLETION UF IFfSs CLOSING STRURL FAILED TO OPExATE. TME OAmAGED MOTOR
wAS REPLALED AND Tk (ORWULE SolTC REMOVED AW INSPECTED. A HEAVY AUILOU® NF CREASE wdS REROVED
FaOm Tri€ SELLVILLE waSHER SECTICH AND TWE GREASE SYPASS LINE.

AVAJLABILITY -~ NmC PUBLIC UOLUMENT ACOP, LT7LT W STREET. wASHINGION. D. C. 20563 108 CENTS/PAGE -- MINI™UM
CHARGE  3L.30)

PEACH oOTTUN 3 (onh) o OVALVES o SCORE SPRAY » vALVE OPERATORS * FAILURE, CONPONENT ¢ INSTRUMENT, SWITCH o
FAJLURE, MAINTEMAMCE EARUR

19)691
TemPERATURE SENSUM FAJLS AT PEACH BUTTCK )
vl AVRLPRIA RLECTRIL CURPANY, PA.
2 PaukSe LETIER Tu WRC OIVISION GF REACTIR LICENSING. JUNE & 1975, OJCRET 50-278, TYPE~-BWR, MGG, E,, Af--
SECHTEL

CAUSE -~ PRIMARY SERSUR FAILS. OURING A TEST wilTre THE REACTOR a7 FULL POWER, 1T wWAS DISCOVERED
THAT THEAE wAS MU TERPERATURE INPUT T3 TrE REACTOR wATER CLEMUP STYLTER MiGH TEWERATURE
ISOLATEUR >wITCH.  TrE TEMPERATURE ELEVERT PRIMARY SE4SOR MAD FAILED. THME CLEARUP JYSTERM WAS
ISULATEY AND Tt SEASUR mAS REPLACED.

AvAIABILITY = MRC PuBL IC UDOCUNENT R(XIM, 717 1 STRErT, #ASHINGTON, Do C. 20%65 (00 CFNIS/PAGE -~ MiNIMUN
LHARGE  $2..08

PEACKH dUTTUR 3 vimk) o SSENSURS, TEMPERATURE o [4STAJUMENT, SwiTCr ¢ *COULANT PUATF ICATION SYSTEM » TEST,
SYSTEM LPERASILITY » FAILURE, INSFAURENT

IR SEtsises A


http://avau.aom.ity
http://rbtt.iL
http://PlHM.IL

1034352
Tie mACHIRE BaLL WAL ¥t PALLY TU LLUME AT PLACN 347V 3
PlLAUELPRIA ELECEREIC cumPany. Pa.
2 PAGES, LEDIREM JO MAC DIVISEON (F MM R LECERSENG. oo 12, 1975, CUYET 33-274, 1vPt--dat, #L--,.7., -~
(118 138

COust - Jixd IN LIP)Y SmiTur. OURING AUl INg SPERATION 1F T T3P wACHIRRS. DETECTUP 8 FRILED I3
STUP AT Tk SHIELY LIMET ARD CLUSE T GALL WALYE A5 1T SAS 3ilme «lVTruRamd INTY Tog Srlet )
CranBiR. Tk MALTUR wAd AT SOK AOwid, FM€ JTECTUN nas WANUALLY SHuPPED. JInT 2D exfkafy TrE
SHEELO CmIT dolflor MECIHANIIW CALSING 1T TO 36, Trt WOrANISY oas CLeanku. Tod 1IP way
CPERATED JULCEMTFULLY SEVERAL TImES.

AVAJLAGILETY - NAC PUBLEC UGLUNEAT &Z(Om. L7077 m STRFE . waSHINLTON. U, C. 23545 10 CENIS/PAGY ~- win oW
ChARGE B2}

PRALH POTIUR 3 (ewl) ¢ oWALVES ¢ SLRMIRUTERT. IN CORE o PAJLURE, ISTRUMENT o TRSTAUIE 4T, S TCM o INSTHUMENT.
POSITICN ¢ (RUD

133407
anll PUAP ROOM C(OGLEAS FALL Tu JPERATE AT PRALH 47109 ) v e
PRILADELPWIA ELECTRIC CUnPiY, PA.
2 PAGE>. LETURR Tu AZC UEVISEGA UF REACTUR LICERSING, JUNE B3, L97%. DICHET S0-270, TVPF--2d, W io--Lotos M-
VECHTEL

CAUSE - JESRCTIVE FUSE. DURING & TEST MiTrd Thf QREALTOR AT 49.78 PI4ER, 2 RMm PUSP R4 8 (M ERS
FALLEU 10 OPRATE In ESTneR TrE AUN Ou AUTO BI0ES wnely Int PUSYF was AUR. A FUSE aniCe EXniBiTel
niun RELISTANCE 1% Tee MRTLIAMY CORTARR CIRALUIT REDUCED VALTAGE aCaULS Tng JSIL OF A KELAY
SUFFICIERILY 1O PREVENRT 1 7S CCRTACES FROM CLOSENG, onkn THE & AND FUBE JAS RFPLALED. PRIPER
CPERATION OF S0fR ROUM CULULEAS wad VERIFIED.

AVAILASELITY — Ma( PUSLEL VOLUNERT ACOM, L7117 n SIRELT. waSKHINGIOR, O. C. 20985 1% CENIS/PAGE -- tiniwum
CRARGE $4.09)

PEACH BOTTUR 3 (ewR) ¢ SCLLLENG URVICE o SCORPARTMENT & SMUTOUNY CITL ENG SYSTER o JEST, SYITEN DPEAAIILITY »
FARLURE: INSTRUNENT * EnSTRUMENT. PROTECTIVE ¢+ CORTALL STSTER

103843
VIP =aLming ALL VALVE FAILS TU CLOSE AT PEACH BTTUN 3
PrELADELPNIA ELELTRIL CONPINY, PA,
2 PaugSe LRTTER Tu ARL DIV, OF REACTOR LICENSING. JUE 20. L1973, OXCET $2-218., TYPE--AM, WFG--5.t., AR~
SECHTEL

CAUSE = LINBT SWETCH FAlLURE, ODURING MOUl Int DPERATEON OF TrE (P mACHIRE)Y wili T4€ REACION AT
538 PONER, C.TELYOR C FAILED TU STOP al Tuk sl ELS COMMER. THE SHIELD LIMIT SwilCn, wnicn
COATRULS OETECTOR TRAVEL ANG BALL VALVE OPERATIIN, FAILLD T) SPERATE wetN TeE OETECTOm RESCHED
THE In SHIELD POSITION. Tek UE TECTOR wAS MANUALLY STUPPED. ThE SwlTCM wdl FOUND TO 3 (L EAN anD
FuEE OF RIMUING. T whd ACJUSTLD FOR OPTIMUR OPERAT N,

AVARLASILITY ~ MaC PUBLIC DOCUNENT ROOM, LZL7 » STREET, wASMINGIN%, D. €, 2094% 108 CENTI/PAGE -~ WiNImuUm
Chanbé 32.0u)

'lm;ﬂ:;ﬁﬂ 3 (W) » OINSTRUMENT, SHETCH o INSTRURERT, IN CORE o INSTRUNENT, BOSITION ¢ FATLURE, TYSTAUMENT
* oYM Y

104083
NIGH PREISUAE SERVICL WATER VALVE MOTGR TRIPS AT PEACH 6OTTOR )
PHILADELPHIA ELECTRIC CORPANY, PA.
2 PAGESe LETTeS JU Ml DIVISION UF REBMCTUR LICENSTWH. NS W, 197% DICCET 30-278, TYPE--Bm, Wi--s k.0 AF--
[ 114, 13Y

CAUSE -~ wATER 1IN THE MOTLA. DURING TESTING OF Trt niGe PRESOUME SEAVICE wATER SYSTEW wiln TeE
REACTOR AT SUK POnER,y THE PHR wt AT ERCHANGER OUTLET VaLvE ROTOR TREPPEC ON TAEANAL OVERLJAD.
RUISTURE WAl ACCUMULAIED TN THE MOTUR CAJSING 7 TO TalrP BLECTRICALLY. & PREVIOUSLY nEPAIRED
WMLVE STES C(€AK N THIS VALVE JS SUSPICTED FO mave CAUSED THE wATEA ACCIMILATION., TrE wOTOR was
DRIED OUT AMD AETUANED TO SEAVICE.

AVAILABILITY = NRC PUBLIC JUCURENT ROOM, LTE7 » STAEET, wASHINGTION, 0. C. 20545 (00 CENTS/PAGE -~ miNimuN
CHanGE B2.00)

PEACH BOTION 3 (Bnt & eRUTURS & SYALYE PERITORS ¢ AURILIARY COJLING » SWITIOWN COCL ING SYSTER o FalLumE ,
EOUIPMENT ¢ PATLUKE, MAINTENANCE ERROR ¢ WAIER o TEST, SYSTEM OPERAGELITY ¢ mMEAT ERCMANGERS

105009
QIESEL BREAREA VO ENERGENCY U3 FAILS TC CLOSE AT PEACH s0TTuw 3
PHILADELPNIA ELECTRIC CURPANY
L Packe LETTEN TO wiC OSVESTOS OF REACTON RICENSING, JULY 7, 973, UNCREF 33-27. FYPE--AuR, W -5 0., Ap--
stCHiEL

e
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liwdas s(ixiinmtoe
CALIE - BiAT LiMBAGk. SvhiING A% GLECTATIZML Suillely WERSTE)N [N PREPMAATION FS° JR—<NERGLINNG
GF an Jef) It PUast®: >iwsicl ol 3o Bt QEACT IR AT 3K Plaffd. JIESEL 3Bcanés L-1) FARED TQ CLUSE
FRLA Ikt LLATHMA allP. Tals eneMEd LuPPLIEY ENealy PRIR Ik DIeSEL €% AATCR T EERGe Y BUS -
13. & LINALE M i oafamrl (Lelol FLevAT I LmaANIS® CELL 3ailln &S FOUNG TO 3¢ 2Einl. Tng
eanta o> RilAth W a0 Tre ¢ lvimor dTaaloticestd ANG 1o Ceol SULTL SONSTED. 1T Twgn wa>
Tr afes >ALR S WLY,

WALASILITY ~ fnl Pul IL DA WRE~] xuum, L7717 2 3T2ee?,. adinineTin, Do C. 22543 198 CENTS/PAGE -- nialmm
adlt  $2.4d)

Pracne JUTILY 3 (oMh) ¢ Santaaii » PAlLLM, EulPWNT o FAILURE, YALVEBARNE CRRIA o o0 CENCY POWER, ELECTRIC

Lie225
Wi M EAN L n3RIATIUN BCITOR FAILS CoNaCALE AT PEACH gUTTO™ ) .
PALLAGRLPIIA el iImiC CoRPanT, Ph.
2 Phetre Lrffea Iy Nag OUWISIiOn 0F meaCTi® LICERIINGE. JAY 1le 1075, DXu{l! 3)-270, 1VP¢--But, WFC--G.b.0 AE—
2ECTEL

CaUsE - aEL A FAILJAE. & MALA STRA®™ Livk RaviaTiin SORiTJR 7 AICEQD ODUWRSCALE weill T PLART WAS
UPtraline 4l 3 PSmu.  Inls ReSATED FOnN TS 06 SIoeal OUE TO FalLumt % Tt TEST RNELAY
Pila P AFTRa TeStinG. T ReLAY WAS [WROIATELY REPLACED.

AvAlide i ilY - W( PUBLILC QULURENT ACON. LTLZ » STHELT, waSHINGIUN. O. C. 20543 1908 CENTI/PacE -- STBim
(4.7 1" JR S JVXY )

SRALIATTLA PURITLAS ¢ FALLURE, CLPPOARAT o SRELAYS ~ FAILURE, LVSTUMENT » MAIN COMLING SYSTEN o STEAW o
e TR SAFETY SYSTEM o PEACH BUTICE ) [SwA)

luelle
AallC PuRP K TIGH WALV FAjL> TG CPERATE AT rEaln 3015R )
PrILADELPNIA ELECTRIC CUnPERY, PA.

< Paskye LeTied TU RaC OIviSIUh UF acAITOR LICERIING. JAY (8, 19795 0OCRET 30-270, TYPE--QWR, W C-—GC.E., AE--
114,118 .

CAUSE - LEAU TO RELAY LUUSE. Oumbec & TEST, ALIC PURP S TION-FRON-CONDERSATE ~STORACE-TANR YALYE
FALLEY 10 LPERATE ELECTAICAMLY FA Tik COVIAOL #=OO0R, TwE YALVE wAS (A Tut JPER POSITION. Twk
PuSITive Wl LEAV U Tt CURTRUL AELAYS 443 NOT Iy CURTACT wiln Tt TEARIRAL STRIP mOLE DONR
SAREn. Tt LEA) wAS CCARECTED AAD Trm VALVE STAURED SEJEAAL TINES SATISFACTIANLY.

AVAILABILITY - ML PUREC VOCURENT AOUR. L7717 =+ STREET, wasWwIm*ON, O. C. 20553 (00 CERSS/PAGE -- NININUW -
ChARGE  32.300

PEaLn oCTTUM ) jdmm) o SulALVES & CORTALASERT 1SURATION o COOR ING © SLABLES AND CORMECTORS ¢ FajLuRe,
INSTALLATICON ehliun ¢ TEST, SYST<m upgnasiLITY

10732
>tT PUINT URIFT I OIFFEXENT EAL PRESSURE SwiTCm AT PEacH B0OTIO® 3
PHELAJECPIA ELECTRIC COnPanY .

4 Pubs Lin Tu AL DIVISIUN OF xEACTOR LICEMSING, JAT 26, 1923, DOCKRET S0-278, TYPL--BUR, RFC--C.E.; A&--
SkCnTed

causk - LOUSE SeT SCatm. LURING A TEST OF T9€ maln STEM LINE WHICH FLOW SWITCMES ILE TwE UNETY
®AS Af 503 PUstR, TrE 5¢T POINT F & SHETCOY BAS FOUND TO oF SLIGeILY AS0OVE Ti¢ LIMIT,
wePrASAslLETY WA> POUR. Trt RETAINING SCAtw THAT FASTENS Trk OISFERENTIAL ORIVE 4RW TO Tt
ACTJAT NG LAR wa3 LOUSE ALLOWIAG JIFFERENTIAL MUVEREAT TO Ex1ST SETuEth Tut INTERRAL PARTS, THE
RETAINING SCREW was FEGnTeNED ANC COATED wilm GLYPTCH. Trt SwlTCw wAS RECALIORATED.

AVALLABILIIY -~ anL PUBLIC OUCURENT AOOm, L717 v STIEET, wASHINGTON, D, C. 20545 139 CENTS/PAGE -- SINImUN
LHARGE  $2.2))

SEALH AOTTUM 3 (swn) o PIRSTALRENT, SHITCH ¢ INSTRUNERT CALISRATION ¢ SERSORS, PRESSIAE o TEST, STSTEW
OPEABIALITY » o3gT POINT o SURIFT ¢ FAILURE, MAIRTEANCE ERRUN ¢ AEACTOR SAFETY SYSTEM o FAILURE, ENSTRUNENS
* Faslewen

tusls?
Tunu «ATER LLEINUP PUAP valvt LEMALE EACEXSIVE AT PEaCm BOTI™ 3
PrlLAUELPREA EL .CTRIC CORPANY
2 PeSe LIR 1O AuC Olv. OF REALTOR LICEASING, JLY 2% 1975, JUCRET 30-278, TYPE--OUR, MFC-<G.F., AE--BECNTEL

CAUSE ~ Tt SniTCm 5:T LCw, OURING LEAR RATE TESTIVWG OF Tut TORUS w4TER CLEANY PUW SICTION
ISULATION vAL+$5, THE IvOUMAD VvALYE wdS F N0 T3 LEAR 19 EXCESS UF 2000 CC/RiN. Tt TORQuE
SuifCm OK THE ALTLR UPERATCA waS SOT SET wive EVOUGH. 175 SETTING waS INCAREASED A Tt vA VE
PACR 56 TiunTtNtO. Tnt LEAR RATE waS FPIIW T of ACCEPTAOLE,

avalLAsiLITY - ML Pum IL LOCURENT ACOM, 1717 % ST2ECT. aASHINGTIN, I, C. 20%83 109 CenTS/PAGE -~ MINIMUN
LrAdGE  $2.0M

vEMA STTUM 3 lonn) o SLEAK RBTc » ovALVES * COeTATWNENT $5utaTiul ¢ TuaUS ¢ WATER o TEST, SYLTEY OPERABILITY

-
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Loeld? (T vt e
* 383F, wxda AANE » FAlAURE, MAIATERAMALE (4N o IR TAUOENT. S0ifCN

toelre
TIP maCwint BAAL VAL VE $L0LY TG CLUSE BT PHaLH LTV 3
PRELAGRLPWIA ELELTAIC CORPAAY, Pa.
2 Py, LETIEE JU RAC QIVISIUn UF RrACTIE LICENIINGs SAY 25, 1913, OWral Y0-278, TiPF--md, Wio--b.C.0 Ak-~
[ 114119

CAUSE - FaATY nlcle LERIT anli(m, DuSime QIJTINE IPEPATIUN O0 Uk TIP MALHINRES olfn Iné REXTUA
AT 308 Punth. DETRCICE € FATRLRD F, 3000 Af Twe >wICLC LINIT SAD WISE Int GALC waALWE A3 1T a1t
iV wilnguans 13 P IR0 C(ramta. Tt SolELo LIWIT 2u1Tim FARLED TD UPEaaTE. IrnE SETELTOA
BAY RARIALLY 30aPriu.  Tet maLning wAS JE-ENEACLIL0 ALusii, TE 3400 waLwe T3 L OSE. Tef LEwLT
SmiTin wad INPECTou anD FCURD SC BF Clidw. 1T a3 meAusUsTED AWD SWCESSFRMLY Te3TEw SEveral
Timgs.

AVSILARSLITY - MC PUBLIL A MEAT B um, 1717 » 3TREcT. sASKHIALTON. 3. (. 23%4% 12Xy CkNTW/PALR -- YINIMUM
(4 _1* S - ]

Prals ouiITCR 3 ISuR) » SUAYES © SIRMIAUREN, I8 CUME o FALLURE, INSTAURERT ¢ INSTAUENT. Sl TCy o INSTAuMERNT,
roSI TGN

1oAY

PRINAAY CUATAINIRAT PEA TRATICN LEAR) AT PRACH ®ITIOW 3

PRLABELPWIA ELELIBIL (OmPmY, PA.

2 PASkye LEITER Ju BAC GIwiDION GF ®EAEIE LECENIENGy MG, Lo 1973, OOCRET 33-276, IVYPE--0w, "5 —(.C., AE--
[ {16 1118

LAUSE - IRAER sfLlund PAILURE. LLAING & LoCAL LEAa xaTtt TE ST Tt §0E REACTOR AT 50T PilpER, A
LeAR wAS PULUR IN Tt JARLR PRLICES OF A DOJME SELE CuS CUNT el PrRETRATIYN. TEST SPace
PagSIURE il Ok “ORITURED ALY, Trek SELLI®S wilL OF INSPECTEC Juninl T#E MERT UUTAWE OF
WS ILIeN LENGTM. nEPALN Um AEFLOCERENT will OUGPENO Gy Trg *ESATS.

AVAILABILEITY - Wal PUBLIC WL UNENT RUDw, 717 » STRELT, SAMMINGTUN, O. (. 27545 (20 CENTS/PALE -~ Winlmm
Cmante $2.30)

PEaln oGTTON 3 (oum) & ®oSpan o T4ST, JUSTEN DPERASILIVY o TSP, LEAR RATE o oLedx o CONTAIMRENT [NTELRITY o
FANLAME. CEPPINENS o SPRARInATIUAS, PRIVARY CHnTAtAnENT

10097
YDA 1C SAUBeEn FATLS AT PEACK BUTTOR 3
PAILADELPHE A ELECTRIC CURPARY, PA.
2 PAGRSy LRTTER Tu NaC OIVISION OF REACTIR LECERYIING, AU. . 2973, COCaET 3)-cI2, TFPE~-fal, WFC—-G.b., AE~-
(3L (18

CAUSE - LOOSE FITTIW. A nCulINE IRSPECTIUN 26 ATORAULIC SRUMAEAY MUTSIOE THE DAYstLL FOUMD D%E

1o S INOPFEAASLL. |7 AFPRaARS Twal QU PLACEREAT UF SCAFFOROING OR CONTACT OURING SUBSEWENT
CUONSTRUC TIOR ALTIVIEY, AN BLBCw CORELTING Ik >WUSBER TU Trk RESFRVOIR wAS DAWAGED. AL SN, THE
SESERVOIN RETAIRIAG sULTS APPEAN TU WAVE LUOSENED BRCAUSE UF VIBAATION. Tnt SAUBOER WAL REFAINED.

AVAILASILITY - MaC PUBLIL VULUTERT AL, 1717 » STRECT., naSHINGION, 0. C. 29%43 108 CERTS/®alLt -~ NIRI™UN
CHaGE $4.00)

PEACH SOTTOR 3 (auk) o 5m0LR ABSLAGER o SUPPURT STRJCTURE * PIFES AYD PIPE FITIIRGS o SURVELILLANCE PRUGRAM o
SFAILURE, INSTALLAVION EAMMUR o Damace

10093
PRIMRY CONTAIAMAT SCLATION VALVE FADLS TC CLOSE AT PEaCw 3OTICW )
PRILADELPWIS ELECTARIC COmMPAVY
2 PGSy LTR Tu ARC Dive P REACTON LICENSING, AJC. 9, 1975, QUCKRT 50-278, TWi--Iam, M --C.5,, AL--DECMIEL

CAUSE - STARAUID VALVE PALFURL FIUN., DVAIN, TETING FUR RUARALLY CPEN YALVES UF THt Priwmary
CORTAIRNERT LSCLAS I SYSTEM wilr Tng AEACTIX AT 33K Pudin, TIE INSTAUMENT A2 <4£ADER TN ORVNELL
YA YE FAILEY TO CLUSE, APPAMERTLY, JOWE FOREIL™ MATVEA »REVESTEDY Tt > €010 vaAIvE wMiln
ACTUATES Tt VALVE Fum YERTING, TS Tt vaL vE UID NOT CLCSE. AlR wAS MANUALLY VERTFD anD Tre
VALVE CALUSED., Frm vALWVE wAS UPESATED SATISFACTURILY & TUWES.

AVAIRLASILETY ~ MRC PUM IC DOCUMEAT ROOM, L7177 < STREE T, wASHImLTUN, 2. C. 20%45  LO9 CENTS/Pacs -- wINIwUm
CRARGR $7.00)

PEACKH 80OTTON 3 dawA) o GvaLve S ¢ SLONTAIVRYT ISOLATION » INSTRUSENTS . MISC, » FAILURL, CUUIPRERT ¢ SO ENDID »
CAVY o PREURATIC >YSTER ¢ TEST, SYSTEm IPERABILETY

105279
nIGH PRESSURE SERVICE WATER vaALYE POLND TO 3¢ INOPERABLE AT Praln uitum 3
PHELACRLPMEA ELILTRIC CORPANY
2 Pes, LIR TO NoC DIV, OF REACTOR LICIASING, AUG. 10, 1979, ODOCKFT 3J0-27s¢ TYPE--BWR, MPL-=Cot.r M--3ECNTEL

-
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adly anting e
VAU -~ CRMARU Stal minG. ULBIAG TELS 16 OF Tag niGH PREDSURE SEAVEILE WARER SVWATE™ wiln TeE
neaCTum C ERATIV, AT 92C PUwEN. I:0€ OUTLET varve FALLED TJ CRTAORL LOOP FLOw OR PRESSUME., Tt
VALVE SeAT nlne mad Fual Tu #b CRAORLED. BT 4a% IEMUVED A0 TE valw LUCKED I% InE wiO€ OPER
PUSITIUA. & WAKLUZL VALYE BILL BE USES TU CINTAUL FLOs INTIL & NEw SEAT RING CAN BE DRUASED Am)
taataLce.

AvRILASILETY - W7 PuBLIL VIX UNENT RCUP. L7317 » 3IREET, wd3RINGTIN, V. C. 20543 126 CENIL/PAGE ~— YINIMR
CraduE  Mauud

PraCn SUTILR 3 tonR) o ovalves » oapalLiany CXRINS o TEdT, SYSTE™ YPERASILITY o SAUTUDWR CULING SYSTEN o
rAlLME. cuui®egnT

13527s
frevedlén (mLs vaive LEARY AT PEACH 8CTION )
PHILAJELPIIA ELRLIRNIC LURPaNY
2 Poye LER TG AR wiv. ¢ REACTLR LICEASING, &9C. 13, §975, DOCRET 30-279, TYPE--BMR, “Wi-=C.b,, M-——SENTEL

CAUSE — LEARS IN DAL PLAE. VUNIRG & USLT STARTUP, wATER wAS FUUND TU OF LEaRIRe FRAOH THE BOWMET

JuINt s IntE WisLARy FLEtURATER CrCt VALVE., LeARAGE wad> CAUSED 3Y 2 PEN NOULE LEARS IN TwE SEM
PLATE 172 tRC APANT ot TntEn Trt COWDLUTE anu ThE STAL WELD ARD &4 3 (INCK LOW: THRJUGH-uaLL CAMCK
AV TrE SA>E LF Trk CCRVIRUTE. frm SEAL PLATE #8$5 REPLACED aaD Tné UMIT RETURNED TO SERVICE.

AvAlLasiLily - Wl PusliC DULUMENRT RCUR, L71T ¥ STREET, waSMINGIaN, D, (. 23343 (108 CENTS/PACE -~ Alnlmm
CHiabt  32.30)

PLALM UTIGN 3 (ohR) o OvALYE, (el » FZEUNATER & OLEARL o (MACR ¢+ RRACTOR SATOOWA o FALLURE, EQUIPYENT

133
b Puinl Uniel 6 UIFPERRATLAL PRESHURL S=iTCH AT PEACK BOTTUY 3
PrIlavtLPnia ELbLTSIC CLUNPARY
2 PuSe LER TJ %t DIV, UF AEALICK AEWLATIDNS: AUG. 22, 1975 JOCRET 30-270, VTYPE--BMR, AFC-—G.E., AME--BECHTEL

CAUME - CORSTANT CYLLlc ACTIOR, CURING FESTING UM KR LOOP SELECTION JEV Pusr REISER QELTA P
SmiTOt> ol Trk URIT AT 4K PUBER, ORE Swiflm «dS FOUND TU TRIP AT 1.7 PSID wwiCM FRCLEDS TwE
o5 1. 1e5 PSID LIPIT RARGE. Tre COMMTANT CYCLIC ACTEDN UUE TO WRMAL PRESSURE DIFFLRENCE S
selutiy JET PU™ LOCP) PLUS INE LUW RANGE SAME Trk SwlTCw PRONE SO S €7 POINT ORIFT, Tvg SwilCy
nAy InmkCiaTELY CalIBRATEL.

®
AVAILASILETY - ™ PUMIC DUCUMNAT AUUR, L7L7 o STAEET, wASHINGTON, D, C. 20545 108 CENTS/PAGE -- MINImUR
(haAwt  32.9u)
L3
PrALM B0ITON 3 (swh) o CEASTRLAAT, SHITON o SNSTAUNENT CAL IDRATION » SENSORS, PRESSURE o TEST, SYSTEN
JPERASTLATY o FAlLUNE, ENSIRUNENT o oSkT PUTRT o S0nitT * ERERGENCTY COOLING SYSTEN
10550 .
T1P WACHINE oAll ValvE FalLS TU CROSE AT PEACH BOTTUY 3
Milavtirnia ELELTAIC LONPANY
2 Puse LT TL MRC OIve OF REACTUR LICENSING: AUG. 29, 1973, DOCKET 50-278., TYPE--BWR, “P,--C.t., AE--BECHTFL -
LaUSE = LINIT SulTCm RALPUACT ION, OURING =IUuTint IPERATION GF Tt TIP MACHTNES wiilt TwE UMIT was
UPRRATING AT 358 PUmtn, DETRCTOR A FALLED TO STOP AT Tesk SHEELD LINIT am) CLOSE TYE SALL VALVE AS
T waS SEING SIInORARN 10 TrE SHEELD CHANGER, Tk SPIELD LINET SWITCH FAILED TO UPERATE weEm Tee
St TOn ARACHED Tk IR-SHidel PCSEITION. Tr€ DeTECTOR wAS MANUALLY STOPPED, T was re-InSERTED
PanT wA¥. Trt LINET SwilCr OPERATED ThiS TIME AND SEVERAL ADDITIONAL TIMES. A GREY POWDER & IRE
SuBsTAnCEs BELIEVED TU 6f Tt OURIVE CARE LUBRICAYT, WAS FOUND N THE SWITCN ACTUATING PARTS.
Treg SwiTim mads CLE ANED.
AWAILABILETY ~ MRC PUR IC LOLUSENT RuUM, I717 » STIRET, waSMInGTum, D. C. 20543 108 CENTS/PAGE -~ NINIRUW
CrARGE  32.0v)
PLACH suTTUA 3 (owk) o SINSTRUMENT, N LURE o FATLURE, INSTRUMENT o INSTRUMENT, SWITCH o INSTAUNENT, POSITION
* CRW ¢ LLIRICATION » ®VALVES
10>%32
T PUINT URIFT IN RADIATICK MUNITUR AT PEACH NOTTOR 3
VRILAQLLPHEA ELECTAIC CIMPANY
2 Fede LIR 10 SRC DIve UF REACTCR L ICENSING, AUG. 29, 1975 JOCRET 50-27%, TYPEL--BwR, MFo-~C.E., M--SECMTEL
CAUSE ~ FNSTRUMENT UnIFT, welit TESTING THE REACTO® BUILOING EXNAUST RADEATION MORITORS wiTe THe
UNET OPERATING AT 553 PUNER, TnE AS FDUND MIGH RADIATION FRIP SET POINT FUOR A MORITOR wAS FOUND
TO of 24 MA/MR,  THE FELH SPEC LIMIT 15 le /MR, THE CAUSE waS INSTRUMENT ORIFT. THE SET POINT
wAS AUJUSTED.
AVARLAILIIY ~ MAL PUR IC DULUMENT HUQM, L7107 M STAELT, WASHINGTON, O0.C. 20545 100 CENTS/PAGE -~ MINIRUM
CHARLE $2.C0)
PEACH BOTTOR 3 (Bukd o PwADIATIUN MONITCRS » VENTILATIUN SYSTEY » OISCHARGE » BUILNING ¢ OSET POINT + CDRIFT »
FEST, SYSTE™ OPERABILITY o CONTAINPENT ISOLATION » SNSTRUMENT, SWITCM d
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CORE SPRAY FULL slus TESE wagwt FAILY TC CAF A PiALns dOTEILR 3
PulilaDELPMEA tLECTRLIC CD., Pa.
T P53 M) S0-2T0s 51 Tu ML WFICE U6 wlte sl BACEM RESURATIIN. B, £9%. 1909 L kT 3)-sT8, TYPL--2A,
nE—G.t.e Ab-~RtLMllL

CAUSE ~ JEPLLTINE BuBuuk IBSTLM AAD SA_AES wimt. VU NG TRITTNG ¥ I (WL SPRAV SVMTE
AEALTAR AT 3528 POwkm. & Full FLUm TeST sadlvwt FRILED T CLODE FRrpn Tut ~EDE OPEr P31
UPtUaliOn F sOle CURE LPraT Punds Al AAlED FLOM. LwUREY, SIAGLE SAD ftaQ PUP 9 0ATION, Tet
VALWE CLOSEC SATIMALTORILY. & GEFECTIVE TUALut 3w TCH aND & 3w s JI0E I3 ITnf SOT30 dMase
ACHPULTED L UVERELGAUERG Int RLILA,. ToF AUty #Isf meS SEPAINE AnD Trk TURGUE SalTue REFLACED.

AVAILABILITY - Wl PUBLIC UCLUmENT RCUN. 71T w STnErT. elInimT )N, J. L. 22349 138 CiNIWPA S —- WINIwWS
Lmanst .00

PEADS OITOR 3 I2ok) & SvaALUE) » (LBL >Puar o TEM, (72ie™ GPEARSIITY o FARGFE, I TRGVERT o [wilage VT,
SGNITCM * CAsLES AND COMMLLIORY = SYALVYE OFtadluas

Loe3L @
MEALTUR naléR CrmRSTRY EXEROS LINITS & PEALN UTT W 3
rulLa0eLMmia ELELTRILC Cu.s Pa.
2 PGS AU -T70/75-%8 B WAL VRAECTGR &F QIVISION OF RRLITOR LIZEWING. SEPT. L2 L9793, JOCUET 50-270. TWOf--
ontt, Me—GC. k., AL-—BlnTRL

CAUSE - RESIN IRTAGOMEY IR0 AaLTwa wESIEL. OURING AETURN )¢ frc nEalTR  safEn (LEAW 3VOIME™
7O ServECEs Fomk RiALTim MATER CLAMXTIVIST A% Pm wvaluyly CRCEEIRD TECW SPEC LIMITS. LATEe,
OURENG ARIN TRAP (LtANIAG LA Tig SBSE  STilén, CORDUCTIVITY LEwETS wEnf ECEE0ED. IY APPEAXS
Inal I8 ouln INSTANCES OEMIMMRALIIES “¢SIN was INFAUOUCEY INTC St REMTYR WESSEL VIA Twt
REACTUR wAIER CCtAMIP >YSTRR RETIAN CIvE, Tt At SIA ndS JELMADED sV Tk niLt AEALTOR waten
TENPERATURE CAVSING Tt wATED (neWILTAY (it . & SET M S/UTOOWS w83 BEuuy Suf (wisSTay
VALUES #lBt nEIUANED TU LINIES SEFORE SWTONWS {OUlD 3&  ACCOmMP_ EimEu.

AVAILASILETY - APL PUSLIC GULWRRAT Reum, 1717 » L4860, mauminGE N, D. C. Z05%8% (08 KENIS/PALE - VINIWN
CninGet 8 .2018

PEACS sUTTUR 3 (onk) ¢ SCUMART CUALETY o CRILANE P i iCATEON SYHTR™ o RESTs o TEPIRATURE o EFF QLT » maln
COm ine SVSIEn

ane
ACIC INBUARD I30LATELA vALVE #AILS TC CPen AT Ptawn sulfiom 3
PRILADELPWES ELECIRIC CO.. P,
2 PCSe AD 350-278/7>-57 Tu MAC OFFICE OF ICLEAR atd(TUR meGULAT I, SEPT. 12, 1973, JUCHEF SO-278, TYor--pmm,
NP —vek.o AE--BLLNIEL

CAUSE - UMRMLBNR. OQURIAG & SLRVEILLARCE TEST wilm Srf URIT AT 533 Pumed, THE Wt ACSUP CNPF
FSOLATION COOLING INpIaRD ISOLATION VALVE wAS CLUSEV ENTESTIOSMLY 37 &% IsCUATIUY 3L2A% auf
COUA D MUT E MRIPEALY FULLORENG AESET OF THE CSULATION, i€ VAL W 1§ IRSCCESIDF JARING
WPRERAIION, FOULLOWIRG & SCRARM NCT ASSHCTATED wifr This ICCURAERCE, Trt vALVe wad JEUPFNED. WO
ABROURAL ITIES Ak DISCoVRNLD.

ASAILASILILY - ¢ PUBLIL DOLUPENT RAGURm, L7LT m sTacel. wasMikulIN, U, C. 20543 108 CENTA/PAGE -- WINEmym
Cranse  32.00)

O!u-’:gl:a- 3 Gunad o ovaivwiS ¢ SCUNTAINNEST ISDLATION ¢ OCHR I o TEST, SVIFE™ UPLRAMILETY ¢ FAJLUAT
vl L}

100320
TIRUS INSTRLAENT A TROLEA vaLvt #8103 JC CLO5E AT PEACH aOTTum £
PHILABELPHEA ELECINIC (0., .
2 P63e M 30-278475~20 TG MiC UFFICE OF RUCLEAR RERLFIA SEGULAT I, SEPY, 17 1973, DIKRET 33-2798, TYPE--BuwA,
WF—webas AE--BLCNTEL

CAUSE ~ DEFECTIVE SCLENDID VALYVE Sedlf. Judlistc & SAMVEILLAYE JE5T wiT+ Ink URIT N )T STAMUSY. &
TORUS INSTRURERT NITAQGEN FSOLATION VALVE FAILFD TC CLOSE. Toff SIRENOIC VALVE wni(» A(TUARES
TwiS vaLvE PAILED TU PERATE CURRECTLY wtlAJSE :IF A OEFECTIVE vaLwe SEAT. Twt FAJLTY S IO
VALVE wAS REPLACED ARy Thi LSCLATION vAYE wad SInORED SATISEACTORTLY.

AVAILABLILETY - AnL PUR IC UOLLYENT ROWR, L7117 » STREE T, waSRINGTON, D, (. 22503 1.8 CPNTS/PAGE -~ WENIwN
CHARGE  $2.000

PEACH BOTHOR 3 T0WA) o ovarve5 © CORTAIARERT [SOLATEUN ¢ CIOINTAINTENT ¢ [NSTALMENTS, WISC. o oPntumalIC SysTem
* REFROGEN » TE3F, SYSTEM UPERABILITY ¢ FAIL'ME, EQUIPMEAT » SULENOID

108321
VAYNELL FLOGAN ORAIN [SOLATIUN vaLve FalLs TO CLO5t A PeaCn BOTIUN )
PHILADELPWIA ELECTRIC (0., Pa.
< PGSe AD S0-278/775~35 1O MAC OFFICE UF wUCLEAR REQZTOR wECcULATION, >FPT, 12, L37%: AKRET 5,-273, Trop--gwm,
MEC~~Gobas AE-~BR(MTEL
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[ 3531 s bl
VASME - Efe TIvE SEal 1B SCARMGIO WALWE. JURING TEITING oifia Twt UNll (% MOV STAWOSY, Img
MPEiL FLULE OrALN INSGARY S3LATI.S YA WE FANLEC TO ZLUM euin SIVEN an [IBLAT] ichar. &
Sartiiive Al oF & JuLenld vayve PHevERIED PR OrgRAlion. T S EWA0 VALY WAS AEPUALED
Ane frg DAAIICY vmvet na) TESIED SATISFaCiusiLr.

AvAlLaglLITY - Wl PUREIC K VAT atOr, L7187 = sTatEl. waswinGiln, 9. €. 23343 (98 (ENT/Page -- sinimm -
Cmdeéd M0J) .

RALn pulfL® 3 (saf) ¢ Sy ALYLS * COATALMENT (MGAATIR o o(RIALTYRIS » TEOE, SVLTEY OPEARQILITY » FalLume,
tvuirnt Nt » SRt IV

132>
INsBBum Al M iatueh COMPREI. M var s FalS TO CRUSE 4T PEaCH BOWIOw 3 -
PelraceLPwis (MECRIC (3. PA. -
2 Pede e 35270 H-5% Tu Wl FFICE 26 WLEMR (ACEON AEGALAT N, SEPT. 12, 190%. KRET 30-278, IVE--pA,

oot se AE--SELNTRL

Caust -~ uMmab. Uuaine ItSTiNe nilfwm Tt uniT In =Of L18WEY, a% [VSRAURERT Al TRICEN COMPRESION
A TION wALvE FalLEY IS CLCHE OB SIuSil. RO sPPARENt PRAMNET il FOURD 1N TRl Mivaline
SACROID. AFFER 3D JuCLESVW WL TELTS, Tk v vE ¢alLEd Avdin, Tt ACTUABING SOREROID YALVE wAS
DR aEPLACEV.-

Adalidgle ITY - MA( PUML IC QUCUREAT ALDR, I707 » $T8ec !, sasnim.fun, 0. C. 20543 138 CENIS/PAGE -~ SENImEN
ARGt $2.0DD

PEACRn SLTIUN 3 (onR) © SpilWd » SPRELRALIC YTSTER o RITROGES o TEST, STYSTE™ OPERABILITY » K EROID » FalLumE,
CAIPRERT » IRSIUMRAT), RESC.

en7
IB3TAUAERl NITAGLLR COMRESIUR VALYE FANS VI CLOSE 2T Peacn BITTOR )
PiLABe L el A ELECTREL CO. 0 Pa.
2 PSSe AD 2T/ T3-59 I3 ML OFFICF OF WCLEMR REAZTOT SESWATION, SEPT. 13, 1973, OUCRET SI-Z78, TYPE-—-SwR,
We—w.t.o ME--SCNIEL

CAUSE -~ DEFELTIVE SOLEWIEY WALWE. JURINC TESTENG alfn Tk REACTOR AT 303 POsER, Trué [NSTBUNENT

RITAREN CORPRESSLR SUCTIun vawE FASLED TO CLOSE. Twik CORE I THE ACTualint SORENOID v wE

FANLED YU unOP TO TRE OE-c AMERCIIED PNIETEIR. SUESEWEM CYILIRG I Int MYt CAUSED 1T T0 L
UPERATE CRRECILY. Twt ACTVATING SOLENDIO wAS AEPLALED.

AvalragiLl Ty - Wk PUBLIC VOCUMENT RCOm, [717 » STa€éT, nasminetMm, 3, C. 20543 (08 CENVI/PAGE ~- WINImgn -
CriRet M.

Prala oGITCY 3 (duk]l » SuALVYLS * *AREUP M IC HTSTER « RITAOGEY * INSIAUNENES, NISC, * FALLURE, EQUIPRERT o
>OLtn0tv » TeST. SYSTER OPEaasiLITY

Lusees
1GRUS WASER Lok Al SYSTE M vaLWE FAILS TC CLISE AT Pracm 9TICW 3
PRILAVEL PRI A ELFLTPIE (Do PA. -
& Posre Ad S0-270-1>-00 10 MC FFICE OF "IICLEAR REALTIn REGALATIDY, SEPT. 29 19735, DOCRET %0~ 70, TYPE—BwR,
e—vofor AE--stCmitL

CAUISE ~ INTERmITTEnT nim LANTACT 4ESESTARCE. UURING RQUTINE OPERATION wilie T WNIT WTDOWN,. A
TurUS #ATER CLEARS “uP SLLTION VALVE FATLED FO CLOSE COMPLETELY. TmE CACE TIRQUE SBITCw
CunTacly INTRV/AITTENTLY rAD Mioh RESISTANCE. Trk TORQUE SuifCw wAS REPLACE) AND e vave
STRURED Mall >RV,

WANABILEITY = MAC PR IC DOCRENT AUOm, LTLT 4 sTuEc T, wASHINGTUN, D. C. 20543 106 CERTS/PAGE ~-- mIRIRUS
ChanGe 32.398

PEACH u. . TTUW 3 (snn) ¢ OYALWS * OTGRUY ¢ waTER o FALLIRE, INSTRUNENT o INSTRURERT, SwITim o VALVE OPERATORS

1deas o
LEVEL 3.l ChA FOIUM) IADPLRAGLE 4T PEACKH EVT TR )
PriLACELPNIS L ELINIL (Coo PA,
2 Ped, MG 7502 16 MRC Ui FICe uf AWCLEAS REACT M RESJLATION, T, L, LOTS, UOKKET %0-278, SYPE--Bu, WFG--
wotes Ar~-CnTEL

CAUSE - daLrEl OI>PLALER SUSPENSION COOLE, OQUIIVe & TESE WniLE Tt UMT @AS [N CILOD SWUTDOWN,
ok LevEL Sul TON FALLEY TO CPERATE Trt sim €S0 PR STAY FiRa VENT varvE., TwE SAAIOED STEEL
CaplE 25¢w TO MAV, Int wISALACEFS (N FME Swiflr maAD wOmm TIROUGH. F4€ CANLE waAS REFPLACED ARD
Ing >l Tln ALECMD FOn PACPER  PICHyP.

MWAILASILEIY - MC PUBLIC WAUNENT RGON, 1737 # STrée T, wASHINGTUN, 0. C. 20543 {38 CEINIS/PAGE -~ mINIMUS
CHARGE  $2.200

PRACH QUTTON 3 (amR) o 050 %3Sy LEVEL ¢ SINSTAUPERT, >4ITCH ¢ FAILURE, INSTRUNENT ¢+ FAILURE, COMPINENT o
TesT, SYSTER UPRAGILITY ¢ »Toeh CLOLTNG SYSSE e
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ldmadl
agl LkF wALYE otilLed Put,%use SelTLnid § XAD IN)PeRAslc AT Pea(et 31T 3
PrlLAGELPre B ELELIREC (UL Pa.
2 PLde M 7703 BL Ml Lot LK f MUCLEAR REALT M RECLATEDS, 2300. [. 1905, DiCaiY 56-270, TYIPE--Aum, W ,--
Letos Ar--OtCniEL

CALSE ~ LLELERICAL Cinetilud #lLGAE. Dlew TENTING avilf Tt UALT @S In LD SeuliKeve 2
RELICE WaLWEY SELLLDY PRESIURE SelTCnis At » W T0 4t IwuidetmaNF. Trek JAUSE way FAlLUSNE )5
RARLTR LM, LionbdlTuas,. Trt LURAELTCRS wflt SrPARARD ANy BcbulNtd T SEOVICE.

AVAJLABILITY = BAC PusLIVC JUCWEAT alure LTLT » STARET. =83RI%oTuN. v. C. 23945 1230 (ENINIPALE -~ FIN[WYw
Lrdiuwk W0v)d

PEACA BUTELR 3 (emad ¢ SIASTAWNENT, SulTCr o [NSIR%eRT LAL IOARTICY ¢ 3275095, PaEISUAE « TeST., STSlEm
SPERASILATY o FAJLumE. INVTAUNERT o oCoatls AWD COWECTIRY » waALYES o SEAL ¢ PRESSURE REL 15

100993
SET PUIAT DaiFT IR nlue 3Ll Suilln A1 FEAMm &TIUY 3
PuiLADR AP ELELIRSC CU.v PRILAGELPRIA, P4,
I PCle AU P304 Tu RAC OFFICE oF MOCLEAR RESCT M REGILATICS, CE. ¥ 137%:. JUCRET 39279, SvPE--%me, WC--
webeo Ar—-BECMIEL

CAUSE - IMTnURERT QRIFT. OuRING & AJUTINE SUdVEILLAXCE TEST wiln Tnt wEACTIR 4T 53L POwtsR, &
RALR 3Tc AR LENE lGn FLOW Suilin TRLPPED AT S walvE SLILHTLY wiwndR Thnan Thk LIWIT. Ink
UEFFERRATIAL MREISAE DBITLw waS AFSET. 1T FUNCTIDNED CORRECTLY,

AVALLASILIIY -~ MAC PUBLIC DR UMAT &COFe L7L7 « STRECT, w83NINGICY, D. €. 05435 €38 CENT/PALE —- wINEMm
(natie NM.M0)

PEACH BUITUP 3 lanil o SRASIRUMAT, SwIB(® o INSTRUEAT (AL [eRATICY ¢ MNWIAS, FLOW * TEST, SYSTEm OPERAQILITY
* FALLURE. INSTRUSENT o o3 Y PGIAT o OLRIFT o REACTOM SAFETY SYSTEWN

101217
VRYRELL RAVEATICA RURITUR IRLPEAARLE AT PEaCh BUTTOR 3
PiLautLPnia A kLTRLL CC.y PHILADELPHIAL, Pa,
2 Pede M 350-270-T5-05% TC MAC JFFILE UF WCLEAR REACTOR RELAATI N, 2CT. LI, 1975, DUCKET 30-2Te, TYPE--owm,
Afu—vetes AE--BELNILL

Caust - Pluckty LORTAUL vaLYE. wmMilt JPERATING AT 3532 PImER, & Liw SAmPLING SYSTE™ En1AausST Pyep
SUCTION PALSSURE ALAARN wAS nECEEVED. FLOw YO Trt DATSELL RADIATI WORITCAING SYSTEN ndl REOUCED
Out O BLOCRAGE AT 2 PReSSURE (URTRUL VAMLVE. FE walYE 4SS PARTLY CLOGGED wiT» RIST PARTICLES
tnum Tk CARBON STEL SANPLE INLET PIPI'C. TnE PuESSURE CONTROL VALVE mas CLEANES AND SETURNFD
710 SERVICE. THE Lanpul STERL PIPIAS ulll SE wErPLaCeD wiTrn STAIMESS STEEL.

AVAELARELITY ~ NAC PUBLIC OOCUMEAT RLUR, L1717 » STREET. nASHINGECS, D. C. 20945 (08 CENTS/PAGE ~-- WiNimua
LHAdGE  32.00)

PEACH SOTTON 3 sk} o SRAGLATION "ORISORS o FLOw BLOCUAGE » CINTAINUENT » vALYES & (NTROL » CAWD

10721
RCIC STRARM SUPPLY VALVE FRILS TO CRLOSE &F PEACKH JUTTON 3
PHILADELPHI A ELECTRIC CO.o PrlLAUELPRI A, PA,
4 PGS, AD 30-270-7%-04 Tu MRC OFFICE OF SUCLEAR REACTOM aECURATIONS, OCT. 16, 1975, DOLRET 59-278, TYPE--2um,
RFG--Getsr M --8EInTEL

LAUSE ~ RO JOENTIFIED. OURIAL 4 TEST wilee THE SESCTOR AT 578 POwkR, THE RCIC INBOARD STEAM
SUPPLY JSOLATION vALYE $ATARD TL CLUSE FRIW TrE CoRTRL SelTCo. 17 wdS CLOSED AY mamsally
M IUATING Trk CLOSE CORIACTON AY Tk WOTOR CORVRR CEVIER, THE vALVE wAS TwFY SUCCESSFLLLY
STRARED FAuUm Trt (UNFROL SwilCM, FAILUAE COULD NOT OF REPEATED.

AVASLASILITY = WnC PUBLIC DOCUWRENT ACON, LTL7 # STREET, wASHINGIIN, D. C. 20%5 108 CEnTS/PAGE -- Viniwym
CHARGE 32 .99)

PEACH SOITUR 3 (aWP: o CORTAIAMEAT 1SOLM JON » RCIC o TEST, >YSTLY JPERASILITY o DREAREA » vALVES

197698
O=-RING LASRET LEARS ul DRYWELL PURGE VALVE AT PEACH 3JTTum )
PHELADELPMWIA RLECTRIC ¢O., PHILAQLLPMIA, PA.
2 PCS, AD 90~278-T>-0% Tu MAC UFF ICE UF MUCLEAR REAZTUR REGULATIONS: OCT. 31, 1975, OOCKET 93-278, IVPL~-0ufR,
Bb==uokes ME--BECHTEL

CAUSE ~ INCORRECE TEST LIk USEU. WILE PREPACING FOR & LUCAML LEAR RATE TEST ON THE INSNARD
FLANGE OF Tug ORYWELL AAGE SUPPLY WUTER JSOLATION vALVE wiTn THE REACTOR OPERATING AT 378 POWER,
CORTAINIENT ATROSPHERE wAS FOURD TO LEM OUT OF Tt TEST COWICTION. THE TWAER O-RING =4S
SUSPECTED TO Bt LEAKEING, (AVESTICATIUN SHOWED VICECRY wiTv THE vaLW. 1T waS N0OT THE ORE FOR
Sehr TESTING., Tmt CONMECTIUR wAS CAPPED AMD LEAR TESTED, T SEAL will BE TESTED SIXCA,

AYAILABILETY - NAC PUR IC DOCUMENT RUOW, L7L7 v SIPEET., waAH I TUN, D, C, 20%5 108 CInTS/PAGE -~ winimg®

-
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WY ST stun T ue
wrAdGt  $2.0J)

Pe Al MITOR 3 (omd) & 83l » CLIAR o VALVES ¢ CONTAINRNT PUAGE o CONTAINMENT o TEST, SYSTEN OPEAABIL ITY o
SPALLUNE . PALATLAANCE Thdus o TESTING

Lalersy
Ingullen S5Y0EM SUPPLY BSuLATlul vALWE Lcand EXCESSIVELY AF P€aCn 305T0w 3
PAS(AURLPIIA cLECTRIL Lo o PrILAVELPRIA, Pa,
i Pube AT S9-4Td-1%-08 Tu MA, (FFILE OF BuCLZ Al AEAZTUR NESWATIONS, OCT. Jae 1901%, DUCRET %2-213, TYPE--smm,
wWo--u.ks Be--UELMWIEL

wBUSE - IRDURPICIENT CLOSING SPulde FUSCE. Oudling LOCAL LEAC RATE TESTING wiln TWHE REACINR 4T 358
PumER, Tre TORUS VAREUP SUPPLY ISULATE DS vALVR oA FLUND T LEAR 1M EECESS OF 2200 CC/min.  TnE
Cawdlin SPUING UF Trt vaLVE wad AOT PRIVIDING SUFFICIENT FOaCE TJ FULLY CLOSE Ttk vaLvE. et
LLLS Ive SPmING mAd AUJURTEL AND e walvE RETESTEL >ANLMFALTORILY.

ARILABLAEY - MRC PUSLEC DOCUMERSF ATCM, LTA7 » STHEFT, =ASHINSGI2N, D. C. 29%4% (I8 CENTS/PALE ~~ WUNimyn
Cradut W)

PEALA oGITLUA 3 tom) & SLEAR NATE @ O¥ALVES o SCUNTALWSENT ISOLATEDY o CONTAINMENT PURSE o TORYS o RITROGEN o
FE3Fe SUSTEW QUreadBILITY o FALLUBE, EuUIPRENT o FALLJURE, SAINFENANCE EAROR o TEST, LEAX RATE

[T LT
INEXTING SYSTe M SUPPLY (ME(R VALVE LEARS EXCESSIVELY AT PEACA o0TTUm 3
PHELAGELPHIA BLRCTREC LG.. PRILAVELPRIA, PA.
2 Pude A 20-278-T/eT Tu MRC FFICE OF WCLEAR REACTOR AEGULATEIINS. OCT. 3. 19795, DOCRET S9-218. TYPE--GWR,
MFG-~vebs Bt-~Br(hIEL

CAUSE - valvE PISTUA STICKIM. CURING LUCW LEAR RATE TESTING JF MME TORUS MARE-UP SUPPLY CeECx
WALVE. Tig VALVE waAS FOURD TO LEan §n E4CESS UF 2200 COL/WIN. Tnt VALVE PISTON wAS FOURD TO HARG
OF UURING UPRAAL SUR, PREVERTING THE VARVE FADW SeATING PADPEALY. Tnt vaLVvE wAS REPAIRED AND
nt JESTRY SATISFACTURILY. THE UNIT wAS OPEMATING AT 358 POwER AT Int T (IWE.

AVASLASILEITY - NAC Pu@ BC UCCUmENT ROOW, L7E7 1 STREcT. waSMINGTON, 0. C. 20845 109 CENTS/PAGE -- mINIMURN
LHARGE  $2.00)

PEALM HUITOM 3 (owR) ¢ oL Ltax RATEL o SYALYE, CHECK o SCUNTAINSENT PURGCE o TEST, SYSTEw OPERASILITY ¢ TORUS »
RlTrutn o FalQuntEes LIIPRENT » TESE, LEM AATE

[0Y/314
MYELL PURGE SUPPLY VALVE UPERS mITrOUT maNyAL IRITLATESON AT PEACH POTIOW 3
PrELADELPMI A LLECTREL CUe s PHELADELPNIA, Pa
2 Puhe BU 50-2T78-7%Tu TO maC UFFILE OF WUCI~A2 RELZIUR REGULATIONS, NOV. 3o 1975, DOCKET 50-278, TYPE--BuR,
Mo~ ~v.keo AE--BEIMIEL

CAUSE ~ IMPRALPER PIPIRG, wrILE OPTAATING AT ST POwt .» THE ORYWELL PURGE SUPPLY ISOLATION vALVE
APPARIATLY UPLRATEL wiTraUT BRAsUA 1eiTIATION. AN AR PIPINS MOQIFICATIUN MADE TO SINILAR VALVES
Vo CORMECT & SIMULAS PRUBLEM [N EANLY 1974 waS [WLENENTED [NCORRFCTLY OV THIS vALVE. [INSPECTION
Fuule 2 TUAUS EamausT Tu STARDBY GAS TREATMENT VALVES THAT witRE ML50 PIPED INCORRECTLY, PIPING
UM BLL 3 VALYES wAS CURAECTED.

WNALASILITY - nnC PUBLIC JOCURENT ROUM, 1707 1 STAEE T, waSHINGTON, D. C. 20543 08 CERIS/PAGE -~ Yinimm
CHARGE  $2.)0)

PEACN BOTTIUR 3 (owd) ¢ GyaALVES ¢ SLORTAIWIENT PURLE » FAILURE, INSTALLATION ERAIR o PIPES MO PIPE FLTTINGS o
CUATAINMENT o PREUMATIC SYSTEm

[BILT3)
UAVGEN ANALTIER waLve FABLS Tu CLOSE AT PEACH SOTIOm )
PAILAVLPES ELECIRIC CO.o PrILAVELPHIA, PA,
2 PoSe M) Bu-2T78-15-13 Tu MRC OFFICE OF WUCLLAR REATTOA AEGULATION, nOV. T, L9755, ODCRET 50-278, TYPE--BuR,
Wo—weter M-~ost(NTLL

CAUSE - DAl Jn It S5aT, UURING TFESTIWG #iTm Twe REACTOR AT 50 € POwWER, TE ORTWELL OXVGEN
ANALYIE> SAPPLE SV>3Tem JUTER 150LATION VALVE FAILED TO PULLY CLOSE. OINT wAS FOUND Om Tht SEAT
AND % TrE BUUY UF THE VALVE PRRVENIIYG TICHT SEATIRG., THE vALVE INTERNALS AND SEAT WAk
CLEANED. Tk U1SC, PISTON AINGS, AND SORNET -xING WERE AEPLACED. IME vaLvE THEN OPERATED
SAFESraL TumlLy.

AVAILASILITY - MAC PUBLIC DOLUNENT ROOW, J717 1 STREET, wasHimGiom, 0. C. 2054% {§08 CENTS/PAGE -~ ninimm
CrbnGt  $2.90)

veALH SUTTOM 3 foukt) & OVALVES ¢ CSAPPLING ¢ CINTAINMENT ATROSPHERE, INEAT o TEST, SYSTE™ OPERASILITY ¢ CRUD o
CURTAIMENT 508 AT Tuk

100%%0
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1343%0 o Oh1iwtue
CORE SPuAY JEST watwt FALLS 10 CLUME AT PEACH 3QTECH )
MILADELPWE A ELECTRIC (0. PHILADRLPNIA, Pa,
€ PCSe A 3-2Ta—T3-12 10 maC OFPICE JF wUCLEAR <EAZTU« RESULATIIN, DEC. 5. 191>, UDCRET SQ-273, fYef--oul,
Me-—e.k.e Af--stinlfL

CAUSE - SaAUKER wilt IR FONULE S>BITCH, JURING SRSI M. (N LI02 A (ORE Srkary Puws gmllE Trf SEACTOR
BAS CPERANING Al STE POwkN, TmE BPure FLIW BYPASS Tte BMS gatvE FALLES 1) CLOdE FUlLY. =« olfE N
Ing CROMEMG TURUUE SHETOM IR THE valve NPERATOR w40 BRONEN. Ini JONER W!AE wAS IEPAIIL0 AND
PRUPER VAL VYL OPLRAT IO~ vERLFIEO.

AVAILASILITY - MRC PUBLIC JOCUNERD BEGR, 1717 = 2Tnted,. af3nINGIIN, 0. C. 23565 108 CENIS/PacE - wINImuY
e w.0J)

PEACH SCITUR ) Jusll) & OvALv(S © SCURE SPRAT © ofPAY> ¢ TESTING o Z650, SVSTE™ NPEAAIILITY ¢ CAALES AW
COmpEC fums o JRITAUEST. InlECn & vaLwt CPERATOMS

137w}
WPCE STEAR SPPLY UsalN 3Y3TLP FAlLS TU DRALN FRIPLALY Al PEALH 3717w )
PuiLALELPNIA zitLTRiC Gl PRILADHLPwIA, P2
2 PGSe AC SU-2T0-75-23 U mmy JFFICR CF “UCLEAN afACTun <EGRATION, UFC. 12, 1975, ulReT 50-27A. TYPE--2Wuh,
NFC-~ek s AE--BRLRIEL

CAUSE - SNTramal FRECTIU ARD CEFECTIvt 5ulT(N. anllE JPEARTING AT >7C PlatR, A% I¥VESTICANIP..
ENITIATED antn NOVEIRNT OF TNt wPC) STEAN SUPPLY LINE oA NUTED, REVEALED Teal Ur LINE COAIN POy
wdd AOI DAAIRING THACUGKM ThE DUTLEY STEAR Tad? v niu Pt JRAEY POT ~IGCa LFVEL SwllTr GOt NED TwE
TxaP sYPASS WALWE. wATER »AU ALCUMULATED €% Tre STeam S opiy | INE. FRICTION 1% Tt Taap
JATRARAL Y CAUDEY Trt TRAP B, SalL Fu IRAI%.  Trpe QEeFL 5uiTCH ndD FAILED TG i=1P,  REw JVERanals
weht INSTALLEY IR Tt SRAP ARL Foe FAAP <2Fufet) TU SERVICE., Tt SwiTin wiLy ot 2EPalucyu DURING
froe REXT Mrtoldtv OUFALE.

AVARLABILIT ~ WAL PUMIL ULLURENT ROIM, L1717 4 >0R€el, wASMINGTIN, 2. C. 20%e3 10 (ENTSIPAGE -- Mi%Imys
CrlGt  32.)00

ALMICN. Pus v ®PIPES AND PIFE FITTINGY o STRARM o P2 F o FALURE,; SJUIPRENT o [NSTRUE%NT. SwilCre o ®SENSGHS,
AtvRL o orRICTIUN o PEALKH QUTTIT™ 3 (emB)

dvassl
AaEn STEAR LINE RALIATIUON MONITOR FAILS Al Pealw S0FFLw 3
PrlLAOELPnlA ELECTRIC CU. . PHILAUEPNIA,. Pa
2 PCSe M 53-278-75~7% TO MAC UFFICE GF SUCLER <EAlTIA FIECWATION, JEC. 19 1975, CuCRil 53-77e, TYP{--pcuR,
mbu~-aotes AL--sECnIfL

CAUE ~ BeST ARLAY BAJLEL TU PICR wP, & SALS STca% LINE RAOIATEiA =INI TG FASLED cOwRSCALE wrlit
ok LAIT mAS UPERATING AT 508 PUNER, TWE TEST RELAY HAD FAILED T) PICK up AFTES FESTING,
RESULT ENG BN 2USS UF SIemaL T Trt MIHTOR. THf ~ELAY wAS MFPLACE) [wwg3laTeny AnC BT »aS
VERIFLEL Tral Int Uhinth @83 AGAES AECEIVIN Twe JRTELT M SISNAL.

AYAILABILITY = "W PUBLIT UICYMENT aCUR, 717 4 STAFr T, waSHINGTIUN,. D. (. 23%6% (I8 CENIS/Paut ~- WiNvimye
(nARGE  $7.905

PeACt JUTTON 3 Irwh] ¢ onAYIATION RGATOHS & WAT5 COTL % DYSTEW o FARUIE, INSTHMFT & sAFLAYS ¢ TESTIN,

1udlel
VAYRELL AAVIATICA MLAITUR FUUMY TARJIPERATIVE AT PEACH B8aFTOY 3
PILAGELPRI A oI ECIRIC COL o PrILADEL?iR, PO
2 PGre RO SU-278-75-74 TU BAC UFFILE OF WCLEM AtALTIR AELLATION, JEC. 39, 197>, OUCKET 50-278, TYPE--nuR,
WFa-~boler AE-=BEiMIEL

CausSt - RUST SLOLR NG FLUW CUNTRIR VALYE, OQUAIAG AR INSPECTIIGN wniLk NPERATING AT S55% POwER, [T
WAS QU .SRVED INAT AD FLUD BAS PASSING THROULH THE DRVNELL AACIATION munITNRING SYSIER, TeE FLUW
SMOCRAGE BAS CALSED BY RMUST AT TrE PRzSSURE CUNTAOL VALVE. @UST PARTIC.ES #ERF RESOVED FROY The
VALt and Ink SYSIem METUNARD T0 SATESFACTORY OPERATION. Tme CARBON >TEEL SAmPLE PIPING (S
SCHEMUAEDY TO wé REPLACED wiTn STAJWLFSS STFEL,

AVAILASELITY ~ NAC PUR IC DOCUMENT RUOF, [717 o STALET, wASHINGTIIN, (- C. 20945 108 CENTS/PAGE -~ wINIwMMm
CrancE  32.00)

PEACH SGTTUR 3 JowR) o "AADIATION RORITORS ¢ SCORTAINAENT o FANLURE, INSTRUMENT o CRUD ¢ YALVES » FATLURE,
UVESIGR EAROR ¢ RATERJAL » CURRDS UM

1094+
IR FRIECTION YALVES FOUND TU 8E LEARING AF 28ACH ¢OFFum 3
PRILADELPHIA ELECTRIC (D, PHILAQELPHIS, PA
2 PLSe LIR WAD 50-278-73%-76 Tu PAC UBFICE JF WUCLEAD NEACTUR SECWL-FIM, DEC., 3. 1979, DCRET 50-278, TYPE--
BWR, MFGC~-GoErv Ab--BECHTEL

CAUSE ~ TO B8 URTERNINCED. N PREPARATION FOR PN VIBRATION FIX OUTAGE, PRELIVINARY LOCAL LEAR
RATE TESTS wmtAt PLAFOANED wjLk CPERATING AT S8 POWER. o0TM Mim OUT4ISRU INJECTIOV VALVES WERE

e
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13vvas sLihTing Je

FLUND 1O pe LEanine. Trd [NOAKD VALYES otALk VERIFIED AS SCEING LEAn TIGNE, THE NUTDTAAD vaL YES
A€ Suelrl] TC TrmQlia iak (PEXATION Jutive SITOUSA (OULING PERAIION. Tre€ CAULE OF FALILURE BILL
S Urlz®Minad A0 HePAlnS WUt DRI, Trf FURTnCUNEING (ITAGE.

AVALLASILETY - ML PUR IL UOCURERT RGN, LIL? A 39RErT, waseinclam, Do C. 20549 (28 CENTI/PAGE — miINImUR
CRARGE 2.0

-
PEA(rt SLITCr 5> laan) ¢ L kan RATe o SVALVES » SHUTIOA Culllve SYSTEm o TEST, SYSTER OPERASILIETY o FalluaE, ©
tubiPienl o CURTAINSENT E3LLATICM

192449

e FOR LPsw LS ine SHILLED INPWLPERLY Lo <SEACIOA YEX3SL AT PraRY |
Litwrldo ELELTRIC JLLURINATIAG ((.o s(EVELAW. IO
I Pue LT a/aPT Ty NAC GRFILE OF 1 L €, vV, 5 1979, OOCHET S-405, TYPL--Bull, ME -G 6. AE-~CILBERT ASSOC. .

L]
CALde - xeun IN TRARSPEARIAG CUUNCENATES. A vunE FOR A% PAY IN-(ORE MOUSING 12 Wn ODIANETER)
2d> CRlited AT INCCRRCCT LOURCIAATES IN TnE 335TUN =16a0 ¢ AEACTOR WESSEL »EAD 1 DECAUSE UF AN
Eumdh [N Tadnstefe ING COUKOINATES FAOW A URALING TU A3 IPCAARIR wir SIEEF. Tné PROPOSED FIx IS
15 EwFALL &4 PLJIG §X T S40¢ NANGER 25 TmE Loam IN-COde nOUSINLS Axt INSTALLED.

AVALLASILATY - mml PUBKEL ULLURENT B, 1717 4 >TEel. «loninTIN, 0. C. 20543 (08 CENTS/PAGE -~ WIRIWRM
wridel $2.0))

PERAY L towe) o CnSTRICTILA o oPerac TRATIUNS, PRIRARY CUNTALIWENT o FAILURE . FRIRICATEIUR ERRTR o FABAICAT ION
rALELETY o [NaTuuméNT. 1% CURE » ®Pag SSumt VESSELS

U des

MABATES LEAa FRUR SALY SenviCh waTEm SYSTRM HEAT EXCwascER AF PlL.ARIW
Sualim EUBSON COMPART. WASIALMUNETTS
L PasE. Lk e TU CIAECTUR, OINECTCRAVE JF LECEVITNG (AEC), JIWWARY o, 1975, DUCKET 350-293, TYPE--guR, WF(—
weboo Ab-—dELnTiL

CAUSE - ELECIRGLYYES FaUR D055 IMILAR WETALS. Ouwtlive A INDPECTION, & SHALL  SEAMATEA LEAK wAS

JOSERYED TG e ZUMINL FHOM TRE IASPECTION FLANE JF 2 SATY SFRAVICE WATER SYSUE™ LOO® TO REaCTOR

2 ILCINe LLGSED CIUL ING waleR HYSTEM nEAT EACANLER, 34E SALT wATEl SIDE OF Tt mEAT EXCHARGER

[N W] JIVAT TN ALLCY.,  TrE FLAGGE A3 (ARSI STEEL. AT §S POSTULATED THAT ELECTIM VSIS

FAOR Tre wlSSINILAR METALS UM MALT waTe® 040l w0 wiTe COVRGSECY CAUSES & PIN MOLE 10 XCun.

ML & INIPECTEUN FLARGLES wiint AEPLACED. 3 A008EW GASRET @AY PLACED  ON Int INTEAIDR SIDE OF Tnt .
AN TS vrUFELT Tre LBABCA STeEL SR0W TE SaLT wATER .

Avalu A3LETY = sy PUBLIC VUANURENT RLUR, L7717 n STREFT, eASHINGTLN, I, (. 205450 08 CENTS/PAGCE -~ MINImUm -
CHARGE  $2.J0J}

PAILIRE. CWUIPWENT + CLANGSICN ¢ FLANGLE * AURILIARY G ING o PILGALY (BmA) ¢ LEAK » AUAILIBRY COMING STSTEM
* Al calranens .

leJdasel

1 Puind DAIFS Lo PAESSUAL >wiTLRES A) PILmIY -
AUSTLR cJ 130N COMPANTY
2 PAGEye LETTER wiler LILENSE LVEsI ARPURT 7571 T) AE. JB<CCTURATE .JF LICENSI™NG, JARUARY @, 1975, JuCrél S0~
293, TyPe--bm, MGC-~G.b .o Ar--BLLrTEL

CAUSE - TNSTauveNE WmIET, OLRING TESTING OF T-g RAR SYSTER ILPCE WODE) PRESSURE SelTCmEi, 2
snb SCHED> wmiaf Poul) TJ WAVE S0 POINTS THAT EXCEDED LIWETS OY ASOUT 7 PSS, THE INSTRUMENTS wERE
IMMECIATELY wECALEorATEU, Tre C(AUSE wAS MINOR INSTRUWENT DARIFT. N

AVALLASILEDY - ARC PUBLIC UOCUMEN? ROU®, JT17 » STaEel, wASHINGTIIw, 0. (. 20599, 108 CENTS/PAGE -~ MINIWUN
CrARGE 92.J0)

InSFaUTINT CALE Al JON o rATLURE. INSTHUMEST ¢ IS8T T, SwiTC4 o TEST, SYSTEM OPENASILITY o PIICAIN (Bwm) »

StT PUINT @ JALFT o SENSUNSe PARSSURE » LPCH
1oaew

T POINT URIFE In PREJSURE SwITCHES AT PILGRIN
su3T N LD ISUR COmPANY
1 PaGE. LETTtR Tou MC UIaECTURATE UF LICENS INGe JANJARY 9y 1975, JICIET %0-293. TYPL--Ru, MPG--G.E.o AP--
seCrTeL

LASE - ENMTRUMENT CRIFT. DUPENG FESTING JF Twe PLIES SYSTEAN, 2 PRESS'RE SwiTCnES wEAE FOUND niTH
SeT PUINES wiiCr EACELORD TME LINITS AY ASOUT 7 PSE, TMESE SUITCMES PROVIOE & CLTSE SIGRAL TO
TnE MSIVPS U8 LUuw PRESSURE M ThE mAIm STeAm LINE. THE SwiTCHES WERE [PMEDIAIELY RECALIWRATED.
THE CAUSE wAS RINGK INSTAUPERTF UREFT,

AVAILASILLATY = PAC PUBLIC OUCUMENT RUUN, L7717 9 STacut, WALHIMLION, D, C. 20509, 108 CENTS/PAGE -~ MINIWUN
CHARGE 52 .00)

CONTALVARNT INTEWRITY & ENSTAUMENT CALIDRATIOUN » FALJLURE., INSTRUMENT & INSTRUMENT . SHITCH o TEST, SYSTEM . :
LPERASILITY o PELGRIR (BWR] * S50 PUINT o ORIFT » SENSUAS, PRESSUAE
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A ZELD]
AlRg Wik cFfLuchly ta(rtd LE™LES AT PlaGALw
ST EUISLA LOBPART, RALACTWHETITS
2 PALLY, LENTeA niIn LRCTAMEE c7e N AR #CHT T30 TC Acl MRECFIMARE P LAICEX %L JAVUANY 22, 1%7%. X(stl %0~
a93e TYPL--auie WLt . ab--Brinfee

CAUSE - rmlus ToCane I8 Trt CUULAAT. AN ANALY IS 2F CH8RC JAL ANC Padfy_.arlf plLTeRS fFay 1€
me L IGA SUILUING VERT ANU Trg RaTY STALY FUR & J8C abér PFAII0 ABVEMED Thi <LLEASE RATES
MALOGERY AND PARTACL TS FU Tt cMWWEwUNY bACreafy TECM SPEC LENITS gy 13C, [Iwf CAUSE edd Tig
MEEEASE OF LCOEAR Pau™ Tng SY30EP CURING & SainleNaNE Jlast. »Ion 1701 AZTisilyY $% INS

e ACTUR Cudt AnT ma) wEMLTRD FRCR CLAJOINS D BEniCRATION 2F & vEAY WALl ARDUAT JF PusL.
WEPREISUBL 4ATILY UG Tk YrUTCown RELEASED T=¢ 150INE. ’ELEASE RATE LIMITS ARE VEAY L m. 1€
CIWIT FUR Alx LEAVIAG Bnt MIACE 15 £J8 2 T4AT PO & oCASER wils %) RESPIRATUAY PRCFECTINS.

AaSATLAILITY - NAGL PUBL LG CL.LLUREAE R, LPU7 = >TAE0 0, wADMIWIIN, T, C. 20985, (ul LENTM/PAGE ~- wiNjwyw
Ledale  ol.222

AlRBJaNE ArLEast ¢ SFFEURAl o ILudnt o MARNTEARCL ANWD REPALR » ARLEASE WAIE o STALK ¢ FRILURE, CLADHING o
PiLekin (oah)

093023
NELEAME MATES UF WA LLGENS Aa0 PARTICUL ATES ERCEES LEOET AT PLL AW
SPSTIN CLISUN CURPANY. WASSAI WM ITS
S Pauki, LETVEA wiln CVENT RacPulT 75/% Tu DL3SEJY Jr REACTUR LICENSING, FEQRUARY &y L97S, DOXCRET »0-23), TVPE-
~ho, MPL-~G.t.0o Af-—BLINTEL

CAULE - RICH JULISE ACTIVEISY. ARMTSEY % CH484CUAL AR PARTICULATE FILTERS »uO» Tnt msalliaw
BUILDINL VERT ANO TrE MAIN STACK JEVEALED FHAl Tre AELEASE RAJES OF MALGOENS AND PARTICWATES
FACREUED LEMITS PIOR O%t wikr, [LoINE SPIRING md3 SEEN JASERVET IR T REACTOR (JULANT BUR ING
SEARTUP AnU SMUTJURAS ASFRCTIV FIRBISE BUILOTNS EMINSEONS. THE ALDWASTE SYMIEw PACOMCED “ORE
Trean oAl UF Tk TGTAL RMISHIUMS. A JHARCOAL FILIER PAS BEEN [9STALLcEC IV THE A30waSTE SYSTEW
TAAR VENT SLATION OUCTS AND wEST FIPEL.  Trik RELEASE LIALT % STALK DISOMARCE 1% A30uT 1/1) Tnf
AEC LEMIT #0n BREATHAOLE AR,

AVARLAGIL ITY - NAC PUum BC UGCUMENT AJ0M. ATLIT A STAES T, wASHIAGTUN, D. C. 23555, (09 CENTY/PAGE ~- <inimm
Craact  32.00)

Alnwlivg ARLEAME o EFFLUENT ¢ J0uln o XELEASE AATE o JENTILATEON STYSTER o waASTE TREATHENT o MOOIFICATION »
FALLURE . OESIGA Ghuul ¢ PlLokin (eun)

1008v9
CLGSURe Tink OF miIv TOD PAST AT PILGREP
815008 £UISCH COMPANY, MASS.
4 PRulle LETTER niln LE nEPURT T75/0 TO MAC DIRECTR, ENSPSCTION ARJ ENFOACEMENT: REGIUS |, ™af(m 12, 19I5,
QUCRET >0-¢93, TTPk~--oWit, MPG~—GC.k., Al--BecMTEL

CAUSE =~ LrmaNGED 1IN M BAREC UPERATIM, OURING TESTENG OF THE WAIN STEA™ (SOLATION vaLVES, ONE w48
UBSERVEY TO naAvE A CLLSURE TI%E (F 2.0 SELINOS. The VALVE #AS JL.NED unTil THE CLOSURE T WE was
PRUPLHLY ADJUSTRD Tu Lt wiTWIn FrE 3 TO 9 SECUND LIMIT.  THE CAUSE wAS CMANGEU IV Tre
CraAb ALTERISTICS UF Tok mSiv NYukAULIC OPEYATOR,

AVAILASILETY - NRC PUBLIL VOLUMENT ACUN, LTL7 1 STHEET: wAPRINGTIV, O C. 2356%  1u8 CENTS/PAGE ~- 9iMiwUYW
(9.7 1% S ? Xt B} ]

COnBAlamtnl JSULATIUN o STEAR o RESPUNSE TI%r o TEST, SYSFEY DPELASILITY o FATLURE, MAISTeNANCE ENNDR »
PILLALR tows) » MAIN COOL IMw SYSTER o WALVE CPERATORS » VALVES

10090
RMR VAL vk FALILS Tu UPEN AT PLLGRIP
BUSION Eulsul COMPANY, MASS.
2 PAGESs LETIER %JTH LE REPORI 7577 TO MC OIRECTON, B93P2CTI0N A% EAFLACEMNT, REGION 1, =aARCH 13, 1375,
QUCKRT 50-2930 TYPL-~Owhe MFi--Gobtos AL--DELNTEL

CAUSE ~ WRUREA GEAn., A e BMOTUR IPERATED vaLVE UID NOT GPEN wMEA SIVER A SICNAL FRGP THE CONTHROL
AUGA, A EAR OROXE IN Tk Orive TRATG wntbh T8 VILVE ATTEMPTED Ti) nPeN, AFTER TweE =0T
GPERATOR LLAR WAS REPLALEY IN miM, THE vALVE TFESTEL SATISEeCTORfLY,

AVAILASBLEITY = MACL PUBLIEC VGCURENT RCOMe MTLT M STRECT, 2ASHINGTOIN, D. C. 20563 (U8 CUNTS/PAGE -- WlNjwy™
CHARGE  $4.00)

FATLURE ¢ LUMPURENT » FATLUNL, EGUIPRENT ¢ PILGRI™ (8aR) o SHUTOOWR CIDCENG $75TE™ o vaLYE OPERATCRS ¢ VM VES

104432
CURE SPRAY PUNPF MOTOR FAILS AT PILGAIN
90S TON EUISON COMPANY, MASS.
2 PAGES . LETTER miln Uu AERPORT 7%/% Ty MC UFFICE JF MIKLEAN REAZTOR RELULATION, APRIL 9, 1973, ONCRET 33-293,
TYP-~BwR, MPG-~Uokor AE~--BLINTEL

e b i aginds N PRV RS o s P
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-85t - [ASudaflU% SmEakOinA. uLRING A TESF, -GRE SPRAY PunP WOTUR A TRIPPED nnER TnE (ORSADL
20l Tl s> Tunhtu JC 08T, & PAULT CPUITIOY SE50 TED R0 IASURATION SREAROOwS NITRIN THE COIL
Slan, wriCn S5 Tey FALM A MARMFALTURING JEFeLT. ™ WECHAN.CAL DEFECTY wERE F Ze SINCE AR

LLLP B Wa> Wl L Stas ILE FUK RMAINTENARCE, AN OHUEKLY SHUTOUNS WRS INITIATED UNTIL LOOP & wAY
e lumnti Tu SeRvivk 13 MOUmd LATRA,

AVALLASILATY = it #UOTLIL JuCUMAT AU, LTLT » STAEcT, wASHINGION, O, (. 20%5

100 CEVIWPACE ~- mIRINUN
Chatuc 323

PiLudin fon) o PRLIURS ¢ O AL YPRATY o U ¢ SFALLURE, FAIRICATIUN ERROS o FEST, SYSTLW DPERASILISY o
Rrdadud SLTOUWR » INSULATIGS o CAGLLEY ANC LOMARCTORS

uclas
mafy Chuaviie PTim Tuo PAST AT PIRGAIN
BISION RSN COMPANY. WASS.

2 Phwkde LETTEN wilk UL wErusT 7576 TO ARRC UFFICE DF NULLEAN KEAZTUR RECULATIUWM, APRIL 9, 1973, NOCRET 53-293,
TYPi-~Bul, Ar,-~Got.s AE--drirfel

CAoSE - JASHPUT JIL LEVEL LOw. DI TesTliwe OF InE waln SIEARM [SOLATION VAL VES, ONE VALY
CawsSey IR 1o> DEC wniCrt IS Uul CF THE 3 T3 5 >eC LINIT saND, THE HYORAWLIC GALWIT OIL l(',!lvnll
LevEL waS LOw. Trx CLUSURE TEWE wdd 32JusSTeO.

AVALLASILITY = M PUBLEC OOCUMENT Rum, 3707 " STREXT, wASHINGTION, D. ', 20545

108 CENTS/PAGE -- MINI®UR
Chanat  37.00)

PILLAIA [ouR) o SREIPUNSE TINE ¢ OvaLved o CONTALNMENT IDULATIUN o WALN CTILING SYSTER o STEAM o TEST, SYSTEM
IPERAGILITY » HYDRAULIL JVITER o FALLURE, MALN: ENAnCE ERROR

10a b
T PGINT DRIFT In IEAPERATURE dallZr 2T PlLGREIN
BUSTON tUiISUN CURPANY, MASS.

2 PAvk>s LElTER n 0 REPURT 7573 TO MAC JFFICE JF MUCLEAR REACTUR REGULATION, APRIL 9, 1975, OOCRET 50-293,
Tepp-~Bule Wi--vokor AE--BELNTEL

CAUSE = INSTRUSENT ORIFT. UGURING TESTING OF T4k MPJL EXMAUST OJCT NiQe TEAPERATURE SwiTONES. OnE
SwlTCt ACTUATED AT (8L F wniCn LS JTH>IUE OF TRE 190-700 F LIPIY RANGE. THE CAUSE WAS ERSTRURENT
URIFT, THE SalfChn way REPLACED WiTr ONE CALJJRATED 1O ACTUATED At 1% F,

SYAILAGIREIY ~ MRl PUBLIL ULLUMENT RUOM, 177 W STREET, waAMMINGICN, 0. C. 205%+5%
Lradee  82.03)

C08 CENTS/PAGE -~ wINIMUR

ENSTARUMENT CAr [onATICA o FAlLURE. ENSTRUVENT o [4STIIMENT,

SHEICe o TEST, SYSTER GPERABILITY ¢ PLLGRIN (GuR) »
el POINT » OIFT o INSURS, TEMPEAATURE ¢ MPCE

o2
niw YALWE FALLS TL CLGSE AT Zltukim
OGSTIN ROISCs LORPARY, masS,

2 Pastse LETTER wilfr Uu REPGRT T35/ FU NAC JFFICE 3F WCLEAR REACTOR REGULATION, APRIL 9, 1975, DICRET S0 -293,
TYpt--Omnts WFu--uob.e AE--BECNTEL

VAUSE - TiUmwub SwiTlH AALFURCTION., A ING TESTING, AN RHa )JOR UPERATED VALVE FALLED T0O CLNSE
AUTUMATICALLY ON Siuhal DUt T THE SALFUNCT LN OF ThE TURWE SWiTCH,  TuE TORSUE SwiTCh wAS
REPLACED TN RIND.

avalidaliife = Sl Pust W0 VGLUMENS RUCH, 171F » STREXY, WASMINGION, D. C. 2054% 138 CENTS/PAGE ~- YINISUM
LhAdut 82,09}

FaliuRt e CLPPUNERT @ INSTRUMENT, SwETCM o TEST, SYSTEM UPRRASILITY ¢ PILGRIM (BwR) » SHUTOOWS COOLING SYSTEN o
vALVE>

La3ded
A.TIubh TareS fu LUNTHOL RELEASE OF AIRDCANE SFFLUVNTS AT PILGRIm
AusTUN tuISUN COMPANY ., MASS,

2 Pavkye LETIE” 1) NAC UPFICE UF INSPECTION L ENFIRCEMENT. REGIOY 1, MAY 2, 1979, OCIAET 90-293, TYPL--puR,
WPu--uetesr Ab==BELMIFL

CAUSE - Alhuk STEAM LRARS. BASRC UN JoSERVATEINS uf AN INCREASING TAEND 1% THE DALLY GASEOUS
RELLASE RATE OF MBLUGENS ANU PARTICULATES wlTH 4ALF LIVES GAFAT R THAN 8 OArS, THE UNIT wa:
ShuTOums Tu LOVAFe AND REFALR STEAM LEAXS v THE MALY CONOESER COMPARTMENT ANO OYMER MINOA
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amaltselcily - ML PUR 1C UWLURENT AR, L1717 » STREcT. aaMimile,. V. C. 2465 (e CENIWPAGE = WInlwn

Crancek  02.000

Pilutin (bea) » SIRDIRAUNENT, Lolfun v IR Taual JaLEoxaligh o SXNYIRS, PREILSAE o TR3E, SYSIEW SPemAsiLily o
SALARK . INSTRURMERT o O3k PLIRT o SURIFT ¢ SsmtuCus CONLIN, STSIER

105025
SALY SxBVICE waltn PUNP FUURD (WOPenaglLt AT PILGalw
ISTUR Luison (OmPany
2 PLle LIR w/U0R 1518 05 e Olve &2 BEACTM LEZENSIWes BuG. 7o L9735, DURET S3-29), TPP[--oul, WC—-C.E.s AL-

~utlnTtt

CAUSE - WORA BfstiNeS. JuMiInG A ROUTINE IRIPECTION anilE OPLAATING AT 388 PER, 5aLT SEAVIZE
wATER PSRP € wd) FOURY TL Bt ILPFIAmE. Tt PUW SAET wl3 JIOWECTED FRCR Ik MIO8 SwalT.
ALL LiNe ear T StANINGY, THE LOWER SCREw REARIN, SUIMIfG, QW) Thf SEA LATEA BUSHING wFat WDAN,
ALl TSk Ay URE MCTIUN GF Tt PURP SMAFTL.' wEnt afPLACED IN Rin,

AVAILABILITY ~ ArC PUBLIC DOCUMERT huOw, R250 » JTREET. waswiInciiv. O, (. 20543 (08 CENTISIPAGE -~ SINiwyw
(2.7 1™ JENE VR 8 ]

PILCRIN [pal] o oPuURP) o SalARIRG ¢ AR FMIY COX IN. - FAlLumE, EJUIPWENT o SURVEILLARCE MXCALRP

105728
TURBERR STU® vALWE CACIUME TesT NCT PERSOANED UN TE9E AT PLLGAIN

USTUR DI SON LOMPARY
& PGS LIR w/UUR I3-1% T3 ARC ViV, UF PRACION LILERNSING, AVG. T, 137, OOCRET 3)-29), TYPE—Bms, WF(--C.C.. AE-

~SELnitL

CAUSE -~ TeST UNITTREL FnOm SOEOR E. ODJRING AR AONIRISTHAT IVE atvite OF RECORDS, IT »AS CdSelRved
Tnal Imt Jumpiik 330 vALYE CLLOLUME TEST nas WT PERFUNNED DURING MAY AND JUNE, wntl Tef
SuMVEILLARLE FEST SEMEiuult wAY PRePAREQ FOA THESE MURTrG. Thls TEST waS JVAOWEATESILY UWITTEL.

AYAILASILITY - AL PUR JC WOLUMERT hGam, L71T w STASET. aasminGiun. v. C. 20563 (33 CENIS/PALE -~ Winimm
Cmance

PlLuim (puR) o olpsT INTeAvalL « Ovalved ¢ TJIRIINE ¢ Falluat, AUPINISTRATEVE CONTRIR o TESTING o REVI‘w

196 33)
SET POINRE DREFE En PrESSURR SHETOMES AT PILSNIw
805Ton LOISCN CO.. mASS.
Y PC3e LIM WAD 75-13 TU ARC OIR. UF OFFICE UF WCLLEAR REACTIR AELAATIUN, SEPT. I, 1975, OOCRET >0-293. TYPE--

SRy MEG—Gob.e BE--GECHTLL

CAUSE - IMSTUMERT LURTFTI.  OUAIRG TESTING ETW Tt REACTIR AT TO0E 7Twtid, I PAsSSL-£ SHEITCWES mat
FUUN0 TO mavg OIS TED AB0VE Trk 32% P51 LIvIT, TnE 85 FIUQ TAI> PIINT #4S 312 2S1GC FOR ALl
Ik Iri SNSTRINERTS PACVIUR A BTPASS LUGIC FURCT LIS wity TWMbBIAE FIRST STAGE PAESSURE JS LESS
TuAR 305 P31G. TUnt APPAnENT CALSE wAS INTAUWEST ONIFT, Tht SwITCHES wEME JW9EULATELY
CaLionaliL. INIS 1% Tt FINST addwh OCCURPENCE OF TiisS TYPE FOR TRESE INSTRURENTS.

AVAILABILITY - MR PUBLIL DA \WIRY RCOM, LILT » sTRERT, wAS»Iv;ID%,. D. C. 29%%% 104 CERTS/PAGE =~ Win]wym
(nanGt 3d.30)

Piilusln 1o} o CIn>TAUREAT, SWITEN o IASTRUMEST CALFQAATIUN ¢ SEVSIRS. PAEIVURE @ TEST, SYSTEw M rasitiTry »
FAILUME, INSTRURENRT » ©StT POENT » sunisT

10030
SET POINT DRIFT [n PRESSURE SwlTCMES AT PILGalw

B0STUN LOESCN COue MASS.
3 PCSe LTR W/AQD 795-42 10 MAC USR. OF OFFICE LOF MUCLEAR REACTIN REGUATIGS., SEPT. 3, 1973, LOCRET 53-293, TvPg-~

ety MPo—Caf.v AL--BECHTEL

Caust -~ minun IMSTAUMENT GRIFT. QUREAG TESTIW alTm T™E REACTCR AT 208 POWFA, 3 GF & PRESSURE
SwiTCmES nEAl FUUND TU rAvE OMIFTED ABDVE THE 643 #5100 LIWIT, 85 FIUND SET POINTS WERF Ad. olY,
AND 825 Pyl ALSPELTIVELY. TrtSE SwifCnEs PRIVIUE 4 dYPASS LUGIC FUM TIUN WEN REACTGR PRESS AE
15 LESS THAN 800 PSIG. TME APPARRNT (AISE wAS TINOR INSTAuENT ONIFT, Trmé SwlTCHES wEdE
RECALIGRATED IMmEDIATELY,

AVAILABILETY = ARC PUMLEC OOLUBENT RGOM, K787 » STREET, wASIINGTIY, 1. Co 20%e3 )M CENTS/PAGE -- WNIwew
Chanet $2.00)

PILGRIN Lowk) » SINSTRUMENT, SWIlCn ¢ INSFAUNEN] CALJORATIUN © SENSORS. PRESSURE ¢ TFST, SYSTE™ OPENABILITY o
FASLURE s INSTAURERT o ¢3ET POINT ¢ SORIFT + EMERGENCY CHOL I%G SYSTEW

100383
nCIC SYSTE® JOOLATED DUE TO MIGCH STEAM FLOW SIGNAL AT AILGA W
BUSTON EDISGN CO.0 MASS.
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lvese) oLrelinutue

2 Pede LIk w/rvenl xRl 7533 TO NAC CIVISIUN JF REACTUR LLCEASING: STPT, 11, 1975, OCxET 30-293, TTPE--BwWA,
Wur—webro Af--wELnTfL

CausE ~ PILLT walwt SFICRING. DURENG TESTING «1fH TrE REACTIR AT 708 POMER, T+ RELCTUR CONE
COULATLON LOELIN, STSTER [SCAATRL OUE S A i n STEAN FLOw SICRAL I THE STEAR LEINE. OURING &

Wodkwut Bl yulavk. Tre PILELT VALVE #d TrE STEAn JunTAOL VALVE wAS FUBMD 10 BE STICATAG. (T was
CLcANEU BAD LUBMICATEV.

AVALAMLITY - e PUR IC DOLURERT RUOR. JITIT o YTRiecl. maSHINGIUN, D. (. 20%43 108 CEnTS/PaGE
)

== RInIRURN
LrARGE 2.0

PlLonim fgmn) o S CRFAINVRENT [SCLATIUN o o 30LIN o TE3E, SYSTEN OPEr\IILITY o FALLURE, EQUIPEENT o VAL VES o
LhIAGL ¢ SiEam

132601
aCie 2YSTER TESTING SOF PenfOln{y PRUPEMY AT ZILGRIAN
misfuls IS0y CO.- MASS.

< PuSe LB WAS T9-35 TU Ml (RFICE P AJUCLEAN REATZTON ALGULATION, SEPT. 19, L9735, DOCRET %I9-293, TYPE--QmR,
"o-~wctor dbt--nRlinlEL

CAUSE =~ PRUCEDURAL DeFICIEN(Y. LW & REACY.)A STARTUP SUBSEQUENT TO & WAINTENANCE WTAGE SOm
Aedcfun CUAE [SCLATIGS CLULING SESTER REPAIaS, AN OPERASILITY TEST OF InE NCLC SVITEM NAS
reatUnmEy AT 933 PSIC IREACTCR PRESSURE) INSTEAC UF ToE BREJUERED 130 PSIG. Tnis IESWATED FROW &

PrOCtuunan UDEFICIERLY b Tral Tg PROCENURE DIL ACT SPECIFICALLY ADORESS THIS CUNDITION. It
PROCEASE [ sEife RiviNEG.

AvALABILETY - Wi PUBL'C UOCUMENT RUCR, L2I7 » STRRET, waAXsINGTON, D. C. 20545 109 CENTS/PAGE -- nEINImUm
(el $2.00)

PILGAIN (g} » OTESTIN, ¢ PAESIURE s [RTEANAL » *RCIC o FAILURE, Aum] ISTRATIVE CONIANL o PROCERES AND
mARJAL §

wied
L0 THRgubh OFF GAS RORITUA Lub AT PILGAILw
suSTulh GUIXON CC.p MASS.

2 Pude LIR WA 7936 10 WAL OFFICE OF MICLERR RECULATION. EPT. 19, 197>, DOCRET 30-293, TVPE--gmA, NFG--
webes AL--SECnIfL

CAUSE =~ IWRUPER AJJUATMENT. welit QPERATIAG AT TIE POWER, THE OFF-CAS YWMITOR FOR TnE ITEAM JET
A EIECTURS =dS FOURD CPENATING AT DECAEASED EFFICIENCY DUE TO LOW FLOW FHAGUGH TwE NORITOR.

PLUR ASIUSTRENTS nEat MADE TO AESTORE TmE AkyulINED FLIN. TAE CAUSE wAs I9PRDPER ADJUSTRENT OF
Tk vALVES.

avAILAsIL TY - WAL PudliC OQCUMEAT RCOP, LTIT » SIREES, wASKINGIIN, D, C. 23345 108 CENTS/PAGE -- tivIimm
(8,7 1" ol od)

Pl RIN (BuR) o GRADIATILA RUNITURS » UFF GAS o FAILURE, WAIVIEWAYCE ZHRNC » ofLdn

162003
SaLT SERVICE ATen PUNP FUURD INUPLRASBLE AT PILGRIN
sU3Tun RUESES CU.v MASS.

4 PGde LIM w/A0 T3-57 TGO weC UPFICE OF AJLLEIR REAZT :2 REGULATION, SEPT. 19, 1975, OOCKET 50-29), fYPE--oMR,
Aho=~wot.r M--stinTEL

CAUSE ~ wORN LINE SHAFT SEARIAuS. ODURING & ROUTINE IRSPECT [ON, STATIMY PERSONNEL UBSERVED Tway
ALl SiaviCE * PP F walt INGPERASLE. THE PUSP SAFT wAS OLSCORNECTED FAUR TnE ROTOR Sieast,
ALL Life SHAFT BRaRingS wthE wURA, ALL OEARINGS ARD A SECTION UF THE SHAFT WERE REPLACED In
KIAD. A PEAmANENT FCUIFTLATIUN T =EME0T SEARING AND SHAST MALFUNCTIUNS IS IN PHOGRESS.

AVALLASILITY ~ NAL PUBLIC LOLUMERT RZIOR, 1717 M SIREeT, «ASRINGTIN, D. C. 20543 108 CENTS/PAGE -~ NINIMM
CndtGt  $2.90)

PiLerld fowi) » SPURPS ¢ GptARING o AMRILIMY CONIN, & FALLURE, EJUIPRENT ¢ FATLURE, DESIGN EAROR

veels
whln STEAM RELIEP/SAPETY vALVE FAILS TG CLOSE AT PliGalm
JI5TUN RUISUN LGov MASS.

2 PGhe LTR AZLER T5-36 T2 WRC UFFICE UF YUCLEAX AEAZTOR REGULATIUN, SEPT. 23, 1975, DOCAES 350-29), TYPE--QMR,
Wo~=waet.s ME-=DELHTEL

vause - STeam CufTine IN PHLOT vALVE., Oudins & ROUTINE SHUTOMN, THE STARTUP AN0O AUXIL JARY BUS OF~
EARRWELED LPCh TURBINE TRIP, The REACTIR AUTONATICALLY SCAAWMED AND Twé DC°S STARTED AnD AE-
EMRGILED THE BUS., DUNING THE SLBSEJUENT OPE<ATEINAL TAANSIENT, & Malm STEAW RELICF/SAFETY valLVE
QPLALD AL AeMAINEO UREN UATIL REACTOR PRESSURE OECHEASED T 279 PSIC, InE vaLvE REMAIND OPEN
vt TU STEAR CUTTING IME PILET vaLYE aSSEYALY wHILM [NCREASFD PRESSURL D% THE ACTUATING SIDE OF
Tt StCONU SEauE PIST Ne ThtRESY “EDUCTws T9k CLOSING FNRCES. ALL & RELIEF/SAFETY vl vES wilL 8¢
LaSPRLTRD FLR SET PRESSURR ANC L EARAGE .,

a
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Tosets st UInL D
AVAILASILETY ~ mal PuBL I LUt 8T sGLM, L 747 10 STagx Y, ASRINCE 1IN, o (. «934Y 1)8 CINTS/PALE -~ @lNIAUR
LRAIGE s .Jdd0

PALLRZY o) o oua L vkd ¢ oPur SSunt MELIF o I (OAI®, STSTET o JTEA™ o S 0lleN o aflLT ™ TadW)leNT o
PARSSUAL TRANS BEND v FalLLRe. EsuiPmil

[TTYYYY
NSRSt Al Cuut BAe »PSTER wal -F BRAILS TJ CLJISE AT PlLoRin
2538 EUBdA 0., maLS.
2 Pude LIR ®/Uu—T>-¢4 TU MG UFPRCT OF ACLEAR REAITUR RroulATivh, XT. 2, Iu729, Udatl £3-23), TYPR--cub, W' -
“betes Ak--stLnlfL

CAUSE - EXRCESSEW VAR we SPem FalCTInm. oiing TESTS €% Trk COSTAINSEN CIILING STYTES wlte Tre
REALIUR AT ¢£54 Puath, & YAVE 8CWC wul CLUSE Us SILNAL FA0W Ing COMTMOL RUTN,  EICRLS FRIZTION
Go Tt VAL STER PrEve MTE0 PRUPER (WERATION. TiE VALVE STE® niS (9w JATELY ZLeanEd,

LR IiAT tue AND IME valJE miS BARJALLY MPrRaTry, Fme vALYE «4AS T SOCCESSFuLLY TESTEL ano
Rt FUANGU L Sehvite OX Tk ARt CAV. A& PrbvbeTATIVE YAINTERAN(E PR T 2a™ TD PAEwen) nelumefr(f (S
BL NG (APt EnENTEY,

AVALLAILLTY - At PuBR BL DULUREAT AL, L2757 v »lReil, wd3IASTIN, wo (o 23563 108 (eNTS/PEGE - - WlN]wys
ARG 82.90)

PILLKIN (wa%) ¢ SYALVES o CORTAIAMAL a1 (DR Iwl » TedT,. SYYTEY UPFAAIILETY » FATLUNE, FLUEPELT o Fallule,.
WAL STerabl € Enhun » SLUSMILATION

107415
aai wALVE BECUMLES [RUPLRANLE AT PILLAIF
SOSTUN LB ISON CO.. PLYRUUIN. BASS,
2 PUYe LT w/RS 19-25 TU MAC U FICE CF MUCLERR SERZTIR RFLULATIQS, 3CT. 3. L1979, LIRET $3-293, TVPL--dmR,
RbGrmuotes AE-—BELABEL

CAsSE - SYSIER TRAAYIERT. wmlie PLACIVG Trk RESIJUAL ~EAT mE"UYAL STYSTER IA Fef >9uTDlaN CUODTIYG
LUt UF OPCRATFICH, Trz »ulutGeh CINLEING OuTSIARY ISTLATEDY vaLvE BECAWE INDPEAANE, Tre w5TOa
WAV RNPARAILY FRIM Trt LEAR BUL, OARAGE wikS &PPRIENTLY CAUSED BY A SYSTEW TRANLIENT wrlLE
PLALING Tt AP 1% 3UTLUBRA CON I%G. Trg WJT IR WIUNTENG RARASGENEWT (AUSFS A PaRTiaL CanTickver
EFFELT wrlin CAML navE CUNTREBLTZD 1.0 TwE DAwauE.

AVAILZ L TY - MAC PUR TL UCCUMENT ROOM, LTL7 » STARET, 4asminetan. 3. C. 20545 (0% CEMIM/PAGE -~ WIN|wum
CHARGE 8{.03)

PILGRIN (BuR) o oYALVES ¢ SHUTUOBMN COMLING SYSIET o vaALVE OPERATIAS o CTAANSIENT o FAILIRE., EQUIF~EAT o
SOANAGE o LUNTAINRENT [SCLATION

tuZeve
CLlORIDE CUNMERTRATIUM IN REACTCR COCLARY oATEA EXCEEOS LEmIT AT PILLAEN
BIST M EUISON CO., PLYYOLIN, MA3S.
2 Pude LIR wWA-TS TU NMRC OFFICE OF 1 £ €, AELLIN B0 OCT. 29, 1975, DOCAFT 5)-293, IVPE--BuR, R —G,E.y #E--
SECHiEL

LAUSE - Miuh USALE GF UEMIAERALLIItn. JURiNve A AeACTIR STARTUP, TwE CraORIDLt 10N CONCENTART (A 1N
Ink AL ML TCK CUULANT mATkR EXCEE0ED THt Dt Pom LImIT IN T SUCCeSaivk SAMPLES. TmE Tiwe Ptalny
wAS LESS TndRm 19 HOUWRS, MMING THE SHUTOTWNS, UMUSUALLY LANGE GUANTITIES OF wATER wERE PRCCESSED
THRUUCH Tne CORDERSATE QRNINERM TZEWS F.) FACILITATE mAINTENAWE ACTIVETIES.

AVAILABILETY - mmC PUBLEL OCCUMERT RCOF, S717 M LTREET, wASHINGTIN, L. C. 20%05 506 CENIS/PALE ~- Wiwimm
CHARGE  $2.09)

PELGRET (BWR) & O CGLANT QUALLITY o oCmORIDE ¢ CONCENTRATIMN » A TN CONING SYSTEY » xEALTCA STAR Tu»

19242
PROTECFIVE MELATYS WUT TesTEL O SOSECULE AT PILGREw
WWSTIN COI5O8 CO.. AUSION, R
2 PSS, LIR o/EVERT RPT 3)-T75-2¢ $C MRC CFFICE OF J ¢ £, AEGIUN T, JEC. 12y 1975, DOIRES $0-29), 1VP(--dwh, W G-
~Gokoe Ar--BECMIRL

CAUDE = OFLAY N RFPUEL ING OUTAGE. AV ADWINESIAATIVE veviFw OF STATION RECUNDS REVEMLEL That
TESTING OF LemTAIN ELeCTATCAL BGREANERS AD MOT JEEN PERFIMNED WITny THE REJUIALL 35 MONTH
PEATGL. Trt FESTS wen€ SCHEDULED FOA THE SEPE, J9T9 REFURLING NUTAGE ANU Tre RESCHEDILED FOW
OCT. 1975 nEP LIRS QUIAGE. Tmk REFUELING JUTAGE was SUSSEIURNTILY RESCMEDULEY TO JARUARY [976.
THE OPERATING CYCLE ExCARURU 1S MONTHS.  THE TESTS wavE 9eEn aun,

AVAILABILIIY ~ MRl PUBLIC LUCURENT ROUR, L7U7 = STAEET., «ASHING TN, D. C. 20945 €08 (ERTIS/PAE ~- Yjihimm
CHARGE $2.90)

PILGRIM (cum) o oTRST INTEAVAL @ TESTING o SBREAREX « FAJLUMEy AUMINISTHATIVE CINIROL

-
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1oel33
ST drmesiT adlen P 2 AU ISurTRasit Al PlLuage
5eaTI £3is i Lier LS A, Na

2 Pase Lin alzetnt wrt Ju-D-27 B A SFiLe F | C ke nkvi A e RCL B2, 1903 LUCCET 50-493, TWE--sm, Wo-
~vetee Mi--srvrlal

voudl - LI 3ab] obtdsld, medx, onwil: SAIINvG AT SLE PluER, SALT WAVKE saffu P ( WS
veleavinge 1. wf jwPewiBit. Int Li% AFT scsalneg «fdr osOKs AND Irt TURRE SHAFT ANy PR
wintl atnc reol 45 4 sELURT UF Tre sduy JEMINeI. MME 2Ue0 A3 EPAIALD AW nETuANED TO MEAVICE
A% L3 AW, 3% AWZewivre GtSiom G008 I St1v, Tom it WD % An AITE"PT 1Q PREVERT A RECURREMCE.

.uuu;ulv,s Any ok 1C vucueal AU, LILT = LT4RE 8, savnin,ion, J. (. 2Xe> 174 CERIS/PAGCE ~- WRImUN
-mhngr B2.MN}

PitualY (mi) = SFEPY o SskAiihy ¢ WAL ISAY (TRIN ¢ FAILURE. OESICH E4RUR o FAlLuant, EQulPnEnS

1uw0d>
2<PPMELd 1LY LAY SPRAY VALWE FALLY TC (LJXE AT 2L ALw
eed bt EwldA Lley PLYMATH, MA

v Puas Ain o/ VENT RPT 3u-05-22 Tu W GHiCc W I € &, atlM b NCo e 1979, OAE; 33-293. [VPF--3u, Wi~
“wete St-—mrimicl

chuat - WrumdsniCAL IRBimiulr maLtuNCiion,  D0AINS TesTING JF Twe AESTIUAL "R AT AEwdvad SYITEW wiln
Treg AtMbos AT 818 PUwER, A SUPrPRESSITY CHARIER SPRAY vALYE JID NOF (LO%E wrER Tef REPOTE SMITCH
@3y LLUSEV. Tem vaA¥e »A) IMRECIATEAY JLOSED AFTe® Ae3E FUING EVS G ECFRICAL 3nganch, A
WeLrAlCaL INTEaLICR % Trt vaLYE WGTIR CONMAIRLER wldy WIT FURCTITRING CORRECTLY. 7 wAS
RePLMEC M REND.

I¥ARASILITTY - "W( PUBiic DULURENT nladl, LILIT o 3T4ELT. adSINLTN, Ue C. 70543 (08 CENTIS/PALE -- NINIWMm
ARG Pc N )

PhLoni™ (owd) » SVALUEY ¢ OT LS © S0 AY o SHUTULEY LR ING STSIED o 7250, DVSIE® NPERASILITY ¢ WALVE
WEAATLAY ¢ FALLUNL,: tev1PPMENT o 1NMTPUSENT. INTEQLICK » PAILIRE, IRMERENS

whrole
aLlC vALwe FAILY TO PuLY CLUSE AT Qua CITIES &
SOMR RakALT" EDISGA, FLLINCTS
L Paske LETTea IO LlagClomATE F LILERSING AEWLATIUY JAECE, JAWARY 15, 1975, MKRET 50- 254, IYPE--BUR, M6 -~
sukbees dt==dul L LUACY

CaAcat = 1PN CERCOT B MUTIN. UURIWe TEBTING IF Twe REACTOM COnt SSTRATION (IMIG L ivES wifn

Froe ~tALT N CPERBATING AT 842 Mate 1r OUT3GAIRD »FEAm ISULATION vaLvE FASLLo s 0 CLust COMPLETELY., .
Joot aaeATumt Jo Tk VALYE AUTZR LPERAIIN wAS JPES CIRCUITED. THE BRUSM RIGCING was MOT RARING

PrPER CURTIALT oldn Fni ARWSATURE. AausH TENSION wAS ENCAEASED AND THE WIOR FURCTIONED PROPERLY.,

AvALASILITY - AnC PUB IC CLOCURENT RO, L7517 » >TakET, JasmincTiN, 0. (. 20945, (99 CERTS/PAGE -~ SINIMUN .
rAALE eI

FALIIRE . EWUIPAENT o (CUNTAINSENT JSOLATIUN ¢ TEST, SYSTER OPERASILIIY o QUAOD CITIES 1 (owR) » COOLING » vALVE
JPeRAlimy » vALWES

Va9
CRALKS Fuuhl I REATCR REGCIRCULATION PUMP YALYE BYPASS L INES AF JUaJ CITIES |
LURNGNaEALT r EUISUN CUWANY, TLLENCES
3 Pavkde LRTIER wiln AG nevumd 7573 TO wIRECTIHATE IF LICE+SING AELULATIUN (2€CH, JANUARY 17, L9735, OKKET 30—
254, TYPE--vmi, M—i.t., AL--5CT € LLNOY

Caust - RN, OURTNG VISUAL [MOPECTIUY JF Tee 3TPASS PIPING AROUND Fet RECIAC Pume UISCHANGE
VALVES. LLAAS WMENE FOUMNY CA OCTH, ULTRASINIC ANU A-RAY  EXAMIBATIONS WERE CONOUCTED. A 1.% IXH
nals whS FOUND ALLNG THE & INCH SJ08 OF THE wedlD Om & SELDOLET OF LOOP A, (ON LOOP 6 AN
EnOICATICH waS FuunD A30uT 172 [v(W PAOR THE wELD oSEAD. Twt CALSE w8 S VOT netn JE TERALWEOD.

BUTH SYPASS  LINVES wilL Bt REPLACED. TWE PEACTOR wAS [N COLD SUTOOWR AT Tué TImg.

AVARLASILITY <~ AnC PUBE IC OQUCUMENT ROUM, L7LT W SEIEET, waSHINGTON, 0. C. 20543, (00 “ENTS/PAGE -~ RINIMUN
LAt 32.09)

FAILIRE, PIPE ¢ w€LL> ¢ QUAD CITIES | (bR ) » SAFN S HAING SYSTES o FLUN, RECIACULATION o LEAK ¢ LLTRASONICS »
SACAFLT o PIPES any PIvt FIFTINGS

1aesll
CURE DPRAT CISUMARLE MELALEP RELELF VALVE SET FUO LOW AT QuaD CITIES |
CUFMURSEALTH RUISUN (OMPANY, JLLINGES
4 PAGESe LETSER JL NAC DINRCTORATE UF [ ICEVSING SESULATIGN, FESNUAAY 20, 1973, JOCKET 30-254, TYPE-~OuA, MFG-~
veboy Be~~3T € LUNLY

Caudt = JNRALRN, mlTn Tk UNIT I COWLD SAUTIJeN, SPECIAL CORE SPRAY  OPERATIONAL WYDROSTAT (C TEST
»As Ul (N COMPLEANCE wilTn [f AULLETIN T75-0). VURGNG TESTING 3¢ & PYNFP, wATER WA S NBSERVED
tiverbtolon Trt ALACTIR BUILLING FLOIN ORALY SumP, THE TEST WAs STOPPEN. THE CORE SPRAY

v

e W - v
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wWwals  sunlimtue
UL SirtAnut HEADER  RELIEF VALWE i8S FRUW) T LRET oETwx€N 32> AND 330 2S1,, TEST PuESSunf wa$
315 Pylbe VALWRS Wbl PESET IC LIFT A€TekEn 575 A% 330 #SIG, Tref P 537 wds 2EauN 2) 3G 2515,
AT 2Deady SALLLAY UF wATER st (ULT BEFae Frc cRAUN A5 DEIVENEL. W AUWESSE
CUnNTARGAATION Of ACTIVELY amxtitadt JCudkiu.

AvAJLAGILILTY — Nl PUMLIC QLECUMENT AL, LTLT ~ L14€xTe =ASHINGT NG 4o oo 23%e> 122 (ENTIS/PAGE -- miniwum
CridRut $2.000
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Tt LEAKALE wAS BETwiEN THE VALVE BUUY SEAT RIM; ANO THE NISC, VALVE SEATS wERt REMACHINED.

AVASLMILITY = Mng PURIC DUCUMENT NOuR, B717 M STREET. wASHINGTION, O, C, 20563 (08 CENTS/PAGE -~ NINTMM
CHARGE  92.000

L ek



102260 L OntINWROS
GUAD CITIRS 2 (mR) o ovwa vs, (R ¢ SLEM QAVE ® WCT » TE5T, 2VSTER CPERAASELITY o JESE, LEAR NATE o
nEFuts 29

Widel
PrajOhisil AJA LULR OOOM SEALS LEAR €xCedsiveEry Al Juao CITIES 2
MO EALTR EUISUR (OWPARY, CLLINGIS
v Packle LETVER wiln AOK T5/3 TU ML DR, OF LICENSIsG RECULATEN, APRIL 22. 1975, DI(REY 5)-265, TYPL--cuA,
Rby-—ueb.s BE-~>ul L LUNDY

LAUSE — nORA PALR JAbL. ctan xalr JESTIWE D6 Twr Jumcil CPcSwnil ALR LulR PENETRARTIUN DURING InE
AEFUEL ING DUTAGE 3MCneD Snk RATE 1O ok 31 SCFm, wniCr ERCEEUS TwE le.36 SCFm LISMIT, YMP 2uBALE
SNUT EUR IRUICATEL LEtanaet THAQUGY PACKING JY Time ERFERIJA DOCR manNs whEEL. The nORh PACKING
WAS SEPLACKG.  LRARAGE wa)y TrEN (ERI.

AWANASILIIY - MAC PUBR B LA UMENT RGOS, K707 n FRERT. @ASKINLTUN, . Co 23545 (U CENTS/PAGE -~ mINImUm
Chalibe  82.99)

QIAY CIUIES 2 Lpwn) » OCoRIALMENT ALR LR o oSEAL o OLLA wATe o FEST. SYSIE™ CPEARMSLIIY o FESE, LEAMN SATE
o meFUlL ING ¢ FaliluRg, COPPLINERT

ra22e2
FERDWAS &R (e (R wALVES LEAR EXCESSIVELY AT Juap SIles 2
CuUnmUNat ALTe £0IS0M COMPANY, [LLENCES
& PhotSe LETTER wiln AR T/ 10 MAC DEN. OF LECENSINC AeGULATEON, APALL 2Z. 975, OQCNET $0-285. TVPE--Bwm,
Mo—w.t.s AE--561 L LUNDY

CAYSE - FLGW SETMELR SEAT NERG AR0 3OUY. TESTING UF Tuf SrEDwATER CHECK VALVES DURING Trf
REFVEL INC GUTAGE YICukU 2 VALYES rAD LEM RATLS UF 97 &MU 472 SCFr, milln ERCEEVS TwE 1€ SCFn
LENIT. Tt SEALS mERE ALLCHING FLOw SETWEEN THE SEAY ASYC MWD Tk yR ¥E s0CY. FILLOwinG
INSTALLATAGH OF viTun SILICUR RUBBER J-AI%GS Ih PLACE OF Ine STAIMLESS STEEL SEAL RINGS anD
*6naCminInG OF Tt vatve 3€aTING SUAFACES, LEAK RATES WERE JELTW LINITS.

AANABILIIY ~ . ®C PUBLIC DUCURENT ROOR, L7L7 n STARED, wASHINGTON, D. C. 20543 (U3 CEXRTS/PALE -~ winIwun
Crnaflut  $2.90)

QUAD CETILS 2 18wy » VALWE, (WECK o FLEONMATER o LEAS RATE ¢ TESI, SUSTEY OPERABILETY » TESE, LEAK RATE o SEa
® FAJLURE. Ot [uh RAROA o REFUEL ING

132263
BAIN STRAR SSRATICN #ALVE LESA mATE ni(n AT Quad CITIES 2
COMMMRWEALTI EDIYOMN COMPARY, LLIROES
4 PauESs LETTER ailh &CR T5/79 TU MC OB, OF LICEMIYL AEGULATIUN, APRIL 22, L1979, OOCPRI 50-205%, FYPE--Jdmm,
No-~bokor BE-—3ul L LUNDY

CAUSE ~ VALWE SEAT wARPAE. LUCAL LEAR wATE TESTING O LiNt A WAlN STEA» [SJLATION VALVES JURING
Ing REFUEL ING JUTAGE TIELULD A CUMBINED LEACAGE JF 2%9 SCFmw FOR ToE 2 wA. ¥ES, BECAUSE TwE
INDOARD VALYE WAS MLPAIRED © wEERS EARLIER, IME GUTOUAAD VALYE wasl SISPECTED, UNSEVES rHEATING
AU PROUUCED A SHALL MARPAGE OF Trt SEAT WiiCH LeD TO A SLIGRT ERGSION GF Tt STRaLITE
MATERIAL, AFIER Ik viive NAS PACHINED TU ELIMINATE SAAPAGE, Trt LESK RATE wAS & SSENTIALLY IFRO.

AVARASILITY ~ MRC PuBLIC OUCWMENT ROUR, LTIT7T » SIREET. wASHMIRCION, V. C. 20563 (08 CENTS/PAGE ~- wivimun
Cnaapt 32 .00)

QUAY CITirS 2 1BmR) o SVALVES » COURTAIAFENT [SOLATION o MAIN COOL IS SYSTE® o O EAR MATE o FEST, SYSTFN
OPERABILITY o REFUEL ING o TEST, LR AR ABTE

102284
FLUB INSTRUMENT (MECR VALVES FALL AT QUAD CITIES 2
CUMMONWEALT» FOFSON CORPARY, JLLIAGES
2 PhokS, LETTER wiln AOR 75712 Tu MRC DI, OF LECENSING REGULATION, APRIL (% 1975, OOCRET 90-205, TYPE-~Bwm,
NEe-=G. ko0 AE-~-d6T & LUNDY

CAUSE ~ WEAR SPRINGS ASD PITIED PLITETS. OUMIVe & REACTIR WYDROSTATIC PRESSURF TEST wHilE TwE
URET #AS IN COLD S5»UTPORNe 2 CHMECR YL VES FAILEY TU CHECR AYO ONE LESRED EXCFSSIVELY., AL )
VALVES HAD WEAR SPRINGS AND PITTED POPPETS. NEw SPRINGS ARD POPPETS WERE INSTALLED, ALSD, O%
VALVE SLAT REQUIRED LaPrING,

AVAILABILITY = RAL PUBLIC DUCUMENT RCOM, L7357 w STREET, wASMIVGTINs D, C- 20%% 108 CENTS/PAGE -~ JINIAUN
CAMmGE 32.99)

WUAQ CETIES 2 1DWR) o OVALYE, CHREC). @ OLEAK o TE5T, V1L OPEAMILITY o TESE, PROOF o [VSTRUMENTS, W(SC, ¢
FAILURE, COMPONLATY

102549
MPCH SYSTEm CONTAUL VALVE FAILS TC LPEM AT QUAD ClITIeS 2
COMROMMEALE ™ EDISON CONPARY, ILL INOSS
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WY LSV A RE V]

3 PaLk>e tclled alle AR T3-1e Ty WAL CIRECTLAATE JF LICEASIWE RESWMATION, AZPRIL 28, 1975, UOCKET 50-285. TVPE~
“onde ML-—Gokas SE--3F L LUNDY

CAUME - PRLSIUNE SalTCr SEITENG Lume DIRIew (S TRSTING 40P THE UnET SUTDOWN FOR REFUEL [NG,
Tt PCl SYSBEN FAlLey FC START. Twe «PCL QUKL LAAY UIL PUNP WAS CYQLING O% A%D JFF AND TG
EMERLENCY PURY 3TaaTtu. THt UPRAATOR WARUALLY :TARIEC Tow AUXILIARY JIL PumP al0 TrE nPCE SYSTER
STanTeu UALELSFULLY. bt TO PHESSURE Selfim >¢TT INGYs TME cUERLENCY OIL PUmP STARTEV On LOW
PRESYME L TrE SEARING LUonECATIIN ntaDEX. To(_ SAISED TME PRESSURE Un TwE nyORAUL IC CUnTROL
SYRTEM steALkh Tu TUAN THE MRILIMY PIwr JRF.  Tr])> DROPPED NVORAMLC CORNTROL STSIEM WEADER
PALISUME LAUSING Ti® AURILIARY PP Tu <cSTART. PrESSURE SwlTCH SETTINGS wERE ADIUSTED.

AVALLABRILITY ~ AL PUB IC DGLUMEAT hium, LIE7 » STdEcT, JA3mineI3N, D. C. 235> 120 CENIS/PACE -- NIN| RN
Lhakut 32,900

AL LITIES £ tonkt) » 20 (1 o vALWED o CUNFAOL © nYORAULIC STSTEY » INSTAURENT, SHITCH o OSET PUINT o CYCLING -
* FAlLuitt: WALNILAASE tRRCR » SSENSCHI, PRESIURE & KeFulL ING

(TP 3 1Y)
e MPRATY PUMP ralLS TG START DURIAG Tre FILAST TEST PasSt AF JuAD CITIES 2
LOPT et ALTN EVISON COMPANY, JLLIMILS
3 PaotSe LLITER wif;m AOR 75-1) 10 MAC DIRECTIRATE JF LICEAdLW AESWATIUN, APRIL 23, 1975, DOCRET 57-205, TYPE-
~Snne Wo--G.E.. AL--3G) € LUNDY

Cause -~ LUOSE TEANENAL CURARCTIUA. wilLE THE UNIT wAS SHUFOSON FOR REFUEL "AG, CORE SPRAY PUNP 2¢
PAILED FO ALTO STAnl wrth Tk REACTON VESSEL 4ATER LO-LI LEVEL S evAL WAS SIMULATED. AFTER sUS
a%-1 WAS TRIPZED AKU DIESEL GEARBATUR 2 AUTO CLUMED INTO BUS Z4-1, THE PUNP AUTO STARTED. InE
CAUSE #AS A LULSE TemmInaL CUNwECTIOY IV & CONTRUL PanEL. TE LOISE CUNMBECTION WAS TIGHTENED.
el PP WAL TMEN SUCLESSHALLY TRSTED.

AvAILASEILITY = AuC PUR LW JOCURENT RGUN, 1717  STIERT. WASHINGTION, D. C. 20565 (38 CENTS/PAGE -~ MINIMM
LML 32.09)

JUAY CLTILS 4 (BuR) ¢ SPUAPS » (URE SPRAY ¢ TEST, SYSTEM OPERASILITY o FAILURE, MAIRTENANCE ERAQR o osCAN ES
ARy COMNECTUAS v REFURLING

Welod
CHLLRIUR CUNCENTRATEIN EACEEUS L IPET OQuniInG STAMRTUP AT Juad CITIES 2
CHMMONMEALTH ELISUN LUNPANY, (LLINOES -
3 PAGESe LETTER wiln AR I%-1%5 JU MRL 0iM. OF LICEWSING RRGUAATION, WAY 5, 197%, DUCKET 53-205, TYPE-~dWA, WFG-
~Goter At=-3GT L LUNDY

CAUSL - COMDENSER TUBE LeAnAGE. THE UMIT ocd SEING STARTED UP FOLLOWING CYLLE 1| REFUEL OUT AGE.

IRk AEACTUR wa> MACE CRITICAL UACE WHILE Trt CPORITE CORCEVIRATITY WAS ).295 PPR.  TuiS vILATED

Tt G.L PPR LIRLT PUR STARTUP. Tk PLUG I8 A PREVICUSLY JUENTIFJED LEARING COPDEYSER TUBE MAD

Cumt Oule 705 MLURENG CUML Sne BATEA [WLEACALE INTU THE HOTwELL. THE TUBE wAS REPLUGGED AAD THE .
UALCHIJE COMCENTRATICN MELWEL TC 0.3 PPY.

AvAILABILETY — Ml PUBL IC UNCUMERT RCURs LTL7 4 STARET, wASHNINGTON, Do C. 2053 (08 CENTS/PAGE - MINImUM
Crange  92.ud)

WAL CITIE> < (émm) » CPLORTJOE o CUNCRATRATION » REATTUR COOLANT ¢ SCODLANT JUAMLITY o CONDENSER o REACTOR
sTantuP o FalLunte. TUSING

1dause
SFF A5 mELEASE ‘ALSCU BY FLUX PLEARING AT SJAD CITIeS 2
WLLEAR ReGUATCRY CHOMSESSIDN, wASHINGTON
S PAESy GUFFICE L8 LaSPECTIuN € ENFLRCERENT wOTIFICATIUN UF Al [ oCIDENT Ot OCCURRENCE MNO. (51 mAY 23, 1975,
UOCRET 30-2085. TYWEk--oek, MFu-~G.te v Ab-=350T 7 LUNDY

CAUSE = UMNKMURN, TWt PLART, wriln maJ BEEY SHUT OCWh TO REPSIA A LEAR N THE FEEOMATER SYSIFM,
wad M iNG SIARY.C ur wrth SEVERAL CF THE WCLEA” LOCAL PIulr RANGE P ITRS INOICATED HIGHER TwAN
NINTAL SEUTRDN FLUA LEVEL. CCNTRJUL AUNS wtAE REPUSITIONE) TwiCe TD COARECT TwiIS. TwO Alm
CJeCTln 41 LAS SPIRE> LCLURRRD [v 4 SwORT PEXIUD OF TIYE - 920,000 ANO 1,200,000 MICROCURIFS/SEC
AeSPECTEVELY, E&luml CUNIACL ROUY mede [NGLATEYD FURTHER AND AEACTOR POWER REVUCED FROM 700 1O 390
Muke. PURth §5 BEING HALSED SLOWLY T) 700 Wo€ Tu [ESTIGATE T11E CAUSE UF TrF POMER PEAK, OFF-
Ghs> RATES ARE MEGER THAN AGRPAL INCICATING 3 ImE FUEL (AMAGE,

AVARLABILIETY = ANC PUBL IC WLCURLANT ROOF, L1717 4 STAEET, wASHINGTON, 0. C. 20543 (08 CENTS/PAGE -~ RIN)MUR
CrAdGE  32.00)

SUAD LIVIES 2 tamm) o »Omem viSTHIBUTECE » AIRSONNE RELEASE o JFF GAS o FAILJINE, FULL FLEMENT » OFULL ELEMENTS
® SDANALE ¢ *HEALTUR TRANSIEMNS » FLUR TILT

193076
ReaCTOR VEaSEL Luw PAESSUXE alanm AT Juao CiTies 2
CUMMONwE AL TN EUTSUA LUMPalY, TLLIALES
2 PAGESe LETTEm miBM AU 75-10 TU MREL UFFICE )F NUCLEAR REACTUR ArGULAYINN, BAY 23, 1975, OOCKET 50-26%, TYPE-- -
veRy WFe-~Gefor bt-=50T L LUNOY
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1J307e oCunlinut o
CauSt = ISOLATION WAL WE LALUSEU. welLlE DPERATING Al NEmmAL PREVSUnE, A REALTim WESSEL LUs Puf 5SURE

ALARM mA) AECRIvEve Sumwée L ANCE TESTING rao bk PERE JuwE, Tral AV wnfCm BEJUIRED IXNATIUN UF
Tk FREMME >MlIln.  UPOA CUPPLETEON TF FmE TES0, T0€ womaANIC EHASMATANTLY LkFT THF LulT.»
VALWELD OUT. wemh Tre ISLLATEUA SulTCHES aur UPteflL. Int ALARM CLEAREU.
AVAJLASILIEY -~ MAL PUBLIL wuLume Nl BCul, Q71T » STactT, alSHIRLTUN, Do L. 23549 {38 CINTS/PALLE -- 4[Nwym
Chatut 82 -ui)

Uy CRIIEY & (8mi) o SANMUNCIALLES o SPabSSJnt, Rultiedl o <AL C3 By SYSTEM o FalLumt . "R TL"ANLE LPBOA o
vALVES ¢ CONTAINMENT [XCLATIOS » M ALES, PubsSumt ¢ PRE3SURE vESHRLS

1930%
CLTANUP AYY BN PEPr =kLu LEARY AT WLAC C(ATRES 2
CUMMUNetALT = LU TSUR CLRPARY, L INDLS
2 PastSe LETIxt wilot AR T35-19 TU MWARC CFrILE OF SCLEAR MEACTIR <EAATIDN, “AY 30¢ 1975, OCLNET 5)-20%, SYPE--

Buk, Wfe-=-C.E.. AL--3%T € LumY

CAusE - ViemaTiGn STRE>Sel miile wwile UPERATING AT 752 "wé, Twt PraCiun BUILDING vERT SV, Frw alo
A TIVIIY INLREASLY SIunIFILARTLY. & STEAW LEAs WAS Fuuww IV & 376 N, TEST CONNELTLIN wtl) Fam
Tk 3/6 ke LINE BU UIng wELD-O-LET UN TrE &-Iv. LINE, A VISIATIUN STAFSSED wel way Twe KPP AxrAl
CauSE. A CABSA WULCUARED DN Ve weAB-cFRECTED Z k. T TEST COWBEC TII waS (6w vl T, Bt
APPFECTED wel D ARD & ol U PLUG [NSTALLED,
AVAILASILIEY - RAC PusliC UCLUREND wluY, LTLY » STRECT. uASHINGT N, U, C. 27969 (20 CAinTy/PALE -~ aINIwW
LBt 84 WJJ)

WUAL CITIRY 2 (Budd ¢ CafLiU> o PIPES MG PIPc FITTIW) » Culas? P MIFICATIN SYMTE & SIaBORWE WELEASE ©

sfalLunt, PIPE . vignATIUN ¢ STREDS = (ALK

133402
JPLARRLY LFF GAD mELLASE AN) PRUBASLE FIEL PAILURME 3T QualL CEFLES 2
COMPNEAL TN EDISUN CURWPANY, [LLIADLS
1975, O XRET 33~-209.

S PhokS. LETTER Wit AU nEPORT 75-17 TC SAC JFFECE 3F NuCLoMt <EACTIN RE5uLATI N, WAY 3D,
TPl —BuRe MFu--lL.b.v AL--S5,T € LUMNOY

CAUME - APALNABLLY niGit PORER PraninGe IR & NURSAL STARTUP FOLLOMNG 3 24 »OUA FMMIED OUTAE,
LPAW nl ALARMS wE4E MITrd AS POSER wAS 3EING 192 ASED. <ONTAOL 200 AU L)> wAS BANKED AT
POSETIUN wu. The ni-Mi UFF GAS ALAAM &S RECEIVED, LOAS wAS DECIEAIEY FRIW 703 TO &03 mdE. InE
Caudt WAS A LUCAL PORER LEVEL SACAEBASE A7 & RATE GREATEX Tran THAT wnldhn oML D ALLDw THE F FL
PELLET 1O CLAUDING STRESSED TU BELAX «fTuul CLAUDING FATRURE. NO FURL SAFETY LENITS wERE
ERCEEDRU. PERSUNARL trhUR o85S & CONTRIBUTING CAUSE. TIDIFECATION OF InE CONTAOL AO0 SEGuUENCE
AAY FAYE PUEVERTRS Twr OAMAGE .
AvASLABILETY - ML PURELC VDUCUYEAT RuUUR, K717 # LT7<E:T, waswinTIiv, D. <. 20545 {0R CENIS/PALE ~- winimum
(ARGt 32.00)

AL CITIES & I8wh) » PALRPUANE RELEASE ¢ OFF CAS o *FATLUNE, CLACUING » CLAOUING » PEMTIOR START P » FAlLURE,
EUVEPRENT ¢+ kaTe o FUEL INTEGHEITY o SutL tLETENTS

tusels
STARDSY a> TREAVMENT SYSPEM (AL ET vaLvE FAILS TU UPtN AT Jual ETIES 2

CUMSUNREAL TH U ISUN COMPANY, JLLINOSS
3 PAvks, LEVIER nlilm AU &EPOAT 79-18 Tu WRC JFFICE JF WKLol REACTOR R 5ULATION,

IVPE-~BmR s AFG--Gobkse Ak=~5T L LUNLY

RAY 3, I%75. DQCHET 31-209,

CAaUSE -~ SMEaneD oOL TS, Tualn 5 CF FME SBLT SYSTEM wAS SVARTED AV SITATED AUl EniTIATION UN
URET 1. A SPURIOUS AUTO INITEATIUN STCNAL wAS RECEIVED OV UMET . welln CLOSED Ti{ [ FNLET vaLve
MU TIED TG OPEN THt ¢ IMIET vALVE, In€E 2 IWLET vaLVE FAILED TO CPE» BECAUSE Tre SOUTS memiCH

ROLD Trt mUTOR L Tk AUIGR UPERATOR »AD SMEBAED. TRATN B IRLIPPED ON LCw FLIW. Txalm A STARTEY
SUT AUTw ENLET VAL VES REPAING L CLOSED NUE TO THe vALYE FATL:IRE ANO AN INTERLCCY [y TrnE LIGIL.
Tt SROREn BULTS mERE ARPLACEL. BOTW VALVES SENE TanEd OUT OF SEAVICE s TeF CPem PULETIGH UNTEC
e LWUGEC DRSIGH |3 MLUIFICD.

MWAILASILITY = MRl PUR iC UOLUNESNT aUDm, LTL7 ~+ STatc T, wASHIF0N, Co C» 20%89% 123 CinIs/Pavt -- %ivimun

CRadbt $2.90)

QUAL CITikS 2 (BwR) o OSVALVES o OSTANDBY CLA> THEATWENT o FAJLURE, CESE A CANIR o CUNTROL SYSTEY o fFalLJAER,
CUMPONERT ¢ VALVE UPEAATCAS o FaSTENEN

103439
FURTMER IAFULRNATIUN UM VALVE BINUING AT JUAS CETIES 2
COPMURRE ALTH EV. SUA CURPARY, (LLIANOIS
2 PAGEY, LETTER TO NAC OFFICk UF MUCLEAR REACTIR RESULATION, JUNE 3, 1975,
webor AL--5T L LLWOY

CAUSE = LTUFF IRV B ALSURNTENT, DURIW HEPLACEREN OF Zn RECIRCILATEIDY LIOP DISCHAAGE vALVE
BYPASS LINE, MO~7-202-48 VM VE naS AEPAIRED., SCIMING WAS OdSERVED OM TeE STem, FHE SIDDLF
PACKING STUFFING BOR waAd OuT CF BLIGWIENT, CAUSTNG Trt vALVE STEM TO AgND.  FrlS LFD T £ XCESSIVE

NOCRET 30-20%, TYPE-~PwR, WFG--
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103458 aoniiNugge

tLeCTniCam waftnl Tu LLUSE TeE BALVE. BALL MARAY ON Dek VALVE STER MERF SAUDTHED. Tre VYALVE wWas
AP ACAER. [0 IngX (PEnalEC PROPERLY.

AvaAl . dolLiTy - Wl PUB IS LA URENT AOUR, LZLT 1 STAEZ T, alSHINGTUN, 0. C. 20543 130 CERTS/PACE —- AIRImUN
Crlnee  32.33)

WAD CLTIe> 2 (nan) & SvdlVe) ¢ FALLLAL . BAINTENRANCE CRAGA ¢ OWAINTEMANCE AND REPALR o SEAL

[TV
SINLLE whivk FalLult MADE STAMURY GBS TREATRERT VSTEN [vIPEmASLE AT Guad CITIRS 2
CUNMUMREALT R EiloUh CUMPANY. CLAGUVA

2 Phwtae LETEER ol AU T75-10 10 MC URFICE OF W(LEAR ACGRLATIIN, Junk 20, 1973, DOCRET 30-265%, TYPE—BMR,
Yrumcoekes Ak--30l & LUNDY

CALSE - UESICH JRFILIL LY. mimiLt THE NIT WAS OPEAATINGe 1T wAS UISCOVERED THAT FAILURE OF A
WALVE LAY PaEVENT CreaaTion OF Tre STANOBY Lad TREATWENT SYSTEM. FuR TnE PIESEYT SYSTER LOGIC
GESIGRe AA AUTO IAITEATIuA STCRAL Fut DN UNIT AUTORATTLALLY CLISES Tt INLET varvE 1O Tne SOCT
$:5T6™ #Gn Ik OTwER whiT. IF Tr€ LWET vALVE SUA T ENITEATING UNIT FAILS, RO IMeT var v al
ALL 15 Pt TJ Tt STY>TeA.  Tnl3 VIOLASES Thg SINGLE FAIRURE CRITERIA, &)Tw ImLEl YALVES nave
seey laabA T GF SERVICE IN Tt OPEN OIRECTIDN weTIL & WIDIFICATION CAN BE A€ 1O T LOGEC
SYMTEm,

aVAALILEITY = 'l Pusl fL QUCUMERT RLuR, K717 < STRECT, el INGTiN, 0. C. 20343 108 CENTS/PAGE -- WINImMm
RARGE  8Z2.90)

wodvw CITIEY 2 iduk) o *CunIALL SYSTE™ ¢ OSTANDSIY GAS TAGATWENT » FAILURE, OESIGN ERROR o MODAFICATEON ¢
2SI%Lk FAliumE LRITERICH

Lved5s
TurUS VALUUR Jnganth FOUML [ALPEASOLE AT Quay CITIEs 2
CONMINEALTI EDISUN CUSPARY, CURUCYA
3 PautSs LETTEN wiln AOR 75-20 1y NRC UFFICE JF sUCLEA4 R EACTOR REZWATION, JULY 2, 1979, OOCRET 50-2a5, TYPE--
s, We—Goker A—-31T € LUNDY

CAUSE = FUULED oudPIRGS. OURING TESTING OF Int REACTOR BUILIING TO SUPPRESSION CHANBER valuwN
OonEMRERS Welit UPERATING AT 2023 "ul, 4 TORJUE JF AsGUT 90 FT L8S waS NEJUIRED TO mOVE TmE
COURTEaatlont. Tot LINITIN. TONGUE §S 50 FT LS. Tre SWING GATE JUSHINGS WERE FJULED. TuE
PACR MG wAS REPLACED ARU Tre TEFLUR SUSHING CLEANED. € CHECK vALVE THEN SwunG FREELY.

AVAILASILITY =~ il PUBLIC UGCURENT ROCR, L7L7 1 STREET. wASH'NGION, O, C. 209465 (08 CENIS/PAGE -~ ninimm
LHARLE  32.03)

JUdU CETEEY 2 (BwR) o OSICATAIANENT VACULM SReAKER o BUILDING » TIAUS o TEST, SYSTEM IPERABILITY o OSEARING »
ALY o FALLUAE, LWL IPMENT

10%000
2UPPRESSLUGN Crdmath VACULR oatARiRS FALIL TO OPEW AT Quab CITVIES 2
LCmPUAREALTN EDISOM (UMPANY, LLRUCYA

3 PAGEds LETTER wilTn 43n 75-21 TG NRC GFFICE 0F WUCLEAR ARACTOR AEWUNLATION, JULY 8. 1979 DOCKET 0-26%, TYPE--
Sake We--C.t.s AL--50T L LUNLY

VAUSE - UtFELTIVE SCLEACIUY., wBLE TESTING wiln Tug AEACTOA AT 4% MuE, BOTH PAESSURE SUPPRE SSINN
Cnomatn Tu REALTIR BUILULING VACULR BREARERS FAJLED TO OPEN FROW Tr€ CONTROL ROOM, WMEN THE
VAL BRLARER SOLEMIIOS wERE TAPPED, THE VALVES JPEMD. Trt RUBBER SEATS IN THE SOLENOID CAPS
wen€ FLony TU B3E wORN, THIS PALYENTED TME SOLENOID MECHANESH FAODW GIVING AN AIR SIGhAL TO THE &
#AY vens>a PILUT wAkve, Twé DEFECTIVE SULEVIIOS wERE AEPLACED AND THE VACUUM BREAKERS OPERATED
PuuPEMLY,

AVASLASILITY - maL PUm IC DOCUmENT ROOR, 1717 :¢ STREET, waSHINGION, 0. C. 20545 108 CERIS/PAGE -~ MINIMIR
CrbAGE 32.00)

AU CITIES £ 18mA) ¢ SLONTAIAMEAT VACLUY SREACHER o TEST, SYSTEN OPERASILITY ¢ FAILURE, COMPORERT ¢ FAILURE,
EQUIPRENT ¢ oSTLENUID ¢ TUALS ¢ BIILIING

108730
3cT PUINT ORIFT in nveE. L PRESSURE SeITCPES AT JUAD CITIES 2
COMPORSEALT™ E01SUM CORPANY, CURLCYA., ILL.

4 PGSy LER W/B0R T9-44 TO WAL DFFSCE UF WUCLEAR REACTOR RECGUATION, JULY 24, 1973, DOCKET 30-283, TYPE--RZWR,
Mo =veber Af--36T & LUNDY

CAUSE = INSTRUSENT mIFT, UURING TESTING wilr Twt RENCTOR AV 1944 mwl, 2 OF V 4 HiGH DRYWELL

PRESSURE >#ITCHES TRIPPE, AT 2,05 PSIG, wHlC: EXCECOS THE 2) PS1G LIMTS, T1C-0-RING WODEL
1Zv-AA%PP >uliT(MES wenE atSET TC 1.90 PSIS, W) CAUS: FUR THE INSTRUNEN S FOUmD.
AVAILASILITY = NkC PUBLIC UOCUMENT ROOM. LTL7 M STRELT, 4ASN.NGTON, 0. C. 20945 ENTS/PAGE -~ SINTwun

CHAAGE N2 .00)

WAL CITIES < Tomn) o OFwSTRUMENT, SwiTCH o INSTAUNENT CALINRATION ¢ SENSORS, PRESSURE o VEST, SYSTEM
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[T FO] oL OnT Inutd®
UGPERASILITY o FAILURE, INOTHAURENT o o381 POINT o DX JFT o ARACT)n SAFETY SYalt™ ¢ _OnlalNmEn]

1wer2e
NIGH DRYMELL PRESIUAE SelTus FAILS TC UPLAATE AT wJAg CITLES 2
CONMONSEAL TH EVISUN CURPAAY. CLALCYA, ILL.
3 PGS, LId w/aDR T5-23 1C MRC UREECE Ut WUCLE AR REACYm AEGRATIIN, JWY 2%, 1975, JOC-ET 30-203« TVYPE--dui,
REC—weber At--30l L LUNLY

CAUSE - PLUGLEY PULIATILA CanPENER. JIRING SURVEILLAMIE 4 Td INE AcaCTOR AT 1968 "wi, 4 HiGe
DATBELL PRESSURE SulTLN FAILEC TC IPERATE. IV wAS MEPLACEU «1TH & Skw OWE. TAE JEPLACEM ST ALSC
PAILED. Trt PRESSURE PULSATICN OATPEWER wAS PLUGGLED ulfs DIAT &) 5(ALES whi(n ISOLATEV THE
uETCH Fuul Ik REM UF Tw€ STSTRN. THE JAtPesER LS CLEANED AW Tt SHITCM RETURNEL TD SEAVICE.

AVAILASILETY - NRC PUBLIC DUCUMNT NGO, LT7LZ » STRERT. wASKINR;TON. O. C. 20583 134 CERTSZPAGE -~ Ainimn
Cnakut  $2.90)

JUAD CIRIt: 2 10u) ¢ SINSIRLNENT, SuITO? o JIOTRISENT CALIBRATISY & SENSIRS, PAESSURE o TEST, SYSTEw
OPERASILITY » FAILURE, INSTAURERT o SLRIFICE * 9CRU) o CORTALGRENT o REACTCR SAFETY SYSTEM

134838
AEACTOR FERUWATER SYSTERM FLUSMING LINE CAACHED AT WOAD CITIES 2
COMMDRNWEALT™ EDISCR LOMFARY s CLAGOVA, SLL.
1 Pee LTn TQ MEC OFFICE LE MUCLEAR REACTIR RECULAT IO, JULY 29, 1979, JCCuET 50-205. TYPE--8g3, W, -~ €., AE--
$GT L LUMDY

CAUSE - IMPRUPER BLE'WIING OF FELLET stL0. A SEARCH ¢ RAGE wAS INITIAVED DUk T2 EXCESSIVE
QPERATION Ui REACTOR SUlLiing FLOGR DRalN Sui» PumP, LEAn @AS LOCATED ON IMNF REACTDR
PLEURATER FLUSHING LNk AT Tt PCINT antat 1T 31S meL. J e VAEN FrE) "EADcR.  TWE wEACTOR 4aS

MUl DUBN. [APRUPER SLINUENG OF A FILLET wtl AT TrE PPt TO REINFORCING PLATE JIINT CAUSED A
STRESS 7OINE RESULTING IN CRACKIN,. AN 8 JuCr ScCTION 5F PIPE CWTAINEN: Tt CIALK wAS REPLACED.

AvALABLLITY - Ml PuBLIL VOLUEEAT ROOW, 1757 n STAFET. 4ASHINGION, J. (. 22563 130 CENIS/PALE -~ VINIWM
CHARGE $2.00)

JUAD CITIES 7 (BmR) » PIPELS ARu PIPE FEITIINGS ¢ PFECOWATER o S EAR o SFAJLURE, PIPE o wELODS o STRESS o
FAILURE, INSTALLATION €E4xOR o nraCTOR SNUTDUWN

10603
MYORAUL IC ShueBensS FULRD nilTn ERPTY LIL REMEAVIIAS AT JUAGC CITIES 2
CUnmUAstALT» ED7>0UR LORPANY, CVACLYA, JLL.
3 PCSe LIN W/AUR T9-2% 10 MRC UFFECE OF MUCLEAR AEACTUR NELULAT TN, JULY 3, L197%, DICae! S3-7265, TYPE--Awm,
RE—ueter 8E-=56T L LACY

LAUSE - LEARS, OURIMS SURVEILLANCE wriLE TWE UNIT waAS 14 COLD SMUTO I ¢+ IR WRINTE ANCE, 2
AYDRAU L SMOSEAS WERE FOLMND Tu MAVE EMPIY QFL RLSEAVOIAS, A GRINMELL SHUNCER waS WEPAIKED oY
TILMTENING Int FITHINGS Tral ALLGIFED THE OIL TO LEAR TUT, & BEAGFN-PATEAICN SYUBIER @AS REPLACED
wifr & REBUILT UNIT. T will BE ALPAIRED I% V€ FUTWRE.

AVAILASILITY - WmC PUBL [C VUCURENT RUOM, L1717 % STRER T, wASHINGTON, U. C. 23545 (I8 CenIS/PAGE ~- 9iNioUm
CHARG: $2.00)

WUAD CITIES 2 IBnR) o #SNULR ABIORGER o SUPPURT STRUCTJUAE ¢ PIPES AYD PIPE FEITTINGS » SURVEILLANCE PROGAAR ¢
FAILURE, EGUIPMENT ¢ oLEAR

104971}
URYGEN LEVEL N PrIRARY (CAFALMIEAT FILr AF WUAD CITIES 2
CORmOBut At Vot culsUh LOMPANY. JLLINOES
3 PAGEY. LETTER wiln 20 RePORI 79-26 TU WAC OFFECE Jr NUCLEAR REACTIM RESULATEON. AU, 40 19735, DOCRET 30-205.
TYPt—~Bmnos MPG—Gotoo AE--3ul [ LUNCY

CWSE - LEan In INERTING SYSTER, TweNTV-FOUR A0URS AFTER & UNIT STARTUP THE OXVGEN LEVEL UF THE
SUPPAESSIIN (RARMBER »AS 88 AMy Tré ORYMELL 4A% 3€, Trul EXCFLUING Twe oS LIWif, & LEak wdD
VevELOPRU AT A FLANGE N Tom AMITIGES T9EaTIN, SYSTE® gue T 4 GASKET FAlLURE, TrlS LEAL wAS N
SUFF ICIENT SILE THAT THERE wAS AR INAJEGWATE SUPPLY OF NITADLFN AFALHING THE PRIMARY CCNIAIYWEENT,

Tt GASRLS of $ AEPRALEU, IMERTIVG wAS COMPLETED 23 MOURS LATER,

AVAILABILITY - ML PUBLIC UOCLRENT RLOM, 1717 W sTatel. wasHiNm.TON, D, (. 22%¢5 (0N CENTS/PAGE -~ AINjwum
CHINGE 32,30}

QUAD CITIES £ ImR) o €. 7GEN o CONCERTRATION ¢+ FAJLURE, COPPONENT o SEAL o LEAK & SCONTAINNENT ATUOSPHEAL,
INERT

100908
KRR SYSTERM SeRVICE WASER PUMP #LUw RATE LEss Toan LIWET AT QUaD CITIES 2
COMMUNULAL i EDISON COMPANY. CORDCVYA
3 PLSs LTA W/ADR 795-28 Tu MAL UFFELE OF “SUCLEAR AEATTON ARLWRATION, AW, 3, 1975, JCALT 50<285, TYPE~-BuR,
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13even sLant v e
Murmsetee Af-=3u0 € LULALY

Laust -~ wlomis be 20LTiun o) ImwRLLER. OUMiN. Te3ElAe JF hrm SEmVICE waTER PURP 24 wiln TeE
REACTGn AT 19y Mul. Ine PUAP FLLa al) 2830 P AT 1% P)la. TECH SPECS REYUIRE 1300 CPm AT Li8
Pria. AN ALLUMALATIGH OF UeBAlLSs CINMISTING OF PIRCES OF »UD LUDGED th TRE PURP SUCTIGS AND
IAPRLLER merk FUUhL. AFTEE CLESRINGe Tt Fluw QATE mAS 3000 LPm AT 200 P31A DURING A RETEST.

Avaltdsiealy - L PusLi. VLLUMENT AguMe L7877 + SIRFET, wASHINICK, D, C. 20%43 103 CERTS/PAGE -- “ivIwm
Rl S Y JN} )

widS LITle> 2 (ow) ¢ OFLCm ¢ ShAIL ¢ oPURPS ¢+ AuRILIARY COMM ING ¢ TEST, SYSTE® UPERASILITY o CAYD ¢ FATLRE,
WEINTENANCE eMRLR + SHUTOUBA CUGLING SYSTEM o FARLURE, EWUIPMENT

1d~%"
Wil 3VOTeW PuAP $L0w k>S5 TrdNM LINEY AT QuAL CETRRS 2
LuPRIRer AL Tr E0ldun (u., CLAULYA
3 Pode LIN w/AuR 15-27 TG WAC LFFICE OF NUCLEAR REACTON RELULAT ION, AJUST & L1975, DJCRET 30245, TYPE--BWR,
MW o—veloer A--5CF L LLNOY

CAUSE ~ LORTRLL LINRAGE T (F ADNSGTWENT. JudalnG FeSTive 3F Tnk WIGH PRESSUME COILANT TNJIECTION
SYSIEM wilnm Tk e ACTUn 1PErATENG AT 023 wé, Tnt PUMP FLIw RATE wAS REASURED TO BE 4300 G
INSTEAL P IME REJULIREL Juu PP, Tt SPEEO CONIAOL LINKALE wA> WOT PROPEALY AESTRAAINED TO
RAINTALN ok ALJUS W e Cra3AnY TO ALLOw Ing Tunbint TO OPERATE AT niGH ENDIGH SPEED. TuE
PiL ol valwt LEveR 2 4SS INPRUPEALY PIARED GUniInG TAITIAL INSTALLATION. 7 wWAS ADJUSIED
PRUPLALY,. FLlub RA 1 exmess CF 33)0 CPY uwERE ACHIEVED.

WAILMILITY -~ Wi Pudd 10 DUCURRDT RGN, 1717 o >TRELT, wASHINGTIY, D. C. 20943 108 CENTI/ZPAGE -- AlnIim
LHAAGE  $2.093

MAU CITIES £ iomk) o PU%nPy o FLun @ NATE o ZEST, SYSTEN OPERASELETY o MPCIL o FAILURE, INSTALLATION ERROR

1CH04%
ST PUIRT ORiFT % TeWERATUAR SENSURS AT Juad CITIES 2
CINMAacALTr EDESUR LURPANY, [LLINGES
3 PastSe e Vitm wifre A0 wepGal 75-29 TC WAC JFFICE UF WCLESR REACTOR RECULA [UN, AUG. 8, 1979, DOCPFT 50-2495.
TYPe—~~Ban, MFu--Lot.s AE~-30ul L LUNDY

CAUSE - IWPRUPER BYPE PCd SUTY,  WMILE INVESTIGATING THE CAUSE OF & wPC T SUSSYSTEY TSOLATION wilH
Trg REACTLR AT 1935 Wal, 2ERSGWMEL FOUND » JF Trr 16 HPCL AREA MIGH TemPERATURE SENSORS TR [PPED
ASuve Trk 200 F LEMET. Tt AS rOUND HETTING nanNGEO FROW 21D T3 235 F, 1 §S FELT TwAT el
FeRmM UL A70¢ 3-8 TEWPERATULRE SENSUR [S NOF PRCPERLY UESIGAED FOR Trt TYPE OF OUIY FOR wHiCh
BT IS OEING USEU. Trt DWITCHE: BERE RECAL[dXATED AvD RETURNED TO SERVICE. TrnESE SwlTCMES MAVE
CAUSEY PHUBLETS IN Tnt PAST,

AVAILASILETY -~ MRC PuBL JL OULURENT ROORy L7L17 1 STREET, wASHINGTUN, J. C. 20%6% (08 CENTS/PAGE -- AINIMUN
CratGe  32.33)

WAL CITIES & (Bmrt) o oINSTRUMENT, SwiTCH o INSTIURE 4T CALIBRATION o SENSORS, TEMPERATURE ¢ TEST, SYSTEM
UPERASILITY & FAILURE, INSTRUMENT o o561 PUINT o SO iFT » FALLUME, CESIGN ERRCR » HPCT ¢ COMPARTMENT

105141
EelS LU= PrE>SLAEL Swifirm FOUND VALVEC CUT AT JuaD CITIES 2
CuMMukat ALTN EUISUM LOMPANY, CIRDCVA
v PuSe LTR w/AUR 75-50 Tu NRC UFFICE UF WUCLEAR REACTUX HESVLATEON, AUG. 21, 1975, DOCKET 50-24%, TYPE--BWR,
W o~=Gokos AE--3LTF €L LUNDY

CAUSE - UPEmATUR BRNGR. OURING TESTING AF T4E EWEnGEMY CONE COOLING SYSTEM LOw PRESSURE
PERRISSIYE SENSORY wifn Trt ReSCTIR AT 1745 wal, A PRESSURE >wiTCrm wAS DISCOVERED TN TwE [ SOLATLD
Comcifiun. Tk SelfCr »AS IMMEVIATELY UBISOLATED. THE [VSTRUREST meLwaANTC TRAUVERTANTLY LEFT
Tt valve CLOSEU AFTEn Trk LAST TEST.

AvAILASILITY - MRC PUBL IL DOCURENT ROOM, LILT n STAFFT. aASHINGTGN, O, C. 20945 (08 CENTS/PAGE ~- YINImMUN
CraRee  32.,23)

Juaw CUTIes 2 fomk) OINSTRUMNT , Swilfrm o TEST, Sy TEW OPEXABILITY o SEVSRS, PRESSURE o $RERCENCY COOR ING
SYSTEM ¢ FAlLURL, MAINTENANCE EAROR o OVALVES o CONTAINMENT FSOLATION o PROCEDURES AND MANUALS

10350
LUn Fluw FEEOWATER LINE SEVERED AT wuAp CITIES 2
CURMUAREALTH EVESLh LUAPARY, (uhulva
o PG3e LTW w/Aul §5-31 YU MRC UFFICE OF “JCLEAR REACTOR RESULAT LOY, &G, 27, 1973, ODCRET 90-269, TVPE--BwA,
WHo—~telber AE--50LF & LUNDY

CAUSE - vioMATION, DURING STARTUP wHILE TRANSEERRING FEEDWATER CUNTRAL FRON THE LIw FLOW FEED
REGULATIMNG sALYE Ty Trt RATN MECUATING vYALVE, YiamATIDN OCCURRED wriCH BRORE THE B00Y OF A 4 X &
baCHn REVULER UM TAE LuwhsSTREam SIDE OF THE LO4 FLuw YALYE, THE UeiIT wAS MANUALLY SCRANMED AND
HEWULATENG STATIUN ISOLATED. ABCUT 14+500 SALLUNS DF WATER was RELEASED OF WHICH 2,%00 FLONED 7D
Nt ulL SEPARAMUR, FLUR >NUBRERS WERE ADDEQ Tu Tre REGULATING STATION TO RECUCE VIBRATION, WNEW

Y
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103560 LUl i Mut ue
ALUUCEN) acly INSTARLEL O% unulre SIDES JF Trir 20w L e MEuJLAIING VALWE. CRAALTS 1Y INF ¢ .o +L s
PIPIne TU Tre MADY BheoaAlbn Lint bt ki) mEPALNES,

AVANLASILISY - MrC PUBLIL WHALMEST Rots LTLT ¢ TRELT. «ASKRINGTEIN. J. C. 27955t {ENTS/PA%E - Yinlwym
CHARLE  S2.0V)

WUAD LBBIES 2 Llowh) » SERRCWATER ¢ PIPES AND PLPC FUITINGS o SFRIL ME. PIPE o VIOHATLON o FAILURE, UESIGY
EARUR o FATLUNE, PATILLE ¢ RAUTUACTIVITY BELEASE ¢ Jwala ~ AcALTOS ,uTiun

1U28~S
WYUKAUL IC Saudalns FULUND INOPLudoLt BT CuAG CITEES 2
COMmUARLEALT Fr EUISUNS CUMPANY,. Luhuuva
& PC3e L0m TU ARG Uln, uf UFPILE OF SUCLLAN MEACTOA <EwATIIS, EPT. 3, L9 05. OMRET %0-26% JYPE~-5m, "% --
Goloe AE--356T & LUMNUY

CaUSE - LEand IA FITTINGS. Winihe RUSTINE SJRvEILLANCE UF NYusAATC SeutukmS wile Tre unif
IUTUGHR ., JNE GAINKELL alU Ik SEaldh PATERST S SAUpdER wERE  FOUND TO MAVE EWPTY TIL RESENVIGHS,
Trt SKJLOENS RAU LtAnring FITTINGY AND  ACCUBmMLATIMS,

AVALLAGIANTY ~ AN PUBLIL UCLLMENT ROLFe LT7L7 1 YTRERT. wdSHINGIUY. D, C. 20%43  1Jd LENTRIPAGE -- MiNiwge
CranGée B I )

QUG CETILS ¢ {ons) ¢ Ox+{RR K05S0NELE » U RY STRULCTUAE o PIPES AND PIPE FITTINGLS o SURVEILLANCE PRIGRA% »
FAILURE. MAINIEWANLE ERaUM o oLgAn & LLSAICATIUN » FARLURE, EQUIPWENT

105843
URCIMTADLL kY RELRLSE UF AADIUACTLVITY FR M OIL SEPARAT IR PIT AT Ju”u CITLES ¢
CORMUASEALT ™ EVISUN COMPFART ., (GRULVA
> PGxe LETTER TOU NAL DER. ¢ OFFICE UF NUCLEAR REACP.IR REGULATTILN, SEPF. &0 1975 ODOCLCET 50-26%, TYPE--Buh,
Mo—Lobes AE--3CT L LUNDY

wAUSE - RAINFALL. T CIL SePAnATIR PET CONTAINED CONTARINATED wATER FUOW A 2REVIGUSLY REPORTE)D
REAK En Foot FLEOWATER Luk FLUW LINE, SATER w83 3EING UISCHARGED UR A 34TCH CONTROL B8ASIS.
UDURIAG A RALR. Trt PIT oATER VOLLWE [CRRASED >ENCE STIAY DRAINS D TD T4f Ol SEPARATON,  Twk
PIY FILLED AND Oven?iDwkD INT0 T4k SPRAY CARAL CAUSING A% UWCONIROLLED 2€LEASE OF RADITACTIVIFY
FRON THE 3ITt. Tu FRRVENT RECURRENCE, ANY CONTANINATED WATER wilL BE FLUSMEL PAUM THE 3FPARAT R
UNDER CONTROLLED AritaSES. Tré SLOUR  ORATAS THAT wikdk THE ORIGINAL SOUALE GF COVTARIMATFD wATER
nAvE wELN LAPPED,

AVAILASELITY ~ WAL PUBLIL DOLUMENT BLOP, L1717 M HDTHEET, =aSKHINGTIN, 2. C. 23565 €08 CENTSIPAGE -- Mvimym
Chaait  82.90)

GUAD CEBIES 2 1But) o ouRLUND wATEd ¢ CLNTiMTNATIZY » FAILURE, OESTIGNY CRRIA o SEPARATUA » SRALICACTIVITY
RELEASE

100333
riGh PRESSURE COULANT ENJECTICH SYSTER FOUND INOPERASLE AT QUAD CITIES 2
UMMM EALTF EDISUN, fLL.
& PhobSe LETTER BITH AQR 5u-205/T75=35% TC MuC DIRELTDR IF DFFICE IF MUCLEAA ACACTOR vt ULATICA, SEPT. 9, 1905,
OUCKET 59-285 TYPE~=dWi s Wu—Uobor AF--SCT L LUNDY

CAUSE - FLEXTBLE OIL LINE #ILURE. wHILE TESTING it #PCT SYSTEM JUt TG A FAJLURE UF Ine RCIC
SYSTEM wiTrm Tne 2-4CTun AT 608 PCWER. THE HPCT SVTEM WAL FOUKD INUPERABLE. THE AUXELIARY OHL
PUNP REPT TaIPPIY, PRLVENT ING THE MPC] TUABEWC FROM SPARTING, FME FRLERTILE oL LTNE INSIDE THE
GIL STORAGE TARR BAUAE CAUSENG TwE AURBLIARY LUAE JIL Pu%P TU TPIP, TwE shOWtY OfL LIVE wAS
REPLACHD wiTh Tnk SARE TVYPE OF CIWE. weEv Th5 SYSTEM W8S FOUUND INOPERABLE, A REACTCR SHUT WM
wAS SfanTiO.

AVLILASILITY = MrC Pyl L DLLUMENT RDOR, L1717 % 53TaEt T, saAsHINLTUN. 0, C, 20565 (323 CFNTS/PAGE -~ viniwm
LHARwE 9L o990}

AU CETIES 2 (Owr) o 0Pl o FAJLURL . CINPONEST & OTUSEING @ RUBSICATE™ @ QEACTIR SrmiTDIwN & TEST, SYSIERM
artnAsiLITY

100333
RCIC TURBINE MALOUNLD [UNED A7 wull CITLES 2
CONMURSEAL IR cOISUN, ILL.
3 PAGESe LEFTER wilw AOR 20~70%/75% 34 TC MRC DIRECTIJSA UF OFFICE UF NUCLEM ReCTOR RECULATION, SEPT. 9, 1977,
OUCRES 50263, TYPL-~BBR . RFG——L.E.r AE-~35T ( LUNDY

CAuSE ~ wONN OVERSPREL TRIP MECHARESN. OURING weACTOR CORE TSGLATICY JOOL KNG SYSTEM TESTIRS
wril € UPERATING AT 608 POWER, Tht RCIC TIMBEVE REPT TRIPPING AT 3930 APN, THUS LINITIAG PuvP
OUTPUE TU 3% WPR, Tk TELM SPEC LIMIT §S 83D Wwem, wPCH SYSTES wAS TESTED IW9ED(ATELY AMD
PUUAY INLPERABIE. A URET  SHUTCLEN #AS LOMMENCEO.  WEARING OF A NUT Ih THE meCnAvicAL YERSPEFD
TRIP MECHANISM CAUD THE TUNRBINE TU TRIP AT 3300 APY, Tnt FACE OF TwE NUT, wiCH  CINTACTS A
LEVER, NAD aUAN SIPFILIENTLY 1C WIVE THE PRESATURE TRIP, TrE  EWEAGENCY TAPPEY MuT was nEPAIREQD,

AVAILASILITY - AmC PUmLIC Ducumehl RUON, 117 » STAEFT, wASHINGT N, D, L. 20565 139 CeNIS/PAGE ~~ MINIWW
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19-33> sLonl L aucue
Cranor  3.WJ)

~UAU CRTIED & toan) o OTgkolwt ¢ SLUSTALMENT [3LATION » oL ING ¢ FALLURE. CURPORENT » REACTOR SHUTOOMN

1ueds2
TrfEé >Mall Pavk> [N FEtuwaATeR SYSTEM FAlL AV JUAG CITIES 2
LoPmInmEAL Tor cUBYUN. L.

o PALE>e LETIER widln QTR 50-4¢o5/75% 30 IC NetC CERECTOM UF OFFICE OF MUCLEAR REACTOA REGULAT JON. SEPT. 10, L1973,
vkl 20-255. 1TPL—0wn, PPL-—lotesr AE--20] L LUBOY

CAust ~ EAceaSIVE VIORATIUN. whill DECREASING LOAD UURIW: AN URUEALY JNEIT  SHITOOeM, EXCESSIVE
VioKAllus UL URRED h Trk FEECHATER SYSTET CAUSING Trk FEEJMATER RECULATING VALVE Tu OPER FULLY-

e UNET SCRAMNED FAUR ReACBCR  WESSEL o11CH wATER LEVEL. IME VISRATIONW ALS) CAUSED 2 FEEDMATER
Lm FLidn URALs LINES (3/% INCH) AND & BYPASS LINE (376 EACH) AROUND TwE IMLET YALVE FOR THE
niyt PAcSoult MEATER TC BuEAR. THE URAIN LINES wtRE HELOED AND BRACED. THE oYPASS LINE maS
weVLALKD. THE PISTON-CYLIMER JYPE AIR ACTUATUR ON THE FEcOwATER REGULATING VALVE wAS QEM ACED
RiTe A QLAPHRALA JPEXRATUR [N a8 ATTESPT JG REJUCE VALVE OSCILLATIONS.

AvalLAAILETY - NRC PUSKIC LU UMENT RUUM, L7117 rr STAEET. @ASHINGTON. Do C. 20545 108 CENTS/PAGE -- wivimm
CrafGe  $2.99)

SFreomAlen o sPLPES AND PIPE FITTINGS o OVALVES o CONTAR & FAILJRE, DESICN ERAOR « FANLURE, PIPE o VIORATION
* S MAM, ReAl o veaCTux SUTOUNN +» MOCIF ICATION ¢ Quau CRTIES Z (dwm)

131224
FetilwATEn FLUSH LiNE LFAKY AT QUAL CITIES 2
LUPRUREALTF EDIDUN, CUNULYA. JLL.

3 PGSe LIN w/80 50-2065/775-3T7 10 NAC OFFICE OF SUCLEAR XEACTOM RESULATION, OCT. L7, L1975 OOCKET 50-263, TYPE--
suk, MFL—GC.t.s AR--51" & LUNDY

CAUSE - IMPRUPER LIN SUPFURT.  wnllLt FTHE UNET waAS I COLD SUTOOWN. AN INSPECTIOY REVEALED minOm
LEARALE FRUM FESDwATER 8 FLUSK LINE INn TrE AREA wHERE THE FLUSM LINE (S WELODED 7O THE FEEDNATER
Linke TME PLUSH LIM ney NOT AUEJUATELY 3UPPORTED AND THUS EXPERIENCED vIBAATION DURING NORMAL
UPERATION. 115 AESULTLO IN FATISUE FAILURE. THE OJLD <ELD NATERJAL WAS GRGUND OQUT AND THE PIPE
AewElubtD, A MeTAL REINFURCING SLEEVE WILL O WELUED TO T4E FLUSH LINE. PIPE SUPPORTS witL O
ADDED TO LECREASE Tk VIBRATION.

AVAILAGILITY - NRC PUBLIC WGLURENT ROuUM, L7L7 # STREET, wASHINGT N, U, C. 20545 (30 CENTS/PAGE -~ mINIYUR
CHANGE  $82-90)

UM CITEED < (o) o Wkl DS © PIPES AND PEPE FITTINGS » OFEEOWATER » OLEAN ¢ PFAILURE, PIPE » FAJLURE, FATIGUE
e FAJILUREY VESIWA EARGR + VISRATION * SUPPORT STRUCTURE

Lo7e3C
SeT 2OIAr DALFT IN OaYRELL PrESSURE SwITLHMES AT JUAD CITIES 2
CUMMONeEALTH EDIS0N, COHOOVA, TLL.

& Pubde LIn @780 20-2¢5/75-40 10 Wi CFFICE JF WUCLEAY REACTOR MEZULATION, OCT. 24, 1975, DOCRET 50-263, TVPE-~
SR, MFo-~Ge€er AL--S0T ¢ LUMNOY

Caudt - InsSTruntst mIFT, OuxInG TESTING AlTH T4E REACTOR 1IN COLD SHUTOOWN. 3 OF THE & MICH
URYRELL Prt>SURE >uiToents nERE FCUNO TD EXCEED THE SET »OINT LISIT OF 2.0 #31G, IME AS-FOUND SET
PUINTS winE L.3% PSIGe €3 PSIG, AMD 2,20 PSIG. THE CAUSE wAS INSTRUNMENT DRIFT. THE STATIC-O-
Rihbe MOUEL L2ZN~AAS-PP, SwiTCMES WERE RECALJIAATED.

AVAILABILITY = miC PUBLIC VGCCURENT ROOR, L7i7 H STREET. WASHINGION, D. C. 20543 (08 CENTS/PAGE -~ NINIAUN
CRARLE 32 .90

“UAL LBTIES 2 (Bwit) ¢ SIASTRUMAT., SwiTCrt o ENSTAUMENT CALEBRATION » SEMSORS, PRESSURE o TEST, SYSTER
SPEAASILITY » FAJLURE, INSTRUMENT o o5ET PUINT o #ORIFT o REACTOR SAFETY SYSTEM o CONTAINMENT

167%1¢C
CRALK INUICATIONS N MELIRCULATION VALVE BYPASS LINE AT JUAD CITIES 2
CUmMmuAnEALEr cUiISUN, CURLCYA, fLL.

& PGSe LT W/AY 50-405/7%-38 T NkC OFFICE OF NUCLEAR REACTOR REGULATEON, OCT. 26, 197% ODOCKET 30-269%, TYPE--
ok, MFG-~G.t., AE--5¢T L LUNDY

CAUdE ~ NOT VET ESTABLISHED. ULTRASONEC TESTINVG OF ACCESS IBLE WELDS IV THE BYPASS PIPING LINES
At UMY Tt RECIRCOLATION PP UISCHARLE VALVE FOUND A CRACK INOICATIGN ON LOGP B AT THE JUNCTION
UE TeE o-In BYPASS List wiln TMt 28-(N OJSCHAAGE HEAOER O4 THE UDWNSTRIEAM SIDE OF TWE VALVE IN
Tric HEAT APPRCTED JUNE. Trk PUUE OR CAUSE OF FAILURE HAS NOT BEEN ESTABLISHED., (T §S BEL IEVED
Tu 8L INTENGRANULAK STRESS ASSISTLD CURROSIIN. ERISTING RECIRCULATION PURP DI SCHARGE VALVE
OYPASS PIPING OM BOTM LOOPS wILL O€ REMOVED, (OW CARBOM STAINLESS STEEL (304 ) SPOOL PIECES WItH
Pire ENO CAPS WiLL 6% INSTMLED.

aVATLASILITY - NAC PUBLIC DUCURE ST AUOM, 1717 M STREET, wASHINGION, 0. C. 20545 (08 CENTS/PAGE -~ MINIWUR
CradGE  $4 00D

wuBD CHEIES 2 ¢Bmr) » FLum, #tCIRLULATIULN & 2AIN COOL NG SYSTEY o #CIACK ¢ ELOw » WELUS * STRESS CORROSICY o

g
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107500  eCunlinut u®
ULERASOMICS » SFAILURE . #EIPL & FAILURE, DESIGY cRADM ¢ MUUIFICATE 3% o Pldes AN PIPE HITHINGS

12529
TrREL mYsnAW 0 3NuualB)Y FLLND 21 Tn pAPTY UL s yt4v:lI4S AT Judu CATIES 2
CCRmUAEALTY EDIDUN, CURLUVA, (LL.
 Puds LT W/AU %0=205/75-3% TL ARC WFICE UF NOCLEAR HEACTCR RESULATENN, 50T. 26s i97% UOCKET S0-2¢5. TWE--
3w, Wi-=bobt.e AE--5T L LuMY

CAUSE = LEARS. UURING BUUTINE SURVEILLANCE «J0- Trig REACTEIR IX COLD 0T W, 1 Bz mGER-PATTE h5uN
AU 2 nENMELL HYURAUL E. SRUBBERS wtRE FOUND §9 dave eIy G0 RESERV)IIRS. DL LFARY oFRE FUOUND
IN ALL TrliEe. Imk W IRkl UALED WILL a2 WEPLALER) SIT-0 N9 SPARES R ALVAIRED. THE dcAUEN-
PATTERICN UALT WS UN Teef 4-8N(r RECIRLULATIUN LINE arlln 15 318G KEOVED FRIIW SEmV  f.

AvAILABILITY - srl PUBLIC WOLUMENT MOOR, L7LT n STAEL T, wdSeInGiaN. 7. (. 20565 (38 CENTS/Z7ALE -- “INIMUW
CHAAGE 32390

OYHKR ABSURIER o SUFPIRT STRLLTURE o PERES AND PIPE FITTINGY ¢ SURVFILLANCE PR )LRAN o FARLLAE. tIU1PWNNT »
CLEAR o WAL CITIRY 2 (imn)

10752
DIEdEL CENEMATOR FARLYS A Quay CITIES 2
LUNMINaEALTH EVTYUN, CUKOCYAR. TLL.
o PLde LIR W/AD SW-J05 I%-4) Tis NAC FFICE P oK LEAA AEACTICOM ALGULATICN, GCTe 27. 1979, JOUNET 50-20%, TYPE--
Ink, WFG—Gabka, AE--SCT £ LUNCY

LAUDE ~ SUMGE SUPTIESSLAY SHUMT LY.  wHILE OFESEL CENERATIA 2 WAS RUWING FUR A TEST wiTe ThE
aeafun I COLO SHUTUUMNG THE D G REACTIVE 27WERA SelER PEGD AT FULL SCALE. Tt GPERATOR
TalPPed Tk VIESEL. JaG UF Int & SELESIUM  ReCOIF JER TRANSLESNT VILTAGE SURGE SUPPRESSMS
A3,00LATEL +3Th ok GENERATUR ¥ BrLy WAD APPAYERTLY SHMORIED JUT, CULLAPSING TWE FLELC. ML &
SUNGE SUPPREDSURY ekt REPLACEU. THL JBESEL THEY [IPERATED NIR®ALLY, &N EXTeNSIVE 370V as 13
Int MOOE UF FAJMUAS OF THESE SURGE SUPPRESSUNY 15 uNDE RaAY .

AVAILAGILITY ~ mRC PUBLIL OOCUMENT R(uMe L1717 n SEREET, »AnIRST)Y. D. <. 20%3> (28 CzNTS/PAGE -~ ®mINImUY
LNARGE 32.09)

QUAD CETIES 2 (bwRY ¢ SCENERATLR, ULESEL » ENGCIWES, INTEANIL COWUSTIGN » TFoT, SYSTER LPERABILITY & oFAILURE,
INSTRUMENT ¢ ELECTRONEC PUNCTION UNITS

wrsv2
SOLT SYSIEM MELM EFFICIENCY Pref ILTEN PRESSIRE EXCEEVS LIMIT AT U0 CITIES 2
COMmONMEALT - EUTSON LU.. CURLUOVA. TLA,
3 PUSe LIR W/AU 0-705/7%~42 Tu MAC CFEECE JF NULLERY REACIMR WEGULATION, 0OCT. 28, 1975, OGCAET 50-2b5. TYPE—-
Bul, MPu--Gek.s AE--5T L LUNGY

CAUME ~ FOULING. wiTH Tre UNIT I8 COLD SHUTDDmN PR CURE YMAINTENANCE ¢ SBGT SYSTE™ 3 wa3 ~BSEMVED
Tu BE JPEAATING AT A FLUW OF LESS THAY 40)0 SCFY. TNF DIFFERENT TAL PAESSURE ACRISS Tmt HIGH
CFPICIENCY PREFILTER EXCEEORU THE 5.7 Iv. JF wATEX LEWE]. THf PREFILTER wAS FOULFO. THE FILTER
WAS CHANGEL AxD THe SYSTEM FLiw TESTED SATISFALTORILY.,

AVAILABILITY - NAC PUSLIC DUCUmENT Ruum, L1717 m STAE:T, aASRINGTON. U. C. 23545 {Jo CENIS/IPAGE -~ MINImym
CHARLE  32.00)

WUAD CITIeS 2 1Amn) o OFfLTER, PALF’
TAEATMENT » FAlLUKE. EQUIPMENT # CnUC

e POCTER MIGH FFFICIENCY » FLiMe o SPRESSURE UR32 ¢ STANDBY GAS

101979
CUMIADL PCwER 10 Pk AND (ORE 3PRAY L0GIC LUST AT Quap CEYE, 2
CORMMUNSLALTI €DISUN CU.o CCHUCVA, JLL.
@ POSs LIR M/AJ SU~405/75-43 TJ NRC UFF JCE JF \UZLc A REACTUR ReSULATION, NOWe T, 1975, OICRET 5)-265, TYPE--
Buwh, MFu==~Gokos AE~-S6T € LUNDY

CAUSE - PERSOANEL ERROR. whILE THE UNIT WwAS % THE COLD >#UtDONWY CONCETINNG THE LJS VOC CONTRIL
PORER waAS LUSY TO BuLIM Tt RHR B ANU CORE SPRAY o AUTOMAT.C INFTFIATICY LUGEC SYSTEMS. BREAXFR 12
O THE 125 vOC TunBine BUILDING RESERVE BUS 23 FOUND IN FHE OFF POSITION. ASPAREVILY, THE
BALARER WAS OPENEU OUM [NG MA INTERANCE AND NOT CLOSED FOLLOWING CUMPLETIUN GF THE wufn, 1ME
BREAKER wAS CLLSEV.

AVAILABILITY - NRC PUBLIC UOLURENT RUUM, J747 W STRES T, wASHENGTUN, D. C. 20963 103 CENTS/PAGE -- Niniwun
CHARGE 87 W)

SUAD CETIES 2 §omR) o SCONIRLL SYSTEM » LnuTune™ CNOLIVG SYSTEY » (0PE SPRAY o SELFLTRIC PUNER o FAILURE,
MAIRTENANCE ERRUR » JACARER

108207
HCIC TURaINt FRIPPEL DURING FEST AT QUAD CITEES 2
COMMINBNEALTM EUISON LO.., CORDOVA, HLL.
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fualal LJLY SR YY ST

v ¥ode LI o/A2 Du=ga%/T>-%4 Fu fome UFERCE JF WCLE A4 ARALTUR RESULAVION, WOV L7. 1375, DUCSED 50-265, TYPE--
Jane WFL-—5et.s Ak-=3ul & LURLY

LAYLE -t ALTLATua rafiluat. DLW 20T SAINTERANCE WMLEC TESTING #4071 Tié REACTIR AT 5T PIwER,
e w.ld Furalihg TairFcu wut tu FiGH cAmALST »RESDURE. Tl TIAL INVESTIGATION REVEALED Frnal THE
PILUT vaLlwe PLLvotn (e Tk 2GR ACT AT JH MAD 4MUKEN. THIY TURTEARS THE MEWOTE SE4VU wat vt wnll:t
CPesalfey The ikl >T¢3M vaLwte EWE LudS GF HT5mMAULIC CIONTHCL ALLOBED EXCESS Yeca™ IO ENTER TE
Tunoine LAEATING HiLn dACAPHESSLIE. §rE JVEASPEERD YECPANISY A(SO FAILED FRUM LXDSEAING OF A JAN
RUl U It Avaustive SPRERG.  ALL IMED CAUSED LEMLIAMING UN THE SHAFT ORIvEs OIL PURP wHiln THen
FALLED. ®EPAIRS eknkt CUMPLETEU B 7 JAYS 15 HUUNS.

AVAILASILATY ~ NRL PUBLIL OOCURENT RUUM, LT7L7 A STSEFT, waznInginn, D. L. 20545 (04 CENTS/PAGE -- minimm
LHAdLE  $2.433

U CLELES 2 (3mit) » ontll o SJuholAt ¢ FAILUHE, EQJIPMENT » FAILJRE, SEJUENTIAL o TRANSIENT » TEST, SYSTER
JptmAciLiTY

('] PEN ]
TIP 2Ly vALvE FAILS IO (Lludz UN Imt OCCASTICS AT JUaY CETIES> 2
LuUNPORaEAL It £ Clies LuRULYA, ILL.
4 Puse LTn W/AI=5J-205775-45 TU MRl (FFRICE W NUCLEA< ArACTOR AECULAT (ONe WI¥. 19, L9TS, OOCKRET S0-2095, TYPE--
dnRe Hi--GC.E.. Ar-2LT £ LURDY

CAudt - sulead~uP i URY LUBKECANT. FOLLIWiNG COTPLETION IF A TRAVEASING IN-CIRE PIOBE SET wili @
UPEmATiNG A} Sa8 PUwEd, Tnf BaLL VALYE FOR WALRINE 2 FAILED TN CLOSE wnEn THt OFTECTOR MaS
AcfuRnEu TO ToE Tv=5"1elD PuSITTCY. FAJRUKE 5 PUSTULATED TG AE & oviLu-uP UF 1P TUBE DAY
LUBA ILANT.,  wnty Al CPLRATON TAPPED O% Jrtk a5V UF T VALVE, Twk w2I¥E CLDSEC. & SIMILAR
FajLuit Lr THE >AME BALL VALVE LCCURAED TV e vexXT OAY. To€ PAESEMT AALL VALVES will B¢
AEPLALEY wlin wALWES OF & MEw OLSIGAN SN AVALLARLE.

AVAILASILET? — N PUM IC JUCUMENT Roum, L2IT7 w SEREES, wASHEMGEIN, D, . 20%45 (08 CERIS/PAGEL ~- Mixlmum
CHARGLE  $2.00)

OVALVEY + LUNTAINAENT IS5CLATIUN o SENSTRIMENT, IN JoRE o LUSRICATION o FRILURE, DESTGN ERAROR o QUAD (T EES 2
(omR)

1064} 0
PRIMARY LSnlELD WALy ANCMUR BULTS CAPAGRD AT MOREtHAW
LING ESLAND LIGATTNG LOAPANY, MICKSYELLE. %.Y.
d FloESe LRTTER whlm REPCT FU NMC GRFFLCE OF INSPREZFEOV o ENFUACENENT, JULY 9, LTS, OOCRET 53-322, §YPE--BWR,
WFu=~gsebes AE==STLAE ¢ wRESTER

CAUSE = 3uniING TudAlr DAMALE. THE PRIYARY SHJELD wALL AXRCHOX BOLYS WERE INADVERTENTLY DAMAGED
meeN AQIALENT PLATES #tRE FLAME-CJOT Tu COARECT AN INSTALLATION EMLOR. DAMAGE CONSTSTED OF
LULALEZED eaPoSumE T0 THE FLARE CF A BURNING TORCH Tral PROSUCED FLAME GOUGES AND SEAG
INCLUSIUNS . THEKE wetHE && B30LTS ERXPOSED TO LUCALIZED MIuM TEMPERATURES SUT NUT GOUGED AND o8
weRE GUUGED GA MARRED. Fui medl CAUSED MARDENING OF TrE “ETAL, TWE DAMAGED AND HEAT AFFECTED
Avp &y 4ILL S GROUND OUT.  STRESSES #ILL AE REANALYZED OASED ON AREAS REMAINING AFTER GRINDING.

AVAILASTLETY -~ Wl PuB BL WOLUMENT RUOM, B717 » STREET, wASHINGIIN, J. C. 20565 (08 CENTS/PAGE -- MINImMUM
CHéRee 32,000

SHUAEMAM [dmr) ¢ CURASTRICTIUN ¢ SPASTENEY ¢ OHEAT FACATHENT » S)AMAGF o FATLURE s INSTALLATION EAROR o SHIELDING

et
FUINAL REPCRT LA PREMARY SnIELD WALl ARCHOR 8OLTS> AT SHOR: AR
L% Ealahy LIGPIING CO. v MICASYILLE, ALY,
Lo PuSe LIR w/nPT TU MG UFFICE OF T £ E. OJT. 29, L9073, UIOCKET 50-322, TYPE -8uR, MFG-~Gokae AE-~STOVWE ¢
wkBSTER

CAUSE ~ %O APPROVE:) PROCLOUKE FOR REPAIR, ANAL VSIS UF THE MANAGED ANCHOR amT SYSTEM TOOK PLACE
IN 2 >TAGLSe JoEa AN INITIAL ANALYSIS M0 & SUPPLEMENTARY ANM YSIS. AFTEN REVIEWING THE
ANALYS15, KT wAS UECIOEU THAT The BOLT SYSTEN [S ADEQUATE T RESIST THE JIPLRAT IGVAL, LA THIMKE,
Aoy PLIPE rheda LLALS POF wiICH §T wAS UESIGNED. THt PRIMARY CAUSE OF THE ANCHOR BOLT DAMAGE wWAS
PEnF CRMANLE UF A FIELU REPAIP JO A SAFETY-RELATED COMPANENT wiTrHOUT AN APPOVED PROCEOURE.
IvAuEwUATE SUPERVISTGN wAS A CUNTRIAUIING FACTUN,

AvAILABILITY = Wl PUSLEC GUGUMENT KuuMe ITLT m STRERT, waASHINTIY, D. C, 20945 (08 CENTS/PAGE ~~ MinImym
LAARGE  $2.00)

YMUREMAM (dWd) ¢ CPASTENER ¢ UAMAGE » MAINTEVANCE AND MEPA. 1 ¢ STRESS ANALYSES + FATLURE, ADMIMISYRATIvE
COATROL o PROCEUME S ANU MINUALS ¢ JGNTRUCTION ¢ SSHIELOING

IS A
SUPPRESSI LN PUUL PHENMGMLNA FUR RAKE 7 CUNTAINMENT AT SUSQUEWANYA | AND 2
PENNSYLVARTA Piintn & LEUT CO"PANY, PA.

o PAGE>e LETTER milm REPORT 10 Al UFFICE OF ESPELTION £ ENFORCMENT, ReSTON I, APRIL &, 1975, VOCKETS 53~
Jel/308e JYPE~--nNwkty M ~(oter BEt--dECHTEL
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101 e oLON T Nk ve
CAuSE — POMYEBE mSEGN wdricidénly. ~JBTHcZ INwELTILETLINY O g UPPNESILA DU 2nivdme ™A
ASICIATRG wiin YA0ETY RELIEF VALVE AWD LOCA oL Wd0ws CISLmadsES mavk [13°CA: U T4AT Iné DRI ECH
BASES ARD LLAU UNBIRATLIGNS UikY AN Tof PLAR MAY NuLi ~AVE TNATIFIED ALl Trf JomNuBERL .8 TS
Cublainmtnl LEMGh. &e3ue TS oF THESE D9306% _GenllRationd il M CONPARED ASALL3T Int PRESINT
VESIOh, CLASTRUCTICR IR TS ANFA AAC SELN SJSPENUCL UeTIL Trf LU TIIS Ay AFES (OmmiTiu.

AVAML AL ITY - Ml PUR JC VUCUMERT Puu®, I7ITF ~ STARET. #ASAIN,T. N, Do L. ?¥a% 123 CANEL/PACE -~ AlNIme

Crdlee .00

CORAIARERT UeSiuh ¢ CUNTAIRNENT, PREIIAE SUPPILISION * RYDMBOLEC ¢FFELT o STREDI ANRATYSILS o faliint. 531N
ERAUR » BLLedLER ¢ PreSOURE TRALMEEAT o COMMTACCEINY o SUSJUERASRA 2 (TWA) o SJIQMENEAE [ (Iax) ¢ Iy

13LA4S

Pultolial OEFILEEALY [N THE >UPPRENSIUN 7O STAUCTIE A SUsQueAdid L aN) 7
PeRAYTLVENE S Puiwes £ LionT Cu.
Lo KEES

o PAGES. | LRTTam milve ATIALHWAERE TG wh( UFFICE DF [43PelTi0v & S Wnle wfiON 1o SPAEL &, 1903,
%0—-3871/73u0, VPt ~-pl. PIC--C . f.0 Af-~tINIEL

CaUSE = JEYIGe Ut iunt . TESES MAWE <EPEALED 2 LAUUSY U5 Frnutna wel(r WAY  Mavi a50E0SE
AFFELlS CA Brne SWPRELSITN POCL STRUCTURE MNY EUIP HIT. TSt WCUR A5 & ®ESRT F & LOCA Om
ACTYATIUN UF TnE Malh STRA™ AR TV /ZMELTES  JALWES, PREZISE L ADY APPLICAALE TN n§5 STATI A wave
Rl dExs CeTenminti. COR3TRUCTEIN U THES AdRA .3 slcy T 3 UYTIL MNALYIES AE CN"PLR AU,
Ik LIRZ PGHCES THR ald [ Tt LOVLELL JGWW THE VERT PIPE IWIC T+ WPPRESHIODN 254 TA930N%0 AN
Ain wusett. SMIS RESAT: IR POUL SefLl THal JUs CAUSE JAMAGE. MORI[ONTAL SCOvr B¥ AT F AT
Aley WALME LISLHAALE PEPING ARF AL30 BRING EVAL JATE.

AvSILABILITY ~ MRl PUBL L LRLUSENT PRGum, B7LT i STRt: T, wlyriIN:Tun, Do €. 23%% (oA CENTS/PAGY —- WiNG W
LHkdnE 34,00

HYURMR JC EXSELT » ACLIUERT, LGS UF CCLLAYE o STakss o STnesS ASALY3 LS » FAltuRE,
CUMITRUCTIUN © SUDLURMANRA 2 LInR) ¢ SUSJUEtANGA [ (owt) o TR TumE o JURLS

TEQIV ERanR o EGUEPVENT o

104495
FINAL ®EPLNT US SuroRESSION Sk FYUMIDYNARIC LIBU CFPELTS &F >U3Jutrasia 1 L 2
PEWRIVLVANIA PURKR L LIGHE CuMPALY, BLLENT Cun
TvPe--

3 PASESe LENTcn Ty WHC GRFICE WF INSPECTEON © EvrSaewe vl RECION 1o Y Lo 1575, o~ adlly 53-3307385,
ARy Au= Golor At--stinlrL

CAUZE -~ VESIULN DEFECEEN( Y. A3 APPONTET 3% RPUL 4, 1975 473 MAS SUSPENUFD IV C)NLAFTF PisRS
ANG GInt R LRITICAL CONTAIRMENT CudSTRUCTI Y ACTIVITIES JePIL WIIFECAITUNS wERE 1DENTIFIES PO
MAGMIVATE SUPPRESSION POCL MYUACOYNAREIC LUAJIS . PN [9INANY RNA TSES ~8S AEEY L wPIEJEC. A
QIFFUSER wlll CF ADUEDU AT Twt ey BF Trk SAFLTY/IRLI4F VALVE DISCHARCE LINFS. FIFTY PEINFURCING
BARS wlLL SF 800D 1% INE SUPPRESSIONY PIIIL #3LALS, WEIWPIRCING 38R A4RAGLEVEST afLl 3¢ (~ANGeD
I Tk OIAPIWALYT SLAD TU ALCCOMOUARE >3 291 NeT JPLERT. 50mE  AUuITICNAL EWar:s alLL JF ADDED N

Tt POSL wlllS, wifix ni5 heSTasIEC,

AVAILASILIRY ~ W PUBLEL DULUMENT ntsgme LTLT o STIELT . a8ShINGTIN, DI (. 13545 4@ LENT/PAlE -~ inviwY

WHARGE  82.09)

SUSUUEMARRA | [Bak) » SUSQUEMANMA 2 fowk) » SWOIERICATEIS » OT)R9)S o OSTRUCTIAE » CIREAFF, JFIVFSai ) & ITEEYL

* EYORAULIC EFFRCE o FA[LUPE, UESICY FRAOR

10+ 708
BOX COLUMN SUPPCRT DREFECTS FUUNDG &T SLSWUEHAYNA L AND 2
PERNIYLVARES PUNER & LIGHT CUMPANY, M LEIOwN
& PakSe Lefien TU ARCe REGINN 10 JULY 25, 1375, DNCAETS 5)-3871738), TYPE--AuR, WF~~0ubo s AR--ub(4TFL

Caddl = LAMELLAR TEARING NEAR wELDS. LISFad $4DICATIONS #ARE DISCOVERD JURIRG A visuat
INSPECIION UF TAE welu JUEMFS OF 2 9)X CULUYN BUPPORT BASES. ULIIASONIL ERMINMATEONS FIUND
DU ICATIUAS Fie 5 JDF T & COLUANS,  THF E90ICATIONS VARIED FAON SUREACE TD §-3/8 ENIMES DEEP AND
37 INCHRES LuhGe LARELLAR TEARING IS ITHE SUSPECTED CAUSE. ThIS iS & PHEOMENUN wil(n mMAS
RECEIVED ATTENTIDN N [NuUSTAY P AEALY RECENTLY AND 13 NOT BIRLY UNOERSTLI0. IT 65 THOUGHE THAT
CARELLAR JEARS wilt MUl PRCPAGATE ANY BURTHER >InCt THE STRESS (PRUSABLY UUE 70 ot L SNINNAGE)
IS meliiven SN TEARING,  ALL 8 COLUYW SUPPORT BASES WiLL 8¢ REPLACED,
AVAILASILY ¥ - ML PUB JC UGCUMENT AGOM, LT17 5 STREET, 4ASMINGYIN, D. (. 20565 §ud CENIS, PAGE -- MINIWUW
CHARGE  :Z.00)

SUSQUEMANNA | tomRt) & SUSNUENANNA £ (ArRk) o CORSTRUCTION o OSTHUCTURE o #SUPPORT STRUCTUNE ¢ CAACK + WELDS o
METALLURGY » STRULTURAL ENIeGRITY # FAJLURE, FASBHICATIUN ERROR

100530
DEFICILALEY IR BOX CULUMN SUPPLASS AT SUSQUENBYNA | AND 2

PENNSTLVANIA P)wkn L LIGnT CUu.. PA,
26 PGSe LIR a/RPT TU Usde ML, REGIUN 1o AW, 295 1975, DOCRET 53-337/388, SYPE--BWR, M- ,.l., M-~-3ECHMTEL

GURING RANOUY VISLAL INSPECTINN OF INGTSILED SIRUCTURES GF 1NIT

CAuUSE ~ PABRICATIUN DEFICIEMCY,
FsSPECTRON REVEALED MAJALINE C(PACKS AT Tut

be eNGINEERS QULRST JONED wELUS DM ¥ BUS COLUMN BASFS.

3o #ie

sde

R



http://CU.SlklK.Htai
http://lr.1V
http://KHMttM.lt
http://AIIAtMf.Nl
http://ro.il
http://ruw.lt
http://rEfcft.sti.VAMa
http://If.SPt-.CION
http://li.N0
http://fH.IT

T T TR e e T

I O

r J

1.293  Suhlinkse
Sac O 3yt Ptim FRATILA wElQ BETWEEN & SPEFFENEL AXU UE 30X CRUSH. (AARS wERE (OERTIFLED AS
LaAPEtlan Tkanir,,. In1s PredTERUS IS WT YT FULLY WRDERSTOOD. SIRCE IF I3 A0V POSSIME O
ETAB I LLa LuSIVELY Tmal Trg LAMIL_ AR T2 Ll NOT PROPAGATE VRDRR SEXVICE LDADS. 1T maS
vec IRy TU AiALale AL o CLAUTR SUPPUAT BASES wilw wtd SUPPMRTES mavine & DIFFEREN 0E3IGH OETAall.

AvBILASILIIY = Nbe Puslic DLCUMERT BUum, L7LT7 »w 3TREe T, waSHInGTIN, D. C. 20503 100 CERTS/PAGE -- WInn
Ldaus $2.400)

MOwbkt@NRA | (Gal * 2USLULraANAL 2 Lowk) ¢ i NSTRUCTIUN o oSurP Al STAWCTURE » QUILDENG o FAILURE,
FALAL ABRUN cHdlN o Sablus o SCRAlR o PETALL BRGY » wIDIFIC TEN

e
1o AP LIBCULT dupanid CARALEL AT wERNLNT YAWEE
StnMCRT TANNEE MLALLIK PORER (WLEP(AATICM
1 PAsk, LETTeR TC LinRCTuRAle Wb AbWUL
Anhe Afu-=vetes BE—-LBAMNE

¥ IPERALL D%, At L (held e SANURAY 9, 1975, DOCREY 50-271, TUPE—

LASSE < WALRIE oAN(E Eheum, OQURING Tk REFUEL Ehve DUTAGE . RUUTIRE PREVERIATIVE mAINTERAME w. .
Prab N D U TNE arl SRAVICE waTER PURP THAT ALXHMAEC TrE USE JF A GRUUMD ANU TEST OEviCE TO
oy Ik W kADS TU Tt mLTup.  FalS OEVICE B> UMED FOR 2 SEZES OF JALAAERS, AUMPTORS weRF Ultd
aifn Ik 2000 &P dRcastd. TrkSE MM TURS wei§ mul REMOVED with USED Ok THE L1200 ARP DREAREAR
uisTinTine Tt SIATIUNARY Tusks. TrtlS A:SULTED IN ENACEJUATE CONTACT. wreR ToiE BREAFER wAS
CLUsEUe Pimih AMRCING TCUR M aCt. TrE DAVAGED dddtAnch mAD 1O né REPLACRL. SIEPS wufit Tanén 10
Pat VAT USIAL Tre AUAPIURS (B Tk WRTAG OREARELAS.

AAILASILITY ~ BRC PUR IC UCLUMERT R:kum, ATLT = STRECT, mAMINGIUN, Do C. 20545, 108 CERTS/PAGE -- NiRIm™
LHAALE $2.00)

TRIATENANLE AN nePAIR o mRPURLEING o FAJludt, RINTEYAWCE ERRUN o YERMDAT YANUKEE (dwR) o RLECTRIC ARC o
AURBLIAAY Cudlibe o SHUTUORY LULLING SYSTER » BREARIR o PUAPS

wYI2eu
sel POiM OF PREMSUAE SelTer Cul CF LINITS AT JENmOnT vanact
VEARIRD YAARZE NUCLEIR PUREKR CuLPPANY
L PRake #dWCRIAL UCLURAENLE REPIRT 75708, JAwAAY 13, 975, DOCAET 30-271,